
Appendix B 

NOTICE OF VIOLATION 

Northern States Power Company License No. DPR-22 

Based on the Health Physics Appraisal conducted June 9-20, 1980, it appears 
that certain of your activities were in noncompliance with NRC requirements, 
as noted below. Items 1 and 2 are infractions.  

1. Technical Specification 6.5.B.1.a. requires that any individual or group 
of individuals permitted to enter a high radiation area shall be provided 
with a radiation monitoring device which continuously indicates the 
radiation dose rate in the area.  

Contrary to the above, a licensee employee accompanied by a visitor 
was observed entering a high radiation area (951' level, turbine building) 
without the required radiation monitoring device.  

2. 10 CFR 20.203(b) requires that each radiation area shall be conspicuously 
posted with a sign or signs bearing the radiation caution symbol and the 
words Caution or Danger Radiation Area.  

Contrary to the above; (1) the outside entrance to the radiation area 
of the "hot" machine shop was not posted as a radiation area, and (2) 
areas within the unposted turbine building outside the hot machine 
shop posted area had dose rates of up to 12 mR/hr.
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