
U.S. NUCLEAR REGULATORY COMMISSION 
OFFICE OF INSPECTION AND ENFORCEMENT 

REGION III

Report No. 50-263/80-19

Docket No. 50-263

Licensee:

License No. DPR-22

Northern States Power Company 
414 Nicollet Mall 
Minneapolis, MN 55401

Facility Name: Monticello Nuclear Generating Plant 

Inspection At: Monticello, MN 

Inspection Conducted: October 1-31, 1980

C. I

A. L. Madison 

By: W. S. Lile, Chief 
Reactor Projects Section 2

3 

/ -

Inspection Summary 

Inspection on October 1-31, 1980 (Report No. 50-263/80-19) 
Areas Inspected: Routine Operations, Logs and Records, Housekeeping, Routine 
Radiation Protection, Surveillance, Training 6f Personnel, Observe collecting 
plant, Fish and Milk samples, Monitored Qualification of Guards, LER and IEB 
responses. The inspection involved a total of 75 inspector-hours onsite by two 
NRC inspectors including 23 inspector-hours onsite during off-shifts.  
Results: No items of noncompliance or deviation were identified in these 
areas.
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DETAILS 

1. Persons Contacted 

*W. A. Shamla, Plant Manager 
M. H. Clarity, Plant Superintendent, Engineering & Radiation 

Protection 
W. E. Anderson, Plant Superintendent Operations & Maintenance 
S. L. Pearson, Superintendent of Operations 
D. D. Antony, Superintendent, Operations Engineering 
J. R. Pasch, Superintendent of Security & Service 
J. L. Kreger, Supervisor of Security 
L. W. Severson, Shift Supervisor 
F. J. Schober, Shift Supervisor 
M. W. Onnen, Shift Supervisor 
R. A. Kmitch, Shift Supervisor 

The inspectors also interviewed members of the Operations, Operations 
Engineering, and Technical Engineering sections.  

*Denotes licensee representative attending management interview.  

2. Operational Safety Verification 

The inspector observed control room operations, reviewed applicable logs 
and conducted discussions with control room operators during the month of 
October. The inspector verified the operability of selected emergency 
systems, reviewed tagout records and verified proper return to service of 
affected components. Tours of Unit 1 reactor building and turbine building 
were conducted to observe plant equipment conditions, including potential 
fire hazards, fluid leaks, and excessive vibrations and to verify that 
maintenance requests had been initiated for equipment in need of mainten
ance. The inspector by observation and direct interview verified that 
the physical security plan was being implemented in accordance with the 
station security plan.  

The inspector observed plant housekeeping/cleanliness conditions and 
verified implementation of radiation protection controls. During the 
month of October, the inspector walked down the accessible portions of 
the SBLC, and CRD hydraulics systems to verify operability. The in
spector also witnessed portions of the radioactive waste system controls 
associated with radwaste shipments and barreling.  

These reviews and observations were conducted to verify that facility 
operations were in conformance with the requirements established under 
technical specifications, 10 CFR, and administrative procedures.  

No items of noncompliance or deviations were identified.
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3. Licensee Event Reports Followup

Through direct observations, discussions with licensee personnel, and 
review of records, the following event reports were reviewed to deter
mine that reportability requirements were fulfilled, immediate corrective 
action was accomplished, and corrective action to prevent recurrence is 
being performed in accordance with Technical Specifications.  

LER 80-26 "A" Outboard MSIV Inoperable 
LER 80-25 HPCI Valve MO-2035 Failure to Operate 
LER 80-24 Failure of CV-2791.Reactor Recirculation Loop 

Sample Outboard Isolation Valve to Close 

No items of noncompliance or deviations were identified.  

4. IE Bulletin Followup 

For the IE Bulletins listed below the inspector verified that the 
written response was within the time period stated in the bulletin, 
that the written response included the information required to be 
reported, that the written response included adequate corrective 
action commitments based on information presentation 'in the bulletin 
and the licensee's response, that licensee management forwarded copies 
of the written response to the appropriate onsite management represent
atives, that information discussed in the licensee's written response 
was accurate, and that corrective action taken by the licensee was as 
described in the written response.  

The licensee has submitted their response to the Office of Nuclear 
Reactor Regulation (NRR) on the following bulletin. Following NRR 
approval these IEB's will be closed out.  

IEB 80-17 All Rods Fail to Insert or Scram 
IEB 80-14 Scram Volume Instrument Floats Damaged 

No items of noncompliance or deviations were identified.  

5. Containment Purge and Vent Valves 

The licensee's operation of the containment purge and vent valves was 
reviewed. The licensee operates the 18 inch outboard valve in conjunc
tion with the two inch by-pass valve within the required limit of being 
open less than 90 hours per year. The record of time open is maintained 
in the control room. The 18 inch valves are not opened simultaneously 
unless the reactor is in cold shutdown. The 18 inch valves and valve 
operators are being modified by the licensee and valve vendor so they 
will only open to 40 degrees. The licensee appeared to be meeting their 
response to the "Interim Position for Containment Purge and Vent Valve 
Operation."
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6. Environmental Sampling

The collecting and packaging of the required environmental samples 
was monitored. The collecting was observed to be within their guide
lines and were collected in the stated areas. The packaging appeared 
to be sufficient.  

7. Guard Requalification 

The guard.force requalification with their weapons was observed.  
Approximately one-half of the force was observed and all these personnel 
met the requirements.  

8. Exit Interview 

The inspector met with licensee representatives (denoted in Paragraph 
1) throughout the month and at the conclusion of the October inspection on 
November 4, 1980 and summarized the scope and findings of the inspection 
activities.
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