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Inspection Summary 

Inspection on September 1-30, 1981 (Report No. 50-263/81-19) 
Areas Inspected: Routine, announced Review of Logs and Records, Housekeeping, 
Routine Radiation Protection, Surveillance, LER Followup,.IEC and IEB Followup, 
Training, Operations and Committee Functioning. The inspection involved a 
total of 146.5 inspector-hours onsite by two NRC inspectors including 51.5 
inspector-hours onsite during offshifts.  
Results: No items of noncompliance-were identified in these areas.
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DETAILS 

1. Persons Contacted 

*W. A. Shamla, Plant Manager 
D. D. Antony, Superintendent, Operating Engineering 
*J. R. Pasch, Superintendent of Security and Services 
*F. L. Fey, Superintendent, Radiation Protection 
*M. H. Clarity, Plant Superintendent, Engineering and Radiation Protection 
R. L. Scheinost, Superintendent, Quality Engineering 
*W. E. Anderson, Plant .Superintendent, Operations and Maintenance 

The inspectors also talked with and interviewed members of the Opera
tions, Operations Engineering, Maintenance and Technical Engineering 
Sections.  

*Denotes those licensee representatives attending the management interview.  

2. Operational Safety Verification 

The inspector observed control room operations, reviewed applicable logs 
and conducted discussions with control room operators during the month of 
September. The inspector verified the operability of selected emergency 
systems, reviewed tagout records and verified proper return to service of 
affected components. Tour of the reactor building and turbine building 
were conducted to observe plant equipment conditions, including potential 
fire hazards, fluid leaks, and excessive vibrations and to verify that 
maintenance requests had been initiated for equipment in need of main
tenance. The inspector by observation and direct interview verified that 
the physical security plan was being implemented in accordance with the 
station security plan.  

The inspector observed plant housekeeping/cleanliness conditions and 
verified implementation of radiation protection controls. During the 
month of September, the inspector walked down the accessible portions 
of the Emergency Diesel Generator systems to verify operability. The 
inspector also witnessed portions of the radioactive waste system con
trols associated with radwaste shipments and barreling.  

These reviews and observations were conducted to verify that facility 
operations were in conformance with the requirements established under 
technical specifications, 10 CFR, and administrative procedures.  

No items of noncompliance were identified in this area.  

3. Monthly Surveillance Observation 

The inspector observed surveillance test No. 0015a Hi Steam Line Rad 
Scram and verified that testing was performed in accordance with 
adequate procedures, that test instrumentation was calibrated, that 
limiting conditions for operation were met, that removal and restora
tion of the affected components were accomplished, that test results
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conformed with technical specifications and procedure requirements and 
were reviewed by personnel other than the individual directing the test, 
and that any deficiencies identified during the testing were properly 
reviewed and resolved by appropriate management personnel.  

The inspector also witnessed portions of the following test activities: 
APRM weekly surveillance and Low Condenser Vacuum.Scram.  

No items of noncompliance were identified in this area.  

4. Licensee Event Reports Followup 

Through direct observations, discussions with licensee personnel, and 
review of records, the following event reports were reviewed to deter
mine that reportability requirements were fulfilled, immediate corrective 
action was accomplished, and corrective action to prevent recurrence had 
been accomplished in accordance with technical specifications.  

M-RO-80-04 and M-RO-81-11: HPCI-9 Failure to Pass Local Leak Rate Test 
(Closed) 

M-RO-81-14: Failures of Accumulator Check Valves for the P. C. Purge 
(Closed) and Vent Valves.  

M-RO-79-20: RCIC Temperature Switch Set Point Drift.  
(Closed) 

M-RO-81-13: AC Interlock Problem. (ADS logic satisfied without a 
(Closed) running pump).  

No items of noncompliance were identified in this area.  

5. IE Bulletin Followup 

For the IE Bulletins listed below the inspector verified that the 
written response was within the time period stated in the bulletin, 
that the written response included the information required to be 
reported, that the written response included adequate corrective 
action commitments based on information presentation in the bulle
tin and the licensee's response, that licensee management forwarded 
copies of the written response to .the appropriate onsite management 
representatives, that information discussed in the .licensee's 
written response was accurate, and that corrective action taken by 
the licensee was as described in the written response.  

TE Bulletin No. 80-17, Supplement 4: Failure of Control Rods to Insert 
(Open) into Core (Items 4 and 6 and update 

on Item 5).  

IE Bulletin No. 81-01: Use of Mechanical Snubbers in Safety-Related 
(Closed) Systems.
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6. IE Circular Followup 

For the IE Circulars listed below, the inspector verified that the 
Circular was received by the licensee management, that a review for 
applicability was performed, and that if the circular were applicable 
to the facility, 'appropriate corrective actions were taken or were 
scheduled to be.taken.  

IEC No. 80-23: Potential Defects in Beloit Power Systems Emergency 
(Closed) Generators 

IEC No. 81-05: Self Aligning Rod End Bushings for Pipe Supports 
(Closed) 

IEC No. 80-22: Confirmation of Employee Qualifications 
(Closed) 

No items of noncompliance were identified in this area.  

7. Review of Plant Operations 

During the months of August and September, the inspector's reviewed 
training activities. The inspector attended two classes of the li
censee's operator requalification lecture series and verified that 
lesson plan objectives were met and that training was in accordance 
with the approved operator requalification program schedule and 
objectives.  

The inspector verified by direct questioning of one new, one existing, 
and one temporary employee that-administrative controls and procedures, 
radiological health and safety, industrial safety, controlled access 
and security procedures, emergency plan, and quality assurance training 
were provided as required by the licensee's technical specifications; 
verified by direct questioning of one craftsmen and one technician that 
on-the-job training, formal technical training commensurate with job 
classification, and fire fighting training were provided.  

No items of noncompliance were identified in this area.  

8. Exit Interview 

The inspector met with licensee representatives (denoted in Paragraph 1) 
throughout the month and at the conclusion of the inspection on September 30, 
1981, and summarized the scope and findings of the inspection activities.
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