
Appendix

NOTICE OF VIOLATION

Monticello Nuclear Generating Plant Docket No. 50-263

As a result of the inspection conducted on February 4 through February 8, 
1985, and in accordance with the General Policy and Procedures for NRC 
Enforcement Actions, (10 CFR Part 2, Appendix C), the following violation 
was identified: 

Technical Specification 6.6.A.3 states that plant operating records and 
logs relative to tests performed to satisfy the technical specifications 
be retained for a minimum period of five years.  

Contrary to the above, the scram timing recorder traces, which are records 
generated as part of the control rod drive scram time tests utilized 
to satisfy Technical Specification 4.3.C, were not retained after the 
testing performed subsequent to the Cycle 11 core load. 

This is a Severity Level V violation (Supplement I).  

Pursuant to the provisions of 10 CFR 2.201, you are required to submit 
to this office within thirty days of the date of this Notice a written 
statement or explanation in reply, including for each item of noncom
pliance: (1) corrective action taken and the results achieved; 
(2) corrective action to be taken to avoid further noncompliance; and 
(3) the date when full compliance will be achieved. Consideration may 
be given to extending your response time for good cause shown.

MAR 4 1985 
Dated R. L. Spessard, Director 

Division of Reactor Safety
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