
MAY 3 1985

Docket No. 50-263 

Northern States Power Company 
ATTN: Mr. C. E. Larson 

Director of Nuclear 
Generation 

414 Nicollet Mall 
Minneapolis, MN 55401 

Gentlemen: 

Thank you for your letter dated April 3, 1985, in response to the item 
of noncompliance which we brought to your attention in our letter dated 
March 4, 1985.  

We have reviewed your response to the subject item of noncompliance, and because 
the issue involved was not clearly defined from a regulatory standpoint, we 
pursued an interpretation on what constituted a "record" with the 
Quality Assurance Branch (QAB) of the Office of Inspection and Enforcement.  
During our conversations with QAB we discussed the circumstances involved in 
this item of noncompliance; i.e., are strip charts for scram time traces 
required to be retained if the necessary data has been extracted and recorded 
in a document that is retained? QAB's' response was that for cases like this 
the strip chart (or raw data) would not be required to be kept and that your 
current practice was acceptable. Based on the above, we thereby withdraw this 
item of noncompliance and our records will be revised accordingly.  

We will gladly discuss any questions you may have concerning this subject.  

R. L. Spessard, Director 
Division of Reactor Safety 

cc: W. A. Shamla, Plant Manager 

cc w/ltr dtd 04/03/85: 
DMB/Document Control Desk (RIDS) 
Resident Inspector, RIII, Monticello 
Resident Inspector, RIII, Prairie 

Island 
John W. Ferman, Ph.D., 

Nuclear Engineer, MPCA 
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