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Docket No. 50-263 

Northern States Power Company 
ATTN: Mr. C. E. Larson 

Director of Nuclear 
Generation 

414 Nicollet Mall 
Minneapolis, MN 55401 

Gentlemen: 

This refers to the NRC's Systematic Assessment of Licensee Performance (SALP 5) 
of the Monticello Plant for the period of July 1, 1983 through November 30, 1984.  
A copy of the SALP 5 report is being provided for your review in advance of the 
formal meeting in Region III at 10:00 a.m. on Monday, February 25, 1985.  

Regulatory performance at the Monticello facility has remained acceptable during 
this assessment period and there appears to be a general overall improvement 
from the previous SALP assessment period. The entire process of removing and 
replacing the recirculation system piping was handled well. Our special team 
inspection in September 1984 determined that plant management was involved not 
only in scheduling and controlling the work, but in maintaining daily contact 
with personnel and the status of the work. Because of this, there were very 
few unanticipated problems and those that did occur were analyzed and resolved 
in a safe and expeditious manner. The relatively smooth startup of the plant 
(this occurred after the close of the assessment period) demonstrated the 
effective planning and implementation of the piping replacement program.  

One area in which improvement could be made is personnel performance in sur
veillance activities. Even though there was only one noncompliance in this 
area, there were a number of personnel errors that should be avoided. One such 
error, in fact, caused the only forced outage for the assessment period when 
redundant trains of the Anticipated Transient Without Scram circuitry were 
tripped during a surveillance test.  

While you will have sufficient opportunity to present your comments at the 
meeting on February 25, 1985, you also may provide written comments within 
30 days after the meeting. We will evaluate any written comments and provide 
you with our conclusions relative to them.  
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In accordance with Section 2.790 of the NRC's "Rules of Practice," Part 2, 
Title 10, Code of Federal Regulations, a copy of this letter and the SALP 
Report will be placed in the NRC's Public Document Room.  

No reply to this letter is required at this time; however, should you have any 
questions concerning the SALP report, we would be pleased to discuss them 
with you.  

Sincerely, 

triginal signed by 
4Mes G. Keppler 

James G. Keppler 
Regional Administrator 

Enclosure: SALP 5 Report 
No. 50-263/85-01 

cc w/encl: 
W. A. Shamla, Plant Manager 
DMB/Document Control Desk (RIDS) 
Resident Inspector, RIII Monticello 
Resident Inspector, RIII Prairie 

Island 
John W. Ferman, Ph.D., 
Nuclear Engineer, MPCA 

Regional Administrators, 
RI, RII, RIV, RV 

J. M. Taylor, IE 
H. R. Denton, NRR 
N. J. Palladino, Chairman 
T. M. Roberts, Commissioner 
J. K. Asselstine, Commissioner 
F. M. Bernthal, Commissioner 
L. W. Zech, Commissioner 
INPO 
State Liaison Officer, State 
of Minnesota 

RIII PRR 
RIII SGA 
NRR Project Manager 
J. Axelrad, IE 
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