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LER 2011-007 "80th Emergency Diesel Generators Declared Inoperable Due To Inadequate 
Surveillance" 

A Licensee Event Report (LER) for this occurrence is attached. 

Summary of Commitments 

This letter contains no new commitments and no revisions to existing commitments. 

imot 
Site' resident 
Mont cello Nuclear Generating Plant 
Northern States Power Company-Minnesota 

Enclosure 

cc: Regional Administrator, Region III, USNRC 
Project Manager, Monticello Nuclear Generating Plant, USNRC 
Resident Inspector, Monticello Nuclear Generating Plant, USNRC 
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ABSTRACT (Limit to 1400 spaces, i.e., approximately 15 single-spaced typewritten lines) 

On September 29, 2011, at 1700 hours CDT, Monticello Nuclear Generating Plant (MNGP) 
determined that the surveillance test procedure used to demonstrate compliance with Technical 
Specification (TS) surveillance requirement (SR) 3.8.1.7 involving load reject testing of the Emergency 
Diesel Generators (EDGs) with the single largest post-accident load did not fully satisfy the TS 
surveillance requirement. This condition resulted in both EDGs being declared inoperable. MNGP 
requested and was granted enforcement discretion to permit development and performance of a new 
surveillance test that meets the surveillance requirement. 

The cause of the event was an inadequate surveillance test procedure resulting from a failure to fully 
reflect the changes enacted through the implementation of the Improved Standard Technical 
Specifications in 2006. 

On October 2, 2011, the 12 EDG was successfully tested in accordance with the new surveillance test 
procedure at which time 12 EDG was declared Operable and the enforcement discretion period 
exited. 
NRC FORM 366 (10-2010) 
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EVENT DESCRIPTION 

Monticello Nuclear Generating Plant (MNGP) was in Mode 1 at 100% Power. 

On September 29,2011, at 1700 hours CDT, MNGP determined during a self-assessment that the 
surveillance test procedure used to demonstrate compliance with Technical Specification (TS) 
surveillance requirement (SR) 3.8.1.7, involving load reject testing of the Emergency Diesel 
Generators (EDG) [DG] with the single largest post-accident load, did not satisfy the TS surveillance 
requirement. This condition resulted in both EDGs being declared inoperable as TS Limiting 
Condition for Operation (LCO) 3.8.1, IIAC Sources - Operating,1I was not met. At 1900 hours CDT, 
Condition F, the shutdown portion of the actions was entered. 

Consequently, at approximately 2220 hours CDT, on September 29, 2011, a teleconference was 
initiated between U.S. Nuclear Regulatory Commission (NRC) Region III, NRC headquarters staff, 
and MNGP personnel. MNGP presented its bases for a one-time extension of the Completion Time 
of Specification 3.8.1, Condition F.1 from 12 hours to 5 days. Enforcement discretion was requested 
to provide sufficient time to develop and perform a new surveillance test procedure meeting SR 
3.8.1.7. At 2358 hours CDT, the NRC verbally granted the request for enforcement discretion. 

EVENT ANALYSIS 

This condition is being reported in accordance with 10 CFR 50.73(a)(2)(v)(A),(8),(C) and (D) -- Event 
or Condition that Could Have Prevented Fulfillment of a Safety Function. 

SR 3.8.1.7 verifies that each EDG rejects a load greater than or equal to its associated single largest 
post-accident load, and following load rejection, the frequency is </= 67.5 Hz. MNGP previously 
performed SR 3.8.1.7 by tripping the Core Spray pump motor while loaded onto the associated EDG, 
with the pump flow rate set to approximately 3000 gpm. The test deficiency identified that the flow 
rate at which the Core Spray pump motor was tripped is not the flow rate expected at run-out or near 
run-out conditions - corresponding to the trip of the largest single post accident load. Consequently, 
the frequency response of the EDG had not been fully demonstrated in accordance with SR 3.8.1.7. 

A new surveillance test procedure was developed to perform an EDG load rejection with an EDG 
loaded to the grid simulating the load associated with the single largest post-accident load. 

On October 2, 2011, 12 EDG was tested in accordance with the new surveillance test procedure, and 
determined to meet SR 3.8.1.7. The 12 EDG was declared Operable at 2101 hours CDT and the 
enforcement discretion period exited. On October 3,2011, at 11 :58 p.m. TS LCO 3.8.1 was met after 
the 11 EDG was declared operable following successful surveillance testing. 

SAFETY SIGNIFICANCE 

To support the request for enforcement discretion, MNGP completed a bounding risk assessment for 
the extension of TS 3.8.1, Condition F, from 12 hours to 5 days. The assessment determined that 
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there was not a significant increase in risk for the five day period. To mitigate risk, MNGP committed 
to implement a series of compensatory actions for the duration of the enforcement discretion period. 
In the written confirmation of enforcement discretion, the NRC concurred that there was no adverse 
impact on public health and safety as a result of this event. 

MNGP was able to demonstrate that both EDGs were operable before the end of the enforcement 
discretion period. As a result of the successful completion of the new surveillance test procedure, 
MNGP concluded that the EDGs were capable of performing their safety function throughout the 
period from implementation of Improved Standard Technical Specifications (ITS) until the present and 
this event did not involve a Safety System Functional Failure. 

CAUSE 

The cause of the event was an inadequate surveillance test procedure resulting from a failure to fully 
reflect the changes enacted through the implementation of ITS in 2006. This was a new surveillance 
requirement for MNGP that did not exist within the previous MNGP custom TS. The surveillance 
requirement was not correctly translated into an adequate test to meet SR 3.8.1.7 and hence was not 
correctly implemented as part of the ITS implementation process. 

CORRECTIVE ACTION 

Procedures were created to simUlate the loss of the largest post accident load by paralleling the 
engine with the offsite power source and opening the diesel output breaker to verify engine response. 
OSP-EDG-0535-11, "11 Emergency Diesel Generator Load Rejection Test" and OSP-EDG-0535-12, 
"12 Emergency Diesel Generator Load Rejection Test" were created to satisfy the surveillance 
req u i rement. 

PREVIOUS SIMILAR EVENTS 

There have been no similar licensee event reports in the last three years. 

ADDITIONAL INFORMATION 

The request for Notice of Enforcement Discretion (NOED) submitted by MNGP is ADAMS accession 
number ML 112760776. 

The written response from the NRC formally granting the NOED is ADAMS accession number 
ML 11278A176. 




