
Date:  December 16, 2011 
 
PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE -- PNO-I-11-004A 
 
This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or public 
interest significance.  Some of the information received may not yet be fully verified or evaluated 
by the Region Staff. 
 
Facility 
Constellation Energy Nuclear Group, LLC 
Nine Mile Point Unit 2 
Lycoming, NY 
Docket:  50-410 

Licensee Emergency Classification 
      Notification of Unusual Event 
      Alert 
      Site Area Emergency 
      General Emergency 
  X  Not Applicable 

 
SUBJECT: UPDATE - NINE MILE POINT UNIT 2 TECHNICAL SPECIFICATION-

REQUIRED SHUTDOWN DUE TO AN INCREASE IN UNIDENTIFIED 
REACTOR COOLANT SYSTEM LEAKAGE 

 
This preliminary notification supplements information in PNO-I-11-004, which documented a 
Technical Specification-required reactor shutdown due to an unidentified reactor coolant system 
(drywell) leakage of greater than two gallons per minute (GPM) within the previous 24 hour 
period.  
 
On December 9, 2011, at 9:03 a.m., Unit 2 operators noted an increase in unidentified reactor 
coolant system leakage, with a maximum leak-rate of 3.7 gpm.  At 10:46 a.m., Unit 2 operators 
commenced a reactor shutdown to the Hot Shutdown condition in accordance with station 
procedures.  Following a drywell entry, the source of the leakage was determined to be a 
reactor coolant system valve.  The plant was taken to Cold Shutdown on December 10 at 6:13 
p.m. to complete repairs to the valve.  The valve stem was repaired, the valve was re-packed, 
and post-maintenance testing was completed satisfactorily.  Constellation incorporated 
enhancements to the valve to prevent reoccurrence of the failure, and additional monitoring 
equipment was installed.  The leakage was collected in the drywell sump and all plant systems 
functioned as designed. 
 
Following repairs to the valve, Unit 2 was restarted and taken critical at 4:04 a.m. on 
December 15, 2011.  The generator was synchronized to the electrical grid at 4:55 a.m. on 
December 16, 2011. 
 
The NRC Resident Inspectors responded to the site after the shutdown to monitor 
Constellation’s response.  The inspectors also evaluated repair activities and corrective actions 
prior to plant restart.   
 
The information presented herein has been discussed with Nine Mile Point management and is 
current as of December 16, 2011, at 9:30 a.m. 
 
State and local officials have been informed. 
 
Region I Public Affairs is prepared to respond to media inquiries. 
 
ADAMS Accession Number:  ML11350A095 
 
CONTACT: Glenn Dentel    
  (610) 337-5233    



DISTRIBUTIONS: 
BY E-MAIL: 
 
OWFN        TWFN     
Chairman Jaczko        NMSS     
Comm. Svinicki     OIG 
Comm. Apostolakis    RES 
Comm. Magwood 
Comm. Ostendorff       
OIP 
OCA 
OGC 
OPA 
EDO 
OE 
NRR 
SECY 
IRO 
ACRS 
NSIR 
NRO 
PDR 
RSLO 
Regional Offices 
 
By Fax: 
DOT:Trans 
INPO 
NSAC 
RI Resident Office  
Licensee:  Constellation Energy Nuclear Group, LLC 
 
 
 
 
 
ADAMS Accession Number:  ML11350A095 
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DOCUMENT NAME:G:\DRP\PNs\PNO-I-11-004A - NMP 12-12-11 Update(2).docx  
After declaring this document “An Official Agency Record” it will be released to the Public. 
 
To receive a copy of this document, indicate in the box:  "C" = Copy without 
attachment/enclosure, "E" = Copy with attachment/enclosure   "N" = No copy 
 

OFFICE mmt RI/DRP   RI/ORA  RI/SLO  RI/PAO  RI/DRP  RI/ORA  
NAME GDentel/ GD RBarkley/RB DTifft/DT DScrenci/DS DAyers/AY WDean/DL for 
DATE 12/15/11 12/15/11 12/15/11 12/15/11 12/15/11 12/16/11  

OFFICIAL RECORD COPY 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


