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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEG - Unit 3 Interval Period: 1st/3rd Inspection Inspection Report No.: IP3~09-IWL-001

EI. 148' - EI. 168'

Component No: VCC-33

Description:

Zone No: _OlLlO"-l;3'--__ Drawing No.: IS1-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars l.imitations: Accessible areas only

Recording Condition

Leaching or chem ical attack

Abrasion or erosion degradation

Pop outs and voids

Scaling

Spalls

Corrosion staining on concrete surfaces

Cracks

Exposed reinforcing steel

Deteriorating of concrete coating, if applicable

Excessive corrosion of the exposed embedded metal
surfaces
Detached embedment or loose bolts

Other

RI NRI NI N/A

0 l8J 0 0
0 0 l8J 0
D 0 [gJ D
0 D l8J D
D l8J D D
D 0 l8J D
D l8J D 0
D D [gJ D
D D D [gJ

D D l8J D

D D l8J D
D [gJ 0 D

Comments

1

1

1

1,2

Date: _

,~~,/~ ~

/ - ?.'. /' ,-." f.·.~)
Date:_----'-·_~-'-··_-- ·-- __

~Note: oKelcnes or pictures mp-- .L IO cl~Y mspec~la~:s ano locaIlons.)

Examined By: P. Bowe r-&.v-r Date:l~ Examined By: J. Skoniecznv9J4,~Date:N..::&'C'1
Print/Signalure¥tevel PrintiSignat~LeW.1

Responsible Engineer Review:

Acceptable: Yes l8J No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: ~Ul'k~ ~I.-n- '1l- 1.. { -s.. ~e>"'" 'f\'-. \ 0,..,> 'YG:>. -z.. b
\

./"? g:?' .' / /.-"'?// /' c

RE Signature: R. Drake , /r~p;4;iS",,,,:)/ " _//"::..(!.t:e,,,,;
PrinVSign;;iMre/Level /' .

Site l.evellll Review: '/!IIk ,/
PrinVSignature/Level

ANII Review:~~ - ~ Date:__d},-+i_I--=-5--'If-='b_O_~__
Print'Signature /

IPEC00241389
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC /Indian Point NO.3

ZONE No: 003

COMPONENT NO. :__-...:.V...:::C...:::C_-~3~3 _

Numerous bugholes, leaching, spalling and cracking - all minor and previously identified. (~~
Reddish discoloration in both zones 2 and 3 over an area of roughly 20'x90' (previously Mkidentified).

IPEC00241390
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT·3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1st/3rd Inspection Inspection Report No.: lP3-09-IWL-001

Description: _......::::E~I.....:.1....:.4~8'_--=E'-'-1.....!.1~68~J _

Component No: VCC-34 Zone No: --.:O~O~4~__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Recording Condition

Leaching or chemical attack

Abrasion or erosion degradation

Pop outs and voids

Scaling

Spalls

Corrosion staining on concrete surfaces

Cracks

Exposed reinforcing steel

Deteriorating of concrete coating, if applicable

Excessive corrosion of the exposed embedded metal
surfaces
Detached embedment or loose bolts

Other (bugholes)
/'

RI

D
D
D
D
D
D
D
D
D

D

D
D

NRI

D

D

D
o
o
D

NI

D

D
D
D

D

o

D

N/A

o
D
D
D
o
o
o
D

D

D
D

Comments

1

2

1

1

1

1
lL~OIe: 0 -c.-' v..z nareas anc lOCatIons.}

Examined By: P. Bowe / ~/'~---::::-Date:~ Examined By: J. Skoniecznv OJ. L- Date:! ~-'(,-o~
PrintiSigna\ure~evel PrintiSignaturGfLevel -.....

Responsible Engineer Review:

IPEC00241391
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IP3 ASME Section XI. IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAI NMENT INSERVICE INSPECTION

RECORD OF VT - 3/GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEG / Indian Point No.3

ZONE No: 004

COMPONENT NO. :__---:.V..;:::C..;:;C_-....;:3;..:.4 _

,.

~Numerous bugholes, cracking, leaching, scaling and spalling - all minor and previously identified.

2 Two small pop outs, 2" dia., at El. 158. r:?~

I

IPEC00241392
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1s'/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _--=E:.:.1...J..14;;:;.:8,,-'_-...:E=!,I....1.!..:l6,-!:8~' _

Component No: VCC-35 Zone No: _0"""0"""5<--__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI NlA Comments

Leaching or chemical attack D I8l D D 1
Abrasion or erosion degradation D I8l 0 D 2
Pop outs and voids D I8l D D 1
Scaling D I8l D 0 1
Spalls 0 I2J 0 0 1
Corrosion staining on concrete surfaces D I8l D D 3
Cracks D I8l 0 D 1
Exposed reinforcing steel D D I2J 0
Deteriorating of concrete coating, if applicable 0 0 0 I8l
Excessive corrosion of the exposed embedded metal 0 0 I8l 0surfaces
Detached embedment or loose bolts 0 0 I2J 0
Other 0 I2J D D 1
(NOte: bKetcnes or picturesr~ clarity Inspection areas anc lOCatiOns.)

J. Skoniecznv()~ k. Date: (')-Examined By: P. Bowe / ~) Date:~ Examined By:
PrintlSi naiuretteVel PrintlSi natur$lLevel "'"

Responsible Engineer Review:

Acceptable: Yes I8l No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: VANrf\C:>E.. ~tr...ll:\! :1 (R,Of"\"6 (;.. \ 0":> <?b. 2-0

Date:__I _/_...-_."e-/_;:__(_."_{/_"~__

IPEC00241393
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEG / Indian Point NO.3

ZONE No: 005

COMPONENT NO. :__--:.V.;::G.;::G_-....::3=5 _

1
Bugho[es throughout, cracking due to shrinkage, leaching, scaling, spalling, and pop outs - all minor

i~~and previously identified.

2
Large areas of pitting/abrasion with exposed aggregate (previously identified with no

~S7significant changes).

3 Visible rust stains from cage ladder support (previously identified). \?B

IPEC00241394
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-31GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1sl/3rd Inspection Inspection Report No.: IP3-09·IWL-001

EI. 148' - EI. 168'

Component No: VCC-36

Description:

Zone No: _O=O=6~ __ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Date:__-LtP)-F---'-f_'S.-I;Itc....:.f--,-O _

Recording Condition RI NRI NI NlA Comments

Leach ing or chemical attack D ~ D D 2
Abrasion or erosion degradation D D f8l D
Pop outs and voids D ~ D D 3
Scaling D D ~ D
Spalls D ~ D D 1
Corrosion staining on concrete surfaces 0 0 ~ 0
Cracks D ~ D 0 1

Exposed reinforcing steel D D I8l D
Deteriorating of concrete coating, if applicable D D D I8l
Excessive corrosion of the exposed embedded metal D D ~ Dsurfaces
Detached embedment or loose bolts D D IZl D
Other (bugholes) 0 I8l 0 D 1

~

(Note: tiKetCnes or pictures IT~~e~Clanry InspectiOn areas anc locallons.)

J. Skoniecznvv.l~" It.. ~ Date:Examined By: P. Bowe I '~ Date: i#Examined By: Q-I'
PrintlSignatur.e/Level

~

PrintlSignalure~ ,

Responsible Engineer Review:

Acceptable: Yes ~ No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: V"tJ-rA6>G ?"'~T -4 B ~ 1\ hZ.01'\. fl(,., I ,,~ ~t.. 'La

./ ;..1'" /'/' , ,~-r? ~ ?~
RE Signature: R. Drake 1-----;;''-7f.'~~''---''--;"L--'~-f',S(~/L.-,.'-(~-cr'---.>-,-·..::..:_ Date:_---'-.,l_-_·.:e-/_/---'-/"_(,,_J ~

PrinUSi

Site Level III Review:__-'tJ.-I--'f_cA Date: __
~us~gnature/Level

ANIIReview:~~
Print'Signature

IPEC00241395
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAI NMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point NO.3

ZONE No: 006

COMPONENT NO. :__----=.V-=C-=C_-...::3~6 _

1 Numerous bugholes, vertical cracks (some greater than 5' long), joint/pattern cracking and spalling-

r~Ball minor and previously identified.

Areas of pattern discoloration, possibly from pattern cracks that opened during

~!>2 pressurization of containment releasing calcium and then closing (previously identified with
no significant changes).

3
Minor pop outs (less than 3" dia. and 1" deep) and small diameter voids (deeper than the

1r253typical bughole). Condition remains from previous inspections.

IPEC00241396
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT·3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1st/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _-=E!,;..1.-'-16><:8'"'-J_---"E=..!.I.:....1.!..l:8~8:....' _

Component No: VCC-37 Zone No: ...;Ol:'.lO~1,--__ Drawing No.: ISHWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI N/A Comments

Leaching or chemical attack D ~ D D 1
Abrasion or erosion degradation D D f8l D
Pop outs and voids D D ~ D
Scaling D D ~ D
Spalls D ~ D D 2
Corrosion staining on concrete surfaces D D [g1 D
Cracks D ~ D D 1,2
Exposed reinforcing steel D D ~ D
Deteriorating of concrete coating, if applicable D D D ~

Excessive corrosion of the exposed embedded metal D D ~ Dsurfaces
Detached embedment or loose bolts D 0 [g1 D
Other (bugholes) D [g1 0 D 1

\1'IOte: ;:iKe1cnes or pictures~e .1 to~peCtlonareas anc loca110ns.)

J. Skoniecznv(14 ~Date:Examined By: P. Bowei~ tl'v-.::Y Date:i~ Examined By: l-Ib
PrinVSi na~urE~/Level PrinVSi natuM/Le4"ei

Responsible Engineer Review:

Acceptable: Yes ~ No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: JlttJTl\6£ ~'..J'T -#- £} . lb. 1\ r-a.Of"\.. F\6.' 0 ~ ({"£b, 'ZO
I i

. ;1' /_,
Date:._---'-I_,_-_"-/_·_..,,-,-,/_.t_:,.,_"_~

--;7 ," / .. , ,.»; "
RE S· t . R 0 k I //j. e:. (;/ tl /}/J / '" 1'---Igna ure. . r8: e , 41;.,l>(:g~A"'/" ..",. 1(\,/'/:'<"'/'"

PnnVSIQpature/Level / '. ..

Site Level III Review: - ~/t Date: _
~n::::Level

ANI! Review:~~Date:_~~'__+It-'-I.s_____Jltc...;;f.-O---
Print'Signature ~

IPEC00241397
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point No.3

ZONE No: oat

COMPONENT NO. :__----'V...;:;C...;:;;C_-......:3:..:,.7 _

1 Numerous bugholes, cracks, areas of discoloration, and leaching - all minor and previously identified. ~
2

Joint cracking with spalls, some exposing aggregate (previously identified with no ~¥Jsignificant changes).

IPEC00241398
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit S Interval Period: 1sl/Srd Inspection Inspection Report No.: IPS-09·IWL-001

Description: EI......-,-16~8,,-J_-....::E~I.....1:...:.8~8....' _

Component No: VCC-S8 Zone No: ~O~O~2~ __ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20xBO Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI NlA Comments

Leaching or chemical attack D 18I D D 1
Abrasion or erosion degradation D D 18I D
Pop outs and voids D 18I D D 3
Scaling D D 18I D
Spalls D 18I D D 2,3
Corrosion staining on concrete surfaces D D I2J D
Cracks D IZI D 0 1
Exposed reinforcing steel D D IZI 0
Deteriorating of concrete coating, if applicable D 0 D IZI
Excessive corrosion of the exposed embedded metal D D I2J Dsurfaces
Detached embedment or loose bolts D D IZI D
Other (bugholes) D IZI D D 1,3,4
tNote: ;:lKetcneS or plcmres mr IO clanry Inspection areas ana locations.)

J. Skoniecznv l1.L Itt .Date: Il.~Examined By: P. Bowe ..-\--dr; r:::{- Date: # Examined By:
PrlntlSi natur ~revel PrintlSi natur6?Lev61 ""

Responsible Engineer Review:

Date:_~j,-l_-----:.'~_7:---,-/_C_\ _

Site Level III Review: :...cN+f-'A-'-- ~_ Oate: _
~Sign:e!LeVel

ANII Review:~~ Date: tfjrs/tO
Print/Signature -+~/-;;P=---'---

IPEC00241399



- IPSO IP-RPT-09-00069 I REV. 0

~Entergy I Page 122 of 192

IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC /Indian Point No.3

ZONE No: 002

COMPONENT NO. :__-.:.V.=C=C_-...;:3;.:::;8 _

..-

tLI1 Numerous bugholes, leaching, and vertical cracking - all minor and previously identified.

2
Vertical joint spall, approximately 3" long, at E1. 178 (previously identified with no

~e>significant changes).

3
Partial spall/pop out of grouted area, approximately 3" x 2" x W', at E1. 183 (previously

r4J3identified with no significant changes). See photo U3-027226.

4
Reddish discoloration in both zones 2 and 3 over an area of roughly 20'x90' (previously

~identified).

,

IPEC00241400
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

IPEC00241401
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1st/3 rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _-=E,,-1.....:...16~8~'_-~E~I.:...1.:..::8:::=8:...' _

Component No: VCC-39 Zone No: _O~O:!.l:3::....-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

EqUipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

-"cry
9g

Recording Condition RI NRI NI N1A Comments

Leaching or chemical attack 0 r2J 0 0 1
Abrasion or erosion degradation 0 0 [8l 0
Pop outs and voids 0 0 r2J 0
Scaling 0 0 I8l 0
Spalls 0 r2J 0 0 1
Corrosion staining on concrete surfaces 0 0 r2J 0
Cracks 0 r2J 0 0 1
Exposed reinforcing steel 0 0 I8l 0
Deteriorating of concrete coating, if applicable 0 0 0 r2J
Excessive corrosion of the exposed embedded metal 0 0 r2J 0surfaces
Detached embedment or loose bolts 0 D r2J 0
Other 0 I8l 0 0 1,2

p.Bowe~ --dJ~
;.)

J. Skonieczn\,(f} 112 it...~ Date:)J.-I(;,.Examined By: Date:I~ Examined By:
Print/Si natur~l Print/Si natuM/Level

~

Responsible Engineer Review:

Acceptable:' Yes r2J No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: bbG ~'~I 4- 'Z. l~:s f"~~Y\G. \ 61-1 rIO. ZO
<

~':';'\.' -'" '"

Date: _-,,-/_"_.. -,-/_/"_,--/--,,-C.~)~ __

Site Level III Review: ,J/ Ii Date:__~ ~_

~:?re~~__
ANII Review:~~ Date:__Al.L..-F--'J.=S'--;I""Ir'-'fo""'--__

Pri nt/Signature "I..f-!-

IPEC00241402
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3/GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point No.3

ZONE No: 003

COMPONENT NO. :__---::.V=C=C_-..:::3~9 _

t".••

1 Numerous bugholes, leaching, spalling and cracking - all minor and previously identified. ~
2 Reddish discoloration in both zones 2 and 3 over an area of roughly 20'x90' (previously

~J)identified).

IPEC00241403
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1SI/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _---=E~1.-l.16~8,,-'_-...:E=.:.I,-.1.!..l:8~8:...' _

Component No: VCC-40 Zone No: _0"",0=...4:....-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Recording Condition

Leaching or chemical attack

Abrasion or erosion degradation

Pop outs and voids

Scaling

Spalls

Corrosion staining on concrete surfaces

Cracks

Exposed reinforcing steel

Deteriorating of concrete coating, if applicable

Excessive corrosion of the exposed embedded metal
surfaces
Detached embedment or loose bolts

Other

RI

D
D
D
o
D
o
o
D
D

D

D
D

NRI

D
D

o

D
D

D

D

NI NlA

D D

D D
D D

D D

D D

Comments

1

1

1

1

1
(NOte: tiKetcnes or pIctures~ ./ to clarity inspection areas anc locations.)

Examined By: P. Bowe / -r<1~~ Date: i#Examined By:
PrintiSignatur~I

Responsible Engineer Review:

J. SkoniecznvUA. Ie.. ' Date:? 'J..-Ifo-.o~
PrintiSignaturk1'Le'iife1 .~

Date:_----"-¢1+It1s,-+-I--=ItJ=---.__
/ I

Acceptable: Yes t8J No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: JJlrtJ1PrGii ~lrJT ~ .{ ~. 4> (-'{2..Vf'-'\. Y'U'". \ Q ...2 96. Z.O

. ",1-;2., A: .. 4/, /l,..,:",.:..,,_../!A.,I.
l
',;.t0.KltI. /--.'?,"~ ../C:iRE Signature: R. Drake /~-f-/---:{:¥;·:t""/:''-·:'''--''';~_b=<"('Y--''''-..~"""""::;,:"",,--,,.•,+-_.,F: '' ' Date:~----,_----,,__,,-.~_~__

PrinVS i9#ttff'~/Level

Site Level III Review:__--'--tJ-f~....:.A_=___~__~~_ Date: ~__~__

~";~eJLevel

ANIIReview:~~
PrinVSignature

IPEC00241404
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC /Indian Point No.3

ZONE No: 004

COMPONENT NO. :__--'-V-=.C-=.C_--'4=O _

A

1 Numerous bugholes, cracking, leaching, scaling and spalting - all minor and previously identified. l:?~
2 Exposed aggregate, approximately 8" x 4" area, at El. 173. V/( ~y

~,

IPEC00241405
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IP3 ASME Section XI. IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-31GENERAL VISUAL EXAMINATION

Plant: IPEG - Unit 3 Interval Period: 1sl/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _-,E=.l~. ...:.:16:::.:8=:...·_-....!:E="'I.'-1~8~8'-· _

Component No: VGG-41 Zone No: _0""'0""'5<--__ Drawing No.: ISI-lWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Recording Condition RI NRI NI N/A Comments

Leaching or chemical attack 0 12J 0 0 1
Abrasion or erosion degradation 0 0 181 0
Pop outs and voids 0 0 12J 0
Scaling 0 12J 0 0 2
Spalls 0 12J 0 0 2,4,5
Corrosion staining on concrete surfaces 0 12J 0 0 3
Cracks 0 12J 0 0 2
Exposed reinforcing steel 0 0 12J 0
Deteriorating of concrete coating, if applicable 0 0 0 1ZI
Excessive corrosion of the exposed embedded metal 0 0 12J 0surfaces
Detached embedment or loose bolts 0 0 12J 0
Other (bugholes) 0 12J 0 0 1
(Note: bKetcnes or pictures:r-2 ::.;..7 ClarITY In~ectlon areas anc loCatiOns.)

J. Skonieczn~DatelJ. ,I'Examined By: P. Bowe ~r?-t=""") Date:~ Examined By:
PrintlSigna\ureXlc.evel PrintlSignatu I'Le"1El1

Responsible Engineer Review:

Acceptable: Yes 12J No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: IAtJ-rPt6e B l•.rr -:f:F I ('Ill' (YI,. f"16. I 00..> Pb. 'z.L)

Site Level III ReView:__....:.tJ~~:....:It'-- Date: _

~"a~:~_ve-I-....,
ANII Review:~ iIztkq: Date: 4:jrs;)o

Print/Signature

IPEC00241406
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JP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC /Indian Point No.3

ZONE No: 005

COMPONENT NO, :__----"V.._C..;::.C_---'4;....;.1 _

A

1
Not a smooth surface - pebbles exposed due to original vibration issues and non-active leaching.

(~~Conditions remain unchanged since previous inspections,

2
Minor spalling, pattern cracking, joint cracking, and scaling throughout component

(W~(previously identified),

3
Line of rust spots and staining between El. 168 and EL 178 (previously identified with no

r?~significant changes).

4 Small spall, approximately 2" x 3" x h" deep, at El. 170. hZ.B
5 Small spall, approximately 1 h" xl" x 1/8" deep, at El. 183, <l2J3
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECll0N RECORD OF VT-31GENERAL VISUAL EXAMINATION

Plant: IPEG - Unit 3 Interval Period: 1st/3,d Inspection Inspection Report No.: IP3-09·IWL-001

Description: E=I,,-,...:.,16=8=-'_-...:E=I.:....1:..::8...8:....' _

Component No: VCC-42 Zone No: _O=O=6~ __ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI N/A Comments

Leaching or chemical attack 0 [gI D D 1,2
Abrasion or erosion degradation D D [8J D
Pop outs and voids D [gI D D 2,3
Scaling D D [gI D
Spalls D [gI 0 0 2,4
Corrosion staining on concrete sur1aces 0 0 [gI D
Cracks D [gI D D 1
Exposed reinforcing steel D D IZl D
Deterioratjng of concrete coating, if applicable D D 0 [gI

Excessive corrosion of the exposed embedded metal 0 0 IZl Dsur1aces
Detached embedment or loose bolts D D IZl D
Other (bugholes) D IZl D D 1,5

". ; 0' I-Z' ~ect1O;p%e;sanu 'W",.. ,~.)

J. Skoniecznv(/1,a k- Date' J... ~{"Examined By: P. Bowe;·~7~ Date: jz.hp oq Examined By:
Print/Si nafurel~ I PrintiSi natule/Le'fEll

Responsible Engineer Review:

Acceptable: Yes IZl No D (Detailed VT-1 Examination ReqUired Attachment 7.3)

Comments: "krJV>;6,f fk',,",T .,ij: B ~ Il y:'~"l"'\. f'lb. \ tiN Y'b. 2-0

}7 /', .". "f f\ /0 n
RE Signature: R. Drake I i/!·_·6"::;,b"vvO~. (~. \ c!'" ;y:,.%-'(/'\,.

PrinVSigrl<:jt6re/Level ,

Site Level 111 Review: 'AlA Date: ~ _

~~Level
ANII Review:~ ~ Date:__4}'--f-(,-.:s--+(/;--=--I--=--O__~

Print/Signature
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM.VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3/GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC I Indian Point No.3

ZONE No: 006

COMPONENT NO. :__----:V~C~C_-_4==2 _

""

1 Numerous bugholes, leaching, pattern and vertical cracking - all minor and previously identified.

~
2

Pre-emergent "incipient" spall, approximately 9" long are, with leaching and small pop outs

~surrounding the area (previously identified with no significant change).

3
Several I" diameter voids/pop outs near right edge of zone (previously ideritified with no

<12bsignificant change).

4
Area of spalling over 2' long on form joint (previously identified with no significant

( t;4change).

5
Exposed aggregate due to loss of cement matrix from original over vibration, roughly 3' (I?~long (previously identified with no significant change).

IPEC00241409
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEe - Unit 3 Interval Period: 1sl/3rd Inspection Inspection Report No.: IP3·09-IWL-001

Description: _--=D..::;o.:.:.m=e'-- _

Component No: VCC-43 Zone No: _0>:,,:0....1'--__ Drawing No.: ISHWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars limitations: Accessible areas only

Recording Condition

Leaching or chemical attack

Abrasion or erosion degradation

Pop outs and voids

Scaling

Spalis

Corrosion staining on concrete surfaces

Cracks

Exposed reinforcing steel

Deteriorating of concrete coating, if applicable

Excessive corrosion of the exposed embedded metal
surfaces
Detached embedment or loose bolts

Other (bugholes, exposed aggregate)

RI NRI NI N/A

0 IZI 0 0
0 0 IZI 0
0 IZI 0 0
0 0 IZI 0
0 IZI 0 0
0 0 IZI 0
D IZI 0 D
D 0 I2l 0
D 0 D I2l

D 0 I2l 0

D 0 I2l 0
D I2l 0 0

Comments

1

1

1,2,5,7

2

1,3,4,6,8,9

,r'" .
Date:_--,,--l-_.--,,--/_~--C...l~(~)_~__

(NOte; ::;KetCnes or pictures m,re al'i.~to clariTy inspection areas anc locatIons.)

Examined By: P. Bowe / ~") Date:~ Examined By: J. Skonieczn"CLi.. k Date://l..//:r-e,
PrintlSignatur~1 PrinVSjgnatuu~/Level '"

Responsible Engineer Review:

Acceptable: Yes (gI No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: VA1'lilib6 S: ....,.... ~ Cf ( 10 I 1Ul.M:2.tlK hG, I mJ Pt:· 20
- I

......~! cO"';; /l# ;-~ /i
;/fi . //1 . //" /1 . ... ~ (

RE Signature: R. Drake / A$<':>:<-'l;>"";4t'~( /j i ..<0i\i,.,ML'(
PrinV§.mKa'ture/Level ••/,,7- ,?~".

Site Level III Review: ;JLA Date: ~__

~~aN~vel
ANII Review:~ ~ Date:_--.L-¢-Jrlt.L..JS-t-P_I_O _

Print/Signature 7
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC I Indian Point NO.3

ZONE No: 001

COMPONENT NO. :__---"V....;::C....;::C_-_4:..:;3 _

3

4

5

6

9

Numerous bugholes, leaching, localized spall areas, joint spalls with exposed aggregate and pop outs
all minor and previously identified.

Horizontal cracks with spalling and a diagonal crack, approximately 3' long, with spalling
(previously identified with no significant changes).

Exposed aggregate, 12" x 4" area, located 2 panels down and I to the right from the left
lightning arrestor.

Exposed aggregate, 10" long x 2" wide (at widest location), located 5 /4 row down and
third over from left border. Indication appears to be from original construction formwork
s illage.

Spall, approximately 3" diameter x 'Ii' deep, located 8th row down and 7t1J. over from left
border.

Two adjacent areas of exposed aggregate, approximately 12" x 4" and 9" x 2", located 5
panels up from spring line and 7 panels over from left border. See photo U3-017274. This

hoto re resents a tical condition as described in the above comments.

Potential future spall, approximately 4" x 3" area, located 4 panels up from spring line and 9
over from left border.

Exposed aggregate, approximately 2' x 2" diagonal, located 2 panels up from spring line
and 6 over from left border.

Exposed aggregate, approximately 6" x 8" area, located 2 panels down and 5 over from left
border.

IPEC00241411
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1sl/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _---'='D""o'-'-m""'e'--- _

Component No: VCC-44 Zone No: _O:.!..:O:!.!:2:..-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI N1A Comments

Leaching or chemical attack D ~ D D 1
Abrasion or erosion degradatIon D D ~ D
Pop outs and voids D D ~ D
Scaling D D ~ D
Spalls D ~ D D 2,3,5
Corrosion staining on concrete surfaces D D ~ D
Cracks D ~ D D 1,2,3
Exposed reinforcing steel D D ~ D
Deteriorating of concrete coating, if applicable D D D ~

Excessive corrosion of the exposed embedded metal D D ~ Dsurfaces
Detached embedment or loose bolts D D ~ D
Other D f2J D D 1,4
\NOle: oKetCnes or pictures m ea IO ClariTY inspection areas ana lOCatiOns.)

J. Skonleczn"C'\ Jl Ie...' Date"Examined By: p" Bowe ~-t::::lfJ~ Date: # Examined By: a...;,
PrintlSi natu~vel PrintlSi natLie7Leod'ei -

Responsible Engineer Review:

Acceptable: Yes f2J No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: ~ftitbt. ~1"J=r ~ \ I 1., ~ £... ~(2.p)""l f\ 6. 0,.:) ~G, 2-D

RE Signature: Date:_--,-I_·,/----c:__I_"'--_f_:_C'/_i_~_

Site Level III Review:_----CtJ.~0--'-1t"-----~ Date: _

~V~ign:re/Leve~

ANII Review:~ -'~--=-=---..:-~- Date:_--"~'_+_~-'-.s_Jt'-I-O----
Print/Signature ~ I
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point NO.3

ZONE No: 002

COMPONENT NO. :__----'V-=C=C~-_4~4 _

1

2

3

4

Numerous bugholes, leaching and vertical cracking - all minor and previously identified.

Cracking and spalling with exposed aggregate at cylinder to dome interface (previously
identified with no significant changes).

Joint cracking and spalling with exposed aggregate over 10' long section at El. 198
(previously identified with no significant changes).

Exposed aggregate, approximately 6" x 8" area, located 3rd row up and 2nd panel over from
left boundary.

Joint spalling and separation near lightning arrestor. See photo U3-027228.

See photo U3-027227 for general view of dome in zone 2.
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1s1/3 rd Inspection Inspection Report No.: IP3-09-IWL-001

Component No: VCC-45

Description: Dome

Zone No: _0:.:.:0::,:,3::.....-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

g9

Recording Condition RI NRI NI N1A Comments

Leaching or chemical attack D [8j D D 3
Abrasion or erosion degradation D D [8j D
Pop outs and voids D D [gI D
Scaling D D [gI 0
Spalls 0 [gI 0 0 1
Corrosion staining on concrete surfaces 0 0 [gI 0
Cracks 0 [gI D 0 1
Exposed reinforcing steel D D [gJ D
Deteriorating of concrete coating, if applicable D D D [gI

Excessive corrosion of the exposed embedded metal D D [gJ 0surfaces
Detached embedment or loose bolts D D [8j D
Other D [8j D D 2
~NOle: bKetCnes or pictures mre allr7'~clanTY Inspection areas anc lOCatiOns.)

J. Skonieczn~4kDate:1,)...-/Examined By: P. Bowel ~ ....-'r -r5ate: ' 2 ,h4/)1Ij Examined By:
PrintlSi naturel~ PrintlSi natu ILela1

Responsible Engineer Review:

Acceptable: Ves [8j No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: V4-tJTf>t;u,e Bl...n::.It 'l. J :. I 12 r-=CZO'l"\. ~~(, . Of\) \-'b. 20 AlJ P R'ZOM, MAcW Blr'?K£T
OQ\2,It-> <.<, c..(ZAI'-le; P<.l-fi 011'1''1 _, I

Date: _

/ .':')ir ;/'",

Date:_---"--I_-""f_·~/_.• '""_) _

1-· /:/,?

/'~-'''? ,//'" _./I~/~? ,I' 1/

RE Signature: R. Drake Ik'd')'r"·t>~/G[jU ,P(l".£4'(,.C
Print'SigntUure/Level //. .'

Site Level III Review:__-'IJ'-=-/-;;_A'-- ~
~gn"-turelL·vel

ANII Review:~ ~Date:_--4}...L-.#'Ir-<.I-5.....,f,/'_~ff):...-..--
Print/Signature 7 I
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IP3 ASME Section Xlt IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point No.3

ZONE No: 003

COMPONENT NO. :__---:V...:;;C;.,:C_-_4=5 _

2

3

Cracking and spalling with exposed aggregate at cylinder to dome interface.

Panel at spring line bordering zone 4 is wavy and appears to stick out. See photo U3
037228.

General inactive leaching consistent throughout containment. See photo U3-037228.
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1sl/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _--=D""o.:.:,.m""'e'-- _

Component No: VCC-46 Zone No: _0::.:.:0:.:.,.4:....-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

gg

Recording Condition RI NRI NI N/A Comments

Leaching or chemical attack 0 181 D D 4
Abrasion or erosion degradation D D 181 0
Pop outs and voids 0 D 181 0
Scaling 0 D 181 0
Spalls 0 181 0 0 1,2
Corrosion staining on concrete surfaces 0 181 D D 3
Cracks D 181 D D 2
Exposed reinforcing steel D D 181 D
Deteriorating of concrete coating, if applicable D D D 181
Excessive corrosion of the exposed embedded metal D D 181 Dsurfaces
Detached embedment or loose bolts D D 181 D
Other D D 181 D
(Note: tiKetcnes or pictures m, 10 clamy inspection areas ana locations.}

Examined By: P. Bowe / ~rr2, uate: izhp/~1 Examined By: J. SkoniecznjtA~Date:J..-lr,
PrinVSi nature l..evel r PrinVSi natu /LeVel

Responsible Engineer Review:

Acceptable: Yes 181 No 0 (Detailed VT-1 Examination Required Attachment 7.3)

Comments: Yflrt-J-r"PrU( Bl~:if 4. fRQiV'... £\6. \ 010 'Pv. 20 AI0~ !=R:e>t"'A.. MjI.;.:>B.;"'-sN:..~\,

,;, /;, 7···. <4 .•. ) /}
___7 //d I t1 1/ ) ":';'.-

RE Signature: R. Drake / J~<'~:{~i:f/li' .C':cl 01 i .·.."c~l Date: /"'- 7~' t()
PrintfSi' tureJLevel/,// .,

Site Level III Review: IJ/A Date: _
~ig~a~LeVel

ANI! Review: L~ 1b~ Date:_~~<-...+-I-.s-jf~~/-O-
PrinVSignature
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORM VT-3C
CONTAI NMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC /lndian Point No.3

ZONE No: 004

COMPONENT NO. :__---:V...:C:.=C~-_4:..:::6 _

1
Vertical spall at fonn joint with the following dimensions: l' long xl" wide xl" deep (previously

.'~
identified with no significant change).

2
Cracking and spalling with exposed aggregate at cylinder to dome interface (previously

~identified with no significant change).

3
Rust stains from lightning arresters (previously identified and all lightning arresters have

I-2ssbeen coated).

4 General inactive leaching consistent throughout containment. See photo U3-047231. Y:B
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT~3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1s'/3rd Inspection Inspection Report No.: IP3-09-IWL-001

Description: _--==D~o.!.!.m~e,-- _

Component No: VCC·47 Zone No: _O:!!..:O:!.l:5!...-__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

-~
gg

Recording Condition RI NRI NI NlA Comments

Leaching or chemical attack D !XI D D 1,6
Abrasion or erosion degradation D !XI D D 5
Pop outs and voids D !XI D D 1,3,5,7
Scaling D [gI D D 1
Spalls D [gI D D 1,3,4,5,6,7
Corrosion staining on concrete surfaces D [gI D D 3,4,6,7,9
Cracks D [gI D D 1,2,3,4,5,6
Exposed reinforcing steel D D [gI D
Deteriorating of concrete coating, if applicable D D D [gI

Excessive corrosion of the exposed embedded metal D D [gI Dsurfaces
Detached embedment or loose bolts D D [gI D
Other D !XI D D 4,5

(NOre: ;jKercnes or plCIures 'C-' 0 Clarity Inspecrlon areas and locations.)

J. SkonieCZny~..th.. &"'-gate:{J..-lGExamined By: P. Bowe /~-<. uate:I~ Examined By:
PrintlSi natur PrintlSi naturLe~1

Responsible Engineer Review:

Acceptable: Yes [gI No D (Detailed VT-1 Examination ReqUired Attachment 7.3)

Comments: {AdTI"<bG ~,,J"'- 4l 1 rf.Z""-"'" 'fl&.. , ()~ '?c:., 20 A.uD MA"-' ~A-S(L£.-r

, Z //'Date: /~J~"( U
~, ,~I ,> •• , ,~ •• "j;;/'

p."';;: /~>A /( ,Yf' •/ 1,k . j/ iJ
RE Signature: R. Drake , c,..A!6el:/~'V~:f>'/~~." ..r,(""e-[,n-s,~

PrintlSYJ;;~ure/Level/ ..

Site Level III Review: ,J/Il Date: _

~~ure/Le:el

ANII Review:~ Ifs~ Date:__~.L.._.F...L.....C.s'-,..,..It-'-/-'-o---
PrinVSignature ~
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IP3 ASME Section XI~ IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAINMENT INSERVICE INSPECTION

RECORD OF VT - 3 /GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point No.3 COMPONENT NO. :__----'V....;;;;C....;;:;C_-_4;.;.7 _

ZONE No: 005

First two rows of dome: Minor cracking due to shrinkage, pop outs, leaching, scaling and spalling 
all minor, non-active and previously identified.

Fifth and sixth rows of dome: Joint cracking, vertical cracks, minor spalling, bugholes and
staining from lightning arrester ~ all minor and previously identified.

Third and forth rows of dome: Joint cracking, spalling, staining from duct support steel and
vertical cracks 5' long and 5' ole - all minor and previously identified.

Six Y2" diameter pipe inserts sticking out approximately 1" from containment with minimal
surface corrosion. All six were coated in 2009 to protect against future corrosion. Before
and after photos can be found in Attachment 8.5.

Eleventh thru thirteenth rows of dome: Small spall areas, pop outs adjacent to duct and rust
staining - all minor and previously identified.

Seventh and eighth rows of dome: Joint cracking and spall approximately 5' long adjacent
to duct support, spall areas less than 5" in size, pitting/abrasion, and bugholes - all minor
and reviously identified.

Steel cable rusting along a vertical joint (previously identified). Cable removed during
coating of vent duct.

See photo U3-057231 for general view of dome in zone 5.

Ninth and tenth rows of dome: Leaching, pattern cracking, joint spaIls, cracking, and
staining - all minor and previously identified.

2

3

4

8

5

7

6

Ik~~~~~~~~~~~~~-==~'~~~~~~~~~'~~~~~~~'='-~~~~~~~~~~~====~~.,"'~-=,.-~--I~~----~I

Vertical cracks 5' long and 5' ole along the first row of the dome. This condition is
consistent over the majority of the dome and previously identified with no significant
chan
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IP3 ASME Section XI; IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1st/3 rd Inspection Inspection Report No.: IP3-09·IWL-001

Component No: VCC-48

Description: Dome

Zone No: ....;O:L:Oll.:l6'--__ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Date: I-? -- 10

No D (Detailed VT-1 Examination Required Attachment 7.3)

Recording Condition RI NRI NI N/A Comments

Leaching or chem ical attack 0 ~ 0 0 1
Abrasion or erosion degradation 0 0 ~ 0
Pop outs and voids 0 0 ~ 0
Scaling 0 ~ 0 D 1
Spalls D ~ 0 0 3,4
Corrosion staining on concrete surfaces D 0 ~ 0
Cracks 0 ~ 0 0 1,2
Exposed reinforcing steel D D ~ D
Deteriorating of concrete coating, if applicable 0 D D ~

Excessive corrosion of the exposed em bedded metal D D ~ 0surfaces
Detached embedment or loose bolts D D [8J D
Other D [8J 0 D 1..
{NOIe: oKelcnes or plClures mr;:::;( ~Iamy InspeCllon areas ana lOCatiOns.)

J. SkoniecznvO..JL Ie Date: tl-Examined By: P. Bowe -::::1 Date: I±h- Examined By:
PrinVSlgnaiure,(teVel PrintiSignatut'!//Level "

Responsible Engineer Review:

Acceptable: Yes [8J

Comments: _~-,-A==""';:"":'iI!'t-,-,-=6,-"e~--,--=..:....:.:::::,--,-----,-,,---,,,,+-,--,=-,-,,,--,---,-=,----,,---,,o::.:::u==----,--A;£....:.... ....:z.=-'--o---'-A..:.::,.J=..;O""---...:..(\rj....!.A:....:.i-..J~B~A.'-'S=K-"'6'--.-.--'-1_

RE Signature: R. Drake / ·0",y/~t./{fjJ'
Print/Sig atd'r'e/Level

./"

Site Level III ReVieW:__/_N'--+.~-'-It-'-- Date: _
Print/Signature/Level

ANI! ReView:_~~......<!.""!!IIi>::...-__~ -----,-~~.......=--=-....;.!...--_ Date:__...L:J.-+--'-IS.::..../-Jlt<L..:'":O'----__
Print/Signature ~
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

FORMVT-3C
CONTAI NMENT INSERVICE INSPECTION

RECORD OF VT - 3/GENERAL VISUAL EXAMINATION

STATION/UNIT: IPEC / Indian Point No.3

ZONE No: 006

COMPONENT NO. :__---=V..=C..=C_-_4=8 _

...

1
Minor pattern cracking due to shrinkage, bugholes, leaching, scaling, and spalling - all minor,

~ftinactive, and previously identified.

2
Vertical cracking occurs roughly 5' long and 5' ole throughout entire component

~(previously identified and no significant changes).

3
Exposed aggregate, approximately 15' long, along joint from spalling (previously identified

I?~and no significant changes).

4
Exposed aggregate, approximately 10' long, along joint from spalling (previously identified

~and no significant changes).
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IP3 ASME Section XI, IWL Concrete Containment Inspection for 2009

CONTAINMENT INSERVICE INSPECTION RECORD OF VT-3/GENERAL VISUAL EXAMINATION

Plant: IPEC - Unit 3 Interval Period: 1st/3rd Inspection Inspection Report No.: IP3-09·IWL·001

Description: _---=:D..:=;o.!.!..m!..l:e"-- _

Component No: VCC·49 Zone No: _O=O~7 __ Drawing No.: ISI-IWL-001

Work Order No: 138856

Equipment Used: Celestron Giant 20x80 Binoculars Limitations: Accessible areas only

Recording Condition RI NRI NI N/A Comments

Leaching or chem ical attack 0 l8J 0 0 2
Abrasion or erosion degradation D 0 [gJ D
Pop outs and voids 0 l8J 0 D 1
Scaling 0 0 [gJ D
Spalls D D [gJ D
Corrosion staining on concrete surfaces D l8J D D 1
Cracks 0 [gJ D D 1,2
Exposed reinforcing steel D D [gJ D
Deteriorating of concrete coating, if applicable 0 0 D [gJ

Excessive corrosion of the exposed embedded metal D 0 [gJ Dsurlaces
Detached embedment or loose bolts D D [gJ D
Other D [gJ D D 1,2
(NOle: ::lKeWneS or pictures 't!:Y 0 clamy mspeciion areas ana locallons.)

J. Skoniecznva~ k~ _nate:Examined By: P. Bowe i--r,:.:/J~ Date:I. Examined By: j.A
PrintiSignaturlit'7t:eVel PrintlSignaturtI/Le'tf€ll

..
Responsible Engineer Review:

Acceptable: Yes [gJ No D (Detailed VT-1 Examination Required Attachment 7.3)

Comments: {wVP,f:£- E?I-.J.- -# 12.- ~ F\ 6. l ~ Fr::>. ko A;tJ'D Mf'<~ BAoSKI£"\

"j- _.j ~:n

Date: ""_L/~o.-_'_/~t_...J _

Date:__¢~-,-l_.s--:;Jf-!_I_O _

Site Level III Review:~~~A!~/L.LII'____~ _
Print/Signature/Level

ANIIReview:~ ~
Print/Signature

Date: ~__
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