
FP-T-1

Refueling Water Storage Tank U3 Primary Water Tank

Condensate Storage Tank Unit 3

Waste Hold Up Tank 

Waste Hold Up Tank 

Floor Drain Blow Down Tank

Primary Aux. Bldg.

Containment Bldg. Outage Support Bldg.

Radioactive Machine Shop

Fan House

Fuel Storage Bldg.

Control Bldg. Unit 3

Nuclear Service Chemical System Bldg.

Fire Protection Pump House
Fuel Handling Bldg.

3" Line-16116" Line-155 12" Line-181

±

0 10 20 30 405
Feet

No Date Revision DRFTRCHK'D VERENGR
1 1/9/2012 LRA Reviewed and Validated SB AASI JP

Buried Piping Integrity Management Program
Westchester, NY

Indian Point
Energy Center

(303) 792-0077
www.structint.com

LRA Safety Injection

Piping U3
Line Name

12" Line-181
16" Line-155
3" Line-161

LRA Safety Injection

System Name Length Drawings
Safety Injecton 12" Line-181 242 9321-F-26313_U3
Safety Injecton 16" Line-155 244 9321-F-26313_U3
Safety Injecton 3" Line-161 236 9321-F-26313_U3
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