
From: LIA05 Hoc
Sent: Wednesday, March 30, 2011 4:20 PM
To: FOIA Response.hoc Resource
Subject: FW: Tonight's call with DOE

Bonnie Sheffield Dayshift 0700-]500
Ken Wierman Nightshift 1500-2300
FEMA REP Liaison
NRC Operations Center
(301) 816-5187

*7*E ONLY**

DO NOT RELEASE OUTSIDE OF THE FEDERAL FAMILY

From: LIA04 Hoc
Sent: Thursday, March 17, 2011 6:47 PM
To: Piccone, Josephine; Jackson, Deborah; OST05 Hoc; LIA06 Hoc; LIA05 Hoc; LIA01 Hoc; LIAll Hoc; Barker, Allan;
Browder, Rachel; Erickson, Randy; Logaras, Harral; Maier, Bill; McNamara, Nancy; Tifft, Doug; Trojanowski, Robert;
Woodruff, Gena; Flannery, Cindy; LIA04 Hoc; Lukes, Kim; Noonan, Amanda; Rautzen, William; Rivera, Alison; Ryan,
Michelle; Turtil, Richard; Virgilio, Rosetta; Collins, Elmo; Dean, Bill; Heck, Jared; McCree, Victor; Pederson, Cynthia;
Satorius, Mark
Subject: Tonight's call with DOE

We have learned that tonight's 19:00 call with DOE with the States is in fact:

A meeting organized by the White House (NSS - National Security Staff) for Western Governors and Territories.

The following agenda was communicated by a DOE individual (A.J. Gibson):

1 st. Coordinated Strategic Call - 19:00 EDT (Governors are being contacted by the White House)

1) Introductions
2) Briefing Update - Intergovernmental Agencies
3) Reactor Situation in Japan - DOE
4) Humanitarian/Effects on U.S. Citizens - State Department
5) Discussion of Monitoring - U.S. EPA
6) Potential Health Effects - HHS
7) Open Discussion - Intergovernmental Agencies
8) Summary-All

NRC will be a party to this call, but we are not expected to speak.

Richard Turtil
State Liaison - Liaison Team
Incident Response Center 9



Mitchell, Mark

From:
Sent:
To:
Cc:

Subject:
Attachments:

ronald.chrzanowski@exeloncorp.com
Wednesday, March 30, 2011 2:40 PM
tolewis@state.pa.us; Mitchell, Mark; Phalen, Martin
jamison.rappeport@exeloncorp.com; allen.creamean@exeloncorp.com;
timmie.kaffenbarger@exeloncorp.com; Joan. Knight@exeloncorp.com;
Pinder.Mankoo@exeloncorp.com; ken.lyons@exeloncorp.com; vicki.neels@exeloncorp.com;
Keith.Volker@exeloncorp.com; christopher.cooney@exeloncorp.com; Michael.Ford3
@exeloncorp.com; Trevor.Orth@exeloncorp.com; peter.orphanos@exeloncorp.com
Exelon Nuclear site measurements of Japanese Fallout Data
Japanese Fallout data 03301 l.xIs

I have attached the rainwater and air cartridge data from control locations that we have been able to collect and have
analyzed to date.

There is no milk data available at this time. It takes longer to prepare the milk samples and I expect to have those by
Monday. However, as you can imagine, the Laboratory that we use to perform these analysis is receiving requests from
all of their customers and it is taking longer than usual to perform the analysis due to the volume. I expect to have Oyster
Creek air data tomorrow and will update this spreadsheet when I have that.

I ask that if any of this data is shared to please let me know who it was shared with.

To be complete, Quad Cities, Byron, LaSalle, Clinton, Dresden and Braidwood stations are in Illinois. I have listed them
from West to East in location.

TMI, Peach Bottom, Limerick are in Pennsylvania.

Oyster Creek is in New Jersey.

I will continue to update you when additional data is available.

Ron Chrzanowski
Exelon Nuclear
Corporate Chemistry Manager
630-657-3200

*************************************************** This e-mail and any of its attachments may

contain Exelon Corporation proprietary information, which is privileged, confidential, or subject to copyright
belonging to the Exelon Corporation family of Companies. This e-mail is intended solely for the use of the
individual or entity to which it is addressed. If you are not the intended recipient of this e-mail, you are hereby
notified that any dissemination, distribution, copying, or action taken in relation to the contents of and
attachments to this e-mail is strictly prohibited and may be unlawful. If you have received this e-mail in error,
please notify the sender immediately and permanently delete the original and any copy of this e-mail and any
printout. Thank You. *
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Date
3/23/2011
3/23/2011
3/24/2011
3/25/2011
3/24/2011
3/24/2011

Location
Limerick

TMI
Oyster

TMI
Quad Cities
Quad Cities

Type
rain (roof drain)

rain
rain
rain

rain (roof drain)
rain (roof drain)

Control
Yes
Yes
Yes
Yes
Yes
Yes

Detail
offsite
MS-1

MS-1
offsite
offsite

1-131 (pCi/L)
92.7
95.4
127.0
51.1
39.0
19.4

Comments
6 miles nnw from Limerick
Control/background location
Met Tower Road

10 mile ssw of plant Port Byron, IL
15 mile west Bettendorf, IA



Date Location Type Control Detail
3/14/2011 9:42
3/14/2011 9:44

3/15/2011 12:35
3/16/2011 12:50
3/17/2011 8:40

3/17/2011 15:40
3/17/2011 15:40
3/18/2011 8:00

3/18/2011 13:40
3/22/2011 9:46
3/22/2011 9:48

3/22/2011 13:05

Limerick
Peach Bottom

Byron
TMI

LaSalle
Braidwood
Braidwood
Dresden

Quad Cities
Limerick

Peach Bottom
Byron

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

Yes
yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

22G1
5H2

BY-08
TM-AI-Q15-1

L-10
BD-03

BD-03 DUP
D-12
Q-42
22G1
5H2

BY-08

1-131 (pCilm3)
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

0.100

Comments



Date Location Type Control Detail 1-131 (pCilm3) Comments

3/14/2011 9:42
3/14/2011 9:44
3/15/2011 12:35
3/16/2011 12:50
3/17/2011 8:40

3/17/2011 15:40
3/17/2011 15:40
3/18/2011 8:00

3/18/2011 13:40
3/22/2011 9:46
3/22/2011 9:48

3/22/2011 13:05

Limerick
Peach Bottom

Byron
TMI

LaSalle
Braidwood
Braidwood
Dresden

Quad Cities
Limerick

Peach Bottom
Byron

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

Yes
yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

22G1
5H2

BY-08
TM-AI-Q15-1

L-1 0
BD-03

BD-03 DUP
D-12
Q-42
22G1
5H2

BY-08

Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

0.100



Date Location Type Control Detail 1-131 (pCiIm3) Comments



Mitchell, 

Mark

Mitchell, Mark

From:
Sent:
To:

Cc:

Subject:
Attachments:

ronald.chrzanowski@exeloncorp.com
Thursday, March 31, 2011 4:29 PM
Mitchell, Mark; Phalen, Martin; larry.haskell@illinois.gov; tolewis@state.pa.us;
TLevering@mde.state. md. us
peter.orphanos@exeloncorp.com; vince.cwietniewicz@exeloncorp.com;
david.helker@exeloncorp.com; Darin. Benyak@exeloncorp.com
Updated Exelon Nuclear Data
Japanese Fallout data 033111 .xls

I have updated the attached air table. There are no milk samples to date. I expect to have some milk data early next
week. All other samples as of yesterday have been analyzed.

All new data is shown in Blue in the attachment.

I have also included the coordinates for the sample locations for the PA plants as requested.

Ron Chrzanowski
Exelon Nuclear
Corporate Chemistry Manager
630-657-3200

************************************************** This e-mail and any of its attachments may
contain Exelon Corporation proprietary information, which is privileged, confidential, or subject to copyright
belonging to the Exelon Corporation family of Companies. This e-mail is intended solely for the use of the
individual or entity to which it is addressed. If you are not the intended recipient of this e-mail, you are hereby
notified that any dissemination, distribution, copying, or action taken in relation to the contents of and
attachments to this e-mail is strictly prohibited and may be unlawful. If you have received this e-mail in error,
please notify the sender immediately and permanently delete the original and any copy of this e-mail and any
printout. Thank You. *
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Date
3/23/2011
3/23/2011
3/24/2011
3/25/2011
3/24/2011
3/24/2011

Location
Limerick

TMI
Oyster

TMI
Quad Cities
Quad Cities

Type
rain (roof drain)

rain
rain
rain

rain (roof drain)
rain (roof drain)

Control
Yes
Yes
Yes
Yes
Yes
Yes

Detail
offsite
MS-1

MS-1
offsite
offsite

1-131 (pCi/L)
92.7
95.4
127.0
51.1
39.0
19.4

Comments
6 miles nnw from Limerick
Control/background location
Met Tower Road

10 mile ssw of plant Port Byron, IL
15 mile west Bettendorf, IA

/



3/14/2011 9:42
3/14/2011 9:44

3/15/2011 12:35
3/16/2011 12:50
3/17/2011 8:40

3/17/2011 15:40
3/17/2011 15:40
3/18/2011 8:00

3/18/2011 13:40
3/22/2011 9:46
3/22/2011 9:48

3/22/2011 13:05

3/16/2011 9:16
3/16/2011 10:48
3/23/2011 8:36

3/23/2011 10:38
3/24/2011 8:40
3/25/2011 8:00

3/24/2011 15:00
3/23/2011 12:55

3/23/2011 12:55

Limerick
Peach Bottom

Byron
TMI

LaSalle
Braidwood
Braidwood
Dresden

Quad Cities
Limerick

Peach Bottom
Byron

Oyster Creek
Clinton

Oyster Creek
Clinton
LaSalle
Dresden

Braidwood
TMI

TMI

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

REMP/particulate

REMP/charcoal

Yes
yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

Yes

22G1
5H2

BY-08
TM-AI-Q15-1

L-1 0
BD-03

BD-03 DUP
D-12
Q-42
22G1
5H2

BY-08

C
CL-11

C
CL-11
L-1 0
D-12

BD-03
TM-AP-Q15-1

TM-AI-Q15-1

Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

0.100

Not Detected
Not Detected
Not Detected
Not Detected

0.06561
0.07316
0.04964
0.05048

0.05654

N 40o 02' 03.7"

N 40o 02' 03.7"

NW N 40 0 16'38.9"

NW N 400 16' 38.9"



W 75o 48' 48.2"

W 75o 48' 48.2'

W 760 55' 10.6"
W 760 55' 10.6"

13.4 309
13.4 309



Date Location Type Control Detail 1-131 (pCi/m3) Comments



BaoMamod

Bano, Mahmooda

From:
Sent:
To:
Cc:

Subject:
Attachments:

Hochevar, Albert R. (INPO) [HochevarAR@lNPO.org]
Thursday, March 31, 2011 11:11 AM
Jackson, Todd; Miller, Marie
INPOERCAssistance; INPO EmergencyResponseCtr (INPO); INPOERCTech; Nielsen, Rick
M (INPO); Scott, Michael; Dorman, Dan; Monninger, John
FW: High Rad Open Pools and Trenches. Completed action
Deliverable - High Rad Open Pools-Trenches.pdf

Todd and Marie,
Here is the information that Mr. Hosono requested the other night regarding people who have worked with highly

radioactive water.
Al

From: Nielsen, Rick M (INPO)
Sent: Thursday, March 31, 2011 11:48 PM
To: Hochevar, Albert R. (INPO)
Cc: Addy, Robert J (INPO); Bramblett, Jeff W.
Subject: High Rad Open Pools and Trenches. Completed action

This should close out the action, Al.

From: Bramblett, Jeff W.
Sent: Thursday, March 31, 2011 10:23 AM
To: INPOERCAssistance
Cc: Nielsen, Rick M (INPO); Addy, Robert J (INPO)
Subject:

Attached is the industry support team response to industry contacts with experience handling open pools/trenches of
high dose water (IST#5). Please forward to Al Hochevar.

NOTE: The IST responses have not received much input on DOE and DOD experience with highly radioactive liquid

mixtures. It may be work an action through the government organizations to look for this information in parallel. This
may have already been done.

Jeff

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that is privileged, confidential, or protected by copyright belonging to
INPO or WANO. This e-mail is intended solely for the use of the individual or entity for which it is intended. If you are not the intended recipient of this e-mail, any
dissemination, distribution. copying, or action taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited. If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or printout of this e-mail and any attachments.
Thank you.

_\
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From:
Sent:
To:
Cc:
Subject:
Attachments:

Hoc, PMT12
Thursday, March 31, 2011 2:37 PM
ET07 Hoc
Boger, Bruce; Giitter, Joseph
RE: 0600 31 March Turnover "One-Pager"
PMT Input to March 31 0600 EDT one pager.docx

Sent to ET staff

Jane, our input is the last paragraph

thanks

From: Boger, Bruce
Sent: Thursday, March 31, 2011 2:21 PM
To: Hoc, PMT12
Subject: FW: 0600 31 March Turnover "One-Pager"

From: Morris, Scott
Sent: Thursday, March 31, 2011 6:40 AM
To: LIA07 Hoc; Boger, Bruce; Wiggins, Jim; Gitter, Joseph
Subject: 0600 31 March Turnover "One-Pager"

See attached ... Didn't change much from last night.

eRq ýq1



From:
Sent:
To:
Subject:
Attachments:

LIA07 Hoc
Thursday, March 31, 2011 6:47 AM
OST04 Hoc
FW: 0600 31 March Turnover "One-Pager"
March 31 0600 EDT one pager.docx

From: Morris, Scott
Sent: Thursday, March 31, 2011 6:40 AM
To: LIA07 Hoc; Boger, Bruce; Wiggins, Jim; Giitter, Joseph
Subject: 0600 31 March Turnover "One-Pager"

See attached ... Didn't change much from last night.

A A
10V

1



From: LIA07 Hoc
Sent: Thursday, March 31, 2011 6:48 AM
To: L1A07 Hoc; Borchardt, Bill; Bradford, Anna; Cohen, Shari; Collins, Elmo; Cooper, LaToya;

Dyer, Jim; ET07 Hoc; Flory, Shirley; Gibbs, Catina; Haney, Catherine; Hudson, Sharon;
Jaczko, Gregory; Johnson, Michael; Leeds, Eric; Loyd, Susan; Pace, Patti; Schwarz, Sherry;
Sheron, Brian; Speiser, Herald; Sprogeris, Patricia; Taylor, Renee; Virgilio, Martin; Walker,
Dwight; Walls, Lorena; Weber, Michael

Subject: Go Book Update - 0630 EDT, March 31, 2011
Attachments: March 31 0600 EDT one pager.docx

Attached, please find updated information for the "Go Books".

The updates include:
The 0600 EDT 03/31/11 One-Pager Briefing Sheet

Please let me know if you have any questions or concerns.

-Jim

Jim Anderson
Office of Nuclear Security & Incident Response
US Nuclear Regulatory Commission
LIA07.HOC@nrc.gov (Operations Center)
iames.anderson nrc.gov

1



Bano, Mahmooda

From: Hochevar, Albert R. (INPO) [HochevarAR@INPO.org]
Sent: Thursday, March 31, 2011 3:31 AM
To: Miller, Marie; Jackson, Todd
Cc: Monninger, John; Blarney, Alan; Scott, Michael; INPOERCAssistance; INPO

EmergencyResponseCtr (INPO); INPOERCTech; Dorman, Dan
Subject: WATER TREATMENT AND SHIELDING

Marie and Todd,
I have a file of radioactive water treatment processes in response to NISA's concerns expressed this

morning. It is too big to send via e-mail - was kicked back. Also please see the following link talking about
Areva's expertise in this area. http://www3.nhk.or.jp/daily/english/society.html I attached a hard copy for
your convenience. I thought we delivered this document regarding water treatment earlier, but cannot
remember.

INPO is working on locating shielding experts in terms of design, fabrication, and installation. I also have the
people from GE, Hitachie, Westinghouse, and EPRI in the TEPCO industry support team room also
investigating the availability of shielding expertise in Japan as well as radioactive waste water treatment - a two
pronged approach in both areas.

Thanks,

Al
Al Hochevar
Deputy Director,
Organizational Effectiveness Team Leaders.
Institute of Nuclear Power Operations
(770) 644-8382

Restricted Distribution: Copyright © 2011 by the Institute of Nuclear Power Operations. Not for sale or for commercial use. Reproduction of this report without the
prior written consent of INPO is expressly prohibited. Unauthorized reproduction is a violation of applicable law. The person or persons that are furnished copies of
this report should not deliver or transfer this report to any third party, or make this report or its contents public, without the prior agreement of INPO. All other rights
reserved.

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that is privileged, confidential, or protected by copyright belonging to
INPO or WANO. This e-mail is intended solely for the use of the individual or entity for which it is intended. If you are not the intended recipient of this e-mail, any
dissemination, distribution, copying, or action taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited, If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or printout of this e-mail and any attachments.
Thank you.
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From:
Sent:

To:

Cc:

Subject:
Attachments:

OST01 HOC
Sunday, April 17, 2011 3:02 PM
Jaczko, Gregory; Virgilio, Martin; Weber, Michael; Boger, Bruce; Johnson, Michael;
Zimmerman, Roy; Uhle, Jennifer; Tracy, Glenn; Wiggins, Jim; Carpenter, Cynthia; Moore,
Scott
Orders, William; Snodderly, Michael; Franovich, Mike; Castleman, Patrick; Hipschman,
Thomas
FW: One Pager April 17 1500EDT
One Pager - April 17 1500EDT.pdf

*** Please note that this information is 'Official Use Only" --

I



Heck, Jared

From: Logaras, Harral
Sent: Friday, April 01, 2011 4:27 PM
To: LIA04 Hoc
Cc: Barker, Allan; Heck, Jared
Subject: RE: 1-131 question from Ohio

Thank you! This is an excellent response.

Sincerely,

Harral Logaras
U. S. NRC Region III
Regional Government Liaison

630-829-9659

Link to the Award Winning NRC Information Digest http://www.nrc.gov/reading-rm/doc-
collections/nuregs/staff/sr1350/v22/sr1350v22.pdf

Link to NRC Fact Sheets and Brochures http://www.nrc.gov/reading-rm/doc-collections/fact-sheets/

From: LIA04 Hoc
Sent: Friday, April 01, 2011 2:52 PM
To: Logaras, Harral
Cc: Heck, Jared; Barker, Allan
Subject: RE: 1-131 question from Ohio

Harral, please see the response provided by PMT below:

We cannot address the statements made at the NEMA meeting. However, the EPA RadNET system
(http://www.epa.gov/iapan20ll/ )has been collecting data that shows elevated concentrations of 1-131 and Cs-137

from air monitoring stations. (http://www.epa.gov/,iap,&n201l1/docs/rert/radnet-cart-filter-final.pdf).

The EPA EOC can be contacted at[202-250-8930if further information is requested.

Thanks,
Alison Rivera
State Liaison
NRC HQ Operations CenterA[301-816-51931 ",g

From: Logaras, Harral
Sent: Friday, April 01, 2011 1:56 PMVl
To: LIA04 Hoc
Cc: Heck, Jared; Barker, Allan
Subject: 1-131 question from Ohio

Dear Kim,
We have a question from Ohio, and before I respond from here, I wanted to check with the Liaison Desk to see if

we have pertinent information. The State Director of Emergency Response indicated she was told at a National
Emergency Management Association (NEMA) meeting last week "...material wouldn't be deposited here (in the U. S.)
because the release didn't reach high enough." " Our (Ohio's) best guess is that the 1-131 gas diffused up into the



atmosphere and was blown over to the U.S." She is asking directly: " Is this correct or is another mechanism (for changes

in local 1-131 readings) at work?"
So do we have any information that would indicate the source and associated mechanism for changes in 1-131

monitoring by the States is from anything other than weather patterns transporting 1-131 from the damaged reactors irn

Japan ?

Sincerely,

Harral Logaras
U. S. NRC Region III
Regional Government Liaison
630-829-9659

Link to the Award Winning NRC Information Digest http://www.nrc.gov/reading-rm/doc-
collections/nuregs/staff/srl350/v22/srl35Ov22.pdf

Link to NRC Fact Sheets and Brochures http://www.nrc.Rov/reading-rm/doc-collections/fact-sheets/

2



From: Burnell. Scott
To: Hayden. Elizabeth; Brenner. Eliot; Harrington. Holly
Subject: WH call wrapup
Date: Friday, April 01, 2011 6:34:52 PM

Nothing of major social significance for us, although DOE did say they were supporting US

NNSA said Japan's asking for survey flights near Narita (major airport) to help prepare for

planting season.

EPA & USDA have additional staff and assets in Pacific locations for monitoring

FDA added six prefectures to the import ban list

Everyone reiterated the "no harmful levels" language we started.

Only question from L.A. about cargo monitoring at Long Beach, CPB said prior
coordination making for smooth process, longshoremen totally unconcerned about CPB
doing rad monitoring in normal clothing.



From:
To:
Subject:
Date:

Gooale Alerts
Brenner. Eliot
Google Alert - jaczko
Friday, April 01, 2011 8:36:49 PM

News I new result for jaczko

Wolf Creek nuclear plant among three in US that need more oversight.
NRC reports I-]
Kansas City Star
NRC chairman Gregory Jaczko stressed that all 65 nuclear generating stations, Kansas City Star

which have a total of 104 reactors, are operating safely. But Jaczko said Wolf Creek
and two others need a higher level of review because of continuing problems with
safety ...
See all stories on this topic )>

Tip: Use a plus sign (+) to match a term in your query exactly as is. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From:
Sent:
To:
Subject:
Attachments:

OST01 HOC
Thursday, April 21, 2011 11:49 AM
FOIA Response.hoc Resource
FW: e-version of draft of today's noon status update
USNRC Earthquake-Tsunami Update 042111, 1200 EDT.docx

From: LIA08 Hoc
Sent: Thursday, April 21, 2011 8:20 AM
To: RST01 Hoc; Hoc, PMT12; OST01 HOC
Subject: e-version of draft of today's noon status update

If you have a lot of updates, please add them to the attached and get it back to me by 10:30. Pen and ink changes by
then are OK, too..

Thanks!

Clyde
Liaison Team Coordinator
US Nuclear Regulatory Commission
email: lia08.hoc@nrc.gov
Desk Ph: 301-816-5185

Oy.

1
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From:
Sent:
To:
Subject:
Attachments:

OST01 HOC
Friday, April 22, 2011 10:01 AM

Kokajko, Lawrence; RST01 Hoc; Hoc, PMT12; LIA08 Hoc

Draft One Pager 1500 (April 22, 2011)

Japan One Pager 1500 EDT 4-22-11.doc

Good morning,

Here is a copy of the One-Pager that will need to be completed no later than 1:45pm today.

Thanks, EST

I



Bano, Mahmooda

From: Scott, Michael
Sent: Friday, April 01, 2011 5:33 AM
To: 'nei-hisanori@meti.go.jp'
Cc: Casto, Chuck; Collins, Elmo; Monninger, John
Subject: "Cover Memo" for Rev 1 to the RST Assessment for Fukushima

Dear Nei-san:

The U.S. consortium asked me to pass on the below explanation for the revision to their earlier
recommendations regarding containment flooding and venting. We can discuss these further at tomorrow's 11
am meeting if you wish.

Regards,

Mike Scott
USNRC

1. For Unit 1, US government and their industry partners are concerned that the delay in establishing the
ability to purge with nitrogen is significantly increasing the risk of a hydrogen combustion event within the
primary containment. Such a combustion event could cause failure of the primary containment. US
laboratories estimate that the concentration of combustible gases in primary containment may already be at
combustible levels. Combustible gas concentrations continue to increase and the inerting effect of steam is
diminishing due to condensation. Maintaining the primary containment intact is the top priority for unit 1. The
US recommendation consists of three sets of actions which should be pursued in parallel since nitrogen purge
capability is not available:

a. Maximize injection rates to the reactor pressure vessel to provide margin to core cooling and
core retention within the reactor vessel. The US is concerned that injection at only the minimum debris
retention rate may be insufficient to retain the core because some fraction of this water may be exiting
the reactor pressure vessel without removing the core decay heat.

b. Venting will reduce both the inventory of combustible gasses and the starting pressure of the
transient if a deflagration does occur. This will minimize the subsequent primary containment pressure
spike thus reducing the probability of a primary containment break. The US recognizes that venting will
lead to a release of radioactivity and will have some risk of a hydrogen combustion event external to the
primary containment. However, the US considers that the consequence of the release is warranted at
this time to protect the containment, and that the risk to containment of hydrogen combustion outside of
primary containment is less than the risk of having an energetic hydrogen combustion event within the
primary containment.

c. Flood the primary containment using a higher injection flowrate. The US recognizes that a more
aggressive injection flowrate may increase the potential for a hydrogen combustion event within primary
containment if venting is unsuccessful. However, the US considers it more important to have the
drywell flooded, to at least the minimum debris submergence level (MDSL), which is the lowest primary
containment water level at which it is expected that ex-vessel core debris on the drywell floor will be
adequately submerged. The method to be used to flood primary containment should be selected to
minimize the risk of a hydrogen combustion event; for example drywell sprays will rapidly condense
steam that is believed to be inerting the atmosphere and hence should not be preferentially used.

\24



A*2. For Units 2 and 3, the assessment is revised to explicitly address the potential that primary containment

may be currently breached and flood-up of containment to top of active fuel may be impractical.

3



From: •LIA07 Hoc
Sent: Friday, April 01, 2011 10:05 PM
To: Batkin, Joshua; Borchardt, Bill; Bradford, Anna; Coggins, Angela; Cohen, Shari; Collins,

Elmo; Cooper, LaToya; Dyer, Jim; ET07 Hoc; Flory, Shirley; Gibbs, Catina; Haney,
Catherine; Hudson, Sharon; Jaczko, Gregory; Johnson, Michael; Leeds, Eric; Loyd, Susan;
Pace, Patti; Schwarz, Sherry; Sheron, Brian; Speiser, Herald; Sprogeris, Patricia; Taylor,
Renee; Virgilio, Martin; Walker, Dwight; Walls, Lorena; Weber, Michael

Subject: One Pager - 2200 EDT, April 1
Attachments: April 1 2200 EDT one pager.docx

The 2200 EDT, April 1, 2011 "One Pager" is attached.
Please contact the ET with any questions.
-Sara
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From: Schwartzman. Jennifer
To: Doane. Margaret
Cc: Jones. Andrea; Brenner, Eliot
Subject: RE: DRAFT Remarks for Chairman
Date: Saturday, April 02, 2011 8:26:18 AM
Attachments: Draft Chairman Speech for Monday Night - Jen edits.docx

Hi guys,
I'm sorry -I was not in the ops center last night, it was Charlotte's shift, so I wasn't able to do this
when Andrea wrote to ask. I just got to the computer and have input the changes i suggested last
night into Susan's text. Let me know if there is anything else I can do - I am happy to help anyway I
can.

From: Brenner, Eliot
Sent: Saturday, April 02, 2011 6:00 AM
To: Doane, Margaret; Loyd, Susan
Cc: Marshall, Michael; Schwartzman, Jennifer; Jones, Andrea
Subject: RE: DRAFT Remarks for Chairman

Just fyi, I am available to assist where I can. Two problems: NRC laptop gives new
meaning to term dysfunctional, and for the moment my blackberry/phone service is dead.
Trying to find someone in the tech arena back in DC to help me work through that.

From: Doane, Margaret
Sent: Saturday, April 02, 2011 5:58 AM
To: Loyd, Susan; Brenner, Eliot
Cc: Marshall, Michael; Schwartzman, Jennifer; Jones, Andrea
Subject: Re: DRAFT Remarks for Chairman

Susan,
I know that everyone has a lot on their plate. I want to work together to make this a success. I'm very
concerned with getting this presentation out of process and then missing key insights. This is a 10-15
minute presentation. It is not a bilat or meeting for which OIP produces talking points.
To me this needs to continue to benefit from the normal Chmn. speech writing process. OIP can give
an international perspective, but as the Chairman has been doing many presentations on this topic,
which we were neither present nor involved, there is good reason to keep it under the Chmn's speech
writing arm for consistency.
At the same time we're happy to help. If you guys agree with Jen's suggestion, please suggest edits or
we can suggest edits. I showed Jen's insights to Eliot. He'd like to see them written, but generally he
agrees. Definitely the presentation needs to have an international tone.
I don't have the text it didn't come through, but I'd like to see the message that we intend to work with
the international community to share insights, etc. on lessons learned, if that's not covered. We can
print out a new version in Vienna. But I'd like to get the text to Michael for the Chmn. to read on the
plane.
Thanks,
Margie

Sent from an NRC Blackberry
Margaret Doane

From: Loyd, Susan
To: Doane, Margaret; Brenner, Eliot
Cc: Marshall, Michael -\N



Sent: Fri Apr 01 16:29:59 2011
Subject: RE: DRAFT Remarks for Chairman

Margie:
I am not aware that he is giving an actual speech?! Here are the brief remarks I have

prepared (about 7 min), and he may need to add or subtract as appropriate, given how the

event evolves. Am not sure about including the paragraph on the 50 mile evacuation,

although that is sure to be questioned .... I thought he may as well own that right up front

and explain the rationale. You may think otherwise.

These are largely drawn from the Congressional testimonies I prepared for him over the

past two weeks, so the language is somewhat vetted already.
Susan

Susan K. Loyd
Communications Director
Office of the Chairman
U.S. Nuclear Regulatory Commission
Tele: 301-415-1838
Susan.Loyd@nrc.gov

From: Doane, Margaret
Sent: Friday, April 01, 2011 4:03 PM
To: Brenner, Eliot; Loyd, Susan
Cc: Marshall, Michael
Subject: Re: DRAFT Remarks for Chairman

Who is writing his speech for Mon. evening?

Sent from an NRC Blackberry
Margaret Doane

From: Brenner, Eliot
To: Loyd, Susan; Doane, Margaret
Sent: Fri Apr 01 15:15:53 2011
Subject: RE: DRAFT Remarks for Chairman

Thanks. I also grabbed the press release on the task force to steal from

From: Loyd, Susan
Sent: Friday, April 01, 2011 3:08 PM
To: Brenner, Eliot; Doane, Margaret
Subject: DRAFT Remarks for Chairman

Eliot and Margie:

I am attaching some remarks I have drafted that the Chairman could use if he ends up

being asked to speak briefly at a press event or a Japan-related event. These are based

on the Congressional testimonies I drafted for him, so the language is pretty well vetted.

He could add/subtract comments as appropriate, as plans evolve. It should be about 7

minutes.



I have circulated these to a couple of our staff here, but don't know if I'll get feedback or
not. This is an FYI. Have a good trip!
Susan

Susan K. Loyd
Communications Director
Office of the Chairman
U.S. Nuclear Regulatory Commission
Tele: 301-415-1838
Susan.Loyd@nrc.gov



TALKING POINTS FOR CNS MONDAY MEETING RE: JAPAN

I would like to reiterate my condolences to all those who have been affected by the

earthquake and tsunami in Japan. Our hearts go out to all who have been dealing with the

aftermath of these natural disasters, and we are mindful of the long and difficult road they will

face in recovering. We know that the people of Japan are resilient and strong, and we have

every confidence that they will come through this terrible time and move forward, with resolve,

to rebuild their vibrant country.

I made a brief visit to Japan last week. I wanted to convey a message of support and

cooperation to our Japanese counterparts there and to assess the ongoing situation. I also met

with senior Japanese government and TEPCO officials, and consulted with a team of experts

from the U.S. Nuclear Regulatory Commission who went to Japan as part of our assistance

effort.

NRC Response to Japan Events

I'd like to take a few minutes to address the response of the NRC to the tragic events in

Japan, and then to briefly describe how we plan to proceed.

On Friday, March 11, when the earthquake and tsunami struck, the NRC's headquarters

Operations Center began operating on a 24-hour basis to monitor and analyze events at nuclear

power plants in Japan. At the request of the Japanese government, and through the United

States Agency for International Development (USAID), the NRC sent a team of its technical

experts to provide on-the-ground support, and we have been in continual contact with them

since that time. And, within the United States, the NRC has been working closely with other

Federal agencies as part of our government's response to the situation.

Shortly after 4:00 AM (Washington, DC time) on Friday, March 1 1th, the NRC

Emergency Operations Center made the first telephone call to inform NRC management of the



earthquake and the potential impact on U.S. plants. We went into monitoring mode at our

Emergency Operations Center, and the NRC's first concern was possible impacts of the

tsunami on U.S. plants and radioactive materials on the West Coast, and in Hawaii, Alaska,

and U.S. Territories in the Pacific.

We were in communication with our licensees and our resident inspectors at Diablo

Canyon Power Plant and San Onofre Nuclear Generating Station in California, and the

Radiation Control Program Directors for California, Washington, Oregon and Hawaii.

On that same day, we began interactions with our Japanese regulatory counterparts

and dispatched two experts to Japan to help at the embassy in Tokyo.

By Monday, March 14, we had dispatched a total of 11 NRC staff to Japan. We have

subsequently rotated in additional staff to continue on-the-ground assistance in Japan. The

areas of focus for this team are: 1) to assist the Japanese government and respond to

requests from our Japanese regulatory counterparts; 2) to support the U.S. Ambassador and

the U.S. government assistance effort.

On Wednesday, arch 16, wecofllborated with other U.S. government agencies and

decid to adviseAmeric ens to evacuate within a 50-mil range around the plant. We

believedhis d wa a prdentcourse of action, and would be consstent with what we

would do in asiiflarsiuation in the U~nited States. This evacuaio range was prediated on

the inftormationi that we had available at the time, which indicated the possibility that reactor

cores and spent fuel pools may have been compromised.

We have been working with an extensive range of stakeholders regarding the Japan

situation, including the White House, Congressional staff, our state regulatory counterparts, a

number of other federal agencies, and the international regulatory bodies around the world.

Steps Already Taken
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The NRC's program of continuous improvement in the future will include lessons learned

from the events in Japan. We already have begun enhancing inspection activities through

temporary instructions to our inspection staff, including the resident inspectors and the

inspectors in our four Regional offices.

We've also issued an information notice to licensees to make them aware of activities

they should undertake to verify that their capabilities to mitigate conditions due to severe

accidents-including the loss of significant operational and safety systems-are in effect and

operational. Specific conditions include a total loss of electric power, flooding, and damage

from seismic events.

On their own initiative, the Institute of Nuclear Power Operations (INPO) issued a Level I

Event Report (highest level) to its members on March 15, identifying four actions requiring

written responses. Those include walkdowns and verifications of capabilities to address large

fires and explosions; severe accident management guidelines; mitigation of station blackout

conditions; internal and external flooding, and fire and flooding events that could be impacted by

a concurrent seismic event.

NRC Plans Moving Forward

While we are confident about the safety of U.S. nuclear power plants, our regulatory

agency has a responsibility to the American people to undertake a systematic and methodical

review of the safety of our domestic facilities, in light of the natural disaster and the resulting

nuclear situation in Japan. Examining all available information is an essential part of that effort.

On March 21, my fellow Commissioners and I established a senior level task force to

conduct a comprehensive review of our processes and regulations to determine whether the

agency should make improvements to our regulatory system.



This review will be conducted in a short-term and a longer-term timeframe. The short-

term review has already begun, and will identify potential or preliminary near-term operational or

regulatory issues. A longer-term review will begin as soon as we have sufficient information

from Japan. That review will be completed in six months from the beginning of the evaluation.

The task force's reports will be publicly available.

The task force will evaluate all technical and policy issues related to the event to

identify additional potential research, generic issues, changes to the reactor oversight

process, rulemakings, and adjustments to the regulatory framework that should be pursued by

the NRC. We also expect to evaluate patential intragoGncy issues that may involve multiple

U.S. Government agencies, such as emergency preparedness. We expe"ttwill seek input

from all key stakeholders during this process.
Formatted: cm5, Right: 0.14", Don't adjust
space between Latin and Asian text

Based on what we learn in our review, we will take all of the appropriate actions that

are necessary to ensure the continuing safety of the American people.

We will also continue to communicate closely with our regulatory counterparts

throughout this process. As we navigate lessons-learned efforts in the months ahead,

international cooperation takes on new importance. The IAEA has a significant role to play in

facilitating information-sharing among countries as we undertake this process. To that end,

we commend Director General Amano's announcement of the Agency's intention to host a

ministerial-level conference in June. We are also pleased to support the IAEA as it works to

address the events at Fukushima into its activities in various technical disciplines, as well as

continuing its work in areas that have already been identified as nuclear safety and security

priorities.

Over the next few days, contracting parties to the Convention on Nuclear Safety will

have the opportunity to present information on their nuclear safety programs and receive

feedback from their counterparts. This review orocess orovides us with an imoortant venue to
feedback from their countemarts. This review proceSS Drovides us with an important venue to



address the events in Japan and begin to formulate plans for short- and long-term

cooperation. But in addition, it continues to serve a critical purpose in generally advancing

nuclear safety worldwide. We are pleased to be part of this process.

We commend the IAEA staff for its hard work in preparing for the Convention review

meeting and continuing to facilitate the provision of assistance to the Japanese people. I

appreciate the opportunity to address you this evening.



From:
To:
Subject:
Date:
Attachments:

LIA07 Hoc
LIA07 Hoc
0430 EDT (April 2, 2011) USNRC Earthquake/Tsunami Status Update
Saturday, April 02, 2011 5:24:06 AM
NRC Status Uodate 4.2.11--0430.Ddf

Attached, please find a 0430 EDT, April 2, 2011 status update from the US Nuclear Regulatory

Commission's Emergency Operations Center regarding the impacts of the earthquake/tsunami.
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Please call the Headquarters Operations Officer at 301-816-5100 with questions.

-Jim

Jim Anderson

Executive Briefing Team Coordinator

Office of Nuclear Security and Incident Response

US Nuclear Regulatory Commission

LIA07.HOC@nrc.gov (Operations Center)

iames.anderson •nrc.gov



From: Gooole Alerts

To: Brenner. Eliot

Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 4:49:13 AM

News 4 new results for Nuclear Regulatory Commission

PSEG reactors pass NRC reviews
NJ.com
The Nuclear Regulatory Commission has completed its environmental and safety reviews of
license renewal applications submitted by PSEG Nuclear for its three reactors here and finds no
issues that would preclude allowing the plants to operate for an ...
See all stories on this topic ))

Fort Calhoun violations listed
Omaha World-Herald
By Nancy Gaarder On Friday - April Fools' Day, no less - the Nuclear Regulatory
Commission posted its daily log of problems reported by nuclear facilities around the country.
Two of the five items logged involved Fort Calhoun Nuclear Station,
See all stories on this topic >)

Japan crisis spurs Calif. senators to action
San Diego News Room
The senators also sent a letter to US Nuclear Regulatory Commission (NRC) Chair Gregory
Jaczko, requesting inspections of California's nuclear plants, the San Onofre nuclear power plant in
San Clemente and Diablo Canyon in San Luis Obispo,
See all stories on this topic >

150 protesters rally against nuke plant
Pueblo Chieftain
Paul Wright of Avondale said the commissioners only need to focus on the fact that the federal
Nuclear Regulatory Commission requires all power plants to keep the highly radioactive
spent fuel rods on site. "So the question is, do you want a nuclear ...
See all stories on this topic >

This as-it-happens Google Alert is brought to you by Google.

Remove this alert.
Create another alert.
Manage your alerts.



From:
To:

Subject:
Date:
Attachments:

Susan Lovd
Schwartzman, Jennifer; Lovd. Susan; Brenner. Eliot; Doane. Margaret; Marshall. Michael; Jones. Andrea;
Warren. Roberta; Coqqins, Anoela; Batkin, Joshua
Revised Remarks for Monday Night
Saturday, April 02, 2011 9:33:13 AM
Speech for Monday Nioht (2) -TEXT.docx
S nerh for Monnda\ Ninhi- [2N IIIIH-l-P• rinrv

Here are clean copies of the text and bullets. The paragraph that is in question is in the middle,

regarding the 50-mile evacuation decision. I will leave that up toryou to discuss with the Chairman

and decide if you want to delete it or not. There are several sentences that are involved. This is

about 11 minutes, at his usual speaking speed.

Eliot - I will copy the new text version into the body of an email and send to you. Thanks everyone!

Susan



PREPARED REMARKS FOR CNS MONDAY MEETING

I would like to reiterate my condolences to all those who have been affected by the

earthquake and tsunami in Japan. Our hearts go out to all who have been dealing with the

aftermath of these natural disasters, and we are mindful of the long and difficult road they will

face in recovering. We know that the people of Japan are resilient and strong, and we have

every confidence that they will come through this terrible time and move forward, with resolve,

to rebuild their vibrant country.

I made a brief visit to Japan last week. I wanted to convey a message of support and

cooperation to our Japanese counterparts there and to assess the ongoing situation. I also met

with senior Japanese government and TEPCO officials, and consulted with a team of experts

from the U.S. Nuclear Regulatory Commission who went to Japan as part of our assistance

effort.

NRC Response to Japan Events

I'd like to take a few minutes to address the response of the NRC to the tragic events in

Japan, and then to briefly describe how we plan to proceed.

On Friday, March 11, when the earthquake and tsunami struck, the NRC's headquarters

Operations Center began operating on a 24-hour basis to monitor and analyze events at nuclear

power plants in Japan. At the request of the Japanese government, and through the United

States Agency for International Development (USAID), the NRC sent a team of its technical

experts to provide on-the-ground support, and we have been in continual contact with them

since that time. And, within the United States, the NRC has been working closely with other

Federal agencies as part of our government's response to the situation.

Shortly after 4:00 AM (Washington, DC time) on Friday, March 1 1th, the NRC

Emergency Operations Center made the first telephone call to inform NRC management of the

1



earthquake and the potential impact on U.S. plants. We went into monitoring mode at our

Emergency Operations Center, and the NRC's initial focus was on the possible impacts of the

tsunami on U.S. plants and radioactive materials on the West Coast, and in Hawaii, Alaska,

and U.S. Territories in the Pacific.

We were in communication with our licensees and our resident inspectors at Diablo

Canyon Power Plant and San Onofre Nuclear Generating Station in California, and the

Radiation Control Program Directors for California, Washington, Oregon and Hawaii.

On that same day, we began interactions with our Japanese regulatory counterparts

and dispatched two experts to Japan to help at the embassy in Tokyo.

By Monday, March 14, we had dispatched a total of 11 NRC staff to Japan. We have

subsequently rotated in additional staff to continue on-the-ground assistance in Japan. The

areas of focus for this team are: 1) to assist the Japanese government and respond to

requests from our Japanese regulatory counterparts; 2) to support the U.S. Ambassador and

the U.S. government assistance effort.

On Wednesday, March 16, we collaborated with other U.S. government agencies and

decided to advise American citizens to evacuate within a 50-mile range around the plant. We

believed this decision was a prudent course of action, and would be consistent with what we

would do in a similar situation in the United States. This evacuation range was predicated on

the information that we had available at the time, which indicated the possibility that reactor

cores and spent fuel pools may have been compromised.

We have been working with an extensive range of stakeholders regarding the Japan

situation, including the White House, Congressional staff, our state regulatory counterparts, a

number of other federal agencies, and the international regulatory bodies around the world.
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Steps Already Taken

The NRC's program of continuous improvement in the future will include lessons learned

from the events in Japan. We already have begun enhancing inspection activities through

temporary instructions to our inspection staff, including the resident inspectors and the

inspectors in our four Regional offices.

We've also issued an information notice to licensees to make them aware of activities

they should undertake to verify that their capabilities to mitigate conditions due to severe

accidents-including the loss of significant operational and safety systems-are in effect and

operational. Specific conditions include a total loss of electric power, flooding, and damage

from seismic events.

On their own initiative, the Institute of Nuclear Power Operations (INPO) issued a Level I

Event Report (highest level) to its members on March 15, identifying four actions requiring

written responses. Those include walkdowns and verifications of capabilities to address large

fires and explosions; severe accident management guidelines; mitigation of station blackout

conditions; internal and external flooding, and fire and flooding events that could be impacted by

a concurrent seismic event.

NRC Plans Moving Forward

While we are confident about the safety of U.S. nuclear power plants, our regulatory

agency has a responsibility to the American people to undertake a systematic and methodical

review of the safety of our domestic facilities, in light of the natural disaster and the resulting

nuclear situation in Japan. Examining all available information is an essential part of that effort.
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On March 21, my fellow Commissioners and I established a senior level task force to

conduct a comprehensive review of our processes and regulations to determine whether the

agency should make improvements to our regulatory system.

This review will be conducted in a short-term and a longer-term timeframe. The short-

term review has already begun, and will identify potential or preliminary near-term operational or

regulatory issues. A longer-term review will begin as soon as we have sufficient information

from Japan. That review will be completed in six months from the beginning of the evaluation.

The task force's reports will be publicly available.

The task force will evaluate all technical and policy issues related to the event to

identify additional potential research, generic issues, changes to the reactor oversight

process, rulemakings, and adjustments to the regulatory framework that should be pursued by

the NRC. We also expect to evaluate issues that may involve multiple U.S. Government

agencies, such as emergency preparedness. We will seek input from all key stakeholders

during this process. Based on what we learn in our review, we will take all of the appropriate

actions that are necessary to ensure the continuing safety of the American people.

We will also continue to communicate closely with our regulatory counterparts

throughout this process. As we navigate lessons-learned efforts in the months ahead,

international cooperation takes on new importance. The IAEA has a significant role to play in

facilitating information-sharing among countries as we undertake this process. To that end,

we commend Director General Amano's announcement of the Agency's intention to host a

ministerial-level conference in June. We are also pleased to support the IAEA as it works to

address and incorporate the events at Fukushima into its activities in various technical

disciplines, as well as continuing its work in areas that have already been identified as nuclear

safety and security priorities.
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Over the next few days, contracting parties to the Convention on Nuclear Safety will

have the opportunity to present information on their nuclear safety programs and receive

feedback from their counterparts. This review process provides us with an important venue to

address the events in Japan and begin to formulate plans for short- and long-term

cooperation. But in addition, it continues to serve a critical purpose in generally advancing

nuclear safety worldwide. We are pleased to be part of this process.

We commend the IAEA staff for its hard work in preparing for the Convention review

meeting and continuing to facilitate the provision of assistance to the Japanese people. I

appreciate the opportunity to address you this evening.
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TALKING POINTS FOR CNS MONDAY MEETING RE: JAPAN

" I would like to reiterate my condolences to
all those who have been affected by the
earthquake and tsunami in Japan.

" Our hearts go out to all who have been
dealing with the aftermath of these natural
disasters, and we are mindful of the long
and difficult road they will face in recovering.

" We know that the people of Japan are
resilient and strong, and we have every
confidence that they will come through this
terrible time and move forward, with resolve,
to rebuild their vibrant country.

" I made a brief visit to Japan last week.

" I wanted to convey a message of support
and cooperation to our Japanese
counterparts there and to assess the
ongoing situation.

" I also met with senior Japanese government
and TEPCO officials, and consulted with a
team of experts from the U.S. Nuclear
Regulatory Commission who went to Japan
as part of our assistance effort.

1



NRC Response to Japan Events

" I'd like to take a few minutes to address the
response of the NRC to the tragic events in
Japan, and then to briefly describe how we
plan to proceed.

" On Friday, March 11, when the earthquake
and tsunami struck, the NRC's headquarters
Operations Center began operating on a 24-
hour basis to monitor and analyze events at
nuclear power plants in Japan.

" At the request of the Japanese government,
and through the United States Agency for
International Development (USAID), the
NRC sent a team of its technical experts to
provide on-the-ground support, and we have
been in continual contact with them since
that time.

" And, within the United States, the NRC has
been working closely with other Federal
agencies as part of our government's
response to the situation.
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" Shortly after 4:00 AM (Washington, DC
time) on Friday, March 1 1th, the NRC
Emergency Operations Center made the
first telephone call to inform NRC
management of the earthquake and the
potential impact on U.S. plants.

* We went into monitoring mode at our
Emergency Operations Center, and the
NRC's initial focus was on the possible
impacts of the tsunami on U.S. plants and
radioactive materials on the West Coast,
and in Hawaii, Alaska, and U.S. Territories
in the Pacific.

* We were in communication with our
licensees and our resident inspectors at
Diablo Canyon Power Plant and San
Onofre Nuclear Generating Station in
California, and the Radiation Control
Program Directors for California,
Washington, Oregon and Hawaii.

" On that same day, we began interactions
with our Japanese regulatory counterparts
and dispatched two experts to Japan to
help at the embassy in Tokyo.
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" By Monday, March 14, we had dispatched
a total of 11 NRC staff to Japan.

" We have subsequently rotated in additional
staff to continue on-the-ground assistance
in Japan.

* The areas of focus for this team are: 1) to
assist the Japanese government and
respond to requests from our Japanese
regulatory counterparts; 2) to support the
U.S. Ambassador and the U.S. government
assistance effort.

" On Wednesday, March 16, we collaborated
with other U.S. government agencies and
decided to advise American citizens to
evacuate within a 50-mile range around the
plant.

" We believed this decision was a prudent
course of action, and would be consistent
with what we would do in a similar situation
in the United States.

" This evacuation range was predicated on
the information that we had available at the
time, which indicated the possibility that
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reactor cores and spent fuel pools may have
been compromised.

* We have been working with an extensive
range of stakeholders regarding the Japan
situation, including the White House,
Congressional staff, our state regulatory
counterparts, a number of other federal
agencies, and the international regulatory
bodies around the world.

Steps Already Taken

" The NRC's program of continuous
improvement in the future will include
lessons learned from the events in Japan.

" We already have begun enhancing
inspection activities through temporary
instructions to our inspection staff, including
the resident inspectors and the inspectors in
our four Regional offices.
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* We've also issued an information notice to
licensees to make them aware of activities
they should undertake to verify that their
capabilities to mitigate conditions due to
severe accidents-including the loss of
significant operational and safety systems-
are in effect and operational.

* Specific conditions include a total loss of
electric power, flooding, and damage from
seismic events.

" On their own initiative, the Institute of
Nuclear Power Operations (INPO) issued a
Level I Event Report (highest level) to its
members on March 15, identifying four
actions requiring written responses.

" Those include walkdowns and verifications
of capabilities to address large fires and
explosions; severe accident management
guidelines; mitigation of station blackout
conditions; internal and external flooding,
and fire and flooding events that could be
impacted by a concurrent seismic event.
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NRC Plans Moving Forward

" While we are confident about the safety of
U.S. nuclear power plants, our regulatory
agency has a responsibility to the American
people to undertake a systematic and
methodical review of the safety of our
domestic facilities, in light of the natural
disaster and the resulting nuclear situation in
Japan.

" Examining all available information is an
essential part of that effort.

" On March 21, my fellow Commissioners and
I established a senior level task force to
conduct a comprehensive review of our
processes and regulations to determine
whether the agency should make
improvements to our regulatory system.

" This review will be conducted in a short-term
and a longer-term timeframe.

" The short-term review has already begun,
and will identify potential or preliminary near-
term operational or regulatory issues.

* A longer-term review will begin as soon as
we have sufficient information from Japan.
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* That review will be completed in six months
from the beginning of the evaluation.

" The task force's reports will be publicly

available.

" The task force will evaluate all technical
and policy issues related to the event to
identify additional potential research,
generic issues, changes to the reactor
oversight process, rulemakings, and
adjustments to the regulatory framework
that should be pursued by the NRC.

" We also expect to evaluate issues that may
involve multiple U.S. Government
agencies, such as emergency
preparedness.

" We will seek input from all key
stakeholders during this process.

" Based on what we learn in our review, we
will take all of the appropriate actions that
are necessary to ensure the continuing
safety of the American people.
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" We will also continue to communicate
closely with our regulatory counterparts
throughout this process.

" As we navigate lessons-learned efforts in
the months ahead, international
cooperation takes on new importance.

" The IAEA has a significant role to play in
facilitating information-sharing among
countries as we undertake this process.

" To that end, we commend Director General
Amano's announcement of the Agency's
intention to host a ministerial-level
conference in June.

" We are also pleased to support the IAEA
as it works to address and incorporate the
events at Fukushima into its activities in
various technical disciplines, as well as
continuing its work in areas that have
already been identified as nuclear safety
and security priorities.
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" Over the next few days, contracting parties
to the Convention on Nuclear Safety will
have the opportunity to present information
on their nuclear safety programs and
receive feedback from their counterparts.

" This review process provides us with an
important venue to address the events in
Japan and begin to formulate plans for
short- and long-term cooperation.

" But in addition, it continues to serve a
critical purpose in generally advancing
nuclear safety worldwide.

" We are pleased to be part of this process.

" We commend the IAEA staff for its hard
work in preparing for the Convention review
meeting and continuing to facilitate the
provision of assistance to the Japanese
people.

* I appreciate the opportunity to address you
this evening.
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From: Susan Lovd
To: Brenner, Eliot

Subject: Monday Night Remarks - Text
Date: Saturday, April 02, 2011 9:41:27 AM

PREPARED REMARKS FOR CNS MONDAY MEETING

I would like to reiterate my condolences to all those who have been affected by the

earthquake and tsunami in Japan. Our hearts go out to all who have been dealing with the

aftermath of these natural disasters, and we are mindful of the long and difficult road they

will face in recovering. We know that the people of Japan are resilient and strong, and we

have every confidence that they will come through this terrible time and move forward, with

resolve, to rebuild their vibrant country.

I made a brief visit to Japan last week. I wanted to convey a message of support

and cooperation to our Japanese counterparts there and to assess the ongoing situation. I

also met with senior Japanese government and TEPCO officials, and consulted with a

team of experts from the U.S. Nuclear Regulatory Commission who went to Japan as part

of our assistance effort.

NRC Response to Japan Events

I'd like to take a few minutes to address the response of the NRC to the tragic

events in Japan, and then to briefly describe how we plan to proceed.

On Friday, March 11, when the earthquake and tsunami struck, the NRC's

headquarters Operations Center began operating on a 24-hour basis to monitor and

analyze events at nuclear power plants in Japan. At the request of the Japanese

government, and through the United States Agency for International Development

(USAID), the NRC sent a team of its technical experts to provide on-the-ground support,

and we have been in continual contact with them since that time. And, within the United

States, the NRC has been working closely with other Federal agencies as part of our

government's response to the situation.

Shortly after 4:00 AM (Washington, DC time) on Friday, March 11 th, the,~ <\'/



NRC Emergency Operations Center made the first telephone call to inform NRC

management of the earthquake and the potential impact on U.S. plants. We went

into monitoring mode at our Emergency Operations Center, and the NRC's initial

focus was on the possible impacts of the tsunami on U.S. plants and radioactive

materials on the West Coast, and in Hawaii, Alaska, and U.S. Territories in the

Pacific.

We were in communication with our licensees and our resident inspectors at

Diablo Canyon Power Plant and San Onofre Nuclear Generating Station in

California, and the Radiation Control Program Directors for California, Washington,

Oregon and Hawaii.

On that same day, we began interactions with our Japanese regulatory

counterparts and dispatched two experts to Japan to help at the embassy in Tokyo.

By Monday, March 14, we had dispatched a total of 11 NRC staff to Japan. We

have subsequently rotated in additional staff to continue on-the-ground assistance in

Japan. The areas of focus for this team are: 1) to assist the Japanese government and

respond to requests from our Japanese regulatory counterparts; 2) to support the U.S.

Ambassador and the U.S. government assistance effort.

On Wednesday, March 16, we collaborated with other U.S. government

agencies and decided to advise American citizens to evacuate within a 50-

mile range around the plant. We believed this decision was a prudent

course of action, and would be consistent with what we would do in a

similar situation in the United States. This evacuation range was

predicated on the information that we had available at the time, which

indicated the possibility that reactor cores and spent fuel poois may

have been compromised.

We have been working with an extensive range of stakeholders regarding the

Japan situation, including the White House, Congressional staff, our state regulatory



counterparts, a number of other federal agencies, and the international regulatory bodies

around the world.

Steps Already Taken

The NRC's program of continuous improvement in the future will include lessons

learned from the events in Japan. We already have begun enhancing inspection activities

through temporary instructions to our inspection staff, including the resident inspectors and

the inspectors in our four Regional offices.

We've also issued an information notice to licensees to make them aware of

activities they should undertake to verify that their capabilities to mitigate conditions due to

severe accidents-including the loss of significant operational and safety systems-are in

effect and operational. Specific conditions include a total loss of electric power, flooding,

and damage from seismic events.

On their own initiative, the Institute of Nuclear Power Operations (INPO) issued a

Level I Event Report (highest level) to its members on March 15, identifying four actions

requiring written responses. Those include walkdowns and verifications of capabilities to

address large fires and explosions; severe accident management guidelines; mitigation of

station blackout conditions; internal and external flooding, and fire and flooding events that

could be impacted by a concurrent seismic event.

NRC Plans Moving Forward

While we are confident about the safety of U.S. nuclear power plants, our

regulatory agency has a responsibility to the American people to undertake a systematic

and methodical review of the safety of our domestic facilities, in light of the natural disaster

and the resulting nuclear situation in Japan. Examining all available information is an

essential part of that effort.



On March 21, my fellow Commissioners and I established a senior level task force

to conduct a comprehensive review of our processes and regulations to determine whether

the agency should make improvements to our regulatory system.

This review will be conducted in a short-term and a longer-term timeframe. The

short-term review has already begun, and will identify potential or preliminary near-term

operational or regulatory issues. A longer-term review will begin as soon as we have

sufficient information from Japan. That review will be completed in six months from the

beginning of the evaluation. The task force's reports will be publicly available.

The task force will evaluate all technical and policy issues related to the event to

identify additional potential research, generic issues, changes to the reactor oversight

process, rulemakings, and adjustments to the regulatory framework that should be

pursued by the NRC. We also expect to evaluate issues that may involve multiple U.S.

Government agencies, such as emergency preparedness. We will seek input from all key

stakeholders during this process. Based on what we learn in our review, we will take all

of the appropriate actions that are necessary to ensure the continuing safety of the

American people.

We will also continue to communicate closely with our regulatory counterparts

throughout this process. As we navigate lessons-learned efforts in the months ahead,

international cooperation takes on new importance. The IAEA has a significant role to

play in facilitating information-sharing among countries as we undertake this process. To

that end, we commend Director General Amano's announcement of the Agency's

intention to host a ministerial-level conference in June. We are also pleased to support

the IAEA as it works to address and incorporate the events at Fukushima into its

activities in various technical disciplines, as well as continuing its work in areas that have

already been identified as nuclear safety and security priorities.

Over the next few days, contracting parties to the Convention on Nuclear Safety

will have the opportunity to present information on their nuclear safety programs and

receive feedback from their counterparts. This review process provides us with an



important venue to address the events in Japan and begin to formulate plans for short-

and long-term cooperation. But in addition, it continues to serve a critical purpose in

generally advancing nuclear safety worldwide. We are pleased tobe part of this

process.

We commend the IAEA staff for its hard work in preparing for the Convention

review meeting and continuing to facilitate the provision of assistance to the Japanese

people. I appreciate the opportunity to address you this evening.



From: Gooale Alerts
To: Brenner, Eliot
Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 12:30:02 AM

News 2 new results for Nuclear Regulatory Commission

NRC to discuss safety at Cordova plant
Quad City Times
In the wake of Japan's nuclear plant problems caused by last month's tsunami, organizers of a
meeting to discuss the safety record of Exelon Nuclear Quad-Cities Station expect more interest
than in the past. The Nuclear Regulatory Commission, or NRC,
See all stories on this topic >)

OPPD reports finding 2 small openings in the flood barrier around Fort Calhoun ...
Greenfield Daily Reporter
Utility officials told the Nuclear Regulatory Commission they discovered the two 4-inch
conduits uncovered on Thursday. OPPD spokesman Jeff Hanson said the electrical conduits were
plugged up Friday morning. The pipes carry electrical wires into a ...
See all stories on this topic )>

Tip: Use a minus sign (-) in front of terms in your query that you want to exclude. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From: Gooole Alerts
To: Brenner. Eliot
Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 2:14:07 PM

Blogs 5 new results for Nuclear Regulatory Commission

Riverkeepers Top Ten Reasons To Close Indian Point!! - Green ...
By Green Living Guy
The United States Nuclear Regulatory Commission ("NRC") revised its estimates of

earthquake risk in 2010, concluding that Indian Point is the most likely nuke plant in the nation to
experience core damage due to an earthquake.
Green Living - http://www.greenlivingguy.com/

NRC panel OKs arguments on nuclear fuel plant I Local I Aiken ...
The panel is an independent judicial agency within the U.S. Nuclear Regulatory

Commission. The NRC is responsible for deciding whether to give the plant permission to
operate. Lou Zeller, science director of the Blue Ridge Environmental ...
Local News I The Aiken Standard - http://www.aikenstandard.com/local/

NRC: 3 U.S. Nuclear Plants Need Increased Oversight - Care2 News ...
By Cal Mendelsohn
The Nuclear Regulatory Commission says three U.S. nuclear power plants need increased

oversight from federal regulators, although officials stressed that all are operating safely.

Care2 News Network - http://www.care2.com/news/

When man does not bite dog is news
By djysrv

So when the New York Times writes that U.S. nuclear utilities are complying with requirements
from the Nuclear Regulatory Commission (NRC) regarding the control hydrogen in reactor
pressure vessels, why is that news? ...
Idaho Samizdat: Nuke Notes - http://diysrv.blogspot.com/

The Dangers of US Spent Nuclear Fuel
By The Real News
The response by the Nuclear Regulatory Commission and the nuclear industry was hostile,

and they issued a lot of criticisms to our report. And it generated enough controversy at the time
that the United States Congress asked the ...
Pacific Free Press RSS - http://www.pacificfreepress.com/

This as-it-happens Google Alert is brought to you by Google.

Remove this alert.
Create another alert.
Manage your alerts.



From: Goocle Alerts
To: Brenner. Eliot
Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 3:55:14 PM

News I new result for Nuclear Regulatory Commission

US studies Fukushima disaster for safety lessons
AFP Q-11
Two of the plant's six spent fuel rod pools were apparently damaged following the
quake and tsunami, said Gregory Jaczko, head of the US Nuclear Regulatory AEP

Commission (NRC). "It was possible there was a leak," he told a US Senate
hearing on March 30, ...
See all stories on this topic >

Tip: Use quotes ("like this") around a set of words in your query to match them exactly. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From: Weber. Michael
To: LIA06 Hoc; LIA08 Hoc
Cc: Brenner. Eliot; Hayden. Elizabeth; ElImers. Glenn; Nelson. Robert
Subject: FYI - GOOD SITE FOR HIGH RESOLUTION PHOTOS OF FUKUSHIMA
Date: Saturday, April 02, 2011 5:02:10 PM

In case you are looking for a good site for high resolution photographs of the damaged
Fukushima-Daiichi NPPs, you might find this site handy...
http://cryptome.org/eyeball/daiichi-npp/daiichi-photos.htm



From: Gooqle Alerts
To: Brenner. Eliot
Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 5:52:16 PM

Web I new result for Nuclear Regulatory Commission

NRC NEWS
The Nuclear Regulatory Commission has named six senior managers and staff to its ... The
task force will be led by Dr. Charles Miller, Director of the NRC's ...
www.nrc.gov/reading-rm/doc-collections/news/.. ./11 -062.pdf

Tip: Use site restrict in your query to search within a site (site:nytimes.com or site:.edu). Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From:
To:
Subject:
Date:
Attachments:

LIA07 Hoc
LIA07 Hoc
1800 EDT (April 2, 2011) USNRC Earthquake/Tsunami Status Update
Saturday, April 02, 2011 6:19:09 PM
USNRC Earthouake-Tsunami Uodate.040211.1800EDT.Ddf

Attached, please find a 1800 EDT, April 2, 2011 status update from the US Nuclear Regulatory

Commission's Emergency Operations Center regarding the impacts of the earthquake/tsunami.

Maw~tatt; if~~Lu.~ 3fka Use Only" and i: enly being rharcd within th
fed e. aI ram~y.-

Please call the Headquarters Operations Officer at 301-816-5100 with questions.

Jeremy Susco

Executive Briefing Team Coordinator

US Nuclear Regulatory Commission

LIA07.HOC(@nrc.gov (Operations Center)

ieremy.susco(Enrc.gov
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From: Gooale Alerts
To: Brenner, Eliot
Subject: Google Alert - jaczko
Date: Saturday, April 02, 2011 7:33:24 PM

News I new result for jaczko

US studies Fukushima disaster for safety lessons
AFP Al
Two of the plant's six spent fuel rod pools were apparently damaged following the
quake and tsunami, said Gregory Jaczko, head of the US Nuclear Regulatory AFP

Commission (NRC). "It was possible there was a leak," he told a US Senate hearing
on March 30, ...
See all stories on this topic >>

Tip: Use a plus sign (+) to match a term in your query exactly as is. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From: Gooale Alerts
To: Brenner. Eliot
Subject: Google Alert - Nuclear Regulatory Commission
Date: Saturday, April 02, 2011 7:31:08 PM

News .1 new result for Nuclear Regulatory Commission

Will there be a nuclear meltdown in your backyard?
Daily Caller
Because the Nuclear Regulatory Commission (NRC) says the GE-designed Daily Caller
reactors in Fukushima have 23 sisters in the United States. What happened in Japan
could happen here. The NRC database of nuclear power plants shows that 23 of the
104 nuclear power ...
See all stories on this topic >

Tip: Use a minus sign (-) in front of terms in your query that you want to exclude. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.



From: Mamish. Nader

To: Weber. Michael
Cc: LIA06 Hoc; LIA08 Hoc; Brenner. Eliot; Schmidt. Rebecca; Boger. Bruce; Thaaaard. Mark; Muessle. Mary; Andersen.

James; Leeds. Eric; Haney. Catherine; Sheron. Brian; Johnson. Michael; Viroilio. Martin; Doane. Margaret

Subject: RE: QUERY - CSIS INVITATION: Nuclear Safety After Fukushima
Date: Saturday, April 02, 2011 8:34:15 PM

I'm checking on the staff's availability.

Thanks

From: Weber, Michael
Sent: Friday, April 01, 2011 4:49 PM
To: Doane, Margaret; Mamish, Nader
Cc: LIA06 Hoc; LIA08 Hoc; Brenner, Eliot; Schmidt, Rebecca; Boger, Bruce; Thaggard, Mark; Muessle, Mary;
Andersen, James; Leeds, Eric; Haney, Catherine; Sheron, Brian; Johnson, Michael; Virgilio, Martin
Subject: QUERY - CSIS INVITATION: Nuclear Safety After Fukushima

Does OIP want to take the lead in participating in this seminar for NRC? Someone should attend, listen,

and share highlights back here to the rest of our team. If OIP cannot support, please advise.

From: CSIS Proliferation Prevention Program [mailto:tspitzer-hobeika@csis.org]
Sent: Friday, April 01, 2011 4:11 PM
To: Weber, Michael
Subject: CSIS INVITATION: Nuclear Safety After Fukushima

To ensure receipt of our email, please add us to your address book.

The CSIS Proliferation Prevention Program invites you to a

timely discussion on.

Nuclear Safety After Fukushima

The March 11, 2011 earthquake and tsunami have had a devastating effect on
Japan. The impact has been magnified by the crisis at the Fukushima Daiichi nuclear
power plant, where efforts continue to contain radiation from damaged reactors and
spent fuel pools. Beyond the inevitable questions posed by the media in the midst of
the crisis, national and international authorities will be reviewing safety regulations and
their implementation. The U.S. Congress has already held several hearings and the
International Atomic Energy Agency Director Yukiya Amano has called for a nuclear
safety summit in June.

The CSIS Proliferation Prevention Program is pleased to bring two expert panels
together to analyze the current situation and its impact on U.S. and international
nuclear safety.

Thursday, April 7, 2011
from 2:00pm -to 5:00pm
BI Conference Center



CSIS, 1800 K Street NW, Washington, DC 20006

Speakers:

Opening Remarks: Dr. John Harnre, President, Center for Strategic and
International Studies
Moderator: Ms. Sharon Squassoni, Director, CSIS Proliferation Prevention
Program

2:15-3:45: National Responses
Mr. Alex Flint, Senior Vice President for Governmental Affairs, Nuclear
Energy Institute (Invited)
Ms. Ellen Vancko, Nuclear Energy and Climate Change Project Manager,
Union of Concerned Scientists
Mr. Mark Holt, Specialist in Energy Policy, Congressional Research Service

3:45-5:00: International Responses
Dr. Olli Heinonen, Senior Fellow, Belfer Center for Science and International
Affairs, Harvard Kennedy School
Mr. Carlton Stoiber, Chair of the Nuclear Security Working Group,
International Nuclear Law Association
Ms. Carol Kessler, Chair of the Nonproliferation and National Security
Department, Brookhaven National Laboratory

Please RSVP to Ms. Tamara Spitzer-Hobeika at tspitzer-
hobeika@csis.org or 202.775.3239.

To unsubscribe from all CSIS emails, please click here.

[]



From:
To:
Subject:
Date:

Gooale Alerts

Brenner, Eliot

Google Alert - Nuclear Regulatory Commission

Saturday, April 02, 2011 11:27:01 PM

News 1 new result for Nuclear Regulatory Commission

Disaster fuels debate over nuclear accident evacuation plans
MiamiHerald.com
The disaster in Japan, followed by the US Nuclear Regulatory Commission
urging Americans to evacuate within 50 miles of the Fukushima Daiichi reactors, has
sparked calls to reassess emergency plans for the nation's 65 nuclear plants.
See all stories on this topic >>

MiamiHerald.com

Tip: Use a minus sign (-) in front of terms in your query that you want to exclude. Learn more.

Remove this alert.
Create another alert.
Manage your alerts.
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From:
Sent:
To:

Subject:
Attachments:

OST01 HOC
Friday, April 22, 2011 4:14 PM
Kokajko, Lawrence; Batkin, Joshua; Boger, Bruce; Carpenter, Cynthia; Castleman, Patrick;
Franovich, Mike; Gibbs, Catina; Hipschman, Thomas; Hoc, PMT12; Jaczko, Gregory;

Johnson, Michael; LIA08 Hoc; Marshall, Michael; Moore, Scott; Orders, William; Pace,
Patti; RST01 Hoc; Snodderly, Michael; Speiser, Herald; Tracy, Glenn; Uhle, Jennifer;
Virgilio, Martin; Weber, Michael; Wiggins, Jim; Zimmerman, Roy
Japan One Pager 1500 EDT 4-22-11
Japan One Pager 1500 EDT 4-22-11 .pdf

***Please note all attachments are OUO***

Attached, please find the April 22- 1500 EDT One-Pager - Fukushima Daiichi

***Please note all attachments areBeUOCt

I.



Bano, Mahmooda

From:
Sent:
To:
Subject:
Attachments:

Hochevar, Albert R. (INPO) [HochevarAR@lNPO.org]
Saturday, April 02, 2011 8:20 PM
blamey.allen@nrc.gov; Scott, Michael; Giessner, John
FW:
Areva 51564602-Fukuchima-Eng-20110320.pdf

All
For your information. CHere is the Areva speculation regarding the possible status of the reactors. Received

from Shaw member of IST Tokyo.

Al

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that is privileged, confidential, or protected by copyright belonging to
I NPO or WANO, This e-mail is intended solely for the use of the individual or entity for which it is intended. If you are not the intended recipient.of this e-mail, any
dissemination, distribution, copying. or action taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited. If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or printout of this e-mail and any attachments.
Thank you.
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The
Fukushima Daiichi

Incident

1. Plant Design
2. Accident Progression
3. Radiological releases
4. Spent fuel pools
5. Sources of Information

Matthias Braun
PEPA4-G, AREVA-NPGmbH
Matthias.Braun@AREVA.com
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The Fukushmma Daflho lnciden`
1. Plant Design

Olo Fukushima Daiichi (Plant I)

* Unit I - GE Mark I BWR (439 MW), Operating since 1971
* Unit II-IV - GE Mark I BWR (760 MW), Operating since 1974
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The Fukushima D~iichi I .ide.nt
1. Plant Design

10 Building structure

K> Concrete Building

0 Steel-framed Service Floor

1, Containment

"-- K Pear-shaped Dry-Well

K> Torus-shaped Wet-,Well
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The Fukushima Daiichi Incident r
1. Plant Design

I• Service Floor
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The Fukushima Daiichi Oncident
1. Plant Design

lo Lifting the Containment
closure head

A
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The Fukushima Daiichi Incident
1. Plant Design

Op Reactor Service Floor
(Steel Construction)

00 Concrete Reactor Building
(secondary Containment)

Spend Fuel Pool

I/1

Fresh Steam line

Main Feedwater
10 Reactor Core

I1 Reactor Pressure Vessel

00 Containment (Dry well)

0- Containment (Wet Well) /
Condensation Chamber
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The Fukushima Daiichi Incident
2. Accident progression

O, 11.3.2011 14:46- Earthquake

Magnitude 9

0 Power grid in northern Japan fails

Reactors itself are mainly
undamaged

Oo SCRAM

Power generation due to Fission
of Uranium stops . .

0 Heat generation due to radioactive
Decay of Fission Products

" After Scram -6%
* After 1 Day -1%
* After 5 Days -0.5%

The Fukushima Daiichi Incident - Dr. Matthias Braun - 25 March 2011 - p.8 AREVA



The Fukushima Daiichi Incident
2. Accident progression

N Containment Isolation
K Closing of all non-safety related

Penetrations of the containment

Cuts off Machine hall

0 If containment isolation succeeds,
a large early release of fission
products is highly unlikely

Oo Diesel generators start

@ Emergency Core cooling systems
are supplied

0- Plant is in a stable save state

The Fukushima Daiichi Incident - Dr. Matthias Braun - 25 March 2011 - p.9 AREVA



The Fukushima Daiichi Incident ......
2. Accident progression

0 11.3. 15:41 Tsunami hits the plant

Plant Design for Tsunami height of
up to 6.5m

Actual Tsunami height >7m

Flooding of

* Diesel Generators and/or

" Essential service water building
cooling the generators

I Station Blackout ....

SCommon cause failure of the
power supply

Only Batteries are still available

Failure of all but one Emergency "
core cooling systems

The Fukushima Daiichi Incident- Dr. Matthias Braun - 25 March 2011 - p.10 AREVA



The Fukushima Daiichi Incident
2. Accident progression

0 Reactor Core Isolation Pump still
available

K> Steam from the Reactor drives a
Turbine

0 Steam gets condensed in the
Wet-Well V

Turbine drives a Pump

Water from the Wet-Well gets
pumped in Reactor

> Necessary:

* Battery power

* Temperature in the wet-well
must be below 1OO'C

• As there is no heat removal from
the building, the Core isolation
pump cant work infinitely

The Fukushima Daiichi Incident - Dr. Matthias Braun - 25 March 2011 - p.11 AREVA



The Fukushima Daiichi Incident
2. Accident progression

t Reactor Isolation pump stops

11.3. 16:36 in Unit 1
(Batteries empty)

14.3. 13:25 in Unit 2
(Pump failure)

0 13.3. 2:44 in Unit 3
(Batteries empty)

lo Decay Heat produces still steam in
Reactor pressure Vessel

0 Pressure rising

P, Opening the steam relieve valves

0 Discharge Steam into the Wet-Well

0 Descending of the Liquid Level in
the Reactor pressure vessel
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The Fukushima Daiichi Incident
2. Accident progression

Reactor Isolation pump stops

K> 11.3. 16:36 in Unit 1
(Batteries empty)

,0 14.3. 13:25 in Unit 2 ___

(Pump failure)

0 13.3. 2:44 in Unit 3
(Batteries empty)

0 Decay Heat produces still steam in ''

Reactor pressure Vessel

0 Pressure rising

No Opening the steam relieve valves

0 Discharge Steam into the Wet-Well

0* Descending of the Liquid Level in
the Reactor pressure vessel
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The Fukushima Daiichi Incident
2. Accident progression

I Reactor Isolation pump stops

11.3. 16:36 in Unit 1
(Batteries empty)

K 14.3. 13:25 in Unit 2
(Pump failure) "7 =

13.3. 2:44 in Unit 3
(Batteries empty)

0 Decay Heat produces still steam in
Reactor pressure Vessel

Pressure rising . .

Po Opening the steam relieve valves

Discharge Steam into the Wet-Well

lp Descending of the Liquid Level in
the Reactor pressure vessel

The Fukushima Daiichi Incident - Dr. Matthias Braun - 25 March 2011 - p.14 AREVA



The Fukushima Dailchi Incident
2. Accident progression

Do Reactor Isolation pump stops

K 11.3. 16:36 in Unit 1
(Batteries empty)

14.3. 13:25 in Unit 2
(Pump failure)--

K 13.3. 2:44 in Unit 3
(Batteries empty)

l Decay Heat produces still steam in
Reactor pressure Vessel

K Pressure rising I.. .

Opening the steam relieve valves 2]

Discharge Steam into the Wet-Well

lo Descending of the Liquid Level in
the Reactor pressure vessel

The Fukushima Daiichi Incident- Dr. Matthias Braun - 25 March 2011 - p.15 AREVA



The Fukushima Daiichi Incident i
2. Accident progression

10 Reactor Isolation pump stops

0 11.3. 16:36 in Unit 1
(Batteries empty)

14.3. 13:25 in Unit 2
(Pump failure)

0 13.3. 2:44 in Unit 3
(Batteries empty)

0 Decay Heat produces still steam in
Reactor pressure Vessel

Pressure rising

O Opening the steam relieve valves

K> Discharge Steam into the Wet-Well

01 Descending of the Liquid Level in
the Reactor pressure vessel

The Fukushima Daiichi Incident- Dr. Matthias Braun - 25 March 2011 - p.16 AREVA



The Fukushima Daiichi Incident
2. Accident progression

Po Measured, and here referenced
Liquid level is the collapsed level.
The actual liquid level lies higher
due to the steam bubbles in the
liquid

O -50% of the core exposed

K Cladding temperatures rise, but still
no significant core damage n7

Oo -2/3 of the core exposed

÷ Cladding temperature
exceeds -900'C

> Balooning Breaking of the
cladding

K Release of fission products form
the fuel rod gaps

The Fukushima Daiichi Incident- Dr. Matthias Braun - 25 March 2011 - p.17 AREVA



The Fukushima Daiichi Incident
2. Accident progression

01 -3/4 of the core exposed

0 Cladding exceeds -1200'C

Zirconium in the cladding starts to
burn under Steam atmosphere
Zr + 2HO0 ->ZrO2 + 2H2

Exothermal reaction further
heats the core

0> Generation of hydrogen 4s

o Unit 1: 300-600kg
" Unit 2/3: 300-1000kg

K Hydrogen gets pushed via the
wet-well, the wet-well vacuum
breakers into the dry-well 1 ..

The Fukushima Daiichi Incident- Dr. Matthias Braun - 25 March 2011 - p.18 AREVA



The Fukushima Daiichi Incident
2. Accident progression

lo at--1800'C [Unit 1,2,3]

0 Melting of the Cladding

K Melting of the steel structures

No at --2500'C [Block 1,2] __,,,

K> Breaking of the fuel rods 4

K> debris bed inside the core

lo at -2700'C [Block 1]

Melting of Uranium-Zirconium
eutectics

O Restoration of the water supply N
stops accident in all 3 Units

K> Unit 1: 12.3. 20:20 (27h w.o. water)

Unit 2: 14.3. 20:33 (7h w.o. water)

* Unit 3:13.3. 9:38 (7h w.o. water)
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The Fukushima Daiichi Incident
2. Accident progression

lo Release of fission products during
melt down

0 Xenon, Cesium, Iodine,...
Uranium/Plutonium remain in core
Fission products condensate to .- _ 0
airborne Aerosols

O Discharge through valves into water 7
of the condensation chamber

Pool scrubbing binds a fraction of L -aL

Aerosols in the water

0 Xenon and remaining aerosols
enter the Dry-Well

K- Deposition of aerosols on surfaces
further decontaminates air

The Fukushima Daiichi Incident - Dr. Matthias Braun - 25 March 2011 - D.20 AR EVA
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The Fukushima Daiichi Incident
2. Accident progression

00 Containment

K Last barrier between Fission
Products and Environment

K Wall thickness -3cm

K Design Pressure 4-5bar

! Actual pressure up to 8 bars

Normal inert gas filling (Nitrogen)

Hydrogen from core oxidation

Boiling condensation chamber
(like a pressure cooker) -- i.i !I

O Depressurization of the containmeni I .

K Unit 1:12.3. 4:00

÷ Unit 2: 13.3 00:00

K Unit 3: 13.3. 8.41
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The Fukushima Dajichi Incident
2. Accident progression

M~

~

Positive und negative Aspects of
depressurizing the containment

0 Removes Energy from the Reactor
building (only way left)

Reducing the pressure to -4 bar

Release of small amounts of
Aerosols (Iodine, Cesium -0.1%)

K Release of all noble gases

0 Release of Hydrogen

Do Gas is released into the reactor
service floor

* Hydrogen is flammable
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The Fukushima Dajichi Incident
2. Accident progression

Oo Unit 1 und 3

C Hydrogen burn inside the reactor
service floor

> Destruction of the steel-frame roof

Reinforced concrete reactor
building seems undamaged

Spectacular but minor safety
relevant

\ ~
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The Fukushima Daiichi Incident .....
2. Accident progression

Oo Unit 2

K Hydrogen burn inside the reactor
building

Probably damage to the
condensation chamber _____

(highly contaminated water)

0 Uncontrolled release of gas from
the containment

K Release of fission products

K Temporal evacuation of the plant

High local dose rates on the plant ..
site due to wreckage hinder further
recovery work

1 No clear information's why Unit 2
behaved differently
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The Fukushima Daiichi Incident
2. Accident progression

Oo Current status of the Reactors

÷ Core Damage in Unit 1,2, 3 r

K Building damage due to various
burns Unit 1-4

K Reactor pressure vessels floodE
in all Units with mobile pumps

At least containment in Unit 1
flooded

Oo Further cooling of the Reactors b
releasing steam to the atmospher

No Only small further releases of
fission products can be expected
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The Fukushima Daiichi Incident
3. Radiological releases I

O Directly on the plant site

0 Before Explosion in Unit Block 2

* Below 2mSv / h
e Mainly due to released radioactive noble gases

* Measuring posts on west side. Maybe too small values measured due to wind

K After Explosion in Unit 2 (Damage of the Containment)

* Temporal peak values 12mSv / h

" (Origin not entirely clear)

" Local peak values on site up to 400mSv /h (wreckage / fragments?)

" Currently stable dose on site at 5mSv /h

" Inside the buildings a lot more

K Limiting time of exposure of the workers necessary

A
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The Fukushima Daiichi Incident
3. Radiological releases

14000

12000

10000

8000

6000

0
0

4000

Ex

2000

12.03.201100:00 13.03.201100:00 14.03.201100:00 15.03.201100:00 16.03.201100:00 17.03.201100:00 18.03.201100:00 19.03.2011 00:00 20.03.2011 00:00

Zeitpunkt der Messung (Ortszelt japanische Anlage)

A
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The Fukushima Da~ichi Incident
3. Radiological releases

0 Outside the Plant site
<> As reactor building mostly intact

=> reduced release of Aerosols (not Chernobyl-like)

• Fission product release in steam
=> fast Aerosol grows, large fraction falls down in the proximity of the plant

Z Main contribution to the radioactive dose outside plant are the radioactive
noble gases

• Carried / distributed by the wind, decreasing dose with time

K No ,,Fall-out" of the noble gases, so no local high contamination of soil

D -20km around the plant

K0 Evacuations were adequate

0 Measured dose up to 0.3mSv/h for short times

0 Maybe destruction of crops / dairy products this year

0 Probably no permanent evacuation of land necessary

A
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The Fukushima Daiichi Incident
3. Radiological releases

T u^uokaI ak Onagawa-1/2/3
Ya gataO C•aai

Fukushi'ma ,,Fukushima-Daiichi-1/..J6

Nagauka . o Fukushima-Daini-11...14
Koriyama "'Iwaki

,no O Nikko -tachi
0 . Tokai-2

i~tsunom"y -7

GRS.de

1,2

pSv/h

1

0,8

DODL PrAfektur
Ibaraki

r -•Kume Hitachiota City
- Onuma Hitachi City

Momiyama Hokota City

-- p-Horiguchi Hitachinaka City

0,6 -

Oo -50km around the plant

Control of Crop / Dairy products

* Usage of Iodine pills
(Caution, pills can interfere
with heart medicine)

0,4 ..

7 o0,2 00 8- 0

17.03.2011 06:00 18.03.2011 06:00 19.03.2011 06:00

A
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The Fukushima Dajichi Incident
4. Spend fuel pools

lo Spend fuel stored in Pool on
Reactor service floor

Due to maintenance in Unit 4 entire
core stored in Fuel pool

Dry-out of the pools
* Unit 4: in 10 days

" Unit 1-3,5,6 in few weeks

Leakage of the pools due to
Earthquake?

Oo Consequences

K Core melt ,,on fresh air"

Nearly no retention of fission
products

Large release
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The Fukushima Daiichi Incident
4. Spend fuel pools

lo Spend fuel stored in Pool on
Reactor service floor

Due to maintenance in Unit 4 entire
core stored in Fuel pool

Dry-out of the pools
" Unit 4: in 10 days
" Unit 1-3,5,6 in few weeks

Leakage of the pools due to
Earthquake?

Oo Consequences

Core melt ,,on fresh air"

Nearly no retention of fission
products

Large release
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The Fukushima Daiichi Incident
4. Spend fuel pools

oo Spend fuel stored in Pool on Reactor
service floor

K> Due to maintenance in Unit 4 entire
core stored in Fuel pool

* Dry-out of the pools
" Unit 4: in 10 days
* Unit 1-3,5,6 in few weeks

* Leakage of the pools due to
Earthquake?

Do- Consequences

Core melt ,,on fresh air"

Nearly no retention of fission products

Large release

loo It is currently unclear if release from
fuel pool already happened

I
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The Fukushima Dalichi Incident
5. Sources of Information

I0 Good sources of Information

Gesellschaft fOr Reaktorsicherheit [GRS.de]

o Up to date

" Radiological measurements published

o German translation of japanese/englisch web pages

÷ Japan Atomic Industrial Forum [jaif.or.jp/english/]

* Current Status of the plants

* Measurement values of the reactors (pressure liquid level)

K> Tokyo Electric Power Company [Tepco.co.jp]

o Status of the recovery work

* Casualties

i1 May too few information are released by TEPCO, the operator of the plant

A
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Bano, Mahmooda

From: Hochevar, Albert R. (INPO) [HochevarAR@lNPO.org]
Sent: Saturday, April 02, 2011 4:30 AM
To: Taylor, Robert; Scott, Michael; 'allen.blamey@nrc.gov'
Subject: Fw: Quote from the Japanese Press , , -

From: Spinnato, Roger E (WANO)
To: Hochevar, Albert R. (INPO)
Cc: Webster, Bill E (INPO)
Sent: Sat Apr 02 00:24:26 2011
Subject: Quote from the Japanese Press
You and your team might be interested in the last paragraph fro this article in pte Japanese Press:

French President Nicolas Sarkozy visited Prime Minister Naoto Kan'sofice in
Tokyo on Thursday.

Kan thanked France for expressing sympathy for the victims of the March 11 th
earthquake and tsunami and for showing its support and solidarity for Japan since.

He also thanked Sarkozy for visiting Japan as the head of France, which
currently holds the rotating presidency of the Group of Eight summit talks.
Kan said Japanese people are determined to stand together to overcome the crisis,
and asked France for continued support.

Sarkozy said he pays respect to the Japanese people who are facing their greatest
crisis since World War Two with dignity and courage.

He added that he was shocked to see footage disaster-stricken areas, but deeply
impressed by the heroic operations now under way at the nuclear plant.

After the meeting, Kan and Sarkozy held a news conference and announced that
France will lead the international community to help Japan resolve the problems
at the crippled plant and come up with decontamination measures. France has the
second largest of nuclear power stations in the world.

Restricted Distribution: Copyright 2011 by the Institute of Nuclear Power Operations. Not for sale or for commercial use. Reproduction of this report without the
prior written consent of INPO is expressly prohibited. Unauthorized reproduction is a violation of applicable law. The person or persons that are furnished copies of
this report should not deliver or transfer this report to any third party, or make this report or its contents public, without the prior agreement of INPO. All other rights
reserved

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that is privileged, confidential. or protected by copyright belonging to
INPO or WANO. This e-mail is intended solely for the use of the individual or entity for which it is intended. If you are not the intended recipient of this e-mail. any
dissemination, distribution, copying, or action taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited. If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or printout of this e-mail and any attachments.
Thank you.
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Mitchell, Mark

From: Mitchell, Mark
Sent: Sunday, April 03, 2011 8:20 AM
To: ken.lyons@exeloncorp.com
Cc: terrence.simpkin@exeloncorp.com
Subject: RE: Emailing: SALLE API 031711-032411 Gamma Results L45565

Ken,

Thanks for the update.

As of last week we were coordinating all Exelon (both midwest and east) through Ron Chrzanowski in Cantera.
Apparently, you and all the Exelon facilities are sending him the data. The hope was that there would be a
measure of efficiency and each plant would not have to take the time to prepare the data and individually
interface with NRC personnel on this. What we have received from Ron has been very helpful.

I hope this saves you and your staff time and effort. I apologize for not directly following up with you on this
change. Thank you for your willingness to provide this data during this extrordinary time.

Mark

From: ken. lyonsa.exeloncorp.com [ken. lyons@xeloncorp. com]
Sent: Friday, April 01, 2011 1:00 PM
To: Mitchell, Mark
Cc: terrence.simpkin(cexeloncorp.com
Subject: Emailing: SALLE API 031711-032411 Gamma Results L45565

<<SALLE API 031711-032411 Gamma Results L45565.pdf>> Mark,

Latest data indicates we have 1-131 on our iodine cardridges
from our REMP samples, see attached. We should have enough rain
tomorrow to pull our first controled rainwater sample. We will notify you when we get results. We will also
notify you of any issues with our milk samples, scheduled to be drawn on 4/7/2011. Below is the condition
description for the Issue Report.

Radioactive Iodine (1-131) was detected in weekly air charcoal samples taken in accordance with LaSalle
Stations Radiological Environmental Monitoring Program (REMP). This event is related to the Fukushima
Daiichi event in Japan, not licensed operations at LaSalle Station.
Multiple independent utilities, Exelon included, reported detection of licensed material in REMP/rain/recapture
samples (reference IR# 1191071 written by corporate chemistry). This is the first indication of fallout from the
Fukushima Daiichi event detected at LaSalle. Previously, LaSalle station has not detected 1-131 in its REMP
air sample stations at concentrations above the LLD.

Upon discovery within the industry that fallout was occurring in the United States, Corporate
Chemistry/Environmental held a peer group call to discuss actions going forward. The decision was made to
perform additional isotopic analysis on REMP samples already being collected and analyzed. Corporate
Environmental took the lead on compiling and trending the results. Preliminary results from 3/17/11 - 3/24/11
REMP samples at LaSalle Station indicate 1-131 results that range from
1.09E-01 pCi/m3 to 1.79 pCi/m3. The highest concentration was detected at sample stations upwind of LaSalle
Station. No other licensed gamma emitting nuclides were detected. It is expected that Iodine and possibly
other nuclides will continue to be detected for some time after the Fukushima Daiichi event has been
remediated, dependent upon the half lives of the nuclides released from the Fukushima Daiichi site.\1.
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This e-mail and any of its attachments may contain Exelon Corporation proprietary information, which is
privileged, confidential, or subject to copyright belonging to the Exelon Corporation family of Companies.
This e-mail is intended solely for the use of the individual or entity to which it is addressed. If you are not the
intended recipient of this e-mail, you are hereby notified that any dissemination, distribution, copying, or action
taken in relation to the contents of and attachments to this e-mail is strictly prohibited and may be unlawful. If
you have received this e-mail in error, please notify the sender immediately and permanently delete the original
and any copy of this e-mail and any printout.
Thank You.
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From:
Sent:
To:
Subject:
Attachments:

LIA07 Hoc
Sunday, April 03, 2011 4:51 AM
LIA07 Hoc
0430 EDT (April 3, 2011) USNRC Earthquake/Tsunami Status Update
USNRC Earthquake-Tsunami Update.040311 0430EDT.pdf

Attached, please find a 0430 EDT, April 3, 2011 status update from the US Nuclear Regulatory Commission's Emergency
Operations Center regarding the impacts of the earthquake/tsunami.

Please note that this information is "Official Use Only" and is only being shared within the federal family.

Please call the Headquarters Operations Officer at 301-816-5100 with questions.

Yen

Yen Chen
Executive Briefing Team Coordinator
Office of Nuclear Security and Incident Response
US Nuclear Regulatory Commission
LIA07.HOC@nrc.gov (Operations Center)

\4tO
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Mitchell, Mark

From: ronald.chrzanowski@exeloncorp.com
Sent: Monday, April 04, 2011 3:32 PM
To: tlevering@mde.state. md. us; Phalen, Martin; larry.haskell@illinois.gov; tolewis@state.pa.us;

Mitchell, Mark
Cc: peter.orphanos@exeloncorp.com; vince.cwietniewicz@exeloncorp.com;

david.helker@exeloncorp.com
Subject: RE: Exelon Nuclear site measurements of Japanese Fallout Data
Attachments: Japanese Fallout data 040411 .xIs

Subject: Exelon Nuclear site measurements of Japanese Fallout Data

I have attached the updated information for rainwater, and milk. There was one new rainwater data point where Cs-1 34
was detected at our Byron Plant in Illinois. There was no new air cartridge data from last week's update. Oyster Creek
does not have a dairy near the facility, therefore, they do not perform milk sampling per their Offsite Dose Calculation
Manual and commitments.

I ask that if any of this data is shared to please let me know who it was shared with.

To be complete, Quad Cities, Byron, LaSalle, Clinton, Dresden and Braidwood stations are in Illinois. I have listed them
from West to East in location.

TMI, Peach Bottom, Limerick are in Pennsylvania.

Oyster Creek is in New Jersey.

I will continue to update you when additional data is available.

Ron Chrzanowski
Exelon Nuclear
Corporate Chemistry Manager
630-657-3200

************************************************** This e-mail and any of its attachments may

contain Exelon Corporation proprietary information, which is privileged, confidential, or subject to copyright
belonging to the Exelon Corporation family of Companies. This e-mail is intended solely for the use of the
individual or entity to which it is addressed. If you are not the intended recipient of this e-mail, you are hereby
notified that any dissemination, distribution, copying, or action taken in relation to the contents of and
attachments to this e-mail is strictly prohibited and may be unlawful. If you have received this e-mail in error,
please notify the sender immediately and permanently delete the original and any copy of this e-mail and any
printout. Thank You. *
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Date
3/23/2011
3/23/2011
3/24/2011
3/24/2011
3/24/2011
3/25/2011

3/29/2011

4/1/2011

Location
Limerick

TMI
Oyster

Quad Cities
Quad Cities

TMI

Type
rain (roof drain)

rain
rain

rain (roof drain)
rain (roof drain)

rain

Control
Yes
Yes
Yes
Yes
Yes
Yes

Detail
offsite
MS-1

offsite
offsite
MS-1

1-131 (pCi/L) Cs-134(pCi/L)
92.7
95.4
127.0
39.0
19.4
51.1

Limerick

Byron

rain
rain

Yes 36S2

Yes offsite

24.5

40.8 5.91



Comments
6 miles nnw from Limerick
Control/background location
Met Tower Road
10 mile ssw of plant Port Byron, IL
15 mile west Bettendorf, IA

onsite control
20 miles NE of plant



Date
3/14/2011 9:42
3/14/2011 9:44

3/15/2011 12:35
3/16/2011 9:16

3/16/2011 10:48
3/16/2011 12:50
3/17/2011 8:40

3/17/2011 15:40
3/17/2011 15:40
3/18/2011 8:00
3/18/2011 13:40
3/22/2011 9:46
3/22/2011 9:48
3/22/2011 13:05
3/23/2011 8:36
3/23/2011 10:38
3/23/2011 12:55

3/23/2011 12:55
3/24/2011 8:40
3/24/2011 15:00
3/25/2011 8:00

Location
Limerick

Peach Bottom
Byron

Oyster Creek
Clinton

TMI
LaSalle

Braidwood
Braidwood
Dresden

Quad Cities
Limerick

Peach Bottom
Byron

Oyster Creek
Clinton

TMI
TMI

LaSalle
Braidwood
Dresden

Type

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

REMP/particulate

REMP/charcoal
REMP/charcoal
REMP/charcoal
REMP/charcoal

Control
Yes
yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

Detail
22G1
5H2

BY-08
C

CL-11
TM-AI-Q15-1

L-1 0
BD-03

BD-03 DUP
D-12
Q-42
22G1
5H2

BY-08
C

CL-11
TM-AP-Q15-1

TM-AI-Q15-1
L-1 0

BD-03
D-12

1-131 (pCi/m3)
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

0.100
Not Detected
Not Detected

0.05048

0.05654
0.06561
0.04964
0.07316

Comments

N 400 02' 03.7"

N 400 02' 03.7"

NW N 400 16' 38.9"

NW N 400 16' 38.9"



W 75o 48' 48.2"

W 75o 48' 48.2"

W 760 55' 10.6"

W 760 55' 10.6"

13.4 309
13.4 309



Date
3/15/2011
3/15/2011
3/16/2011

3/17/2011 1
3/23/2011 1
3/30/2011
3/30/2011 1

Location
9:55
9:55
9:30
11:40
10:15
10:10
10:10

Limerick
Limerick

TMI
Peach Bottom

Limerick
Limerick

TMI

Type
REMP
REMP
REMP
REMP
REMP
REMP
REMP

Control
Yes
Yes
Yes

Detail
23F1
23F1

TM-M-F4-1

1-131 (pCi/m3)
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

Comments

Yes
Yes
Yes

D
23F1
23F1

TM-M-F4-1



Mitchell, Mark

From:
Sent:
To:
Cc:
Subject:
Attachments:

Ramirez, Frances
Monday, April 04, 2011 9:51 AM
Kemker, Brian; Shah, Nirodh; Mitchell, Mark
Ruiz, Robert
1-131 sample AR
1196063.htm

Please see attached IR. It complements the 1-131 report that we sent Friday.

Frances

1



, AR - Assignment Report Page I of 2

[Go Go Back Print I New Search Home

AR 01196063 Report

Aff Fac: LaSalle AR Type: CR Status: APPROVED

Aff Unit: NA Owed To: A8632CHCAP Due Date: 05/01/2011

Aff System: -- Event Date: 04/01/2011

CR 4/D Disc Date: 04/01/2011
Level/Class:

How H02 Orig Date: 04/01/2011
Discovered:

WR/PIMS AR: Equip Tag:

Action Request Details

Subject: REMP - RESULTS OF FUKUSHIMA IMPACT MONITORING SHOW 1-131

Description: Originator: TODD HAPAK Supv Contacted: Ken Lyons

Condition Description:
Radioactive Iodine (1-131) was detected in weekly air charcoal samples
taken in accordance with LaSalle Stations Radiological Environmental
Monitoring Program (REMP). This event is related to the Fukushima Daiichi
event in Japan, not licensed operations at LaSalle Station. Multiple
independent utilities, Exelon included, reported detection of licensed
material in REMP/rain/recapture samples (reference IR# 1191071 written by
corporate chemistry). This is the first indication of fallout from the
Fukushima Daiichi event detected at LaSalle. Historically, LaSalle station
has not detected 1-131 in its REMP air sample stations at concentrations
above the LLD.

Upon discovery within the industry that fallout was occurring in the
United States, Corporate Chemistry/Environmental held a peer group call to
discuss actions going forward. The decision was made to perform additional
isotopic analysis on REMP samples already being collected and analyzed.
Corporate Environmental took the lead on compiling and trending the
results. Preliminary results from 3/17/11 3/24/11 REMP samples at LaSalle
Station indicate 1-131 results that range from 1.09E-01 pCi/m3 to 1.79
pCi/m3. The highest concentration was detected at sample stations upwind
of LaSalle Station. No other licensed gamma emitting nuclides were
detected. It is expected that Iodine and possibly other nuclides will
continue to be detected for some time after the Fukushima Daiichi event
has been remediated, dependent upon the half lives of the nuclides
released from the Fukushima Daiichi site.

Immediate actions taken:

file://C:\Documents and Settings\mwm2\Local Settings\Temporary Internet Files\Content.Outlook\5DBH... 4/14/2011



. AR - Assignment Report Page 2 of 2

Contacted contract sample analysis vendor with regards to the results,
notified Supervisor and Chemistry Manager, notified and forwarded a copy
of the results to Corporate Environmental.

Recommended Actions:
This IR is being generated to document the detection of licensed material
in REMP samples at LaSalle Station as a direct result of the ongoing
Fukushima Daiichi incident, originating from the earthquake and tsunami in
March 2011. Close to information provided.

Operable Basis:

Reportable Basis:

Reviewed by: RUDY L CAPUTO 04/02/2011 00:48:36 CDT
Reviewer Comments:
Shift review complete - there are no Tech Spec/TRM/ODCM actions
applicable; reportability criterion affected; or any system availability
or functionality concerns raised by this issue.

SOC Reviewed by: ROBERT G COCKREL 04/03/2011 16:58:23 CDT
SOC Comments:
Close to information provided.

Assignments

Assign #: 01 Assigned To: Status: AWAIT/C

Aff Fac: LaSalle Prim Grp: ACAPALL Due Date: 04/06/2011

Assign Type: TRKG Sec Grp: Orig Due Date:

Priority:

Schedule Ref.

Unit Condition:

Subject/Description: REMP - RESULTS OF FUKUSHIMA IMPACT MONITORING SHOW 1-131

file://C:\Documents and Settings\mwm2\Local Settings\Temporary Internet Files\Content.Outlook\5DBH... 4/14/2011



From: LIA07 Hoc

Sent: Monday, April 04, 2011 6:41 AM
To: LIA07 Hoc; Batkin, Joshua; Borchardt, Bill; Bradford, Anna; Coggins, Angela; Cohen,

Shari; Collins, Elmo; Cooper, LaToya; Dyer, Jim; ET07 Hoc; Flory, Shirley; Gibbs, Catina;
Haney, Catherine; Hudson, Sharon; Jaczko, Gregory; Johnson, Michael; Leeds, Eric; Loyd,
Susan; Pace, Patti; Schwarz, Sherry; Sheron, Brian; Speiser, Herald; Sprogeris, Patricia;
Taylor, Renee; Virgilio, Martin; Walker, Dwight; Walls, Lorena; Weber, Michael

Subject: Go Book Update - 0700 EDT, April 4, 2011
Attachments: April 4 0700 EDT Brief one pager .pdf

Attached, please find updated information for the "Go Books".

The update includes:
- The 0700 04/04/11 One-Pager Briefing Sheet

Please let me know if you have any questions or concerns.

-Jim

Jim Anderson
Executive Briefing Team Coordinator
US Nuclear Regulatory Commission
LIA07.HOC@nrc.gov (Operations Center)
James.anderson@nrc.gov
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News. Release Ministryof onory Trade ard Industry

April 5 , 2 0 1 1
Nuclear and Industrial Safety Agency

Seismic Damage Information (the 75th Release)
(As of 16:00 April 5th, 2011)

Nuclear and Industrial Safety Agency (NISA) confirmed the current

situation of Onagawa NPS, Tohoku Electric Power Co. Inc.; Fukushima

Dai-ichi and Fukushima Dai-ni NPSs, Tokyo Electric Power Co. Inc.

(TEPCO); Tokai Dai-ni NPS, Japan Atomic Power Co. Inc. as follows:

Major updates are as follows.

1. Nuclear Power Stations (NPSs)

* Fukushima Dai-ichi NPS

- The tracer solution was put in from the two holes dug around the Pit for

the Conduit near the Inlet Bar Screen of Unit 2 and was confirmed to be

flowed out from the crack to the sea. (14:15 April 5th) The coagulant

(soluble glass) started to be injected from the holes around the Pit in order

to prevent the outflowing of the water. (15:07 April 5th)

- One more pump for the transfer of the water in the Condenser of Unit 2 to

the Condensate Storage Tank was installed. (Two pumps in total: 30 m3/h)

(15:40 April 5th)

qqý
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(Attached sheet)

1. The state of operation at NPS (Number of automatic shutdown units: 10)

* Fukushima Dai-ichi NPS, TEPCO

(Okuma Town and FutabaTown, Futaba County, Fukushima Prefecture)

(1) The state of operation

Unit 1 (460MWe):

Unit 2 (784MWe):

Unit 3 (784MWe):

Unit 4 (784MWe):

Unit 5 (784MWe):

Unit 6 (1,100MWe):

automatic shutdown

automatic shutdown

automatic shutdown

in periodic inspection outage

in periodic inspection outage,

at 14:30 March 20th

in periodic inspection outage,

at 19:27 March 20th

cold shutdown

cold shutdown

(2) Major Plant Parameters (As of 13:00 April 5th)
Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Reactor
Pressure*' 0.409(A) 0.083(A) 0.106(A) 0.106 0.106
[MPa] 0.720(B) 0.083(B) 0.018(C)
CV PressureCV [Pa]sr 150 100 107.1 - -
(5W) [kPa]

Reactor Water -1)700(A) -N1,500(A) 1,850(A) 1,710 1,887
Level*2 [mmI -1,650(B) Not -2,250(B)

available(B)

Suppression
Pool Water
Temperature

(S/c) [°C]

Suppression down scale
Pool Pressure 150 (under 173.3 - -

(S/C) [kPa] survey)

Spent Fuel
Pool Water Indicator Indicator Indicator
Temperature Failure Failure Failure
[oCI

13:00 13:00
Tim e of 06:00 06:00 10:20 April 5A rp i

Measurement April 5th April 5th April 5th 4th 4th
I I4th 4th

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

2
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(3) Situation of Each Unit

<Unit 1>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (10:17 March 12th)
" Seawater injection to the Reactor Pressure Vessel (RPV) via the Fire

Extinguish Line was started. (20:20 March 12th)

-- Temporary interruption of the injection (01:10 March 14th)
" The sound of explosion in Unit 1 occurred. (15:36 March 12th)
" The amount of injected water to the Reactor Core was increased by

utilizing the Feedwater Line in addition to the Fire Extinguish Line.
(2m3/h-- 18m3/h). (02:33 March 23rd) Later, it was switched to the

Feedwater Line only (around 11m3/h). (09:00 March 23rd)
" Lighting in the Central Operation Room was recovered. (11:30 March

24th)
" Fresh water injection to RPV was started. (15:37 March 25)
" As the result of concentration measurement in the stagnant water on

the basement floor of the turbine building, 2.1 X 105Bq/cm 3 of 1311

(Iodine) and 1.8 X 106Bq/cm3 of 137Cs (Caesium) were detected as major

radioactive nuclides.
" The pump for the fresh water injection to RPV of Unit 1 was switched

from the Fire Pump Truck to the temporary motor-driven pump. (08:32

March 29th.)
" The Stagnant water on the basement floor of the turbine building was

started to be transferred to the Condenser at around 17:00 March 24. As

the Condenser was confirmed to be almost filled with water, pumping

out of the water to the Condenser was stopped. (07:30 March 29th) In
order to prepare to transfer the stagnant water on the basement floor of

the turbine building to the Condenser, the water in the Condensate

Storage Tank started to be transferred to the Surge Tank of

Suppression Pool Water (A) (12:00 March 31th), after switching the

place where the water was to be transferred to the Surge Tank of

Suppression Pool Water (B) (15:25 March 31th), the transfer was

3
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restarted and finished. (15:26 April 2nd)
" Water spray of around 90t (fresh water) over the Spent Fuel Pool using

Concrete Pump Truck was carried out. (From 13:03 till 16:04 March
31st) A test water spray using Concrete Pump Truck was carried out in

order to confirm the appropriate position for water spray. (From 17:16

till 17:19 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (10:42 to 11:52 April 3rd)
. The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 1 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(13:55 April 3rd)
" White smoke was confirmed to generate continuously. (As of 06:30 April

5th)
" Fresh water injection to RPV is being carried out. (As of 16:00 April_5th)

<Unit 2>

* TEPCO reported to NISA the event (Inability of water injection of the
Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)

* Operation of Vent (11:00 March 13th)
" The Blow-out Panel of reactor building was opened due to the explosion

in the reactor building of Unit 3. (After 11:00 March 14th)
" Reactor water level tended to decrease. (13:18 March 14th) TEPCO

reported to NISA the event (Loss of reactor cooling functions) falling

under the Article 15 of the Act on Special Measures Concerning Nuclear
Emergency Preparedness. (13:49 March 14th)

" Seawater injection to RPV via the Fire Extinguish line was started.

(16:34 March 14th)
" Water level in RPV tended to decrease. (22:50 March 14th)

4
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. Operation of Vent (0:02 March 15th)

. A sound of explosion was made in Unit 2. As the pressure in

Suppression Pool (Suppression Chamber) decreased (06:10 March 15th),
there was a possibility that an incident occurred in the Chamber. (About

06:20 March 15th)
. Electric power receiving at the emergency power source transformer

from the external transmission line was completed. The work for laying

the electric cable from the facility to the load side was carried out.

(13:30 March 19th)
* Seawater injection of 40t to the Spent Fuel Pool was started. (From

15:05 till 17:20 March 20th)

Power Center of Unit 2 received electricity (15:46 March 20th)
" White smoke generated. (18:22 March 21st)
" White smoke was died down and almost invisible. (As of 07:11 March

22nd)
" Seawater injection of 18t to the Spent Fuel Pool was carried out. (From

16:07 till 17:01 March 22nd)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 10:30 till 12:19 March 25th)
" Fresh water injection to RPV was started. (10:10 March 26th)
" Lighting of Central Operation Room was recovered (16:46 March26th)
. The pump for the fresh water injection to RPV of Unit 2 was switched

from the Fire Pump Truck to the temporary motor-driven pump.(18:31

March 27th)
" Regarding the result of the concentration measurement in the stagnant

water on the basement floor of the turbine building of Unit 2 of

Fukushima Dai-ichi NPS announced by TEPCO on 27 March, TEPCO
reported to NISA that as the result of analysis and evaluation through

re-sampling, judging the measured value of 1341 (Iodine) was wrong, the

concentrations of gamma nuclides including 1341 (Iodine) were less than

the detection limit. (00:07 March 28).
" Seawater injection to the Spent Fuel Pool using the Fire Pump Truck

was switched to the fresh water injection using the temporary

motor-driven pump. (From 16:30 till 18:25 March 29th )
" As the malfunction of the temporary motor-driven pump, which had

been injecting to the Spent Fuel Pool of Unit 2 since 09:25 March 30th,

5
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was confirmed at 09:45 March 30th, the injection pump was switched to

the Fire Pump Truck. However, because cracks were confirmed in the

hose (12:47 and 13:10 March 30th), the injection was suspended. Fresh

water injection was resumed. (From 19:05 till 23:50 March 30th)
" Fresh water injection of around 70t to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 14:56 till 17:05 April 1st)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the water in the

Condensate Storage Tank was transferred to the Surge Tank of
Suppression Pool Water. (From 16:45 March 29th till 11:50 April 1st)

" The water, of which the dose rate was at the level of more than 1,000

mSv/h, was confirmed to be collected in the pit (a vertical portion of an

underground structure) for laying electric cables, located near the

Intake Channel of Unit 2. In addition, the outflow from the crack with a

length of around 20 cm in the concrete portion of the lateral surface of

the pit into the sea was confirmed. (Around 09:30 April 2nd) In order to

stop the outflow, concrete was poured into the pit. (16:25, 19:02 April

2nd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the transfer of the
water in the Condenser to the Condensate Storage Tank was started.

(17:10 April 2nd)
" The cameras for monitoring the water levels in the vertical part of the

trench outside of the turbine building of Unit 2 and on the basement

floor of the turbine building of Unit 2 were installed. (April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:22 till 12:06 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" As the measure to prevent the outflow of the water accumulated in the

Pits for Conduit in the area around the Inlet Bar Screen, the upper part

of the Power Cable Trench for power source at Intake Channel was

6
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crushed and 20 bags of sawdust (3 kg/bag), 80 bags of high polymer

absorbent (100 g/bag) and 3 bags of cutting-processed newspaper (Large

garbage bag) were put inside. (From 13:47 till 14:30 April 3rd)
" Approximately 13kg of tracer (milk white bath agent) was put in from

the Pit for the Duct for Seawater Pipe. (From 07:08 till 07:11 April 4th)
" Fresh water injection (Around 70t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 11:05 till 13:37 April 4th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

5th)
" The tracer solution was put in from the two holes dug around the Pit for

the Conduit near the Inlet Bar Screen of Unit 2 and was confirmed to be

flowed out from the crack to the sea. (14:15 April 5th) The coagulant

(soluble glass) started to be iniected from the holes around the Pit in

order to prevent the outflowing of the water. (15:07 April 5th)
" One more pump for the transfer of the water in the Condenser of Unit 2

to the Condensate Storage Tank was installed. (Two pumps in total: 30

m3/h) (Around 15:40 April 5th)
" Fresh water injection to RPV is being carried out. (As of 16:00 April 5th)

<Unit 3>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(05:10 March 13th)
" Operation of Vent (08:41 March 13th)
" Fresh water started to be injected to RPV via the Fire Extinguish Line.

(11:55 March 13th)
" Seawater started to be injected to RPV via the Fire Extinguish Line.

(13:12 March 13th)
" Seawater injection for Units 1 and 3 was interrupted due to the lack of

seawater in pit. (01:10 March 14th)
" Seawater injection to RPV for Unit 3 was restarted. (03:20 March 14th)
" Operation of Vent (05:20 March 14th)
" The pressure in Primary Containment Vessel (PCV) of Unit 3 rose

unusually. (07:44 March 14th) TEPCO reported to NISA on the event
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falling under the Article 15 of the Act on Special Measures Concerning

Nuclear Emergency Preparedness. (7:52 March 14th)
" In Unit 3, the explosion like Unit 1 occurred around the reactor building

(11:01 March 14th)
" The white smoke like steam generated from Unit 3. (08:30 March 16th)
" Because of the possibility that PCV of Unit 3 was damaged, the workers

evacuated from the main control room of Units 3 and 4 (common control

room). (10:45 March 16th) Thereafter the operators returned to the

room and restarted the operation of water injection. (11:30 March 16th)
" Seawater was discharged 4 times to Unit 3 by the helicopters of the

Self-Defence Force. (9:48, 9:52, 9:58 and 10:01 March 17th)
" The riot police arrived at the site for the water spray from the grand.

(16:10 March 17th)
" The Self-Defence Force started the water spray using a fire engine.

(19:35 March 17th)
" The water spray from the ground was carried out by the riot police.

(From 19:05 till 19:13 March 17th)-
* The water spray from the ground was carried out by the Self-Defense

Force using 5 fire engines. (19:35, 19:45, 19:53, 20:00 and 20:07 March

17th)
" The water spray from the ground using 6 fire engines (6 tons of water

spray per engine) was carried out by the Self-Defence Force. (From

before 14:00 till 14:38 March 18th)
" The water spray from the ground using a fire engine provided by the US

Military was carried out. (Finished at 14:45 March 18th)
" Hyper Rescue Unit of Tokyo Fire Department carried out the water

spray. (Finished at 03:40 March 20th)
" The pressure in PCV of Unit 3 rose (320 kPa at 11:00 March 20th).

Preparation to lower the pressure was carried out. Judging from the

situation, immediate pressure relief was not required. Monitoring the

pressure continues. (120 kPa at 12:15 March 21st)
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 3 by Hyper Rescue Unit of

Tokyo Fire Department was carried out (From 21:30 March 20th till

03:58 March 21st).
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" Grayish smoke generated from Unit 3. (At around 15:55 March 21st)
" The smoke was confirmed to be died down. (17:55 March 21st)
" Grayish smoke changed to be whitish and seems to be ceasing. (As of

07:11 March 22nd)
" Water spray (Around 180t) by Tokyo Fire Department and Osaka City

Fire Bureau was carried out. (From 15:10 till 16:00 March 22nd)
" Lighting was recovered in the Central Operation Room. (22:43 March

22nd)
" Seawater injection of 35t to the Spent Fuel Pool via the Fuel Pool

Cooling Line was carried out. (From 11:03 till 13:20 March 23rd)

Around 120t of seawater was injected. (From around 5:35 till around

16:05 March 24th)
" Slightly blackish smoke generated from the reactor building. (Around

16:20 March 23rd) At around 23:30 March 23rd and around 4:50 March

24th, it was reported that the smoke seemed to cease.
* As the results of the survey of the stagnant water, into which workers

who were laying electric cable on the ground floor and the basement

floor of the turbine building of the Unit 3 walked, the dose rate on the

water surface was around 400mSv/h, and as the result of gamma-ray

analysis of the sampling water, the totaled concentration of each

nuclide of the sampling water was around 3.9x106 Bq/cm 3.
" Water spray by Kawasaki City Fire Bureau supported by Tokyo Fire

Department was carried out. (From 13:28 till 16:00 March 25th)
" Fresh water injection to RPV was started. (18:02 March 25th)
" Water spray of around 100t using Concrete Pump Truck (50t/h) was

carried out. (From 12:34 till 14:36 March 27th)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building to the Condenser, the water in the Condensate

Storage Tank is being transferred to the Surge Tank of Suppression

Pool Water. (From 17:40 March 28th till around 8:40 March 31st)
" The pump for the fresh water injection to RPV was switched from the

Fire Pump Truck to the temporary motor-driven pump. (20:30 March

28th)
" Fresh water spray of around 100t using Concrete Pump Truck (50t/h)

was carried out. (From 14:17 till 18:18 March 29th)

9



News Release MiistryofEconom, Trade

* Fresh water spray of around 105t using Concrete Pump Truck (50t/h)

was carried out. (From 16:30 till 19:33 March 31st)

* Fresh water spray of around 75t using Concrete Pump Truck (50t/h)

was carried out. (From 09:52 till 12:54 April 2nd)
* Lighting in the turbine building was partially turned on. (April 2nd)
" The camera for monitoring the water level in the vertical part of the

trench outside of the turbine building was installed. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out
using the Fire Pump Truck. (From 10:03 till 12:16 April 3rd)

" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:18 April 3rd)
" Fresh water spray of around 70t using Concrete Pump Truck (50t/h)

was carried out. (From 17:03 till 19:19 April 4th)
" White smoke was confirmed to generate continuously (As of 06:30 April

5th)
. Fresh water injection to RPV is being carried out. (As of 16:00 April 5th)

<Unit 4>
. Because of the replacement work of the Shroud of RPV, no fuel was

inside the RPV.
. The temperature of water in the Spent Fuel Pool had increased. (84 °C

at 04:08 March 14th)
. It was confirmed that a part of wall in the operation area of Unit 4 was

damaged. (06:14 March 15th)
. The fire at Unit 4 occurred. (09:38 March 15th) TEPCO reported that

the fire was extinguished spontaneously. (11:00 March 15th)
. The fire occurred at Unit 4. (05:45 March 16th) TEPCO reported that no

fire could be confirmed on the ground.(At around 06:15 March 16th)
- The Self-Defence Force started water spray over the Spent Fuel Pool of

Unit 4 (09:43 March 20th).
. On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
. Water spray over the Spent Fuel Pool of Unit 4 by Self-Defense Force

was started. (From around 18:30 till 19:46 March 20th).
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* Water spray over the Spent Fuel Pool by Self-Defence Force using 13

fire engines was started (From 06:37 till 08:41 March 21st).

* Works for laying electric cable to the Power Center was completed. (At

around 15:00 March 21st)

* Power Center received electricity. (10:35 March 22nd)

* Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 17:17 till 20:32 March 22nd)

* Water spray of around 130t using Concrete Pump Truck (50t/h) was

carried out. (From 10:00 till 13:02 March 23rd)

* Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 14:36 till 17:30 March 24th)

* Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 19:05 till 22:07 March 25th)

* Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 06:05 till 10:20 March 25th)

* Water spray of around 125t using Concrete Pump Truck (50t/h) was

carried out. (From 16:55 till 19:25 March 27th)

* Lighting of Central Operation Room was recovered. (11:50 March 29th)

* Fresh water spray of around 140t using Concrete Pump Truck (50t/h)

was carried out. (From 14:04 till 18:33 March 30th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 08:28 till 14:14 April 1st)
" Lighting in the turbine building was partially turned on. (April 2nd)
" From 2 April, the stagnant water in the Main Building of Radioactive

Waste Treatment Facilities was being transferred to the turbine

building of Unit 4. As the water level in the vertical portion of the

trench for Unit 3 rose from 3 April, by way of precaution, the transfer

was suspended notwithstanding that the path of the water was not clear.

(09:22 April 4th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 17:14 till 22:16 April 3rd)
" White smoke was confirmed to generate continuously. (As of 06:30 April

5th)

<Units 5 and 6>
* The first unit of Emergency Diesel Generator (D/G) (B) for Unit 6 is
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operating and supplying electricity. Water injection to RPV and the

Spent Fuel Pool through the system of Make up Water Condensate

(MUWC) is being carried out.
" The second unit of Emergency Diesel Generator (D/G) (A) for Unit 6

started up. (04:22 March 19th)
" The pumps for Residual Heat Removal (RHR) (C) for Unit 5 (05:00

March 19th) and RHR (B) for Unit 6 (22:14 March 19th) started up and
recovered heat removal function. It cools Spent Fuel Pool with priority.

(Power supply : Emergency Diesel Generator for Unit 6) (05:00 March

19th)
" Unit 5 under cold shut down (14:30 March 20th)
" Unit 6 under cold shut down (19:27 March 20th)
" Receiving electricity reached to the transformer of starter. (19:52 March

20th)
" Power supply to Unit 5 was switched from the Emergency Diesel

Generator to external power supply. (11:36 March 21st)
" Power supply to Unit 6 was switched from the Emergency Diesel

Generator to external power supply. (19:17 March 22nd)
" The temporary pump for RHR Seawater System (RHRS) of Unit 5 was

automatically stopped when the power supply was switched from the

temporary to the permanent. (17:24 March 23rd)
" Repair of the temporary pump for RHRS of Unit 5 was completed (16:14

March 24th) and cooling was started again. (16:35 March 24th)
" Power supply for the temporary pump for RHRS of Unit 6 was switched

from the temporary to the permanent. (15:38 and 15:42 March 25th)
" The groundwater with low-level radioactivity in the Sub Drain Pit of

Units 5 and 6 (Around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)

<Common Spent Fuel Pool>
" It was confirmed that the water level of Spent Fuel Pool was maintained

almost full at after 06:00 March 18th.
" Water spray over the Common Spent Fuel Pool was started. (From

10:37 till 15:30 March 21st)
" The power was started to be supplied (15:37 March 24th) and cooling

was also started.(18:05 March 24th)
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* As of 07:10 April 5th, water temperature of the pool was around 29°C.

<Other>

* As the result of nuclide analysis at around the Southern Water

Discharge Canal, 7.4 X 101Bq/cm 3 of 1311 (Iodine) (1,850.5 times higher

than the concentration limit in water outside the Environmental

Monitoring Area) was detected. (14:30 March 26th)
(As the result of measurement on 29 March, it was detected as 3,355.0

times higher than the limit in water (13:55 March 29th). On the other

hand, as the result of the analysis at the northern side of the Water

Discharge Canal of the NPS, 4.6 x 101Bq/cm 3 of 1311 (Iodine) (1,262.5

times higher than the limit in water) was detected. (14:10 March 29th)

* The water was confirmed to be collected in the vertical parts of the

trenches (an underground structure for laying pipes, shaped like a

tunnel) outside of the turbine building of Units 1 to 3. The dose rates on

the water surface were 0.4 mSv/h of the Unit l's trench and 1,000 mSv/h

of the Unit 2's trench. The rate of the Unit 3's trench could not measure

because of the rubble. (Around 15:30 March 27th) The collected water in

the vertical part of the trench outside of the turbine building of Unit 1

was transferred to the storage tank in the Main Building of Radioactive

Waste Treatment Facilities by the temporary pump. Thereafter the

water level from the top of the vertical part went down from

approximately -0.14m to approximately -1.14m. (From 09:20 till 11:25

March 31st)

-In the samples of soil collected on 21 and 22 March on the site (at 5 points)

of Fukushima Dai-ichi NPS, 238p (Plutonium), 239p (Plutonium) and 24op

(Plutonium) were detected (23:45 March 28th announced by TEPCO).

The concentration of the detected plutonium was at the equivalent level

of the fallout (radioactive fallout) that was observed in Japan concerning

the past atmospheric nuclear testing, i.e. at the equivalent level of the

normal condition of environment, and was not at the level of having

harmful influence on human body.

* When removing the flange of pipes of Residual Heat Removal Seawater
System outside the building of Unit 3, three subcontractor's employees

were wetted by the water remaining in the pipe. However, as the result

of wiping the water off, no radioactive materials were attached to their
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bodies. (12:03 March 29th)

* On March 28th, the stagnant water was confirmed in the Main Building

of Radioactive Waste Treatment Facilities. As the result of analysis of
radioactivity, the total amount of the radioactivity 1.2 x 10' Bq/cm 3 in the

controlled area and that of 2.2 X 101 Bq/cm 3 in the non-controlled area

were detected in March 29th.
* As the result of nuclide analysis at around the Southern Water Discharge

Canal, 1.8 x 102 Bq/cm3 of 1311 (Iodine) (4,385.0 times higher than the

concentration limit in water outside the Environmental Monitoring
Area) was detected (13:55 March 30th).

* The barge (the first ship) of the US armed forces carrying fresh water for

cooling reactors, etc. landed in the exclusive port of the power station,
being towed by the ships of Maritime Self-Defense Force. (15:42 March

31st) The transfer of fresh water from the barge (the first ship) to the

Filtrate Tank was started. (15:58 April 1st) Thereafter it was suspended

due to the malfunction of the hose (16:25 April 1st), but was resumed on
April 2nd. (From 10:20 till 16:40 April 2nd)

* The permanent monitoring posts (No.1 to 8) installed near the Site

Boundary were recovered. (March 31st) They are measuring once a day.
* The spraying for test scattering of antiscattering agent was carried out in

the area of about 500 m2 on the mountain-side of the Common Pool.

(From 15:00 till 16:05 April 1st)

* The barge (the second ship) of the US armed forces carrying fresh water

for cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (9:10 April

2nd)
* The freshwater was transferred from the barge (the second ship) of the

US armed force to the barge (the first ship). (From 09:52 till 11:15 April

3rd)

* The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to

the sea, using the first pump. (19:03 April 4th) Further, the discharge

using 10 pumps in total was carried out. (19:07 on the same day)

0 Fukushima Dai-ni NPS (TEPCO)
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(Naraha Town / Tomioka Town, Futaba County, Fukushima Prefecture.)
(1) The state of operation

Unitl (1,100MWe): automatic shutdown, cold shut down at 17:00,

Unit2 (1,100MWe):

Unit3 (1,100MWe):

Unit4 (1,100MWe):

March 14th
automatic shutdown,
March 14th
automatic shutdown,
March 12th
automatic shutdown,
March 15th

cold shut down at 18:00,

cold shut down at 12:15,

cold shut down at 07:15,

(2) Major plant parameters (As of 14:00 April 5th)

Unit Unit 1 Unit 2 Unit 3 Unit 4
ReactorReastr MPa 0.15 0.14 0.10 0.17Pressure*'

Reactor water °C 25.5 25.4 32.7 30.0
temperature
Reactor waterlevel, 2  mm 9,296 10,346 7,804 8,785

Suppression
pool water °C 23 24 27 30
temperature
Suppression kPa
pool pressure (abs) 106 105 102 102
Remarks cold cold cold cold

shutdown shutdown shutdown shutdown
*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

(3) Situation of Each Unit

<Unit 1>
" Around 17:56 March 30th, smoke was rising from the power

distribution panel on the first floor of the turbine building of Unit 1.

However, when the power supply was turned off, the smoke stopped to

generate. It was judged by the fire station at 19:15 that this event was

caused by the malfunction of the power distribution panel and was not a

fire.
" The Residual Heat Removal System (B) to cool the reactor of Unit 1

became to be able to receive power from the emergency power supply as

well as the external power supply. This resulted in securing the backup

power supplies (emergency power supplies) of Residual Heat Removal
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System (B) for all Units. (14:30 March 30th)

(4) Report concerning other incidents
" TEPCO reported to NISA the event in accordance with the Article 10 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Unit 1. (18:08 March 11th)
" TEPCO reported to NISA the events in accordance with the Article 10

regarding Units 1, 2 and 4. (18:33 March 11th)
" TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 1. (5:22

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 2. (5:32

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 4 of
Fukushima Dai-ni NPS. (6:07 March 12th)

* Onagawa NPS (Tohoku Electric Power Co. Inc.)

(Onagawa Town, Oga County and Ishinomaki City, Miyagi Prefecture)

(1) The state of operation

Unit 1 (524MWe): automatic shutdown, cold shut down at 0:58, March

12th

Unit 2 (825MWe): automatic shutdown, cold shut down at earthquake

Unit 3 (825MWe): automatic shutdown, cold shut down at 1:17, March

12th

(2) Readings of monitoring post, etc.

MP2 (Monitoring at the Northern End of Site Boundary)

Approx. 0.40 g SV/h (16:00 April 5th (Approx. 0.43 h SV/h (16:00 April

4th))
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(3) Report concerning other incidents
• Fire Smoke on the first basement of the Turbine Building was confirmed

to be extinguished. (22:55 on March 11th)
" Tohoku Electric Power Co. reported to NISA in accordance with the

Article 10 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:09 March 13th)

2. Action taken by NISA

(March 11th)

14:46 Set up of the NISA Emergency Preparedness Headquarters (Tokyo)

immediately after the earthquake

15:42 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

16:36 TEPCO recognized the event (Inability of water injection of the

Emergency Core Cooling System) in accordance with the Article 15

of the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Units 1 and 2 of Fukushima Dai-ichi NPS.

(Reported to NISA at 16:45)

18:08 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO reported to
NISA in accordance with the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

18:33 Regarding Units 1, 2 and 4 of Fukushima Dai-ni NPS, TEPCO

reported to NISA in accordance with the Article 10 of Act on Special

Measures Concerning Nuclear Emergency Preparedness.

19:03 The Government declared the state of nuclear emergency.

(Establishment of the Government Nuclear Emergency Response

Headquarters and the Local Nuclear Emergency Response

Headquarters)

20:50 Fukushima Prefecture's Emergency Response Headquarters issued a
direction for the residents within 2 km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate. (The population of this area is

1,864.)

21:23 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayor of Okuma Town and the Mayor of Futaba

Town were issued regarding the event occurred at Fukushima
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Dai-ichi NPS, TEPCO, in accordance with the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:
- Direction for the residents within 3km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate

- Direction for the residents within 10km radius from Unit 1 of

Fukushima Dai-ichi NPS to stay in-house

24:00 Vice Minister of Economy, Trade and Industry, Ikeda arrived at the

Local Nuclear Emergency Response Headquarters

(Marchl2th)

0:49 Regarding Units 1 TEPCO Fukushima Dai-ichi NPS, TEPCO

recognized the event (Unusual rise of the pressure in PCV) in

accordance with the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness. (Reported to NISA at

01:20)

05:22 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness. (Reported to NISA at 06:27)

05:32 Regarding Unit 2 of Fukushima Dai-ni NPS, TEPCO Trecognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

05:44 Residents within 10km radius from Unit 1 of Fukushima Dai-ichi

NPS shall evacuate by the Prime Minister Directive.

06:07 Regarding of Unit 4 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

06:50 In accordance with the Paragraph 3, the Article 64 of the Nuclear

Regulation Act, the order was issued to control the internal pressure

of PCV of Units 1 and 2 of Fukushima Dai-ichi NPS.

07:45 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayors of Hirono Town, Naraha Town , Tomioka

Town and Okuma Town were issued regarding the event occurred at
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Fukushima Dai-ni NPS, TEPCO, pursuant to the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Fukushima

Dai-ni NPS to evacuate

- Direction for the residents within 10km radius from Fukushima

Dai-ni NPS to stay in-house

17:00 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

17:39 The Prime Minister directed evacuation of the residents within the 10

km radius from Fukushima Dai-ni NPS.

18:25 The Prime Minister directed evacuation of the residents within the

20km radius from Fukushima Dai-ichi NPS.

19:55 Directives from the Prime Minister was issued regarding seawater

injection to Unit 1 of Fukushima Dai-ichi NPS.

20:05 Considering the Directives from the Prime Minister and pursuant to

the Paragraph 3, the Article 64 of the Nuclear Regulation Act, the

order was issued to inject seawater to Unit 1 of Fukushima Dai-ichi

NPS and so on.

20:20 At Unit 1 of Fukushima Dai-ichi NPS, seawater injection was started.

(March 13th)

05:38 TEPCO reported to NISA the event (Total loss of coolant injection
function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS. Recovering efforts by TEPCO of the power

source and coolant injection function and the work on venting were

under way.

09:01 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

09:08 Pressure suppression and fresh water injection was started for Unit 3

of Fukushima Dai-ichi NPS.
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09:20 The Pressure Vent Valve of Unit 3 of Fukushima Dai-ichi NPS was

opened.

09:30 Directive was issued for the Governor of Fukushima Prefecture, the
Mayors of Okuma Town, Futaba Town, Tomioka Town and Namie

Town in accordance with the Act on Special Measures Concerning

Nuclear Emergency Preparedness on the contents of radioactivity

decontamination screening.

13:09 Tohoku Electric Power Co. reported to NISA that Onagawa NPS

reached a situation specified in the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

13:12 Fresh water injection was switched to seawater injection for Unit 3 of
Fukushima Dai-ichi NPS.

14:36 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 14th)

01:10 Seawater injection for Units 1 and 3 of Fukushima Dai-ichi NPS were
temporarily interrupted due to the lack of seawater in pit.

03:20 Seawater injection for Unit 3 of Fukushima Dai-ichi NPS was

restarted.

04:40 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

05:38 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness
regarding Fukushima Dai-ichi NPS.

07:52 TEPCO reported to NISA the event (Unusual rise of the pressure in
PCV) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS.

13:25 Regarding Unit 2 of Fukushima Dai-ichi NPS, TEPCO recognised the

event (Loss of reactor cooling function) to fall under the Article 15 of
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the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

22:13 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ni NPS.

22:35 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 15th)

00:00: The acceptance of experts from International Atomic Energy Agency

(IAEA) was decided. NISA agreed to accept the offer of dispatching of

the expert on NPS damage from IAEA considering the intention by

Mr. Amano, Director General of IAEA. Therefore, the schedule of

expert acceptance will be planned from now on according to the

situation.

00:00: NISA also decided the acceptance of experts dispatched from U.S.

Nuclear Regulatory Commission (NRC).

07:21 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:24 Incorporated Administration Agency, Japan Atomic Energy Agency

(JAEA) reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Fuel Cycle Engineering Laboratories, Tokai

Research and Development Centre.

07:44 JAEA reported to NISA in accordance with the Article 10 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Science Research Institute.

08:54 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

10:30 According to the Nuclear Regulation Act, the Minister of Economy,
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Trade and Industry issued the directions as follows.

For Unit 4: To extinguish fire and to prevent the occurrence of

re-criticality

For Unit 2: To inject water to reactor vessel promptly and to vent

Drywell.

10:59 Considering the possibility of lingering situation, it was decided that

the function of the Local Nuclear Emergency Response Headquarters

was moved to the Fukushima Prefectural Office.

11:00 The Prime Minister directed the in-house stay area.
In-house stay was additionally directed to the residents in the area

from 20 km to 30 km radius from Fukushima Dai-ichi NPS

considering in-reactor situation.

16:30 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

22:00 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the following direction.

For Unit 4: To implement the water injection to the Spent Fuel Pool.

23:46 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 18th)

13:00 Ministry of Education, Culture, Sports, Science and Technology

decided to reinforce the nation-wide monitoring survey in the

emergency of Fukushima Dai-ichi and Dai-ni NPS.

15:55 TEPCO reported to NISA on the accidents and failure at Units 1, 2, 3

and 4 of Fukushima Dai-ichi NPS (Leakage of the radioactive

materials inside of the reactor buildings to non-controlled area of

radiation) pursuant to the Article 62-3 of the Nuclear Regulation Act.

16:48 Japan Atomic Power Co. reported to NISA accidents and failures in
Tokai NPS (Failure of the seawater pump motor of the emergency

diesel generator 2C) pursuant to the Article 62-3 of the Nuclear

Regulation Act.
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(March 19th)

07:44 The second unit of Emergency Diesel Generator (A) for Unit 6 started

up.

TEPCO- reported to NISA that the pump for RHR (C) for Unit 5

started up and started to cooling Spent Fuel Storage Pool. (Power

supply: Emergency Diesel Generator for Unit 6)

08:58 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 20th)

23:30 Directive from Local Nuclear Emergency Response Headquarters to
the Prefectural Governor and the heads of cities, towns, and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisoma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village) was issued
regarding the change of the reference value for the screening level for

decontamination of radioactivity.

(March 2 1st)

07:45 Directive titled as "Administration of the stable Iodine" was issued

from Local Nuclear Emergency Response Headquarters to the

Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisouma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village), which directs the

above-mentioned governor and the heads to administer stable Iodine

under the direction of the headquarters and in the presence of medical

experts, and not to administer it on personal judgements.

16:45 Directive titled as "Ventilation for using heating equipments within
the in-house evacuation zone" was issued from the Director-General of

Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha
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Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and lidate Village), which directs the above-mentioned

governor and heads to publicly announce the guidance to the residents

within the in-house evacuation zone, concerning the indoor use of

heating equipments that require ventilation, in order to avoid

poisoning from carbon monoxide and to reduce exposure.

17:50 Directive from the Director-general of the Government Nuclear
Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi and Gunma was issued, which direct the

above-mentioned governors to issue a request to relevant businesses

and people to suspend shipment of spinach, Kakina (a green

vegetable) and raw milk for the time being.

(March 22nd)

16:00 NISA received the response (Advice) from Nuclear Safety Commission

Emergency Technical Advisory Body to the request for advice made by
NISA, regarding the report from TEPCO titled as "The Results of

Analysis of Seawater" dated March 22nd.

(March 25th)

NISA directed orally to the TEPCO regarding the exposure of

workers at the turbine building of Unit 3 of Fukushima Dai-ichi
Nuclear Power Station occurred on March 24th, to review immediately

and to improve its radiation control measures from the viewpoint of

preventing a recurrence.

(March 28th)
Regarding the mistake in the evaluation of the concentration

measurement in the stagnant water on the basement floor of the

turbine building of Unit 2 of Fukushima Dai-ichi NPS announced by

TEPCO on 27 March, NISA directed TEPCO orally to prevent the

recurrence of such a mistake.

13:50 Receiving the suggestion by the special meeting of Nuclear Safety

Commission (NSC) (Stagnant water on the underground floor of the

turbine building at Fukushima Dai-ichi Plant Unit 2), NISA directed
TEPCO orally to add the sea water monitoring points and carry out
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the groundwater monitoring.

Regarding the delay in the reporting of the water confirmed

outside of the turbine buildings, NISA directed TEPCO to accomplish

the communication in the company on significant information in a
timely manner and to report it in a timely and appropriate manner.

(March 29th)

11:16 The report was received, regarding the accident and trouble etc. in

Onagawa NPS of Tohoku Electric Power Co. Inc. (the trouble of pump

of component cooling water system etc. in Unit 2 and the fall of heavy

oil tank for auxiliary boiler of Unit 1 by tsunami), pursuant to the

Article 62-3 of the Nuclear Regulation Act and the Article 3 of the

Ministerial Ordinance for the Reports related to Electricity.
In order to strengthen the system to assist the nuclear accident

sufferers, the "Team to Assist the Lives of the Nuclear Accident

Sufferers" headed by the Minister of Economy, Trade and Industry
was established and the visits, etc. by the team to relevant cities,

towns and villages were carried out.

(March 30th)
Directions as to the implementation of the emergency safety

measures for the other power stations considering the accident of

Fukushima Dai-ichi and Dai-ni NPSs in 2011 was issued and handed

to each electric power company and the relevant organization.

(March 31st)

Regarding the break-in of the propaganda vehicle to Fukushima

Dai-ni NPS on 31 March, NISA directed TEPCO orally to take the

carefully thought-out measures regarding physical protection, etc.

NISA alerted TEPCO to taking the carefully though-out measures regarding

radiation control for workers.

(April 1st)

NISA strictly alerted TEPCO to taking appropriate measures

concerning the following three matters regarding the mistake in the
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result of nuclide analysis.
- Regarding the past evaluation results on nuclide analysis, all the

nuclides erroneously evaluated should be identified and the

re-evaluation on them should be promptly carried out.
- The causes for the erroneous evaluation should be investigated

and the thorough measures for preventing the recurrence should

be taken.
- Immediate notification should be done in the stage when any

erroneous evaluation results, etc. are identified.

(April 2nd)
Regarding the outflow of the liquid including radioactive materials

from the area around the Intake Channel of Unit 2 of Fukushima

Dai-ichi NPS, NISA directed TEPCO orally to carry out nuclide

analysis of the liquid sampled, to confirm whether there are other

outflows from the same parts of the facilities as the one, from which

the outflow was confirmed around the Unit 2, and to strengthen

monitoring through sampling water at more points around the

facilities concerned.

(April 4th)

On the imperative execution of the discharge to the sea as an
emergency measure, NISA requested the technical advice of NSC and

directed TEPCO to survey and confirm the impact of the spread of
radioactive materials caused by the discharge, by ensuring continuity

of the sea monitoring currently underway and enhancing it (Increase

of the frequency of measuring as well as the number of monitoring

points), disclose required information, as well as to enhance the

strategy to minimize the discharge amount.

< Possibility on radiation exposure (As of 16:00 April 5th) >

1. Exposure of residents

(1) Including the about 60 evacuees from Futaba Public Welfare Hospital to

Nihonmatsu City Fukushima Gender Equality Centre, as the result of

measurement of 133 persons at the Centre, 23 persons counted more

than 13,000 cpm were decontaminated.
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(2) The 35 residents transferred from Futaba Public Welfare Hospital to
Kawamata Town Saiseikai Kawamata Hospital by private bus arranged

by Fukushima Prefecture were judged to be not contaminated by the

Prefectural Response Centre.

(3) As for the about 100 residents in Futaba Town evacuated by bus, the

results of measurement for 9 of the 100 residents were as follows. The

evacuees, moving outside the Prefecture (Miyagi Prefecture), were

divided into two groups, which joined later to Nihonmatsu City

Fukushima Gender Equality Centre.

No. of Counts No. of Persons

18,000 cpm 1

30,000-36,000 cpm 1

40,000 cpm 1

little less than 40,000 cpm* 1

very small counts 5
*(These results were measured without shoes, though the first

measurement exceeded 100,000 cpm.)

(4) The screening was started at the Off site Centre in Okuma Town from

March 12th to 15th. 162 people received examination until now. At the

beginning, the reference value was set at 6,000 cpm. 110 people were at

the level below 6,000 cpm and 41 people were at the level of 6,000 cpm or

more. When the reference value was increased to 13,000 cpm afterward,

8 people were at the level below 13,000 cpm and 3 people are at the level

of 13,000 cpm or more.

The 5 out of 162 people examined were transported to hospital after

being decontaminated.

(5) The Fukushima Prefecture carried out the evacuation of patients and

personnel of the hospitals located within 10km area. The screening of all
the members showed that 3 persons have the high counting rate. These

members were transported to the secondary medical institute of
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exposure. As a result of the screening on 60 fire fighting personnel
involved in the transportation activities, the radioactivity higher than

twice of the back ground was detected on 3 members. Therefore, all the

60 members were decontaminated.

(6) Fukushima Prefecture has started the screening from 13 March. It is
carried out by rotating the evacuation sites and at the 13 places (set up
permanently) such as health offices. Up until April 3rd, the screening
was done to 126,063 people. Among them, 102 people were above the

100,000 cpm, but when measured these people again without clothes, etc.,

the counts decreased to 100,000 cpm and below, and there was no case

which affects health.

2. Exposure of workers

As for the workers conducting operations in Fukushima Dai-ichi NPS,

the total number of people who were at the level of exposure more than

100 mSv becomes 21.

For two out of the three workers who were confirmed to be at the level

of exposure more than 170 mSv on March 24, the attachment of
radioactive material on the skin of both legs was confirmed. As the two

workers were judged to have a possibility of beta ray burn, they were

transferred to the Fukushima Medical University Hospital, and after that,

on March 25th, all of the three workers arrived at the National Institute

of Radiological Sciences in the Chiba Prefecture. As the result of

examination, the level of exposure of their legs was estimated to be from 2
to 3 Sv. The level of exposure of both legs and internal did not require

medical treatment, but they decided to monitor the progress of all three

workers in the hospital. All the three workers have been discharged from

the hospital around the noon on 28 March.

At around 11:35 April 1st, a worker fell into the sea when he went on

board the barge of the US Armed forces in order to adjust the hose. He was

rescued immediately by other workers around without any injury and
external contamination. In order to make double sure, the existence of

internal radionuclide contaminant is being confirmed by a whole-body

counter.
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3. Others

(1) 4 members of Self-Defence Force who worked in Fukushima Dai-ichi

NPS were injured by explosion. One member was transferred to National

Institute of Radiological Sciences. After the examination, judged that

there were wounds but no risk for health from the exposure, the one was
released from the hospital on March 17th. No other exposure of the

Self-Defence Force member was confirmed at the Ministry of Defence.
(2) As for policeman, the decontaminations of two policemen were confirmed

by the National Police Agency. Nothing unusual was reported.

(3) On March 24th, examinations of thyroid gland for 66 children aged from

1 to 15 years old were carried out at the Kawamata Town public health

Center. The result was at not at the level of having harmful influence.

(4) From March 26th to 27th, examinations of thyroid gland for 137 children

aged from 1 to 15 years old were carried out at the Iwaki City Public

Health Center. The result was not at the level of having harmful

influence.

(5) From March 28th to 30th, examinations of thyroid gland for 946 children

aged from 0 to 15 years old were carried out at the Kawamata Town

Community Center and the Iidate Village Office. The result was not at

the level of having harmful influence.

<Directive of screening levels for decontamination of radioactivity>

(1) On March 20th, the Local Nuclear Emergency Response Headquarters

issued the directive to change the reference value for the screening level

for decontamination of radioactivity as the following to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,
Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Jidate Village).

Old: 40 Bq/cm 2 measured by a gamma-ray survey meter or 6,000 cpm

New: 1 g Sv/hour (dose rate at 10cm distance) or 100,000cpm

equivalent

<Directives of administrating stable Iodine during evacuation>

(1) On March 16th, the Local Nuclear Emergency Response Headquarters
issued "Directive to administer the stable Iodine during evacuation from
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the evacuation area (20 km radius)" to the Prefectural Governor and the

heads of cities, towns and villages (Tomioka Town, Hutaba Town, Okuma

Town, Namie Town, Kawauchi Village, Naraha Town, Minamisouma City,
Tamura City, Kazurao Village, Hirono Town, Iwaki City and Iidate

Village).

(2) On March 21st, the Local Nuclear Emergency Response Headquarters
issued Directive titled as "Administration of the stable Iodine" to the

Prefectural Governor and the heads of cities, towns and villages (Tomioka

Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi Village,

Naraha Town, Minamisouma City, Tamura City, Kazurao Village, Hirono

Town, Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to administer stable Iodine under the direction of the
headquarters and in the presence of medical experts, and not to

administer it on personal judgements.

<Situation of the injured (As of 15:00 April 4th)>
1. Injury in Unit 1 of Fukushima Dai-ichi NPS due to earthquake on 11

March

- Two employees (slightly, have already gone back working)

- Two subcontract employees (one fracture in both legs, be in hospital)

- Two died (After the earthquake, two TEPCO's employees missed and had

been searched continuously. In the afternoon of March 30th, the two

employees were found on the basement floor of the turbine building of

Unit 4 and were confirmed dead by April 2nd.)

2. Injury due to the explosion of Unit 1 of Fukushima Dai-ichi NPS on 12

March
- Four employees (two TEPCO's employees and two subcontractor's

employees) were injured at the explosion and smoke of Unit 1 around

the turbine building (non-controlled area of radiation) and were

examined by Kawauchi Clinic. Two TEPCO's employees return to work

again and two subcontractors' employees are under home treatment.

3. Injury due to the explosion of Unit 3 of Fukushima Dai-ichi NPS on 14

March.

- Four TEPCO's employees (They have already return to work.)
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- Three subcontractor employees (They have already return to work.)

- Four members of Self-Defence Force (one of them was transported to

National Institute of Radiological Sciences considering internal possible

exposure. The examination resulted in no internal exposure. The
member was discharged from the institute on March 17th.)

4. Other injuries

- On the earthquake on 11 March, one subcontractor's employees (a crane
operator) died in Fukushima Dai-ni NPS. (It seems that the tower crane

broke and the operator room was crushed and the person was hit on the

head.)

Two subcontractor's employees were injured during working at
temporary control panel of power source in the Common Spent Fuel Pool,

transported to where were industrial medical doctors the Fukushima

Dai-ni NPS on 22 and 23 March. (One employee has already returned to

work and the other is under home treatment.)

- One emergency patient on 12 March. (Cerebral infarction, transported
by the ambulance, be in hospital)

- Ambulance was requested for one employee complaining the pain at left

chest outside of control area on March 12. (Conscious, under home

treatment)

- Two employees complaining discomfort wearing full-face mask in the

main control room were transported to Fukushima Dai-ni NPS for a

consultation with an industrial doctor on 13 March. (One employee has

already returned to work and the other is under home treatment.)

<Situation of resident evacuation (As of 15:00 April 5th)>

At 11:00 March 15th, the Prime Minister directed in-house stay to the

residents in the area from 20 km to 30 km radius from Fukushima Dai-ichi

NPS. The directive was conveyed to Fukushima Prefecture and related

municipalities.

Regarding the evacuation as far as 20-km from Fukushima Dai-ichi NPS

and 10-km from Fukushima Dai-ni NPS, necessary measures have already

been taken.
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. The in-house stay in the area from 20 km to 30 km from Fukushima

Dai-ichi NPS is made fully known to the residents concerned.

- Cooperating with Fukushima Prefecture, livelihood support to the

residents in the in-house stay area are implemented.

- On March 28th, Chief Cabinet Secretary mentioned the continuation of

the limited-access within the area of 20 km from Fukushima Dai-ichi

NPS. On the same day, the Local Nuclear Emergency Response

Headquarters notified the related municipalities of forbidding entry to

the evacuation area within the 20 km zone.

<Directives regarding foods and drinks>

Directive from the Director-General of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi, Gunma, and Chiba was issued, which directed

above-mentioned governors to suspend shipment and so on of the following

products for the time being.

The Government Nuclear Emergency Response Headquarters organized

the thoughts of imposing and lifting restrictions on shipment as follows,

considering the NSC's advice.

- The area where restrictions on shipment to be imposed or lifted could be

decided in units of the area where a prefecture is divided into, such as

cities, towns, villages and so on, considering the spread of the

contamination affected area and the actual situation of produce

collection, etc.

- The restriction on shipment of the item, of which the result of the sample

test exceeded the provisional regulation limits, shall be decided by

judging in a comprehensive manner considering the regional spread of

the contamination impact.

- Lifting the restrictions on shipment shall be implemented when a series

of three results of nearly weekly tests for the item or the area falls below

the provisional regulation limits, considering the situation of the

Fukushima Dai-ichi NPS.

- However, the tests shall be carried out nearly weekly after the lifting,

while the release of the radioactive materials from the NPS continues.
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(1) Items under the suspension of shipment and restriction of intake (As of

April 4th)

Prefectures Suspension of shipment Restriction of intake

Fukushima Non-head type leafy Non-head type leafy

Prefecture vegetables, head type leafy vegetables, head type leafy

vegetables , flowerhead vegetables, flowerhead

brassicas (Spinach, brassicas (Spinach,

Cabbage, Broccoli, Cabbage, Broccoli,

Cauliflower, Komatsuna *, Cauliflower, Komatsuna ,

Kukitachina *, Kukitachina *,

Shinobufuyuna *, Rape, Shinobufuyuna, Rape,

Chijirena, Santouna *, Chijirena, Santouna *,

Kousaitai *, Kakina *, etc.), Kousaitai*, Kakina ', etc.)

Turnip, Raw milk

Ibaraki Spinach, Kakina*, Parsley,

Pref. Raw milk

Tochigi Spinach, Kakina *

Pref.

Gunma Spinach, Kakina *

Pref.

Chiba Pref. - Spinach from Katori City
and Tako Town

- Spinach, Qing-geng-cai,

Garland chrysanthemum,

Sanchu Asian lettuce,

Celery and Parsley from

Asahi City
*a green vegetable

(2) Request for restriction of drinking for tap-water (As of 08:00 April 4th)

Scope under Water service (Local governments requested for
restriction restriction)
All residents None
Babies <Fukushima Prefecture>
-Water services Iitate small water service (Iitate Village, Fukushima
that continue to Prefecture)
respond to the
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directive

- Tap-water Non
supply service
that continues
to respond to
the directive

<Directive regarding the ventilation when using heating equipments in the

aria of indoor evacuation >

On March 21st, Directive titled as "Ventilation for using heating

equipments within the in-house evacuation zone" from the Director-General

of Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town, Hutaba

Town, Okuma Town, Namie Town, Kawauchi Village, Naraha Town,

Minamisouma City, Tamura City, Kazurao Village, Hirono Town, Iwaki City

and Iidate Village) was issued, which directs those governor and heads to

publicly announce the guidance to the residents within the in-house

evacuation zone, concerning the indoor use of heating equipments that

require ventilation, in order to avoid poisoning from carbon monoxide and to

reduce exposure.

< Fire Bureaus' Activities>

* From 11:00 till around 14:00 on March 22nd, Niigata City Fire Bureau

and Hamamatsu City Fire Bureau gave guidance to TEPCO as to the set

up of large decontamination system.

* From 8:30 till 9:30, from 13:30 till 14:30 on March 23rd, Niigata City Fire

Bureau and Hamamatsu City Fire Bureau gave guidance to TEPCO as to

the operation of large decontamination system.

(Contact Person)

Mr. Toshihiro Bannai

Director, International Affairs Office,

NISA/METI

Phone:+81-(0)3-3501-1087
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April 5 , 2 0 1 1
Nuclear and Industrial Safety Agency

Seismic Damage Information (the 74th Release)
(As of 08:00 April 5th, 2011)

Nuclear and Industrial Safety Agency (NISA) confirmed the current

situation of Onagawa NPS, Tohoku Electric Power Co. Inc.; Fukushima

Dai-ichi and Fukushima Dai-ni NPSs, Tokyo Electric Power Co. Inc.

(TEPCO); Tokai Dai-ni NPS, Japan Atomic Power Co. Inc. as follows:

Major updates are as follows.

1. Nuclear Power Stations (NPSs)

* Fukushima Dai-ichi NPS

- Water spray over the Spent Fuel Pool of Unit 3 using Concrete Pump

Truck was carried out. (From 17:03 till 19:19 April 4th)

- The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to the

sea, using the first pump. (19:03 April 4th) Further, the discharge using

10 pumps in total was carried out. (19:07 on the same day)

The groundwater with low-level radioactivity in the Sub Drain Pits of

Units 5 and 6 (around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)
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(Attached sheet)

1. The state of operation at NPS (Number of automatic shutdown units: 10)

0 Fukushima Dai-ichi NPS, TEPCO

(Okuma Town and FutabaTown, Futaba County, Fukushima Prefecture)

(1) The state of operation

Unit 1 (460MWe):

Unit 2 (784MWe):

Unit 3 (784MWe):

Unit 4 (784MWe):

Unit 5 (784MWe):

Unit 6 (1,100MWe):

automatic shutdown

automatic shutdown

automatic shutdown

in periodic inspection outage

in periodic inspection outage,

at 14:30 March 20th

in periodic inspection outage,

at 19:27 March 20th

cold shutdown

cold shutdown

(2) Major Plant Parameters (As of 07:00 April 5th)
Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Reactor 0.409W 0.083(A) 0.112(A)
Pressure*' 0.4200 0.083A 0.02(- 0.104 0.106
[MPaI 0.720(B) 0.083(B) 0.020(C)
CV Pressure(W Pas 150 100 107.8 - - -
O5W) [kPa(

Reactor Water -1,700(A) -1,500(A) -1,850(A)
Level*2 [mm] -1,650(B) "2,250(B)0 1,705 1,873

available(B)

Suppression
Pool Water
Temperature
(S/c) [°c]

Suppression down scale

Pool Pressure 150 (under 173.3 -- -

(S/C) [kPa] survey)

Spent Fuel
Pool Water Indicator Indicator Indicator71.0 35.5 28.5
Temperature Failure Failure Failure

07:00 07:00
Time of 06:00 06:00 05:40 April 5A rpi

April 5th April April
Measurement April 5th April 5th April 5thI5th 5th

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel
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(3) Situation of Each Unit

<Unit 1>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (10:17 March 12th)
" Seawater injection to the Reactor Pressure Vessel (RPV) via the Fire

Extinguish Line was started. (20:20 March 12th)

--*Temporary interruption of the injection (01:10 March 14th)
" The sound of explosion in Unit 1 occurred. (15:36 March 12th)
" The amount of injected water to the Reactor Core was increased by

utilizing the Feedwater Line in addition to the Fire Extinguish Line.

(2m3/h---18m3/h). (02:33 March 23rd) Later, it was switched to the

Feedwater Line only (around 11m3/h). (09:00 March 23rd)
" Lighting in the Central Operation Room was recovered. (11:30 March

24th)
" Fresh water injection to RPV was started. (15:37 March 25)
" As the result of concentration measurement in the stagnant water on

the basement floor of the turbine building, 2.1 X 105Bq/cm 3 of 1311

(Iodine) and 1.8 X 106Bq/cm 3 of 137Cs (Caesium) were detected as major

radioactive nuclides.
" The pump for the fresh water injection to RPV of Unit 1 was switched

from the Fire Pump Truck to the temporary motor-driven pump. (08:32

March 29th.)
" The Stagnant water on the basement floor of the turbine building was

started to be transferred to the Condenser at around 17:00 March 24. As

the Condenser was confirmed to be almost filled with water, pumping

out of the water to the Condenser was stopped. (07:30 March 29th) In

order to prepare to transfer the stagnant water on the basement floor of

the turbine building to the Condenser, the water in the Condensate

Storage Tank started to be transferred to the Surge Tank of

Suppression Pool Water (A) (12:00 March 31th), after switching the
place where the water was to be transferred to the Surge Tank of

Suppression Pool Water (B) (15:25 March 31th), the transfer was
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restarted and finished. (15:26 April 2nd)
" Water spray of around 90t (fresh water) over the Spent Fuel Pool using

Concrete Pump Truck was carried out. (From 13:03 till 16:04 March

31st) A test water spray using Concrete Pump Truck was carried out in

order to confirm the appropriate position for water spray. (From 17:16

till 17:19 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (10:42 to 11:52 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 1 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(13:55 April 3rd)
" White smoke was confirmed to generate continuously. (As of 06:30 April

5th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 5th)

<Unit 2>

* TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)

* Operation of Vent (11:00 March 13th)

* The Blow-out Panel of reactor building was opened due to the explosion

in the reactor building of Unit 3. (After 11:00 March 14th)
. Reactor water level tended to decrease. (13:18 March 14th) TEPCO

reported to NISA the event (Loss of reactor cooling functions) falling

under the Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:49 March 14th)
. Seawater injection to RPV via the Fire Extinguish line was started.

(16:34 March 14th)
. Water level in RPV tended to decrease. (22:50 March 14th)
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* Operation of Vent (0:02 March 15th)

* A sound of explosion was made in Unit 2. As the pressure in

Suppression Pool (Suppression Chamber) decreased (06:10 March 15th),

there was a possibility that an incident occurred in the Chamber. (About

06:20 March 15th)

* Electric power receiving at the emergency power source transformer

from the external transmission line was completed. The work for laying

the electric cable from the facility to the load side was carried out.

(13:30 March 19th)

* Seawater injection of 40t to the Spent Fuel Pool was started. (From
15:05 till 17:20 March 20th)

* Power Center of Unit 2 received electricity (15:46 March 20th)

* White smoke generated. (18:22 March 21st)

* White smoke was died down and almost invisible. (As of 07:11 March

22nd)

* Seawater injection of 18t to the Spent Fuel Pool was carried out. (From

16:07 till 17:01 March 22nd)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 10:30 till 12:19 March 25th)
" Fresh water injection to RPV was started. (10:10 March 26th)
" Lighting of Central Operation Room was recovered (16:46 March26th)
" The pump for the fresh water injection to RPV of Unit 2 was switched

from the Fire Pump Truck to the temporary motor-driven pump.(18:31

March 27th)
" Regarding the result of the concentration measurement in the stagnant

water on the basement floor of the turbine building of Unit 2 of

Fukushima Dai-ichi NPS announced by TEPCO on 27 March, TEPCO
reported to NISA that as the result of analysis and evaluation through
re-sampling, judging the measured value of 1341 (Iodine) was wrong, the

concentrations of gamma nuclides including 1341 (Iodine) were less than
the detection limit. (00:07 March 28).

" Seawater injection to the Spent Fuel Pool using the Fire Pump Truck
was switched to the fresh water injection using the temporary

motor-driven pump. (From 16:30 till 18:25 March 29th )
" As the malfunction of the temporary motor-driven pump, which had

been injecting to the Spent Fuel Pool of Unit 2 since 09:25 March 30th,
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was confirmed at 09:45 March 30th, the injection pump was switched to

the Fire Pump Truck. However, because cracks were confirmed in the

hose (12:47 and 13:10 March 30th), the injection was suspended. Fresh

water injection was resumed. (From 19:05 till 23:50 March 30th)
" Fresh water injection of around 70t to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 14:56 till 17:05 April 1st)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the water in the

Condensate Storage Tank was transferred to the Surge Tank of

Suppression Pool Water. (From 16:45 March 29th till 11:50 April 1st)
" The water, of which the dose rate was at the level of more than 1,000

mSv/h, was confirmed to be collected in the pit (a vertical portion of an

underground structure) for laying electric cables, located near the

Intake Channel of Unit 2. In addition, the outflow from the crack with a

length of around 20 cm in the concrete portion of the lateral surface of

the pit into the sea was confirmed. (Around 09:30 April 2nd) In order to

stop the outflow, concrete was poured into the pit. (16:25, 19:02 April

2nd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(17:10 April 2nd)
* The cameras for monitoring the water levels in the vertical part of the

trench outside of the turbine building of Unit 2 and on the basement

floor of the turbine building of Unit 2 were installed. (April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:22 till 12:06 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" As the measure to prevent the outflow of the water accumulated in the

Pits for Conduit in the area around the Inlet Bar Screen, the upper part

of the Power Cable Trench for power source at Intake Channel was
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crushed and 20 bags of sawdust (3 kg/bag), 80 bags of high polymer

absorbent (100 g/bag) and 3 bags of cutting-processed newspaper (Large

garbage bag) were put inside. (From 13:47 till 14:30 April 3rd)
" Approximately 13kg of tracer (milk white bath agent) was put in from

the Pit for the Duct for Seawater Pipe. (From 0 7:08 till 07:11 April 4th)
" Fresh water injection (Around 70t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 11:05 till 13:37 April 4th)
" White smoke was confirmed to generate, continuously. (As of 06:30 April

5th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 5th)

<Unit 3>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(05:10 March 13th)
" Operation of Vent (08:41 March 13th)
" Fresh water started to be injected to RPV via the Fire Extinguish Line.

(11:55 March 13th)
" Seawater started to be injected to RPV via the Fire Extinguish Line.

(13:12 March 13th)
" Seawater injection for Units 1 and 3 was interrupted due to the lack of

seawater in pit. (01:10 March 14th)
" Seawater injection to RPV for Unit 3 was restarted. (03:20 March 14th)
" Operation of Vent (05:20 March 14th)
" The pressure in Primary. Containment Vessel (PCV) of Unit 3 rose

unusually. (07:44 March 14th) TEPCO reported to NISA on the event

falling under the Article 15 of the Act on Special Measures Concerning

Nuclear Emergency Preparedness. (7:52 March 14th)
" In Unit 3, the explosion like Unit 1 occurred around the reactor building

(11:01 March 14th)
" The white smoke like steam generated from Unit 3. (08:30 March 16th)
" Because of the possibility that PCV of Unit 3 was damaged, the workers

evacuated from the main control room of Units 3 and 4 (common control

room). (10:45 March 16th) Thereafter the operators returned to the
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room and restarted the operation of water injection. (11:30 March 16th)
" Seawater was discharged 4 times to Unit 3 by the helicopters of the

Self-Defence Force. (9:48, 9:52, 9:58 and 10:01 March 17th)
" The riot police arrived at the site for the water spray from the grand.

(16:10 March 17th)
" The Self-Defence Force started the water spray using a fire engine.

(19:35 March 17th)
• The water spray from the ground was carried out by the riot police.

(From 19:05 till 19:13 March 17th)
" The water spray from the ground was carried out by the Self-Defense

Force using 5 fire engines. (19:35, 19:45, 19:53, 20:00 and 20:07 March

17th)
" The water spray from the ground using 6 fire engines (6 tons of water

spray per engine) was carried out by the Self-Defence Force. (From

before 14:00 till 14:38 March. 18th)
" The water spray from the ground using a fire engine provided by the US

Military was carried out. (Finished at 14:45 March 18th)
" Hyper Rescue Unit of Tokyo Fire Department carried out the water

spray. (Finished at 03:40 March 20th)
" The pressure in PCV of Unit 3 rose (320 kPa at 11:00 March 20th).

Preparation to lower the pressure was carried out. Judging from the
situation, immediate pressure relief was not required. Monitoring the

pressure continues. (120 kPa at 12:15 March 21st)
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 3 by Hyper Rescue Unit of

Tokyo Fire Department was carried out (From 21:30 March 20th till

03:58 March 21st).
" Grayish smoke generated from Unit 3. (At around 15:55 March 21st)
" The smoke was confirmed to be died down. (17:55 March 21st)
" Grayish smoke changed to be whitish and seems to be ceasing. (As of

07:11 March 22nd)
" Water spray (Around 180t) by Tokyo Fire Department and Osaka City

Fire Bureau was carried out. (From 15:10 till 16:00 March 22nd)

• Lighting was recovered in the Central Operation Room. (22:43 March

22nd)
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" Seawater injection of 35t to the Spent Fuel Pool via the Fuel Pool

Cooling Line was carried out. (From 11:03 till 13:20 March 23rd)
Around 120t of seawater was injected. (From around 5:35 till around

16:05 March 24th)
" Slightly blackish smoke generated from the reactor building. (Around

16:20 March 23rd) At around 23:30 March 23rd and around 4:50 March
24th, it was reported that the smoke seemed to cease.

" As the results of the survey of the stagnant water, into which workers

who were laying electric cable on the ground floor and the basement

floor of the turbine building of the Unit 3 walked, the dose rate on the
water surface was around 400mSv/h, and as the result of gamma-ray

analysis of the sampling water, the totaled concentration of each

nuclide of the sampling water was around 3.9x 106 Bq/cm 3.
" Water spray by Kawasaki City Fire Bureau supported by Tokyo Fire

Department was carried out. (From 13:28 till 16:00 March 25th)
" Fresh water injection to RPV was started. (18:02 March 25th)
" Water spray of around 100t using Concrete Pump Truck (50t/h) was

carried out. (From 12:34 till 14:36 March 27th)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building to the Condenser, the water in the Condensate

Storage Tank is being transferred to the Surge Tank of Suppression
Pool Water. (From 17:40 March 28th till around 8:40 March 31st)

" The pump for the fresh water injection to RPV was switched from the

Fire Pump Truck to the temporary motor-driven pump. (20:30 March

28th)
" Fresh water spray of around 100t using Concrete Pump Truck (50t/h)

was carried out. (From 14:17 till 18:18 March 29th)
" Fresh water spray of around 105t using Concrete Pump Truck (50t/h)

was carried out. (From 16:30 till 19:33 March 31st)
" Fresh water spray of around 75t using Concrete Pump Truck (50t/h)

was carried out. (From 09:52 till 12:54 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" The camera for monitoring the water level in the vertical part of the

trench outside of the turbine building was installed. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external
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power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:03 till 12:16 April 3rd)
. The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:18 April 3rd)
. Water spray of around 70t using Concrete Pump Truck (50t/h) was

carried out. (From 17:03 till 19:19 April 4th)
. White smoke was confirmed to generate continuously (As of 06:30 April

5th)
. Fresh water injection to RPV is being carried out. (As of 08:00 April 5th)

<Unit 4>
" Because of the replacement work of the Shroud of RPV, no fuel was

inside the RPV.
" The temperature of water in the Spent Fuel Pool had increased. (84 °C

at 04:08 March 14th)
" It was confirmed that a part of wall in the operation area of Unit 4 was

damaged. (06:14 March 15th)
" The fire at Unit 4 occurred. (09:38 March 15th) TEPCO reported that

the fire was extinguished spontaneously. (11:00 March 15th)
" The fire occurred at Unit 4. (05:45 March 16th) TEPCO reported that no

fire could be confirmed on the ground.(At around 06:15 March 16th)
" The Self-Defence Force started water spray over the Spent Fuel Pool of

Unit 4 (09:43 March 20th).
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 4 by Self-Defense Force

was started. (From around 18:30 till 19:46 March 20th).
" Water spray over the Spent Fuel Pool by Self-Defence Force using 13

fire engines was started (From 06:37 till 08:41 March 21st).
" Works for laying electric cable to the Power Center was completed. (At

around 15:00 March 21st)
" Power Center received electricity. (10:35 March 22nd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 17:17 till 20:32 March 22nd)
* Water spray of around 130t using Concrete Pump Truck (50t/h) was

carried out. (From 10:00 till 13:02 March 23rd)
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" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 14:36 till 17:30 March 24th)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 19:05 till 22:07 March 25th)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 06:05 till 10:20 March 25th)
" Water spray of around 125t using Concrete Pump Truck (50t/h) was

carried out. (From 16:55 till 19:25 March 27th)
" Lighting of Central Operation Room was recovered. (11:50 March 29th)
" Fresh water spray of around 140t using Concrete Pump Truck (50t/h)

was carried out. (From 14:04 till 18:33 March 30th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 08:28 till 14:14 April 1st)
" Lighting in the turbine building was partially turned on. (April 2nd)
" From 2 April, the stagnant water in the Main Building of Radioactive

Waste Treatment Facilities was being transferred to the turbine

building of Unit 4. As the water level in the vertical portion of the

trench for Unit 3 rose from 3 April, by way of precaution, the transfer

was suspended notwithstanding that the path of the water was not clear.

(09:22 April 4th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 17:14 till 22:16 April 3rd)
" White smoke was confirmed to generate continuously. (As of 06:30 April

5th)

<Units 5 and 6>
* The first unit of Emergency Diesel Generator (D/G) (B) for Unit 6 is

operating and supplying electricity. Water injection to RPV and the

Spent Fuel Pool through the system of Make up Water Condensate

(MUWC) is being carried out.

* The second unit of Emergency Diesel Generator (D/G) (A) for Unit 6

started up. (04:22 March 19th)
* The pumps for Residual Heat Removal (RHR) (C) for Unit 5 (05:00

March 19th) and RHR (B) for Unit 6 (22:14 March 19th) started up and

recovered heat removal function. It cools Spent Fuel Pool with priority.

(Power supply : Emergency Diesel Generator for Unit 6) (05:00 March
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19th)
" Unit 5 under cold shut down (14:30 March 20th)
" Unit 6 under cold shut down (19:27 March 20th)
" Receiving electricity reached to the transformer of starter. (19:52 March

20th)
" Power supply to Unit 5 was switched from the Emergency Diesel

Generator to external power supply. (11:36 March 21st)
" Power supply to Unit 6 was switched from the Emergency Diesel

Generator to external power supply. (19:17 March 22nd)
" The temporary pump for RHR Seawater System (RHRS) of Unit 5 was

automatically stopped when the power supply was switched from the

temporary to the permanent. (17:24 March 23rd)
" Repair of the temporary pump for RHRS of Unit 5 was completed (16:14

March 24th) and cooling was started again. (16:35 March 24th)
" Power supply for the temporary pump for RHRS of Unit 6 was switched

from the temporary to the permanent. (15:38 and 15:42 March 25th)
" The groundwater with low-level radioactivity in the Sub Drain Pit of

Units 5 and 6 (Around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)

<Common Spent Fuel Pool>
. It was confirmed that the water level of Spent Fuel Pool was maintained

almost full at after 06:00 March 18th.
. Water spray over the Common Spent Fuel Pool was started. (From

10:37 till 15:30 March 21st)
. The power was started to be supplied (15:37 March 24th) and cooling

was also started.(18:05 March 24th)
. As of 08:10 April 4th, water, temperature of the pool was around 28°C.

<Other>

* As the result of nuclide analysis at around the Southern Water

Discharge Canal, 7.4 X 10Bq/cm3 of 1311 (Iodine) (1,850.5 times higher

than the concentration limit in water outside the Environmental

Monitoring Area) was detected. (14:30 March 26th)

(As the result of measurement on 29 March, it was detected as 3,355.0

times higher than the limit in water (13:55 March 29th). On the other
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hand, as the result of the analysis at the northern side of the Water
Discharge Canal of the NPS, 4.6 X 10'Bq/cm 3 of 131I (Iodine) (1,262.5

times higher than the limit in water) was detected. (14:10 March 29th)

- The water was confirmed to be collected in the vertical parts of the

trenches (an underground structure for laying pipes, shaped like a

tunnel) outside of the turbine building of Units 1 to 3. The dose rates on

the water surface were 0.4 mSv/h of the Unit l's trench and 1,000 mSv/h

of the Unit 2's trench. The rate of the Unit 3's trench could not measure

because of the rubble. (Around 15:30 March 27th) The collected water in

the vertical part of the trench outside of the turbine building of Unit 1
was transferred to the storage tank in the Main Building of Radioactive

Waste Treatment Facilities by the temporary pump. Thereafter the
water level from the top of the vertical part went down from
approximately -0.14m to approximately -1.14m. (From 09:20 till 11:25

March 31st)

-In the samples of soil collected on 21 and 22 March on the site (at 5 points)

of Fukushima Dai-ichi NPS, 238p (Plutonium), 239p (Plutonium) and 240p

(Plutonium) were detected (23:45 March 28th announced by TEPCO).
The concentration of the detected plutonium was at the equivalent level

of the fallout (radioactive fallout) that was observed in Japan concerning

the past atmospheric nuclear testing, i.e. at the equivalent level of the
normal condition of environment, and was not at the level of having

harmful influence on human body.

" When removing the flange of pipes of Residual Heat Removal Seawater

System outside the building of Unit 3, three subcontractor's employees

were wetted by the water remaining in the pipe. However, as the result

of wiping the water off, no radioactive materials were attached to their

bodies. (12:03 March 29th)

" On March 28th, the stagnant water was confirmed in the Main Building

of Radioactive Waste Treatment Facilities. As the result of analysis of
radioactivity, the total amount of the radioactivity 1.2 X 101 Bq/cm 3 in the

controlled area and that of 2.2 X 101 Bq/cm 3 in the non-controlled area

were detected in March 29th.

" As the result of nuclide analysis at around the Southern Water Discharge

Canal, 1.8 x 102 Bq/cm3 of 1311 (Iodine) (4,385.0 times higher than the
concentration limit in water outside the. Environmental Monitoring

13
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Area) was detected (13:55 March 30th).

The barge (the first ship) of the US armed forces carrying fresh water for

cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (15:42 March
31st) The transfer of fresh water from the barge (the first ship) to the
Filtrate Tank was started. (15:58 April 1st) Thereafter it was suspended

due to the malfunction of the hose (16:25 April 1st), but was resumed on

April 2nd. (From 10:20 till 16:40 April 2nd)

* The permanent monitoring posts (No.1 to 8) installed near the Site
Boundary were recovered. (March 31st) They are measuring once a day.

" The spraying for test scattering of antiscattering agent was carried out in

the area of about 500 m 2 on the mountain-side of the Common Pool.

(From 15:00 till 16:05 April 1st)

" The barge (the second ship) of the US armed forces carrying fresh water

for cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (9:10 April

2nd)
" The freshwater was transferred from the barge (the second ship) of the

US armed force to the barge (the first ship). (From 09:52 till 11:15 April

3rd)

" The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to

the sea, using the first pump. (19:03 April 4th) Further, the discharge

using 10 pumps in total was carried out. (19:07 on the same day)

* Fukushima Dai-ni NPS (TEPCO)

(Naraha Town / Tomioka Town, Futaba County, Fukushima Prefecture.)
(1) The state of operation

Unitl (1,100MWe): automatic shutdown, cold shut down at 17:00,
March 14th

Unit2 (1,100MWe): automatic shutdown, cold shut down at 18:00,
March 14th

Unit3 (1,100MWe): automatic shutdown, cold shut down at 12:15,
March 12th

Unit4 (1,100MWe): automatic shutdown, cold shut down at 07:15,
March 15th
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(2) Major plant parameters (As of 06:00 April 5th)

Unit Unit 1 Unit 2 Unit 3 Unit 4
ReactorRescur MPa 0.15 0.14 0.10 0.17Pressure*'

Reactor water °C 25.7 25.5 32.7 29.9
temperature
Reactor water
level*2  mm 9,296 10,346 7,806 8,785

Suppression
pool water °C 23 24 27 30
temperature
Suppression kPa
pool pressure (abs) 106 105 102 102

Remarks cold cold cold cold
shutdown shutdown shutdown shutdown

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

(3) Situation of Each Unit

<Unit 1>
" Around 17:56 March 30th, smoke was rising from the power

distribution panel on the first floor of the turbine building of Unit 1.

However, when the power supply was turned off, the smoke stopped to

generate. It was judged by the fire station at 19:15 that this event was

caused by the malfunction of the power distribution panel and was not a

fire.
" The Residual Heat Removal System (B) to cool the reactor of Unit 1

became to be able to receive power from the emergency power supply as

well as the external power supply. This resulted in securing the backup

power supplies (emergency power supplies) of Residual Heat Removal

System (B) for all Units. (14:30 March 30th)

(4) Report concerning other incidents

* TEPCO reported to NISA the event in accordance with the Article 10 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Unit 1. (18:08 March 11th)

* TEPCO reported to NISA the events in accordance with the Article 10

regarding Units 1, 2 and 4. (18:33 March 11th)

* TEPCO reported to NISA the event (Loss of pressure suppression
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functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 1. (5:22

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 2. (5:32

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 4 of

Fukushima Dai-ni NPS. (6:07 March 12th)

* Onagawa NPS (Tohoku Electric Power Co. Inc.)

(Onagawa Town,. Oga County and Ishinomaki City, Miyagi Prefecture)

(1) The state of operation

Unit 1 (524MWe): automatic shutdown, cold shut down at 0:58, March

12th

Unit 2 (825MWe): automatic shutdown, cold shut down at earthquake

Unit 3 (825MWe): automatic shutdown, cold shut down at 1:17, March

12th

(2) Readings of monitoring post, .etc.

MP2 (Monitoring at the Northern End of Site Boundary)

approx. 0.43 v SV/h (16:00 April 4th) (approx. 0.45 p SV/h (16:00 April

3rd))

(3) Report concerning other incidents
" Fire Smoke on the first basement of the Turbine Building was confirmed

to be extinguished. (22:55 on March 11th)
" Tohoku Electric Power Co. reported to NISA in accordance with the

Article 10 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:09 March 13th)

2. Action taken by NISA

(March 11th)
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14:46 Set up of the NISA Emergency Preparedness Headquarters (Tokyo)

immediately after the earthquake

15:42 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

16:36 TEPCO recognized the event (Inability of water injection of the

Emergency Core Cooling System) in accordance with the Article 15

of the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Units 1 and 2 of Fukushima Dai-ichi NPS.

(Reported to NISA at 16:45)

18:08 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO reported to

NISA in accordance with the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

18:33 Regarding Units 1, 2 and 4 of Fukushima Dai-ni NPS, TEPCO

reported to NISA in accordance with the Article 10 of Act on Special

Measures Concerning Nuclear Emergency Preparedness.

19:03 The Government declared the state of nuclear emergency.

(Establishment of the Government Nuclear Emergency Response

Headquarters and the Local Nuclear Emergency Response

Headquarters)

20:50 Fukushima Prefecture's Emergency Response Headquarters issued a

direction for the residents within 2 km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate. (The population of this area is

1,864.)

21:23 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayor of Okuma Town and the Mayor of Futaba

Town were issued regarding the event occurred at Fukushima

Dai-ichi NPS, TEPCO, in accordance with the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate

- Direction for the residents within 10km radius from Unit 1 of

Fukushima Dai-ichi NPS to stay in-house

24:00 Vice Minister of Economy, Trade and Industry, Ikeda arrived at the

Local Nuclear Emergency Response Headquarters
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(March12th)

0:49 Regarding Units 1 TEPCO Fukushima Dai-ichi NPS, TEPCO

recognized the event (Unusual rise of the pressure in PCV) in

accordance with the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness. (Reported to NISA at

01:20)

05:22 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO 'recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness. (Reported to NISA at 06:27)

05:32 Regarding Unit 2 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

05:44 Residents within 10km radius from Unit 1 of Fukushima Dai-ichi

NPS shall evacuate by the Prime Minister Directive.

06:07 Regarding of Unit 4 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

06:50 In accordance with the Paragraph 3, the Article 64 of the Nuclear

Regulation Act, the order was issued to control the internal pressure

of PCV of Units 1 and 2 of Fukushima Dai-ichi NPS.

07:45 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayors of Hirono Town, Naraha Town , Tomioka

Town and Okuma Town were issued regarding the event occurred at

Fukushima Dai-ni NPS, TEPCO, pursuant to the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Fukushima

Dai-ni NPS to evacuate

- Direction for the residents within 10km radius from Fukushima

Dai-ni NPS to stay in-house

17:00 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
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Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

17:39 The Prime Minister directed evacuation of the residents within the 10

km radius from Fukushima Dai-ni NPS.

18:25 The Prime Minister directed evacuation of the residents within the

20km radius from Fukushima Dai-ichi NPS.

19:55 Directives from the Prime Minister was issued regarding seawater
injection to Unit 1 of Fukushima Dai-ichi NPS.

20:05 Considering the Directives from the Prime Minister and pursuant to
the Paragraph 3, the Article 64 of the Nuclear Regulation Act, the.

order was issued to inject seawater to Unit 1 of Fukushima Dai-ichi

NPS and so on.

20:20 At Unit 1 of Fukushima Dai-ichi NPS, seawater injection was started.

(March 13th)

05:38 TEPCO reported to NISA the event (Total loss of coolant injection
function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of
Fukushima Dai-ichi NPS. Recovering efforts by TEPCO of the power

source and coolant injection function and the work on venting were

under way.

09:01 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

09:08 Pressure suppression and fresh water injection was started for Unit 3

of Fukushima Dai-ichi NPS.

09:20 The Pressure Vent Valve of Unit 3 of Fukushima Dai-ichi NPS was

opened.

09:30 Directive was issued for the Governor of Fukushima Prefecture, the
Mayors of Okuma Town, Futaba Town, Tomioka Town and Namie

Town in accordance with the Act on Special Measures Concerning

Nuclear Emergency Preparedness on the contents of radioactivity

decontamination screening.

13:09 Tohoku Electric Power Co. reported to NISA that Onagawa NPS
reached a situation specified in the Article 10 of the Act on Special
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Measures Concerning Nuclear Emergency Preparedness.

13:12 Fresh water injection was switched to seawater injection for Unit 3 of

Fukushima Dai-ichi NPS.

14:36 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 14th)

01:10 Seawater injection for Units 1 and 3 of Fukushima Dai-ichi NPS were
temporarily interrupted due to the lack of seawater in pit.

03:20 Seawater injection for Unit 3 of Fukushima Dai-ichi NPS was

restarted.

04:40 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

05:38 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:52 TEPCO reported to NISA the event (Unusual rise of the pressure in

PCV) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS.

13:25 Regarding Unit 2 of Fukushima Dai-ichi NPS, TEPCO recognised the

event (Loss of reactor cooling function) to fall under the Article 15 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

22:13 TEPCO reported to NISA in accordance with the Article 10 of the Act
on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ni NPS.

22:35 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.
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(March 15th)

00:00: The acceptance of experts from International Atomic Energy Agency
(IAEA) was decided. NISA agreed to accept the offer of dispatching of

the expert on NPS damage from IAEA considering the intention by

Mr. Amano, Director General of IAEA. Therefore, the schedule of

expert acceptance will be planned from now on according to the

situation.

00:00: NISA also decided the acceptance of experts dispatched from U.S.

Nuclear Regulatory Commission (NRC).

07:21 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:24 Incorporated Administration Agency, Japan Atomic Energy Agency

(JAEA) reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Fuel Cycle Engineering Laboratories, Tokai

Research and Development Centre.

07:44 JAEA reported to NISA in accordance with the Article 10 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Science Research Institute.

08:54 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

10:30 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the directions as follows.

For Unit 4: To extinguish fire and to prevent the occurrence of

re-criticality

For Unit 2: To inject water to reactor vessel promptly and to vent

Drywell.

10:59 Considering the possibility of lingering situation, it was decided that

the function of the Local Nuclear Emergency Response Headquarters

was moved to the Fukushima Prefectural Office.

11:00 The Prime Minister directed the in-house stay area.
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In-house stay was additionally directed to the residents in the area

from 20 km to 30 km radius from Fukushima Dai-ichi NPS

considering in-reactor situation.

16:30 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

22:00 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the following direction.

For Unit 4: To implement the water injection to the Spent Fuel Pool.

23:46 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 18th)

13:00 Ministry of Education, Culture, Sports, Science and Technology

decided to reinforce the nation-wide monitoring survey in the

emergency of Fukushima Dai-ichi and Dai-ni NPS.

15:55 TEPCO reported to NISA on the accidents and failure at Units 1, 2, 3

and 4 of Fukushima Dai-ichi NPS (Leakage of the radioactive

materials inside of the reactor buildings to non-controlled area of

radiation) pursuant to the Article 62-3 of the Nuclear Regulation Act.

16:48 Japan Atomic Power Co. reported to NISA accidents and failures in

Tokai NPS (Failure of the seawater pump motor of the emergency

diesel generator 2C) pursuant to the Article 62-3 of the Nuclear

Regulation Act.

(March 19th)

07:44 The second unit of Emergency Diesel Generator (A) for Unit 6 started

up.

TEPCO reported to NISA that the pump for RHR (C) for Unit 5

started up and started to cooling Spent Fuel Storage Pool. (Power

supply: Emergency Diesel Generator for Unit 6)

08:58 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
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regarding Fukushima Dai-ichi NPS.

(March 20th)

23:30 Directive from Local Nuclear Emergency Response Headquarters to

the Prefectural Governor and the heads of cities, towns and villages
(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisoma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village) was issued
regarding the change of the reference value for the screening level for

decontamination of radioactivity.

(March 21st)

07:45 Directive titled as "Administration of the stable Iodine" was issued
from Local Nuclear Emergency Response Headquarters to the

Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisouma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and lidate Village), which directs the
above-mentioned governor and the heads to administer stable Iodine

under the direction of the headquarters and in the presence of medical

experts, and not to administer it on personal judgements.

16:45 Directive titled as "Ventilation for using heating equipments within

the in-house evacuation zone" was issued from the Director-General of

Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to publicly announce the guidance to the residents

within the in-house evacuation zone, concerning the indoor use of
heating equipments that require ventilation, in order to avoid

poisoning from carbon monoxide and to reduce exposure.

17:50 Directive from the Director-general of the Government Nuclear
Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi and Gunma was issued, which direct the
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above-mentioned governors to issue a request to relevant businesses

and people to suspend shipment of spinach, Kakina (a green

vegetable) and raw milk for the time being.

(March 22nd)

16:00 NISA received the response (Advice) from Nuclear Safety Commission
Emergency Technical Advisory Body to the request for advice made by

NISA, regarding the report from TEPCO titled as "The Results of

Analysis of Seawater" dated March 22nd.

(March 25th)

NISA directed orally to the TEPCO regarding the exposure of

workers at the turbine building of Unit 3 of Fukushima Dai-ichi

Nuclear Power Station occurred on March 24th, to review immediately

and to improve its radiation control measures from the viewpoint of

preventing a recurrence.

(March 28th)

Regarding the mistake in the evaluation of the concentration

measurement in the stagnant water on the basement floor of the

turbine building of Unit 2 of Fukushima Dai-ichi NPS announced by

TEPCO on 27 March, NISA directed TEPCO orally to prevent the

recurrence of such a mistake.

13:50 Receiving the suggestion by the special meeting of Nuclear Safety

Commission (NSC) (Stagnant water on the underground floor of the

turbine building at Fukushima Dai-ichi Plant Unit 2), NISA directed

TEPCO orally to add the sea water monitoring points and carry out

the groundwater monitoring.

Regarding the delay in the reporting of the water confirmed

outside of the turbine buildings, NISA directed TEPCO to accomplish

the communication in the company on significant information in a

timely manner and to report it in a timely and appropriate manner.

(March 29th)

11:16 The report was received, regarding the accident and trouble etc. in

Onagawa NPS of Tohoku Electric Power Co. Inc. (the trouble of pump
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of component cooling water system etc. in Unit 2 and the fall of heavy

oil tank for auxiliary boiler of Unit 1 by tsunami), pursuant to the

Article 62-3 of the Nuclear Regulation Act and the Article 3 of the

Ministerial Ordinance for the Reports related to Electricity.
In order to strengthen the system to assist the nuclear accident

sufferers, the "Team to Assist the Lives of the Nuclear Accident

Sufferers" headed by the Minister of Economy, Trade and Industry

was established and the visits, etc. by the team to relevant cities,

towns and villages were carried out.

(March 30th)
Directions as to the implementation of the emergency safety

measures for the other power stations considering the accident of

Fukushima Dai-ichi and Dai-ni NPSs in 2011 was issued and handed

to each electric power company and the relevant organization.

(March 31st)

Regarding the break-in of the propaganda vehicle to Fukushima

Dai-ni NPS on 31 March, NISA directed TEPCO orally to take the

carefully thought-out measures regarding physical protection, etc.

NISA alerted TEPCO to taking the carefully though-out measures regarding

radiation control for workers.

(April 1st)

NISA strictly alerted TEPCO to taking appropriate measures

concerning the following three matters regarding the mistake in the

result of nuclide analysis.
Regarding the past evaluation results on nuclide analysis, all the

nuclides erroneously evaluated should be identified and the

re-evaluation on them should be promptly carried out.

The causes for the erroneous evaluation should be investigated

and the thorough measures for preventing the recurrence should

be taken.

Immediate notification should be done in the stage when any

erroneous evaluation results, etc. are identified.

25



News Release

(April 2nd)

Regarding the outflow of the liquid including radioactive materials

from the area around the Intake Channel of Unit 2 of Fukushima

Dai-ichi NPS, NISA directed TEPCO orally to carry out nuclide

analysis of the liquid sampled, to confirm whether there are other

outflows from the same parts of the facilities as the one, from which

the outflow was confirmed around the Unit 2, and to strengthen

monitoring through sampling water at more points around the

facilities concerned.

(April 4th)

On the imperative execution of the discharge to the sea as an

emergency measure, NISA requested the technical advice of NSC and

directed TEPCO to survey and confirm the impact of the spread of
radioactive materials caused by the discharge, by ensuring continuity

of the sea monitoring currently underway and enhancing it (Increase

of the frequency of measuring as well as the number of monitoring

points), disclose required information, as well as to enhance the

strategy to minimize the discharge amount.

< Possibility on radiation exposure (As of 08:00 April 5th) >

1. Exposure of residents

(1) Including the about 60 evacuees from Futaba Public Welfare Hospital to
Nihonmatsu City Fukushima Gender Equality Centre, as the result of

measurement of 133 persons at the Centre, 23 persons counted more
than 13,000 cpm were decontaminated.

(2) The 35 residents transferred from Futaba Public Welfare Hospital to

Kawamata Town Saiseikai Kawamata Hospital by private bus arranged

by Fukushima Prefecture were judged to be not contaminated by the

Prefectural Response Centre.

(3) As for the about 100 residents in Futaba Town evacuated by bus, the
results of measurement for 9 of the 100 residents were as follows. The

evacuees, moving outside the Prefecture (Miyagi Prefecture), were
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divided into two groups, which joined later to Nihonmatsu City

Fukushima Gender Equality Centre.

No. of Counts No. of Persons

18,000 cpm 1

30,000-36,000 cpm 1

40,000 cpm 1

little less than 40,000 cpm* 1

very small counts 5
*(These results were measured without shoes, though the first

measurement exceeded 100,000 cpm.)

(4) The screening was started at the Off site Centre in Okuma Town from

March 12th to 15th. 162 people received examination until now. At the

beginning, the reference value was set at 6,000 cpm. 110 people were at

the level below 6,000 cpm and 41 people were at the level of 6,000 cpm or

more. When the reference value was increased to 13,000 cpm afterward,

8 people were at the level below 13,000 cpm and 3 people are at the level

of 13,000 cpm or more.

The 5 out of 162 people examined were transported to hospital after

being decontaminated.

(5) The Fukushima Prefecture carried out the evacuation of patients and

personnel of the hospitals located within 10km area. The screening of all

the members showed that 3 persons have the high counting rate. These

members were transported to the secondary medical institute of

exposure. As a result of the screening on 60 fire fighting personnel
involved in the transportation activities, the radioactivity higher than

twice of the back ground was detected on 3 members. Therefore, all the

60 members were decontaminated.

(6) Fukushima Prefecture has started the screening from 13 March. It is

carried out by rotating the evacuation sites and at the 13 places (set up

permanently) such as health offices. Up until April 2nd, the screening

was done to 122,613 people. Among them, 102 people were above the
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100,000 cpm, but when measured these people again without clothes, etc.,

the counts decreased to 100,000 cpm and below, and there was no case

which affects health.

2. Exposure of workers

As for the workers conducting operations in Fukushima Dai-ichi NPS,

the total number of people who were at the level of exposure more than

100 mSv becomes 21.

For two out of the three workers who were confirmed to be at the level

of exposure more than 170 mSv on. March 24, the attachment of

radioactive material on the skin of both legs was confirmed. As the two

workers were judged to have a possibility of beta ray burn, they were

transferred to the Fukushima Medical University Hospital, and after that,

on March 25th, all of the three workers arrived at the National Institute

of Radiological Sciences in the Chiba Prefecture. As the result of

examination, the level of exposure of their legs was estimated to be from 2

to 3 Sv. The level of exposure of both legs and internal did not require

medical treatment, but they decided to monitor the progress of all three

workers in the hospital. All the three workers have been discharged from

the hospital around the noon on 28 March.

At around 11:35 April 1st, a worker fell into the sea when he went on

board the barge of the US Armed forces in order to adjust the hose. He was

rescued immediately by other workers around without any injury and

external contamination. In order to make double sure, the existence of

internal radionuclide contaminant is being confirmed by a whole-body

counter.

3. Others

(1) 4 members of Self-Defence Force who worked in Fukushima Dai-ichi

NPS were injured by explosion. One member was transferred to National

Institute of Radiological Sciences. After the examination, judged that

there were wounds but no risk for health from the exposure, the one was

released from the hospital on March 17th. No other exposure of the

Self-Defence Force member was confirmed at the Ministry of Defence.

(2) As for policeman, the decontaminations of two policemen were confirmed

by the National Police Agency. Nothing unusual was reported.
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(3) On March 24th, examinations of thyroid gland for 66 children aged from

1 to 15 years old were carried out at the Kawamata Town public health

Center. The result was at not at the level of having harmful influence.

(4) From March 26th to 27th, examinations of thyroid gland for 137 children

aged from 1 to 15 years old were carried out at the Iwaki City Public

Health Center. The result was not at the level of having harmful

influence.

(5) From March 28th to 30th, examinations of thyroid gland for 946 children

aged from 0 to 15 years old were carried out at the Kawamata Town

Community Center and the Iidate Village Office. The result was not at

the level of having harmful influence.

<Directive of screening levels for decontamination of radioactivity>

(1) On March 20th, the Local Nuclear Emergency Response Headquarters

issued the directive to change the reference value for the screening level

for decontamination of radioactivity as the following to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and lidate Village).

Old: 40 Bq/cm 2 measured by a gamma-ray survey meter or 6,000 cpm

New: 1 u Sv/hour (dose rate at 10cm distance) or 100,000cpm

equivalent

<Directives of administrating stable Iodine during evacuation>

(1) On March 16th, the Local Nuclear Emergency Response Headquarters

issued "Directive to administer the stable Iodine during evacuation from

the evacuation area (20 km radius)" to the Prefectural Governor and the

heads of cities, towns and villages (Tomioka Town, Hutaba Town, Okuma

Town, Namie Town, Kawauchi Village, Naraha Town, Minamisouma City,

Tamura City, Kazurao Village, Hirono Town, Iwaki City and Iidate

Village).

(2) On March 21st, the Local Nuclear Emergency Response Headquarters

issued Directive titled as "Administration of the stable Iodine" to the

Prefectural Governor and the heads of cities, towns and villages (Tomioka

Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi Village,
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Naraha Town, Minamisouma City, Tamura City, Kazurao Village, Hirono

Town, Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to administer stable Iodine under the direction of the

headquarters and in the presence of medical experts, and not to

administer it on personal judgements.

<Situation of the injured (As of 15:00 April 4th)>

1. Injury in Unit 1 of Fukushima Dai-ichi NPS due to earthquake on 11

March

- Two employees (slightly, have already gone back working)

- Two subcontract employees (one fracture in both legs, be in hospital)

- Two died (After the earthquake, two TEPCO's employees missed and had

been searched continuously. In the afternoon of March 30th, the two

employees were found on the basement floor of the turbine building of

Unit 4 and were confirmed dead by April 2nd.)

2. Injury due to the explosion of Unit 1 of Fukushima Dai-ichi NPS on 12

March
- Four employees (two TEPCO's employees and two subcontractor's

employees) were injured at the explosion and smoke of Unit 1 around

the turbine building (non-controlled area of radiation) and were
examined by Kawauchi Clinic. Two TEPCO's employees return to work

again and two subcontractors' employees are under home treatment.

3. Injury due to the explosion of Unit 3 of Fukushima Dai-ichi NPS on 14

March.

- Four TEPCO's employees (They have already return to work.)

- Three subcontractor employees (They have already return to work.)

- Four members of Self-Defence Force (one of them was transported to

National Institute of Radiological Sciences considering internal possible

exposure. The examination resulted in no internal exposure. The

member was discharged from the institute on March 17th.)

4. Other injuries

- On the earthquake on 11 March, one subcontractor's employees (a crane

operator) died in Fukushima Dai-ni NPS. (It seems that the tower crane
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broke and the operator room was crushed and the person was hit on the

head.)
- Two subcontractor's employees were injured during working at

temporary control panel of power source in the Common Spent Fuel Pool,

transported to where were industrial medical doctors the Fukushima

Dai-ni NPS on 22 and 23 March. (One employee has already returned to

work and the other is under home treatment.)

- One emergency patient on 12 March. (Cerebral infarction, transported

by the ambulance, be in hospital)

- Ambulance was requested for one employee complaining the pain at left

chest outside of control area on March 12. (Conscious, under home

treatment)

- Two employees complaining discomfort wearing full-face mask in the
main control room were transported to Fukushima Dai-ni NPS for a

consultation with an industrial doctor on 13 March. (One employee has

already returned to work and the other is under home treatment.)

<Situation of resident evacuation (As of 15:00 April 4th)>

At 11:00 March 15th, the Prime Minister directed in-house stay to the

residents in the area from 20 km to 30 km radius from Fukushima Dai-ichi
NPS. The directive was conveyed to Fukushima Prefecture and related

municipalities.

Regarding the evacuation as far as 20-km from Fukushima Dai-ichi NPS

and 10-km from Fukushima Dai-ni NPS, necessary measures have already

been taken.
" The in-house stay in the area from 20 km to 30 km from Fukushima

Dai-ichi NPS is made fully known to the residents concerned.
" Cooperating with Fukushima Prefecture, livelihood support to the

residents in the in-house stay area are implemented.

" On March 28th, Chief Cabinet Secretary mentioned the continuation of

the limited-access within the area of 20 km from Fukushima Dai-ichi

NPS. On the same day, the Local Nuclear Emergency Response

Headquarters notified the related municipalities of forbidding entry to

the evacuation area within the 20 km zone.
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<Directives regarding foods and drinks>

Directive from the Director-General of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi, Gunma, and Chiba was issued, which directed

above-mentioned governors to suspend shipment and so on of the following

products for the time being.

The Government Nuclear Emergency Response Headquarters organized

the thoughts of imposing and lifting restrictions on shipment as follows,

considering the NSC's advice.

- The area where restrictions on shipment to be imposed or lifted could be

decided in units of the area where a prefecture is divided into, such as

cities, towns, villages and so on, considering the spread of the

contamination affected area and the actual situation of produce

collection, etc.

- The restriction on shipment of the item, of which the result of the sample
test exceeded the provisional regulation limits, shall be decided by

iudging in a comprehensive manner considering the regional spread of

the contamination impact.
- Lifting the restrictions on shipment shall be implemented when a series

of three results of nearly weekly tests for the item or area falls below the
provisional regulation limits, considering the situation of the Fukushima

Dai-ichi Nuclear Power Station.
- However, the tests shall be carried out nearly weekly after the lifting,

while the release of the radioactive materials from the nuclear power

station continues.

(1) Items under the suspension of shipment and restriction of intake (As of

April 4th)

Prefectures Suspension of shipment Restriction of intake

Fukushima Non-head type leafy Non-head type leafy

Prefecture vegetables, head type leafy vegetables, head type leafy

vegetables , flowerhead vegetables, flowerhead

brassicas (Spinach, brassicas (Spinach,

Cabbage, Broccoli, Cabbage, Broccoli,

Cauliflower, Komatsuna ', Cauliflower, Komatsuna ',

Kukitachina *1, Kukita china *,

32



News Release Mini Wy of Econon,.Ar Trade and Industry

Shinobufuyuna *, Rape, Shinobufuyuna, Rape,

Chijirena, Santouna *, Chijirena, Santouna',

Kousaitai*, Kakina ', etc.), Kousaitai*, Kakina •, etc.)

Turnip, Raw milk

Ibaraki Spinach, Kakina *, Parsley,

Pref. Raw milk

Tochigi Spinach, Kakina *

Pref.

Gunma Spinach, Kakina *

Pref.

Chiba Pref. - Spinach from Katori City

and Tako Town
- Spinach, Qing-yeny-cai,

Garland chrysanthemum,

Sanchu Asian lettuce,

Celery and Parsley from

Asahi City
* a green vegetable

(2) Request for restriction of drinking for tap-water (As of 08:00 April 4th)

Scope under Water service (Local governments requested for
restriction restriction)
All residents None
Babies <Fukushima Prefecture>
, Water services Iitate small water service (Iitate Village, Fukushima
that continue to Prefecture)
respond to the
directive

- Tap-water Non
supply service
that continues
to respond to
the directive

<Directive regarding the ventilation when using heating equipments in the

aria of indoor evacuation >
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On March 21st, Directive titled as "Ventilation for using heating

equipments within the in-house evacuation zone" from the Director-General

of Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town, Hutaba

Town, Okuma Town, Namie Town, Kawauchi Village, Naraha Town,

Minamisouma City, Tamura City, Kazurao Village, Hirono Town, Iwaki City

and lidate Village) was issued, which directs those governor and heads to

publicly announce the guidance to the residents within the in-house

evacuation zone, concerning the indoor use of heating equipments that

require ventilation, in order to avoid poisoning from carbon monoxide and to

reduce exposure.

< Fire Bureaus'Activities>

* From 11:00 till around 14:00 on March 22nd, Niigata City Fire Bureau

and Hamamatsu City Fire Bureau gave guidance to TEPCO as to the set

up of large decontamination system.

* From 8:30 till 9:30, from 13:30 till 14:30 on March 23rd, Niigata City Fire

Bureau and Hamamatsu City Fire Bureau gave guidance to TEPCO as to

the operation of large decontamination system.

(Contact Person)

Mr. Toshihiro Bannai

Director, International Affairs Office,

NISA/METI

Phone:+81-(0)3-3501-1087
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From:
Sent:
To:
Subject:
Attachments:

OST01 HOC
Monday, April 25, 2011 4:03 PM
FOIA Response.hoc Resource
FW: FOR UPDATE: Japan One Pager 1500 EDT 4-22-11 .docx
Japan One Pager 1500 EDT 4-25-11 ---- PMT Edits .doc; Japan One Pager 1500 EDT
4-25-11 pint edits .docx

----- Original Message -----
From: Hoc, PMT12
Sent: Monday, April 25, 2011 1:02 PM
To: OST01 HOC
Cc: Uhle, Jennifer
Subject: RE: FOR UPDATE: Japan One Pager 1500 EDT 4-22-11 .docx

Please see attached for PMT edits...

Thanks,
Jack

----- Original Message -----
From: OSTO2 HOC
Sent: Monday, April 25, 2011 12:56 PM
To: Uhle, Jennifer; Hoc, PMT12; RST01 Hoc; LIA08 Hoc
Subject: FOR UPDATE: Japan One Pager 1500 EDT 4-22-11 .docx

*** Attachments are OUO ***

Attached is the copy from Friday. Please update and return to me by 1400.

Thank you,

Rebecca Clinton
EST Coordinator

*** Attachments are OUO ***
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Bano, Mahmooda

From: Gard, Lee A (INPO) [GardLA@lNPO.org]
Sent: Tuesday, April 05, 2011 5:15 AM
To: Scott, Michael
Subject: Re: TEPCO ENGINEER TO ENGINEER TALKS GOING ON RIGHT NOW

Mike - looking Fwd to working with you again after many yrs See you Thursday Lee Gatd

Sent from my iPhone

On Apr 5, 2011, at 2:26 AM, "Scott, Michael"
<Michael.Scott(@nrc.gov<mailto:Michael.Scott(@nrc.gov>> wrote:

I believe that in Japan those are "Ah so" moments. © Glad it's going well.

Mike

From: Hochevar, Albert R. (INPO) rmailto:HochevarAR(@INPO.orgl
Sent: Tuesday, April 05, 2011 2:16 AM
To: Blamey, Alan; Scott, Michael; Miller, Marie; Giessner, John; Bernhard, Rudolph;
iohn.monniger(Dnrc.gov<mailto:iohn.monniger(inrc.gov>; Salay, Michael
Cc: Gard, Lee A (INPO)
Subject: TEPCO ENGINEER TO ENGINEER TALKS GOING ON RIGHT NOW

AH HA moments occurring on both sides. This is productive.
Al

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that
is privileged, confidential, or protected by copyright belonging to INPO or WANO. This e-mail
is intended solely for the use of the individual or entity for which it is intended. If you
are not the intended recipient of this e-mail, any dissemination, distribution, copying, or
action taken in relation to the contents of and attachments to this e-mail is contrary to the
rights of INPO or WANO and is prohibited. If you are not the intended recipient of this e-
mail, please notify the sender immediately by return e-mail and permanently delete the
original and any copy or printout of this e-mail and any attachments.
Thank you.

Restricted Distrbution: opyright @ 201 y theInstitut`eof Nuclear Power Operations. Not
for sale or for co er6acd1 use. Reproduction of this report without the prior written consent
of INPO is expressly prohibited. Unauthorized reproduction is a violation of applicable law.
The person or persons that are furnished copies of this report should not deliver or transfer
this report to any third party, or make this report or its contents public, without the prior
agreement of INPO. All other rights reserved.

.DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that
is privileged, confidential, or protected by copyright belonging to INPO or WANO. This e-mail
is intended solely for the use of the individual or entity for which it is intended. If you
are not the intended recipient of this e-mail, any dissemination, distribution, copying, or
action taken in relation to the contents of and attachments to this e-mail is contrary to the
rights of INPO or WANO and is prohibited. If you are not the intended recipient of this e-

1 Q ý qq\\iLk?



* mail, please notify the sender immediately by return e-mail and permanently delete the
original and any copy or printout of this e-mail and any attachments.
Thank you.
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Bano, Mahmooda

From: Hochevar, Albert R. (INPO) [HochevarAR@INPO.org]
Sent: Tuesday, April 05, 2011 2:28 AM
To: Scott, Michael
Subject: RE: TEPCO ENGINEER TO ENGINEER TALKS GOING ON RIGHT NOW

Mike,
Did not have a chance to thank you in person. Safe travels home.

Al

From: Scott, Michael rmailto:Michael.Scott(nrc.gov1
Sent: Tuesday, April 05, 2011 3:26 PM
To: Hochevar, Albert R. (INPO); Blarney, Alan; Miller, Marie; Giessner, John; Bernhard, Rudolph; Salay, Michael
Cc: Gard, Lee A (INPO)
Subject: RE: TEPCO ENGINEER TO ENGINEER TALKS GOING ON RIGHT NOW

I believe that in Japan those are "Ah so" moments. © Glad it's going well.

Mike

From: Hochevar, Albert R. (INPO) rmailto:HochevarAR@INPO.org]
Sent: Tuesday, April 05, 2011 2:16 AM
To: Blarney, Alan; Scott, Michael; Miller, Marie; Giessner, John; Bernhard, Rudolph; john.monnigersnrc.gov; Salay,
Michael
Cc: Gard, Lee A (INPO)
Subject: TEPCO ENGINEER TO ENGINEER TALKS GOING ON RIGHT NOW

AH HA moments occurring on both sides. This is productive.
Al

,DISCLAIMER:
This e-mail and any of its attachments may contain proprietary INPO or WANO information that is privileged, confidential, or protected by copyright belonging to
INPO or WANO. This e-mail is intended solely for the use of the individual or entity for which it is intended. If you are not the intended recipient of this e-mail, any
dissemination, distribution, copying, or action taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited. If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or prin ut of this e-mail and any attachments.
Thank you.

Restricted Dis ibution: Copyright @ 2011 by the Institute Nuclear Power OperationsN t for sale or for cornmerc i eeproduction of this report without the
prior written co isent of INPO is expressly prohibited. U authorized reproduction is a violati of applicable law. T'fpe person'r persons that are furnished copies of
this report shot d not deliver or transfer this report to y third party, or make this report or its tents publi , ithout the priorreement of INPO. All other rights
reserved.

oDISCLAIMER:
This e-mail and any of i attachments may c itain proprietary INPO or WANO infomiation that is privileged, confidential, or protected by copyright belonging to
INPO or WANO e-m intended so y for the use of the individual or entity for which it is intended. If you are not the intended recipient of this e-mail, any
dissemination. distribution, cop on taken in relation to the contents of and attachments to this e-mail is contrary to the rights of INPO or WANO and is
prohibited. If you are not the intended recipient of this e-mail, please notify the sender immediately by return e-mail and permanently delete the original and any
copy or printout of this e-mail and any attachments.
Thank you.
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Heida, Bruce- . .-- % - --

From: Oudinot, Daniele
Sent: Tuesday, April 05, 2011 10:26 AM
To: Heida, Bruce
Cc: Klein, Alex
Subject: RE: ACTION: FOIA 2011-0147
Attachments: Tableau de synth~se DP_21 mars 6 12h.doc; Translation of Tableau de synthese DP_21

mars a 12h.doc

On 3/21/11, Victor Hall and I translated a text from the French "Institut de Radioprotection et de Surete
Nucleaire." The original French document and our translation (attached) fall within the dates of the FOIA request. I
received the green light to release these documents from Steve Dembeck, the OIP BC who made the request for the
translation.

Question: Does the FOIA also require to include the flurry of emails that were exchanged when Steve Dembeck was
looking for someone to do the translation

From: Heida, Bruce
Sent: Monday, Apr11 04, 2011 12:49 PM
To: NRRDRA Distribution
Subject: FW: ACTION: FOIA 2011-0i47
Importance: High

Correction. This should read AP FOIA instead of MSNBC FOIA.

Bruce

From: Heida, Bruce
Sent: Monday, April oO ii,211 12:12 PM
To: NRRDRA Distribution
Subject: FW: ACTION: FOIA 2011-0147
Importance: High

Please see the attached FOIA. Please note that this is slightly different from the MSNBC FOIA. This is
requesting all documents, not just correspondence, from March 11 through March 24. Correspondence
submitted as part of the MSNBC FOIA do not have to be re-submitted.

Please forward any records you may have to me. I will print the records and pass them on to Patti Craver.

Thank you,

Bruce Heida
US NRC
NRR/DRA
(301) 415-3221

From: Craver, Patti
Sent: Thursday, March 31, 2011 12:16 PM
To: Titus, Brett; Cusumano, Victor; Roquecruz, Carla; Scales, Kerby; Cartwright, William; Meighan, Sean; Heida,
Bruce; Nguyen, Quynh; Wertz, Trent
Cc: Ruland, William; Lubinski, John; Hiland, Patrick; Cheok, Michael; Nelson, Robert; Westreich, Barry; Leeds, Eric;

Heida, Bruce 1 QQQ \ u



Craver, Patti

Importanc: High. . ...

Good Afternoon,

NRR along with NMSS, NRO, EDO, NSIR, OCA, OIP, OPA, RES, SECY and the Regions have been
assigned this FOIA request from Greenpeace seeking records regarding the ongoing nuclear crisis in
Japan, including but not limited to any and all information on the status of the damage to reactors and
spent fuel pools at the Fukushima Daiichi nuclear plant and the resulting release of radiation.

This request covers all records relating to the ongoing Nuclear crisis in Japan from March 1 1 th thru March
24, 2011. You do not need to produce records that are covered by previous FOIA requests.

This request has been granted a fee waiver. Therefore, NO estimates are required.

Please provide me your response by April 12, 2011. I will type up the appendices, so you just need to
provide me your records and let me know what can be released and what needs to be withheld. Harm
statements will be needed if the reason to withhold is not obvious.

Please let me know if you have any questions.

Charge your time to TAC ZF0001.

Thanks so much,
Patti Craver
FOIA Coordinator
Infrastructure Services Branch
Program Management, Policy Development

and Analysis Staff
Office of Nuclear Reactor Regulation
(301) 415-1513
Patti. craver@ nrc.q ov

Heida, Bruce 2



1/728/04/2011 IRSN - CTC - Crise Fukushima Daiichi

DIAGNOSTIC/PRONOSTIC - FUKUSHIMA I - 28/04/2011 12h00 (CTC)

ETAT DES RIACTEURS ET DE LEUR ENCEINTE DE CONFINEMENT

Reacteur n *1 Reacteur n * 2 R1acteur n * 3 Rdacteur n °4 Rdacteur n *5 R1acteur N * 6

Coeur endommag6 -
70% ceur partiellement R6acteur en arr&t A R6acteur en arr~t ý froid,tat du ceur d'endommaement 33% d6noy6 (-1,65 m / froid, pas de pas de degradation duEtat du cier (TEPCO) d'endommagement -1,95 m) d~gradation du coeur coeur

Nota : Les ceur partielement (TEPCO) - cceur Cceur d~charg6
va1eu5 dmnoy m partieltlement d~noy6 Pc,,= 3,15 b a bs (B), confirm6 Pcuve = 2,48 b abs Pcuv = 7,91 b abs

indiqu6es sont (-1,35 m) (21/03 A 04:00 H.jap)
celtes issues de pression en hausse apr~s Niveau cuve : 2,5 m Niveau cuve : 2,4 m

capteurs non Pcuve = 2,95 b abs (A), Pcuve = 0,83 b abs (A), une premiere baisse (pb
qualifies AG 2,59 b abs (B) 0,81 b bas (B) (21/03 d'6vacuation de La

(21 /03 & 05:00 Hijap) 03:00 H.jap) puissance dans la cuve) (20/03 A 16:00 H.jap) (20/03 6 16:00 H.jap)

Nb
assemblages 400 548 548 (dont 32 MOX) Capacit6: 548 Capacit6: 548 Capacite: 764

P. residuelle 39 6,4 6,4

Injection d'eau de mer Injection d'eau de mer
en cuve en service via Injection d'eau de en cuve en service via

Injection en tigne incendie mais mer en cuve en ligne incendie mais d~bit
cuve d~bit faibte A cause de service via [igne faible A cause de La Pas n 1cessaire (20/03 A Pas n'cessaire (20/03)6.

La pressiOna ceeve dans incendie pression 6[ev6e dans La
La cuve cuve[>

Injection Injection en cours Pr6vue (20/03 6 22:00 Injection en cours (20/03
enceinte (20/03 A 22:00 H.jap) H.jap) A 22:00 H.jap)

Enceinte de Dommages enceinte Doute car baisse de Int&gre Int~gre
Confinement Intgre suspect~s (tore ?) pression inexpliqu~e (pas d'information) (pas d'information),

(integrite)

Pression 1,6 b abs : (21/03 A
enceinte 1,6 b abs (stable - 1,2 b abs (stable - 04:00 - en baisse depuis (pas d'information) (pas d'information.)

Nota : vateurs 21/03 A 05h00 H jap) 21/03/11 d 03hO0) le pic de 3,4 b abs d
issues de 4h30)

capteurs non
qualifi6s AG I

Evacuation Decision de ne pas
puissance Pas d'6ventage pr~vu Pas d'6ventage pr6vu 6venter t'enceinte (info
enceinte NHK 21/03 2h42 H jap)

N -,



28/04/2011 IRSN - CTC - Crise Fukushima Daiichi 2/7 -

28/04/2011 IRSN - CTC - Crise Fukushima Daiichi 2/7

IEtat du
bftiment

Explosion le 12/03/11

Bardage souffL6.

Structures m6talliques
et b6ton a priori encore

int~gres

Fuite suspect6e au
niveau de [a piscine

A CONFIRMER.
(source Ambassade

Message 832)

Enceinte int~gre

Explosion le
15/03/11

Bardage presque
compL&tement

int~gre, except6
deux trous

cons6cutifs i
L'explosion sur [a Tr3.

Structures
m4taLLiques et b6ton

a priori encore
int~gres

Pas de remise en
cause des structures

de La piscine

Emission de fum6e
blanche vers 18 :20

Explosion le 14/03/11

StabiLit6 des structures
pourrait 6tre remise en

cause en cas de r~ptique
sismique/largage d'eau

Disparition du plancher
de service vers [a

tranche 2 jusqu'au droit
du puits de l'enceinte de

confinement.
Plancher du niveau

inf~rieur effondr6 sur
environ 10m

Diminution du volume
des piscines probable

Emission d'une fum~e
noire au niveau du toit

le 21/03 de 15:55 6
18 :00

Explosion H2 suite A
radiolyse de L'eau

Toit endommag6
Bardage p~riph~rique

d6grad6
Maqonnerie
p~riph6rique

inf6rieure touch6e

Stabilit6 structures
rigides suppos6e

Risque en cas de
r6plique sismique

pas de dommage
important visible
depuis la fa(ade
oppos6e A [a Tr 3

Br~che volontaire dans
[a toiture pour 6viter

explosion H2

Br~che volontaire dans La,
toiture pour 6viter

explosion H2

1 T

Utitisation d'un groupe Un 2V" groupe 6lectrog~ne
Alim externe connect~e 6(ectrog~ne de [a tranche sur La tranche 6 d~marr6 le

Alim externe connect6e aux tableaux de 6, utilis6 en priorit6 pour 19/03 A 04h20 et utitis6 pour
aux tableaux de distribution unit6s 1 et Indisponibles Indisponibtes refroidir La piscine via le refroidir La piscine, via La

Alimentations distribution unit6s 1 et 2 2 (JAIF 20/03/11 R6atimentation 6lectrique Rdatimentation les pompes du syst~me syst~me RHR
6lectnques (JAIF20/03/11 22h00), 22h00), alimentation (lignes HT) pr~vue le 21 6tectrique (lignes HT) RHR. (20/03 & 22h30 H.jap)

22h00), des tableaux pr6vue mars pr~vue le 21 mars (20/03 A 22h30 H.jap)
alimentation non effective dans V'apr~s-midi du aeRalimentation 6lectrique

21/03 R~atimentation 6tectrique (lignes HT) effective
(lignes HT) effective

Salle de commande jumelle TO et Tr2
Salle de Irradiation importante Salle de commande jumelle Tr3 et Tr4 Utilisable (20/03

commande conduisant A un acc~s limit6. Irradiation importante Ui l00) Utilisable (20/03 ý 19:00)
TEPCO esp~re r6tablir une alimentation de La conduisant ý un acc~s limit6 19:00)

SDC (20/03 a 19:00). 1 1 1 1
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Analyse des risques (pronostic agirave)

Risque de cristallisation du sel (le passage rapide a I 'injection d'eau douce est a recommander).

Pour les r6acteurs n'1, 2 et 3, ii y a risque de cristallisation du sel en cuve a partir du 2310312011. Les consequences sur le refroidissement du cceur sont inconnues
plus 40 t de sel seront presents dans la cuve, ce qui representerait une hauteur de 2 b 3 m en cas de dip&t en fond de cuve (le combustible est a 6 m).
Le sel pourrait aussi entrainer des blocages de soupapes pouvant emp&cher V'injection d'eau en cuve (non quantifiable).

En cas de perte de ('injection d'eau en cuve (reacteurs 1, 2, et 3), risque de reprise de Ia d6gradation du cceur pouvant entrafner 10 relocalisation du corium en fond
de cuve:
-avec le puits de cuve sec, des 6tudes am~ricaines montrent une percte de la cuve puis, rapidement la perc~e du liner de V'enceinte. DNchargement des gaz (vapeur, H2,
CO) dons les b/timents. Une nouvelle combustion menacerait leur intWgrit6 (bdtiments 1 et 2 surtout car peu endommagts en partie basse). Les piscines pourraient 6tre
endommag~es 6galement.
- avec le puits de cuve rempli d'eau (situation actuelle), risque d'explosion de vapeur et de d6faillance de l'enceinte. La relocalisation du cceur dons le puits de cuve
devrait entrainer rapidement Ia percee du liner (voir ci-dessus pour Ia suite).

Replique d'un s~isme et impact sur les structures et notamment les piscines.
Compte tenu de l'dtat des b/timents 1, 2, 3 et 4, une rdplique de s~isme pourrait aggraver l'•tat actuel des piscines et provoquer des fuites (non quantifiable).

Risque de criticit6 dans les piscines
Possible en cas de forte d~formation des r/teliers d'entreposage (ce n'est manifestement pas le cas actuellement) ou apres d6gradation des assemblages (suite & un
d~noyage piscine) entrainant Ia formation et le regroupement de dcbris (50 kg d'uranium en premi&re approximation).
A priori, un retour en criticit6 ne conduirait pas 6 un ph~nomene explosif. Un ph~nom&ne p~riodique pourrait s'installer pendant l'Obullition de la piscine.
En conclusion, ce risque concerne les situations de renoyage tardif sur un combustible ddgradO.

Radiolyse de I'eau et production d'hydroqgene associe
Phtnomkne lent mais & consid~rer pour Ia gestion long terme de I'accident (concerne les enceintes de confinement si elles ne sont plus 6ventdes et les piscines).

Production de debris dans I'enceinte

Suivant les mattriaux dons I'enceinte de confinement, sous I'effet de ('irradiation, des d6gradations de mat6riau pourraient survenir et former des dtbris pouvant
obstruer les lignes de d6charge.

D~faillances en cascade
Une nouvelle aggravation de la situation entrainant des rejets et limitant l'accessibilit6 du site (piscine N'3 d0noy&e par exemple) pourrait entrainer une cascade de
d6faillances suppl6mentaires suite a l'Ovacuation du site.
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DIAGNOSTIC/PRONOSTIC - FUKUSHIMA I -28/0412011- 12h00

&TAT DES PISCINES1

p Y U

Piscine 1 Piscine 2 Piscine 3 Piscine 4 Piscine 5 Piscine 6 Piscine commune

Nbre d'assemblages 292 us6s 587 us6s 514 us6s 783 us6s 946 us6s 876 us6senpsie204 neufs 67
en piscine 100 neufs 28 neufs 52 neufs 548 irradi6s 48 neufs 64 neufs

Estimation 
IRSN A

Puissance r6siduelle 0,51 MW 0,93 MW 0,83 MW 3,73 MW 2,35 MW 1,21 MW affiner :(estimation IRSN) (estimation IRSN) (estimation IRSN) (estimation IRSN) (estimation IRSN) (estimation IRSN) 1,5 MW

Refroidissement non
Refroidissement Refroidissement en confirm6 mais

Non assur6 Non assure Non assur6 en cours (aliment6 cours (aliment6 par TEPCO confirme

par diesel) - diesel) - connexion
Absence de Du 19 mars 14h10 au Le 20 mars, 180 connexion r6seau r6seau pr6vue que le niveau est

20 mars 3h40 : 2000 satisfaisant
Non assur6 vaporisation visible tonnes d'ea tonnes projet6es. pr6vue (2003 a16:00

le matin du 20/03. tonnes d'eau (20/03 A 16a:00r)

Refroidissement Injection a pr6voir projet6es Temp6rature Temp6raturee ~~Le21 marsde6h40• 21/03/11 •05:00: 21/03/11 •05:00: 57Ce90
(20/03 A 16:00) Injection d'eau de 2nd op6ration : du 157C le 19/Q 9mer de 15h00 A 0 0 2 h Oa 8h40 : 90 tonnes 39.5°C 32°C 9 O HJ p NS17h2 e l1e03 ( 20103 21h30 au projet6es sur le (en 16g~re hausse (en l6g6re hausse 9hn0 (H Jap) (NISA

tne)21103 4h00 : 1100 n°37 du 20/03
tonne s) tonnes projet6es b~timent. 35.1 `C le 20/03 A 28 'C le 20/03 6 22h30Q

16h00) 16h00)

Pronostic Sup6rieur A 1 mois
sans fuite

D61ai de Piscine en Plus de risque Plus de risque Avant le debut du
d6couvrement (sans Sup6rieur ý 20 jours Sup6rieur A 20 jours Piscinemen Plus dersue Plus dersue decouvrement:

appoint) avec une baisse de d>bordement Sup6rieur A 10 jours d'6buttition d'6builition I mois
niveau de 4 m6tres

du A une fuite
6ventuelle

1 Compl6t6 suite A l'examen des photos satellites
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TERMES SOURCES

R6acteurs 1 - 2 - 3
TS n*22

Terme source
diagnostic r~aliste

avec bouff6es
multiples +

ouverture enceinte
au 16/03/2011

Reacteurs 1 - 2 - 3
TS n*33

Terme source
diagnostic r~aliste

avec bouff6es
multiples r6valu6 au

20/03/2011

Piscine n * 3
TS message n°806

Terme source piscine - 514
assemblages - dernier

rechargement 6 3 mois -
rejet sur 10 jours

Tchernobyl - S3 - EDF
U5 & 24h et 24h de
rejet

Gaz Rares 3.72 10+" 1.25 10+18

Cs 5.91 10+16 2.72 10+16
I

I

Te 2.29 10+17 1,28 10+17

1 4.61 10"17 2.64 10+17 0

Sr 3,5 10+16

Ru 3,4 10+17

Y 91 5,75 10+14

Zr 95 1,03 10+15

Ce 144 1,44 10+16

Nb 95 8,3 10+15

ESTIMATIONS DE CO4~StQUENCES
Valeur Japon Dose efficace

6 4j (mt6to en
Dronostic)

Dose efficace
6 4j (m6to tir6e des

observations)

CR A 24h Tchernobyl
Consequences

totales

ft 53 -
Consequences

24h

Evacuation 50 mSv 15 km 16 km 35 km 30 km 6 km (DN5)

Mise & L'abri 10 mSv 30 km 35 km 80 km 11 km (DN5)

ThyroYde 100 mSv 35 km 33 km s.o. 18 km (DN5)

Longue Tokyo - centre Thyroide : 0,1 6 1
distance mSv ; Efficace : 0,01

A0.1 mSv
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IVALUATION DES TERMES SOURCES DES PISCINES 1 A 6

Les taux de ret&chement et de d~p6t retenus sont:

PF Taux de retklherrent des PF Taux de dep6t des PF Taux dereiachement •
d.u combustib. . vers La piscine relach6s dans [a piscine •.'atmosphere cepuis La

(1j) (2) 7 piscine

GR 100 0 100

1 100 0 100

Te 100 30 70

Cs 95 10 85,5

Sr 35 50 17,5

Ba 100 50 50

Ru 50Q(*)

Rh 50 80 10

Y 1 48 0,52

Zr 1 48 0,52

Nb 10 80 2

Ce 5 80 1

(*) Vateur impos6e A 50 %
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Piscine 1 Piscine 2 Piscine 3 Piscine 4 Piscine 5 Piscine 6

Nbre AC 292+100 585+28 514+52 548 + 783 + 200 946+48 876+64

temps refroidissement 1 an + neufs 6 mois + neufs 9 mois + neufs 3 mois + > 12 mois + neufs 3 mois + neufs 6 mois + neufs

616ment pour tes AC stock6s pour Les AC stock~s pour Les AC stock6s pour les AC stock6s pour les AC stock~s Pour les AC stock6s

Xe133F 2,953E-03 2,204E+08 1,119E+03 3,550E+13 6,126E+13 3,306E+08

Xe131M 1,923E+07 1,981E+12 8,579E+09 3,585E+14 6,181E+14 2,971E+12

Kr85F 8,722E+15 2,256E+16 1,941E+16 5,050E+16 3,690E+16 3,384E+16

1131 2,324E+04 3,962E+11 1,328E+08 9,682E+14 1,664E+15 5,942E+11

Cs134F 7,938E+16 2,352E+17 1,891E+17 5,038E+17 4,117E+17 3,527E+17

Cs137 8,016E+16 2,031E+17 1,766E+17 4,587E+17 3,287E+17 3,046E+17

Cs136F 2,222E+08 8,317E+12 5,949E+10 9,471E+14 1,637E+15 1,248E+13

Te125M 9,890E+14 2,476E+15 2,293E+15 5,929E+15 4,526E+15 4,130E+15

Te127F 8,419E+14 6,729E+15 3,294E+15 1,405E+16 1,935E+16 1,009E+16

Te127M 8,595E+14 3,026E+15 3,363E+15 1,435E+16 1,979E+16 1,030E+16

Te129M 2,800E+13 7,011E+13 3,294E+15 1,865E+16 3,199E+16 4,538E+15

Te129F 1,822E+13 1,970E+15 2,622E+14 1,215E+16 2,083E+16 2,954E+15

Sr89 1,149E+15 3,523E+16 8,806E+15 1,189E+17 1,984E+17 5,285E+16

Sr90 1,192E+16 3,020E+16 2,626E+16 6,820E+16 4,890E+16 4,530E+16

Ba137M 4,439E+16 1,124E+17 9,778E+16 2,538E+17 1,820E+17 1,687E+17

Bal40 2,152E+09 1,101E+14 6,736E+11 1,470E+16 2,532E+16 1,651E+14

RhlO3M 2,530E+14 1,578E+16 2,764E+15 7,429E+16 1,267E+17 2,366E+16

Rhl06F 2,519E+16 8,832E+16 6,515E+16 1,816E+17 1,685E+17 1,325E+17

Rul03 1,267E+15 7,898E+16 1,384E+16 7,785E+16 6,343E+17 1,185E+17

Rul06 1,255E+17 4,416E+17 3,258E+17 5,168E+17 8,426E+17 6,624E+17

Y91 8,888E+13 1,934E+15 5,737E+14 5,618E+15 9,174E+15 2,901E+15

Y90F 3,551E+14 8,977E+14 7,818E+14 2,030E+15 1,454E+15 1,348E+15

Zr95 3,542E+14 6,054E+17 1,024E+15 2,026E+15 1,361E+16 4,721E+15

NB95 1,455E+15 1,196E+18 8,322E+15 2,790E+18 8,782E+16 3,588E+16

CE144 5,285E+15 2,063E+16 1,445E+16 4,170E+16 4,146E+16 3,094E+16

Mesures de protection - Dose efficace V I'adulte & 7 jours
Mise A l'abri (10 mSv) 46 km 120 km 72 km 160 km 132 km 108 km

Evacuation (50 mSv) 20 km 49 km 34 km 60 km 51 km 46 km

Calcul longue distance
Piscine 3 Tokyo : dose efficace entre 0,1 et 1 mSv, dose thyrdide entre 0,01 et 0,1 mSv, d6bit de dose 10 aGy/h

(M~t~o d6favorable)
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DIAGNOSTIC/PROGNOSTIC - FUKUSHIMA I- 28/04/2011 12:00 pm (CTC)

REACTOR AND CONTAINMENT STATUS

Reactor n° 1 Reactor n"2 Reactor n * 3 Reactor n°4 Reactor n°5 Reactor N*6

Core damaged -
core partially Reactor in cold Reactor in cold

Status of the 70% damage uncovered shutdown, no core shutdown, no core
core (TEPCO) 33% damage (TEPCO) (-1,65 m / damage damage

core partially - core partially -1,95 m)
Note: The uncovered uncovered Confirmed core PRPV = 2,48 b abs PRPV = 7,91 b abs
values are (-1,75 m/ -1,8 m) (-1,35 m) PRPV = 3,15 b abs (B), defueled

quoted from (03/21 at 4:00 am Japan Reactor pressure vessel Niveau cuve : 2,4 m
non-AG PRPV = 2,95 b abs (A), PRPV = 0,83 b abs (A), time) pressure rising after level: 2,5 m

qualified 2,59 b abs (B) 0,81 b bas (B) (0321nitia drop
sensors (03/21 at 5:00 am Japan 0 b bas (B ) (problem releasing energy 03/20 at 4:00 pm Japantime) at 3:00 am Japan time) in the reactor pressure (03/20 at 4:00 pm Japan time)

vessel) time) time)

No.
ae l 400 548 548 (32 MOX) Capacity: 548 Capacity : 548 Capacity : 764assemblies

Residual P. 39 6,4 6,4

Sea water injection into Sea water injection Sea water injection into
RPV injection RPV through fire header into RPV through fire RPV through fire header Not necessary (03/20 at Not necessary0

but weak flow due to header due to high RPV pressurem4:00 pm))
high RPV pressure header duthgh___ resue__4:0_m

Containment Ongoing injection (03/20 Planned (03/20 at Ongoing injection (03/20
injection at 10:00 pm Japan time) 10:00 pm Japan time) at 10:00 pm Japan time)_ _ _ _

Damage to Uncertain due to
Containment Intact continment ?) unexplained pressure Inoat Intact

(integrity) suspected (torus?) (no information) (no information)drop

Containment
pressure 1,6 b abs (stable - 1,6 b abs : (03/21 at

Note: values 03/21 at 5:00 am Japan 1,2 b abs (stable - 4:00 am - declining after (no information) (no information)
quoted from time) 03/21 at 3:00 am) a peak of 3,4 b abs at

non-AG 4:30 am)
qualified
sensors ____________

Decision not to release
Containment No planned pressure No planned pressure pressure (info NHK

pressure relief relief relief 03/21 2:42 am Japan
time) __
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p q q p

Status of
reactor
building

Explosion on 03/12/11

Secondary containment
metal covering blown

off.

Metal frame and
concrete thought to be

intact

Leak suspected in spent
fuel pool

TO BE CONFIRMED
(Source: Embassy

message 832)

Containment intact

Explosion on
03/15/11

Secondary
contaiment almost
completely intact,

except 2 holes from
consecutive

explosions on Unit 3

Metal frame and
concrete thought to

be intact

No reconsideration of
spent fuel pool

integrity

Emission of white
smoke around 6 :20

pm

Explosion on 03/14/11

Stability of structures
could be in question in

the case of
aftershocks/water loss

Collapse of service floor
towards Unit 2.

Lower level collapsed to
about 10m.

Lower water levels in
spent fuel pool probable

Emission of black smoke
at the roof on 03/21

from 3:55 pm to 6:00 pm

Hydrogen explosion
following radiolysis of

water

Roof damaged
Secondary

containment degraded
Building covering

affected

Stability of rigid
structures presumed

Risk in case of
aftershocks

No significant damage
visible due to Unit 3

explosion

Hole cut in roof to
avoid hydrogen

explosion

Hole cut in roof to avoid
hydrogen explosion

2nd generator on unit 6
Use of Unit 6 generator, started on 03/19 at 04:20 am

External power connected exter power Not available Not available being prioritized to coot and used to coot spent fuel
to units 1 and 2 switchyard cnd to unit Re-connection of high- Re-connection of high- spent fuel pool via RHR pool via RHR system

Power supplies (JAIF 03/20/11 10:00 pm), 03/20/11 10:00 pm), tension lines planned for tension lines planned for pumps.(03/20 at 10:30 pm (03/20 at 10:30 pm Japan
Supply inoperative power planned in March 21 March 21 Japan time) time)

afternoon of 03/21 Re-connection of high- Re-connection of high-

tension tines successful tension lines successful

Units 1 and 2 shared control room Units 3 and 4 shared control room
Control room Significant radioactive activity restricts access. Significant radioactive activity restricts access. Operable (03/20 at Operable (03/20 at 7:00

TEPCO hopes to re-establish control room supply 7:00 pm) pm)
(03/20 at 7:00 pm).

I
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Risk analysis (worst case scenario)

Risk of salt crystallization (Rapid switching to fresh water injection is to be recommended.

For reactors 1, 2, and 3, there is a salt crystallization risk in the reactor vessel starting on 3/23/2011. The consequences on core cooling are unknown: more than 40 tons
of salt will be in pressure vessel, which translates into a height of 2 to 3 m if it is deposited at the bottom of the vessel (the fuel is at 6m).
The salt could also cause valve blockages, preventing injection of water into the vessel (non quantifiable).

In the case of loss of water injection to the vessel (Units 1, 2, and 3), risk of further damage to the core, which could result in displacement of corium to the bottom
of the vessel:
-in case of a dry vessel, American studies show a breach of the vessel, followed by the rapid breach of the containment liner. Gas release (steam, hydrogen, CO) in the
reactor building. A new combustible would threaten their integrity (especially buildings I and 2, because they have suffered little damage in lower levels.) The spent
fuel pools could also be damaged.
-in case of a water-filled vessel (actual situation), risk of steam explosion and failure of containment. The displacement of the core in the vessel pit should cause rapid
breach of the liner (see above)

Aftershock and its impact on the structures, in particular on the spent fuel pools.
Given the condition of the buildings of Units 1, 2, 3, and 4, an aftershock could worsen the condition of the spent fuel pools and could cause releases (non quantifiable).

Risk of criticality in the spent fuel pools.
Possible in the case of extensive deformation of the fuel racks (currently not the case) or after fuel assembly damage (following loss of all water in the spent fuel pool)
resulting in formation of clusters of debris (first approximation at 50 kg of uranium)
A return to criticality would likely not cause an explosion. A reoccurring phenomenon could occur during boiling in the spent fuel pool.
In conclusion, this risk applies to delayed covering of damaged fuel.

Radiolysis of water and resulting production of hydrogen.
Slow phenomenon, but to be considered for the long term management of the accident (applies to the containments if they are no longer vented, and to the spent fuel K
pools)

Resulting debris in the containment.
Depending on what materials are in the containment, the effects of radiation could cause degradation and cause formation of debris, which could obstruct the discharge
lines.

Cascading failures.
Further worsening of the situation causing radioactive releases and limiting access to the site (e.g. Unit 3 spent fuel pool) could result in a cascade of additional failures
after a site evacuation.
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DIAGNOSTIC/PROGNOSTIC - FUKUSHIMA 1-28/04/2011- 12:00 pm

STATUS OF SPENT FUEL POOLS1

F Y P

Pool 1 Pool 2 Pool 3 Pool 4 Pool 5 Pool 6 Common pooi

No. of assemblies in 292 used 587 used 514 used 4 usedwspent fuel pool 783 used587946eused u87620used 6375
100 new 28 new 52 new 48 new 64 new

548IRSN 

estimation to
Residualpower 0,51 MW 0,93 MW 0,83 MW 3,73 MW 2,35 MW 1,21 MW be revised-(IRSN estimation) (IRSN estimation) (IRSN estimation) (IRSN estimation) (IRSN estimation) (IRSN estimation) 1,5 MW

Cooling ongoing Cooling no-:
Not available Not available Cooling ongoing (powered by diesel) confirmed, but

(powered by powered to d TEPCO confirm~s,
No visible steam on From March' 19 diesel) - ponne d that the [e " 5

Not available the morning of 02:1Opm to March 20 connection to grid planned satisfactory (03/10
03/20 03:40 am: 2000 tons 180 tons sprayed on planned at 04:00 pn)2

Cooling Injection will be of water sprayed March 20. Temperature: 57°C on 03/19 at.planned Injection of sea Temperature: 03/21/11 at 5 0
(03/20 at 4:00 pr) water from 3:00 pm 20 operation: from 03/21/11 at 9:00 am (Japapto 5:20 pm on 03/20 03/20 9:30 pmt to 0oM8h40am 5:00 am: 39.5°C 05:00 am: 2C time)(0/2 t :0 m) wte ro 30 p ndoprtin fom O Mrh 1 rm :0 m:3.5C(rising slightly - (NISA n °37 o•

(40 tons) 03/21 4:00 am: 1100 6:40am to 8:40am: (rising slightly- n90 tons sprayed on 35.1buidin03/2.28 'C on 03/20 at 03/20 at 10:30 pmr)
tonsspradthe building. at 4:00 pm)

Prognostic: Over one month if no leak More than oneteak Over 20 days Spent fuel poolMoetaon

Time to uncovering Over 20 days No risk of boiling No risk of boiling month before
(without action) Over 20 days with a uncovering fgel

4-meter level loss
due to an eventual

leak

1 Completed following review of satellite photos
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SOURCE TERMS

1 w
Reactors 1 - 2 - 3

TS n°22
Realistic source term

diagnostic with
multiples plumes +

breached
containment on

03/16/2011

Reactors 1 - 2 - 3
TS n*33

Realistic source term
diagnostic with

multiples plumes
reevaluated on

03/20/2011

Pool n°3
TS message n*806

Source term pool - 514
assemblies - last refueling

at 3 months - exposure
over 10 days

Chernobyl - S3 - EDF
U5 at 24 hours and
24 hours of
exposure

Rare Gasses 3.72 10+18 1.25 10+18 1,94 10+16 6,53 10÷18 5,4 10+18

Cs 5.91 10+16 2.72 10+16 3)66 10+17 1,68 10+17 4,2 10"'

Te 2.29 10+17 1.28 10+17 6 10+15 1,39 10+18 1,4 10+14

1 4.61 10+17 2.64 10+17 0 4,26 10+18 2,06 10+16

Sr

Ru

3,5 10*16 1,2 10+17
4 4

3,4 10.17 2,41 10*17

Y 91

Zr95

5,75 10+14

1,03 10+15

1,44 10+16Ce 144

Nb 95 8,3 10+15

ESTIMATION OF CONSEQUENCES
Value Japan Effective dose at 4 Effective dose at 4 Radioactive consequences Total Chernobyl ,53"

days (anticipated days (weather at 24 hours consequences Consequences at
weather forecast) forecast from 24h

observations)

Evacuation 50 mSv 15 km 16 km 35 km 30 km 6 km (DN5)

Shelter in place 10 mSv 30 km 35 km 80 km 11 km (DN5)

Thyroid 100 mSv 35 km 33 km s.o. 18 km (DN5)

Long distance Tokyo - center Thyroid : 0, 1 to 1
mSv ; Effective: 0,01
to 0.1 mSv
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SOURCE TERM EVALUATION OF UNITS 1 TO 6 SPENT FUEL POOLS

The release and deposit rates are:

Fission products Release rates of fuel fission Deposit rates of fission Release rates to the
products towards the spent products released in the atmosphere from the spent

fuel pool spent fuel pool fuel pool

(1) (2) (1)*(1. - (2))

GR 100 0 100

1 100 0 100

Te 100 30 70

Cs 95 10 85,5

Sr 35 50 17,5

Ba 100 50 50

Ru 50 (*)

Rh 50 80 10

Y 1 48 0,52

Zr 1 48 0,52

Nb 10 80 2

Ce 5 80 1

¢

(*) Value imposed at 50%
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Pool I Pool 2 Pool 3 Pool 4 Pool 5 Pool 6

Number of assemblies 292 + 100 585 + 28 514 + 52 548 + 783 + 200 946 + 48 876 + 64

Cooling time 1 year + new 6 months + new 9 months + new 3 months + > 12 months + new 3 months + new 6 months + new

Element Stored assemblies Stored assemblies Stored assemblies Stored assemblies Stored assemblies Stored assemblies

Xe133F 2,953E-03 2,204E+08 1,119E+03 3,550E+13 6,126E+13 3,306E+08

Xe131M 1,923E+07 1,981E+12 8,579E+09 3,585E+14 6,181E+14 2,971E+12

Kr85F 8,722E+15 2,256E+16 1,941E+16 5,050E+16 3,690E+16 3,384E+16

1131 2,324E+04 3,962E+11 1,328E+08 9,682E+14 1,664E+15 5,942E+11

Cs134F 7,938E+16 2,352E+17 1,891E+17 5,038E+17 4,117E+17 3,527E+17

Cs137 8,016E+16 2,031E+17 1,766E+17 4,587E+17 3,287E+17 3,046E+17

Cs136F 2,222E+08 8,317E+12 5,949E+10 9,471E+14 1,637E+15 1,248E+13

Te125M 9,890E+14 2,476E+15 2,293E+15 5,929E+15 4,526E+15 4,130E+15

Te127F 8,419E+14 6,729E+15 3,294E+15 1,405E+16 1,935E+16 1,009E+16

Te127M 8,595E+14 3,026E+15 3,363E+15 1,435E+16 1,979E+16 1,030E+16

Te129M 2,800E+13 7,011E+13 3,294E+15 1,865E+16 3,199E+16 4,538E+15

Te129F 1,822E+13 1,970E+15 2,622E+14 1,215E+16 2,083E+16 2,954E+15

Sr89 1,1,49E+15 3,523E+16 8,806E+15 1,189E+17 1,984E+17 5,285E+16

Sr90 1,192E+16 3,020E+16 2,626E+16 6,820E+16 4,890E+16 4,530E+16

Ba137M 4,439E+16 1,124E+17 9,778E+16 2,538E+17 1,820E+17 1,687E+17

Ba140 2,152E+09 1,101E+14 6,736E+11 1,470E+16 2,532E+16 1,651E+14

Rh103M 2,530E+14 1,578E+16 2,764E+15 7,429E+16 1,267E+17 2,366E+16

Rh106F 2,519E+16 8,832E+16 6,515E+16 1,816E+17 1,685E+17 1,325E+17

Rul03 1,267E+15 7,898E+16 1,384E+16 7,785E+16 6,343E+17 1,185E+17

Ru106 1,255E+17 4,416E+17 3,258E+17 5,168E+17 8,426E+17 6,624E+17

Y91 8,888E+13 1,934E+15 5,737E+14 5,618E+15 9,174E+15 2,901E+15

Y90F 3,551E+14 8,977E+14 7,818E+14 2,030E+15 1,454E+15 1,348E+15

Zr95 3,542E+14 6,054E+17 1,024E+15 2,026E+15 1,361E+16 4,721E+15

NB95 1,455E+15 1,196E+18 8,322E+15 2,790E+18 8,782E+16 3,588E+16

CE144 5,285E+15 -2,063E+16 1,445E+16 4,170E+16 o4,146E+16 3,094E+16

Safety measures - Effective Dose to an adult at 7 days
Shelter in place (10 mSv) 46 km 120 km 72km [ 160 kmr 132 km 108 km

Evacuation (50 mSv) 20 km 49km [ 34km [ 60km 51 km 46 km

Long distance calculation
Pool 3 Tokyo: effective dose between 0,1 et 1 mSv, thyroid dose between 0,01 et 0,1 mSv, dose rate 10 pGy/h

(unfavorable weather conditions)
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Translator's notes:
- Dates have been changed to U.S. standard (mm/dd/yy)
- Other units were left in S.I. units. This includes the "tons" noted above, which are metric tons.
- Note that the European convention is to use a comma as a decimal mark (i.e. 2,2 mSv = 2.2 mSv)



From: [1A08 Hoc
Sent: Tuesday, April 26, 2011 12:26 PM
To: Andersen, James; Anderson, Joseph; Ash, Darren; Baggett, Steven; Barker, Allan; Batkin,

Joshua; Boger, Bruce; Borchardt, Bill; Bradford, Anna; Brenner, Eliot; Breskovic, Clarence;
Smith, Brooke; Brown, Frederick; Brown, Milton; Bubar, Patrice; Burns, Stephen; Camper,
Larry; Carpenter, Cynthia; Castleman, Patrick; Ader, Charles; Murray, Charles; Casto,
Chuck; Coggins, Angela; Collins, Elmo; ConEResource; Copeland, Douglas; Correia,
Richard; Craffey, Ryan; Dapas, Marc; Dean, Bill; Decker, David; Diaz-Sanabria, Yoira;
Dickman-Disabled-11/14/2010, Paul; Dorman, Dan; Droggitis, Spiros; Dyer, Jim; English,
Lance; ET02 Hoc; Evans, Michele; Franovich, Mike; Frye, Timothy; Garmon, David;
Apostolakis, George; Gibbs, Catina; Guitter, Joseph; Gott, William; Grobe, Jack; Hahn,
Matthew; Haney, Catherine; Harrington, Holly; Hipschman, Thomas; Hoc, PMT12;
Holahan, Gary; Holahan, Patricia; Holahan, Vincent; HOO Hoc; Howe, Allen; Howell, Art;
Howell, Linda; Issa, Alfred; Itzkowitz, Marvin; Foster, Jack; Jackson, Donald; Jaczko,
Gregory; Johnson, Andrea; Johnson, Michael; Jones, Cynthia; Kahler, Robert; King, Mark;
Foggie, Kirk; Kock, Andrea; Kozal, Jason; Leeds, Eric; LIA08 Hoc; Logaras, Harral; Loyd,
Susan; Magwood, William; Maier, Bill; Marshall, Jane; Marshall, Michael; McCree, Victor;
McDermott, Brian; McIntosh, Angela; McNamara, Nancy; Michalak, Paul; Miller, Charles;
Miller, Chris; Monninger, John; Morris, Scott; Nease, Rebecca; Nieh, Ho; NRCHQ;
NSIRDDSPILTABDistribution; Ordaz, Vonna; Orders, William; OST05 Hoc; Ostendorff,
William; Pace, Patti; Patel, Jay; Pearson, Laura; Pederson, Cynthia; Plisco, Loren; Powell,
Amy; Quichocho, Jessie; R1 IRC; R2 IRC; R3 IRC; R4 IRC; Reddick, Darani; Reyes, Luis;
Devercelly, Richard; Riley (OCA), Timothy; Nelson, Robert; ROO hoc; Rothschild, Trip;
RST01 Hoc; Satorius, Mark; Schmidt, Rebecca; Sharkey, Jeffry; Sheron, Brian; Sigmon,
Rebecca; Snodderly, Michael; Sosa, Belkys; Speiser, Herald; Svinicki, Kristine; Tabatabai,
Omid; Thoma, John; Thomas, Eric; Tifft, Doug; Kolb, Timothy; Ulses, Anthony; Nakanishi,
Tony; Tracy, Glenn; Trapp; Trapp, James; Trojanowski, Robert; Turtil, Richard; Uhle,
Jennifer; Virgilio, Martin; Warnick, Greg; Warren, Roberta; Weber, Michael; Westreich,
Barry; Wiggins, Jim; Cook, William; Williams, Kevin; Wittick, Brian; Woodruff, Gena;
Zimmerman, Roy; Zorn, Jason

Subject: USNRC Earthquake-Tsunami Update 042611 1200 EDT (Final email distrubution)
Attachments: USNRC Earthquake-Tsunami Update 042611 Revision 00, 1200 EDT.pdf; SharePoint

Information Japan.pdf

*******NOTET: THE ATTACHED IS FOR OFFICAL USE-OM******

TUhe next NR(C U~pdate will he distributed at 1290 1ADT on Wednesdi;, April 2',21141

*******NOTE TI EAI IALJI=O I• l-UI• UI-IIAL USL ONLY********

Per direction from the Executive Team, this will be the final USNRC Status Update sent via email to the internal
distribution. Future updates will be loaded to the Japan SharePoint page at http://nsir-ops.nrc.gov/. You may subscribe
to email alerts through the SharePoint page (instructions in 2nd attachment). Please let us know if you have any
problems or questions. Thank you.

*** Attachments are OUO ***

Beth Reed
LT Coordinator 14(o
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Japan Earthquake/Tsunami Internal Information

SharePoint Website

To access the Japan SharePoint page, please visit http://nsir-ops.nrc.gov. Documents in this page are

stored in document libraries which can be accessed from the links on the left side of the page. Since the

transition to the 6-person response team, the only documents that are continually being updated are
the Japan One-Pager, NRC Status Updates, DOE SitReps, and Press Releases (IAEA). These 4 document

libraries are at the top of the "Documents" list on the left.

Documents will be posted routinely throughout the day. If you wish to receive a notification when a
new document has been posted to a library, click the link to the specific library (ie: Japan One-Pager),

then click "Actions" at the top of the list, then click "Alert Me." You may choose the settings of the

alerts, however, recommended settings would be to select the following 3 buttons:

Change Type: "New Items are added"

Send Alerts for These Changes: "Anything Changes"
When to Send Alerts: "Send email immediately"

This process needs to be repeated for each document library you wish to receive alerts for. Please let us

know if you have any questions. Thank you.
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April 7, 2 0 1 1
Nuclear and Industrial Safety Agency

Seismic Damage Information (the 78th Release)
(As of 8:00 April 7th, 2011)

Nuclear and Industrial Safety Agency (NISA) confirmed the current

situation of Onagawa NPS, Tohoku Electric Power Co. Inc.; Fukushima

Dai-ichi and Fukushima Dai-ni NPSs, Tokyo Electric Power Co. Inc.

(TEPCO); Tokai Dai-ni NPS, Japan Atomic Power Co. Inc. as follows:

Major updates are as follows.

- Aiming at reducing the possibility of hydrogen combustion in the Primary

Containment Vessel (PCV) of Unit 1, the operations for the injection of

nitrogen to PCV were started. (22:30 April 6th)

- The start of nitrogen injection to PCV of Unit 1 was confirmed. (01:31

April 7th)

- The outflow of the contaminated water from around the Pit for the

Conduit near the Inlet Bar Screen of Unit 2 was confirmed to stop.

Furthermore, the measures to stop water by means of rubber board and

jig (prop) were implemented at the outflowing point. (Finished at 13: 15

April 6th)

- Fresh water spray for Unit 3 using Concrete Pump Truck (50t/h) was

started. (06:53 April 7th)

- In the samples of soil (7 samples in total) collected on 25 March (at 4

points) and 28 March (at 3 points) in the site of Fukushima Dai-ichi NPS,
238p (Plutonium), 239p (Plutonium) and 240p (Plutonium) were detected

(18:30 April 6th announced by TEPCO). The concentration of the

detected plutonium was, in the same as the last one (Announced on 28

March), at the equivalent level of the fallout (radioactive fallout) that

was observed in Japan concerning the past atmospheric nuclear testing,

i.e. at the equivalent level of the normal condition of environment, and

was not at the level of having harmful influence on human body.

- In order to prevent the outflow of the contaminated water from the
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(Attached sheet)

1. The state of operation at NPS (Number of automatic shutdown units: 10)

0 Fukushima Dai-ichi NPS, TEPCO

(Okuma Town and FutabaTown, Futaba County, Fukushima Prefecture)

(1) The state of operation

Unit 1 (460MWe):

Unit 2 (784MWe):

Unit 3 (784MWe):

Unit 4 (784MWe):

Unit 5 (784MWe):

Unit 6 (1,100MWe):

automatic shutdown

automatic shutdown

automatic shutdown

in periodic inspection outage

in periodic inspection outage, cold shutdown

at 14:30 March 20th

in periodic inspection outage, cold shutdown

at 19:27 March 20th

(2) Major Plant Parameters (As of 06:00 April 7th
Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Reactor 0.464(A) 0.083(A) 0.099(A)
Pressure*1 0 0.103 0.106
[MPa] 0.859(B) 0.076(D) 0.022(C)

CV Pressure 155 100 107.5 - -

(D/W) [kPaJ
-1,500(A)

Reactor Water -1,650(A) -1,850(A)
Level*2 [mm] -1,650(B) -2,250(B) 1,822 1,866

available(B)

Suppression
Pool Water

Temperature
(S/C) ['CI
Suppression down scale
Pool Pressure 155 (under 172.9 - -

(S/C) [kPa] survey)

Spent Fuel
Pool Water Indicator 48.0 Indicator Indicator 34.8 21.5
Temperature Failure Failure Failure
[°c]

Time of 06:00 06:00 06:00 06:00 06:00

Measurement April 7th April 7th April 7th April 7th April April
I I I 7th 6th

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel
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(3) Situation of Each Unit

<Unit 1>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (10:17 March 12th)
" Seawater injection to the Reactor Pressure Vessel (RPV) via the Fire

Extinguish Line was started. (20:20 March 12th)
-+Temporary interruption of the injection (01:10 March 14th)

" The sound of explosion in Unit 1 occurred. (15:36 March 12th)
" The amount of injected water to the Reactor Core was increased by

utilizing the Feedwater Line in addition to the Fire Extinguish Line.
(2m3/h- 18m3/h). (02:33 March 23rd) Later, it was switched to the
Feedwater Line only (around 11m3/h). (09:00 March 23rd)

" Lighting in the Central Operation Room was recovered. (11:30 March

24th)
" Fresh water injection to RPV was started. (15:37 March 25)
" As the result of concentration measurement in the stagnant water on

the basement floor of the turbine building, 2.1 X 105Bq/cm 3 of 1311

(Iodine) and 1.8 Xl10 6Bq/cm 3 of 137Cs (Caesium) were detected as major

radioactive nuclides.
" The pump for the fresh water injection to RPV of Unit 1 was switched

from the Fire Pump Truck to the temporary motor-driven pump. (08:32

March 29th.)
" The Stagnant water on the basement floor of the turbine building was

started to be transferred to the Condenser at around 17:00 March 24. As
the Condenser was confirmed to be almost filled with water, pumping

out of the water to the Condenser was stopped. (07:30 March 29th) In
order to prepare to transfer the stagnant water on the basement floor of
the turbine building to the Condenser, the water in the Condensate
Storage Tank started to be transferred to the Surge Tank of

Suppression Pool Water (A) (12:00 March 31th), after switching the

place where the water was to be transferred to the Surge Tank of
Suppression Pool Water (B) (15:25 March 31th), the transfer was
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restarted and finished. (15:26 April 2nd)

Water spray of around 90t (fresh water) over the Spent Fuel Pool using

Concrete Pump Truck was carried out. (From 13:03 till 16:04 March

31st) A test water spray using Concrete Pump Truck was carried out in

order to confirm the appropriate position for water spray. (From 17:16

till 17:19 April 2nd)

Lighting in the turbine building was partially turned on. (April 2nd)

* In order to switch the power supply to the motor-driven pump injecting
fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (10:42 to 11:52 April 3rd)

* The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)

* In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 1 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(13:55 April 3rd)
" Aiming at reducing the possibility of hydrogen combustion in the

Primary Containment Vessel (PCV) of Unit 1, the operations for the

injection of nitrogen to PCV were started. (22:30 April 6th)
" The start of nitrogen iniection to PCV of Unit 1 was confirmed. (01:31

April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

7th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 7th)

<Unit 2>

* TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)

* Operation of Vent (11:00 March 13th)

* The Blow-out Panel of reactor building was opened due to the explosion

in the reactor building of Unit 3. (After 11:00 March 14th)
* Reactor water level tended to decrease. (13:18 March 14th) TEPCO

reported to NISA the event (Loss of reactor cooling functions) falling
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under the Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:49 March 14th)
" Seawater injection to RPV via the Fire Extinguish line was started.

(16:34 March 14th)
" Water level in RPV tended to decrease. (22:50 March 14th)

- Operation of Vent (0:02 March 15th)
" A sound of explosion was made in Unit 2. As the pressure in

Suppression Pool (Suppression Chamber) decreased (06:10 March 15th),

there was a possibility that an incident occurred in the Chamber. (About

06:20 March 15th)
" Electric power receiving at the emergency power source transformer

from the external transmission line was completed. The work for laying

the electric cable from the facility to the load side was carried out.

(13:30 March 19th)
" Seawater injection of 40t to the Spent Fuel Pool was started. (From

15:05 till 17:20 March 20th)
" Power Center of Unit 2 received electricity (15:46 March 20th)
" White smoke generated. (18:22 March 21st)
" White smoke was died down and almost invisible. (As of 07:11 March

22nd)
" Seawater injection of 18t to the Spent Fuel Pool was carried out. (From

16:07 till 17:01 March 22nd)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 10:30 till 12:19 March 25th)
" Fresh water injection to RPV was started. (10:10 March 26th)
" Lighting of Central Operation Room was recovered (16:46 March26th)
" The pump for the fresh water injection to RPV of Unit 2 was switched

from the Fire Pump Truck to the temporary motor-driven pump.(18:31

March 27th)
" Regarding the result of the concentration measurement in the stagnant

water on the basement floor of the turbine building of Unit 2 of
Fukushima Dai-ichi NPS announced by TEPCO on 27 March, TEPCO

reported to NISA that as the result of analysis and evaluation through

re-sampling, judging the measured value of 1341 (Iodine) was wrong, the

concentrations of gamma nuclides including 134I (Iodine) were less than

the detection limit. (00:07 March 28).
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" Seawater injection to the Spent Fuel Pool using the Fire Pump Truck

was switched to the fresh water injection' using the temporary

motor-driven pump. (From 16:30 till 18:25 March 29th)
" As the malfunction of the temporary motor-driven pump, which had

been injecting to the Spent Fuel Pool of Unit 2 since 09:25 March 30th,

was confirmed at 09:45 March 30th, the injection pump was switched to

the Fire Pump Truck. However, because cracks were confirmed in the

hose (12:47 and 13:10 March 30th), the injection was suspended. Fresh

water injection was resumed. (From 19:05 till 23:50 March 30th)
" Fresh water injection of around 70t to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 14:56 till 17:05 April 1st)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the water in the

Condensate Storage Tank was transferred to the Surge Tank of

Suppression Pool Water. (From 16:45 March 29th till 11:50 April 1st)
" The water, of which the dose rate was at the level of more than 1,000

mSv/h, was confirmed to be collected in the pit (a vertical portion of an

underground structure) for laying electric cables, located near the

Intake Channel of Unit 2. In addition, the outflow from the crack with a

length of around 20 cm in the concrete portion of the lateral surface of

the pit into the sea was confirmed. (Around 09:30 April 2nd) In order to

stop the outflow, concrete was poured into the pit. (16:25, 19:02 April

2nd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(17:10 April 2nd)
" The cameras for monitoring the water levels in the vertical part of the

trench outside of the turbine building of Unit 2 and on the basement

floor of the turbine building of Unit 2 were installed. (April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the 'temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:22 till 12:06 April 3rd)
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" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" As the measure to prevent the outflow of the water accumulated in the

Pits for Conduit in the area around the Inlet Bar Screen, the upper part

of the Power Cable Trench for power source at Intake Channel was

crushed and 20 bags of sawdust (3 kg/bag), 80 bags of high polymer
absorbent (100 g/bag) and 3 bags of cutting-processed newspaper (Large
garbage bag) were put inside. (From 13:47 till 14:30 April 3rd)

" Approximately 13kg of tracer (milk white bath agent) was put in from

the Pit for the Duct for Seawater Pipe. (From 07:08 till 07:11 April 4th)
" Fresh water injection (Around 70t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 11:05 till 13:37 April 4th)
" The tracer solution was put in from the two holes dug around the Pit for

the Conduit near the Inlet Bar Screen of Unit 2 and was confirmed to be

flowed out from the crack to the sea. (14:15 April 5th) The coagulant

(soluble glass) started to be injected from the holes around the Pit in
order to prevent the outflowing of the water. (15:07 April 5th) The

outflow of the water was confirmed to stop. (Around 05:38 April 6th) In

addition, it was confirmed that the water level in the turbine building

did not rise. Furthermore, the measures to stop water by means of
rubber board and jig (prop) were implemented at the outflowing point.

(Finished at 13: 15 April 6th)
" One more pump for the transfer of the water in the Condenser of Unit 2

to the Condensate Storage Tank was installed. (Two pumps in total: 30
m3/h) (Around 15:40 April 5th)

" White smoke was confirmed to generate continuously. (As of 06:30 April

7th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 7th)

<Unit 3>

* TEPCO reported to NISA the event (Inability of water injection of the
Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(05:10 March 13th)

* Operation of Vent (08:41 March 13th)

8
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" Fresh water started to be injected to RPV via the Fire Extinguish Line.

(11:55 March 13th)
" Seawater started to be injected to RPV via the Fire Extinguish Line.

(13:12 March 13th)
" Seawater injection for Units 1 and 3 was interrupted due to the lack of

seawater in pit. (01:10 March 14th)
" Seawater injection to RPV for Unit 3 was restarted. (03:20 March 14th)
" Operation of Vent (05:20 March 14th)
" PCV of Unit 3 rose unusually. (07:44 March 14th) TEPCO reported to

NISA on the event falling under the Article 15 of the Act on Special
Measures Concerning Nuclear Emergency Preparedness. (7:52 March

14th)
" In Unit 3, the explosion like Unit 1 occurred around the reactor building

(11:01 March 14th)
" The white smoke like steam generated from Unit 3. (08:30 March 16th)
* Because of the possibility that PCV of Unit 3 was damaged, the workers

evacuated from the main control room of Units 3 and 4 (common control
room). (10:45 March 16th) Thereafter the operators returned to the
room and restarted the operation of water injection. (11:30 March 16th)

" Seawater was discharged 4 times to Unit 3 by the helicopters of the
Self-Defence Force. (9:48, 9:52, 9:58 and 10:01 March 17th)

" The riot police arrived at the site for the water spray from the grand.

(16:10 March 17th)
" The Self-Defence Force started the water spray using a fire engine.

(19:35 March 17th)
" The water spray from the ground was carried out by the riot police.

(From 19:05 till 19:13 March 17th)
" The water spray from the ground was carried out by the Self-Defense

Force using 5 fire engines. (19:35, 19:45, 19:53, 20:00 and 20:07 March

17th)
* The water spray from the ground using 6 fire engines (6 tons of water

spray per engine) was carried out by the Self-Defence Force. (From

before 14:00 till 14:38 March 18th)
" The water spray from the ground using a fire engine provided by the US

Military was carried out. (Finished at 14:45 March 18th)
" Hyper Rescue Unit of Tokyo Fire Department carried out the water
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spray. (Finished at 03:40 March 20th)
. The pressure in PCV of Unit 3 rose (320 kPa at 11:00 March 20th).

Preparation to lower the pressure was carried out. Judging from the
situation, immediate pressure relief was not required. Monitoring the

pressure continues. (120 kPa at 12:15 March 21st)
. On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
. Water spray over the Spent Fuel Pool of Unit 3 by Hyper Rescue Unit of

Tokyo Fire Department was carried out (From 21:30 March 20th till

03:58 March 21st).
. Grayish smoke generated from Unit 3. (At around 15:55 March 21st)
. The smoke was confirmed to be died down. (17:55 March 21st)
. Grayish smoke changed to be whitish and seems to be ceasing. (As of

07:11 March 22nd)
. Water spray (Around 180t) by Tokyo Fire Department and Osaka City

Fire Bureau was carried out. (From 15:10 till 16:00 March 22nd)
. Lighting was recovered in the Central Operation Room. (22:43 March

22nd)
* Seawater injection of 35t to the Spent Fuel Pool via the Fuel Pool

Cooling Line was carried out. (From 11:03 till 13:20 March 23rd)
Around 120t of seawater was injected. (From around 5:35 till around

16:05 March 24th)
. Slightly blackish smoke generated from the reactor building. (Around

16:20 March 23rd) At around 23:30 March 23rd and around 4:50 March

24th, it was reported that the smoke seemed to cease.
. As the results of the survey of the stagnant water, into which workers

who were laying electric cable on the ground floor and the basement
floor of the turbine building of the Unit 3 walked, the dose rate on the
water surface was around 400mSv/h, and as the result of gamma-ray

analysis of the sampling water, the totaled concentration of each
nuclide of the sampling water was around 3.9x 106 Bq/cm3.

. Water spray by Kawasaki City Fire Bureau supported by Tokyo Fire
Department was carried out. (From 13:28 till 16:00 March 25th)

. Fresh water injection to RPV was started. (18:02 March 25th)

. Water spray of around 100t using Concrete Pump Truck (50t/h) was

carried out. (From 12:34 till 14:36 March 27th)
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" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building to the Condenser, the water in the Condensate

Storage Tank is being transferred to. the Surge Tank of Suppression

Pool Water. (From 17:40 March 28th till around 8:40 March 31st)
" The pump for the fresh water injection to RPV was switched from the

Fire Pump Truck to the temporary motor-driven pump. (20:30 March

28th)
" Fresh water spray of around 100t using Concrete Pump Truck (50t/h)

was carried out. (From 14:17 till 18:18 March 29th)
" Fresh water spray of around 105t using Concrete Pump Truck (50t/h)

was carried out. (From 16:30 till 19:33 March 31st)
" Fresh water spray of around 75t using Concrete Pump Truck (50t/h)

was carried out. (From 09:52 till 12:54 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" The camera for monitoring the water level in the vertical part of the

trench outside of the turbine building was installed. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:03 till 12:16 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:18 April 3rd)
" Fresh water spray of around 70t using Concrete Pump Truck (50t/h)

was carried out. (From 17:03 till 19:19 April 4th)
" Fresh water spray using Concrete Pump Truck (50t/h) was started..

(06:53 April 7th)
" White smoke was confirmed to generate continuously (As of 06:30 April

7th)
" Fresh water injection to RPV is being carried out. (As of 08:30 April 7th)

<Unit 4>
" Because of the replacement work of the Shroud of RPV, no fuel was

inside the RPV.
" The temperature of water in the Spent Fuel Pool had increased. (84 °C

at 04:08 March 14th)
" It was confirmed that a part of wall in the operation area of Unit 4 was
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damaged. (06:14 March 15th)
" The fire at Unit 4 occurred. (09:38 March 15th) TEPCO reported that

the fire was extinguished spontaneously. (11:00 March 15th)
" The fire occurred at Unit 4. (05:45 March 16th) TEPCO reported that no

fire could be confirmed on the ground.(At around 06:15 March 16th)
" The Self-Defence Force started water spray over the Spent Fuel Pool of

Unit 4 (09:43 March 20th).
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 4 by Self-Defense Force

was started. (From around 18:30 till 19:46 March 20th).
" Water spray over the Spent Fuel Pool by Self-Defence Force using 13

fire engines was started (From 06:37 till 08:41 March 21st).
" Works for laying electric cable to the Power Center was completed. (At

around 15:00 March 21st)
" Power Center received electricity. (10:35 March 22nd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 17:17 till 20:32 March 22nd)
" Water spray of around 130t using Concrete Pump Truck (50t/h) was

carried out. (From 10:00 till 13:02 March 23rd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 14:36 till 17:30 March 24th)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 19:05 till 22:07 March 25th)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 06:05 till 10:20 March 25th)
" Water spray of around 125t using Concrete Pump Truck (50t/h) was

carried out. (From 16:55 till 19:25 March 27th)
" Lighting of Central Operation Room was recovered. (11:50 March 29th)
" Fresh water spray of around 140t using Concrete Pump Truck (50t/h)

was carried out. (From 14:04 till 18:33 March 30th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 08:28 till 14:14 April 1st)
" Lighting in the turbine building was partially turned on. (April 2nd)
" From 2 April, the stagnant water in the Main Building of Radioactive

Waste Treatment Facilities was being transferred to the turbine
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building of Unit 4. As the water level in the vertical portion of the

trench for Unit 3 rose from 3 April, by way of precaution, the transfer

was suspended notwithstanding that the path of the water was not clear.

(09:22 April 4th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 17:14 till 22:16 April 3rd)
" Fresh water spray 4 using Concrete Pump Truck (50t/h) was carried out.

(From 17:35 till 18:22 April 5th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

7th)

<Units 5 and 6>
" The first unit of Emergency Diesel Generator (D/G) (B) for Unit 6 is

operating and supplying electricity. Water injection to RPV and the

Spent Fuel Pool through the system of Make up Water Condensate

(MUWC) is being carried out.
" The second unit of Emergency Diesel Generator (D/G) (A) for Unit 6

started up. (04:22 March 19th)
" The pumps for Residual Heat Removal (RHR) (C) for Unit 5 (05:00

March 19th) and RHR (B) for Unit 6 (22:14 March 19th) started up and

recovered heat removal function. It cools Spent Fuel Pool with priority.

(Power supply : Emergency Diesel Generator for Unit 6) (05:00 March

19th)
" Unit 5 under cold shut down (14:30 March 20th)
" Unit 6 under cold shut down (19:27 March 20th)
" Receiving electricity reached to the transformer of starter. (19:52 March

20th)
" Power supply to Unit 5 was switched from the Emergency Diesel

Generator to external power supply. (11:36 March 21st)
" Power supply to Unit 6 was switched from the Emergency Diesel

Generator to external power supply. (19:17 March 22nd)
" The temporary pump for RHR Seawater System (RHRS) of Unit 5 was

automatically stopped when the power supply was switched from the

temporary to the permanent. (17:24 March 23rd)
" Repair of the temporary pump for RHRS of Unit 5 was completed (16:14

March 24th) and cooling was started again. (16:35 March 24th)
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Power supply for the temporary pump for RHRS of Unit 6 was switched

from the temporary to the permanent. (15:38 and 15:42 March 25th)

The groundwater with low-level radioactivity in the Sub Drain Pit of

Units 5 and 6 (Around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)

<Common Spent Fuel Pool>
" It was confirmed that the water level of Spent Fuel Pool was maintained

almost full at after 06:00 March 18th.
" Water spray over the Common Spent Fuel Pool was started. (From

10:37 till 15:30 March 21st)
" The power was started to be supplied (15:37 March 24th) and cooling

was also started.(18:05 March 24th)
" As of 08:00 April 6th, water temperature of the pool was around 27°C.

<Other>

* As the result of nuclide analysis at around the Southern Water
Discharge Canal, 7.4X 10'Bq/cm 3 of 131I (Iodine) (1,850.5 times higher

than the concentration limit in water outside the Environmental

Monitoring Area) was detected. (14:30 March 26th)

(As the result of measurement on 29 March, it was detected as 3,355.0

times higher than the limit in water (13:55 March 29th). On the other

hand, as the result of the analysis at the northern side of the Water

Discharge Canal of the NPS, 4.6 x 10'Bq/cm 3 of 131I (Iodine) (1,262.5

times higher than the limit in water) was detected. (14:10 March 29th)
* The water was confirmed to be collected in the vertical parts of the

trenches (an underground structure for laying pipes, shaped like a
tunnel) outside of the turbine building of Units 1 to 3. The dose rates on

the water surface were 0.4 mSv/h of the Unit l's trench and 1,000 mSv/h

of the Unit 2's trench. The rate of the Unit 3's trench could not measure

because of the rubble. (Around 15:30 March 27th) The collected water in

the vertical part of the trench outside of the turbine building of Unit 1

was transferred to the storage tank in the Main Building of Radioactive

Waste Treatment Facilities by the temporary pump. Thereafter the

water level from the top of the vertical part went down from

approximately -0.14m to approximately -1.14m. (From 09:20 till 11:25
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March 31st)

-In the samples of soil collected on 21 and 22 March on the site (at 5 points)

of Fukushima Dai-ichi NPS, 238p (Plutonium), 239p (Plutonium) and 240p

(Plutonium) were detected (23:45 March 28th announced by TEPCO).

The concentration of the detected plutonium was at the equivalent level

of the fallout (radioactive fallout) that was observed in Japan concerning

the past atmospheric nuclear testing, i.e. at the equivalent level of the

normal condition of environment, and was not at the level of having

harmful influence on human body.

- When removing the flange of pipes of Residual Heat Removal Seawater

System outside the building of Unit 3, three subcontractor's employees

were wetted by the water remaining in the pipe. However, as the result
of wiping the water off, no radioactive materials were attached to their

bodies. (12:03 March 29th)

- On March 28th, the stagnant water was confirmed in the Main Building

of Radioactive Waste Treatment Facilities. As the result of analysis of
radioactivity, the total amount of the radioactivity 1.2 x 101 Bq/cm 3 in the

controlled area and that of 2.2 x 101 Bq/cm 3 in the non-controlled area

were detected in March 29th.

* As the result of nuclide analysis at around the Southern Water Discharge

Canal, 1.8 X 102 Bq/cm 3 of 1311 (Iodine) (4,385.0 times higher than the

concentration limit in water outside the Environmental Monitoring
Area) was detected (13:55 March 30th).

* The barge (the first ship) of the US armed forces carrying fresh water for

cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (15:42 March

31st) The transfer of fresh water from the barge (the first ship) to the

Filtrate Tank was started. (15:58 April 1st) Thereafter it was suspended

due to the malfunction of the hose (16:25 April 1st), but was resumed on

April 2nd. (From 10:20 till 16:40 April 2nd)

* The permanent monitoring posts (No.1 to 8) installed near the Site

Boundary were recovered. (March 31st) They are measuring once a day.

* The spraying for test scattering of antiscattering agent was carried out in

the area of about 500 m2 on the mountain-side of the Common Pool.

(From 15:00 till 16:05 April 1st)
* The barge (the second ship) of the US armed forces carrying fresh water
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for cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (9:10 April

2nd)

" The freshwater was transferred from the barge (the second ship) of the

US armed force to the barge (the first ship). (From 09:52 till 11:15 April

3rd)

" The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to

the sea, using the first pump. (19:03 April 4th) Further, the discharge

using 10 pumps in total was carried out. (19:07 April 4th)

" In the samples of soil (7 samples in total) collected on 25 March (at 4

points) and 28 March (at 3 points) on the site of Fukushima Dai-ichi NPS,
238p (Plutonium), 239p (Plutonium) and 240p (Plutonium) were detected

(18:30 April 6th announced by TEPCO). The concentration of the

detected plutonium was, in the same as the last one (Announced on 28

March), at the equivalent level of the fallout (radioactive fallout) that

was observed in Japan concerning the past atmospheric nuclear testing,

i.e. at the equivalent level of the normal condition of environment, and

was not at the level of having harmful influence on human body.

" In order to prevent the outflow of the contaminated water from the

exclusive port, the work for stopping water by means of large-sized

sandbags was implemented around the seawall on the south side of the

NPS. (From 15:00 till 16:30 April 5th)

" The test scattering of antiscattering agent to preventthe radioactive

materials on the ground surface from being scattered was carried out

in the area of about 600 m 2 on the mountain-side of the Common Pool.

(April 5th, 6th)

* Fukushima Dai-ni NPS (TEPCO)

(Naraha Town / Tomioka Town, Futaba County, Fukushima Prefecture.)
(1) The state of operation

Uniti (1,100MWe): automatic shutdown, cold shut down at 17:00,
March 14th

Unit2 (1,100MWe): automatic shutdown, cold shut down at 18:00,
March 14th

Unit3 (1,100MWe): automatic shutdown, cold shut down at 12:15,
March 12th
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Unit4 (1,100MWe): automatic shutdown, cold shut down
March 15th

at 07:15,

(2) Major plant parameters (As of 06:00 April 7th)

Unit Unit 1 Unit 2 Unit 3 Unit 4
ReactorReacur MPa 0.15 0.13 0.10 0.17Pressure"'

Reactor water °C 25.3 25.4 36.0 30.3
temperature
Reactor water
level*2  mm 9,346 10,346 7,818 8,785

Suppression
pool water °C 23 24 26 31
temperature
Suppression kPa 103 110
pool pressure (abs) 105

cold cold cold coldRemarks R shutdown shutdown shutdown shutdown

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

(3) Situation of Each Unit

<Unit 1>

* Around 17:56 March 30th, smoke was rising from the power

distribution panel on the first floor of the turbine building of Unit 1.

However, when the power supply was turned off, the smoke stopped to

generate. It was judged by the fire station at 19:15 that this event was

caused by the malfunction of the power distribution panel and was not a

fire.

* The Residual Heat Removal System (B) to cool the reactor of Unit 1

became to be able to receive power from the emergency power supply as

well as the external power supply. This resulted in securing the backup

power supplies (emergency power supplies) of Residual Heat Removal

System (B) for all Units. (14:30 March 30th)

(4) Report concerning other incidents

* TEPCO reported to NISA the event in accordance with the Article 10 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Unit 1. (18:08 March 11th)
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* TEPCO reported to NISA the events in accordance with the Article 10

regarding Units 1, 2 and 4. (18:33 March 11th)

* TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 1. (5:22

March 12th)

* TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 2. (5:32

March 12th)

* TEPCO reported to NISA the event (Loss of pressure suppression

function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 4 of

Fukushima Dai-ni NPS. (6:07 March 12th)

* Onagawa NPS (Tohoku Electric Power Co. Inc.)

(Onagawa Town, Oga County and Ishinomaki City, Miyagi Prefecture)

(1) The state of operation

Unit 1 (524MWe): automatic shutdown, cold shut down at 0:58, March

Unit 2 (825MWe):

Unit 3 (825MWe):

12th

automatic shutdown, cold shut down at earthquake

automatic shutdown, cold shut down at 1:17, March

12th

(2) Readings of monitoring post, etc.

MP2 (Monitoring at the Northern End of Site Boundary)

Approx. 0.38,u SV/h (16:00 April 6tjh (Approx. 0.40 , SV/h (16:00 April

5th))

(3) Report concerning other incidents
" Fire Smoke on the first basement of the Turbine Building was confirmed

to be extinguished. (22:55 on March 11th)
" Tohoku Electric Power Co. reported to NISA in accordance with the

Article 10 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:09 March 13th)
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2. Action taken by NISA

(March 11th)

14:46 Set up of the NISA Emergency Preparedness Headquarters (Tokyo)

immediately after the earthquake

15:42 TEPCO reported to NISA in accordance with the Article 10 of the Act
on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

16:36 TEPCO recognized the event (Inability of water injection of the
Emergency Core Cooling System) in accordance with the Article 15

of the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Units 1 and 2 of Fukushima Dai-ichi NPS.

(Reported to NISA at 16:45)

18:08 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO reported to
NISA in accordance with the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

18:33 Regarding Units 1, 2 and 4 of Fukushima Dai-ni NPS, TEPCO
reported to NISA in accordance with the Article 10 of Act on Special

Measures Concerning Nuclear Emergency Preparedness.

19:03 The Government declared the state of nuclear emergency.
(Establishment of the Government Nuclear Emergency Response

Headquarters and the Local Nuclear Emergency Response

Headquarters)

20:50 Fukushima Prefecture's Emergency Response Headquarters issued a
direction for the residents within 2 km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate. (The population of this area is

1,864.)

21:23 Directives from the Prime Minister to the Governor of Fukushima
Prefecture, the Mayor of Okuma Town and the Mayor of Futaba

Town were issued regarding the event occurred at Fukushima

Dai-ichi NPS, TEPCO, in accordance with the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:

- Direction for the residents. within 3km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate

- Direction for the residents within 10km radius from Unit 1 of
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Fukushima Dai-ichi NPS to stay in-house

24:00 Vice Minister of Economy, Trade and Industry, Ikeda arrived at the
Local Nuclear Emergency Response Headquarters

(Marchl2th)

0:49 Regarding Units 1 TEPCO Fukushima Dai-ichi NPS, TEPCO
recognized the event (Unusual rise of the pressure in PCV) in

accordance with the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness. (Reported to NISA at

01:20)

05:22 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article
15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness. (Reported to NISA at 06:27)

05:32 Regarding Unit 2 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

05:44 Residents within 10km radius from Unit 1 of Fukushima Dai-ichi

NPS shall evacuate by the Prime Minister Directive.

06:07 Regarding of Unit 4 of Fukushima Dai-ni NPS, TEPCO recognized the
event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

06:50 In accordance with the Paragraph 3, the Article 64 of the Nuclear
Regulation Act, the order was issued to control the internal pressure

of PCV of Units 1 and 2 of Fukushima Dai-ichi NPS.

07:45 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayors of Hirono Town, Naraha Town , Tomioka

Town and Okuma Town were issued regarding the event occurred at

Fukushima Dai-ni NPS, TEPCO, pursuant to the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Fukushima

Dai-ni NPS to evacuate

- Direction for the residents within 10km radius from Fukushima
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Dai-ni NPS to stay in-house

17:00 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

17:39 The Prime Minister directed evacuation of the residents within the 10
km radius from Fukushima Dai-ni NPS.

18:25 The Prime Minister directed evacuation of the residents within the
20km radius from Fukushima Dai-ichi NPS.

19:55 Directives from the Prime Minister was issued regarding seawater
injection to Unit 1 of Fukushima Dai-ichi NPS.

20:05 Considering the Directives from the Prime Minister and pursuant to
the Paragraph 3, the Article 64 of the Nuclear Regulation Act, the

order was issued to inject seawater to Unit 1 of Fukushima Dai-ichi

NPS and so on.

20:20 At Unit 1 of Fukushima Dai-ichi NPS, 'seawater injection was started.

(March 13th)

05:38 TEPCO reported to NISA the event (Total loss of coolant injection
function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS. Recovering efforts by TEPCO of the power

source and coolant injection function and the work on venting were

under way.

09:01 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

09:08 Pressure suppression and fresh water injection was started for Unit 3
of Fukushima Dai-ichi NPS.

09:20 The Pressure Vent Valve of Unit 3 of Fukushima Dai-ichi NPS was

opened.

09:30 Directive was issued for the Governor of Fukushima Prefecture, the
Mayors of Okuma Town, Futaba Town, Tomioka Town and Namie

Town in accordance with the Act on Special Measures Concerning

Nuclear Emergency Preparedness on the contents of radioactivity
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decontamination screening.

13:09 Tohoku Electric Power Co. reported to NISA that Onagawa NPS

reached a situation specified in the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

13:12 Fresh water injection was switched to seawater injection for Unit 3 of

Fukushima Dai-ichi NPS.

14:36 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 14th)

01:10 Seawater injection for Units 1 and 3 of Fukushima Dai-ichi NPS were

temporarily interrupted due to the lack of seawater in pit.

03:20 Seawater injection for Unit 3 of Fukushima Dai-ichi NPS was

restarted.

04:40 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

05:38 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:52 TEPCO reported to NISA the event (Unusual rise of the pressure in

PCV) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS.

13:25 Regarding Unit 2 of Fukushima Dai-ichi NPS, TEPCO recognised the

event (Loss of reactor cooling function) to fall under the Article 15 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

22:13 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ni NPS.

22:35 TEPCO reported to NISA the event (Unusual increase of radiation
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dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 15th)

00:00: The acceptance of experts from International Atomic Energy Agency

(IAEA) was decided. NISA agreed to accept the offer of dispatching of

the expert on NPS damage from IAEA considering the intention by

Mr. Amano, Director General of IAEA. Therefore, the schedule of

expert acceptance will be planned from now on according to the

situation.

00:00: NISA also decided the acceptance of experts dispatched from U.S.

Nuclear Regulatory Commission (NRC).

07:21 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.
07:24 Incorporated Administration Agency, Japan Atomic Energy Agency

(JAEA) reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Fuel Cycle Engineering Laboratories, Tokai

Research and Development Centre.

07:44 JAEA reported to NISA in accordance with the Article 10 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Science Research Institute.

08:54 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

10:30 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the directions as follows.

For Unit 4: To extinguish fire and to prevent the occurrence of

re-criticality

For Unit 2: To inject water to reactor vessel promptly and to vent

Drywell.

10:59 Considering the possibility of lingering situation, it was decided that
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the function of the Local Nuclear Emergency Response Headquarters

was moved to the Fukushima Prefectural Office.

11:00 The Prime Minister directed the in-house stay area.

In-house stay was additionally directed to the residents in the area

from 20 km to 30 km radius from Fukushima Dai-ichi NPS

considering in-reactor situation.

16:30 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

22:00 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the following direction.

For Unit 4: To implement the water injection to the Spent Fuel Pool.

23:46 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 18th)

13:00 Ministry of Education, Culture, Sports, Science and Technology

decided to reinforce the nation-wide monitoring survey in the

emergency of Fukushima Dai-ichi and Dai-ni NPS.

15:55 TEPCO reported to NISA on the accidents and failure at Units 1, 2, 3

and 4 of Fukushima Dai-ichi NPS (Leakage of the radioactive

materials inside of the reactor buildings to non-controlled area of

radiation) pursuant to the Article 62-3 of the Nuclear Regulation Act.

16:48 Japan Atomic Power Co. reported to NISA accidents and failures in
Tokai NPS (Failure of the seawater pump motor of the emergency

diesel generator 2C) pursuant to the Article 62-3 of the Nuclear
Regulation Act.

(March 19th)

07:44 The second unit of Emergency Diesel Generator (A) for Unit 6 started

up.

TEPCO reported to NISA that the pump for RHR (C) for Unit 5

started up and started to cooling Spent Fuel Storage Pool. (Power
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supply: Emergency Diesel Generator for Unit 6)

08:58 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 20th)

23:30 Directive from Local Nuclear Emergency Response Headquarters to

the Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisoma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village) was issued

regarding the change of the reference value for the screening level for

decontamination of radioactivity.

(March 2 1st)

07:45 Directive titled as "Administration of the stable Iodine" was issued

from Local Nuclear Emergency Response Headquarters to the

Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisouma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village), which directs the

above-mentioned governor and the heads to administer stable Iodine

under the direction of the headquarters and in the presence of medical

experts, and not to administer it on personal judgements.

16:45 Directive titled as 'Ventilation for using heating equipments within

the in-house evacuation zone" was issued from the Director-General of

Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to publicly announce the guidance to the residents

within the in-house evacuation zone, concerning the indoor use of

heating equipments that require ventilation, in order to avoid

poisoning from carbon monoxide and to reduce exposure.
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17:50 Directive from the Director-general of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi and Gunma was issued, which direct the

above-mentioned governors to issue a request to relevant businesses

and people to suspend shipment of spinach, Kakina (a green

vegetable) and raw milk for the time being.

(March 22nd)

16:00 NISA received the response (Advice) from Nuclear Safety Commission

Emergency Technical Advisory Body to the request for advice made by

NISA, regarding the report from TEPCO titled as "The Results of

Analysis of Seawater" dated March 22nd.

(March 25th)

NISA directed orally to the TEPCO regarding the exposure of

workers at the turbine building of Unit 3 of Fukushima Dai-ichi
Nuclear Power Station occurred on March 24th, to review immediately

and to improve its radiation control measures from the viewpoint of

preventing a recurrence.

(March 28th)

Regarding the mistake in the evaluation of the concentration

measurement in the stagnant water on the basement floor of the

turbine building of Unit 2 of Fukushima Dai-ichi NPS announced by

TEPCO on 27 March, NISA directed TEPCO orally to prevent the
recurrence of such a mistake.

13:50 Receiving the suggestion by the special meeting of Nuclear Safety

Commission (NSC) (Stagnant water on the underground floor of the

turbine building at Fukushima Dai-ichi Plant Unit 2), NISA directed

TEPCO orally to add the sea water monitoring points and carry out

the groundwater monitoring.

Regarding the delay in the reporting of the water confirmed

outside of the turbine buildings, NISA directed TEPCO to accomplish

the communication in the company on significant information in a

timely manner and to report it in a timely and appropriate manner.
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(March 29th)

11:16 The report was received, regarding the accident and trouble etc. in

Onagawa NPS of Tohoku Electric Power Co. Inc. (the trouble of pump

of component cooling water system etc. in Unit 2 and the fall of heavy

oil tank for auxiliary boiler of Unit 1 by tsunami), pursuant to the

Article 62-3 of the Nuclear Regulation Act and the Article 3 of the

Ministerial Ordinance for the Reports related to Electricity.

In order to strengthen the system to assist the nuclear accident

sufferers, the "Team to Assist the Lives of the Nuclear Accident

Sufferers" headed by the Minister of Economy, Trade and Industry
was established and the visits, etc. by the team to relevant cities,

towns and villages were carried out.

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.1 for the residents within the area from 20 km to 30

km radius.

(March 30th)
Directions as to the implementation of the emergency safety

measures for the other power stations considering the accident of

Fukushima Dai-ichi and Dai-ni NPSs in 2011 was issued and handed

to each electric power company and the relevant organization.

(March 3 1st)

Regarding the break-in of the propaganda vehicle to Fukushima

Dai-ni NPS on 31 March, NISA directed TEPCO orally to take the

carefully thought-out measures regarding physical protection, etc.

NISA alerted TEPCO to taking the carefully though-out measures regarding

radiation control for workers.

The Local Nuclear Emergency Response Headquarters issued the
News Letter No.2 for the residents within the area from 20 km to 30

km radius.

(April 1st)

NISA strictly alerted TEPCO to taking appropriate measures

concerning the following three matters regarding the mistake in the
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result of nuclide analysis.
- Regarding the past evaluation results on nuclide analysis, all the

nuclides erroneously evaluated should be identified and the-

re-evaluation on them should be promptly carried out.
- The causes for the erroneous evaluation should be investigated

and the thorough measures for preventing the recurrence should

be taken.
- Immediate notification should be done in the stage when any

erroneous evaluation results, etc. are identified.

(April 2nd)

Regarding the outflow of the liquid including radioactive materials
from the area around the Intake Channel of Unit 2 of Fukushima

Dai-ichi NPS, NISA directed TEPCO orally to carry out nuclide
analysis of the liquid sampled, to confirm whether there are other

outflows from the same parts of the facilities as the one, from which

the outflow was confirmed around the Unit 2, and to strengthen
monitoring through sampling water at more points around the

facilities concerned.

(April 4th)

On the imperative execution of the discharge to the sea as an

emergency measure, NISA requested the technical advice of NSC and

directed TEPCO to survey and confirm the impact of the spread of

radioactive materials caused by the discharge, by ensuring continuity

of the sea monitoring currently underway and enhancing it (Increase

of the frequency of measuring as well as the number of monitoring

points), disclose required information, as well as to enhance the

strategy to minimize the discharge amount.

(April 5th)
Directions as to the implementation of advance notification and

contact to the local governments with regard to taking measures

related to discharge of radioactive materials from Fukushima Dai-ichi

NPS, which have a possible impact on the environment, was issued.
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(April 6th)

On the implementation of the nitrogen iniection to PCV of Unit 1,
NISA directed TEPCO on the following three points. (12:40 April 6th)

01 Properly control the plant parameters, and take measures

appropriately to ensure safety in response to changes in the

parameters. O2Establish and implement an organizational structure

and so on that will ensure the safety of the workers who will engage in

the operation. 03As the possibility of leakage of the air in PCV to the

outside due to the nitrogen injection cannot be ruled out, through the

judicious and further enhanced monitoring, TEPCO shall survey and

confirm the impact of the release and spreading of radioactive

materials due to the nitrogen iniection, and strive to disclose

information.

< Possibility on radiation exposure (As of 08:00 April 7th) >

1. Exposure of residents

(1) Including the about 60 evacuees from Futaba Public Welfare Hospital to
Nihonmatsu City Fukushima Gender Equality Centre, as the result of

measurement of 133 persons at the Centre, 23 persons counted more

than 13,000 cpm were decontaminated.

(2) The 35 residents transferred from Futaba Public Welfare Hospital to
Kawamata Town Saiseikai Kawamata Hospital by private bus arranged

by Fukushima Prefecture were judged to be not contaminated by the

Prefectural Response Centre.

(3) As for the about 100 residents in Futaba Town evacuated by bus, the
results of measurement for 9 of the 100 residents were as follows. The

evacuees, moving outside the Prefecture (Miyagi Prefecture), were

divided into two groups, which joined later to Nihonmatsu City

Fukushima Gender Equality Centre.

No. of Counts No. of Persons

18,000 cpm 1

30,000-36,000 cpm 1
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40,000 cpm 1

little less than 40,000 cpm* 1

very small counts 5
*(These results were measured without shoes, though the first

measurement exceeded 100,000 cpm.)

(4) The screening was started at the Off site Centre in Okuma Town from
March 12th to 15th. 162 people received examination until now. At the

beginning, the reference value was set at 6,000 cpm. 110 people were at
the level below 6,000 cpm and 41 people were at the level of 6,000 cpm or

more. When the reference value was increased to 13,000 cpm afterward,

8 people were at the level below 13,000 cpm and 3 people are at the level

of 13,000 cpm or more.
The 5 out of 162 people examined were transported to hospital after

being decontaminated.

(5) The Fukushima Prefecture carried out the evacuation of patients and

personnel of the hospitals located within 10km area. The screening of all
the members showed that 3 persons have the high counting rate. These

members were transported to the secondary medical institute of

exposure. As a result of the screening on 60 fire fighting personnel
involved in the transportation activities, the radioactivity higher than

twice of the back ground was detected on 3 members. Therefore, all the

60 members were decontaminated.

(6) Fukushima Prefecture has started the screening from 13 March. It is

carried out by rotating the evacuation sites and at the 13 places (set up
permanently) such as health offices. Up until April 4th, the screening

was done to 128,798 people. Among them, 102 people were above the

100,000 cpm, but when measured these people again without clothes, etc.,

the counts decreased to 100,000 cpm and below, and there was no case

which affects health.

2. Exposure of workers
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As for the workers conducting operations in Fukushima Dai-ichi NPS,

the total number of people who were at the level of exposure more than

100 mSv becomes 21.

For two out of the three workers who were confirmed to be at the level

of exposure more than 170 mSv on March 24, the attachment of

radioactive material on the skin of both legs was confirmed. As the two

workers were judged to have a possibility of beta ray burn, they were

transferred to the Fukushima Medical University Hospital, and after that,

on March 25th, all of the three workers arrived at the National Institute

of Radiological Sciences in the Chiba Prefecture. As the result of

examination, the level of exposure of their legs was estimated to be from 2

to 3 Sv. The level of exposure of both legs and internal did not require

medical treatment, but they decided to monitor the progress of all three

workers in the hospital. All the three workers have been discharged from

the hospital around the noon on 28 March.

At around 11:35 April 1st, a worker fell into the sea when he went on

board the barge of the US Armed forces in order to adjust the hose. He was

rescued immediately by other workers around without any injury and

external contamination. In order to make double sure, the existence of

internal radionuclide contaminant is being confirmed by a whole-body

counter.

3. Others

(1) 4 members of Self-Defence Force who worked in Fukushima Dai-ichi

NPS were injured by explosion. One member was transferred to National

Institute of Radiological Sciences. After the examination, judged that

there were wounds but no risk for health from the exposure, the one was

released from the hospital on March 17th. No other exposure of the

Self-Defence Force member was confirmed at the Ministry of Defence.

(2) As for policeman, the decontaminations of two policemen were confirmed

by the National Police Agency. Nothing unusual was reported.

(3) On March 24th, examinations of thyroid gland for 66 children aged from

1 to 15 years old were carried out at the Kawamata Town public health

Center. The result was at not at the level of having harmful influence.

(4) From March 26th to 27th, examinations of thyroid gland for 137 children

aged from 0 to 15 years old were carried out at the Iwaki City Public
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Health Center. The result was not at the level of having harmful

influence.

(5) From March 28th to 30th, examinations of thyroid gland for 946 children

aged from 0 to 15 years old were carried out at the Kawamata Town

Community Center and the Iidate Village Office. The result was not at

the level of having harmful influence.

<Directive of screening levels for decontamination of radioactivity>

(1) On March 20th, the Local Nuclear Emergency Response Headquarters

issued the directive to change the reference value for the screening level

for decontamination of radioactivity as the following to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village).

Old: 40 Bq/cm 2 measured by a gamma-ray survey meter or 6,000 cpm

New: 1 p Sv/hour (dose rate at 10cm distance) or 100,000cpm

equivalent

<Directives of administrating stable Iodine during evacuation>

(1) On March 16th, the Local Nuclear Emergency Response Headquarters

issued "Directive to administer the stable Iodine during evacuation from

the evacuation area (20 km radius)" to the Prefectural Governor and the

heads of cities, towns and villages (Tomioka Town, Hutaba Town, Okuma

Town, Namie Town, Kawauchi Village, Naraha Town, Minamisouma City,

Tamura City, Kazurao Village, Hirono Town, Iwaki City and lidate

Village).

(2) On March 21st, the Local Nuclear Emergency Response Headquarters

issued Directive titled as "Administration of the stable Iodine" to the

Prefectural Governor and the heads of cities, towns and villages (Tomioka

Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi Village,

Naraha Town, Minamisouma City, Tamura City, Kazurao Village, Hirono

Town, Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to administer stable Iodine under the direction of the

headquarters and in the presence of medical experts, and not to

administer it on personal judgements.
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<Situation of the injured (As of 08:00 April 7th)>

1. Injury in Unit 1 of Fukushima Dai-ichi NPS due to earthquake on 11

March

- Two employees (slightly, have already gone back working)

- Two subcontract employees (one fracture in both legs, be in hospital)

- Two died (After the earthquake, two TEPCO's employees missed and had

been searched continuously. In the afternoon of March 30th, the two

employees were found on the basement floor of the turbine building of

Unit 4 and were confirmed dead by April 2nd.)

2. Injury due to the explosion of Unit 1 of Fukushima Dai-ichi NPS on 12

March

Four employees (two TEPCO's employees and two subcontractor's

employees) were injured at the explosion and smoke of Unit 1 around

the turbine building (non-controlled area of radiation) and were

examined by Kawauchi Clinic. Two TEPCO's employees return to work

again and two subcontractors' employees are under home treatment.

3. Injury due to the explosion of Unit 3 of Fukushima Dai-ichi NPS on 14

March.

- Four TEPCO's employees (They have already return to work.)

- Three subcontractor employees (They have already return to work.)

- Four members of Self-Defence Force (one of them was transported. to

National Institute of Radiological Sciences considering internal possible

exposure. The examination resulted in no internal exposure. The

member was discharged from the institute on March 17th.)

4. Other injuries

- On the earthquake on 11 March, one subcontractor's employees (a crane

operator) died in Fukushima Dai-ni NPS. (It seems that the tower crane

broke and the operator room was crushed and the person was hit on the

head.)
- Two subcontractor's employees were injured during working at

temporary control panel of power source in the Common Spent Fuel Pool,

transported to where were industrial medical doctors the Fukushima
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Dai-ni NPS on 22 and 23 March. (One employee has already returned to

work and the other is under home treatment.)

- One emergency patient on 12 March. (Cerebral infarction, transported

by the ambulance, be in hospital)

- Ambulance was requested for one employee complaining the pain at left

chest outside of control area on March 12. (Conscious, under home

treatment)
- Two employees complaining discomfort wearing full-face mask in the

main control room were transported to Fukushima Dai-ni NPS for a

consultation with an industrial doctor on 13 March. (One employee has

already returned to work and the other is under home treatment.)

<Situation of resident evacuation (As of 08:00 April 6th•)>

At 11:00 March 15th, the Prime Minister directed in-house stay to the

residents in the area from 20 km to 30 km radius from Fukushima Dai-ichi

NPS. The directive was conveyed to Fukushima Prefecture and related

municipalities.

Regarding the evacuation as far as 20-km from Fukushima Dai-ichi NPS

and 10-km from Fukushima Dai-ni NPS, necessary measures have already

been taken.
" The in-house stay in the area from 20 km to 30 km from Fukushima

Dai-ichi NPS is made fully known to the residents concerned.

" Cooperating with Fukushima Prefecture, livelihood support to the

residents in the in-house stay area are implemented.

" On March 28th, Chief Cabinet Secretary mentioned the continuation of

the limited-access within the area of 20 km from Fukushima Dai-ichi

NPS. On the same day, the Local Nuclear Emergency Response

Headquarters notified the related municipalities of forbidding entry to

the evacuation area within the 20 km zone.

<Directives regarding foods and drinks>

Directive from the Director-General of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi, Gunma, and Chiba was issued, which directed
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above-mentioned governors to suspend shipment and so on of the following

products for the time being.

The Government Nuclear Emergency Response Headquarters organized

the thoughts of imposing and lifting restrictions on shipment as follows,

considering the NSC's advice.

- The area where restrictions on shipment to be imposed or lifted could be

decided in units of the area where a prefecture is divided into, such as

cities, towns, villages and so on, considering the spread of the

contamination affected area and the actual situation of produce

collection, etc.

- The restriction on shipment of the item, of which the result of the sample

test exceeded the provisional regulation limits, shall be decided by

judging in a comprehensive manner considering the regional spread of

the contamination impact.

- Lifting the restrictions on shipment shall be implemented when a series

of three results of nearly weekly tests for the item or the area falls below

the provisional regulation limits, considering the situation of the

Fukushima Dai-ichi NPS.

- However, the tests shall be carried out nearly weekly after the lifting,

while the release of the radioactive materials from the NPS continues.

(1) Items under the suspension of shipment and restriction of intake (As of

April 6th)

Prefectures Suspension of shipment Restriction of intake

Fukushima Non-head type leafy Non-head type leafy
Prefecture vegetables, head type leafy vegetables, head type leafy

vegetables, flowerhead vegetables, flowerhead

brassicas (Spinach, brassicas (Spinach,

Cabbage, Broccoli, Cabbage, Broccoli,

Cauliflower, Komatsuna *, Cauliflower, Komatsuna *,

Kukitachina ', Kukitachina *,

Shinobufuyuna *, Rape, Shinobufuyuna, Rape,

Chijirena, Santouna *, Chijirena, Santouna *,
Kousaitai*, Kakina *, etc.), Kousaitai*, Kakina*, etc.)

Turnip, Raw milk

Ibaraki Spinach, Kakina*, Parsley,
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Pref. Raw milk

Tochigi Spinach, Kakina *

Pref.

Gunma Spinach, Kakina *

Pref.

Chiba Pref. - Spinach from Katori City
and Tako Town
Spinach, Qing-geng-cai,

Garland chrysanthemum,

Sanchu Asian lettuce,

Celery and Parsley from

Asahi City
•*a green vegetable

(2) Request for restriction of drinking for tap-water (As of 08:00 April 6th)

Scope under Water service (Local governments requested for
restriction restriction)
All residents None
Babies <Fukushima Prefecture>
-Water services Iitate small water service (Iitate Village, Fukushima
that continue to Prefecture)
respond to the
directive

- Tap-water Non
supply service
that continues
to respond to
the directive

<Directive regarding the ventilation when using heating equipments in the

aria of indoor evacuation >

On March 21st, Directive titled as "Ventilation for using heating

equipments within the in-house evacuation zone" from the Director-General

of Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town, Hutaba

Town, Okuma Town, Namie Town, Kawauchi Village, Naraha Town,

Minamisouma City, Tamura City, Kazurao Village, Hirono Town, Iwaki City
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and Iidate Village) was issued, which directs those governor and heads to

publicly announce the guidance to the residents within the in-house

evacuation zone, concerning the indoor use of heating equipments that

require ventilation, in order to avoid poisoning from carbon monoxide and to

reduce exposure.

< Fire Bureaus'Activities>

* From 11:00 till around 14:00 on March 22nd, Niigata City Fire Bureau

and Hamamatsu City Fire Bureau gave guidance to TEPCO as to the set

up of large decontamination system.

* From 8:30 till 9:30, from 13:30 till 14:30 on March 23rd, Niigata City Fire

Bureau and Hamamatsu City Fire Bureau gave guidance to TEPCO as to

the operation of large decontamination system.

(Contact Person)

Mr. Toshihiro Bannai

Director, International Affairs Office,

NISA/METI

Phone:+81-(0)3-3501-1087
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Fukushima Dai-ichi Nuclear Power Station Major Parameters of the Plant (As of 14:00, A ril 8th)
Unit No. Unit I Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Injecting fresh water via the Injecting fresh water via the Fire Injecting fresh water via the Fire
Water Supply Line. Extinguish Line. Extinguish Line.

Situation of water injection Flow rate of injected water : 6 Flow rate of injected water : 7 Flow rate of injected water: 7 Under Under Under
m3/h m3/h m3/h shutdown shutdown shutdown
(As of 17:30, April 3rd) (As of 19:00, April 7th) (As of 17:32, April 3rd)
temporary measuring instrument temporary measuring instrument temporary measuring instrument

Shutdown Shutdown
Fuel range A: -1,650mm Fuel range A:-1,850mm range range

Reactor water level Fuel range B : -1,650mm Fuel range A: -1,500mm Fuel range B:-2,250mm #2 measurement measurementReatorwatr lve Ful rngeB :-1650m (s o 1200 Apil th)Fue rngeB:-,25mm1,644mm 1,668mm

(As of 12:00, April 8th) (As of 12:00, April 8th) (As of 12:00, April 8th) (As of 14:00, (As of 14:00

April 8th) April 8th)
0.395MPa g(A) -0.020MPa g (A) -0.004MPa g (A) 0.003MPa g 0.005MPa g

Reactor pressure 0.793MPa g(B) -0.020MPa g (D) -0.079MPa g (C) #2 (As of 14:00, (As of 14:00,
(As of 12:00, April 8th) (As of 12:00,April 8th) (As of 12:00, April 8th) April 8th) April 8th)

45.5 0C 22.7 0C
Reactor water temperature (Impossible collection due to low system flow rate) #2 (As of 14:00, (As of 14:00,

April 8th) April 8th)
Feedwater nozzle temperature: Feedwater nozzle temperature: Feedwater nozzle temperature: Unit 4

Reactor Pressure Vessel 246.6°C(under survey) 141.2 0C 88.8°C (under survey) No heating element (fuel) inside the reactor
(RPV) temperature Temperature at the bottom head Temperature at the bottom head Temperature at the bottom head Unit 5,6

of RPV: 1 19.40C of RPV: #1 of RPV: 110.70C Unit 5,6
(As of 13:00, April 8th) (As of 12:00, April 8th) (As of 12:00, April 8th) Monitoring by the reactor water temperature
D/W: 0.185MPa abs D/W: 0.100MPa abs D/W: 0.1052MPa abs

Pre Ps sur S/C: 0.155MPa abs S/C:Down scale (under survey) S/C: 0.1 722MPa abs #2
(As of 13:00, April 8th) (As of 12:00, April 8th) (As of 12:00, April 8th)

D/W: 6.83 X 10 Sv/h(under survey) D/W: 2.94 X 10 Sv/h D/W: 1.88 X 10 Sv/h
CAMS*3 S/C: 1.22 X 101Sv/h S/C: 7.65 X 10-1Sv/h S/C: 7.38 X 10" Sv/h #2

(As of 13:00, April 8th) (As of 12:00,April 8th) (As of 12:00, April 8th)
D/W* I design operating 0.384MPa g(2.485MPaabs) 0.384MPa g(0.485MPa abs) 0.384MPag(.485MPa abs) #2
pressure
D/W*I maximum 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs)
operating pressure

34.70C 30.50C
Spent(As of 12:00, April 8th) #1 #1 (As of 14:00, (As of 8:00,

(Asof_12:00,_April_8th)_April 8th) April 8th)

4, 900mm
4,500mrn 5,500mm

FPC skimmer level (As of 12:00, April 8th) (As of 12:00, April 8th) #1 (As of 12:00, #2
April 8th)

Power supply Receiving external power supply (P/C*4 2C) Receiving external power supply (P/C4D) Receiving external power
I I supply



Common Unit5: Unit6:
Unit2: Confirmed the indicated value of S/C Pressure but continuing to survey the transition of pool: about Supplemental SHC*5 mode
condition 28 `C (As of Fuel Pool (From 10:16

Other information Unit3: Collecting the data of RPV temperature and continuing survey for transitional situation 7:20, April Cooling April 7th)
Unitl: Collecting the data of feedwater nozzle temperature and CAMS(D/W) and continuing survey for 8th) mode (From
transitional situation 10:22 April

8th)

Pressure conversion Gauge pressure (MPa g) = Absolute pressure (MPa abs) - Atmospheric pressure (Normal atmospheric pressure 0.1013MPa)
Absolute pressure (MPa abs) = Gauge pressure (MPa g) + Atmospheric pressure (Normal atmospheric pressure 0.1013MPa)

*1
*2
*3
*4
*5

#1
#2

D/W
S/C
CAMS
P/C
SHC

Dry Well
Suppression Chamber
Containment Atmospheric Monitoring System
Power Center
Shutdown Cooling

Measuring instrument malfunction
Except from data collection



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 1
(As of 13:00 April 6th, 2011) 4V-Ijor- vents-afte rthe earthquake

I

Spent Fuel Pool Water Temperature - 'C
Condition: Indicator failure I

Reactor Pressure A 0.414MPa*
Reactor Pressure B 0.754MPa*
Condition : No large fluctuation
*converted to absolute pressure
Reactor Water Level A -- 1,650mm
Reactor Water Level B -1,650mm
Condition: No flooding of top of active

fuel until the above level

Reactor Water Temperature -
Condition: No data available

Oc

Reactor Pressure Vessel (RPV)
Temperature:

Feedwater Nozzle Temperature
:214.0(C

Temperature at the bottom head of
RPV :115.0°C

1 1 th 14:46 Under operation, Automatic

shutdown by the earthquake
11th 15:42 Report based on the Article 10 (Total

loss of A/C power)
1 1 th 16:36 Occurrence of the Article 15 event

(Inability of water injection of the Emergency
Core Cooling System )

12th 01:20 Occurrence of the Article 15 event
(Unusual rise of the pressure in PCV)

12th 10:17 Started to vent.
12th 15:36 Sound of explosion
12 th 20:20 Started to inject seawater and

borated water to core.
2 3 rd 02:33 The amount of injected water to the

Rector Core was increased utilizing the
Feedwater Line in addition to the Fire
Extinguish Line. (2m 3/h -- 18m 3/h)
09:00 Switched to the Feedwater Line
only.(18m 3/h -)11m 3/h)

2 4 th 11:30 Lighting in the Central Control Room
was recovered.

2 5 th 15:37 Started fresh water injection.
29th 08:32 Switched to the water injection to the

core using the temporary motor-driven pump.
3 1st 12:00 - 2 nd 15:26 Started to transfer the

stagnant water from the Condensate Storage
Tank (CST) to the Surge Tank of Suppression
Pool Water (SPT)

31st 13:03- 16:04 Water spray by Concrete
Pump Truck (Fresh water)

3rd 12:02 The power supply to the temporary
motor-driven pump was switched from the
temporary power supply to the external
power supply.

3 rd 13:55 Started to transfer the water from the
condenser to CST.

PCV* 3 Pressure O.15OMPa

Condition: No large fluctuationI
S/P*4 Water Temperature - °C

Condition: No data available
S/P* 4 Pressure O.15OMPa
Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water is being injected to the Spent Fuel Pool
and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 2
( As of 13:00 April 6th, 2011 ) i Major Events after the earthquake I

11th 14:46 Under operation, Automatic shutdown by the earthquake
11h 15:42 Report based on the Article 10 (Total loss of A/C power)
111h 16:36 Occurrence of the Article 15 event (Inability of water injection of the Emergency

Core Cooling System )
1 3th 11:00 Started to vent.
14 th 13:25 Occurrence of the Article 15 event (Loss of reactor cooling functions)
14 th 16:34 Started to inject seawater to the Reactor Core.

14 th 22:50 Occurrence of the Article 15 event (Unusual rise of the pressure in PCV)
15th 00:02 Started to vent.

1 5th 06:10 Sound of explosion

1 5 th around 06:20 Possible damage of the suppression chamber
201 15:05-17:20 Approximately 40 ton seawater injection to the Spent Fuel Pool (SFP) via

the Fuel Pool Cooling Une (FPC)
201h 15:46 Power Center received electricity.
211t 18:22 White smoke generated. The smoke died down and almost invisible at 07:11

March 22n'd.
22nd 16:07 Injection of around 18 tons of seawater to SFP
251h 10:30-12:19 Sea water injection to SFP via FPC
26th 10:10 Started to inject fresh water to the Reactor Core.
26th 16:46 Lighting in the Central Control Room was recovered.
27 th 18:31 Switched to the water injection to the core using the temporary motor-driven

pump.
29th 16:30-•18:25 Switched to the temporary motor-driven pump injecting fresh water to

SFP.
2 9 th 16 :4 5- 111:50 Transferred the water from the Condensate Storage Tank (CST) to the

Surge Tank of Suppression Pool Water (SPT)
30th 9:25- 23:50 Confirmed malfunction of the temporary motor-driven pump injecting

fresh water to SFP(9:45). Switched to the injection using the fire pump Truck, but
suspended as cracks were confirmed in the hose. (12:47, 13:10) Resumed injection of
fresh water(19:05)

1V 14:56-17:05 Injection of fresh water from FPC to SFP using the temporary motor-driven
pump.

2 nd around 9:30 The water, of which the dose rate was at the level of more than 1,000mSv/h
was confirmed to be collected in the pit located near the Intake Channel of Unit 2. The
outflow from the lateral surface of the pit into the sea was also confirmed.

2nd 17:10 Started to transfer the water from the condenser to the Condensate Storage Tank
(CST).

31d 12:12 The power supply to the temporary motor-driven pump was switched from the
temporary power supply to the external power supply.

3Yd 13:47-14:30 20 bags of sawdust, 80 bags of high polymer absorbent and 3 bags of
cutting-processed newspaper were put into the Pit for the Conduit.

4 0 7:08-7:11 Approximately 13kg of tracer (bath agent) was put in from the Pit for the
Duct for Seawater Pipe.

4th 11:05S13:37 Injection of fresh water from FPC to SFP using the temporary motor-driven
pump.

5 th 14:15 Tracer is confirmed to outflow through the permeable layer around the pit into
the sea.
15:07 Started to inject coagulant.

6th around 5:38 The water outflow from the lateral surface of the pit was confirmed to
stopped.

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 3
( As of 13:00 April 6th, 2011 ) Major Events after the earthquake I

I Spent Fuel Pool Water Temperature - *CCondition: Indicator failure

1

I

I

Reactor Pressure A 0.106MPa*
Reactor Pressure C 0.015MPa*
Condition: No large fluctuation

*converted to absolute pressure
Reactor Water Level A - 1,800mm
Reactor Water Level B - 2,200mm
Condition: No flooding of top of
active fuel to the above level

Reactor Water Temperature -- C
Condition: No data available

Reactor Pressure Vessel (RPV)
Temperature
Feedwater Nozzle Temperature

:78.8 0C(under survey)
Temperature at the bottom head of
RPV : 115.0 0C

1 1 th 14:46 Under operation, Automatic shutdown by the earthquake
1 1 th 15:42 Report based on the Article 10 (Total loss of A/C power)
13th 05:10 Occurrence of the Article 15 event (Inability of water injection

of the Emergency Core Cooling System)
13th 08:41 Started to vent.
1 3 th 13:12 Started to inject seawater and borated water to core.
1 4 th 05:20 Started to vent.
1 4 th 07:44 Occurrence of the Article 15 event (Unusual rise of the

pressure in PCV)
14th 11:01 Sound of explosion
1 6 th around 08:30 White smoke generated.
1 7 th 09:48- 10:01 Water discharge by the helicopters of Self-Defense

Force
1 7 th 19:05-19:15 Water spray from the ground by High pressure water-

cannon trucks of Police
1 7 th 19:35-20:09 Water spray from the ground by fire engines of Self-

Defense Force
18th before 14:00-14:38 Water spray from the ground by 6 fire engines

of Self-Defense Force
18th - 14:45 Water spray from the ground by a fire engine of the US

Military
19th 00:30 -01:10 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
1 9 th 14:10 - 2 0 th 03:40 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 0 th 11:00 Pressure of PCV rose(320kPa).Afterward fell.
2 0 th 21:36 - 21st 03:58 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
211t around 15:55 Grayish smoke generated and was confirmed to be died

down at 17:55.
221 15:10 - 16:00 Water spray by Hyper Rescue Unit of Tokyo Fire

Department and Osaka City Fire Bureau.
22nd 22:46 Lighting in the Central Control Room was recovered.
231 11:03 - 13:20 Injection of about 35ton of sea water to the Spent Fuel

Pool (SFP) via the Fuel Pool Cooling Line (FPC)
23d around 16:20 Black smoke generated and was confirmed to died

down at around 23:30 and 24th 04:50.
2 4 th 05:35-16:05 Approximately 120 ton sea water injection to SFP via

FPC
2 5 th 13:28-16:00 Water spray by Kawasaki City Fire Bureau supported by

Tokyo Fire Department
2 5 th 18:02 Started fresh water injection to the core.
27t 12:34-14:36 Water spray by Concrete Pump Truck
28th 17 :4 0-31st around 8:40 Transferring the water from the Condensate

Storage Tank (CST) to the Surge Tank of Suppression Pool Water (SPT)
2 8 th 20:30 Switched to the water injection to the core using a temporary

motor-driven pump.
29th 14:17"- 18:18, 31st 16:30 19:33, 21 09:52-12:54, 4th 17:03- 19:19
Water spray by Concrete Pump Truck (Fresh water)
rd 12:18 The power supply to the temporary motor-driven pump was
switched from the temporary power supply to the external power supply.

Condition: No large fluctuation 1
S/p* 4 Water Temperature - *C
Condition : No data available
S/P*4 Pressure 0.1731MPa
Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 4
(As of 13:00 April 6th, 2011) IMajr events after the

Iearthquake I

I

In periodic inspection outage when the earthquake
occurred

1 4 th 04:08 Water temperature in the Spent Fuel Pool
(SFP), 84 0C

1 5 th 06:14 Confirmed the partial damage of wall in the
4 th floor.

1 5 th 09:38 Fire occurred in the 3 rd floor. (12:25

extinguished)
1 6 th 05:45 Fire occurred. TEPCO couldn't confirm any

fire on the ground. (06:15)
2 0 th 08:21-09:40 Water spray over SFP by Self-

Defense Force
2 0 th around 18:30-'19:46 Water spray over SFP by

Self-Defense Force
2 1 st 06:37"08:41 Water spray over SFP by Self-

Defense Force
2 1 st around 15:00 Work for laying cable to Power

Center was completed.
2 2 nd 10:35 Power Center received electricity.
2 2 nd 17:17-20:32, 2 3 rd 10:00-'13:02, 24 th 14:36-

17:30, 2 5 th 19:05-22:07, 2 7 th 16:55-19:25
Water spray by Concrete Pump Truck
2 5th 06:05 -10:20 Sea water injection to SFP via the

Fuel Pool Cooling Line (FPC)
29th 11:50 Lighting in the Central Control Room was

recovered.
30th 14:04-,18:33, 1 st 8:28-14:14, 3rd 17:14-22:16,

5 th 17:35"-'18:22
Water spray by Concrete Pump Truck (Fresh water)

*1 Residual Heat Removal System
*2 Emergency Diesel Generator

*3 Reactor Pressure Vessel

Current Conditions: No fuel is in RPV*3 .
Fresh water is being injected to the Spent Fuel Pool.

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 5
( As of 13:00 April 6th, 2011 )

In periodic inspection outage

- I

Water Temperature in the Pool: 35.2°C

Condition: Recovery of heat removal function

Reactor Pressure: O.106MPa*
Reactor Water Level: 1,965mm
Reactor Water Temperature: 42.30C
Condition: Pressure is under control.
*converted to absolute pressure

Reactor Pressure Vessel Temperature:
Monitoring by Reactor Water Temperature I

X Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

I

Current Conditions:
20th 14:30 Cold shutdown

211t 11:36 Receiving electricity from external power supply

23rd 17:24 Pump for Residual Heat Removal Seawater System (RHRS)
was automatically stopped when the power supply was switched
from the temporary to the permanent.

2 4 th 16:14 Repair of the RHRS pump was completed.

2 4 th 16:35 Started to cooling.

4 th 21:00 Started to discharge the groundwater with low-level

radioactivity in the Sub Drain Pit to the sea.
*1 Residual Heat
Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 6
( As of 13:00 April 6th, 2011 )

In periodic inspection outage I
The Emergency Diesel Generator (D/G) 6A was
excluded from standby because of insulation
resistance insulation drop.I

Water Temperature in the Pool : 29.50C
Condition: Recovery of heat removal
function.

m

Current Conditions:
2 0 th 19:27 Cold shutdown
2 2 nd 19:17 Receiving electricity from external power

supply
4 th 21:00 Started to discharge the groundwater with low-

level radioactivity in the Sub Drain Pit to the sea.
6 th 9:00 The Emergency Diesel Generator (D/G) 6A was put

out of service due to the malfunction of
the insulation resistance.

Reactor Pressure: 0.106MPa*
Reactor Water Level: 1,791mm
Rector Water Temperature: 21.10C
Condition: Pressure is under control.
*converted to absolute pressure

A Reactor Pressure Vessel Temperature:
Monitoring by Reactor Water Temperature

X •Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

*1 Residual Heat Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 1
(As of 6:00 April 7th, 20 1 ) IMajor Events after the earthquake k

I Spent Fuel Pool Water Temperature --Condition: Indicator failure I
Reactor Pressure A 0.464MPa*
Reactor Pressure B 0.859MPa*
Condition : No large fluctuation
*converted to absolute pressure
Reactor Water Level A -1,650mm
Reactor Water Level B -1,650mm
Condition: No flooding of top of

active fuel until the above level

Reactor Water Temperature -
Condition: No data available

oc

Reactor Pressure Vessel (RPV)
Temperature:

Feedwater Nozzle Temperature
:216.30C

Temperature at the bottom head of
RPV :116.20C

1 1th 14:46 Under operation, Automatic shutdown by the

earthquake
1 1th 15:42 Report based on the Article 10 (Total loss of A/C

power)

1 1th 16:36 Occurrence of the Article 15 event (Inability of
water injection of the Emergency Core Cooling System)

1 2 th 01:20 Occurrence of the Article 15 event (Unusual rise
of the pressure in PCV)

1 2th 10:17 Started to vent.

1 2 th 15:36 Sound of explosion

1 2th 20:20 Started to inject seawater and borated water to
core.

2 3rd 02:33 The amount of injected water to the Rector
Core was increased utilizing the Feedwater Line in
addition to the Fire Extinguish Line. (2m 3/h --)18m 3/h)
09:00 Switched to the Feedwater Line only.(18m 3/h
-- 11m 3/h)

2 4 th 11:30 Lighting in the Central Control Room was
recovered.

2 5 th 15:37 Started fresh water injection.
29th 08:32 Switched to the water injection to the core using

the temporary motor-driven pump.
31st 12:00 - 2 nd 15:26 Started to transfer the stagnant

water from the Condensate Storage Tank (CST) to the
Surge Tank of Suppression Pool Water (SPT)

3 1 st 13:03-"16:04 Water spray by Concrete Pump Truck
(Fresh water)

3 rd 12:02 The power supply to the temporary motor-driven
pump was switched from the temporary power supply to
the external power supply.

3 rd 13:55 Started to transfer the water from the condenser
to CST.

6th 22:30 Started operation for injection of nitrogen to
reactor containment

7 th 01:31 Confirmed starting injection of nitrogen to reactor
containment

PCV*3 Pressure 0.155MPa
Condition: No large fluctuation

S/P.4 Water Temperature -- °C
Condition: No data available

S/P* 4 Pressure 0.155MPa

Condition: No large fluctuation

*1 Residual Heat Removal System
*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

J

Current Conditions: Fresh water is being injected to the Spent Fuel Pool
and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 2
(As of 6:00 April 7th, 2011) I Major Events after the earthquake I

I
Spent Fuel Pool Water Temperature 48.0 0C I

I

Reactor Pressure A 0.083MPa*
Reactor Pressure D 0.076MPa*
Condition: No large fluctuation

*converted to absolute
pressure

Reactor Water Level A
- 1,500mm

Condition : No flooding of top of
active fuel to the above level

Reactor Water Temperature
- OC

Condition: No data available

Reactor Pressure Vessel (RPV)
Temperature:

Feedwater Nozzle Temperature
144.2°C

Temperature at the bottom
head of RPV - °C (Indicator
failure)

1 11h 14:46 Under operation, Automatic shutdown by the earthquake
1 1 1h 15:42 Report based on the Article 10 (Total loss of A/C power)

1 1 th 16:36 Occurrence of the Article 15 event (Inability of water injection of the Emergency
Core Cooling System )

131h 11:00 Started to vent.

1 4 th 13:25 Occurrence of the Article 15 event (Loss of reactor cooling functions)
14th 16:34 Started to inject seawater to the Reactor Core.
14th 22:50 Occurrence of the Article 15 event (Unusual rise of the pressure in PCV)
1501 00:02 Started to vent.
15" 06:10 Sound of explosion
1 5th around 06:20 Possible damage of the suppression chamber
20h 15:05-•17:20Approximately 40 ton seawater injection to the Spent Fuel Pool (SFP) via

the Fuel Pool Cooling Line (FPC)
20th 15:46 Power Center received electricity.
211 18:22 White smoke generated. The smoke died down and almost invisible at 07:11

March 22"d.
22"d 16:07 Injection of around 18 tons of seawater to SFP
25th 10:30- 12:19 Sea water injection to SFP via FPC
26"1 10:10 Started to inject fresh water to the Reactor Core.
26th 16:46 Lighting in the Central Control Room was recovered.
27th 18:31 Switched to the water injection to the core using the temporary motor-driven

pump.
291h 16:30-1 8:25 Switched to the temporary motor-driven pump injecting fresh water to

SFP.
29th 16:45- 1V 11:50 Transferred the water from the Condensate Storage Tank (CST) to the

Surge Tank of Suppression Pool Water (SPT)
301h 9:25 -23:50 Confirmed malfunction of the temporary motor-driven pump injecting

fresh water to SFP(9:45). Switched to the injection using the fire pump Truck, but
suspended as cracks were confirmed in the hose. (12:47, 13:10) Resumed injection of
fresh water(19:05)

1s' 14:56"17:05 Injection of fresh water from FPC to SFP using the temporary motor-driven
pump.

2nd around 9:30 The water, of which the dose rate was at the level of more than 1,000omSv/h,
was confirmed to be collected in the pit located near the Intake Channel of Unit 2. The
outflow from the lateral surface of the pit into the sea was also confirmed.

2nd 17:10 Started to transfer the water from the condenser to the Condensate Storage Tank
(CST).

3 d 12:12 The power supply to the temporary motor-driven pump was switched from the
temporary power supply to the external power supply.

3Yd 13:47-14:30 20 bags of sawdust, 80 bags of high polymer absorbent and 3 bags of
cutting-processed newspaper were put into the Pit for the Conduit.

41h 7:08-7:11 Approximately 13kg of tracer (bath agent) was put in from the Pit for the
Duct for Seawater Pipe.

4 th 11:05~ 13:37 Injection of fresh water from FPC to SFP using the temporary motor-driven
pump.

5 th 14:15 Tracer is confirmed to outflow through the permeable layer around the pit into
the sea.
15:07 Started to inject coagulant.

60h around 5:38 The water outflow from the lateral surface of the pit was confirmed to
stopped.

PCV* 3 Pressure 0.100MPa
Condition: No large
fluctuation I
S/P* 4 Water Temperature
- oc

Condition: No data available
S/p*4 Pressure - MPa

Condition: Down scale (under

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 3
( As of 6:00 April 7th, 2011 )

I Major Events after the earthquake I

Spent Fuel Pool Water Temperature - 'C
Condition: Indicator failure I

m

Reactor Pressure A 0.099MPa*
Reactor Pressure C 0.022MPa*
Condition: No large fluctuation

*converted to absolute pressure
Reactor Water Level A - 1,850mm
Reactor Water Level B -- 2,250mm
Condition: No flooding of top of
active fuel to the above level

Reactor Water Temperature -9C
Condition: No data available

Reactor Pressure Vessel (RPV)
Temperature
Feedwater Nozzle Temperature

:83.40C(under survey)
Temperature at the bottom head of
RPV : 115.8 0C

1 1 th 14:46 Under operation, Automatic shutdown by the earthquake
1 1 th 15:42 Report based on the Article 10 (Total loss of A/C power)
1 3th 05:10 Occurrence of the Article 15 event (Inability of water injection

of the Emergency Core Cooling System)
1 3 th 08:41 Started to vent.
1 3 th 13:12 Started to inject seawater and borated water to core.
14th 05:20 Started to vent.
1 4 th 07:44 Occurrence of the Article 15 event (Unusual rise of the

pressure in PCV)
14th 11:01 Sound of explosion
1 6 th around 08:30 White smoke generated.
1 7th 09:48'-10:01 Water discharge by the helicopters of Self-Defense

Force
1 7th 19:05- 19:15 Water spray from the ground by High pressure water-

cannon trucks of Police
1 7 th 19:35-20:09 Water spray from the ground by fire engines of Self-

Defense Force
1 8th before 14:00-'14:38 Water spray from the ground by 6 fire engines

of Self-Defense Force
1 8 th - 14:45 Water spray from the ground by a fire engine of the US

Military
19th 00:30 -01:10 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
19th 14:10 - 2 0 th 03:40 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 0 th 11:00 Pressure of PCV rose(320kPa).Afterward fell.
201h 21:36 - 21st 03:58 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 1st around 15:55 Grayish smoke generated and was confirmed to be died

down at 17:55.
22nd 15:10 -16:00 Water spray by Hyper Rescue Unit of Tokyo Fire

Department and Osaka City Fire Bureau.
22n 22:46 Lighting in the Central Control Room was recovered.
23rd 11:03 -13:20 Injection of about 35ton of sea water to the Spent Fuel

Pool (SFP) via the Fuel Pool Cooling Line (FPC)
2 3rd around 16:20 Black smoke generated and was confirmed to died

down at around 23:30 and 2 4th 04:50.
2 4th 05: 35 .. 16 :05 Approximately 120 ton sea water injection to SFP via

FPC
2 5 th 13:28- 16:00 Water spray by Kawasaki City Fire Bureau supported by

Tokyo Fire Department
2 5 th 18:02 Started fresh water injection to the core.
2 7th 12:34 14:36 Water spray by Concrete Pump Truck
2 8th 17 :40 -31st around 8:40 Transferring the water from the Condensate

Storage Tank (CST) to the Surge Tank of Suppression Pool Water (SPT)
2 8 th 20:30 Switched to the water injection to the core using a temporary

motor-driven pump.
29th 14:17-18:18,31st 16:30-19:33, 2 nd 09:52-12:54, 4 th 17:03~19:19
Water spray by Concrete Pump Truck (Fresh water)

3Yd 12:18 The power supply to the temporary motor-driven pump was
switched from the temporary power supply to the external power supply.

7 1h 06:53 Started water spray by Concrete Pump Truck (Fresh water)

pCV* 3 Pressure 0.1075MPa
Condition: No large fluctuation I
S/p* 4 Water Temperature - °C
Condition: No data available
S/p* 4 Pressure 0.1729MPa

Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core I'I

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 4
As of 6:00 April 7th, 2011 ) Major events aftertheearthquakeI

I

I

In periodic inspection outage when the earthquake
occurred

1 4 th 04:08 Water temperature in the Spent Fuel Pool
(SFP), 8400

1 5th 06:14 Confirmed the partial damage of wall in the
4 th floor.

1 5 th 09:38 Fire occurred in the 3 rd floor. (12:25
extinguished)

1 6 th 05:45 Fire occurred. TEPCO couldn't confirm any
fire on the ground. (06:15)

20th 08:21-09:40 Water spray over SFP by Self-
Defense Force

2 0 th around 18:30--19:46 Water spray over SFP by
Self-Defense Force

2 1st 06:37-08:41 Water spray over SFP by Self-
Defense Force

2 1 st around 15:00 Work for laying cable to Power
Center was completed.

2 2 nd 10:35 Power Center received electricity.
2 2 nd 17:17-20:32, 2 3 rd 10:00-13:02, 24 th 14:36-

17:30, 2 5 th 19:05-22:07, 2 7th 16:55-19:25
Water spray by Concrete Pump Truck
2 5th 06:05 - 10:20 Sea water injection to SFP via the

Fuel Pool Cooling Line (FPC)
2 9 th 11:50 Lighting in the Central Control Room was

recovered.
3 0 th 14:04-18:33, 1s' 8:28-'14:14, 3 rd 17:14"22:16,

5 th 17:35-18:22
Water spray by Concrete Pump Truck (Fresh water)

*1 Residual Heat Removal System
*2 Emergency Diesel Generator

*3 Reactor Pressure Vessel

Current Conditions: No fuel is in RPV*3.
Fresh water is being injected to the Spent Fuel Pool.

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 5
( As of 6:00 April 7th, 2011 )

In periodic inspection outage I
I

Water Temperature in the Pool: 34.80C

Condition: Recovery of heat removal function I Reactor Pressure: 0.103MPa*
Reactor Water Level: 1,822mm
Reactor Water Temperature: 34.80 C
Condition: Pressure is under control.
*converted to absolute pressure

Reactor Pressure Vessel Temperature:
Monitoring by Reactor Water Temperature I

X Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

I

Current Conditions:

2 0 th 14:30 Cold shutdown

2 1st 11:36 Receiving electricity from external power supply

23rd 17:24 Pump for Residual Heat Removal Seawater System (RHRS)
was automatically stopped when the power supply was switched
from the temporary to the permanent.

2 4 th 16:14 Repair of the RHRS pump was completed.

2 4 th 16:35 Started to cooling.
4 th 21:00 Started to discharge the groundwater with low-level

radioactivity in the Sub Drain Pit to the sea.
*1 Residual Heat
Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 6
( As of 6:00 April 7th, 2011 )

In periodic inspection outage The Emergency Diesel Generator (D/G) 6A was
excluded from standby because of insulation

Current Conditions:
2 0 th 19:27 Cold shutdown
2 2 nd 19:17 Receiving electricity from external power

supply
4 th 21:00 Started to discharge the groundwater with low-

level radioactivity in the Sub Drain Pit to the sea

• •Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

*1 Residual Heat Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



News Release Mini" roffccnofm" TWOd and lndusty

April 8, 2 0 1 1

Nuclear and Industrial Safety Agency

Seismic Damage Information (the 81st Release)
(As of 16:00 April 8th, 2011)

Nuclear and Industrial Safety Agency (NISA) confirmed the current

situation of Onagawa NPS, Tohoku Electric Power Co. Inc.; Fukushima
Dai-ichi and Fukushima Dai-ni NPSs, Tokyo Electric Power Co. Inc.

(TEPCO); Tokai Dai-ni NPS, Japan Atomic Power Co. Inc. as follows:

Major updates are as follows.

1. Nuclear Power Stations (NPSs)

0 Fukushima Dai-ichi NPS

I



News Release
0 PA a -5 inpistryoffcoaoow,, Trade ardnd~ustry

(Attached sheet)

1. The state of operation at NPS (Number of automatic shutdown units: 10)

* Fukushima Dai-ichi NPS, TEPCO

(Okuma Town and FutabaTown, Futaba County, Fukushima Prefecture)

(1) The state of operation

Unit 1 (460MWe):

Unit 2 (784MWe):

Unit 3 (784MWe):

Unit 4 (784MWe):

Unit 5 (784MWe):

Unit 6 (1,100MWe):

automatic shutdown

automatic shutdown

automatic shutdown

in periodic inspection outage

in periodic inspection outage,

at 14:30 March 20th

in periodic inspection outage,

at 19:27 March 20th

(As of 14:00 April 8th)

cold shutdown

cold shutdown

(2) Major Plant Parameters
Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Reactor 0.496(A) 0.081(A) 0.097(A)
Pressure*' 0 0.104 0.106
[MPa] 0.894(B) 0.081(D) 0.022(C)
CV Pressure 185 100 105.2 - -

(DOW) [kPa]

Reactor Water -1,650(A) -1,500(A) -1,850(A)
Level*2 [mm] -1,650(B) Not -2,250(B) 1,644 1,668

available(B)

Suppression
Pool Water
Temperature
(S/C) [°C].

Suppression down scale
Pool Pressure 155 (under 172.2 - -

(S/C) [kPa] survey)

Spent Fuel
Pool Water Indicator Indicator Indicator
Temperature Failure Failure Failure
loci

Time of 12:00 12:00 12:00 14:00 14:00

Measurement April 8th April 8th April 8th April 8th April April
8th 8th

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

2



News Release nAoVT

(3) Situation of Each Unit

<Unit 1>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (10:17 March 12th)
" Seawater injection to the Reactor Pressure Vessel (RPV) via the Fire

Extinguish Line was started. (20:20 March 12th)
--*Temporary interruption of the injection (01:10 March 14th)

" The sound of explosion in Unit 1 occurred. (15:36 March 12th)
" The amount of injected water to the Reactor Core was increased by

utilizing the Feedwater Line in addition to the Fire Extinguish Line.

(2m3/h-- 18m3/h). (02:33 March 23rd) Later, it was switched to the

Feedwater Line only (around 11m3/h). (09:00 March 23rd)
" Lighting in the Central Operation Room was recovered. (11:30 March

24th)
" Fresh water injection to RPV was started. (15:37 March 25)
" As the result of concentration measurement in the stagnant water on

the basement floor of the turbine building, 2.1 X 105Bq/cm 3 of 131I

(Iodine) and 1.8 X 106Bq/cm 3 of 137Cs (Caesium) were detected as major

radioactive nuclides.
" The pump for the fresh water injection to RPV of Unit 1 was switched

from the Fire Pump Truck to the temporary motor-driven pump. (08:32

March 29th.)
" The Stagnant water on the basement floor of the turbine building was

started to be transferred to the Condenser at around 17:00 March 24. As

the Condenser was confirmed to be almost filled with water, pumping

out of the water to the Condenser was stopped. (07:30 March 29th) In

order to prepare to transfer the stagnant water on the basement floor of

the turbine building to the Condenser, the water in the Condensate

Storage Tank started to be transferred to the Surge Tank of

Suppression Pool Water (A) (12:00 March 31th), after switching the

place where the water was to be transferred to the Surge Tank of

Suppression Pool Water (B) (15:25 March 31th), the transfer was

3



News Release

restarted and finished. (15:26 April 2nd)
" Water spray of around 90t (fresh water) over the Spent Fuel Pool using

Concrete Pump Truck was carried out. (From 13:03 till 16:04 March

31st) A test water spray using Concrete Pump Truck was carried out in

order to confirm the appropriate position for water spray. (From 17:16

till 17:19 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (10:42 to 11:52 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 1 to the Condenser, the transfer of the

water in the Condenser to the Condensate Storage Tank was started.

(13:55 April 3rd)
" Aiming at reducing the possibility of hydrogen combustion in the

Primary Containment Vessel (PCV) of Unit 1, the operations for the

injection of nitrogen to PCV were started. (22:30 April 6th)
" The start of nitrogen injection to PCV of Unit 1 was confirmed. (01:31

April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

8th)

* Fresh water injection to RPV is being carried out. (As of 16:00 April 8th)

<Unit 2>

" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (11:00 March 13th)
" The Blow-out Panel of reactor building was opened due to the explosion

in the reactor building of Unit 3. (After 11:00 March 14th)
" Reactor water level tended to decrease. (13:18 March 14th) TEPCO

reported to NISA the event (Loss of reactor cooling functions) falling

4
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under the Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:49 March 14th)

* Seawater injection to RPV via the Fire Extinguish line was started.

(16:34 March 14th)

* Water level in RPV tended to decrease. (22:50 March 14th)

* Operation of Vent (0:02 March 15th)
* A sound of explosion was made in Unit 2. As the pressure in

Suppression Pool (Suppression Chamber) decreased (06:10 March 15th),

there was a possibility that an incident occurred in the Chamber. (About

06:20 March 15th)

* Electric power receiving at the emergency power source transformer
from the external transmission line was completed. The work for laying

the electric cable from the facility to the load side was carried out.

(13:30 March 19th)

* Seawater injection of 40t to the Spent Fuel Pool was started. (From

15:05 till 17:20 March 20th)

* Power Center of Unit 2 received electricity (15:46 March 20th)

* White smoke generated. (18:22 March 21st)

* White smoke was died down and almost invisible. (As of 07:11 March

22nd)

* Seawater injection of 18t to the Spent Fuel Pool was carried out. (From

16:07 till 17:01 March 22nd)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 10:30 till 12:19 March 25th)
" Fresh water injection to RPV was started. (10:10 March 26th)
" Lighting of Central Operation Room was recovered (16:46 March26th)
" The pump for the fresh water injection to RPV of Unit 2 was switched

from the Fire Pump Truck to the temporary motor-driven pump.(18:31

March 27th)
" Regarding the result of the concentration measurement in the stagnant

water on the basement floor of the turbine building of Unit 2 of

Fukushima Dai-ichi NPS announced by TEPCO on 27 March, TEPCO
reported to NISA that as the result of analysis and evaluation through

re-sampling, judging the measured value of 1341 (Iodine) was wrong, the
concentrations of gamma nuclides including 1341 (Iodine) were less than

the detection limit. (00:07 March 28).
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" Seawater injection to the Spent Fuel Pool using the Fire Pump Truck

was switched to the fresh water injection using the temporary

motor-driven pump. (From 16:30 till 18:25 March 29th)
* As the malfunction of the temporary motor-driven pump, which had

been injecting to the Spent Fuel Pool of Unit 2 since 09:25 March 30th,

was confirmed at 09:45 March 30th, the injection pump was switched to

the Fire Pump Truck. However, because cracks were confirmed in the

hose (12:47 and 13:10 March 30th), the injection was suspended. Fresh

water injection was resumed. (From 19:05 till 23:50 March 30th)
" Fresh water injection of around 70t to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 14:56 till 17:05 April 1st)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the water in the

Condensate Storage Tank was transferred to the Surge Tank of

Suppression Pool Water. (From 16:45 March 29th till 11:50 April 1st)
" The water, of which the dose rate was at the level of more than 1,000

mSv/h, was confirmed to be collected in the pit (a vertical portion of an

underground structure) for laying electric cables, located near the

Intake Channel of Unit 2. In addition, the outflow from the crack with a

length of around 20 cm in the concrete portion of the lateral surface of

the pit into the sea was confirmed. (Around 09:30 April 2nd) In order to

stop the outflow, concrete was poured into the pit. (16:25, 19:02 April

2nd)
* In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the transfer of the
water in the Condenser to the Condensate Storage Tank was started.

(17:10 April 2nd)
" The cameras for monitoring the water levels in the vertical part of the

trench outside of the turbine building of Unit 2 and on the basement

floor of the turbine building of Unit 2 were installed. (April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out
using the Fire Pump Truck. (From 10:22 till 12:06 April 3rd)
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* The power supply for the fresh water injection to RPV was switched to
the external power supply. (12:12 April 3rd)

* As the measure to prevent the outflow of the water accumulated in the

Pits for Conduit in the area around the Inlet Bar Screen, the upper part

of the Power Cable Trench for power source at Intake Channel was

crushed and 20 bags of sawdust (3 kg/bag), 80 bags of high polymer

absorbent (100 g/bag) and 3 bags of cutting-processed newspaper (Large
garbage bag) were put inside. (From 13:47 till 14:30 April 3rd)

* Approximately 13kg of tracer (milk white bath agent) was put in from

the Pit for the Duct for Seawater Pipe. (From 07:08 till 07:11 April 4th)

* Fresh water injection (Around 70t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 11:05 till 13:37 April 4th)

* The tracer solution was put in from the two holes dug around the Pit for

the Conduit near the Inlet Bar Screen of Unit 2 and was confirmed to be

flowed out from the crack to the sea. (14:15 April 5th) The coagulant

(soluble glass) started to be injected from the holes around the Pit in
order to prevent the outflowing of the water. (15:07 April 5th) The

outflow of the water was confirmed to stop. (Around 05:38 April 6th) In

addition, it was confirmed that the water level in the turbine building

did not rise. Furthermore, the measurements to stop water by means of

rubber board and jig (prop) were implemented at the outflowing point.

(Finished at 13: 15 April 6th)
" One more pump for the transfer of the water in the Condenser of Unit 2

to the Condensate Storage Tank was installed. (Two pumps in total: 30
m3/h) (Around 15:40 April 5th)

" Fresh water injection (Around 36t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line was carried out. (From 13:39 till 14:34 April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

8th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 8th)

<Unit 3>

* TEPCO reported to NISA the event (Inability of water injection of the
Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

7
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(05:10 March 13th)

* Operation of Vent (08:41 March 13th)

* Fresh water started to be injected to RPV via the Fire Extinguish Line.

(11:55 March 13th)

* Seawater started to be injected to RPV via the Fire Extinguish Line.

(13:12 March 13th)

* Seawater injection for Units 1 and 3 was interrupted due to the lack of
seawater in pit. (01:10 March 14th)

* Seawater injection to RPV for Unit 3 was restarted. (03:20 March 14th)

* Operation of Vent (05:20 March 14th)

* PCV of Unit 3 rose unusually. (07:44 March 14th) TEPCO reported to
NISA on the event falling under the Article 15 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness. (7:52 March

14th)

* In Unit 3, the explosion like Unit 1 occurred around the reactor building

(11:01 March 14th)
" The white smoke like steam generated from Unit 3. (08:30 March 16th)
" Because of the possibility that PCV of Unit 3 was damaged, the workers

evacuated from the main control room of Units 3 and 4 (common control

room). (10:45 March 16th) Thereafter the operators returned to the
room and restarted the operation of water injection. (11:30 March 16th)

" Seawater was discharged 4 times to Unit 3 by the helicopters of the

Self-Defence Force. (9:48, 9:52, 9:58 and 10:01 March 17th)
" The riot police arrived at the site for the water spray from the grand.

(16:10 March 17th)
" The Self-Defence Force started the water spray using a fire engine.

(19:35 March 17th)
" The water spray from the ground was carried out by the riot police.

(From 19:05 till 19:13 March 17th)
" The water spray from the ground was carried out by the Self-Defense

Force using 5 fire engines. (19:35, 19:45, 19:53, 20:00 and 20:07 March

17th)
" The water spray from the ground using 6 fire engines (6 tons of water

spray per engine) was carried out by the Self-Defence Force. (From

before 14:00 till 14:38 March 18th)
" The water spray from the ground using a fire engine provided by the US

8
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Military was carried out. (Finished at 14:45 March 18th)
" Hyper Rescue Unit of Tokyo Fire Department carried out the water

spray. (Finished at 03:40 March 20th)
" The pressure in PCV of Unit 3 rose (320 kPa at 11:00 March 20th).

Preparation to lower the pressure was carried out. Judging from the

situation, immediate pressure relief was not required. Monitoring the
pressure continues. (120 kPa at 12:15 March 21st)

" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 3 by Hyper Rescue Unit of

Tokyo Fire Department was carried out (From 21:30 March 20th till

03:58 March 21st).
" Grayish smoke generated from Unit 3. (At around 15:55 March 21st)
" The smoke was confirmed to be died down. (17:55 March 21st)
" Grayish smoke changed to be whitish and seems to be ceasing. (As of

07:11 March 22nd)

* Water spray (Around 180t) by Tokyo Fire Department and Osaka City
Fire Bureau was carried out. (From 15:10 till 16:00 March 22nd)

" Lighting was recovered in the Central Operation Room. (22:43 March

22nd)
" Seawater injection of 35t to the Spent Fuel Pool via the Fuel Pool

Cooling Line was carried out. (From 11:03 till 13:20 March 23rd)
Around 120t of seawater was injected. (From around 5:35 till around

16:05 March 24th)
" Slightly blackish smoke generated from the reactor building. (Around

16:20 March 23rd) At around 23:30 March 23rd and around 4:50 March
24th, it was reported that the smoke seemed to cease.

" As the results of the survey of the stagnant water, into which workers
who were laying electric cable on the ground floor and the basement

floor of the turbine building of the Unit 3 walked, the dose rate on the
water surface was around 400mSv/h, and as the result of gamma-ray

analysis of the sampling water, the totaled concentration of each

nuclide of the sampling water was around 3.9x 106 Bq/cm 3.
" Water spray by Kawasaki City Fire Bureau supported by Tokyo Fire

Department was carried out. (From 13:28 till 16:00 March 25th)
" Fresh water injection to RPV was started. (18:02 March 25th)
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" Water spray of around 100t using Concrete Pump Truck (50t/h) was

carried out. (From 12:34 till 14:36 March 27th)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building to the Condenser, the water in the Condensate

Storage Tank is being transferred to the Surge Tank of Suppression

Pool Water. (From 17:40 March 28th till around 8:40 March 31st)
" The pump for the fresh water injection to RPV was switched from the

Fire Pump Truck to the temporary motor-driven pump. (20:30 March

28th)
" Fresh water spray of around 100t using Concrete Pump Truck (50t/h)

was carried out. (From 14:17 till 18:18 March 29th)
" Fresh water spray of around 105t using Concrete Pump Truck (50t/h)

was carried out. (From 16:30 till 19:33 March 31st)
" Fresh water spray of around 75t using Concrete Pump Truck (50t/h)

was carried out. (From 09:52 till 12:54 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" The camera for monitoring the water level in the vertical part of the

trench outside of the turbine building was installed. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:03 till 12:16 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:18 April 3rd)
" Fresh water spray of around 70t using Concrete Pump Truck (50t/h)

was carried out. (From 17:03 till 19:19 April 4th)
" Fresh water spray of around 70t using Concrete Pump Truck (50t/h)

was carried out. (From 06:53 till 08:53 April 7th)
" White smoke was confirmed to generate continuously (As of 06:30 April

8th)
" Fresh water injection to RPV is being carried out. (As of 16:00 April 8th)

<Unit 4>
" Because of the replacement work of the Shroud of RPV, no fuel was

inside the RPV.
" The temperature of water in the Spent Fuel Pool had increased. (84 °C
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at 04:08 March 14th)
" It was confirmed that a part of wall in the operation area of Unit 4 was

damaged. (06:14 March 15th)
" The fire at Unit 4 occurred. (09:38 March 15th) TEPCO reported that

the fire was extinguished spontaneously. (11:00 March 15th)
" The fire occurred at Unit 4. (05:45 March 16th) TEPCO reported that no

fire could be confirmed on the ground.(At around 06:15 March 16th)
" The Self-Defence Force started water spray over the Spent Fuel Pool of

Unit 4 (09:43 March 20th).
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 4 by Self-Defense Force

was started. (From around 18:30 till 19:46 March 20th).
" Water spray over the Spent Fuel Pool by Self-Defence Force using 13

fire engines was started (From 06:37 till 08:41 March 21st).
" Works for laying electric cable to the Power Center was completed. (At

around 15:00 March 21st)
" Power Center received electricity. (10:35 March 22nd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 17:17 till 20:32 March 22nd)
" Water spray of around 130t using Concrete Pump Truck (50t/h) was

carried out. (From 10:00 till 13:02 March 23rd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 14:36 till 17:30 March 24th)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 19:05 till 22:07 March 25th)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 06:05 till 10:20 March 25th)
" Water spray of around 125t using Concrete Pump Truck (50t/h) was

carried out. (From 16:55 till 19:25 March 27th)
" Lighting of Central Operation Room was recovered. (11:50 March 29th)
" Fresh water spray of around 140t using Concrete Pump Truck (50t/h)

was carried out. (From 14:04 till 18:33 March 30th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 08:28 till 14:14 April 1st)
" Lighting in the turbine building was partially turned on. (April 2nd)
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From 2 April, the stagnant water in the Main Building of Radioactive

Waste Treatment Facilities was being transferred to the turbine

building of Unit 4. As the water level in the vertical portion of the

trench for Unit 3 rose from 3 April, by way of precaution, the transfer

was suspended notwithstanding that the path of the water was not clear.

(09:22 April 4th)

* Fresh water spray of around 180t using Concrete Pump Truck (50t/h)
was carried out. (From 17:14 till 22:16 April 3rd)

* Fresh water spray of around 20t using Concrete Pump Truck (50t/h)

was carried out. (From 17:35 till 18:22 April 5th)

* Fresh water spray of around 38t using Concrete Pump Truck (50t/h)

was carried out. (From 18:23 till 19:40 April 7th)

* White smoke was confirmed to generate continuously. (As of 06:30 April

8th)

<Units 5 and 6>
" The first unit of Emergency Diesel Generator (D/G) (B) for Unit 6 is

operating and supplying electricity. Water injection to RPV and the

Spent Fuel Pool through the system of Make up Water Condensate

(MUWC) is being carried out.
* The second unit of Emergency Diesel Generator (D/G) (A) for Unit 6

started up. (04:22 March 19th)
" The pumps for Residual Heat Removal (RHR) (C) for Unit 5 (05:00

March 19th) and RHR (B) for Unit 6 (22:14 March 19th) started up and

recovered heat removal function. It cools Spent Fuel Pool with priority.
(Power supply : Emergency Diesel Generator for Unit 6) (05:00 March

19th)
" Unit 5 under cold shut down (14:30 March 20th)
" Unit 6 under cold shut down (19:27 March 20th)
" Receiving electricity reached to the transformer of starter. (19:52 March

20th)
. Power supply to Unit 5 was switched from the Emergency Diesel

Generator to external power supply. (11:36 March 21st)
" Power supply to Unit 6 was switched from the Emergency Diesel

Generator to external power supply. (19:17 March 22nd)
" The temporary pump for RHR Seawater System (RHRS) of Unit 5 was
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automatically stopped when the power supply was switched from the

temporary to the permanent. (17:24 March 23rd)
. Repair of the temporary pump for RHRS of Unit 5 was completed (16:14

March 24th) and cooling was started again. (16:35 March 24th)
. Power supply for the temporary pump for RHRS of Unit 6 was switched

from the temporary to the permanent. (15:38 and 15:42 March 25th)
. The groundwater with low-level radioactivity in the Sub Drain Pit of

Units 5 and 6 (Around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)

<Common Spent Fuel Pool>
" It was confirmed that the water level of Spent Fuel Pool was maintained

almost full at after 06:00 March 18th.
" Water spray over the Common Spent Fuel Pool was started. (From

10:37 till 15:30 March 21st)
" The power was started to be supplied (15:37 March 24th) and cooling

was also started.(18:05 March 24th)
" As of 07:20 April 8th, water temperature of the pool was around 28°C.

<Other>

* As the result of nuclide analysis at around the Southern Water
Discharge Canal, 7.4 X 10'Bq/cm 3 of 1311 (Iodine) (1,850.5 times higher

than the concentration limit in water outside the Environmental

Monitoring Area) was detected. (14:30 March 26th)

(As the result of measurement on 29 March, it was detected as 3,355.0

times higher than the limit in water (13:55 March 29th). On the other
hand, as the result of the analysis at the northern side of the Water
Discharge Canal of the NPS, 4.6 x 10'Bq/cm 3 of 1311 (Iodine) (1,262.5

times higher than the limit in water) was detected. (14:10 March 29th)
• The water was confirmed to be collected in the vertical parts of the

trenches (an underground structure for laying pipes, shaped like a

tunnel) outside of the turbine building of Units 1 to 3. The dose rates on
the water surface were 0.4 mSv/h of the Unit l's trench and 1,000 mSv/h

of the Unit 2's trench. The rate of the Unit 3's trench could not measure
because of the rubble. (Around 15:30 March 27th) The collected water in

the vertical part of the trench outside of the turbine building of Unit 1
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was transferred to the storage tank in the Main Building of Radioactive

Waste Treatment Facilities by the temporary pump. Thereafter the
water level from the top of the vertical part went down from

approximately -0.14m to approximately -1.14m. (From 09:20 till 11:25

March 31st)

-In the samples of soil collected on 21 and 22 March on the site (at 5 points)

of Fukushima Dai-ichi NPS, 238p (Plutonium), 239p (Plutonium) and 240p

(Plutonium) were detected (23:45 March 28th announced by TEPCO).

The concentration of the detected plutonium was at the equivalent level

of the fallout (radioactive fallout) that was observed in Japan concerning

the past atmospheric nuclear testing, i.e. at the equivalent level of the
normal condition of environment, and was not at the level of having

harmful influence on human body.

" When removing the flange of pipes of Residual Heat Removal Seawater

System outside the building of Unit 3, three subcontractor's employees

were wetted by the water remaining in the pipe. However, as the result

of wiping the water off, no radioactive materials were attached to their

bodies. (12:03 March 29th)

" On March 28th, the stagnant water was confirmed in the Main Building

of Radioactive Waste Treatment Facilities. As the result of analysis of

radioactivity, the total amount of the radioactivity 1.2 x 101 Bq/cm 3 in the

controlled area and that of 2.2 x 101 Bq/cm3 in the non-controlled area

were detected in March 29th.
" As the result of nuclide analysis at around the Southern Water Discharge

Canal, 1.8 x 102 Bq/cm 3 of 1311 (Iodine) (4,385.0 times higher than the

concentration limit in water outside the Environmental Monitoring

Area) was detected (13:55 March 30th).
" The barge (the first ship) of the US armed forces carrying fresh water for

cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (15:42 March

31st) The transfer of fresh water from the barge (the first ship) to the

Filtrate Tank was started. (15:58 April 1st) Thereafter it was suspended

due to the malfunction of the hose (16:25 April 1st), but was resumed on

April 2nd. (From 10:20 till 16:40 April 2nd)
" The permanent monitoring posts (No.1 to 8) installed near the Site

Boundary were recovered. (March 31st) They are measuring once a day.
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" The spraying for test scattering of antiscattering agent was carried out in

the area of about 500 m 2 on the mountain-side of the Common Pool.

(From 15:00 till 16:05 April 1st)

" The barge (the second ship) of the US armed forces carrying fresh water

'for cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (9:10 April

2nd)
- The freshwater was transferred from the barge (the second ship) of the

US armed force to the barge (the first ship). (From 09:52 till 11:15 April

3rd)

' The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to

the sea, using the first pump. (19:03 April 4th) Further, the discharge

using 10 pumps in total was carried out. (19:07 April 4th)
" In the samples of soil (7 samples in total) collected on 25 March (at 4

points) and 28 March (at 3 points) on the site of Fukushima Dai-ichi NPS,
238p (Plutonium), 239p (Plutonium) and 240p (Plutonium) were detected

(18:30 April 6th announced by TEPCO). The concentration of the

detected plutonium was, in the same as the last one (Announced on 28
March), at the equivalent level of the fallout (radioactive fallout) that

was observed in Japan concerning the past atmospheric nuclear testing,

i.e. at the equivalent level of the normal condition of environment, and

was not at the level of having harmful influence on human body.
" In order to prevent the outflow of the contaminated water from the

exclusive port, the work for stopping water by means of large-sized
sandbags was implemented around the seawall on the south side of the

NPS. (From 15:00 till 16:30 April 5th)
" The test scattering of antiscattering agent to prevents the radioactive

materials on the ground surface from being scattered was carried out in

the area of about 600 m2 on the mountain-side of the Common Pool.

(April 5th, 6th)

* Fukushima Dai-ni NPS (TEPCO)

(Naraha Town / Tomioka Town, Futaba County, Fukushima Prefecture.)
(1) The state of operation
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Uniti (1,100MWe):

Unit2 (1,100MWe):

Unit3 (1,100MWe):

Unit4 (1,100MWe):

automatic shutdown,
March 14th
automatic shutdown,
March 14th
automatic shutdown,
March 12th
automatic shutdown,
March 15th

cold shut down at 17:00,

cold shut down at 18:00,

cold shut down at 12:15,

cold shut down at 07:15,

(2) Major plant parameters (As of 14:00 April 8th)

Unit Unit 1 Unit 2 Unit 3 Unit 4
ReactorReactr MPa 0.15 0.14 0.10 0.17Pressure*'

Reactor water °C 25.1 25.2 34.9 30.3
temperature
Reactor water
level*2  mm 9,346 10,346 7,810 8,785
Suppression
pool water °C 23 24 26 31
temperature
Suppression kPa 105 il1
pool pressure (abs) 105

cold cold cold coldshutdown shutdown shutdown shutdown

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

(3) Situation of Each Unit

<Unit 1>
" Around 17:56 March 30th, smoke was rising from the power

distribution panel on the first floor of the turbine building of Unit 1.

However, when the power supply was turned off, the smoke stopped to

generate. It was judged by the fire station at 19:15 that this event was

caused by the malfunction of the power distribution panel and was not a

fire.
" The Residual Heat Removal System (B) to cool the reactor of Unit 1

became to be able to receive power from the emergency power supply as

well as the external power supply. This resulted in securing the backup

power supplies (emergency power supplies) of Residual Heat Removal

System (B) for all Units. (14:30 March 30th)
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(4) Report concerning other incidents
" TEPCO reported to NISA the event in accordance with the Article 10 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Unit 1. (18:08 March 11th)
" TEPCO reported to NISA the events in accordance with the Article 10

regarding Units 1, 2 and 4. (18:33 March 11th)
" TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 1. (5:22

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 2. (5:32

March 12th)
" TEPCO reported to NISA the event (Loss of pressure suppression

function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 4 of

Fukushima Dai-ni NPS. (6:07 March 12th)

0 Onagawa NPS (Tohoku Electric Power Co. Inc.)

(Onagawa Town, Oga County and Ishinomaki City, Miyagi Prefecture)

(1) The state of operation

Unit 1 (524MWe): automatic shutdown, cold shut down at 0:58, March

12th

Unit 2 (825MWe): automatic shutdown, cold shut down at earthquake

Unit 3 (825MWe): automatic shutdown, cold shut down at 1:17, March

12th

(2) Readings of monitoring post, etc.

MP2 (Monitoring at the Northern End of Site Boundary)

Approx. 0.37,a SV/h (16:00 April 7th) (Approx. 0.38y SV/h (16:00 April

6th))

(3) Report concerning other incidents
. Fire Smoke on the first basement of the Turbine Building was confirmed
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to be extinguished. (22:55 on March 11th)

Tohoku Electric Power Co. reported to NISA in accordance with the

Article 10 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:09 March 13th)

2. Action taken by NISA

(March 11th)

14:46 Set up of the NISA Emergency Preparedness Headquarters (Tokyo)

immediately after the earthquake

15:42 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

16:36 TEPCO recognized the event (Inability of water injection of the

Emergency Core Cooling System) in accordance with the Article 15

of the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Units 1 and 2 of Fukushima Dai-ichi NPS.

(Reported to NISA at 16:45)

18:08 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO reported to

NISA in accordance with the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

18:33 Regarding Units 1, 2 and 4 of Fukushima Dai-ni NPS, TEPCO

reported to NISA in accordance with the Article 10 of Act on Special

Measures Concerning Nuclear Emergency Preparedness.

19:03 The Government declared the state of nuclear emergency.

(Establishment of the Government Nuclear Emergency Response

Headquarters and the Local Nuclear Emergency Response

Headquarters)

20:50 Fukushima Prefecture's Emergency Response Headquarters issued a

direction for the residents within 2 km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate. (The population of this area is
.1,864.)

21:23 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayor of Okuma Town and the Mayor of Futaba

Town were issued regarding the event occurred at Fukushima

Dai-ichi NPS, TEPCO, in accordance with the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear
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Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate

- Direction for the residents within 10km radius from Unit 1 of

Fukushima Dai-ichi NPS to stay in-house

24:00 Vice Minister of Economy, Trade and Industry, Ikeda arrived at the

Local Nuclear Emergency Response Headquarters

(Marchl2th)

0:49 Regarding Units 1 TEPCO Fukushima Dai-ichi NPS, TEPCO

recognized the event (Unusual rise of the pressure in PCV) in

accordance with the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness. (Reported to NISA at

01:20)

05:22 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness. (Reported to NISA at 06:27)

05:32 Regarding Unit 2 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

05:44 Residents within 10km radius from Unit 1 of Fukushima Dai-ichi

NPS shall evacuate by the Prime Minister Directive.

06:07 Regarding of Unit 4 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

06:50 In accordance with the Paragraph 3, the Article 64 of the Nuclear

Regulation Act, the order was issued to control the internal pressure

of PCV of Units 1 and 2 of Fukushima Dai-ichi NPS.

07:45 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayors of Hirono Town, Naraha Town , Tomioka

Town and Okuma Town were issued regarding the event occurred at

Fukushima Dai-ni NPS, TEPCO, pursuant to the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear

19



News Release nLtr of Econony, Trae and

Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Fukushima

Dai-ni NPS to evacuate

- Direction for the residents within 10km radius from Fukushima

Dai-ni NPS to stay in-house

17:00 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness
regarding Fukushima Dai-ichi NPS.

17:39 The Prime Minister directed evacuation of the residents within the 10

km radius from Fukushima Dai-ni NPS.

18:25 The Prime Minister directed evacuation of the residents within the
20km radius from Fukushima Dai-ichi NPS.

19:55 Directives from the Prime Minister was issued regarding seawater'
injection to Unit 1 of Fukushima Dai-ichi NPS.

20:05 Considering the Directives from the Prime Minister and pursuant to
the Paragraph 3, the Article 64 of the Nuclear Regulation Act, the

order was issued to inject seawater to Unit 1 of Fukushima Dai-ichi

NPS and so on.

20:20 At Unit 1 of Fukushima Dai-ichi NPS, seawater injection was Started.

(March 13th)

05:38 TEPCO reported to NISA the event (Total loss of coolant injection
function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of
Fukushima Dai-ichi NPS. Recovering efforts by TEPCO of the power

source and coolant injection function and the work on venting were

under way.

09:01 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness
regarding Fukushima Dai-ichi NPS.

09:08 Pressure suppression and fresh water injection was started for Unit 3

of Fukushima Dai-ichi NPS.

09:20 The Pressure Vent Valve of Unit 3 of Fukushima Dai-ichi NPS was

opened.
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09:30 Directive was issued for the Governor of Fukushima Prefecture, the

Mayors of Okuma Town, Futaba Town, Tomioka Town and Namie

Town in accordance with the Act on Special Measures Concerning

Nuclear Emergency Preparedness on the contents of radioactivity

decontamination screening.

13:09 Tohoku Electric Power Co. reported to NISA that Onagawa NPS

reached a situation specified in the Article 10 of the Act on Special
Measures Concerning Nuclear Emergency Preparedness.

13:12 Fresh water injection was switched to seawater injection for Unit 3 of

Fukushima Dai-ichi NPS.

14:36 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 14th)

01:10 Seawater injection for Units 1 and 3 of Fukushima Dai-ichi NPS were

temporarily interrupted due to the lack of seawater in pit.

03:20 Seawater injection for Unit 3 of Fukushima Dai-ichi NPS was

restarted.

04:40 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

05:38 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:52 TEPCO reported to NISA the event (Unusual rise of the pressure in

PCV) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS.

13:25 Regarding Unit 2 of Fukushima Dai-ichi NPS, TEPCO recognised the

event (Loss of reactor cooling function) to fall under the Article 15 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness.
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22:13 TEPCO reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ni NPS.

22:35 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 15th)

00:00: The acceptance of experts from International Atomic Energy Agency

(IAEA) was decided. NISA agreed to accept the offer of dispatching of

the expert on NPS damage from IAEA considering the intention by

Mr. Amano, Director General of IAEA. Therefore, the schedule of

expert acceptance will be planned from now on according to the

situation.

00:00: NISA also decided the acceptance of experts dispatched from U.S.
Nuclear Regulatory Commission (NRC).

07:21 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:24 Incorporated Administration Agency, Japan Atomic Energy Agency
(JAEA) reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Fuel Cycle Engineering Laboratories, Tokai

Research and Development Centre.

07:44 JAEA reported to NISA in accordance with the Article 10 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Science Research Institute.

08:54 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

10:30 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the directions as follows.

For Unit 4: To extinguish fire and to prevent the occurrence of
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re-criticality

For Unit 2: To inject water to reactor vessel promptly and to vent

Drywell.

10:59 Considering the possibility of lingering situation, it was decided that

the function of the Local Nuclear Emergency Response Headquarters

was moved to the Fukushima Prefectural Office.

11:00 The Prime Minister directed the in-house stay area.
In-house stay was additionally directed to the residents in the area

from 20 km to 30 km radius from Fukushima Dai-ichi NPS

considering in-reactor situation.

16:30 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

22:00 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the following direction.

For Unit 4: To implement the water injection to the Spent Fuel Pool.

23:46 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 18th)

13:00 Ministry of Education, Culture, Sports, Science and Technology
decided to reinforce the nation-wide monitoring survey in the

emergency of Fukushima Dai-ichi and Dai-ni NPS.

15:55 TEPCO reported to NISA on the accidents and failure at Units 1, 2, 3
and 4 of Fukushima Dai-ichi NPS (Leakage of the radioactive

materials inside of the reactor buildings to non-controlled area of

radiation) pursuant to the Article 62-3 of the Nuclear Regulation Act.

16:48 Japan Atomic Power Co. reported to NISA accidents and failures in

Tokai NPS (Failure of the seawater pump motor of the emergency

diesel generator 2C) pursuant to the Article 62-3 of the Nuclear

Regulation Act.

(March 19th)
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07:44 The second unit of Emergency Diesel Generator (A) for Unit 6 started

up.

TEPCO reported to NISA that the pump for RHR (C) for Unit 5

started up and started to cooling Spent Fuel Storage Pool. (Power

supply: Emergency Diesel Generator for Unit 6)

08:58 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 20th)

23:30 Directive from Local Nuclear Emergency Response Headquarters to

the Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisoma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Jidate Village) was issued

regarding the change of the reference value for the screening level for

decontamination of radioactivity.

(March 2 1st)

07:45 Directive titled as "Administration of the stable Iodine" was issued

from Local Nuclear Emergency Response Headquarters to the

Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisouma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Jidate Village), which directs the

above-mentioned governor and the heads to administer stable Iodine

under the direction of the headquarters and in the presence of medical

experts, and not to administer it on personal judgements.

16:45 Directive titled as "Ventilation for using heating equipments within

the in-house evacuation zone" was issued from the Director-General of

Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village), which directs the above-mentioned
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governor and heads to publicly announce the guidance to the residents

within the in-house evacuation zone, concerning the indoor 'use of

heating equipments that require ventilation, in order to avoid

poisoning from carbon monoxide and to reduce exposure.

17:50 Directive from the Director-general of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi and Gunma was issued, which direct the

above-mentioned governors to issue a request to relevant businesses

and people to suspend shipment of spinach, Kakina (a green

vegetable) and raw milk for the time being.

(March 22nd)

16:00 NISA received the response (Advice) from Nuclear Safety Commission

Emergency Technical Advisory Body to the request for advice made by

NISA, regarding the report from TEPCO titled as "The Results of

Analysis of Seawater" dated March 22nd.

(March 25th)
NISA directed orally to the TEPCO regarding the exposure of

workers at the turbine building of Unit 3 of Fukushima Dai-ichi

Nuclear Power Station occurred on March 24th, to review immediately

and to improve its radiation control measures from the viewpoint of

preventing a recurrence.

(March 28th)

Regarding the mistake in the evaluation of the concentration

measurement in the stagnant water on the basement floor of the

turbine building of Unit 2 of Fukushima Dai-ichi NPS announced by

TEPCO on 27 March, NISA directed TEPCO orally to prevent the

recurrence of such a mistake.

13:50 Receiving the suggestion by the special meeting of Nuclear Safety

Commission (NSC) (Stagnant water on the underground floor of the

turbine building at Fukushima Dai-ichi Plant Unit 2), NISA directed

TEPCO orally to add the sea water monitoring points and carry out

the groundwater monitoring.
Regarding the delay in the reporting of the water confirmed
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outside of the turbine buildings, NISA directed TEPCO to accomplish

the communication in the company on significant information in a

timely manner and to report it in a timely and appropriate manner.

(March 29th)

11:16 The report was received, regarding the accident and trouble etc. in

Onagawa NPS of Tohoku Electric Power Co. Inc. (the trouble of pump

of component cooling water system etc. in Unit 2 and the fall of heavy

oil tank for auxiliary boiler of Unit 1 by tsunami), pursuant to the

Article 62-3 of the Nuclear Regulation Act and the Article 3 of the

Ministerial Ordinance for the Reports related to Electricity.

In order to strengthen the system to assist the nuclear accident

sufferers, the "Team to Assist the Lives of the Nuclear Accident

Sufferers" headed by the Minister of Economy, Trade and Industry

was established and the visits, etc. by the team to relevant cities,

towns and villages were carried out.

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.1 for the residents within the area from 20 km to 30

km radius.

(March 30th)
Directions as to the implementation of the emergency safety

measures for the other power stations considering the accident of

Fukushima Dai-ichi and Dai-ni NPSs in 2011 was issued and handed

to each electric power company and the relevant organization.

(March 31st)

Regarding the break-in of the propaganda vehicle to Fukushima

Dai-ni NPS on 31 March, NISA directed TEPCO orally to take the

carefully thought-out measures regarding physical protection, etc.

NISA alerted TEPCO to taking the carefully though-out measures regarding

radiation control for workers.

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.2 for the residents within the area from 20 km to 30

km radius.
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(April 1st)

NISA strictly alerted TEPCO to taking appropriate measures

concerning the following three matters regarding the mistake in the

result of nuclide analysis.
- Regarding the past evaluation results on nuclide analysis, all the

nuclides erroneously evaluated should be identified and the

re-evaluation on them should be promptly carried out.
- The causes for the erroneous evaluation should be investigated

and the thorough measures for preventing the recurrence should

be taken.
- Immediate notification should be done in the stage when any

erroneous evaluation results, etc. are identified.

(April 2nd)
Regarding the outflow of the liquid including radioactive materials

from the area around the Intake Channel of Unit 2 of Fukushima

Dai-ichi NPS, NISA directed TEPCO orally to carry out nuclide

analysis of the liquid sampled, to confirm whether there are other
outflows from the same parts of the facilities as the one, from which

the outflow was confirmed around the Unit 2, and to strengthen

monitoring through sampling water at more points around the

facilities concerned.

(April 4th)

On the imperative execution of the discharge to the sea as an

emergency measure, NISA requested the technical advice of NSC and

directed TEPCO to survey and confirm the impact of the spread of

radioactive materials caused by the discharge, by ensuring continuity

of the sea monitoring currently underway and enhancing it (Increase

of the frequency of measuring as well as the number of monitoring

points), disclose required information, as well as to enhance the

strategy to minimize the discharge amount.

(April 5th)
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Directions as to the implementation of advance notification and

contact to the local governments with regard to taking measures

related to discharge of radioactive materials from Fukushima Dai-ichi

NPS, which have a possible impact on the environment, was issued.

(April 6th)

On the implementation of the nitrogen injection to PCV of Unit 1,
NISA directed TEPCO on the following three points. (12:40 April 6th)

O Properly control the plant parameters, and take measures

appropriately to ensure safety in response to changes in the

parameters. ()Establish and implement an organizational structure

and so on that will ensure the safety of the workers who will engage in

the operation. Q)As the possibility of leakage of the air in PCV to the

outside due to the nitrogen injection cannot be ruled out, through the

judicious and further enhanced monitoring, TEPCO shall survey and

confirm the impact of the release and spreading of radioactive

materials due to the nitrogen injection, and strive to disclose

information.

(April 7th)

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.3 for the residents within the area from 20km to 30km

radius. (April 7th)

< Possibility on radiation exposure (As of 08:00 April 8th) >

1. Exposure of residents
(1) Including the about 60 evacuees from Futaba Public Welfare Hospital to

Nihonmatsu City Fukushima Gender Equality Centre, as the result of

measurement of 133 persons at the Centre, 23 persons counted more

than 13,000 cpm were decontaminated.

(2) The 35 residents transferred from Futaba Public Welfare Hospital to

Kawamata Town Saiseikai Kawamata Hospital by private bus arranged

by Fukushima Prefecture were judged to be not contaminated by the

Prefectural Response Centre.
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(3) As for the about 100 residents in Futaba Town evacuated by bus, the

results of measurement for 9 of the 100 residents were as follows. The

evacuees, moving outside the Prefecture (Miyagi Prefecture), were

divided into two groups, which joined later to Nihonmatsu City

Fukushima Gender Equality Centre.

No. of Counts No. of Persons

18,000 cpm 1

30,000-36,000 cpm 1

40,000 cpm 1

little less than 40,000 cpm* 1

very small counts 5
*(These results were measured without shoes, though the first

measurement exceeded 100,000 cpm.)

(4) The screening was started at the Off site Centre in Okuma Town from

March 12th to 15th. 162 people received examination until now. At the

beginning, the reference value was set at 6,000 cpm. 110 people were at

the level below 6,000 cpm and 41 people were at the level of 6,000 cpm or

more. When the reference value was increased to 13,000 cpm afterward,

8 people were at the level below 13,000 cpm and 3 people are at the level

of 13,000 cpm or more.

The 5 out of 162 people examined were transported to hospital after

being decontaminated.

(5) The Fukushima Prefecture carried out the evacuation of patients and

personnel of the hospitals located within 10km area. The screening of all

the members showed that 3 persons have the high counting rate. These

members were transported to the secondary medical institute of

exposure. As a result of the screening on 60 fire fighting personnel

involved in the transportation activities, the radioactivity higher than

twice of the back ground was detected on 3 members. Therefore, all the

60 members were decontaminated.

(6) Fukushima Prefecture has started the screening from 13 March. It is

carried out by rotating the evacuation sites and at the 13 places (set up
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permanently) such as health offices. Up until April 6th, the screening
was done to 133,972 people. Among them, 102 people were above the

100,000 cpm, but when measured these people again without clothes, etc.,

the counts decreased to 100,000 cpm and below, and there was no case

which affects health.

2. Exposure of workers
As for the workers conducting operations in Fukushima Dai-ichi NPS,

the total number of people who were at the level of exposure more than

100 mSv becomes 21.

For two out of the three workers who were confirmed to be at the level

of exposure more than 170 mSv on March 24, the attachment of

radioactive material on the skin of both legs was confirmed. As the two

workers were judged to have a possibility of beta ray burn, they were

transferred to the Fukushima Medical University Hospital, and after that,

on March 25th, all of the three workers arrived at the National Institute

of Radiological Sciences in the Chiba Prefecture. As the result of
examination, the level of exposure of their legs was estimated to be from 2

to 3 Sv. The level of exposure of both legs and internal did not require

medical treatment, but they decided to monitor the progress of all three

workers in the hospital. All the three workers have been discharged from

the hospital around the noon on 28 March.

At around 11:35 April 1st, a worker fell into the sea when he went on

board the barge of the US Armed forces in order to adjust the hose. He was

rescued immediately by other workers around without any injury and

external contamination. In order to make double sure, the existence of

internal radionuclide contaminant is being confirmed by a whole-body

counter.

3. Others

(1) 4 members of Self-Defence Force who worked in Fukushima Dai-ichi

NPS were injured by explosion. One member was transferred to National

Institute of Radiological Sciences. After the examination, judged that

there were wounds but no risk for health from the exposure, the one was

released from the hospital on March 17th. No other exposure of the

Self-Defence Force member was confirmed at the Ministry of Defence.
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(2) As for policeman, the decontaminations of two policemen were confirmed

by the National Police Agency. Nothing unusual was reported.

(3) On March 24th, examinations of thyroid gland for 66 children aged from

1 to 15 years old were carried out at the Kawamata Town public health

Center. The result was at not at the level of having harmful influence.

(4) From March 26th to 27th, examinations of thyroid gland for 137 children

aged from 0 to 15 years old were carried out at the Iwaki City Public

Health Center. The result was not at the level of having harmful

influence.

(5) From March 28th to 30th, examinations of thyroid gland for 946 children

aged from 0 to 15 years old were carried out at the Kawamata Town

Community Center and the Iidate Village Office. The result was not at

the level of having harmful influence.

<Directive of screening levels for decontamination of radioactivity>

(1) On March 20th, the Local Nuclear Emergency Response Headquarters
issued the directive to change the reference value for the screening level

for decontamination of radioactivity as the following to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi' Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and lidate Village).

Old: 40 Bq/cm 2 measured by a gamma-ray survey meter or 6,000 cpm

New: 1 uz Sv/hour (dose rate at 10cm distance) or 100,000cpm

equivalent

<Directives of administrating stable Iodine during evacuation>

(1) On March 16th, the Local Nuclear Emergency Response Headquarters

issued "Directive to administer the stable Iodine during evacuation from

the evacuation area (20 km radius)" to the Prefectural Governor and the

heads of cities, towns and villages (Tomioka Town, Hutaba Town, Okuma

Town, Namie Town, Kawauchi Village, Naraha Town, Minamisouma City,

Tamura City, Kazurao Village, Hirono Town, Iwaki City and Iidate

Village).

(2) On March -21st, the Local Nuclear Emergency Response Headquarters

issued Directive titled as "Administration of the stable Iodine" to the
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Prefectural Governor and the heads of cities, towns and villages (Tomioka

Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi Village,

Naraha Town, Minamisouma City, Tamura City, Kazurao Village, Hirono

Town, Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to administer stable Iodine under the direction of the

headquarters and in the presence of medical experts, and not to

administer it on personal judgements.

<Situation of the injured (As of 08:00 April 8th)>
1. Injury in Unit 1 of Fukushima Dai-ichi NPS due to earthquake on 11

March

- Two employees (slightly, have already gone back working)

- Two subcontract employees (one fracture in both legs, be in hospital)

- Two died (After the earthquake, two TEPCO's employees missed and had

been searched continuously. In the afternoon of March 30th, the two

employees were found on the basement floor of the turbine building of

Unit 4 and were confirmed dead by April 2nd.)

2. Injury due to the explosion of Unit 1 of Fukushima Dai-ichi NPS on 12

March
- Four employees (two TEPCO's employees and two subcontractor's

employees) were injured at the explosion and smoke of Unit 1 around

the turbine building (non-controlled area of radiation) and were

examined by Kawauchi Clinic. Two TEPCO's employees return to work

again and two subcontractors' employees are under home treatment.

3. Injury due to the explosion of Unit 3 of Fukushima Dai-ichi NPS on 14

March.

- Four TEPCO's employees (They have already return to work.)

- Three subcontractor employees (They have already return to work.)

- Four members of Self-Defence Force (one of them was transported to

National Institute of Radiological Sciences considering internal possible

exposure. The examination resulted in no internal exposure. The

member was discharged from the institute on March 17th.)

4. Other injuries
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- On the earthquake on 11 March, one subcontractor's employees (a crane

operator) died in Fukushima Dai-ni NPS. (It seems that the tower crane

broke and the operator room was crushed and the person was hit on the

head.)

- One emergency patient on 12 March. (Cerebral infarction, transported

by the ambulance, be in hospital)

- Ambulance was requested for one employee complaining the pain at left

chest outside of control area on March 12. (Conscious, under home

treatment)

- Two employees complaining discomfort wearing full-face mask in the
main control room were transported to Fukushima Dai-ni NPS for a

consultation with an industrial doctor on 13 March. (One employee has

already returned to work and the other is under home treatment.)
- Two subcontractor's employees were injured during working at
temporary control panel of power source in the Common Spent Fuel Pool,

transported to where were industrial medical doctors the Fukushima

Dai-ni NPS on 22 and 23 March. (One employee has already returned to

work and the other is under home treatment.)

- On the afternoon of 7 April, a worker who was making sandbags at the
soil disposal yard (spoil bank) on the north side of Fukushima Dai-ichi

NPS got sick and was transported to J-Village for the body survey of

contamination of radioactive materials. Being confirmed to be free from

contamination, he was taken to the Iwaki City Kyouritsu Hospital by

ambulance.

<Situation of resident evacuation (As of 08:00 April 8th)>

At 11:00 March 15th, the Prime Minister directed in-house stay to the

residents in the area from 20 km to 30 km radius from Fukushima Dai-ichi

NPS. The directive was conveyed to Fukushima Prefecture and related

municipalities.

Regarding the evacuation as far as 20-km from Fukushima Dai-ichi NPS

and 10-km from Fukushima Dai-ni NPS, necessary measures have already

been taken.

* The in-house stay in the area from 20 km to 30 km from Fukushima

Dai-ichi NPS is made fully known to the residents concerned.
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* Cooperating with Fukushima Prefecture, livelihood support to the

residents in the in-house stay area are implemented.

* On March 28th, Chief Cabinet Secretary mentioned the continuation of

the limited-access within the area of 20 km from Fukushima Dai-ichi
NPS. On the same day, the Local Nuclear Emergency Response

Headquarters notified the related municipalities of forbidding entry to

the evacuation area within the 20 km zone.

<Directives regarding foods and drinks>

Directive from the Director-General of the Government Nuclear
Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi, Gunma, and Chiba was issued, which directed
above-mentioned governors to suspend shipment and so on of the following

products for the time being.

The Government Nuclear Emergency Response Headquarters organized

the thoughts of imposing and lifting restrictions on shipment as follows,

considering the NSC's advice.

- The area where restrictions on shipment to be imposed or lifted could be

decided in units of the area where a prefecture is divided into, such as
cities, towns, villages and so on, considering the spread of the

contamination affected area and the actual situation of produce

collection, etc.

- The restriction on shipment of the item, of which the result of the sample
test exceeded the provisional regulation limits, shall be decided by

judging in a comprehensive manner considering the regional spread of

the contamination impact.

- Lifting the restrictions on shipment shall be implemented when a series
of three results of nearly weekly tests for the item or the area falls below

the provisional regulation limits, considering the situation of the

Fukushima Dai-ichi NPS.

- However, the tests shall be carried out nearly weekly after the lifting,

while the release of the radioactive materials from the NPS continues.

(1) Items under the suspension of shipment and restriction of intake (As of

16:00 April 8th)
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Prefectures Suspension of shipment Restriction of intake

Fukushima Non-head type leafy Non-head type leafy

Prefecture vegetables, head type leafy vegetables, head type leafy

vegetables , flowerhead vegetables, flowerhead

brassicas (Spinach, brassicas (Spinach,

Cabbage, Broccoli, Cabbage, Broccoli,

Cauliflower, Komatsuna ", Cauliflower, Komatsuna •,

Kukita china , Kukita china ,

Shinobufuyuna *, Rape, Shinobufuyuna, Rape,

Chijirena, Santouna *, Chijirena, Santouna *,

Kousaitai, Kakina ', etc.), Kousaitai*, Kakina *, etc.)

Turnip, Raw milk (Except

Kitakata-City,

Bandai-Town,

Inawashiro-Town,

Mishima-Town,

Aizumisato-Town,

Shimogo-Town and

Minamiaizu-Town)

Ibaraki Spinach, Kakina ", Parsley,

Pref. Raw milk

Tochigi Spinach, Kakina*

Pref.

Chiba Pref. - Spinach from Katori City
and Tako Town

- Spinach, Qing-geng-cai,

Garland chrysanthemum,

Sanchu Asian lettuce,

Celery and Parsley from

Asahi City
*a green vegetable

(2) Request for restriction of drinking for tap-water (As of 16:00 April 8th)

Scope under Water service (Local governments requested for
restriction restriction)
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All residents None
Babies <Fukushima Prefecture>
-Water services Iitate small water service (Jitate Village, Fukushima
that continue to Prefecture)
respond to the
directive

- Tap-water Non
supply service
that continues
to respond to
the directive

<Directive regarding the ventilation when using heating equipments in the

aria of indoor evacuation >
On March 21st, Directive titled as "Ventilation for using heating

equipments within the in-house evacuation zone" from the Director-General

of Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town, Hutaba

Town, Okuma Town, Namie Town, Kawauchi Village, Naraha Town,

Minamisouma City, Tamura City, Kazurao Village, Hirono Town, Iwaki City

and Iidate Village) was issued, which directs those governor and heads to

publicly announce the guidance to the residents within the in-house

evacuation zone, concerning the indoor use of heating equipments that

require ventilation, in order to avoid poisoning from carbon monoxide and to

reduce exposure.

< Fire Bureaus'Activities>

* From 11:00 till around 14:00 on March 22nd, Niigata City Fire Bureau

and Hamamatsu City Fire Bureau gave guidance to TEPCO as to the set

up of large decontamination system.
* From 8:30 till 9:30, from 13:30 till 14:30 on March 23rd, Niigata City Fire

Bureau and Hamamatsu City Fire Bureau gave guidance to TEPCO as to

the operation of large decontamination system.
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(Contact Person)

Mr. Toshihiro Bannai

Director, International Affairs Office,

NISA/METI

Phone:+81-(0) 3-3501-1087
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Fukushima Dai-ichi Nuclear Power Station Major Parameters of the Plant (As of 6:00, April 8th)
Unit No. Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Injecting fresh water via the Injecting fresh water via the Fire Injecting fresh water via the Fire
Water Supply Line. Extinguish Line. Extinguish Line.

Situation of water injection Flow rate of injected water : 6 Flow rate of injected water : 7 Flow rate of injected water: 7 Under Under Under
m3/h m3/h m3/h shutdown shutdown shutdown
(As of 17:30, April 3rd) (As of 19:00, April 7th) (As of 17:32, April 3rd)
temporary measuring instrument temporary measuring instrument temporary measuring instrument

Shutdown Shutdown
Fuel range A: -1,650mm Fuel range A:-2,000mm range range

Reactor water level Fuel range B : -1,650mm Fuel range A: -1,500mm Fuel range B:-2,250mm #2 measurement measurement
(As of 0:00, April 8th) (As of 3:00, April 8th) (As of 1:30, April 8th) 1,669mm 1,691mm

(As of 6:00, (As of 6:00,

April 8th) April 8th)
0.390MPa g(A) -0.011MPa g (A) -0.002MPa g (A) 0.002MPa g 0.003MPa g

Reactor pressure 0.788MPa g(B) -0.0 16MPa g (D) -0.081MPa g (C) #2 (As of 6:00, (As of 6:00,
(As of 0:00, April 8th) (As of 3:00,April 8th) (As of 1:30, April 8th) April 8th) April 8th)

33.20C 22.1°C
Reactor water temperature (Impossible collection due to low system flow rate) #2 (As of 6:00, (As of 6:00,

April 8th) April 8th)
Feedwater nozzle temperature: Feedwater nozzle temperature: Feedwater nozzle temperature: Unit 4
260.70C 143.0°C 88.20C (under survey) No heating element (fuel) inside the reactor

Reactor Pressure Vessel Temperature at the bottom head Temperature at the bottom head Temperature at the bottom head Nit 5,6
(RPV) temperature of RPV: 118.6°C of RPV: #1 of RPV: 110.8 0C Unit 5,6

(As of 0:00, April 8th) (As of 3:00, April 8th) (As of 1:30, April 8th) Monitoring by the reactor water temperature

D/W: 0.18OMPa abs D/W: 0.100MPa abs D/W: 0.1061MPa abs
Pre Pssur S/C: 0.150MPa abs S/C:Down scale (under survey) S/C: 0.1726MPa abs #2

(As of 3:00 April 8th) (As of 3:00, April 8th) (As of 1:30, April 8th)

D/W: 1.00X 102Sv/h D/W: 3.00X 10 'Sv/h D/W: 1.90X 10'Sv/h
CAMS*3 S/C: 1.27 X 10'Sv/h S/C: 7.72 X 10-1Sv/h S/C: 7.48 X 10- 1Sv/h #2

(As of 0:00, April 8th) (As of 3:00,April 8th) (As of 1:30, April 8th)
D/W*1 design operating 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) #2
pressure
D/W*i maximum 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs)
operating pressure

34.80C 28.0° C
Spent Fuel Pool water #1 308th) #1 #1 (As of 6:00, (As of 6:00,

(Asof_3:00,_April_8th) _April 8th) April 8th)

4,950mm
FPC skimmer level 4,500mm 5,500mm #(sf13 #

(As of 0:00, April 8th) (As of 3:00, April 8th) #1 (As of 1:30, #2
April 8th)

Power supply Receiving external power supply (P/C*4 2C) Receiving external power supply (P/C4D) Receiving external powersupply



Common Unit5: Unit6:
Unit2: Confirmed the indicated value of S/C Pressure but continuing to survey the transition of pool: about SHC*5 mode SHC*5. mode

Other information condition 28 °C (As of (From 19:20 (From 10:16
Unit3: Collecting the data of RPV temperature and continuing survey for transitional situation 7:45, April April 7th) April 7th)

7th)

Pressure conversion Gauge pressure (MPa g) = Absolute pressure (MPa abs) - Atmospheric pressure (Normal atmospheric pressure 0.1013MPa)
Absolute pressure (MPa abs) = Gauge pressure (MPa g) + Atmospheric pressure (Normal atmospheric pressure 0.101 3MPa)

*1
*2
*3
*4
*5

#1
#2

D/W
S/C
CAMS
P/C
SHC

Dry Well
Suppression Chamber

Containment Atmospheric Monitoring System
Power Center
Shutdown Cooling

Measuring instrument malfunction
Except from data collection



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 1
(As of 6:00 April 8th, 2011) Major Events after the earthquake

1 1II

Spent Fuel Pool Water Temperature - 00C
Condition: Indicator failure I

Reactor Pressure A 0.491MPa*
Reactor Pressure B 0.889MPa*
Condition : Tend to increase
*converted to absolute pressure
Reactor Water Level A -- 1,650mm
Reactor Water Level B - 1,650mm
Condition: No flooding of top of

active fuel until the above level

Reactor Water Temperature -
Condition: No data available

oC

Reactor Pressure Vessel (RPV)
Temperature:

Feedwater Nozzle Temperature
:260.7(C

Temperature at the bottom head of
RPV :118.60C

1 1 th 14:46 Under operation, Automatic shutdown by the

earthquake

1 1 th 15:42 Report based on the Article 10 (Total loss of A/C
power)

1 1 th 16:36 Occurrence of the Article 15 event (Inability of
water injection of the Emergency Core Cooling System)

1 2 th 01:20 Occurrence of the Article 15 event (Unusual rise
of the pressure in PCV)

1 2 th 10:17 Started to vent.

1 2 th 15:36 Sound of explosion

1 2 th 20:20 Started to inject seawater and borated water to
core.

2 3 rd 02:33 The amount of injected water to the Rector
Core was increased utilizing the Feedwater Une in
addition to the Fire Extinguish Line. (2m 3/h -M18m 3/h)
09:00 Switched to the Feedwater Line only.(18m3/h
-411m

3/h)

24th 11:30 Lighting in the Central Control Room was
recovered.

2 5 th 15:37 Started fresh water injection.

2 9 th 08:32 Switched to the water injection to the core using
the temporary motor-driven pump.

3 1st 12:00 - 2 nd 15:26 Started to transfer the stagnant
water from the Condensate Storage Tank (CST) to the
Surge Tank of Suppression Pool Water (SPT)

3 1st 13:03-'16:04 Water spray by Concrete Pump Truck
(Fresh water)

3rd 12:02 The power supply to the temporary motor-driven
pump was switched from the temporary power supply to
the external power supply.

3 rd 13:55 Started to transfer the water from the condenser
to CST.

6 th 22:30 Started the operation for the injection of nitrogen
to PCV.

7 th 01:31 Confirmed starting the injection of nitrogen to
PCv.

1i
PCV* 3 Pressure 0.18OMPa
Condition: Tend to increase

S/P.4 Water Temperature - 0C

Condition: No data available
S/P.4 Pressure 0.150MPa
Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

__________________________________________________________________ S

Current Conditions: Fresh water is being injected to the Spent Fuel Pool
and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 2
(As of 6:00 April 8th, 2011 ) [Major Events after the earthquake

110, 14:46 Under operation, Automatic shutdown by the earthquake
1 1 1h 15:42 Report based on the Article 10 (Total loss of A/C power)

Spent Fuel Pool Water Temperature 63.0 "C 111h 16:36 Occurrence of the Article 15 event (Inability of water injection of the Emergency

SpentFuel I Core Cooling System )
PonReactor Pressure A .9OMPa* 13th 11:00 Started to vent.

Poog Reactor Pressure D 0.85MPa* 141h 13:25 Occurrence of the Article 15 event (Loss of reactor cooling functions)
Sy mCondition: No large fluctuation 140, 16:34 Started to inject seawater to the Reactor Core.

*converted to absolute 14th 22:50 Occurrence of the Article 15 event (Unusual rise of the pressure in PCV)

pressure 15th 00:02 Started to vent.
reaorWer L15 06:10 Sound of explosionReactor Water Level A 15t around 06:20 Possible damage of the suppression chamber

-Ct1,500mm 
2 0 th 15:05- 17:20Approximately 40 ton seawater injection to the Spent Fuel Pool (SFP) viaCondition : No flooding of top Ofth FulP o C oin Lne( Qactie fel t th aboe lvelthe Fuel Pool Cooling Une (FPC)

active fuel to the above level 20th 15:46 Power Center received electricity.
21" 18:22 White smoke generated. The smoke died down and almost invisible at 07:11

110"Reactor Water Temperature March 2214.
- 1 C 22"d 16:07 Injection of around 18 tons of seawater to SFP

Condition: No data available 251h 10:30- 12:19 Sea water injection to SFP via FPC

26th 10:10 Started to inject fresh water to the Reactor Core.
Reactor Pressure Vessel (RPV) 261h 16:46 Ughting in the Central Control Room was recovered.

Temperature: 27th 18:31 Switched to the water injection to the core using the temporary motor-driven
Feedwater Nozzle Temperature pump.

143.0°C 29th 16:30- 18:25 Switched to the temporary motor-driven pump injecting fresh water to
Temperature at the bottom SFP.

head of RPV - "C (Indicator 291h 16:45- 11t 11:50 Transferred the water from the Condensate Storage Tank (CST) to the
failure) Surge Tank of Suppression Pool Water (SPT)

30th 9:25 -23:50 Confirmed malfunction of the temporary motor-driven pump injecting
fresh water to SFP(9:45). Switched to the injection using the fire pump Truck, but

PCV* 3 Pressure 0.100MPa suspended as cracks were confirmed in the hose. (12:47,13:10) Resumed injection of
fresh water(19:05)

Condition: No large 1"t 14:56-17:05 Injection of fresh water from FPC to SFP using the temporary motor-driven

fluctuation pump.
Possible damage 2"d around 9:30 The water, of which the dose rate was at the level of more than 1,0OOmSv/h,

oe was confirmed to be collected in the pit located near the Intake Channel of Unit 2. Theof the suppression •S/P*4 Water Temperature outflow from the lateral surface of the pit into the sea was also confirmed.
ch e C 20 17:10 Started to transfer the water from the condenser to the Condensate Storage Tank

ACondition: No data available (CST).
S/P*4 Pressure -- MPa 31d 12:12 The power supply to the temporary motor-driven pump was switched from the

temporary power supply to the external power supply.
Condition: Down scale (under 3"d 13:47- 14:30 20 bags of sawdust, 80 bags of high polymer absorbent and 3 bags of
____ ____ ___survey) cutting-processed newspaper were put into the Pit for the Conduit.

External 4"h 7:08"7:11 Approximately 13kg of tracer (bath agent) was put in from the Pit for the

EDG* 2  RHRS l Duct for Seawater Pipe.P4h 11:05- 13:37 Injection of fresh water from FPC to SFP using the temporary motor-driven

pump.
5 th 14:15 Tracer is confirmed to outflow through the permeable layer around the pit into

the sea.

*1 Residual Heat Removal System Current Conditions: Fresh water 15:07 Started to inject coagulant.
*2 Emergency DieselGenerator beie6t around 5:38 The water outflow from the lateral surface of the pit was confirmed to
*3Emar y Dieselnmenessel is being injected to the Spent stopped.rimary Containment Vessel Pn ni th 7 h 13:29 - 14:34 Freshwater injection to SFP via FPC (Around 36 ton)

4uppression PoolI
(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 3
( As of 6:00 April 8th, 2011 )

I Major Events after the earthquake I

I Spent Fuel Pool Water Temperature - OCCondition: Indicator failure I

I

Reactor Pressure A 0.099MPa*
Reactor Pressure C 0.020MPa*
Condition: No large fluctuation
*converted to absolute pressure

Reactor Water Level A -- 2,000mm
Reactor Water Level B - 2,250mm
Condition: No flooding of top of
active fuel to the above level

Reactor Water Temperature -- C
Condition: No data available

Reactor Pressure Vessel (RPV)
Temperature
Feedwater Nozzle Temperature

:88.2°C(under survey)
Temperature at the bottom head of
RPV : 110.8°C

1 1 th 14:46 Under operation, Automatic shutdown by the earthquake
1 1 th 15:42 Report based on the Article 10 (Total loss of A/C power)
1 3 th 05:10 Occurrence of the Article 15 event (Inability of water injection

of the Emergency Core Cooling System)
131h 08:41 Started to vent.
1 3 th 13:12 Started to inject seawater and borated water to core.
14th 05:20 Started to vent.
141h 07:44 Occurrence of the Article 15 event (Unusual rise of the

pressure in PCV)
1 4 th 11:01 Sound of explosion
1 6 th around 08:30 White smoke generated.
1 7 th 09:48- 10:01 Water discharge by the helicopters of Self-Defense

Force
17th 19:05" -19:15 Water spray from the ground by High pressure water-

cannon trucks of Police
1 7 th 19:35'20:09 Water spray from the ground by fire engines of Self-

Defense Force
18th before 14:00-14:38 Water spray from the ground by 6 fire engines

of Self-Defense Force
1 8 th - 14:45 Water spray from the ground by a fire engine of the US

Military
19th 00:30 -01:10 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
19th 14:10 - 2 0th 03:40 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 0 th 11:00 Pressure of PCV rose(320kPa).Afterward fell.
2 0 th 21:36 - 21st 03:58 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
21t around 15:55 Grayish smoke generated and was confirmed to be died

down at 17:55.
221' 15:10 - 16:00 Water spray by Hyper Rescue Unit of Tokyo Fire

Department and Osaka City Fire Bureau.
22nd 22:46 Lighting in the Central Control Room was recovered.
23rd 11:03 - 13:20 Injection of about 35ton of sea water to the Spent Fuel

Pool (SFP) via the Fuel Pool Cooling Line (FPC)
231d around 16:20 Black smoke generated and was confirmed to died

down at around 23:30 and 2 4th 04:50.
2 4 th 05:35- 16:05 Approximately 120 ton sea water injection to SFP via

FPC
25th 13:28-' 16:00 Water spray by Kawasaki City Fire Bureau supported by

Tokyo Fire Department
25th 18:02 Started fresh water injection to the core.
2 7 th 12:34"14:36 Water spray by Concrete Pump Truck
28th 17 :40 -31st around 8:40 Transferring the water from the Condensate

Storage Tank (CST) to the Surge Tank of Suppression Pool Water (SPT)
281h 20:30 Switched to the water injection to the core using a temporary

motor-driven pump.29th 14:17-•18:18, 31s' 16:30- 19:33, 2nd 09:52"-12:54, 4th 17:03~•19:19

Water spray by Concrete Pump Truck (Fresh water)
3d 12:18 The power supply to the temporary motor-driven pump was

switched from the temporary power supply to the external power supply.
7 th 06:53 ~08:53 Water spray by Concrete Pump Truck (Fresh water)

(Around 70 ton)

pQJ* 3 Pressure 0.1O61MPa
Condition: No large fluctuation 1
S/P* 4 Water Temperature - 9C
Condition : No data available
S/P*4 Pressure 0.1726MPa
Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 4
( As of 6:00 April 8th, 2011 ) I Major events after the

I earthquake I

I

In periodic inspection outage when the earthquake
occurred

1 4 th 04:08 Water temperature in the Spent Fuel Pool
(SFP), 840C

1 5th 06:14 Confirmed the partial damage of wall in the
4 th floor.

15 th 09:38 Fire occurred in the 3 rd floor. (12:25
extinguished)

16 th 05:45 Fire occurred. TEPCO couldn't confirm any
fire on the ground. (06:15)

2 0 th 08:21-'09:40 Water spray over SFP by Self-
Defense Force

2 0 th around 18:30- 19:46 Water spray over SFP by
Self-Defense Force

2 1 st 06:37"-'08:41 Water spray over SFP by Self-
Defense Force

2 1 st around 15:00 Work for laying cable to Power
Center was completed.

2 2 nd 10:35 Power Center received electricity.
2 2 nd 17:17-20:32, 2 3rd 10:00-' 13:02, 241h 14:36-

17:30, 2 5 th 19:05'-'22:07, 2 7th 16:55-'19:25
Water spray by Concrete Pump Truck

2 5 th 06:05- 10:20 Sea water injection to SFP via the
Fuel Pool Cooling Line (FPC)

2 9 th 11:50 Lighting in the Central Control Room was
recovered.

3 0 th 14:04'-18:33, 1 st 8:28--14:14, 3 rd 17:14-22:16,
5th 17:35- 18:22, 7th 18:23-'-19:40
Water spray by Concrete Pump Truck (Fresh water)

Current Conditions: No fuel is in RPV*3.
Fresh water is being injected to the Spent Fuel Pool.*1 Residual Heat Removal System

*2 Emergency Diesel Generator

*3 Reactor Pressure Vessel (Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 5
( As of 6:00 April 8th, 2011 )

In periodic inspection outage I

17ý I"

L Water Temperature in the Pool: 34.80C
Condition: Recovery of heat removal function

I
Reactor Pressure: 0.103MPa*
Reactor Water Level: 1,669mm
Reactor Water Temperature: 33.20C
Condition: Pressure is under control.
*converted to absolute pressure

Reactor Pressure Vessel Temperature:
Monitoring by Reactor Water Temperature I

* Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

Current Conditions:

20th 14:30 Cold shutdown

21st 11:36 Receiving electricity from external power supply

2 3 rd 17:24 Pump for Residual Heat Removal Seawater System (RHRS)

was automatically stopped when the power supply was switched
from the temporary to the permanent.

2 4 th 16:14 Repair of the RHRS pump was completed.

2 4 th 16:35 Started to cooling.

4 th 21:00 Started to discharge the groundwater with low-level

radioactivity in the Sub Drain Pit to the sea.
*1 Residual Heat
Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 6
( As of 6:00 April 8th, 2011 )

In periodic inspection outage The Emergency Diesel Generator (D/G) 6A was
excluded from standby because of insulation

I resistance insulation drop.

Current Conditions:
20 t" 19:27 Cold shutdown

2 2 nd 19:17 Receiving electricity from external power
supply

4 th 21:00 Started to discharge the groundwater with low-
level radioactivity in the Sub Drain Pit to the sea

X Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

*1 Residual Heat Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Fukushima Dai-ichi Nuclear Power Station Major Parameters of the Plant (As of 6:00, April 7th)
Unit No. Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Injecting fresh water via the Injecting fresh water via the Fire Injecting fresh water via the Fire
Water Supply Line. Extinguish Line. Extinguish Line.

Situation of water injection Flow rate of injected water : 6 Flow rate of injected water : 8 Flow rate of injected water: 7 Under Under Under
m3/h m3/h m 3/h shutdown shutdown shutdown
(As of 17:30, April 3rd) (As of 12:12, April 3rd) (As of 17:32, April 3rd)
temporary measuring instrument temporary measuring instrument temporary measuring instrument

Shutdown Shutdown
Fuel range A: -1,650mm FFuel range A:-,850mm range range

Reactor water level Fuel range B : -1,650mm Fuel range A: -1,5OITn Fuel range B:-2,250mm #2 measurement measurementReacor ate levl Fel angeB :-1,50mm(Asof :00,Aprl 7h) Fel ang B1,822mm 2 1,22861,66m
(As of 6:00, April 7th) (As of 6:00, April 7th) (As of 6:00, April 7th) (As of 6:00, (As of 6:00

April 7th) April 7th)
0.363MPa g(A) -0.0 18MPa g (A) 0.002MPa g (A) 0.002MPa g 0.005MPa g

Reactor pressure 0.758MPa g(B) -0.025MPa g (D) -0.079MPa g (C) #2 (As of 6:00, (As of 6:00,
(As of 6:00, April 7th) (As of 6:00,April 7th) (As of 6:00, April 7th) April 7th) April 7th)

34.8°C 48.1°C
Reactor water temperature (Impossible collection due to low system flow rate) #2 (As of 6:00, (As of 6:00,

April 7th) April 7th)
Feedwater nozzle temperature: Feedwater nozzle temperature: Feedwater nozzle temperature: Unit 4

Reactor Pressure Vessel 216.30C 144.20C 83.49C (under survey) No heating element (fuel) inside the reactor
(RPV) temperature Temperature at the bottom head Temperature at the bottom head Temperature at the bottom head Unit 5,6of RPV: 116.2°C of RPV: #1 of RPV: 115.80C Unit 5,6

(As of 6:00, April 7th) (As of 6:00, April 7th) (As of 6:00, April 7th) Monitoring by the reactor water temperature

D/W*I Pressure, SIC*2 D/W: 0.155MPa abs D/W: 0.100MPa abs D/W: 0.1075MPa abs
S/C: 0.155MPa abs S/C:Down scale (under survey) S/C: 0.1729MPa abs #2(As of 6:00, April 7th) (As of 6:00, April 7th) (As of 6:00, April 7th)

D/W: 3.08 X 10'Sv/h D/W: 3.06 X IO'Sv/h D/W: 1.96 X 10'Sv/h
CAMS*3 S/C: 1.29 X 10'Sv/h S/C: 8.01 X 10- Sv/h S/C: 7.77 X 10-Sv/h #2

(As of 6:00, April 7th) (As of 6:00,April 7th) (As of 6:00, April 7th)
D/W*1 design operating 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) #2
pressure
D/W*1 maximum 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs)
operating pressure

34.80C 21.5 0C
Spent Fuel Pool water #1 0 p7th) #1 #1 (As of 6:00, (As of 6:00,

(Asof_6:00,_April_7th)_April 7th) April 7th)

4,950mm
FPC skimmer level 4,500mm 5,600rm m( o60 0 #

(As of 6:00, April 7th) (As of 6:00, April 7th) #1 (As of 6:00, #2
April 7th)

Power supply Receiving external power supply (P/C*4 2C) Receiving external power supply (P/C4D) Receiving extepal power
IIsupply



Common Unit5: Unit6:
pool: about SHC*5 mode Supplemental

Unit3: Collecting the data of RPV temperature and continuing survey for transitional situation 27 VC (As of (From 19:15 Fuel Pool
Other information Unit2: Confirmed the indicated value of S/C Pressure but continuing to survey the transition of 8:00, April April 6th) Cooling

condition 6th) mode
(From 17:10
April 6th) h

Pressure conversion Gauge pressure (MPa g) = Absolute pressure (MPa abs) - Atmospheric pressure (Normal atmospheric pressure 0.101 3MPa)
Absolute pressure (MPa abs) = Gauge pressure (MPa g) + Atmospheric pressure (Normal atmospheric pressure 0.101 3MPa)

(Notes) Concerning reactor pressure of Units 1 and 3, the rate of converting voltage measured by digital voltmeters into pressure has been corrected.
Please refer to the attached sheet of "Major Parameters of the Plant" as of 20:00 April 6t .

*1 D/W : Dry Well
*2 S/C : Suppression Chamber
*3 CAMS : Containment Atmospheric Monitoring System
*4 P/C : Power Center
*5 SHC : Shutdown Cooling

#1 : Measuring instrument malfunction
#2 : Except from data collection



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 1
(As of 14:00 April 8th, 2011) Major Events after the earthquake

I k

I Spent Fuel Pool Water Temperature - °C
Condition: Indicator failure I

Reactor Pressure A 0.496MPa*
Reactor Pressure B 0.894MPa*
Condition : Tend to increase
*converted to absolute pressure
Reactor Water Level A -1,650mm
Reactor Water Level B -1,650mm
Condition: No flooding of top of

active fuel until the above level

Reactor Water Temperature -
Condition: No large fluctuation

OC

Reactor Pressure Vessel (RPV)
Temperature:

Feedwater Nozzle Temperature
:246.60C

Temperature at the bottom head of
RPV :119.40C

1 1 th 14:46 Under operation, Automatic shutdown by the
earthquake

1 1 th 15:42 Report based on the Article 10 (Total loss of A/C
power)

1 1 th 16:36 Occurrence of the Article 15 event (Inability of
water injection of the Emergency Core Cooling System)

1 2 th 01:20 Occurrence of the Article 15 event (Unusual rise
of the pressure in PCV)

1 2 th 10:17 Started to vent.

1 2 th 15:36 Sound of explosion

1 2 th 20:20 Started to inject seawater and borated water to
core.

2 3 rd 02:33 The amount of injected water to the Rector
Core was increased utilizing the Feedwater Line in
addition to the Fire Extinguish Line. (2m 3/h -•18m 3/h)
09:00 Switched to the Feedwater Line only.(18m 3/h
-- 11m 3/h)

2 4 th 11:30 Lighting in the Central Control Room was
recovered.

2 5 th 15:37 Started fresh water injection.
29th 08:32 Switched to the water injection to the core using

the temporary motor-driven pump.

3 1 st 12:00 -. 2 nd 15:26 Started to transfer the stagnant
water from the Condensate Storage Tank (CST) to the
Surge Tank of Suppression Pool Water (SPT)

3 1 st 13:03-16:04 Water spray by Concrete Pump Truck
(Fresh water)

3 rd 12:02 The power supply to the temporary motor-driven
pump was switched from the temporary power supply to
the external power supply.

3 rd 13:55 Started to transfer the water from the condenser
to CST.

6 th 22:30 Started the operation for the injection of nitrogen
to PCV.

7 th 01:31 Confirmed starting the injection of nitrogen to
PCv.

PCV* 3 Pressure 0.185MPa

Condition: Tend to increase

S/p* 4 Water Temperature - *
Condition: No data available
S/p* 4 Pressure 0.155MPa
Condition: No large fluctuation

*1 Residual Heat Removal System
*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions : Fresh water is being injected to the Spent Fuel Pool
and the core I

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 2
(As of 14:00 April 8th, 2011 ) IMajor Events after the earthquake

11th 14:46 Under operation, Automatic shutdown by the earthquake

111h 15:42 Report based on the Article 10 (Total loss of A/C power)
Spent Fuel Pool Water Temperature 53.0 0C 11th 16:36 Occurrence of the Article 15 event (Inability of water injection of the Emergency

Spent Fuel Core Cooling System )

Pool ColingReactor Pressure A O.081MPa* 131h 11:00OStarted to vent.
Reactor Pressure D 0.081MPa* 1 4th 13:25 Occurrence of the Article 15 event (Loss of reactor cooling functions)System Condition: No large fluctuation 14th 16:34 Started to inject seawater to the Reactor Core.

*converted to absolute 14th 22:50 Occurrence of the Article 15 event (Unusual rise of the pressure in PCV)

pressure 15th 00:02 Started to vent.
Reactor Water Level A 15th 06:10 Sound of explosion

- 1,500mm 1 5 th around 06:20 Possible damage of the suppression chamber

Condition: No flooding of top of 20th 15:05-17:20 Approximately 40 ton seawater injection to the Spent Fuel Pool (SFP) via

active fuel to the above level the Fuel Pool Cooling Line (FPC)
20th 15:46 Power Center received electricity.

Rm 21st 18:22 White smoke generated. The smoke died down and almost invisible at 07:11Reactor Water Temperature March 22nd.- °C 22nd 16:07 Injection of around 18 tons of seawater to SFP

Condition: No data available 25,, 10:30-12:19 Sea water injection to SFP via FPC
26th 10:10 Started to inject fresh water to the Reactor Core.

Reactor Pressure Vessel (RPV) 26th 16:46 Lighting in the Central Control Room was recovered.
Temperature: 27th 18:31 Switched to the water injection to the core using the temporary motor-driven

Feedwater Nozzle Temperature pump.
141.20C 29th 16:30- 18:25 Switched to the temporary motor-driven pump injecting fresh water to

Temperature at the bottom SFP.
head of RPV - 0C (Indicator 29th 16:45-1tt 11:50 Transferred the water from the Condensate Storage Tank (CST) to
failure) the Surge Tank of Suppression Pool Water (SPT)

30th 9:25-23:50 Confirmed malfunction of the temporary motor-driven pump injecting
fresh water to SFP(9:45). Switched to the injection using the fire pump Truck, but

PCV* 3 Pressure 0.100MPa suspended as cracks were confirmed in the hose. (12:47, 13:10) Resumed injection of
C : 1 fresh water(19:05)

Condition: No large 1,t 14:56-17:05 Injection of fresh water from FPC to SFP using the temporary motor-

fluctuation driven pump.
Possible dama 2nd around 9:30 The water, of which the dose rate was at the level of more than
of the suppressin S/P* 4 Water Temperature 1,OOOmSv/h, was confirmed to be collected in the pit located near the Intake Channel
chabes4r Tr of Unit 2. The outflow from the lateral surface of the pit into the sea was also

confirmed.
Condition: No data available 2nd 17:10 Started to transfer the water from the condenser to the Condensate Storage
S/P*4 Pressure - MPa Tank(CST).

Condition: Down scale (under 3Vd 12:12 The power supply to the temporary motor-driven pump was switched from the
temporary power supply to the external power supply.

[_ _ __"_survey) 3rd 13:47- 14:30 20 bags of sawdust, 80 bags of high polymer absorbent and 3 bags of
Exte*rna I cutting-processed newspaper were put into the Pit for the Conduit.

EDG RHRS 4th 7:08-7:11 Approximately 13kg of tracer (bath agent) was put in from the Pit for the
P e AL AL Duct for Seawater Pipe.

J4th 11:05- 13:37 Injection of fresh water from FPC to SFP using the temporary motor-

driven pump.
5th 14:15 Tracer is confirmed to outflow through the permeable layer around the pit into

*1 Residual Heat Removal System Current Conditions: Fresh the sea.
*2 Emergency Diesel Generator 15:07 Started to inject coagulant.
*3 Primary Containment Vessel water is being injected to the 6t, around 5:38 The water outflow from the lateral surface of the pit was confirmed to
*4 Suppression Pool Spent Fuel Pool and the core stopped.S7th 13:29~ 14:34 Freshwater injection to SFP via FPC (Around 36 ton)

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 3
( As of 14:00 April 8th, 2011 )

ISpent Fuel Pool Water Temperature - °C
Condition: Indicator failure I

m

Reactor Pressure A 0.097MPa*
Reactor Pressure C 0.022MPa*
Condition: No large fluctuation
*converted to absolute pressure

Reactor Water Level A - 1,850mm
Reactor Water Level B - 2,250mm
Condition: No flooding of top of
active fuel to the above level

Reactor Water Temperature -- C
Condition : No data available

Reactor Pressure Vessel (RPV)
Temperature
Feedwater Nozzle Temperature

:88.8 0C(under survey)
Temperature at the bottom head of
RPV : 110.70C

I Major Events after the earthquake I
1 1 th 14:46 Under operation, Automatic shutdown by the earthquake
1 1 th 15:42 Report based on the Article 10 (Total loss of A/C power)
1 3 th 05:10 Occurrence of the Article 15 event (Inability of water injection

of the Emergency Core Cooling System)
1 3 th 08:41 Started to vent.
1 3 th 13:12 Started to inject seawater and borated water to core.
1 4 th 05:20 Started to vent.
1 4 th 07:44 Occurrence of the Article 15 event (Unusual rise of the

pressure in PCV)
14t' 11:01 Sound of explosion
16th around 08:30 White smoke generated.
17th 09:48-10:01 Water discharge by the helicopters of Self-Defense

Force
1 7th 19:05-19:15 Water spray from the ground by High pressure water-

cannon trucks of Police
17 h 19:35-20:09 Water spray from the ground by fire engines of Self-

Defense Force
18th before 14:00-14:38 Water spray from the ground by 6 fire engines

of Self-Defense Force
1 8 th -14:45 Water spray from the ground by a fire engine of the US

Military
1 9 th 00:30 -01:10 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
1 9 th 14:10 - 2 0 th 03:40 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 0 th 11:00 Pressure of PCV rose(320kPa).Afterward fell.
2 0 1h 21:36 - 2 1st 03:58 Water spray by Hyper Rescue Unit of Tokyo Fire

Department
2 1 1t around 15:55 Grayish smoke generated and was confirmed to be

died down at 17:55.
2 2 nd 15:10 - 16:00 Water spray by Hyper Rescue Unit of Tokyo Fire

Department and Osaka City Fire Bureau.
2 2nd 22:46 Lighting in the Central Control Room was recovered.
2 3 rd 11:03 -13:20 Injection of about 35ton of sea water to the Spent Fuel

Pool (SFP) via the Fuel Pool Cooling Line (FPC)
2 3 rd around 16:20 Black smoke generated and was confirmed to died

down at around 23:30 and 2 4 th 04:50.
2 4 th 05:35-16:05 Approximately 120 ton sea water injection to SFP via

FPC
2 5 th 13:28- 16:00 Water spray by Kawasaki City Fire Bureau supported by

Tokyo Fire Department
2 5 th 18:02 Started fresh water injection to the core.
2 7 th 12:34- 14:36 Water spray by Concrete Pump Truck
28th 17 :40-31st around 8:40 Transferring the water from the Condensate

Storage Tank (CST) to the Surge Tank of Suppression Pool Water (SPT)
2 8 1h 20:30 Switched to the water injection to the core using a temporary

motor-driven pump.
<Water spray by Concrete Pump Truck (Fresh water)>
2 9 th 14:17-18:18, 311t 16:30- 19:33, 2 nd 09:52-12:54, 4th 17:03-19:19,

7 th 06:53 -08:53
3 rd 12:18 The power supply to the temporary motor-driven pump was

switched from the temporary power supply to the external power supply.

b

PCV" Pressure 0.1OS2MPa
Condition: No large fluctuation 1
S/P*4 Water Temperature - 0C

Condition: No data available
S/p* 4 Pressure 0.1722MPa
Condition: No large fluctuation

*1 Residual Heat Removal System*2 Emergency Diesel Generator
*3 Primary Containment Vessel
*4 Suppression Pool

Current Conditions: Fresh water
is being injected to the Spent
Fuel Pool and the core INEEMMENEd

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 4
( As of 14:00 April 8th, 2011 )

I Major events after theearthquake I

I
In periodic inspection outage when the earthquake

occurred
1 4 th 04:08 Water temperature in the Spent Fuel Pool

(SFP), 84 0C
1 5 th 06:14 Confirmed the partial damage of wall in the

4 th floor.
1 5 th 09:38 Fire occurred in the 3 rd floor. (12:25

extinguished)
1 6 th 05:45 Fire occurred. TEPCO couldn't confirm any

fire on the ground. (06:15)

2 0 th 08:21-09:40 Water spray over SFP by Self-
Defense Force

2 0 th around 18:30- 19:46 Water spray over SFP by
Self-Defense Force

2 1 st 06:37"08:41 Water spray over SFP by Self-
Defense Force

211t around 15:00 Work for laying cable to Power
Center was completed.

2 2 nd 10:35 Power Center received electricity.
<Water spray by Concrete Pump Truck>

2 2 nd 17:17-'20:32, 2 3rd 10:00-13:02, 2 4th 14:36
- 17:30, 2 5 th 19:05'-22:07, 2 7 th 16:55'- 19:25

5 th 06:05- 10:20 Sea water injection to SFP via the
Fuel Pool Cooling Line (FPC)

2 9 th 11:50 Lighting in the Central Control Room was
recovered.

< Water spray by Concrete Pump Truck (Fresh water)>

3 0 th 14:04- 18:33, 1st 08:28'-14:14, 3 rd 17:14'-
22:16, 5 th 17:35-18:22, 7 th 18:23"-19:40

*1 Residual Heat Removal System
*2 Emergency Diesel Generator

*3 Reactor Pressure Vessel

Current Conditions: No fuel is in RPV*3.
Fresh water is being injected to the Spent Fuel Pool. I
(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 5
( As of 14:00 April 8th, 2011 )

In periodic inspection outage

- I

Water Temperature in the Pool: 34.70C

Condition: Recovery of heat removal function

Reactor Pressure: 0.104M Pa*
Reactor Water Level: 1,644mm
Reactor Water Temperature: 45.50C
Condition : Pressure is under control.
* converted to absolute pressure

I
Reactor Pressure Vessel Temperature:

Monitoring by Reactor Water Temperature I
• •Heat removal was carried out alternately with the water in

the Reactor Core and in the Spent Fuel Pool.

I

Current Conditions:

20th 14:30 Cold shutdown

21st 11:36 Receiving electricity from external power supply

2 3 rd 17:24 Pump for Residual Heat Removal Seawater System (RHRS)
was automatically stopped when the power supply was
switched from the temporary to the permanent.

2 4 th 16:14 Repair of the RHRS pump was completed.

2 4 th 16:35 Started to cooling.

4 th 21:00 Started to discharge the groundwater with low-level

radioactivity in the Sub Drain Pit to the sea.
*1 Residual Heat
Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)



Conditions of Fukushima Dai-ichi Nuclear Power Station Unit 6
( As of 14:00 April 8th, 2011)

In periodic inspection outage

Current Conditions:
20th 19:27 Cold shutdown

2 2 nd 19:17 Receiving electricity from external power
supply

4 th 21:00 Started to discharge the groundwater with low-
level radioactivity in the Sub Drain Pit to the sea

• $Heat removal was carried out alternately with the water in
the Reactor Core and in the Spent Fuel Pool.

*1 Residual Heat Removal System

(Editorial committee for Nuclear Energy Handbook, Nuclear Energy Handbook)
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( North side of main office building(approx. 0.5km from Unit 2 in northwest direction)
(2) Near Gymnasium(East side of MP-5) (approx. 0.9km from Unit 2 in westnorthwest direction)

() Near West Gate (near MP-5) (approx. 1.1km from Unit 2 in west direction)

Fukushima Dai-ichi * Front of near Main Gate (near MP-6) (approx. 1.0km from Unit 2 in westsouthwest direction)
April 8th, 2011 Monitoring points (5 Front of Earthquake Isolation Building ( approx. 0.5km from Unit2 in northwest dirction)

J) South side of main office building
(7) Main Gate
MC: Monitoring Car TM: Transportable Monitoring post

Monitoring points (3)
Reading time 0:00 0:10 0:20 0:30 0:40 0:50 1:00 1:10 1:20 1:30 1:40 1:50 2:00 2:10 2:20 2:30 2:40 2:50 3:00 3:10 3:20 3:30 3:40 3:50
MC Reading(JI Sv/h) 56.0 56.0 56.1 56.1 56.2 56.0 56.0 55.7 55.7 55.6 55.5 55.6 55.5 55.6 55.6 55.6 55.5 55.4 55.4 55.4 55.3 55.3 55.3 55.2

neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND
(PSMOB(/i Sv/h)*1 681 - - 683 - - 685 - 684 - - 675 - - 682 - - 679 - - 679 - -

TM (7)MG(/u Sv/h)*2 99 - - 97 - - 97 - - 98 - - 97 - - 98 - - 97 - - 97 - -

(3)WG(• Sv/h) *3 43.3 - - 43.5 - - 43.4 - 43.1 - - 43.1 - - 43.4 - - 43.2 - - 43.2 - -

wind direction WNW SW SSE W W W W WNW N N WNW W W N SE SSE SE SSE SSE SE SSE S W SE
wind speed (m/s) 0.4 0.6 04 03 03 0.4 0.5 0.5 0.4 04 03 0.4 05 0.8 0.9 0.9 1.0 10 04 05 05 0.4

*1: SMOB : South Side of Main Office Building
*2: MG: Main Gate
*3: WG:West Gate
*4: NM: Not measured due to the malfunction

Monitoring points 3)
Reading time 4:00 4:10 4:20 4:30 4:40 4:50 5:00 5:10 5:20 5:30 5:40 5:50 6:,00 6:10 6:20 6:30 6:40 6:50 7:00 7:10 7:20 7:30 7:40 7:50

jReading(g Sv/h) 55.2 55.2 553 55.3 55.3 55.1 55.2 55.2 55.1 55.1 55.1 55.1 55.1 55.0 55.0 55.1 55.1 55.1 55.0
neutron ND ND ND ND ND ND ND ND . ND ND ND ND ND ND ND ND ND ND ND
(D)SMOB(p Sv/h)*1 675 - - 676 - - 676 - - 677 - 677 - - 676 - - 676

TM (7)MG(/t Sv/h)*2 95 - - 97 - - 97 - - 96 97 97 - - 96
(TWG( t Sv/h) *3 43.1 - 43.1 - - 42.8 - - 43.0 - 42.9 - - 43.0 - - 43.0

wind direction E W W W WNW W S SSE SE S SSE SE W SSW SE ESE SE ESE ESE
wind speed (m/s) 0.3 0.8 0.8 0.6 0.6 0.7 0.7 0.8 1.0 0.6 1.0 0.7 0.5 0.6 0.7 0.9 0.9 1.3 1.5

Monitoring points (3)
Reading time 8:00 8:10 8:20 8:30 8:40 8:50 9:00 9:10 9:20 9:30 9:40 9:50 10:00 10:10 10:20 10:30 10:40 10:50 11:00 11:10 11:20 11:30 11:40 11:50

]VC Reading(/Z Sv/h)

neutron
15SMOB(pi Sv/h)_l

TM (7)MG(S Sv/h)*2
(3)WG(/p Sv/h) *3

wind direction
wind speed (m/s)



2011/4/9 10:31

April 7th, 2011

(O) North side of main office building(approx. 0.5km from Unit 2 in northwest direction)
() Near Gymnasium(East side of MP-5) (approx. 0.9km from Unit 2 in westnorthwest direction)
( Near West Gate (near MP-5) (approx. 1.1km from Unit 2 in west direction)

Fukushima Dai-ichi ( Front of near Main Gate (near MP-6) (approx. 1.0km from Unit 2 in westsouthwest direction)
Monitoring points (5 Front of Earthquake Isolation Building ( approx. 0.5km from Unit2 in northwest dirction)

(D South side of main office building
(7) Main Gate
MC: Monitoring Car TM: Transportable Monitoring post

Monitoring points (3)
Reading time 12:00 12:10 12:20 12:30 12:40 12:50 13:00 13:10 13:20 13:30 13:40 13:50 14:00 14:10 14:20 14:30 14:40 14:50 15:00 15:10 15:20 15:30 15:40 15:50
MG Reading(ju Sv/h) 58.0 57.9 57.8 57.9 57.8 57.7 57.7 57.6 57.7 57.6 57.6 57.7 57.6 57.7 57.6 57.5 57.4 57.6 57.4 57.5 57.3 57.3 57.3 57.3

neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND
USMOB(tiSv/h)*l 679 - - 672 - - 677 - - 679 - - 677 - - 673 - - 671 - - 667 - -

TM (7)MG(cuSv/h)*2 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4
()WG(/ uSv/h) *3 442 - 43.8 - 43.8 - 43.5 - 43.7 - - 43.4 - 43.0 - 42.9 -

wind direction E SE NE SE E E E E E E E ESE E E NE SE E SE E SE ESE E E E
wind speed (m/s) 18 1 8 2.3 2.2 1.8 1.6 1.6 1.5 1.6 2.1 2.2 2.1 1.9 1.8 1.8 1.6 1.5 1.9 1.5 2.6 2.6 2.9 2.0 2.2

*1: SMOB : South Side of Main Office Building
*2: MG: Main Gate
*3: WG:West Gate
*4: NM: Not measured due to the malfunction

Monitoring points Q()
Reading time 16:00 16:10 16:20 16:30 16:40 16:50 17:00 17:10 17:20 17:30 17:40 17:50 18:00 18:10 18:20 18:30 18:40 18:50 19:00 19:10 19:20 19:30 19:40 19:50
Mc Reading(/U Sv/h) 57.1 57.2 57.1 57.1 57.1 57.1 56.8 57.0 56.9 56.7 56.9 56.8 56.8 56.9 56.8 56.8 56.7 56.7 56.6 56.8 56.7 56.7 56.7 56.7

neutron ND NO ND NO NO ND NO ND ND NOD ND NO NO NO ND ND NO ND NO NO NO NO ND NO
(D)$MOB(U Sv/h)*1 671 - - 668 - - 665 - - 667 - - 669 - - 668 - - 676 - - 675 - -

TM TMG(ouSv/h)*2 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 101 - - 98 - 99 - - 100 - - 101 - - 98 - -

(_)WG(U Sv/h) *3 43.0 - 42.7 - 42.6 - - 42.6 - 42.3 - - 42.8 - - 42.8 - - 42.7 - -

wind direction E ESE E E E SE E ESE W S E N' E S SW S SW NW SSE S N WNW SSW SSW
wind speed (m/s) 1.9 2.1 1.8 1.7 1.5 1.3 1.3 1.1 0.8 0.9 01 8 0.5 0.4 0.5 0.5 0.5 0.5 0.4 0.5 0.4 0.7 0.4 0.2 0.5

Monitoring points -3)

Reading time 20:00 20:10 20:20 20:30 20:40 20:50 21:00 21:10 21:20 21:30 21:40 21:50 22:00 22:10 22:20 22:30 22:40 22:50 23:00 23:10 23:20 23:30 23:40 23:50
Reading(/M Sv/h) 56.7 56.7 56.5 56.6 56.5 56.6 56.5 56.5 56.5 56.4 5645 56.5 56.5 56.4 56.2 56.3 56.3 56.2 56.3 56.1 56.2 56.1 56.1 56.1
neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND
(D)SMOB(/ Sv/h)*1 674 - - 678 - - 679 - - 680 - - 684 - - 683 685 - - 681 - -

TM (7)MG(u Sv/h)*2 98 - - 100 - - 100 - - 99 - - 98 - - 99 - 99 - - 98 - -

(®WG(u Sv/h) *3 42.6 - - 43.3 - - 43.2 - - 43.0 - - 43.0 - - 43.2 - 43.3 - - 43.2 - -

wind direction WNW SW WNW WNW NW ESE N WNW E SSW WSW WNW W WSW ESE S WSW SSW WNW W WSW W SW SSW
wind speed (m/s) 0.6 0.6 0.8 0.7 0.3 0.5 0.3 0.4 0.4 0.4 0.3 0.4 04 04 0.5 0.5 0.3 0.4 0.5 0.4 0.4 0.5 0.6 05

Monitoring Post (as of 15:00) .X-Check readings once a day
Monitoring Poists IMP-1 IMP-2 MP-3 MP-4 MP-5 MP-6 MP-7 MP-81

Reading (Sv/h) 15 1 45 47 47 95 140 280 2301
• •As for MP-1 and 2, readings were observed by human eyes (Coulc not be transmitted because of system trouble)
• iAs for MP-3 to 8, readings were transmitted by system



2011/4/9 10:31

April 7th, 2011

(1) North side of main office building(approx. 0.5km from Unit 2 in northwest direction)

(2) Near Gymnasium(East side of MP-5) (approx. 0.9km from Unit 2 in westnorthwest direction)

(3) Near West Gate (near MP-5) (approx. 1.lkm from Unit 2 in west direction)
Fukushima Dai-ichi (4) Front of near Main Gate (near MP-6) (approx. 1.0km from Unit 2 in westsouthwest direction)

Monitoring points ( Front of Earthquake Isolation Building ( approx. 0.5km from Unit2 in northwest dirction)
(D South side of main office building
(7) Main Gate

MC: Monitoring Car TM: Transportable Monitoring post

Monitoring points (3
Reading time 0:00 0:10 0:20 0:30 0:40 0:50 1:00 1:10 1:20 1:30 1:40 1:50 2:00 2:10 2:20 2:30 2:40 2:50 3:00 3:10 3:20 3:30 3:40 3:50
MC Reading(Iu Sv/h) - 59.4 59.4 59.3 59.4 59.3 59.5 61.3 59.9 59.7 59.6 59.3 59.3 59.3 59.2 59.3 59.2 59.2 59.2 59.0 59.0 58.7 59.2 59.2 59.5

neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND

([)SMOB(M Sv/h)*1 713 - - 716 - - 709 - - 712 - - 710 - - 709 - 712 - - 708 - -

TM[(•7MG(/jSv/h)*2 NM *4 - NM *4 - - NM *4 - - NM *4 - - NM *4 - - NM *4 - NM *4 - - NM *4 - -

(_)WG(/ OSv/h) *3 46.6 - 46.7 - - 48.0 - - 46.8 - - 46.7 - - 46.6 - 46.8 - - 46.9 - -

wind direction NE W SE WNW E W W W SE WNW W NW WSW WNW WNW N NNW NW NE SW W W NNW E

wind speed (m/s) 0.3 0.4 0.2 0.3 0.6 0.3 03 0.3 0.4 0.7 06 06 0.6 006 0.4 0.6 0.7 0.8 0.6 0.4 0.6 0.5 0.4 0.3
*1: SMOB : South Side of Main Office Building

*2: MG: Main Gate

*3: WG:West Gate

*4: NM: Not measured due to the malfunction

Monitoring points (3)

Reading time 4:00 4:10 4:20 4:30 4:40 4:50 5:00 5:10 5:20 5:30 5:40 5:50 6:.00 6:10 6:20 6:30 6:40 6:50 7:00 7:10 7:20 7:30 7:40 7:50

59Reading(M Sv/ 9.4 59.7 60.1 60.5 59.2 59.5 60.6 60.1 58.8 58.6 58.6 58.5 58.5 58.5 58.5 58.4 58.6 58.6 58.5 58.5 58.4 58.6 58.4 58.4MC __ _______
neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND

(VSMOB(/ Sv/h)*l 708 - 712 - - 711 - - 708 - - 709 - - 708 - - 706 - - 709 - -

TM (7MG(/9Sv/h)*2 NM *4 - - NM *4 - - NM *4 - - NM *4 - - NM *4 - - NM *4 - - NM *4 - - NM *4 - -

(3)WG(m Sv/h)*3 47.0 - - 47.9 - 48.0 - - 46. - - 46.5 - 46.7 - - 46.4 - - 46.2 - -

wind direction SSE WNW W SE NE N NNE W W W SW W W SW W W WSW SW W WSW SW SW SE ESE
wind speed (m/s) 0.5 0.4 0.2 0.6 0.4 0.4 0.3 0.5 0.5 0.6 0.4 07 0.8 0.6 0.5 0.5 0.5 0.2 0.4 0.4 0.4 0.5 0.7 0.8

Monitoring points 3

Reading time 8:00 8:10 8:20 8:30 8:40 8:50 9:00 9:10 9:20 9:30 9:40 9:50 10:00 10:10 10:20 10:30 10:40 10:50 11:00 11:10 11:20 11:30 11:40 11:50

Reading(/9 Sv/h) 58.5 58.5 58.4 58.5 58.4 58.4 58.4 58.4 58.3 58.3 58.3 58.2 58.2 58.2 58.2 58.2 58.0 58.2 58.0 58.1 58.0 58.0 57.9 57.9
neutron ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND ND

(©SMOB(tt Sv/h)*1 710 - - 706 - - 700 - - 698 - - 692 - - 689 - - 685 - - 684 - -

TM (71)MG(Sv/h)*2 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4 NM *4

(WG( g Sv/h) *3 46.4 - 45.8 - - 45.8 45.3 - - 45.3 - 44.8 - 44.7 - 44.3
wind direction S SE SSE ESE E E SE SE SSE E SE SE ESE SE E SE E E E SE SE E E E

wind speed (m/s) 1.0 1.0 0.7 1.2 1.4 1.1 0.9 1.0 1.1 1.1 1.1 1.6 2.1 1.5 1.3 1.3 1.7 1.7 1.4 1.3 1.4 1.9 19 2.0
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Fukushima Dai-ichi NPS
as of 10:00, April 8th, 2011

L/__/_/_ Environment Surveilance Area

- - - Site Boundary

MP4: 45 ljSv/h
(as of 8: 00 April 8th)

(5) Earthquake Isolation
Building

(as of 14:30 March 24th,
2011)

427.0 lISv/h
(Measured by monitoring car)

(2) Near Gymnasium

(as of 9:10 March 17th, 2011)

371.91iSv/h
(Measured by monitoring car)

MP5: 90 IiSv/h
(as of 8:00 April 8th)

(3) Near West Gate

(as of 7:00 April 8th, 2011)

55. 01Sv/h
(Measured by monitoring car)

(as of 7:00 April 8th, 2011)

43.0[tSv/h
(Measured by transportable

monitoring post)

(1) North side of main office
building

(as of 16:30 March 21st,
2011)

2015.0 ltSv/h
(Measured by monitoring car)

(6) South side of main office
building

(as of 7:00 April 8th, 2011)

676l.Sv/h
(Measured by transportable

monitoring post)

(7) Main Gate
(as of 21:20 April 6th, 2011)

82.OSv/h
(Measured by monitoring car)
(as of 7:00 April 8th, 2011)

961pSv/h
(Measured by transportable

monitoring post)

"-MP-8

MP6: 137 [tSv/h
(as of 8:00 April 8th)

I MP7: 274 pSv/h
I (as of 8:00 April 8th)



2011/4/9 10:31

Fukushima Dai-ni (TEPCO's Monitaring Post)

April 8, 2011 1

monitoring point I 0:001 0:101 0:201 0:301 0:401 0:501 1:001 1:101 1:201 1:301 1:401 1:501 2:001 2:101 2:201 2:301 2:401 2:501 3:001 3:101 3:201 3:301 3:401 3:50

MP1 (JI Sv/h) 3.690 3.683 3.675 3.695 3.685 3.686 3.680 3.676 3.684 3.684 3.672 3.680 3.675 3.669 3.681 3.657 3.663 3.669 3.668 3.677 3.665 3.661 3.668 3.656

MP2 (i Sv/h) 2.701 2.689 2.692 2.689 2.694 2.684 2.681 2.688 2.677 2.687 2.682 2.679 2.678 2.670 2.693 2.685 2.687 2.688 2.687 2.688 2.688 2.674 2.682 2.680

MP3( y Sv/h) 3.966 3.980 3.976 3.976. 3.964 3.961 3.959 3.977 3.962 3.974 3.955 3.951 3.958 3.947 3.944 3.947 3.948 3.950 3.961 3.940 3.957 3.953 3.946 3.936

MP4(/iSv/h) 3.017 3.030 3.020 3.021 3.016 3.020 3.013 3.010 3.017 3.018 3.013 2.999 3.013 3.022 3.020 3.026 3.006 3.008 3.016 3.009 3.010 3.007 3.011 3.010

MP5(/i Sv/h) 2.979 2.971 2.979 2.982 2.965 2.986 2.962 2.963 2.973 2.967 2.974 2.974 2.957 2.961 2.954 2.950 2.958 2.968 2.968 2.952 2.965 2.965 2.957 2.943

MP6(/i Sv/h) 2.959 2.956 2.961 2.948 2.966 2.948 2.956 2.951 2.959 2.948 2.949 2.945 2.940 2.947 2.944 2.948 2.939 2.943 2.943 2.957 2.942 2.947 2.947 2.940

MP7( Sv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1

wind direction SSW SSW SSW SW SSW SW SSW SSW SW SW SW WSW WSW SW SSW SSW SSW SSW SSW SSW SSW SSW SSW SSW

wind speed (m/s) 8.0 6.6 5.1 4.4 6.9 8.6 7.1 6.5 6.7 6.0 5.1 5.2 5.3 5.2 6.3 7.6 8.9 6.5 8.3 8.0 84 79 50 6.1

*1: NM: Not measured due to the malfunction
April 8, 2011

monitoring point 4:0o[ 4:101 4:201 4:301 4:401 4:501 5:001 5:101 5:201 5:301 5:401 5:501 6:001 6:101 6:201 6:301 6:401 6:501 7:oo1 7:101 7:201 7:301 7:40 7:50,
MPl (g Sv/h) 3.670 3.659 3.667 3.653 3.648 3.653 3.658 3.657 3.661 3.661 3.657 3.658 3.654 3.665 3.656 3.653 3.655 3.658 3.643

MP2(ju Sv/h) 2.685 2.691 2.689 2.676 2.681 2.678 2.670 2.660 2.675 2.688 2.672 2.669 2.680 2.677 2.678 2.673 2.669 2.683 2.679

MP3(,u Sv/h) 3.946 3.947 3.929 3.942 3.951 3.931 3.950 3.934 3.927 3.954 3.935 3.919 3.934 3.935 3.939 3.916 3.924 3.927 3.914

MP4(/i Sv/h) 2.994 3.013 2.999 3.002 3.001 2.992 3.000 3.002 2.996 2.991 2.993 3.005 2.979 3.000 2.988 2.999 2.987 3.001 2.999

MP5(/j Sv/h) 2.952 2.958 2.936 2.969 2.951 2.949 2.935 2.935 2.945 2.950 2.951 2.947 2.947 2.944 2.952 2.944 2.934 2.941 2.948

MP6( gi Sv/h) 2.946 2.936 2.920 2.941 2.934 2.943 2.935 2.931 2.924 2.931 2.935 2.931 2.920 2.942 2.930 2.928 2.929 2.923 2.928

MP7(giSv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1
. wind direction SSW SSW SSW SSW SSW S SSW SSW SSW SSW SSW S S S S S S S S

wind speed (m/s) 6.6 6.7 7.9 8.8 8.4 8.0 5.8 4.6 3.8 4.6 4.1 4.3 4.4 4.1 3.8 5.6 8.2 10.1 5.5 A _+#

A p ril 8 , 20 1 1 ____r_ ___1 5
monitoring point 1 8:001 8:101 8:201 8:301 8:401 8:501 9:001 9:101 9:201 9:301 9:401 9:501 10:001 10:101 10:201 10:301 10:401 10:50 11:00f 11:101 11:201 11:30 11:40 1
MP1 (gi Sv/h)

MP2(ji Sv/h)

MP3(/1 Sv/h)

MP4(/1 Sv/h)

MP5 (i Sv/h)

MP6 (g Sv/h)

MP7 (j/ Sv/h)

wind direction

wind speed (m/s)



2011/4/9 10:31

Fukushima Dai-ni (TEPCO's Monitaring Post)

April 7, 2011

monitoring point I 12:001 12:101 12:201 12:301 12:401 12:501 13:001 13:101 13:201 13:301 13:401 13:501 14:001 14:101 14:201 14:301 14:401 14:501 15:001 15:101 15:201 15:301 15:401 15:50

MPI (m Sv/h) 3.821 3.795 3.789 3.775 3.785 3.780 3.793 3.780 3.775 3.788 3.810 3.781 3.794 3.797 3.785 3.776 3.785 3.771 3.785 3.770 3.765 3.763 3.742 3.741

MP2(/l Sv/h) 2.781 2.781 2.783 2.784 2.784 2.782 2.778 2.776 2.779 2.780 2.782 2.778 2.784 2.783 2.780 2.772 2.794 2.771 2.780 2.769 2.766 2.769 2.765 2.760

MP3(/u Sv/h) 4.079 4.085 4.080 4.072 4.091 4.079 4.060 4.057 4.079 4.071 4.063 4.076 4.079 4.079 4.077 4.069 4.068 4.074 4.089 4.063 4.072 4.080 4.050 4.051

MP4( /Sv/h) 3.106 3.106 3.099 3.094 3.105 3.097 3.096 3.097 3.112 3.105 3.105 3.112 3.120 3.126 3.114 3.111 3.107 3.102 3.094 3.103 3.107 3.098 3.112 3.106

MP5(u Sv/h) 3.065 3.073 3.056 3.040 3.074 3.056 3.047 3.071 3.068 3.040 3.043 3.047 3.042 3.052 3.047 3.034 3.036 3.014 3.018 3.032 3.022 3.035 3.019 3.031

MP6(# Sv/h) 3.045 3.062 3.047 3.049 3.036 3.034 3.029 3.064 3.061 3.042 3.044 3.047 3.049 3.066 3.056 3.062 3.050 3.044 3.051 3.056 3.037 3.022 3.035 3.030

MP7(g Sv/h) 2.210 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*I NM*1 NM*1

wind direction S S S S S S SSW SSW S S S S S S S S S S S S S S S SSE

wind speed (m/s) 9.5 10.4 8.4 9.2 9.0 9.4 8.3 8.1 6.6 7.5 7.3 41 6.1 6.8 8.2 8.8 8.8 9.3 9.7 101 10.3 97 9.9 9.3

*1: NM: Not measured due to the malfunction
April 7, 2011

monitoring point 16:001 16:201 16:301 16:401 16:501 17:001 17:101 17:201 17:301 17:401 17:501 18:001 18:101 18:201 18:301 18:401 18:501 19:001 19:101 19:201 19:301 19:401 19:50

MPI ()i Sv/h) 3.745 3.740 3.708 3.716 3.724 3.710 3.719 3.722 3.702 3.700 3.712 3.717 3.712 3.722 3.707 3.714 3.722 3.707 3.716 3.719 3.701 3.716 3.720 3.710

MP2(pSv/h) 2.754 2.749 2.754 2.732 2.723 2.747 2.736 2.721 2.730 2.730 2.718 2.701 2.710 2.725 2.717 2.715 2.719 2.713 2.725 2.713 2.716 2.730 2.707 2.729

MP3 (iSv/h) 4.043 4.054 4.025 4.029 4.052 4.019 4.028 4.021 4.018 4.020 4.041 3.991 4.016 4.013 4.008 4.008 4.007 4.018 4.003 4.002 4.009 4.004 4.015 4.018

MP4(/ Sv/h) 3.098 3.089 3.083 3.078 3.057 3.065 3.030 3.040 3.047 3.037 3.042 3.060 3.048 3.039 3.045 3.040 3.047 3.043 3.047 3.041 3.039 3.052 3.044 3.037

MP5(/Sv/h) 3.034 3.010 3.022 3.017 3.016 2.996 3.008 3.013 3.018 2.985 3.003 2.993 2.988 2.985 2.999 2.998 2.984 2.976 2.987 2.989 2.987 2.991 2.977 2.976

MP6(/Sv/h) 3.047 3.039 3.042 3.024 3.018 3.011 3.018 3.007 2.993 2.991 3.007 2.963 2.985 2.986 2.950 2.968 2.965 2.969 2.980 2.973 2.962 2.960 2.961 2.970

MP7(itSv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1

wind direction S S S S SSE SSE SSE S SSE S S S SSW SSW SSW SSW ISW SSW SW WSW

wind speed (m/s) 11.0 10.9 11.1 10.3 6.9 8.0 8.5 9.0 8.6 8.9 8.1 8.0 9.0 7.7 5.7 5.4 7.4 6.3 5.6 3.5 3.2 3.8 3.6 4.2

April 7, 2011

monitoring point 20:001 20:101 20:201 20:301 20:401 20:501 21:001 21:101 21:201 21:301 21:401 21:501 22:001 22:101 22:201 22:301 22:401 22:501 23:001 23:101 23:201 23:301 23:401 23:50

MPI (g Sv/h) 3.699 3.719 3.707 3.717 3.706 3.718 3.703 3.716 3.715 3.706 3.697 3.704 3.695 3.707 3.701 3.699 3.685 3.702 3.702 3.692 3.693 3.699 3.699 3.684

MP2(/9Sv/h) 2.713 2.714 2:713 2.711 2.702 2.712 2.719 2.716 2.711 2.729 2.706 2.702 2.703 2.710 2.706 2.708 2.700 2.698 2.701 2.692 2.693 2.697 2.688 2.705

MP3 (y Sv/h) 4.005 4.015 3.979 4.007 4.011 4.008 4.007 4.006 3.995 3.990 3.990 3.987 4.004 4.000 3.994 3.975 4.003 3.977 3.975 3.987 3.990 3.987 3.980 3.978

MP4(,USv/h) 3.043 3.037 3.043 3.044 3.044 3.037 3.043 3.026 3.047 3.037 3.033 3.041 3.036 3.037 3.041 3.018 3.021 3.016 3.022 3.034 3.040 3.013 3.021 3.028

MP5(,u Sv/h) 2.992 2.979 2.985 2.987 2.989 3.008 2.991 2.994 2.983 2.995 2.972 2.990 2.976 2.978 2.982 2.975 2.976 2.975 2.977 2.982 2.963 2.978 2.980 2.962

MP6(/i Sv/h) 2.964 2.954 2.964 2.966 2.972 2.967 2.972 2.973 2.969 2.966 2.949 2.974 2.955 2.959 2.971 2.951 2.958 2.955 2.962 2.954 2.959 2.965 2.959 2.962

MP7(/uSv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*I NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1

wind direction WSW W W W WSW WSW SW SSW SSW SW SW 5 SSW SSW SSW SSW SSW SSW SSW SSW SSW SSW SSW SSW

wind speed (m/s) 5.8 6.5 6.6 5.1 3.5 3.7 2.7 2.3 4.4 3.5 3.5 2.3 3.1 4.1 3.5 3.3 4.9 5.3 5.4 7.5 7.6 6.9 8.5 9.2



2011/4/9 10:31

Fukushima Dai-ni (TEPCO's Monitaring Post)

I April 7, 2011 1
monitoring point 1 0:001 0:101 0:201 0:301 0:401 0:501 1:001 1:101 1201 1:301 1:401 1:501 2:001 2:101 2:201 2:301 2:401 2:501 3:001 3:101 3:201 3:301 3:401 3:50
MPI (M Sv/h) 3.852 3.862 3.863 3.850 3.863 3.845 3.851 3.389 3.855 3.849 3.837 3.850 3.840 3.834 3.842 3.836 3.846 3.835 3.841 3.827 3.824 3.843 3.836 3.847

MP2(/pSv/h) 2.831 2.815 2.799 2.808 2.802 2.815 2.808 2.807 2.800 2.804 2.799 2.810 2.809 2.821 2.810 2.806 2.798 2.802 2.798 2.793 2.787 2.804 2.804 2.809

MP3(/ Sv/h) 4.172 4.157 4.160 4.175 4.152 4.155 4.144 4.158 4.146 4.158 4.144 4.168 4.157 4.146 4.149 4.151 4.135 4.137 4.146 4.120 4.125 4.144 4.134 4.128

MP4(jiSv/h) 3.171 3.161 3.162 3.144 3.143 3.153 3.155 3.154 3.145 3.153 3.166 3.138 3.146 3.154 3.156 3.160 3.151 3.142 3.142 3.145 3.139 3.133 3.151 3.135

MP5()i Sv/h) 3.108 3.110 3.099 3.107 3.096 3.103 3.097 3.104 3.107 3.093 3.093 3.082 3.099 3.092 3.090 3.074 3.083 3.081 3.076 3.089 3.082 3.079 3.095 3.070

MP6( mi Sv/h) 3.078 3.103 3.085 3.086 3.091 3.086 3.074 3.083 3.102 3.088 3.077 3.085 3.077 3.085 3.078 3.082 3.088 3.069 3.080 3.079 3.073 3.069 3.067 3.072

MP7(tiSv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1

wind direction SSW SSW SSW SSW SW SW SW SW SSW SSW SSW SW SW SSW SW SSW SW SW SW SSW SSW SSW SSW SSW

wind speed (m/s) 6.0 5.5 6.3 6.8 6.9 6.0 7.1 6.5 6.0 5.2 4.1 4.8 4.8 3.4 25 0.4 1.9 4.0 4.4 50 33 3.3 1.8 2.0

*1: NM: Not measured due to the malfunction
April 7, 2011 1

monitoring point 4:001 4:101 4:201 4:301 4:401 4:501 5:001 5:101 5:201 5:301 5:401 5:501 6:101 6:201 6:301 6:401 6:501 7:001 7:101 7:201 7:301 740 7:50
MPI (uSv/h) 3.843 3.843 3.845 3.828 3.842 3.827 3.834 3.831 3.821 3.824 3.825 3.822 3.819 3.812 3.818 3.811 3.813 3.801 3.824 3.824 3.814 3.805 3.821 3.819

MP2(/Sv/h) 2.822 2.807 2.809 2.798 2.795 2.812 2.799 2.793 2.796 2.795 2.789 2.779 2.776 2.789 2.803 2.790 2.791 2.787 2.791 2.777 2.775 2.793 2.787 2.782

MP3(/Sv/h) 4.134 4.146 4.137 4.122 4.131 4.136 4.120 4.125 4.115 4.135 4.122 4.112 4.119 4.110 4.117 4.120 4.122 4.106 4.104 4.112 4.107 4.114 4.103 4.112
MP4(M Sv/h) 3.140 3.154 3.124 3.139 3.123 3.131 3.132 3.138 3.136 3.126 31126 3.120 3.126 3.119 3.130 3.132 3.121 3.132 3.118 3.122 3.128 3.136 3.117 3.136

MP5( pi Sv/h) 3.091 3.076 3.086 3.079 3.076 3.065 3.083 3.070 3.067 3.065 3.065 3.068 3.073 3.071 3.054 3.064 3.066 3.077 3.066 3.060 3.075 3.071 3.074 3.061

MP6 (/ Sv/h) 3.089 3.082 3.070 3.083 3.081 3.078 3.075 3.090 3.063 3.062 3.069 3.072 3.069 3.065 3.070 3.068 3.065 3.068 3.068 3.700 3.068 3.063 3.067 3.053

MP7T(MSv/h) NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1 NM*1

wind direction SSW S SSW SSW SSW S SSW SSW S S S SSW SSW S S SSW SSW SSW S S SSW SSW SSW S

wind speed (m/s) 3.0 2.5 2.7 3.5 4.1 4.7 5.3 3.8 3.3 3.7 2.5 3.0 3.3 2.3 2.7 4.1 3.1 2.4 2.8 2.2 3.9 3.2 3.7 1.4

April 7, 2011 :1
monitoring point 8:001 8:101 8:201 

8 :301 8:401 8:501 9:001 9:101 9:201 9:301 9:401 9:501 10:001 10:101 10:201 10:301 10:401 10:50 11:001 11:101 11:201 11:301 11:40 11:50

MP1 (j/ Sv/h) 3.811 3.810 3.810 3.830 3.811 3.812 3.798 3.792 3.818 3.811 3.799 3.811 3.795 3.804 3.796 3.800 3.809 3.808 3.812 3.795 3.807 3.809 3.787 3.788
MP2(m Sv/h) 2.792 2.781 2.784 2.810 2.795 2.807 2.793 2.775 2.797 2.784 2.787 2.789 2.792 2.792 2.780 2.780 2.794 2.779 2.788 2.774 2.791 2.797 2.795 2.791

MP3(/juSv/h) 4.115 4.112 4.110 4.122 4.110 4.106 4.110 4.102 4.117 4.114 4.102 4.098 4.115 4.099 4.099 4.085 4.089 4.089 4.103 4.088 4.089 4.092 4.089 4.082

MP4(/iSv/h) 3.113 3.127 3.139 3.125 3.118 3.122 3.125 3.112 3.120 3.128 3.127 3.134 3.120 3.125 3.140 3.109 3.117 3.114 3.097 3.120 3.119 3.118 3.126 3.114

MP5(MU Sv/h) 3.060 3.056 3.062 3.066 3.045 3.067 3.060 3.058 3.071 3.071 3.043 3.058 3.067 3.053 3.071 3.051 3.078 3.066 3.069 3.069 3.062 3.069 3.065 3.071

MP6 ( g Sv/h) 3.070 3.062 3.055 3.057 3.064 3.052 3.075 3.057 3.066 3.048 3.052 3.069 3.067 3.054 3.055 3.071 3.067 3.048 3.050 3.051 3.052 3.068 3.053 3.065
MP7(#ISvih) NM*I NM*1 NM*1 NM*I NM*1 NM*I NM*t NM*1 NM*1 NM*1 NM*1 NM*I NM*1 NM*I NM*I NM*1 NM*I NM*I NM*1 NM*I NM*1 NM*1 NM*I NM*1

wind direction S SSE S SSW SSW SSW S SSW S S S S S S S S S S S S S S S S

wind speed (m/s) 1.6 1.1 3.9 4.7 4.5 4.2 4.4 5.0 3.3 4.3 6.5 6.3 5.7 6.2 6.6 6.7 8.3 7.1 8.5 9.0 8.9 8.9 9.3 10.1



Fukushima Dai-ni NPS
as of 10:00, April 8th, 2011

ILocation of Monitoring Post



Results of environmental monitoring at each NPSs etc. (as of 9pm April.7th, 2011)
unit: ii Sv/h

Range of normal average value Company NPS April 7, 2011
0:00 1:00 2:00 3:00 4:00 5:00 6:00 7:00 8:00 9:00 10:00 11:00

0.023-0.027 Hokkaido Electric Power Co. Tomari NPS 0.029 0.029 0.028 0.028 0.028 0.028 0.028 0.028 0.029 0.029 0.029 0.029
0.024-0.060 Tohoku Electric Power Co. Onagawa NPS 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 038 0.38 0.38 0.38
0.012-0.060 Higashidori NPS 0.017 0.017 0.017 0.016 0.016 0.017 0.017 0.017 0.017 0.017 0.017 0.017
0.033-0.050 Fukushima Dai-ichix' 59.4 61.3 59.3 59.0 59.4 -60.6 58.5 58.5 58.5 58.4 58.2 58.0
0.036-0.052 Tokyo Electric Power Co. Fukushima Dai-ni 4.172 4.144 4.157 4.146 4.134 4.120 4.119 4.104 4.115 4.110 4.115 4.103
0.011-0.159 Kashiwazaki kariwa NPS 0.066 0.067 0.065 0.066 0.066 0.066 0.067 0.066 0.066 0.066 0.066 0.066
0.036-0.053 Japan Atomic Power Co. Tokai Dai-ni NPS 0.463 0.459 0.457 0.460 0.457 0.456 0.459 0.456 0.460 0.456 0.458 0.458
0.039-0.110 Tsuruga NPS 0.076 0.075 0.075 0.076 0.075 0.075 0.075 0.075 0.075 0.074 NM *1 NM *1
0.064-0.108 Chubu Electric Power Co. Hamaoka NPS 0.045 0.045 0.045 0.045 0.045 0.045 0.045 0.045 0.045 0.045 0.045 0.045
0.0207-0.132 Hokuriku Electric Power Co. Shika NPS 0.034 0.034 0.034 0.034 0.034 0.034 0.034 0.034 0.034 0.034 0.033 0.033
0.028-0.130 Chugoku Electric Power Co. Shimane NPS 0.029 0.030 0.029 0.030 0.030 0.031 0.030 0.030 0.031 0.031 0.029 0.029
0.070-0.077 Mihama NPS 0.074 0.074 0.074 0.074 0.072 0.074 0.075 0.074 0.075 0.074 0.073 0.073
0.045-0.047 Kansai Electric Power Co. Takahama NPS 0.042 0.043 0.043 0.043 0.042 0.042 0.042 0.042 0.043 0.043 0.042 0.042
0.036-0.040 Ooi NPS 0.036 0.036 0.036 0.035 0.035 0.036 0.036 0.036 0.034 0.035 0.034 0.033
0.011-0.080 Shikoku Electeic Power Co. Ikata NPS 0.013 0.014 0.013 0.013 0.013 0.013 0.013 0.014 0.013 0.013 0.014 0.013
0.023-0.087 Kyushu Electric Power Co. Genkai NPS 0.026 0.026 0.026 0.026 0.024 0.026 0.027 0.028 0.027 0.027 0.027 0.025
0.034-0.120 Sendai NPS 0.041 0.038 0.038 0.039 0.039 0.038 0.038 0.041 0.037 0.037 0.035 0.038
0.009-0.069 Japan Nuclear Fuel Limited Japan Nuclear Fuel Reprocessing Plant 0.016 0.016 0.016 0.016 0.016 0.016 0.016 0.016 0.017 0.017 0.017 0.016
0.009-0.071 Japan Nuclear Fuel Plant Disposal 0.023 0.023 0.022 0.022 0.022 0.022 0.023 0.022 0.023 0.023 0.023 0.023
-X- There could be small deviation on the monitoring time and area because of operational situation concerning with data of Fukushima Dai-ichi NPS

Range of normal average value Company NPS April 7 2011
12:00 13:00 14:00 15:00 16:00 17:00 18:00 19:00 20:00 21:00 22:00 23:00

0.023-0.027 Hokkaido Electric Power Co. Tomari NPS 0.029 0.028 0.029 0.029 0.029 0.029 0.029 0.029 0.029 0.029
0.024-0.060 Tohoku Electric Power Co. Onagawa NPS 0.38 0.38 0.37 0.37 0.37 0.37 0.37 0.37 0.37 0.37
0.012-0.060 Higashidori NPS 0.017 0.018 0.018 0.017 0.018 0.018 0.017 0.017 0.017 0.017
0.033-0.050 Fukushima Dai-ichi• 58.0 57.7 57.6 57.4 57.1 56.8 56.8 56.6 56.7 56.5
0.036-0.052 Tokyo Electric Power Co. Fukushima Dai-ni 4.079 4.060 4.079 4.089 4.043 4.028 4.016 4.003 4.005 4.007
0.011-0.159 Kashiwazaki kariwa NPS 0.066 0.066 0.066 0.065 0.066 0.066 0.066 0.065 0.067 0.067
0.036-0.053 Japan Atomic Power Co. Tokai Dai-niNPS 0.457 0.456 0.459 0.456 0.454 0.454 0.455 0.454 0.448 0.450
0.039-0.110 Tsuruga NPS NM *1 NM *1 NM *1 NM *1 NM *1 0.075 0.075 0.076 0,075 0.076
0.064-0.108 Chubu Electric Power Co. Hamaoka NPS 0.046 0.045 0.045 0.045 0.045 0.045 0.044 0.045 0.045 0.045
0.0207-0.132 Hokuriku Electric Power Co. Shika NPS 0.033 0.033 0.033 0.033 0.033 0.033 0.034 0.034 0,034 0.034
0•.028-0.130 Chugoku Electric Power Co. Shimane NPS 0.029 0.029 0.030 0.031 0.031 0.030 0.030 0.029 0.030 0.030
0.070-0.077 Mihama NPS 0.074 0.075 0.075 0.073 0.075 0.072 0.074 0.074 0.074 0.073
0.045-0.047 Kansai Electric Power Co. Takahama NPS 0.043 0.043 0.043 0.042 0.042 0.042 0.043 0.043 0.043 0.043
0.036-0.040 Ooi NPS 0.034 0.034 0.034 0.034 0.034 0.033 0.034 0.034 0.034 0.034
0.011-0.080 Shikoku Electeic PowerCo. Ikata NPS 0.013 0.014 0.013 0.013 0.013 0.013 0.013 0.013 0.013 0.013
0.023-0.087 Kyushu Electric Power Co. Genkai NPS 0.026 0.027 0.026 0.026 0.027 0.026 0.026 0.025 0.026 0.026
0.034-0.120 Sendai NPS 0.037 0.036 0.038 0.038 0.037 0.038 0.038 0.037 0.039 0.035
0.009-0.069 Japan Nuclear Fuel Limited Japan Nuclear Fuel Reprocessing Plant 0.016 0.016 0.016 0.016 0.017 0.017 0.016 0.016 0.016 0.016
0.009r-0.071 __ Japan Nuclear Fuel Plant Disposal 0.023 0.023 0.022 0.023 0.022 0.023 0.023 0.023 0,022 0.023
X- There could be small deviation on the monitoring time and area because of operational situation concerning with data of Fukushima Dai-ichi NPS

*1: NM: Not measured because of inspection



Fukushima Dai-ichi Nuclear Power Station Major Parameters of the Plant (As of 13:00, A ril 6th)
Unit No. Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Injecting fresh water via the Injecting fresh water via the Fire Injecting fresh water via the Fire
Water Supply Line. Extinguish Line. Extinguish Line.

water injection Flow rate of injected water : 6 Flow rate of injected water : 8 Flow rate of injected water: 7 Under Under UnderSituation of m3/h m3/h m3/h shutdown shutdown shutdown
(As of 17:30, April 3rd) (As of 12:12, April 3rd) (As of 17:32, April 3rd)
temporary measuring instrument temporary measuring instrument temporary measuring instrument

Shutdown Shutdown
Fuel range A: -1,650mm FFuel range A:-l,800mm range rangeReactor water level Fuel range B : -1,650mm Fuel range A: -m1,500mm Fuel range B:-2,200mm #2 measurement measurement
(As of 12:00, April 6th) (As of 12:00, Apr I il 6th) Fue rn 1:30,2April 6th) 1,965mm 1,791mm

(As of 13:00, (As of 13:00,

April 6th) April 6th)
0.313MPa g(A) -0.016MPa g (A) 0.005MPa g (A) 0.005MPa g 0.005MPa g

Reactor pressure 0.653MPa g(B) -0.018MPa g (D) -0.086MPa g (C) #2 (As of 13:00, (As of 13:00,
(As of 12:00, April 6th) (As of 12:00,April 6th) (As of 12:30, April 6th) April 6th) April 6th)

42.30C 21.1 0C
Reactorwater temperature (Impossible collection due to low system flow rate) #2 (As of 13:00, (As of 13:00,

April 6th) April 6th)
Feedwater nozzle temperature: Feedwater nozzle temperature: Feedwater nozzle temperature: Unit 4

Reactor Pressure Vessel 214.0°C 142.5°C 78.80C (under survey) No heating element (fuel) inside the reactor
(RPV) temperature Temperature at the bottom head Temperature at the bottom head Temperature at the bottom head Unit 5,6

of RPV: 11 5.0'C of RPV: #1 of RPV: 11 5.000oioigbyteratrwae eprtr
(As of 12:00, April 6th) (As of 12:00, April 6th) (As of 12:30, April 6th) Monitoring by the reactor water temperature
D/W: 0.l15OMPa abs D/W: 0.100MPa abs D/W: 0.1069MPa abs

Pressur S/C: 0.150MPa abs S/C:Down scale (under survey) S/C: 0.1731MPa abs #2
(As of 12:00, April 6th) (As of 12:00, April 6th) (As of 12:30, April 6th)

D/W: 3.10X I Sv/h D/W: 3.11X 10 Sv/h D/W: 1.95X10 Sv/h
CAMS*3 S/C: 8.01 X 10°Sv/h S/C: 8.25 X 10-'Sv/h S/C: 7.99 X 10'Sv/h #2

(As of 12:00, April 6th) (As of 12:00,April 6th) (As of 12:30, April 6th)
DpW*s design operating 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) 0.384MPa g(0.485MPa abs) #2
pressure
DIW*1 maximum 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs) 0.427MPa g(0.528MPa abs)
operating pressure

35.2°C 29.50C
Spent Fuel Pool water # 10 p6th) #1 #1 (As of 13:00, (As of 13:00,

_Asof__2:00,_April_6th)April 6th) April 6th)

4,900mm
FPC skimmer level 4,500mm 5,600mm 1 sf23 #

(As of 12:00, April 6th) (As of 12:00, April 6th) #1 (As of 12:30, #2
April 6th)

Power supply Receiving external power supply (P/C*4 2C) Receiving external power supply (P/C4D) Receiving external power
IIsu'pply



Common Unit5: Unit6:
pool: about Supplemental SHC*5 mode

Unit3: Collecting the data of RPV temperature and continuing survey for transitional situation 27 'C (As of Fuel Pool (From 20:06
Other information Unit2: Confirmed the indicated value of S/C Pressure but continuing to survey the transition of 8:00, April Cooling April 5th)

condition 6th) mode (From
9:52 April
6th)

Pressure conversion Gauge pressure (MPa g) = Absolute pressure (MPa abs) - Atmospheric pressure (Normal atmospheric pressure 0.1013MPa)
Absolute pressure (MPa abs) = Gauge pressure (MPa g). + Atmospheric pressure (Normal atmospheric pressure 0. 10 13MPa)

*1
*2
*3
*4
*5

#1
#2

D/W
S/C
CAMS
P/C
SHC

Dry Well
Suppression Chamber
Containment Atmospheric Monitoring System
Power Center
Shutdown Cooling

Measuring instrument malfunction
Except from data collection



News Release

April 8, 2 0 1 1

Nuclear and Industrial Safety Agency

Seismic Damage Information (the 80th Release)
(As of 08:00 April 8th, 2011)

Nuclear and Industrial Safety Agency (NISA) confirmed the current

situation of Onagawa NPS, Tohoku Electric Power Co. Inc.; Fukushima

Dai-ichi and Fukushima Dai-ni NPSs, Tokyo Electric Power Co. Inc.

(TEPCO); Tokai Dai-ni NPS, Japan Atomic Power Co. Inc. as follows:

Major updates are as follows.

1. Nuclear Power Stations (NPSs)

* Fukushima Dai-ichi NPS

- Water spray of around 38t of fresh water for Unit 4 using-Concrete Pump

Truck (50t/h) was carried out. (From 18:23 till 19:40 April 7th)

2. Other injuries

- On the afternoon of 7 April, a worker who was making sandbags at the

soil disposal yard (spoil bank) on the north side of Fukushima Dai-ichi

NPS got sick and was transported to J-Village for the body survey of

contamination of radioactive materials. Being confirmed to be free from

contamination, he was taken to the Iwaki City Kyouritsu Hospital by

ambulance.

3. Action taken by NISA

- The Local Nuclear Emergency Response Headquarters issued the News

Letter No.3 for the residents within the area from 20km to 30km radius.

(April 7th)

I
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(Attached sheet)

1. The state of operation at NPS (Number of automatic shutdown units: 10)

0 Fukushima Dai-ichi NPS, TEPCO

(Okuma Town and FutabaTown, Futaba County, Fukushima Prefecture)

(1) The state of operation

Unit 1 (460MWe):

Unit 2 (784MWe):

Unit 3 (784MWe):

Unit 4 (784MWe):

Unit 5 (784MWe):

Unit 6 (1,100MWe):

automatic shutdown

automatic shutdown

automatic shutdown

in periodic inspection outage

in periodic inspection outage, cold shutdown

at 14:30 March 20th

in periodic inspection outage, cold shutdown

at 19:27 March 20th

(2) Major Plant Parameters (As of 06:00 April 8th
Unit 1 Unit 2 Unit 3 Unit 4 Unit 5 Unit 6

Reactor 0.491(A) 0.090(A) 0.099(A)
Pressure*' - 0.103 0.104

[MPa] 0.889(B) 0.085(D) 0.020(C)

CV Pressure 180 100 106.1 - - -

(DAW) [kPa]

-1,500(A)
Reactor Water -1,650(A) Not -2,000(A)
Level*2 [mm] -1,650(B) available(B) -2,250(B) - 1,669 1,691

Suppression
Pool Water

Temperature
(S/C) [0C]

Suppression down scale

Pool Pressure 150 (under 172.6
(S/C) [kPa] survey)

Spent Fuel
Pool Water Indicator 63.0 Indicator Indicator 34.8 28.0
Temperature Failure Failure Failure

[0c]
06:00 06:00

Time of 0:00 3:00 01:30060 060
Tie f :0 3oo0130 April 8th April April

Measurement April 8th April 8th April 8th 8th 8th
8th 8th

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

2
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(3) Situation of Each Unit

<Unit 1>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (10:17 March 12th)
" Seawater injection to the Reactor Pressure Vessel (RPV) via the Fire

Extinguish Line was started. (20:20 March 12th)

--+Temporary interruption of the injection (01:10 March 14th)
" The sound of explosion in Unit 1 occurred. (15:36 March 12th)
" The amount of injected water to the Reactor Core was increased by

utilizing the Feedwater Line in addition to the Fire Extinguish Line.

(2m3/h-18m3/h). (02:33 March 23rd) Later, it was switched to the

Feedwater Line only (around 11m3/h). (09:00 March 23rd)
" Lighting in the Central Operation Room was recovered. (11:30 March

24th)
" Fresh water injection to RPV was started. (15:37 March 25)
" As the result of concentration measurement in the stagnant water on

the basement floor of the turbine building, 2.1 X 105Bq/cm 3 of 1311

(Iodine) and 1.8 X 106Bq/cm 3 of 13 7 Cs (Caesium) were detected as major

radioactive nuclides.
" The pump for the fresh water injection to RPV of Unit 1 was switched

from the Fire Pump Truck to the temporary motor-driven pump. (08:32

March 29th.)
" The Stagnant water on the basement floor of the turbine building was

started to be transferred to the Condenser at around 17:00 March 24. As

the Condenser was confirmed to be almost filled with water, pumping

out of the water to the Condenser was stopped. (07:30 March 29th) In
order to prepare to transfer the stagnant water on the basement floor of

the turbine building to the Condenser, the water in the Condensate

Storage Tank started to be transferred to the Surge Tank of
Suppression Pool Water (A) (12:00 March 31th), after switching the

place where the water was to be transferred to the Surge Tank of

Suppression Pool Water (B) (15:25 March 31th), the transfer was

3
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restarted and finished. (15:26 April 2nd)

Water spray of around 90t (fresh water) over the Spent Fuel Pool using

Concrete Pump Truck was carried out. (From 13:03 till 16:04 March
31st) A test water spray using Concrete Pump Truck was carried out in

order to confirm the appropriate position for water spray. (From 17:16

till 17:19 April 2nd)

Lighting in the turbine building was partially turned on. (April 2nd)

* In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (10:42 to 11:52 April 3rd)

* The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)

* In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 1 to the Condenser, the transfer of the
water in the Condenser to the Condensate Storage Tank was started.

(13:55 April 3rd)
" Aiming at reducing the possibility of hydrogen combustion in the

Primary Containment Vessel (PCV) of Unit 1, the operations for the

injection of nitrogen to PCV were started. (22:30 April 6th)
" The start of nitrogen injection to PCV of Unit 1 was confirmed. (01:31

April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

8th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 8th)

<Unit 2>
" TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

(16:36 March 11th)
" Operation of Vent (11:00 March 13th)
" The Blow-out Panel of reactor building was opened due to the explosion

in the reactor building of Unit 3. (After 11:00 March 14th)
" Reactor water level tended to decrease. (13:18 March 14th) TEPCO

reported to NISA the event (Loss of reactor cooling functions) falling

4
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under the Article 15 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:49 March 14th)

* Seawater injection to RPV via the Fire Extinguish line was started.

(16:34 March 14th)

Water level in RPV tended to decrease. (22:50 March 14th)

* Operation of Vent (0:02 March 15th)
* A sound of explosion was made in Unit 2. As the pressure in

Suppression Pool (Suppression Chamber) decreased (06:10 March 15th),

there was a possibility that an incident occurred in the Chamber. (About

06:20 March 15th)

* Electric power receiving at the emergency power source transformer

from the external transmission line was completed. The work for laying

the electric cable from the facility to the load side was carried out.

(13:30 March 19th)

* Seawater injection of 40t to the Spent Fuel Pool was started. (From

15:05 till 17:20 March 20th)

* Power Center of Unit 2 received electricity (15:46 March 20th)

* White smoke generated. (18:22 March 21st)
* White smoke was died down and almost invisible. (As of 07:11 March

22nd)
" Seawater injection of 18t to the Spent Fuel Pool was carried out. (From

16:07 till 17:01 March 22nd)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 10:30 till 12:19 March 25th)
" Fresh water injection to RPV was started. (10:10 March 26th)
" Lighting of Central Operation Room was recovered (16:46 March26th)
* The pump for the fresh water injection to RPV of Unit 2 was switched

from the Fire Pump Truck to the temporary motor-driven pump.(18:31

March 27th)
" Regarding the result of the concentration measurement in the stagnant

water on the basement floor of the turbine building of Unit 2 of
Fukushima Dai-ichi NPS announced by TEPCO on 27 March, TEPCO

reported to NISA that as the result of analysis and evaluation through

re-sampling, judging the measured value of 1341 (Iodine) was wrong, the

concentrations of gamma nuclides including 1341 (Iodine) were less than
the detection limit. (00:07 March 28).

5
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" Seawater injection to the Spent Fuel Pool using the Fire Pump Truck

was switched to the fresh water injection using the temporary

motor-driven pump. (From 16:30 till 18:25 March 29th)
" As the malfunction of the temporary motor-driven pump, which had

been injecting to the Spent Fuel Pool of Unit 2 since 09:25 March 30th,

was confirmed at 09:45 March 30th, the injection pump was switched to

the Fire Pump Truck. However, because cracks were confirmed in the

hose (12:47 and 13:10 March 30th), the injection was suspended. Fresh

water injection was resumed. (From 19:05 till 23:50 March 30th)

Fresh water injection of around 70t to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 14:56 till 17:05 April 1st)
* In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the water in the

Condensate Storage Tank was transferred to the Surge Tank of

Suppression Pool Water. (From 16:45 March 29th till 11:50 April 1st)

* The water, of which the dose rate was at the level of more than 1,000
mSv/h, was confirmed to be collected in the pit (a vertical portion of an

underground structure) for laying electric cables, located near the

Intake Channel of Unit 2. In addition, the outflow from the crack with a
length of around 20 cm in the concrete portion of the lateral surface of

the pit into the sea was confirmed. (Around 09:30 April 2nd) In order to

stop the outflow, concrete was poured into the pit. (16:25, 19:02 April

2nd)

* In order to prepare to transfer the stagnant water on the basement floor

of the turbine building of Unit 2 to the Condenser, the transfer of the
water in the Condenser to the Condensate Storage Tank was started.

(17:10 April 2nd)
" The cameras for monitoring the water levels in the vertical part of the

trench outside of the turbine building of Unit 2 and on the basement

floor of the turbine building of Unit 2 were installed. (April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:22 till 12:06 April 3rd)

6
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" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:12 April 3rd)
" As the measure to prevent the outflow of the water accumulated in the

Pits for Conduit in the area around the Inlet Bar Screen, the upper part

of the Power Cable Trench for power source at Intake Channel was

crushed and 20 bags of sawdust (3 kg/bag), 80 bags of high polymer

absorbent (100 g/bag) and 3 bags of cutting-processed newspaper (Large

garbage bag) were put inside. (From 13:47 till 14:30 April 3rd)
" Approximately 13kg of tracer (milk white bath agent) was put in from

the Pit for the Duct for Seawater Pipe. (From 07:08 till 07:11 April 4th)
" Fresh water injection (Around 70t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line using the temporary motor-driven pump was

carried out. (From 11:05 till 13:37 April 4th)
" The tracer solution was put in from the two holes dug around the Pit for

the Conduit near the Inlet Bar Screen of Unit 2 and was confirmed to be

flowed out from the crack to the sea. (14:15 April 5th) The coagulant

(soluble glass) started to be injected from the holes around the Pit in

order to prevent the outflowing of the water. (15:07 April 5th) The

outflow of the water was confirmed to stop. (Around 05:38 April 6th) In

addition, it was confirmed that the water level in the turbine building

did not rise. Furthermore, the measurements to stop water by means of

rubber board and jig (prop) were implemented at the outflowing point.

(Finished at 13: 15 April 6th)
" One more pump for the transfer of the water in the Condenser of Unit 2

to the Condensate Storage Tank was installed. (Two pumps in total: 30

m3/h) (Around 15:40 April 5th)
" Fresh water injection (Around 36t) to the Spent Fuel Pool via the Spent

Fuel Pool Cooling Line was carried out. (From 13:39 till 14:34 April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

8th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April .8th)

<Unit 3>

* TEPCO reported to NISA the event (Inability of water injection of the

Emergency Core Cooling System) falling under the Article 15 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness.

7
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(05:10 March 13th)
" Operation of Vent (08:41 March 13th)
" Fresh water started to be injected to RPV via the Fire Extinguish Line.

(11:55 March 13th)
" Seawater started to be injected to RPV via the Fire Extinguish Line.

(13:12 March 13th)
" Seawater injection for Units 1 and 3 was interrupted due to the lack of

seawater in pit. (01:10 March 14th)
" Seawater injection to RPV for Unit 3 was restarted. (03:20 March 14th)
" Operation of Vent (05:20 March 14th)
" PCV of Unit 3 rose unusually. (07:44 March 14th) TEPCO reported to

NISA on the event falling under the Article 15 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness. (7:52 March

14th)
" In Unit 3, the explosion like Unit 1 occurred around the reactor building

(11:01 March 14th)
" The white smoke like steam generated from Unit 3. (08:30 March 16th)
" Because of the possibility that PCV of Unit 3 was damaged, the workers

evacuated from the main control room of Units 3 and 4 (common control
room). (10:45 March 16th) Thereafter the operators returned to the

room and restarted the operation of water injection. (11:30 March 16th)
" Seawater was discharged 4 times to Unit 3 by the helicopters of the

Self-Defence Force. (9:48, 9:52, 9:58 and 10:01 March 17th)
" The riot police arrived at the site for the water spray from the grand.

(16:10 March 17th)
" The Self-Defence Force started the water spray using a fire engine:

(19:35 March 17th)
" The water spray from the ground was carried out by the riot police.

(From 19:05 till 19:13 March 17th)
" The water spray from the ground was carried out by the Self-Defense

Force using 5 fire engines. (19:35, 19:45, 19:53, 20:00 and 20:07 March

17th)
" The water spray from the ground using 6 fire engines (6 tons of water

spray per engine) was carried out by the Self-Defence Force. (From

before 14:00 till 14:38 March 18th)
" The water spray from the ground using a fire engine provided by the US

8
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Military was carried out. (Finished at 14:45 March 18th)
" Hyper Rescue Unit of Tokyo Fire Department carried out the water

spray. (Finished at 03:40 March 20th)
" The pressure in PCV of Unit 3 rose (320 kPa at 11:00 March 20th).

Preparation to lower the pressure, was carried out. Judging from the

situation, immediate pressure relief was not required. Monitoring the

pressure continues. (120 kPa at 12:15 March 21st)
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 3 by Hyper Rescue Unit of

Tokyo Fire Department was carried out (From 21:30 March 20th till

03:58 March 21st).
" Grayish smoke generated from Unit 3. (At around 15:55 March 21st)
" The smoke was confirmed to be died down. (17:55 March 21st)
" Grayish smoke changed to be whitish and seems to be ceasing. (As of

07:11 March 22nd)
" Water spray (Around 180t) by Tokyo Fire Department and Osaka City

Fire Bureau was carried out. (From 15:10 till 16:00 March 22nd)

* Lighting was recovered in the Central Operation Room. (22:43 March

22nd)
" Seawater injection of 35t to the Spent Fuel Pool via the Fuel Pool

Cooling Line was carried out. (From 11:03 till 13:20 March 23rd)

Around 120t of seawater was injected. (From around 5:35 till around

16:05 March 24th)
" Slightly blackish smoke generated from the reactor building. (Around

16:20 March 23rd) At around 23:30 March 23rd and around 4:50 March

24th, it was reported that the smoke seemed to cease.
" As the results of the survey of the stagnant water, into which workers

who were laying electric cable on the ground floor and the basement

floor of the turbine building of the Unit 3 walked, the dose rate on the

water surface was around 400mSv/h, and as the result of gamma-ray

analysis of the sampling water, the totaled concentration of each
nuclide of the sampling water was around 3.9x 106 Bq/cm 3.

* Water spray by Kawasaki City Fire Bureau supported by Tokyo Fire

Department was carried out. (From 13:28 till 16:00 March 25th)
" Fresh water injection to RPV was started. (18:02 March 25th)

9
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" Water spray of around 100t using Concrete Pump Truck (50t/h) was

carried out. (From 12:34 till 14:36 March 27th)
" In order to prepare to transfer the stagnant water on the basement floor

of the turbine building to the Condenser, the water in the Condensate

Storage Tank is being transferred to the Surge Tank of Suppression

Pool Water. (From 17:40 March 28th till around 8:40 March 31st)
" The pump for the fresh water injection to RPV was switched from the

Fire Pump Truck to the temporary motor-driven pump. (20:30 March

28th)
* Fresh water spray of around 100t using Concrete Pump Truck (50t/h)

was carried out. (From 14:17 till 18:18 March 29th)
" Fresh water spray of around 105t using Concrete Pump Truck (50t/h)

was carried out. (From 16:30 till 19:33 March 31st)
" Fresh water spray of around 75t using Concrete Pump Truck (50t/h)

was carried out. (From 09:52 till 12:54 April 2nd)
" Lighting in the turbine building was partially turned on. (April 2nd)
" The camera for monitoring the water level in the vertical part of the

trench outside of the turbine building was installed. (April 2nd)
" In order to switch the power supply to the motor-driven pump injecting

fresh water to RPV from the temporary power supply to the external

power supply, the injection to the reactor was temporarily carried out

using the Fire Pump Truck. (From 10:03 till 12:16 April 3rd)
" The power supply for the fresh water injection to RPV was switched to

the external power supply. (12:18 April 3rd)
" Fresh water spray of around 70t using Concrete Pump Truck (50t/h)

was carried out. (From 17:03 till 19:19 April 4th)
" Fresh water spray (Around 70t) using Concrete Pump Truck (50t/h) was

carried out. (From 06:53 till 08:53 April 7th)
" White smoke was confirmed to generate continuously (As of 06:30 April

8th)
" Fresh water injection to RPV is being carried out. (As of 08:00 April 8th)

<Unit 4>
" Because of the replacement work of the Shroud of RPV, no fuel was

inside the RPV.
" The temperature of water in the Spent Fuel Pool had increased. (84 °C
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at 04:08 March 14th)

* It was confirmed that a part of wall in the operation area of Unit 4 was

damaged. (06:14 March 15th)

* The fire at Unit 4 occurred. (09:38 March 15th) TEPCO reported that

the fire was extinguished spontaneously. (11:00 March 15th)
" The fire occurred at Unit 4. (05:45 March 16th) TEPCO reported that no

fire could be confirmed on the ground.(At around 06:15 March 16th)
" The Self-Defence Force started water spray over the Spent Fuel Pool of

Unit 4 (09:43 March 20th).
" On-site survey for leading electric cable (From 11:00 till 16:00 March

20th)
" Water spray over the Spent Fuel Pool of Unit 4 by Self-Defense Force

was started. (From around 18:30 till 19:46 March 20th).
" Water spray over the Spent Fuel Pool by Self-Defence Force using 13

fire engines was started (From 06:37 till 08:41 March 21st).
" Works for laying electric cable to the Power Center was completed. (At

around 15:00 March 21st)
" Power Center received electricity. (10:35 March 22nd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 17:17 till 20:32 March 22nd)
" Water spray of around 130t using Concrete Pump Truck (50t/h) was

carried out. (From 10:00 till 13:02 March 23rd)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 14:36 till 17:30 March 24th)
" Water spray of around 150t using Concrete Pump Truck (50t/h) was

carried out. (From 19:05 till 22:07 March 25th)
" Seawater injection to the Spent Fuel Pool via the Spent Fuel Pool

Cooling Line was carried out. (From 06:05 till 10:20 March 25th)
" Water spray of around 125t using Concrete Pump Truck (50t/h) was

carried out. (From 16:55 till 19:25 March 27th)
" Lighting of Central Operation Room was recovered. (11:50 March 29th)
" Fresh water spray of around 140t using Concrete Pump Truck (50t/h)

was carried out. (From 14:04 till 18:33 March 30th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 08:28 till 14:14 April 1st)
" Lighting in the turbine building was partially turned on. (April 2nd)
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" From 2 April, the stagnant water in the Main Building of Radioactive

Waste Treatment Facilities was being transferred to the turbine

building of Unit 4. As the water level in the vertical portion of the

trench for Unit 3 rose from 3 April, by way of precaution, the transfer

was suspended notwithstanding that the path of the water was not clear.

(09:22 April 4th)
" Fresh water spray of around 180t using Concrete Pump Truck (50t/h)

was carried out. (From 17:14 till 22:16 April 3rd)
" Fresh water spray of around 20t using Concrete Pump Truck (50t/h)

was carried out. (From 17:35 till 18:22 April 5th)
" Fresh water spray of around 38t using Concrete Pump Truck (50t/h)

was carried out. (From 18:23 till 19:40 April 7th)
" White smoke was confirmed to generate continuously. (As of 06:30 April

8th)

<Units 5 and 6>
" The first unit of Emergency Diesel Generator (D/G) (B) for Unit 6 is

operating and supplying electricity. Water injection to RPV and the

Spent Fuel Pool through the system of Make up Water Condensate

(MUWC) is being carried out.
" The second unit of Emergency Diesel Generator (D/G) (A) for Unit 6

started up. (04:22 March 19th)
" The pumps for Residual Heat Removal (RHR) (C) for Unit 5 (05:00

March 19th) and RHR (B) for Unit 6 (22:14 March 19th) started up and

recovered heat removal function. It cools Spent Fuel Pool with priority.

(Power supply : Emergency Diesel Generator for Unit 6) (05:00 March

19th)
" Unit 5 under cold shut down (14:30 March 20th)
" Unit 6 under cold shut down (19:27 March 20th)
" Receiving electricity reached to the transformer of starter. (19:52 March

20th)
" Power supply to Unit 5 was switched from the Emergency Diesel

Generator to external power supply. (11:36 March 21st)
* Power supply to Unit 6 was switched from the Emergency Diesel

Generator to external power supply. (19:17 March 22nd)
" The temporary pump for RHR Seawater System (RHRS) of Unit 5 was
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automatically stopped when the power supply was switched from the

temporary to the permanent. (17:24 March 23rd)
" Repair of the temporary pump for RHRS of Unit 5 was completed (16:14

March 24th) and cooling was started again. (16:35 March 24th)
" Power supply for the temporary pump for RHRS of Unit 6 was switched

from the temporary to the permanent. (15:38 and 15:42 March 25th)
• The groundwater with low-level radioactivity in the Sub Drain Pit of

Units 5 and 6 (Around 1,500t) was started to be discharged through the

Water Discharge Canal to the sea. (21:00 April 4th)

<Common Spent Fuel Pool>
" It was confirmed that the water level of Spent Fuel Pool was maintained

almost full at after 06:00 March 18th.
" Water spray over the Common Spent Fuel Pool was started. (From

10:37 till 15:30 March 21st)
" The power was started to be supplied (15:37 March 24th) and cooling

was also started.(18:05 March 24th)
" As of 07:45 April 7th, water temperature of the pool was around 28°C.

<Other>

* As the result of nuclide analysis at around the Southern Water

Discharge Canal, 7.4 X101Bq/cm3 of 1311 (Iodine) (1,850.5 times higher

than the concentration limit in water outside the Environmental

Monitoring Area) was detected. (14:30 March 26th)

(As the result of measurement on 29 March, it was detected as 3,355.0

times higher than the limit in water (13:55 March 29th). On the other

hand, as the result of the analysis at the northern side of the Water

Discharge Canal of the NPS, 4.6 x 10Bq/cm 3 of 131I (Iodine) (1,262.5

times higher than the limit in water) was detected. (14:10 March 29th)

* The water was confirmed to be collected in the vertical parts of the

trenches (an underground structure for laying pipes, shaped like a

tunnel) outside of the turbine building of Units 1 to 3. The dose rates on

the water surface were 0.4 mSv/h of the Unit l's trench and 1,000 mSv/h

of the Unit 2's trench. The rate of the Unit 3's trench could not measure

because of the rubble. (Around 15:30 March 27th) The collected water in

the vertical part of the trench outside of the turbine building of Unit 1
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was transferred to the storage tank in the Main Building of Radioactive

Waste Treatment Facilities by the temporary pump. Thereafter the
water level from the top of the vertical part went down from

approximately -0.14m to approximately -1.14m. (From 09:20 till 11:25

March 31st)

-In the samples of soil collected on 21 and 22 March on the site (at 5 points)

of Fukushima Dai-ichi NPS, 238p (Plutonium), 239p (Plutonium) and 24op

(Plutonium) were detected (23:45 March 28th announced by TEPCO).
The concentration of the detected plutonium was at the equivalent level

of the fallout (radioactive fallout) that was observed in Japan concerning
the past atmospheric nuclear testing, i.e. at the equivalent level of the

normal condition of environment, and was not at the level of having

harmful influence on human body.

" When removing the flange of pipes of Residual Heat Removal Seawater

System outside the building of Unit 3, three subcontractor's employees
were wetted by the water remaining in the pipe. However, as the result
of wiping the water off, no radioactive materials were attached to their

bodies. (12:03 March 29th)

" On March 28th, the stagnant water was confirmed in the Main Building
of Radioactive Waste Treatment Facilities. As the result of analysis of

radioactivity, the total amount of the radioactivity 1.2 X 101 Bq/cm 3 in the

controlled area and that of 2.2 X 101 Bq/cm 3 in the non-controlled area

were detected in March 29th.

" As the result of nuclide analysis at around the Southern Water Discharge

Canal, 1.8 x 102 Bq/cm 3 of 1311 (Iodine) (4,385.0 times higher than the
concentration limit in water outside the Environmental Monitoring

Area) was detected (13:55 March 30th).
" The barge (the first ship) of the US armed forces carrying fresh water for

cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (15:42 March

31st) The transfer of fresh water from the barge (the first ship) to the

Filtrate Tank was started. (15:58 April 1st) Thereafter it was suspended

due to the malfunction of the hose (16:25 April 1st), but was resumed on
April 2nd. (From 10:20 till 16:40 April 2nd)

" The permanent monitoring posts (No.1 to 8) installed near the Site

Boundary were recovered. (March 31st) They are measuring once a day.
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" The spraying for test scattering of antiscattering agent was carried out in

the area of about 500 m 2 on the mountain-side of the Common Pool.

(From 15:00 till 16:05 April 1st)
" The barge (the second ship) of the US armed forces carrying fresh water

for cooling reactors, etc. landed in the exclusive port of the power station,

being towed by the ships of Maritime Self-Defense Force. (9:10 April

2nd)
" The freshwater was transferred from the barge (the second ship) of the

US armed force to the barge (the first ship). (From 09:52 till 11:15 April

3rd)
" The stagnant water with low-level radioactivity in the Main Building of

Radioactive Waste Treatment Facilities (Around 10,000t) was started to

be discharged from the southern side of the Water Discharge Canal to

the sea, using the first pump. (19:03 April 4th) Further, the discharge

using 10 pumps in total was carried out. (19:07 April 4th)
" In the samples of soil (7 samples in total) collected on 25 March (at 4

points) and 28 March (at 3 points) on the site of Fukushima Dai-ichi NPS,
238p (Plutonium), 239p (Plutonium) and 240p (Plutonium) were detected

(18:30 April 6th announced by TEPCO). The concentration of the
detected plutonium was, in the same as the last one (Announced on 28

March), at the equivalent level of the fallout (radioactive fallout) that

was observed in Japan concerning the past atmospheric nuclear testing,

i.e. at the equivalent level of the normal condition of environment, and

was not at the level of having harmful influence on human body.

" In order to prevent the outflow of the contaminated water from the

exclusive port, the work for stopping water by means of large-sized

sandbags was implemented around the seawall on the south side of the

NPS. (From 15:00 till 16:30 April 5th)

" The test scattering of antiscattering agent to prevents the radioactive

materials on the ground surface from being scattered was carried out in

the area of about 600 m 2 on the mountain-side of the Common Pool.

(April 5th, 6th)

* Fukushima Dai-ni NPS (TEPCO)

(Naraha Town I Tomioka Town, Futaba County, Fukushima Prefecture.)
(1) The state of operation
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Unitl (1,100MWe):

Unit2 (1,100MWe):

Unit3 (1,100MWe):

Unit4 (1,100MWe):

automatic shutdown,
March 14th
automatic shutdown,
March 14th
automatic shutdown,
March 12th
automatic shutdown,
March 15th

cold shut down at 17:00,

cold shut down at 18:00,

cold shut down at 12:15,

cold shut down at 07:15,

(2) Major plant parameters (As of 06:00 April 8th)

Unit Unit 1 Unit 2 Unit 3 Unit 4
ReactorReacur MPa 0.15 0.14 0.10 0.17Pressure*'

Reactor water °C 25.1 25.0 34.7 30.3
temperature
Reactor water
level*2  mm 9,346 10,346 7,810 8,785

Suppression
pool water °C 23 24 26 31
temperature
Suppression kPa

105 16 ill110pool pressure (abs) 105

Remarks cold cold cold cold
1 shutdown shutdown shutdown shutdown

*1: Converted from reading value to absolute pressure
*2: Distance from the top of fuel

(3) Situation of Each Unit

<Unit 1>
" Around 17:56 March 30th, smoke was rising from the power

distribution panel on the first floor of the turbine building of Unit 1.

However, when the power supply was turned off, the smoke stopped to

generate. It was judged by the fire station at 19:15 that this event was

caused by the malfunction of the power distribution panel and was not a

fire.
" The Residual Heat Removal System (B) to cool the reactor of Unit 1

became to be able to receive power from the emergency power supply as

well as the external power supply. This resulted in securing the backup

power supplies (emergency power supplies) of Residual Heat Removal

System (B) for all Units. (14:30 March 30th)
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(4) Report concerning other incidents

* TEPCO reported to NISA the event in accordance with the Article 10 of

the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Unit 1. (18:08 March 11th)

* TEPCO reported to NISA the events in accordance with the Article 10

regarding Units 1, 2 and 4. (18:33 March 11th)

* TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 1. (5:22

March 12th)

* TEPCO reported to NISA the event (Loss of pressure suppression

functions) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 2. (5:32

March 12th)

* TEPCO reported to NISA the event (Loss of pressure suppression

function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 4 of

Fukushima Dai-ni NPS. (6:07 March 12th)

0 Onagawa NPS (Tohoku Electric Power Co. Inc.)

(Onagawa Town, Oga County and Ishinomaki City, Miyagi Prefecture)

(1) The state of operation

Unit 1 (524MWe): automatic shutdown, cold shut down at 0:58, March

12th

Unit 2 (825MWe): automatic shutdown, cold shut down at earthquake

Unit 3 (825MWe): automatic shutdown, cold shut down at 1:17, March

12th

(2) Readings of monitoring post, etc.

MP2 (Monitoring at the Northern End of Site Boundary)

Approx. 0.37 A SV/h (16:00 April 7th) (Approx. 0.38/u SV/h (16:00 April

6th))

(3) Report concerning other incidents
. Fire Smoke on the first basement of the Turbine Building was confirmed
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to be extinguished. (22:55 on March 11th)

Tohoku Electric Power Co. reported to NISA in accordance with the

Article 10 of the Act on Special Measures Concerning Nuclear

Emergency Preparedness. (13:09 March 13th)

2. Action taken by NISA

(March 11th)

14:46 Set up of the NISA Emergency Preparedness Headquarters (Tokyo)

immediately after the earthquake

15:42 TEPCO reported to NISA in accordance with the Article 10 of the Act
on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

16:36 TEPCO recognized the event (Inability of water injection of the
Emergency Core Cooling System) in accordance with the Article 15

of the Act on Special Measures Concerning Nuclear Emergency

Preparedness regarding Units 1 and 2 of Fukushima Dai-ichi NPS.

(Reported to NISA at 16:45)

18:08 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO reported to

NISA in accordance with the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

18:33 Regarding Units 1, 2 and 4 of Fukushima Dai-ni NPS, TEPCO
reported to NISA in accordance with the Article 10 of Act on Special

Measures Concerning Nuclear Emergency Preparedness.

19:03 The Government declared the state of nuclear emergency.
(Establishment of the Government Nuclear Emergency Response

Headquarters and the Local Nuclear Emergency Response

Headquarters)

20:50 Fukushima Prefecture's Emergency Response Headquarters issued a
direction for the residents within 2 km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate. (The population of this area is

1,864.)

21:23 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayor of Okuma Town and the Mayor of Futaba
Town were issued regarding the event occurred at Fukushima

Dai-ichi NPS, TEPCO, in accordance with the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear
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Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Unit 1 of

Fukushima Dai-ichi NPS to evacuate

- Direction for the residents within 10km radius from Unit 1 of

Fukushima Dai-ichi NPS to stay in-house

24:00 Vice Minister of Economy, Trade and Industry, Ikeda arrived at the

Local Nuclear Emergency Response Headquarters

(Marchl2th)

0:49 Regarding Units 1 TEPCO Fukushima Dai-ichi NPS, TEPCO

recognized the event (Unusual rise of the pressure in PCV) in

accordance with the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness. (Reported to NISA at

01:20)

05:22 Regarding Unit 1 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness. (Reported to NISA at 06:27)

05:32 Regarding Unit 2 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function) to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

05:44 Residents within 10km radius from Unit 1 of Fukushima Dai-ichi

NPS shall evacuate by the Prime Minister Directive.

06:07 Regarding of Unit 4 of Fukushima Dai-ni NPS, TEPCO recognized the

event (Loss of pressure suppression function)to fall under the Article

15 of the Act on Special Measures Concerning Nuclear Emergency

Preparedness.

06:50 In accordance with the Paragraph 3, the Article 64 of the Nuclear

Regulation Act, the order was issued to control the internal pressure

of PCV of Units 1 and 2 of Fukushima Dai-ichi NPS.

07:45 Directives from the Prime Minister to the Governor of Fukushima

Prefecture, the Mayors of Hirono Town, Naraha Town , Tomioka

Town and Okuma Town were issued regarding the event occurred at

Fukushima Dai-ni NPS, TEPCO, pursuant to the Paragraph 3, the

Article 15 of the Act on Special Measures Concerning Nuclear
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Emergency Preparedness as follows:

- Direction for the residents within 3km radius from Fukushima

Dai-ni NPS to evacuate

- Direction for the residents within 10km radius from Fukushima

Dai-ni NPS to stay in-house

17:00 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

17:39 The Prime Minister directed evacuation of the residents within the 10
km radius from Fukushima Dai-ni NPS.

18:25 The Prime Minister directed evacuation of the residents within the
20km radius from Fukushima Dai-ichi NPS.

19:55 Directives from the Prime Minister was issued regarding seawater

injection to Unit 1 of Fukushima Dai-ichi NPS.

20:05 Considering the Directives from the Prime Minister and pursuant to
the Paragraph 3, the Article 64 of the Nuclear Regulation Act, the

order was issued to inject seawater to Unit 1 of Fukushima Dai-ichi

NPS and so on.

20:20 At Unit 1 of Fukushima Dai-ichi NPS, seawater injection was started.

(March 13th)

05:38 TEPCO reported to NISA the event (Total loss of coolant injection
function) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS. Recovering efforts by TEPCO of the power

source and coolant injection function and the work on venting were

under way.

09:01 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

09:08 Pressure suppression and fresh water injection was started for Unit 3

of Fukushima Dai-ichi NPS.

09:20 The Pressure Vent Valve of Unit 3 of Fukushima Dai-ichi NPS was

opened.
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09:30 Directive was issued for the Governor of Fukushima Prefecture, the

Mayors of Okuma Town, Futaba Town, Tomioka Town and Namie

Town in accordance with the Act on Special Measures Concerning

Nuclear Emergency Preparedness on the contents of radioactivity

decontamination screening.

13:09 Tohoku Electric Power Co. reported to NISA that Onagawa NPS

reached a situation specified in the Article 10 of the Act on Special

Measures Concerning Nuclear Emergency Preparedness.

13:12 Fresh water injection was switched to seawater injection for Unit 3 of

Fukushima Dai-ichi NPS.

14:36 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 14th)

01:10 Seawater injection for Units 1 and 3 of Fukushima Dai-ichi NPS were

temporarily interrupted due to the lack of seawater in pit.

03:20 Seawater injection for Unit 3 of Fukushima Dai-ichi NPS was

restarted.

04:40 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

05:38 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:52 TEPCO reported to NISA the event (Unusual rise of the pressure in

PCV) falling under the Article 15 of the Act on Special Measures

Concerning Nuclear Emergency Preparedness regarding Unit 3 of

Fukushima Dai-ichi NPS.

13:25 Regarding Unit 2 of Fukushima Dai-ichi NPS, TEPCO recognised the

event (Loss of reactor cooling function) to fall under the Article 15 of

the Act. on Special Measures Concerning Nuclear Emergency

Preparedness.
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22:13 TEPCO reported to NISA in accordance with the Article 10 of the Act
on Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ni NPS.

22:35 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 15th)
00:00: The acceptance of experts from International Atomic Energy Agency

(IAEA) was decided. NISA agreed to accept the offer of dispatching of

the expert on NPS damage from IAEA considering the intention by

Mr. Amano, Director General of IAEA. Therefore, the schedule of

expert acceptance will be planned from now on according to the

situation.

00:00: NISA also decided the acceptance of experts dispatched from U.S.
Nuclear Regulatory Commission (NRC).

07:21 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

07:24 Incorporated Administration Agency, Japan Atomic Energy Agency
(JAEA) reported to NISA in accordance with the Article 10 of the Act

on Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Fuel Cycle Engineering Laboratories, Tokai

Research andDevelopment Centre.

07:44 JAEA reported to NISA in accordance with the Article 10 of the Act on
Special Measures Concerning Nuclear Emergency Preparedness

regarding Nuclear Science Research Institute.

08:54 TEPCO reported to NISA the event (Unusual increase of radiation
dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

10:30 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the directions as follows.

For Unit 4: To extinguish fire and to prevent the occurrence of
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re-criticality

For Unit 2: To inject water to reactor vessel promptly and to vent

Drywell.

10:59 Considering the possibility of lingering situation, it was decided that

the function of the Local Nuclear Emergency Response Headquarters

was moved to the Fukushima Prefectural Office.

11:00 The Prime Minister directed the in-house stay area.

In-house stay was additionally directed to the residents in the area

from 20 km to 30 km radius from Fukushima Dai-ichi NPS

considering in-reactor situation.

16:30 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

22:00 According to the Nuclear Regulation Act, the Minister of Economy,

Trade and Industry issued the following direction.

For Unit 4: To implement the water injection to the Spent Fuel Pool.

23:46 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 18th)

13:00 Ministry of Education, Culture, Sports, Science and Technology

decided to reinforce the nation-wide monitoring survey in the

emergency of Fukushima Dai-ichi and Dai-ni NPS.

15:55 TEPCO reported to NISA on the accidents and failure at Units 1, 2, 3

and 4 of Fukushima Dai-ichi NPS (Leakage of the radioactive

materials inside of the reactor buildings to non-controlled area of

radiation) pursuant to the Article 62-3 of the Nuclear Regulation Act.

16:48 Japan Atomic Power Co. reported to NISA accidents and failures in

Tokai NPS (Failure of the seawater pump motor of the emergency

diesel generator 2C) pursuant to the Article 62-3 of the Nuclear

Regulation Act.

(March 19th)
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07:44 The second unit of Emergency Diesel Generator (A) for Unit 6 started

up.

TEPCO reported to NISA that the pump for RHR (C) for Unit 5

started up and started to cooling Spent Fuel Storage Pool. (Power

supply: Emergency Diesel Generator for Unit 6)

08:58 TEPCO reported to NISA the event (Unusual increase of radiation

dose at the site boundary) falling under the Article 15 of the Act on

Special Measures Concerning Nuclear Emergency Preparedness

regarding Fukushima Dai-ichi NPS.

(March 20th)

23:30 Directive from Local Nuclear Emergency Response Headquarters to

the Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi
Village, Naraha Town, Minamisoma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Iidate Village) was issued

regarding the change of the reference value for the screening level for

decontamination of radioactivity.

(March 2 1st)

07:45 Directive titled as "Administration of the stable Iodine" was issued
from Local Nuclear Emergency Response Headquarters to the

Prefectural Governor and the heads of cities, towns and villages

(Tomioka Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi

Village, Naraha Town, Minamisouma City, Tamura City, Kazurao

Village, Hirono Town, Iwaki City and Jidate Village), which directs the

above-mentioned governor and the heads to administer stable Iodine

under the direction of the headquarters and in the presence of medical
experts, and not to administer it on personal judgements.

16:45 Directive titled as "Ventilation for using heating equipments within

the in-house evacuation zone" was issued from the Director-General of
Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village), which directs the above-mentioned
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governor and heads to publicly announce the guidance to the residents
within the in-house evacuation zone, concerning the indoor use of

heating equipments that require ventilation, in order to avoid

poisoning from carbon monoxide and to reduce exposure.

17:50 Directive from the Director-general of the Government Nuclear
Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi and Gunma was issued, which direct the

above-mentioned governors to issue a request to relevant businesses

and people to suspend shipment of spinach, Kakina (a green

vegetable) and raw milk for the time being.

(March 22nd)

16:00 NISA received the response (Advice) from Nuclear Safety Commission
Emergency Technical Advisory Body to the request for advice made by

NISA, regarding the report from TEPCO titled as "The Results of

Analysis of Seawater" dated March 22nd.

(March 25th)
NISA directed orally to the TEPCO regarding the exposure of

workers at the turbine building of Unit 3 of Fukushima Dai-ichi

Nuclear Power Station occurred on March 24th, to review immediately

and to improve its radiation control measures from the viewpoint of

preventing a recurrence.

(March 28th)
Regarding the mistake in the evaluation of the concentration

measurement in the stagnant water on the basement floor of the

turbine building of Unit 2 of Fukushima Dai-ichi NPS announced by

TEPCO on 27 March, NISA directed TEPCO orally to prevent the

recurrence of such a mistake.

13:50 Receiving the suggestion by the special meeting of Nuclear Safety

Commission (NSC) (Stagnant water on the underground floor of the
turbine building at Fukushima Dai-ichi Plant Unit 2), NISA directed

TEPCO orally to add the sea water monitoring points and carry out

the groundwater monitoring.

Regarding the delay in the reporting of the water confirmed
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outside of the turbine buildings, NISA directed TEPCO to accomplish

the communication in the company on significant information in a

timely manner and to report it in a timely and appropriate manner.

(March 29th)

11:16 The report was received, regarding the accident and trouble etc. in

Onagawa NPS of Tohoku Electric Power Co. Inc. (the trouble of pump

of component cooling water system etc. in Unit 2 and the fall of heavy

oil tank for auxiliary boiler of Unit 1 by tsunami), pursuant to the

Article 62-3 of the Nuclear Regulation Act and the Article 3 of the

Ministerial Ordinance for the Reports related to Electricity.

In order to strengthen the system to assist the nuclear accident

sufferers, the "Team to Assist the Lives of the Nuclear Accident

Sufferers" headed by the Minister of Economy, Trade and Industry

was established and the visits, etc. by the team to relevant cities,

towns and villages were carried out.

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.1 for the residents within the area from 20 km to 30

km radius.

(March 30th)

Directions as to the implementation of the emergency safety

measures for the other power stations considering the accident of

Fukushima Dai-ichi and Dai-ni NPSs in 2011 was issued and handed

to each electric power company and the relevant organization.

(March 3 1st)

Regarding the break-in of the propaganda vehicle to Fukushima

Dai-ni NPS on 31 March, NISA directed TEPCO orally to take the

carefully thought-out measures regarding physical protection, etc.

NISA alerted TEPCO to taking the carefully though-out measures regarding

radiation control for workers.

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.2 for the residents within the area from 20 km to 30

km radius.
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(April 1st)

NISA strictly alerted TEPCO to taking appropriate measures

concerning the following three matters regarding the mistake in the

result of nuclide analysis.
- Regarding the past evaluation results on nuclide analysis, all the

nuclides erroneously evaluated should be identified and the
re-evaluation on them should be promptly carried out.

- The causes for the erroneous evaluation should be investigated

and the thorough measures for preventing the recurrence should

be taken.
- Immediate notification should be done in the stage when any

erroneous evaluation results, etc. are identified.

(April 2nd)
Regarding the outflow of the liquid including radioactive materials

from the area around the Intake Channel of Unit 2 of Fukushima

Dai-ichi NPS, NISA directed TEPCO orally to carry out nuclide

analysis of the liquid sampled, to confirm whether there are other

outflows from the same parts of the facilities as the one, from which
the outflow was confirmed around the Unit 2, and to strengthen

monitoring through sampling water at more points around the

facilities concerned.

(April 4th)
On the imperative execution of the discharge to the sea as an

emergency measure, NISA requested the technical advice of NSC and

directed TEPCO to survey and confirm the impact of the spread of

radioactive materials caused by the discharge, by ensuring continuity

of the sea monitoring currently underway and enhancing it (Increase

of the frequency of measuring as well as the number of monitoring

points), disclose required information, as well as to enhance the

strategy to minimize the discharge amount.

(April 5th)
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Directions as to the implementation of advance notification and

contact to the local governments with regard to taking measures

related to discharge of radioactive materials from Fukushima Dai-ichi

NPS, which have a possible impact on the environment, was issued.

(April 6th)
On the implementation of the nitrogen injection to PCV of Unit 1,

NISA directed TEPCO on the following three points. (12:40 April 6th)

(•D Properly control the plant parameters, and take measures

appropriately to ensure safety in response to changes in the
parameters. O)Establish and implement an organizational structure

and so on that will ensure the safety of the workers who will engage in

the operation. QAs the possibility of leakage of the air in PCV to the

outside due to the nitrogen injection cannot be ruled out, through the

judicious and further enhanced monitoring, TEPCO shall survey and

confirm the impact of the release and spreading of radioactive

materials due to the nitrogen injection, and strive to disclose

information.

(April 7th)

The Local Nuclear Emergency Response Headquarters issued the

News Letter No.3 for the residents within the area from 20km to 30km

radius. (April 7th)

< Possibility on radiation exposure (As of 08:00 April 8th) >

1. Exposure of residents

(1) Including the about 60 evacuees from Futaba Public Welfare Hospital to
Nihonmatsu City Fukushima Gender Equality Centre, as the result of

measurement of 133 persons at the Centre, 23 persons counted more

than 13,000 cpm were decontaminated.

(2) The 35 residents transferred from Futaba Public Welfare Hospital to

Kawamata Town Saiseikai Kawamata Hospital by private bus arranged

by Fukushima Prefecture were judged to be not contaminated by the

Prefectural Response Centre.
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(3) As for the about 100 residents in Futaba Town evacuated by bus, the

results of measurement for 9 of the 100 residents were as follows. The

evacuees, moving outside the Prefecture (Miyagi Prefecture), were
divided into two groups, which joined later to Nihonmatsu City

Fukushima Gender Equality Centre.

No. of Counts No. of Persons

18,000 cpm 1

30,000-36,000 cpm 1

40,000 cpm 1

little less than 40,000 cpm* 1

very small counts 5
*(These results were measured without shoes, though the first

measurement exceeded 100,000 cpm.)

(4) The screening was started at the Off site Centre in Okuma Town from

March 12th to 15th. 162 people received examination until now. At the

beginning, the reference value was set at 6,000 cpm. 110 people were at

the level below 6,000 cpm and 41 people were at the level of 6,000 cpm or

more. When the reference value was increased to 13,000 cpm afterward,

8 people were at the level below 13,000 cpm and 3 people are at the level

of 13,000 cpm or more.

The 5 out of 162 people examined were transported to hospital after

being decontaminated.

(5) The Fukushima Prefecture carried out the evacuation of patients and

personnel of the hospitals located within 10km area. The screening of all

the members showed that 3 persons have the high counting rate. These

members were transported to the secondary medical institute of

exposure. As a result of the screening on 60 fire fighting personnel

involved in the transportation activities, the radioactivity higher than

twice of the back ground was detected on 3 members. Therefore, all the

60 members were decontaminated.

(6) Fukushima Prefecture has started the screening from 13 March. It is
carried out by rotating the evacuation sites and at the 13 places (set up
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permanently) such as health offices. Up until April 6th, the screening

was done to 133,972 people. Among them, 102 people were above the

100,000 cpm, but when measured these people again without clothes, etc.,
the counts decreased to 100,000 cpm and below, and there was no case

which affects health.

2. Exposure of workers
As for the workers conducting operations in Fukushima Dai-ichi NPS,

the total number of people who were at the level of exposure more than

100 mSv becomes 21.

For two out of the three workers who were confirmed to be at the level

of exposure more than 170 mSv on March 24, the attachment of

radioactive material on the skin of both legs was confirmed. As the two

workers were judged to have a possibility of beta ray burn, they were

transferred to the Fukushima Medical University Hospital, and after that,

on March 25th, all of the three workers arrived at the National Institute

of Radiological Sciences in the Chiba Prefecture. As the result of

examination, the level of exposure of their legs was estimated to be from 2

to 3 Sv. The level of exposure of both legs and internal did not require

medical treatment, but they decided to monitor the progress of all three

workers in the hospital. All the three workers have been discharged from

the hospital around the noon on 28 March.

At around 11:35 April 1st, a worker fell into the sea when he went on

board the barge of the US Armed forces in order to adjust the hose. He was

rescued immediately by other workers around without any injury and

external contamination. In order to make double sure, the existence of
internal radionuclide contaminant is being confirmed by a whole-body

counter.

3. Others

(1) 4 members of Self-Defence Force who worked in Fukushima Dai-ichi
NPS were injured by explosion. One member was transferred to National

Institute of Radiological Sciences. After the examination, judged that

there were wounds but no risk for health from the exposure, the one was

released from the hospital on March 17th. No other exposure of the

Self-Defence Force member was confirmed at the Ministry of Defence.
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(2) As for policeman, the decontaminations of two policemen were confirmed

by the National Police Agency. Nothing unusual was reported.

(3) On March 24th, examinations of thyroid gland for 66 children aged from

1 to 15 years old were carried out at the Kawamata Town public health

Center. The result was at not at the level of having harmful influence.

(4) From March 26th to 27th, examinations of thyroid gland for 137 children

aged from 0 to 15 years old were carried out at the Iwaki City Public

Health Center. The result was not at the level of having harmful

influence.

(5) From March 28th to 30th, examinations of thyroid gland for 946 children

aged from 0 to 15 years old were carried out at the Kawamata Town

Community Center and the Iidate Village Office. The result was not at

the level of having harmful influence.

<Directive of screening levels for decontamination of radioactivity>

(1) On March 20th, the Local Nuclear Emergency Response Headquarters

issued the directive to change the reference value for the screening level

for decontamination of radioactivity as the following to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town,

Hutaba Town, Okuma Town, Namie Town, Kawauchi Village, Naraha

Town, Minamisouma City, Tamura City, Kazurao Village, Hirono Town,

Iwaki City and Iidate Village).

Old: 40 Bq/cm 2 measured by a gamma-ray survey meter or 6,000 cpm

New: 1 A Sv/hour (dose rate at 10cm distance) or 100,000cpm

equivalent

<Directives of administrating stable Iodine during evacuation>

(1) On March 16th, the Local Nuclear Emergency Response Headquarters

issued "Directive to administer the stable Iodine during evacuation from

the evacuation area (20 km radius)" to the Prefectural Governor and the

heads of cities, towns and villages (Tomioka Town, Hutaba Town, Okuma

Town, Namie Town, Kawauchi Village, Naraha Town, Minamisouma City,

Tamura City, Kazurao Village, Hirono Town, Iwaki City and Iidate

Village).

(2) On March 21st, the Local Nuclear Emergency Response Headquarters

issued Directive titled as "Administration of the stable Iodine" to the
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Prefectural Governor and the heads of cities, towns and villages (Tomioka

Town, Hutaba Town, Okuma Town, Namie Town, Kawauchi Village,

Naraha Town, Minamisouma City, Tamura City, Kazurao Village, Hirono

Town, Iwaki City and Iidate Village), which directs the above-mentioned

governor and heads to administer stable Iodine under the direction of the

headquarters and in the presence of medical experts, and not to

administer it on personal judgements.

<Situation of the injured (As of 08:00 April 8th)>

1. Injury in Unit 1 of Fukushima Dai-ichi NPS due to earthquake on 11

March

- Two employees (slightly, have already gone back working)

- Two subcontract employees (one fracture in both legs, be in hospital)

- Two died (After the earthquake, two TEPCO's employees missed and had

been searched continuously. In the afternoon of March 30th, the two

employees were found on the basement floor of the turbine building of

Unit 4 and were confirmed dead by April 2nd.)

2. Injury due to the explosion of Unit 1 of Fukushima Dai-ichi NPS on 12

March
- Four employees (two TEPCO's employees and two subcontractor's

employees) were injured at the explosion and smoke of Unit 1 around

the turbine building (non-controlled area of radiation) and were

examined by Kawauchi Clinic. Two TEPCO's employees return to work

again and two subcontractors' employees are under home treatment.

3. Injury due to the explosion of Unit 3 of Fukushima Dai-ichi NPS on 14

March.

- Four TEPCO's employees (They have already return to work.)

- Three subcontractor employees (They have already return to work.)

- Four members of Self-Defence Force (one of them was transported to

National Institute of Radiological Sciences considering internal possible

exposure. The examination resulted in no internal exposure. The

member was discharged from the institute on March 17th.)

4. Other injuries
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- On the earthquake on 11 March, one subcontractor's employees (a crane

operator) died in Fukushima Dai-ni NPS. (It seems that the tower crane

broke and the operator room was crushed and the person was hit on the

head.)

- One emergency patient on 12 March. (Cerebral infarction, transported

by the ambulance, be in hospital)

- Ambulance was requested for one employee complaining the pain at left

chest outside of control area on March 12. (Conscious, under home

treatment)

- Two employees complaining discomfort wearing full-face mask in the

main control room were transported to Fukushima Dai-ni NPS for a

consultation with an industrial doctor on 13 March. (One employee has

already returned to work and the other is under home treatment.)
- Two subcontractor's employees were injured during working at

temporary control panel of power source in the Common Spent Fuel Pool,

transported to where were industrial medical doctors the Fukushima

Dai-ni NPS on 22 and 23 March. (One employee has already returned to

work and the other is under home treatment.)

- On the afternoon of 7 April, a worker who was making sandbags at the

soil disposal yard (spoil bank) on the north side of Fukushima Dai-ichi

NPS got sick and was transported to J-Village for the body survey of

contamination of radioactive materials. Being confirmed to be free from

contamination, he was taken to the Iwaki City Kyouritsu Hospital by

ambulance.

<Situation of resident evacuation (As of 08:00 April 8th)>
At 11:00 March 15th, the Prime Minister directed in-house stay to the

residents in the area from 20 km to 30 km radius from Fukushima Dai-ichi

NPS. The directive was conveyed to Fukushima Prefecture and related

municipalities.

Regarding the evacuation as far as 20-km from Fukushima Dai-ichi NPS

and 10-km from Fukushima Dai-ni NPS, necessary measures have already

been taken.

* The in-house stay in the area from 20 km to 30 km from Fukushima

Dai-ichi NPS is made fully known to the residents concerned.
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* Cooperating with Fukushima Prefecture, livelihood support to the

residents in the in-house stay area are implemented.

* On March 28th, Chief Cabinet Secretary mentioned the continuation of

the limited-access within the area of 20 km from Fukushima Dai-ichi

NPS. On the same day, the Local Nuclear Emergency Response

Headquarters notified the related municipalities of forbidding entry to

the evacuation area within the 20 km zone.

<Directives regarding foods and drinks>

Directive from the Director-General of the Government Nuclear

Emergency Response Headquarters to the Prefectural Governors of

Fukushima, Ibaraki, Tochigi, Gunma, and Chiba was issued, which directed

above-mentioned governors to suspend shipment and so on of the following

products for the time being.

The Government Nuclear Emergency Response Headquarters organized

the thoughts of imposing and lifting restrictions on shipment as follows,

considering the NSC's advice.

- The area where restrictions on shipment to be imposed or lifted could be
decided in units of the area where a prefecture is divided into, such as

cities, towns, villages and so on, considering the spread of the

contamination affected area and the actual situation of produce

collection, etc.

* - The restriction on shipment of the item, of which the result of the sample
test exceeded the provisional regulation limits, shall be decided by

judging in a comprehensive manner considering the regional spread of

the contamination impact.

- Lifting the restrictions on shipment shall be implemented when, a series
of three results of nearly weekly tests for the item or the area falls below

the provisional regulation limits, considering the situation of the

Fukushima Dai-ichi NPS.

- However, the tests shall be carried out nearly weekly after the lifting,
while the release of the radioactive materials from the NPS continues.

(1) Items under the suspension of shipment and restriction of intake (As of

April 8th)
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Prefectures Suspension of shipment Restriction of intake

Fukushima Non-head type leafy Non-head type leafy

Prefecture vegetables, head type leafy vegetables, head type leafy

vegetables , flowerhead vegetables, flowerhead

brassicas (Spinach, brassicas (Spinach,

Cabbage, Broccoli, Cabbage, Broccoli,

Cauliflower, Komatsuna •, Cauliflower, Komatsuna *,

Kukitachina *, Kukitachina *,

Shinobufuyuna ', Rape, Shinobufuyuna, Rape,

Chijirena, San touna *, Chijirena, Santouna*,

Kousaitai, Kakina ', etc.), Kousaitai*, Kakina *, etc.)

Turnip, Raw milk

Ibaraki Spinach, Kakina *, Parsley,

Pref. Raw milk

Tochigi Spinach, Kakina *

Pref.

Gunma Spinach, Kakina *

Pref.

Chiba Pref. - Spinach from Katori City
and Tako Town

- Spinach, Qing-geng-cai,

Garland chrysanthemum,

Sanchu Asian lettuce,

Celery and Parsley from

Asahi City
* a green vegetable

(2) Request for restriction of drinking for tap-water (As of 08:00 April 8th)

Scope under Water service (Local governments requested for
restriction restriction)

All residents None
Babies <Fukushima Prefecture>
-Water services litate small water service (Iitate Village, Fukushima
that continue to Prefecture)
respond to the
directive
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- Tap-water Non
supply service
that continues
to respond to
the directive

<Directive regarding the ventilation when using heating equipments in the

aria of indoor evacuation >
On March 21st, Directive titled as "Ventilation for using heating

equipments within the in-house evacuation zone" from the Director-General

of Local Nuclear Emergency Response Headquarters to the Prefectural

Governor and the heads of cities, towns and villages (Tomioka Town, Hutaba

Town, Okuma Town, Namie Town, Kawauchi Village, Naraha Town,

Minamisouma City, Tamura City, Kazurao Village, Hirono Town, Iwaki City

and lidate Village) was issued, which directs those governor and heads to

publicly announce the guidance to the residents within the in-house

evacuation zone, concerning the indoor use of heating equipments that

require ventilation, in order to avoid poisoning from carbon monoxide and to

reduce exposure.

< Fire Bureaus' Activities>

* From 11:00 till around 14:00 on March 22nd, Niigata City Fire Bureau

and Hamamatsu City Fire Bureau gave guidance to TEPCO as to the set

up of large decontamination system.

• From 8:30 till 9:30, from 13:30 till 14:30 on March 23rd, Niigata City Fire

Bureau and Hamamatsu City Fire Bureau gave guidance to TEPCO as to

the operation of large decontamination system.

(Contact Person)

Mr. Toshihiro Bannai

Director, International Affairs Office,

NISA/METI

Phone:+81-(0)3-3501-1087
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From:
Sent:
To:
Subject:

RST01 Hoc

Saturday, April 09, 2011 1:51 PM

RST06 Hoc

FW: April 9 1500hrs.docx Strawman to update for turnover Please mark up and

provide back to me.

April 9 1500hrs.docx

High

Attachments:

Importance:

From: Miller, Chris
Sent: Saturday, April 09, 2011 1:49 PM
To: Miller, Chris; LIA07 Hoc; ET05 Hoc; ET07 Hoc; RST01 Hoc; PMT01 Hoc; LIA06 Hoc; Bergman, Thomas; Case,
Michael; Holahan, Patricia
Subject: April 9 1500hrs.docx Strawman to update for turnover Please mark up and provide back to me.
Importance: High

Thx
chris

(52/
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King, Mark A
a I

From:
Sent:
To:
Subject:

USGS ENS [ens@usgs.gov] I-
Saturday, April 09, 2011 9:16 AM
King, Mark
2011-04-09 12:57:49 (Mw 6.1) KYUSHU, JAPAN 30.0 131.8 (29af8)

6.1 Mw - KYUSHU, JAPAN

Preliminary Earthquake Report
Magnitude

Date-Time

Location
Depth
Distances

6.1 Mw
9 Apr 2011 12:57:49 UTC
9 Apr 2011 21:57:49 near epicenter
9 Apr 2011 07:57:49 standard time in your
timezone
30.013N 131.810E

21 km

214 km (133 miles) SE (145 degrees) of
Kagoshima, Kyushu, Japan
216 km (134 miles) S (171 degrees) of Miyazaki,
Kyushu, Japan
331 km (206 miles) SSE (161 degrees) of
Kumamoto, Kyushu, Japan
943 km (586 miles) SSE (151 degrees) of
SEOUL, South Korea

Horizontal: 14.0 km; Vertical 8.8 km

Nph = 102; Dmin = 356.2 km; Rmss = 0.82
seconds; Gp = 360
M-type = Mw; Version = 9

US cOO02map

Location
Uncertainty
Parameters

Event ID

For updates, maps, and technical information, see:
Event Page
or
USGS Earthquake Hazards Program

National Earthquake Information Center
U.S. Geological Survey
http://neic.usgs.gov/
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From:
Sent:
To:
Subject:

USGS ENS [ens@usgs.gov]
Monday, April 11, 2011 4:54 AM
King, Mark
2011-04-11 08:16:13 UPDATED: (Mw 7.1) EASTERN HONSHU, JAPAN 37.0 140.5 (29af8)

7.1 Mw - EASTERN HONSHU, JAPAN

Preliminary Earthquake Report
Magnitude
Date-Time

Location
Depth
Distances

7.1 Mw

11 Apr 2011 08:16:13 UTC
11 Apr 2011 17:16:13 near epicenter
11 Apr 2011 03:16:13 standard time in your
timezone

37.007N 140.476E

13 km

38 km (24 miles) W (260 degrees) of Iwaki,
Honshu, Japan
71 km (44 miles) N (359 degrees) of Mito,
Honshu, Japan
81 km (50 miles) S (179 degrees) of Fukushima,
Honshu, Japan
163 km (101 miles) NNE (23 degrees) of
TOKYO, Japan

Horizontal: 12.0 km; Vertical 3.6 km

Nph = 584; Dmin = 209.3 km; Rmss = 0.69
seconds; Gp = 180
M-type = Mw; Version = C

US cOO02n9v

Location
Uncertainty

Parameters

Event ID

For updates, maps, and technical information, see:
Event Page
or
USGS Earthquake Hazards Program

National Earthquake Information Center
U.S. Geological Survey
http://neic.usgs.gov/
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Disclaimer

This email was sent to Mark.King@nrc.gov You requested mail for events between -90.0/90.0 latitude and
180.0/-180.0 longitude for M6.0 between 08:00 and 20:00 and M6.5 other times. To change your parameters or
unsubscribe, go to: https://sslearthquake.usgs.gov/ens/
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From: USGS ENS [ens@usgs.gov]
Sent: Monday, April 11, 2011 7:29 PM
To: King, Mark
Subject: 2011-04-11 23:08:16 (Mw 6.4) NEAR EAST COAST OF HONSHU, JAPAN 35.4 140.5 (29af8)

6.4 Mw - NEAR EAST COAST OF
HONSHU, JAPAN

Preliminary Earthquake Report
Magnitude

Date-Time

Location
Depth
Distances

6.4 Mw

11 Apr2011 23:08:16 UTC
12 Apr 2011 08:08:16 near epicenter
11 Apr 2011 18:08:16 standard time in your
timezone

35.406N 140.542E

13 km

77 km (48 miles) ESE (112 degrees) of TOKYO,
Japan
107 km (66 miles) S (177 degrees) of Mito,
Honshu, Japan
173 km (107 miles) SE (129 degrees) of
Maebashi, Honshu, Japan

Horizontal: 14.7 kin; Vertical 6.0 km

Nph = 282; Dmin = 246.0 km; Rmss = 1.19
seconds; Gp = 50
M-type = Mw; Version = 9

US cOOO2nzx

Location
Uncertainty

Parameters

Event ID

For updates, maps, and technical information, see:
Event Page
or
USGS Earthquake Hazards Program

National Earthquake Information Center
U.S. Geological Survey
http://neic.usgs.gov/
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From: OST01 HOC
Sent: Sunday, April 17, 2011 7:58 PM
To: LIA08 Hoc
Subject: RE: Japan One Pager 1500 EDT 4-17-11

thanks

From: LIA08 Hoc
Sent: Sunday, April 17, 2011 6:15 PM
To: OST01 HOC; RST01 Hoc; Hoc, PMT12
Subject: RE: Japan One Pager 1500 EDT 4-17-11

No changes for the liaison team. Jeff Temple

Liaison Team Coordinator
US Nuclear Regulatory Commission
email: liaO8.hocenrc.gov
Desk Ph: 301-816-5185

From: OST01 HOC
Sent: Sunday, April 17, 2011 6:13 PM
To: RST01 Hoc; Hoc, PMT12; LIA08 Hoc
Subject: Japan One Pager 1500 EDT 4-17-11

For editing of 2200 EDT 4-17-11
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From:
Sent:
To:
Subject:
Attachments:

OST01 HOC
Sunday, April 17, 2011 6:13 PM
RST01 Hoc; Hoc, PMT12; UIA08 Hoc
Japan One Pager 1500 EDT 4-17-11
Japan One Pager 1500 EDT 4-17-11.docx

For editing of 2200 EDT 4-17-11

1.
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From:
Sent:
To:
Subject:
Attachments:

ET02 Hoc
Wednesday, April 20, 2011 1:21 PM
Zimmerman, Roy
sharepoint info
SharePoint info.docx

FYI
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Japan Earthquake/Tsunami Internal Information

SharePoint Website

To access the Japan SharePoint page, please visit http://nsir-ops.nrc.gov. Documents in this page are

stored in document libraries which can be accessed from the links on the left side of the page. Since the

transition to the 6-person response team, the only documents that are continually being updated are

the Japan One-Pager, NRC Status Updates, DOE SitReps, and Press Releases (IAEA). These 4 document

libraries are at the top of the "Documents" list on the left.

Documents will be posted routinely throughout the day. If you wish to receive a notification when a

new document has been posted to a library, click the link to the specific library (ie: Japan One-Pager),

then click "Actions" at the top of the list, then click "Alert Me." You may choose the settings of the

alerts, however, recommended settings would be to select the following 3 buttons:

Change Type: "New Items are added"

Send Alerts for These Changes: "Anything Changes"

When to Send Alerts: "Send email immediately"

This process needs to be repeated for each document library you wish to receive alerts for. Please let us

know if you have any questions. Thank you.
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From:

Sent:
To:
Subject:
Attachments:

LIA08 Hoc
Wednesday, April 20, 2011 8:55 PM
OST01 HOC
FW: Ops Status/Congressional Report/3 pager
USNRC Emergency Operations Center Status 4 20 11 (congressional report).pdf;
USNRC Emergency Operations Center Status Update

Liaison Team Coordinator
US Nuclear Regulatory Commission
email: lia08.hoc@nrc~gov
Desk Ph: 301-816-5185

From: LIA08 Hoc
Sent: Wednesday, April 20, 2011 8:27 PM
To: OST02 HOC
Subject: Ops Status/Congressional Report/3 pager

Attached is the updated 3 pager or Congressional report that was sent to OCA on this shift. This document is an
abbreviated version of today's Status update.

Specifically, it was sent to Tim Riley and Spiros Droggiitis both of OCA (attached is the email that was sent to them).

Liaison Team Coordinator
US Nuclear Regulatory Commission
email: liaO8.hoc@nrc.gov
Desk Ph: 301-816-5185
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From: OST01 HOC
Sent: Thursday, April 14, 2011 6:33 AM
To: Hoc, PMT12
Subject: RE: One pager boardfile - PMT comments

Thanks!

From: Hoc, PMT12
Sent: Thursday, April 14, 2011 6:23 AM
To: OST01 HOC
Subject: One pager boardfile - PMT comments

Attached, tx greg


