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Flow Accelerated Corn on Examination 

Site/Umt: IP 3 
-~-----=--

Procedure: ___ ...::E::N::N:.-:,:N.::D.::E...::-9:;:.0::5=---_ Wor!< Scope: ____ ...::3::.R:,:1::.5 ___ _ 

Summary No. : os- RHO-LCV-R-ll 05A-5001 0 Procedure Rev.: 1 
------~------

Report No.: 3RI5-FAC--09-Q54 

Work Order No.: 127136-01 Page: 1 of 3 

Area: N/A Building: ______ T_u;..rb;..;..in.:ce:..... ___ _ RoomlElev.: ___ ...:NI:.::A:..-___ ..:-. ___ ....:::36:.' __ _ 

Drawing No_. EC-H-50010 Description: Reducer, Pipe & Elbow DIS of RHD-LCV-ll05A. 

System lD: ~E~X~ ______________________________________________________________________________ _ 

Component No. : RHD-02.3B-2R 
~~~~----------------------------

Material: ____ C:.S=-__ _ Thickness/Diameter: 0.594" 1 10x4" 

Limitations None Componenl File No . RHD023B2R Start Time' 16'15 Finish Time' .. 

-
Calibration Information Partitioning Information Component Information 

Callbrahon ThlCkoosS (In) Calibtatlon Times i Imllals Component Segil'llCoVRow EndingiCoVAow Geometry Type: REDUCER 

0.250 " 0.250" -- Start: 16:14 MM M. UPST Ext. NlA Outside Diameter: 10x4" Grid Size: 1.011 

0.500" 0.500" Verity: NlA NlA Main UPST. -- NlA - Max. Thickness: 0.719" Min. Thickness: 0.374" 

0.750" 0.750" Verity: NlA NlA -- Main A-Ol L-04 Nominal Thickness: 0.594"/0.337" Tmin.: 1.378"/0.202 
1.000" 1.000" Verity: NlA NlA Main DNST. NlA -- Min. Thickness Location: T/S @ A-Ol 

NlA NlA Final: 16:37 MM M. DNST Ext. NlA 
Max. Thickness Location : TIS @ H-I 

Branch NlA 

Branch Ext. NlA 

Instrument: Transducer: ReferenceiSimulator Block: Temp. Tool: 

Manufacturer: Panametrics Manufacturer: Panametrics Serial No.: A22634 Manufacturer: PTC 

Moclel: 37-0L Plus Serial No.: 623647 Type: 4-Stee Block Serial No.: 221940 
Senal No.: 041164204 Size: 0.312" Freq .: 5.0 MHZ Couplant: RefJSimulator Block Temp.: .-!L. OF 
Gain: 54dB Model: D791-RM Type: Ullragelll 
Range: 2.0" # of Etements: Dual MateriaVComponent Temp.: ~ of 

Batch No.: 07225 

CommentsiObstructions: Shot as previouslv gridded. 

Results: Accept v / Reject Eval Tscreen=O.294,0.520" , Taccept =0.158",0.378" .No readings below Tscreen. 

Examiner Level II-L 
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Date Reviewer 

I-'/~ 
Signature Date 

Miller, Matthew R. / tA. 1'!~ 3116/2009 
EKarniner Level NlA Signature Date 

Site Ri<= I (£1: Signature Date 

N/A /) ,b. , ""\ --.,UT [~. v<fi -rr( 3-22 '-dJ ----
Ottler Level II-L Signature Date ANII Revia-Wl '-- '1\ignature Date 

Stokes, Jacob M. - 3/16/2009 .. " 

Co- ~. ~ . ---" ,,(i,?( ... , 



~"-

~ Supplemental .-1eport 
Report No.: 3R1S-FAC-O&-054 

.===- b'lItergy 
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Summa,y No.: DS- RHD·LCV-R-ll0SA-S0010 

hammer: Miller, Matthew R. ~ M 
Examiner: ~NI::.A",-_ _________ ;--;~ 

."y;; (,.::k ... < Ottrer: Stokes, Jacob M. ,,!;~ .. ...,~ 

Level: II-L 

Level: NlA 

Level: II-L 

Reviewer: f' / A Date: 

Site Review: 'i),6 . /t.)<yiP$« , . .:w-f.if. Date: --'3--2,-:;- --0- 1 
ANII Review: ( ~ Date: ___ _ 

Comments: 

Sketch or Photo: 

RHD-OZ 3S-2R 
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COLOR CODED DATA GRID 
RHD-02.38-2R 

The Survey Name: RHD023B2R Survey Date: 
f-:-.----- -

Survey Description: RED Survey Mode: 

Survey Type: 2D GRlD Erase Protection: 

Location Note: Inspector !D: .1l!!!!. IJIJit!II.. 
Reviewer: ~/ /-<7Z 

Reviewer: - -- "7 .vIA, 
Level 1II Re~jew: I) $, J{;'J Ifs f~m' ?e ~Jft~ >,,2.f: Ci 

~;, 

~port No.: IE. []' - pC/c - 0 (j' _/_~ Page30f3 

I - 'dd, ( ;7. ) ~, 2,.5 i;;-' 
~,,- • 

-

_ 3/18/2009 12:56:54 PM ______ ___ ==1 
THICKNESS ______ J 
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Row or Column St!;tistk,s 1 
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Tatal Statistics: 

IMh'llmum 


