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CP-201300072 Ref. # 10 CFR 52
Log # TXNB-13001

January 17, 2013

U. S. Nuclear Regulatory Commission
Document Control Desk
Washington, DC 20555
ATTN: David B. Matthews, Director

Division of New Reactor Licensing

SUBJECT: COMANCHE PEAK NUCLEAR POWER PLANT, UNITS 3 AND 4
DOCKET NUMBERS 52-034 AND 52-035
RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION 269 (6929) AND
271 (6965) FOR SECTIONS 1.05 AND 6.2.2

Dear Sir:

Luminant Generation Company LLC (Luminant) submits herein the response to Requests for
Additional Information (RAIs) 269 (6929) and 271 (6965) for the Combined License Application for
Comanche Peak Nuclear Power Plant Units 3 and 4. The RAIs address Fukushima Near-Term Task
Force Recommendations and a COL Action Item.

Should you have any questions regarding the response, please contact Don Woodlan (254-897-6887,
Donald.Woodlan@luminant.com) or me.

A table of commitments made in this letter is provided on page 2.

I state under penalty of perjury that the foregoing is true and correct.

Executed on January 17, 2013.

Sincerely,

Luminant Generation Company LLC

Rafael Flores

Attachments: 1. Response to Request for Additional Information 269 (6929)

2. Response to Request for Additional Information 271 (6965)
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Regulatory Commitments in this Letter

This letter contains the following new or revised commitments which will be completed or incorporated
into the CPNPP licensing basis as noted. The Commitment Number is used by Luminant for internal
tracking.

Number

8410

8411

Commitment

Luminant intends to update the FSAR todescribe how
Luminant will address the regulatory-required COL actions
that result from the lessons learned from the great Tohoku
earthquake and Tsunami (Fukushima Required Actions). A
portion of that update will address Fukushima Required
Actions that will not be required to be completed prior to the
issuance of the CPNPP Units 3 and 4 COL. These post-COL
actions will be listed in a table in the FSAR update and will
include an implementation schedule for each action listed. A
single license condition will be proposed to control
implementation of the'actions.

In response to Item 5 of Attachment 2 to Order EA-12-049,
Luminant proposes to A) provide an FSAR table that will
include an entry to submit a "Flex Integrated Plan" to the NRC
that will be consistent with the design of the US-APWR, the
US-APWR Fukushima technical document, and the guidance
provided by JLD-ISG-2012-01 and NEI 12-06, at least six
months prior to the initial full participation exercise for Unit 3,
and B) to submit a final report to the NRC confirming full
compliance with the requirement prior to initial fuel load for
Unit 3. The license condition will require that the actions
listed in the table be completed per the implementation
schedule in the table.

Due Date/Event

COLA Rev 4

COLA Rev 4
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RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION

Comanche Peak, Units 3 and 4

Luminant Generation Company LLC

Docket Nos. 52-034 and 52-035

RAI 269 (6929)

SRP SECTION: 01.05 - Other Regulatory Considerations

DATE OF RAI ISSUE: 12/13/2012

QUESTION NO.: 01.05-4

The NRC staff has been directed by the Commission to implement the Fukushima Near-Term Task Force
Recommendations, as presented in SECY-12-0025, "Proposed Orders and Requests for Information in
Response to Lessons Learned from Japan's March 11, 2011, Great Tohoku Earthquake and Tsunami",
dated February 12, 2012. This request for additional information specifically addresses Recommendation
4.2 on Mitigating Strategies, as described in Attachment 2 to Order EA-12-049. The NRC staff
understands that MHI intends to include a new COL item that would require a COL referencing the US-
APWR design to implement actions to address these provisions, and that you would propose a license
condition. In your response, please specifically include in the text of any proposed license condition the
extent of your commitment to follow the guidance in JLD-ISG-21012-01, or any alternative approaches.

ANSWER:

As described in an MHI letter dated December 10, 2012 (ML12346A447), the US-APWR DCD will
address Items (1) through (4) identified in Attachment 2 to Order EA-12-049. Item (5) regarding
procedures, guidance, training, and acquisition, staging, or installing of equipment for the strategies will
be addressed by Luminant.

In response to RAI 261-6527 Question 01.05-3 (ML12207A599), Luminant committed to perform a
staffing evaluation of beyond design basis accidents considering the requested functions described in
Recommendation 9.3, Items 1 through 4 and 6, including those related to NTTF Recommendation 4.2.
Luminant committed to perform this evaluation consistent with NEI 12-01, implement its findings
(including any needed modifications), and submit the evaluation results to the NRC before the full
participation exercise milestone in FSAR Table 13.4-201.

The COL item referenced by this question will also require Luminant to complete actions resulting from
the Fukushima Near-Term Task Force Recommendations and related RAIs, orders, etc.

Luminant intends to update the FSAR to describe how Luminant will address the regulatory-required COL
actions that result from the lessons learned from the great Tohoku earthquake and Tsunami (Fukushima
Required Actions). A portion of that update will address Fukushima Required Actions that will not be
required to be completed prior to the issuance of the CPNPP Units 3 and 4 COL. These post-COL
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actions will be listed in a table in the FSAR update and will include an implementation schedule for each
action listed. A single license condition will be proposed to control implementation of the actions.

In response to Item 5 of Attachment 2 to Order EA-12-049, Luminant proposes to A) provide an FSAR
table that will include an entry to submit a "Flex Integrated Plan" to the NRC that will be consistent with
the design of the US-APWR, the US-APWR Fukushima technical document, and the guidance provided
by JLD-ISG-2012-01 and NEI 12-06, at least six months prior to the initial full participation exercise for
Unit 3, and B) to submit a final report to the NRC confirming full compliance with~the requirement prior to
initial fuel load for Unit 3. The license condition will require that the actions listed in the table be
completed per the implementation schedule in the table.

The two paragraphs above are commitments. Luminant will provide the FSAR update and proposed

license condition to address these commitments prior to the issuance of COLA Revision 4.

Impact on R-COLA

None.

Impact on S-COLA

None; this response is site-specific.

Impact on DCD

None.
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RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION

Comanche Peak, Units 3 and 4

Luminant Generation Company LLC

Docket Nos. 52-034 and 52-035

RAI 271 (6965)

SRP SECTION: 06.02.02 - Containment Heat Removal Systems

DATE OF RAI ISSUE: 1211312012

QUESTION NO.: 06.02.02-5

US-APWR Design Control Documents specify COL information items that the COL applicant is required
to address. In Section 6.2, "Containment Systems," STD COL 6.2(6) does not appear to have been
addressed. NRC Staff requests that the COL applicant referencing the US-APWR certified design
address STD COL 6.2(6) in its application.

ANSWER:

FSAR Subsection 6.2.2.3.2 has been revised to address COL 6.2(6) and refer to administrative
procedures in FSAR Subsection 13.5.1 which implement design change and configuration management
'controls to ensure that temporary or future plant modifications maintain post-LOCA debris within the
design-basis values specified in DCD Table 6.2.2-4.

FSAR Table 1.8-201 and Subsection 6.2.8 have been revised to refer to Subsection 6.2.2.3.2 which
addresses COL 6.2(6) through plant procedures.

Impact on R-COLA

See attached marked-up FSAR Revision 3 pages 1.8-37, 6.2-2, and 6.2-3.

Impact on S-COLA

None; this response is standard.

Impact on DCD

None.



CP COL 1.8(2)

Comanche Peak Nuclear Power Plant, Units 3 & 4
COL Application

Part 2, FSAR

Table 1.8-201 (Sheet 26 of 72)

Resolution of Combined License Items for Chapters 1 - 19

COL Item No. COL Item FSAR Location Resolution
Category

COL 6.1(5)

COL 6.1(6)

COL 6.1(7)

COL 6.2(1)

COL 6.2(2)

COL 6.2(3)

COL 6.2(4)

COL 6.2(5)

Deleted from the DCD.

Deleted from the DCD.

The COL Applicant is responsible for identifying the implementation 6.1.2
milestones for the coatings program.

Deleted from the DCD.

Deleted from the DCD.

Deleted from the DCD.

Deleted from the DCD.

2

COL 6.2(6)

COL 6.2(7)

COL 6.2(8)

Preparation of a cleanliness, housekeeping and foreign materials
exclusion program is the responsibility of the COL applicant. This
program will be established to limit 200lbs of latent debris, and to limit

the allocated 200ft2 of miscellaneous debris per sump.

Preparation of administrative procedures is the responsibility of the
COL Applicant. The procedures will ensure that RMI and fiber
insulation debris within ZOls will be consistent with the design basis
debris specified in the Table 6.2.2-4, and will ensure that the aluminum
in containment exposed to water in containment in post-LOCA
condition (i.e., spray and blowndown water) is limited to equal or less

than 810 ft2 .

6.2.2.3
Table 6.2.2-2R

6.2.2.3.2 2

2

I RCOL2
06.02.02-5

Deleted from the DCD.

The COL applicant is responsible for identifying the implementation 6.2.6.1
milestone for the containment leakage rate testing program described
under 10CFR50, Appendix J.

lb

1.8-37 1.837Re;%".*R4



Comanche Peak Nuclear Power Plant, Units 3 & 4
COL Application

Part 2, FSAR

Cleanliness inspections and removal of debris/foreign material, including
operation and maintenance areas, RWSP, debris interceptors, RWSP vent
and drain lines (available for inspection), and strainer debris

Preparation and review of entry/exit logs and inspection records

The containment cleanliness program including administrative procedures will be
developed and implemented prior to initial fuel load.

Insert the followina after the last sentence of the second bullet of the seventh
paraaraoh in DCD Subsection 6.2.2.3.2:

Administrative procedures in Subsection 13.5.1 imDlement design change and
configuration management controls to ensure that future modifications maintain

STD COL 6.2(6) RCOL2_06.02.
02-05

reflective metal insulation (RMI'. fiber insulation, and aluminum within values
reflective metal insulation (RMI) fiber insulation and aluminu ithin values
t~nn~k~t~nt with th~ d inn-h~k d~hri~ ~ns~rifl~d in flC~fl ThhIA A 9 9-A.----.~.. ....--...

consistent ith the rjPqign-hPqi-, debris, cznprifierl in QQQ Tnhlp 6 2 2-4

6.2.6.1 Containment Integrated Leakage Rate Testing

STD COL 6.2(8) Replace the first and second sentences of the first paragraph in DCD Subsection
6.2.6.1 with the following.

The containment leakage rate test program requirements are defined by Technical
Specifications Subsection 5.5.16. Implementation milestone of the containment
leak rate tests program is provided in Table 13.4-201.

6.2.8 Combined License Information

Replace the content of DCD Subsection 6.2.8 with the following.

6.2(1) Deleted from the DCD.

6.2(2) Deleted from the DCD

6.2(3) Deleted from the DCD.

6.2(4) Deleted from the DCD.

STD COL 6.2(5) 6.2(5) Preparation of a cleanliness, housekeeping and foreign materials exclusion
program

This COL item is addressed in Subsection 6.2.2.3.2 and Table 6.2.2-2R.

6.2(6) Preparation of administrative procedure(s) for control of RMI and fiber
insulation debris within ZOls and aluminum in containment.

STD COL 6.2(6)

6.2-2 Rev6s2eR4
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Part 2, FSAR

STD COL 6.2(8)

This COL item is addressed in Subsection 6.2.2.3.2.

6.2(7) Deleted from the DCD.

6.2(8) Containment leakage rate testing program

This COL item is addressed in Subsections 6.2.6.1.

6.2(9) Deleted from the DCD.

6.2(10) Deleted from the DCD.

I RCOL2_06.02.
02-05

6.2-3 6.2-3 Re~i 3


