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PMComanchePeakPEm Resource

From: Monarque, Stephen
Sent: Wednesday, March 13, 2013 3:12 PM
To: John.Conly@luminant.com; Donald.Woodlan@luminant.com; 'cp34-rai-luminant@mnes-

us.com'; Eric.Evans@luminant.com; joseph tapia; 'Kazuya Hayashi'; 'Russ Bywater'; MNES 
RAI mailbox (cp34-rai-luminant@mnes-us.com); na3raidommailbox@dom.com

Cc: ComanchePeakCOL Resource; Otto, Ngola
Subject: Comanche Peak RCOL Chapter 14 - RAI Number 273 
Attachments: RAI_7006 (RAI 273).docx

The NRC staff has identified that additional information is needed to continue its review of the combined license 
application.  The NRC staff's request for additional information (RAI) is contained in the attachment.  Luminant is 
requested to inform the NRC staff if a conference call is needed.  
 
The response to this RAI is due within 35 calendar days of March 13, 2013.   
 
Note:  The NRC staff requests that the RAI response include any proposed changes to the FSAR. 
 
 
thanks, 
 
Stephen Monarque 
U. S. Nuclear Regulatory Commission 
NRO/DNRL/NMIP 
301-415-1544 
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Request for Additional Information 273 
Issue Date: 3/13/2013 

Operating Company: Luminant Generation Company, LLC. 
Docket No. 52-034 and 52-035 

Review Section: 14.03.07 - Plant Systems - Inspections, Tests, Analyses, and Acceptance 
Criteria 

Application Section: SRP 14.3.7 
  

 
QUESTION 

 

 
14.03.07-39 

Acceptance Criterion 5 of NUREG-0800 Standard Review Plan 14.3.7 reads in part “The 
design features in Tier 1 should be selected to ensure that the integrity of the analyses are 
preserved in the as-built facility.” 

Two safety features identified in FSAR subsection 9.4.5.3.6 “UHS ESW Pump House 
Ventilation System” read: 

1)  Backdraft dampers are capable of withstanding the affects of tornado wind and atmospheric 
differential pressure loading. 

2)  The UHS ESW pump house air intakes and air outlets are protected from tornado missiles 
as described in Subsection 3.8.4.1.3.2. 
 
With respect to the first safety feature, the staff notes that there is no ITAAC to demonstrate 
that the installed air intake and exhaust dampers of the UHS ESW Pump House Ventilation 
System are capable of withstanding differential loading due to a design basis tornado.   

The staff requests that the applicant add an ITAAC to Tier 1 Table A.2-1 “UHS ESW Pump 
House Ventilation System Inspections, Tests, Analyses, and Acceptance Criteria” that captures 
this safety related attribute. 

With respect to the second safety feature, the staff notes that there is no ITAAC that inspects 
the tornado missile shields described in Subsection 3.8.4.1.3.2.  The staff notes that 
inspections exist in the DCD for the exterior protective barriers that shield the outside air 
intakes and exhaust outlets for the MCR HVAC system, the Class 1E electrical room HVAC 
system and the emergency feedwater pump area HVAC system. [Reference Design 
Commitments 25, 26 and 27 as amended by DCD RAI No. 926-6448, Question 14.03.07-59 
(ADAMS Number ML12163A010)] 

The staff requests that a similar R-COLA ITAAC be created for the tornado missile shields that 
protect the outside air intakes and exhaust outlets of the UHS ESW Pump House Ventilation 
System. 

   

 


