June 27, 2013

Dr. Myung-Ki Kim

Project Manager

APR1400 Design Certification

Korea Hydro and Nuclear Power Co., Ltd.
1312 Beon-gil 70, Yuseong-daero
Yuseong-Gu, Daejeon

305-343 Korea (Republic of)

SUBJECT: ACCEPTANCE FOR THE REVIEW OF TOPICAL REPORT
APR1400-F-A-TR-12004, REVISION 0, “REALISTIC EVALUATION
METHODOLOGY FOR LARGE-BREAK LOSS-OF-COOLANT ACCIDENT
(LOCA) OF THE APR1400” (PROJ0782)

Dear Dr. Kim,

By letter dated January 7, 2013, Korea Hydro and Nuclear Power Co., Ltd. (KHNP) submitted for
the U.S. Nuclear Regulatory Commission (NRC) staff’s review, Topical Report
APR1400-F-A-TR-12004, Revision 0, “Realistic Evaluation Methodology For Large-Break
Loss-of-Coolant Accident (LOCA) of the APR1400.” The NRC staff has performed an
acceptance review of the topical report, and found that the material presented in this topical report
provides sufficient technical information to enable the staff to start a detailed technical review.
However, staff has identified the following information that will be subject to requests for additional
information (RAIls) once the official review is initiated.

. A complete set of drawings of the reactor primary system, including the reactor
pressure vessel, reactor core, cold leg and hot leg piping, steam generator,
pressurizer, and the accumulator; a diagram of the emergency core cooling
system piping; a set of full size hard copies and copies in PDF format.

. A complete set of code manuals including the theory manual, the input manual,
and the testing manual. If these manuals are identical to NUREG reports issued
by NRC associated with RELAP-5 Mod 3.3, provide a reference list of these
NUREG reports.

. A CD containing all the source code, executables, input deck for Shin-Kori (SKN)
Unit 3 and Unit 4, and the Parallel Virtual Machine (PVM) package used to link the
CONTEMPT4/MOD5 with RELAP-5 code.

This report contains APR1400 large break LOCA phenomena identification and ranking table,
Assessment Against Tests, Coupling Algorithm between RELAP5/MOD3.3 and
CONTEMPT4/MODS5 and sample analysis results, which are usually submitted to NRC in several
topical reports; therefore, this will be an extensive review. The NRC staff expects to issue its first
RAIs by December 30, 2013, and issue its draft safety evaluation report by September 30, 2015,
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provided that KHNP is able to satisfactorily respond to the RAls and address the issues identified
during the review process in a timely manner.

The staff also expects to perform audits related to (1) the support analysis reports and calculation
reports, and (2) the quality assurance program related to the code version update and
configuration control. The NRC staff estimates that the review will require approximately 3,200
staff hours including project management time. The review schedule milestones and estimated
review efforts were discussed and agreed upon in an email from Hyun Seung Chang of KHNP to
William Ward of the NRC staff on June 24, 2013.

Section 170.21 of Title 10 of the Code of Federal Regulations requires that topical reports are
subject to fees based on the full cost of the review. You did not request a fee waiver; therefore,
NRC staff hours will be billed accordingly.

If you have any questions regarding this matter, please contact the Lead Project Manager,
William Ward at (301) 415-7038 or William.Ward@NRC.gov.

Sincerely,

/RA/

Samuel Lee, Chief
Licensing Branch 2
Division of New Reactor Licensing
Office of New Reactors
Project No. 0782

cc:. See next page
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Sincerely,

/RA/

Samuel Lee, Chief
Licensing Branch 2

Division of New Reactor Licensing

Office of New Reactors
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