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Figure 7.1-14—Measuring Ranges of Excore Instrumentation

10° o
—t— 10" %
= | 4 x 2 Power Range Detectors
)
— 107 2 c%
- © o
o o
g —4— 10° o
3 . S <i 4 Intermediate Range Detectors
g =t 10 £
1 [0}
& 10 =
o
T 1 100 |5
(3] [
= @©
c —4— 107 |Z
g O < 3 Source Range Detectors
F 1 e |3
2
§E =t 10°
[0)
4
107°

EPR3065 T2

Tier 2 Revision 5 Page 7.1-217



U.S. EPR FINAL SAFETY ANALYSIS REPORT

EPR

Figure 7.1-15—Excore Instrument Detector Locations
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Notes:
1. PRD: 7] Power Range Detector 4 locations of 2 detectors
2. IRD: 7] Intermediate Range Detector 4 locations of 1 detector
3. SRD: o Source Range Detector 3 locations of 1 detector
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