
SAFETY EVALUATION REPORT 
SAN ONOFRE NUCLEAR GENERATING STATION, UNIT NOS. 2 AND 3 

DOCKET NOS. 50-361/362 
CONFORMANCE TO REGULATORY GUTDE 1.97 

INTRODUCTION AND SUMMARY 

Southern California Edison Company (SCE) was requested by Generic Letter 82-33 

to provide a report to the NRC describing how the post-accident monitoring 

instrumentation meets the guidance of Regulatory Guide 1.97 as applied to 

emergency response facilities. The licensee responded to the generic letter by 

letter dated May 13, 1983, referring to a previous submittal dated May 13, 1982.  

Additional information was provided by letter dated July 26, 1984.  

A detailed review and technical evaluation of-the licensee's submittals was 

performed by EG&G Idaho, Inc., under contract to the NRC, with general super

vision by the NRC staff. This work is reported by EG&G in their Technical 

Evaluation Report (TER), "Conformance to Regulatory Guide 1.97, San Onofre 

Nuclear Generating Station, Unit Nos. 2 and 3," dated October 1984 (attached).  

We have reviewed this report and concur with the conclusion that the licensee 

either conforms to, or is justified in deviating from, the guidance of 

Regulatory Guide 1.97 for each post-accident monitoring variable except the 

accumulator tank level and pressure and the chemical and volume control 

system letdown flow-out. For these variables, SCE has not identified the 

appropriate environmental qualification.  

EVALUATION CRITERIA 

Subsequent to the issuance of the generic letter, the NRC held regional meet

ings in February and March 1983, to answer licensee and applicant questions 
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and concerns regarding the NRC policy on Regulatory Guide 1.97. At these 

meetings, it was noted that the NRC review would only address exceptions taken 

to the guidance of Regulatory Guide 1.97. Further, where licensees or appli

cants explicitly state that instrument systems conform to the provisions of the 
guide, it was noted that no further staff review would be necessary. There

fore, the review performed and reported by EG&G only addresses exceptions to.  
the guidance of Regulatory Guide 1.97. This Safety Evaluation addresses the 

licensee's submittals based on the review policy described in the NRC regional 

meetings and the conclusions of the review as reported by EG&G.  

EVALUATION 

We have reviewed the evaluation performed by our consultant contained in the 
enclosed TER and concur with its bases and findings. The licensee either 

conforms to, or has provided an acceptable justification for deviations from 

the guidance of Regulatory Guide 1.97 for each post-accident monitoring 

variable except for the environmental qualification of the two variables 

identified in Section 4 (conclusions) of the TER. The following paragraph 

addresses the acceptability of these variables.  

10 CFR 50.49 requires that all Regulatory Guide 1.97, Category 1 and 2 instru

ments located in a harsh environment be included in the environmental qualifi

cation program unless adequate justification is provided. We have reviewed 

the justification provided by the licensee for excluding the Accumulator Tank 

Level and Pressure Sensor and the Chemical and Volume Control System (CVCS) 

Letdown Flow-Out Sensor from the qualification program. Justification for lack
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of environmental qualification for both instruments is based on the fact that 

they are not required to function during or following an accident and other 

qualified instrumentation is available to perform the necessary function dur

ing accidents. On that basis, we find the licensee's justification for not 

providing harsh environment qualification of the two instruments acceptable.  

CONCLUSION 

Based on the staff's review of the enclosed Technical Evaluation Report, the 

licensee's submittals, and additional information on environmental qualifica

tion, we find that the San Onofre Nuclear Generating Station, Unit Nos. 2 

and 3, design is acceptable with respect to conformance to the guidelines of 

Regulatory Guide 1.97, Rev. 2.


