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Dear Sir or Madam:

In accordance with 10 CFR 50.90, Entergy Nuclear Operations, Inc. (ENO) is proposing an
amendment to Renewed Facility Operating License (OL) DPR-28 for Vermont Yankee Nuclear
Power Station (VY). The proposed amendment would revise the OL and revise the associated
Technical Specifications (TS) to Permanently Defueled Technical Specifications (PDTS) consistent
with the permanent cessation of reactor operation and permanent defueling of the reactor.

In Reference 1, ENO notified the NRC that it has decided to permanently cease operations of VY
at the end of the current operating cycle. Once certifications for permanent cessation of operations
and permanent removal of fuel from the reactor vessel are docketed to the NRC in accordance
with 10 CFR 50.82(a)(1)(i) and (ii), per 10 CFR 50.82(a)(2), the 10 CFR Part 50 license no longer
will permit operation of the reactor or placement of fuel in the reactor vessel. In support of this
condition, the VY OL and associated TS are being proposed for revision to reflect the planned
permanently shutdown and defueled condition in accordance with 10 CFR 50.36(c)(6).

Reference 2 was submitted proposing a Certified Fuel Handler training program for NRC approval.
Reference 3 proposed changes to eliminate the Mitigation Strategy license condition from the VY
OL and changes to the staffing and training requirements for the VY staff contained in Section 6.0,
Administrative Controls, of the VY TS to reflect the revised station organization, including Certified
Fuel Handlers, which will be implemented once VY is permanently defueled. Reference 3 also
proposed additional changes to Section 6.0, Administrative Controls, to delete certain required
reports and programs that will no longer be applicable once VY is permanently defueled.

Reference 4 is an amendment request to eliminate certain Engineered Safety Feature
requirements during movement of irradiated fuel. Specifically, the changes would eliminate
operability requirements for secondary containment when handling sufficiently decayed irradiated
fuel or a fuel cask and while performing core alterations. The request also includes a new analysis
based on the Fuel Handling Accident for NRC review.

In support of removal of the license condition from the VY OL that requires implementation of
actions associated with NRC Order EA-06-137, ENO submitted Reference 5 to request rescission
of Order EA-06-137 (Key Radiological Mitigation Strategies).

In Reference 6, ENO proposed a change to the VY Cyber Security Plan Milestone 8 full
implementation date. This date change is reflected in the Security Plan license condition in the OL.
The six referenced licensing actions complement and support this proposed license amendment.

ENO has reviewed the proposed amendment in accordance with 10 CFR 50.92 and concludes it
does not involve a significant hazards consideration.

In accordance with 10 CFR 50.91, a copy of this application, with attachments, is being provided to
the State of Vermont, Department of Public Service.

Attachment 1 to this letter provides a detailed description and evaluation of the proposed change.
Attachment 2 contains a markup of the current OL and TS pages, including Bases (TS sections
that are deleted in their entirety are identified as such, but the associated deleted pages are not
included in Attachment 2). Attachment 3 contains the retyped OL and TS pages, including Bases.
Bases changes are provided for information only.

ENO requests review and approval of this proposed license amendment on February 1, 2015 with
a 60 day implementation period from the effective date of the amendment. This date will allow for
VY to complete defueling operations and provide for sufficient decay of the reactor fuel to occur,
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following an assumed shutdown by the end of December 2014, such that the fuel will no longer be
considered recently irradiated, as defined in Reference 4. ENO requests that the approved
amendment become effective following NRC approval of References 2 through 6 and docketing of
the certifications required by 10 CFR 50.82(a)(1).

There are no new regulatory commitments made in this letter.

If you have any questions on this transmittal, please contact Mr. Coley Chappell at 802-451-3374.

I declare under penalty of perjury that the foregoing is true and correct.

Executed on March 28, 2014.

Sincerely,

CJW/plc

Attachments:

1. Description and Evaluation of the Proposed Changes
2. Markup of the Current Operating License and Technical Specification Pages
3. Retyped Operating License and Technical Specification Pages

cc: Mr. William M. Dean
Region 1 Administrator
U.S. Nuclear Regulatory Commission
2100 Renaissance Blvd, Suite 100
King of Prussia, PA 19406-2713

Mr. James S. Kim, Project Manager
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission
Mail Stop 08D15
Washington, DC 20555

USNRC Resident Inspector
Vermont Yankee Nuclear Power Station
320 Governor Hunt Road
Vernon, VT 05354

Mr. Christopher Recchia, Commissioner
VT Department of Public Service
112 State Street, Drawer 20
Montpelier, VT 05620-2601
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1. SUMMARY DESCRIPTION

Pursuant to 10 CFR 50.90, Entergy Nuclear Operations, Inc. (ENO) requests an amendment to
Facility Operating License (OL) Number DPR-28 for Vermont Yankee Nuclear Power Station (VY).
The proposed amendment would revise the OL and revise the associated Technical Specifications
(TS) to Permanently Defueled Technical Specifications (PDTS) to reflect the permanently defueled
condition of the reactor.

On August 27, 2013, ENO announced that Vermont Yankee Nuclear Power Station (VY) would
permanently cease power operations at the end of the current operating cycle. In Reference 1,
ENO provided formal notification to the NRC pursuant to 10 CFR 50.82(a)(1)(i).

The proposed changes would revise and remove certain requirements contained within the OL and
TS, and remove the requirements that would no longer be applicable once it has been certified that
all fuel has permanently been removed from the VY reactor in accordance with 10 CFR
50.82(a)(1)(ii). Once the certifications for permanent cessation of operations and permanent fuel
removal from the reactor vessel are docketed, the 10 CFR Part 50 license for VY no longer will
authorize operation of the reactor or emplacement or retention of fuel in the reactor vessel, in
accordance with 10 CFR 50.82(a)(2). The changes proposed by this amendment would not be
effective until 13 days after final reactor shutdown (assumed to occur no later than the end of
December 2014) (Reference 1) to allow for sufficient decay of the reactor fuel such that the fuel will
no longer be considered recently irradiated, as defined in Reference 2. The proposed changes to
the OL and TS being proposed for deletion or revision are in accordance with 10 CFR 50.36(c)(1)
through 10 CFR 50.36(c)(5). The proposed changes also include a renumbering of pages and
sections, where appropriate, to condense and reduce the number of pages in the TS without
affecting the technical content. The TS table of contents is also accordingly revised.

The existing VY TS contain Limiting Conditions for Operation (LCOs) that provide for appropriate
functional capability of equipment required for safe operation of the facility, including the plant
being in a defueled condition. Since the safety function related to safe storage and management of
irradiated fuel at an operating plant is similar to the corresponding function at a permanently
defueled facility, the existing TS provide an appropriate level of control. However, the majority of
the existing TS are only applicable with the reactor in an operational mode. LCOs and associated
Surveillance Requirements (SRs) that will not apply in the permanently defueled condition are
being proposed for deletion. The remaining portions of the TS are being proposed for revision and
incorporation as the PDTS to provide a continuing acceptable level of safety which addresses the
reduced scope of postulated design basis accidents associated with a defueled plant.

Pending Licensing Actions under NRC Review

There are several other pending licensing actions currently under NRC review that complement
and support the changes proposed by this amendment request. For clarity, the marked-up and
retyped OL and TS pages included in Attachments 2 and 3, respectively, reflect the changes
proposed by these pending actions. Reference 3 proposed changes to eliminate the Mitigation
Strategy license condition from the VY OL and changes to the staffing and training requirements
for the VY staff contained in Section 6.0, Administrative Controls, of the VY TS to reflect the
revised station organization, including Certified Fuel Handlers, which will be implemented once VY
is permanently defueled. Reference 3 also proposed additional changes to Section 6.0,
Administrative Controls, to delete certain required reports and programs that will no longer be
applicable once VY is permanently defueled. Reference 4 was submitted proposing a Certified
Fuel Handler training program for NRC approval.

Reference 2 is an amendment request to eliminate certain Engineered Safety Feature (ESF)
requirements during movement of irradiated fuel. Specifically, the changes would eliminate
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operability requirements for secondary containment when handling sufficiently decayed irradiated
fuel or a fuel cask and while performing core alterations. The request also includes a new analysis
based on the Fuel Handling Accident (FHA) for NRC review.

In support of removal of the license condition from the VY OL that requires implementation of
actions associated with NRC Order EA-06-137, ENO submitted Reference 5 to request rescission
of Order EA-06-137 (Key Radiological Mitigation Strategies).

In Reference 6, ENO proposed a change to the VY Cyber Security Plan Milestone 8 full
implementation date. This date change is reflected in the Security Plan license condition in the OL.

There are no other pending license amendment requests currently docketed for VY. Therefore, no
disposition of other TS changes, as they relate to this license amendment request, is needed.

2. DETAILED DESCRIPTION AND BASIS FOR THE CHANGES

The proposed amendment would modify the VY license and revise VY TS into PDTS to comport
with a permanently defueled condition.

General Analysis Applicable to Proposed Change

Section 14 of the VY Updated Final Safety Analysis Report (UFSAR) describes the design basis
accident (DBA) and transient scenarios applicable to VY during power operations. During normal
power operations, the forced inlet flow of water through the reactor coolant system (RCS) removes
the heat from the reactor by generating steam. The steam system, operating at high temperatures
and pressures, transfers this heat to the turbine generator. The most severe postulated accidents
for nuclear power plants involve damage to the nuclear reactor core and the release of large
quantities of fission products to the reactor coolant system. Many of the accident scenarios
postulated in the UFSAR involve failures or malfunctions of systems which could affect the reactor
core.

However, as a result of the notification of permanent cessation of power operations submitted by
ENO pursuant to 10 CFR 50.82(a)(1), and the planned removal of authorization to operate the
reactor or to place or retain fuel in the reactor vessel in accordance with 10 CFR 50.82(a)(2) once it
has been certified that all fuel has been permanently removed from the reactor, most of the DBA
scenarios postulated in the UFSAR will no longer be possible. The irradiated fuel will be stored in
the spent fuel pool (SFP) and the Independent Spent Fuel Storage Installation (ISFSI) until it is
shipped off site in accordance with the schedules to be provided in the Post Shutdown
Decommissioning Activities Report (PSDAR) and the updated Irradiated Fuel Management Plan.

A list of the UFSAR Section 14 DBAs is provided in Section 3.1, "Applicable Regulatory
Requirements/Criteria," of this submittal. The analyzed accident that remains applicable to VY in
the permanently shut down and defueled condition is a FHA. Table 5-3 of the new FHA-based
analysis (Reference 2) for VY shows that, following 13 days of decay time after reactor shutdown,
the dose consequences are acceptable without relying on structures, systems, and components
(SSCs) remaining operable for accident mitigation during and following the event.

10 CFR 50.36, "Technical Specifications," promulgates the regulatory requirements related to the
content of Technical Specifications. As detailed in subsequent sections of this proposed
amendment, this regulation lists four criteria to define the scope of equipment and parameters that
must be included in TS. In a permanently defueled condition, the scope of equipment and
parameters that must be included in the VY TS is limited to those needed to address the remaining
applicable DBA (i.e., the postulated FHA) so that the consequences of the accident are maintained
within acceptable limits.
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Fuel Handling Accident Analysis for the Permanently Defueled Condition

The FHA is the only DBA that can occur with the facility in the permanently defueled condition. In
Reference 2, ENO provided an FHA-based analysis using Alternate Source Term methodology.
The analysis determined the projected dose due to the drop of a fuel assembly onto other fuel
assemblies as a function of time after shutdown. The analysis demonstrates that radiological doses
at the exclusion area boundary, low population zone and in the control room from a FHA after 13
days following shutdown are within allowable limits without crediting secondary containment
operability and operation of the standby gas treatment system. No equipment is required to
mitigate the effects of this event beyond the administrative controls described in Reference 2.

Detailed Discussion

The following table identifies each section that is being changed, the proposed changes, and the
basis for each change. Changes to the OL are listed first followed by the TS. Proposed changes to
the TS Bases are provided for information in Attachment 2 (TS and associated Bases sections that
are deleted in their entirety are identified as such, but the associated deleted pages are not
included in Attachment 2). Upon approval of this amendment, changes to the Bases will be
incorporated in accordance with TS 6.7.E, the TS Bases Control Program.

The proposed changes to the TS are considered a major rewrite which includes a renumbering of
pages and sections and deletion of unused placeholders where appropriate, to condense and
reduce the number of pages in the TS without affecting the technical content. The TS table of
contents is revised to reflect the remaining applicable sections and new page numbering. These
changes are considered administrative and are shown in the marked-up (Attachment 2) and
retyped OL and TS pages (Attachment 3). Since the changes to the TS are considered a major
rewrite, revision bars are not used. Note that TS 3/4.9 and 3/4.13 were previously deleted and are
not discussed further in this proposed change.

LICENSE FINDING a, CONSTRUCTION

Current License Finding a. Proposed License Finding a.

a. Construction of the Vermont Yankee Nuclear a. Deleted
Power Station (the facility) has been
substantially completed in conformity with the
application, as amended, the Provisional
Construction Permit No. CPPR-36, the
provisions of the Atomic Energy Act of 1954, as
amended (the Act), and the rules and
regulations of the Commission as set forth in
Title 10 of the Code of Federal Regulations
(CFR) Chapter 1,: and

Basis

This section is proposed for deletion in its entirety. Decommissioning of VY is not dependent on
the regulations that governed construction of the facility.
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LICENSE FINDING b, OPERATION

Current License Finding b. Proposed License Finding b.

b. The facility will operate in conformity with the b. The facility will be prohibited from operating
application, as amended, the provisions of the the reactor in conformity with the provisions of
Act, and the rules and regulations of the the Atomic Energy Act of 1954, as amended,
Commission; and and the rules and regulations of the

Commission; and

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE FINDING c, ACTIVITIES

Current License Finding c. Proposed License Finding c.

c. There is reasonable assurance (1) that the c. There is reasonable assurance (1) that the
activities authorized by this renewed operating activities authorized by this license can be
license can be conducted without endangering conducted without endangering the health and
the health and safety of the public, and (ii) that safety of the public, and (ii) that such activities
such activities will be conducted in compliance will be conducted in compliance with the rules
with the rules and regulations of the and regulations of the Commission; and
Commission; and

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE FINDING d, FINANCIAL QUALIFICATION

Current License Finding d. Proposed License Finding d.

d. Entergy Nuclear Vermont Yankee, LLC is d. Entergy Nuclear Vermont Yankee, LLC is
financially qualified and Entergy Nuclear financially qualified and Entergy Nuclear
Operations, Inc. is technically and financially Operations, Inc. is technically and financially
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qualified to engage in the activities authorized qualified to engage in the activities authorized
by this renewed operating license, in by this license, in accordance with the rules
accordance with the rules and regulations of and regulations of the Commission; and
the Commission; and

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE FINDING f, COMMON DEFENSE AND SECURITY

Current License Finding f. Proposed License Finding f.

f. The issuance of this renewed operating f. The issuance of this license will not be
license will not be inimical to the inimical to the common defense and security or
common defense and security or to the health to the health and safety of the public; and
and safety of the public; and

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE FINDING g, ENVIRONMENTAL COSTS AND ALTERNATIVES

Current License Finding g. Proposed License Findinq q.

g. After weighing the environmental, economic,
technical and other benefits of the facility
against environmental costs and considering
available alternatives, the issuance of this
renewed operating license (subject to the
conditions for protection of the environment set
forth herein) is in accordance with 10 CFR Part
51, of the Commission's regulations and all
applicable requirements of said Part 51 have
been satisfied; and

g. After weighing the environmental, economic,
technical and other benefits of the facility
against environmental costs and considering
available alternatives, the issuance of this
license (subject to the conditions for protection
of the environment set forth herein) is in
accordance with 10 CFR Part 51, of the
Commission's regulations and all applicable
requirements of said Part 51 have been
satisfied; and

Basis
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This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE FINDING h, AGING EFFECTS

Current License Findina h.

h. Actions have been identified and have been
or will be taken with respect to: (1) managing
the effects of aging on the functionality of
structures and components that have been
identified to require review under 10 CFR
54.21(a)(1) during the period of extended
operation, and (2) time-limited aging analyses
that have been identified to require review
under 10 CFR 54.21(c), such that there is
reasonable assurance that the activities
authorized by this renewed operating license
will continue to be conducted in accordance
with the current licensing basis, as defined in
10 CFR 54.3 for the facility, and that any
changes made to the facility's current licensing
basis in order to comply with 10 CFR 54.29(a)
are in accordance with the Act and the
Commission's regulations.

Proposed License Finding h.

h. Actions have been identified and have been
or will be taken with respect to: (1) managing
the effects of aging on the functionality of
structures and components that have been
identified to require review under 10 CFR
54.21 (a)(1) during the period of extended
operation, and (2) time-limited aging analyses
that have been identified to require review
under 10 CFR 54.21(c), such that there is
reasonable assurance that the activities
authorized by this license will continue to be
conducted in accordance with the current
licensing basis, as defined in 10 CFR 54.3 for
the facility, and that any changes made to the
facility's current licensing basis in order to
comply with 10 CFR 54.29(a) are in
accordance with the Act and the Commission's
regulations.

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

Once VY has permanently ceased operation and certified that fuel has been removed from the
reactor, 10 CFR 50.82(a)(2) will prohibit operation of the VY reactor.

LICENSE CONDITION 2.A, UTILIZATION FACILITY

Current License Condition 2.A

A. Pursuant to Sections 104b of the Atomic
Energy Act of 1954, as amended (the Act), and
10 CFR Part 50, "Licensing of Production and
Utilization Facilities," Entergy Nuclear Vermont
Yankee, LLC to possess and use, and Entergy
Nuclear Operations, Inc., to possess, use, and

Proposed License Condition 2.A

A. Pursuant to Sections 104b of the Atomic
Energy Act of 1954, as amended (the Act), and
10 CFR Part 50, "Licensing of Production and
Utilization Facilities," Entergy Nuclear Vermont
Yankee, LLC to possess and use, and Entergy
Nuclear Operations, Inc. to possess and use
the facility as a utilization facility at the
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operate the facility as a utilization facility at the designated location on the Entergy Nuclear
designated location on the Entergy Nuclear Vermont Yankee, LLC site.
Vermont Yankee, LLC site.

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor.

LICENSE CONDITION 2.B, REACTOR FUEL

Current License Condition 2.B Proposed License Condition 2.B

B. Entergy Nuclear Operations, Inc., pursuant B. Entergy Nuclear Operations, Inc., pursuant
to the Act and 10 CFR Part 70, to receive, to the Act and 10 CFR Part 70, to possess at
possess, and use at any time special nuclear any time special nuclear material that was used
material as reactor fuel, in accordance with the as reactor fuel, in accordance with the
limitations for storage and amounts required for limitations for storage as described in the Final
reactor operation as described in the Final Safety Analysis Report, as supplemented and
Safety Analysis Report, as supplemented and amended.
amended.

Basis

This section is revised to reflect the change from an operating license to being prohibited from
operating the reactor and that special nuclear material can no longer be used as reactor fuel. The
language regarding receipt and use of special nuclear material as reactor fuel is proposed for
deletion (and referring to use of reactor fuel in the past tense).

LICENSE CONDITION 2.C, SPECIAL NUCLEAR MATERIAL

Current License Condition 2.C Proposed License Condition 2.C

C. Entergy Nuclear Operations, Inc., pursuant
to the Act and 10 CFR Parts 30, 40 and 70, to
receive, possess, and use at any time any
byproduct, source, and special nuclear material
as sealed neutron sources for reactor startup,
sealed sources for calibration of reactor
instrumentation and radiation monitoring
equipment, and as fission detectors in amounts
as required.

C. Entergy Nuclear Operations, Inc., pursuant
to the Act and 10 CFR Parts 30, 40 and 70, to
receive, possess, and use at any time any
byproduct, source, and special nuclear material
as sealed neutron sources that were used for
reactor startup, sealed sources that were used
for calibration of reactor instrumentation and
are used in radiation monitoring equipment,
and as fission detectors in amounts as
reauired.
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Basis

This section is revised regarding receipt and use of sealed neutron sources for reactor startup.
This license condition is revised to reflect authorization only for continued possession of those
sources used for reactor startups. The Part 50 license will no longer authorize operation of the
facility and this condition will no longer authorize receipt and use of sources used for reactor
startup or for calibration of reactor instrumentation.

LICENSE CONDITION 3.A, MAXIMUM POWER LEVEL

Current License Condition 3.A Proposed License Condition 3.A

Entergy Nuclear Operations, Inc. is authorized Deleted
to operate the facility at reactor core power
levels not to exceed 1912 megawatts thermal in
accordance with the Technical Specifications
(Appendix A) appended hereto.

Basis

This section is proposed for deletion in its entirety to reflect the permanently defueled condition of
the facility. Once VY has permanently ceased operation and certified that fuel has been removed
from the reactor, 10 CFR 50.82(a)(2) prohibits operation of the VY reactor since the certifications
described therein will have been submitted.

LICENSE CONDITION 3.F, FIRE PROTECTION PROGRAM

Current License Condition 3.F ProDosed License Condition 3.F

F. Entergy Nuclear Operations, Inc. shall implement and
maintain in effect all provisions of the approved Fire
Protection Program as described in the Final Safety Analysis
Report for the facility and as approved in the SER dated
January 13, 1978, and supplemental SERs, dated 9/12/79,
2/20/80, 4/15/80, 7/3/80, 10/24/80, 11/10/81, 1/13/83,
7/24/84, 3/25/86, 12/1/86, 12/8/89, 11/29/90, 8/30/95,
3/23/97, 6/9/97, 8/12/97, 3/6/98, 3/31/98, 9/2/98, and
2/24/99, subject to the following provisions:

Entergy Nuclear Operations, Inc. may make changes to the
approved Fire Protection Program without prior approval of
the Commission only if those changes would not adversely

F. Deleted
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affect the ability to achieve and maintain safe shutdown in the|
event of a fire.

Basis

This section is proposed for deletion to reflect the permanently defueled condition of the facility.
Once VY has permanently ceased operation and certified that fuel has been removed from the
reactor, the fire protection program will be revised to take into account the decommissioning plant
conditions and activities. VY will continue to utilize the defense-in-depth concept, placing special
emphasis on detection and suppression in order to minimize radiological releases to the
environment.

License Condition 3.F, which is based on maintaining an operational fire protection program in
accordance with 10 CFR 50.48, with the ability to achieve and maintain safe shutdown of the
reactor in the event of a fire, will no longer be applicable at VY. However, many of the elements
that are applicable for the operating plant fire protection program continue to be applicable during
plant decommissioning. During the decommissioning process, a fire protection program is
required by 10 CFR 50.48(f) to address the potential for fires that could result in a radiological
hazard. However, the regulation is applicable regardless of whether a requirement for a fire
protection program is included in the facility license. Therefore, a license condition requiring such
a program for a permanently shutdown and defueled plant is not needed.

LICENSE CONDITION 3.G, SECURITY PLAN

Changes to License Condition 3.G, Security Plan, are under NRC review. Reference: Letter,
Entergy Nuclear Operations, Inc., to NRC, "Cyber Security Plan Implementation Schedule
Proposed Change No. 308," BVY 13-109, dated December 19, 2013 (Reference 6).

A revised security plan and any identified exemption requests to 10 CFR 73.55 to reflect the
permanently shutdown condition will be submitted under separate cover.

LICENSE CONDITION 3.K, MINIMUM CRITICAL POWER RATIO

Current License Condition 3.K Proposed License Condition 3.K

K. Minimum Critical Power Ratio K. Deleted

When operating at thermal power greater than
1593 megawatts thermal, the safety limit
minimum critical power ratio (SLMCPR) shall
be established by adding 0.02 to the cycle-
specific SLMCPR value calculated using the
NRC-approved methodologies documented in
General Electric Licensing Topical Report
NEDE-2401 1-P-A, "General Electric Standard
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Application for Reactor Fuel," as amended, and
documented in the Core Operating Limits
Report.

Basis

This section is proposed for deletion in its entirety to reflect the permanently defueled condition of
the facility. Once VY has permanently ceased operation and certified that fuel has been removed
from the reactor, 10 CFR 50.82(a)(2) prohibits operation of the VY reactor since the certifications
required by 10 CFR 50.82(a)(1) will have been submitted. Therefore, a license condition for
minimum critical power ratio is no longer needed.

LICENSE CONDITION 3.L, TRANSIENT TESTING

Current License Condition 3.L Proposed License Condition 3.L

L. Transient Testing L. Deleted

1. During the extended power uprate (EPU)
power ascension test program and prior to
exceeding 168 hours of plant operation at the
nominal full EPU reactor power level, with
feedwater and condensate flow rates stabilized
at approximately the EPU full power level,
Entergy Nuclear Operations, Inc. shall confirm
through performance of transient testing that
the loss of one condensate pump will not result
in a complete loss of reactor feedwater.

2. Within 30 days at nominal full-power
operation following successful performance of
the test in (1) above, through performance of
additional transient testing and/or analysis of
the results of the testing conducted in (1)
above, confirm that the loss of one reactor
feedwater pump will not result in a reactor trip.

Basis

This section is proposed for deletion in its entirety to reflect the permanently defueled condition of
the facility. This actions prescribed by this license condition have been completed. Once VY has
permanently ceased operation and certified that fuel has been removed from the reactor, 10 CFR
50.82(a)(2) prohibits operation of the VY reactor at EPU levels since the certifications required by
10 CFR 50.82(a)(1) will have been submitted. Therefore, this license condition for transient
testing is no longer needed.
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LICENSE CONDITION 3.M, POTENTIAL ADVERSE FLOW EFFECTS

Current License Condition 3.M Proposed License Condition 3.M

M. Potential Adverse Flow Effects M. Deleted

This license condition provides for monitoring,
evaluating, and taking prompt action in
response to potential adverse flow effects as a
result of power uprate operation on plant
structures, systems, and components (including
verifying the continued structural integrity of the
steam dryer).

1. The following requirements are placed on
operation of the facility above the original
licensed thermal power (OLTP) level of 1593
megawatts thermal (MWt):

a. Entergy Nuclear Operations, Inc. shall
monitor hourly the 32 main steam line
(MSL) strain gages during power
ascension above 1593 MWt for
increasing pressure fluctuations in the
steam lines.

b. Entergy Nuclear Operations, Inc. shall
hold the facility for 24 hours at 105%,
110%, and 115% of OLTP to collect
data from the 32 MSL strain gages
required by Condition M.1.a, conduct
plant inspections and walkdowns, and
evaluate steam dryer performance
based on these data; shall provide the
evaluation to the NRC staff by facsimile
or electronic transmission to the NRC
project manager upon completion of the
evaluation; and shall not increase power
above each hold point until 96 hours
after the NRC project manager confirms
receipt of the transmission.

c. If any frequency peak from the MSL
strain gage data exceeds the limit curve
established by Entergy Nuclear
Operations, Inc. and submitted to the
NRC staff prior to operation above
OLTP, Entergy Nuclear Operations, Inc.
shall return the facility to a power level
at which the limit curve is not exceeded.
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Entergy Nuclear Operations, Inc. shall
resolve the uncertainties in the steam
dryer analysis, document the continued
structural integrity of the steam dryer,
and provide that documentation to the
NRC staff by facsimile or electronic
transmission to the NRC project
manager prior to further increases in
reactor power.

d. In addition to evaluating the MSL strain
gage data, Entergy Nuclear Operations,
Inc. shall monitor reactor pressure
vessel water level instrumentation or
MSL piping accelerometers on an
hourly basis during power ascension
above OLTP. If resonance frequencies
are identified as increasing above
nominal levels in proportion to strain
gage instrumentation data, Entergy
Nuclear Operations, Inc. shall stop
power ascension, document the
continued structural integrity of the
steam dryer, and provide that
documentation to the NRC staff by
facsimile or electronic transmission to
the NRC project manager prior to
further increases in reactor power.

e. Following start-up testing, Entergy
Nuclear Operations, Inc. shall resolve
the uncertainties in the steam dryer
analysis and provide that resolution to
the NRC staff by facsimile or electronic
transmission to the NRC project
manager. If the uncertainties are not
resolved within 90 days of issuance of
the license amendment authorizing
operation at 1912 MWt, Entergy Nuclear
Operations, Inc. shall return the facility
to OLTP.

2. As described in Entergy Nuclear Operations,
Inc. letter BVY 05-084 dated September 14,
2005, Entergy Nuclear Operations, Inc. shall
implement the following actions:

a. Prior to operation above OLTP, Entergy
Nuclear Operations, Inc. shall install 32
additional strain gages on the main steam
piping and shall enhance the data
acquisition system in order to reduce the
measurement uncertainty associated with
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the acoustic circuit model (ACM).

b. In the event that acoustic signals are
identified that challenge the limit curve
during power ascension above OLTP,
Entergy Nuclear Operations, Inc. shall
evaluate dryer loads and re-establish the
limit curve based on the new strain gage
data, and shall perform a frequency-
specific assessment of ACM uncertainty at
the acoustic signal frequency.

c. After reaching 120% of OLTP, Entergy
Nuclear Operations, Inc. shall obtain
measurements from the MSL strain gages
and establish the steam dryer flow-induced
vibration load fatigue margin for the facility,
update the dryer stress report, and re-
establish the steam dryer monitoring plan
(SDMP) limit curve with the updated ACM
load definition and revised instrument
uncertainty, which will be provided to the
NRC staff.

d. During power ascension above OLTP, if an
engineering evaluation is required in
accordance with the SDMP, Entergy
Nuclear Operations, Inc. shall perform the
structural analysis to address frequency
uncertainties up to ±10% and assure that
peak responses that fall within this
uncertainty band are addressed.

e. Entergy Nuclear Operations, Inc. shall
revise the SDMP to reflect long-term
monitoring of plant parameters potentially
indicative of steam dryer failure; to reflect
consistency of the facility's steam dryer
inspection program with General Electric
Services Information Letter 644, Revision
1; and to identify the NRC Project Manager
for the facility as the point of contact for
providing SDMP information during power
ascension.

f. Entergy Nuclear Operations, Inc. shall
submit the final extended power uprate
(EPU) steam dryer load definition for the
facility to the NRC upon completion of the
power ascension test program.

g. Entergy Nuclear Operations, Inc. shall
submit the flow-induced vibration related
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portions of the EPU startup test procedure
to the NRC, including methodology for
updating the limit curve, prior to initial
power ascension above OLTP.

3. Entergy Nuclear Operations, Inc. shall
prepare the EPU startup test procedure to
include the (a) stress limit curve to be applied
for evaluating steam dryer performance; (b)
specific hold points and their duration during
EPU power ascension; (c) activities to be
accomplished during hold points; (d) plant
parameters to be monitored; (e) inspections
and walkdowns to be conducted for steam,
feedwater, and condensate systems and
components during the hold points; (f) methods
to be used to trend plant parameters; (g)
acceptance criteria for monitoring and trending
plant parameters, and conducting the
walkdowns and inspections; (h) actions to be
taken if acceptance criteria are not satisfied;
and (i) verification of the completion of
commitments and planned actions specified in
its application and all supplements to the
application in support of the EPU license
amendment request pertaining to the steam
dryer prior to power increase above OLTP.
Entergy Nuclear Operations, Inc. shall provide
the related EPU startup test procedure sections
to the NRC by facsimile or electronic
transmission to the NRC project manager prior
to increasing power above OLTP.

4. When operating above OLTP, the operating
limits, required actions, and surveillances
specified in the SDMP shall be met. The
following key attributes of the SDMP shall not
be made less restrictive without prior NRC
approval:

a. During initial power ascension testing
above OLTP, each test plateau
increment shall be approximately 80
MWt;

b. Level 1 performance criteria; and
c. The methodology for establishing the

stress spectra used for the Level 1 and
Level 2 performance criteria. Changes
to other aspects of the SDMP may be
made in accordance with the guidance
of NEI 99-04.

5. DurinQ each of the three scheduled refuelina
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outages (beginning with the spring 2007
refueling outage), a visual inspection shall be
conducted of all accessible, susceptible
locations of the steam dryer, including flaws left
"as is" and modifications.

6. The results of the visual inspections of the
steam dryer conducted during the three
scheduled refueling outages (beginning with
the spring 2007 refueling outage) shall be
reported to the NRC staff within 60 days
following startup from the respective refueling
outage. The results of the SDMP shall be
submitted to the NRC staff in a report within 60
days following the completion of all EPU power
ascension testing.

7. The requirements of paragraph 4 above for
meeting the SDMP shall be implemented upon
issuance of the EPU license amendment and
shall continue until the completion of one full
operating cycle at EPU. If an unacceptable
structural flaw (due to fatigue) is detected
during the subsequent visual inspection of the
steam dryer, the requirements of paragraph 4
shall extend another full operating cycle until
the visual inspection standard of no new
flaws/flaw growth based on visual inspection is
satisfied.

8. This license condition shall expire upon
satisfaction of the requirements in paragraphs
5, 6, and 7 provided that a visual inspection of
the steam dryer does not reveal any new
unacceptable flaw or unacceptable flaw growth
that is due to fatigue.

Basis

This section is proposed for deletion in its entirety to reflect the permanently defueled condition of
the facility. Once VY has permanently ceased operation and certified that fuel has been removed
from the reactor, 10 CFR 50.82(a)(2) prohibits operation of the VY reactor at EPU levels since the
certifications required by 10 CFR 50.82(a)(1) will have been submitted. Additionally, the steam
dryer performs the function of removing moisture from the wet steam exiting the steam separators
during reactor operation and serves no function in the shutdown condition. Therefore, this license
condition is no longer needed.

LICENSE CONDITION 3.N, MITIGATION STRATEGY LICENSE CONDITION
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Changes to License Condition 3.N, Mitigation Strategy License Condition, are under NRC review.
Reference: Letter, Entergy Nuclear Operations, Inc., to NRC, "Technical Specifications Proposed
Change No. 307 Revision to Mitigation Strategy License Condition and Technical Specification
Administrative Controls for Permanently Defueled Condition," BVY 13-096, dated October 31,
2013 (ML13316A004) (Reference 3).

LICENSE CONDITION 3.0, RADIOLOGICAL MITIGATION STRATEGIES

Current License Condition 3.0 Proposed License Condition 3.0

0. The licensee shall implement and maintain 0. Deleted
all Actions required by Attachment 2 to NRC
Order EA-06-137, issued June 20, 2006,
except the last action that requires
incorporation of the strategies into the site
security plan, contingency plan, emergency
plan and/or guard training and qualification
plan, as appropriate.

Basis

The NRC issued Order EA-06-137 (Key Radiological Mitigation Strategies) on June 20, 2006,
requiring each licensee to amend its site security plan, safeguards contingency plan, guard
training and qualification plan, and emergency plan as appropriate to address the key radiological
protection mitigation strategies identified for its facilities.

This section is proposed for deletion in its entirety to reflect the permanently defueled condition of
the facility. The design basis accident (Loss of Coolant Accident) that this order was based on is
not a postulated accident that can occur in the permanently defueled condition, rendering the
actions required by the order and this license condition unnecessary.

In support of removal of this license condition from the VY OL, ENO submitted Reference 5 to
request rescission of Order EA-06-137.

LICENSE CONDITION 3.R, VESSEL AND INTERNALS INTEGRATED SURVEILLANCE
PROGRAM

Current License Condition 3.R Proposed License Condition 3.R

R. Entergy Nuclear Vermont Yankee, LLC and R. Deleted
Entergy Nuclear Operations, Inc. shall
implement the most recent staff-approved
version of the Boiling Water Reactor Vessels
and Internals Project (BWRVIP) Integrated
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Surveillance Program (ISP) as the method to
demonstrate compliance with the requirements
of 10 CFR Part 50, Appendix H. Any changes
to the BWRVIP ISP capsule withdrawal
schedule must be submitted for NRC staff
review and approval. Any changes to the
BWRVIP ISP capsule withdrawal schedule
which affects the time of withdrawal of any
surveillance capsules must be incorporated into
the licensing basis. If any surveillance capsules
are removed without the intent to test them,
these capsules must be stored in a manner
which maintains them in a condition which
would support re-insertion into the reactor
pressure vessel, if necessary.

Basis

10 CFR 50 Appendix H requires that the design of the reactor vessel surveillance capsule
program and withdrawal schedule must meet the requirements in the version of American
Society for Testing and Materials (ASTM) Standard Practice E 185 that is current on the issue
date of the American Society of Mechanical Engineers (ASME) Code to which the reactor
pressure vessel (RPV) was purchased. The rule also requires the licensee to perform capsule
testing and to report the test results in accordance with the requirements in ASTM Standard
Practice E 185-82 to the extent practicable for the configuration of the test specimens in the RPV
surveillance capsules.

The requirements in Appendix H are only applicable to nuclear plants that are performing power
operations in the reactor critical operating mode because: (a) this is the plant operating mode that
produces high energy neutrons as a result of the reactor's nuclear fission process, and (b) the
requirements are set in place to provide assurance that the RPV will maintain adequate levels of
fracture toughness throughout the operating life of the reactor.

Continued implementation of the applicable surveillance capsule testing and reporting
requirements are no longer necessary for VY because: (a) ENO has decided to cease power
operations of VY, and (b) from a fracture toughness perspective, the VY RPV will cease to be
exposed to further irradiation by high energy neutrons or subjected to any high thermal stress
environments, as induced by operating the RCS at an elevated temperature.

The physical and radiological control of the remaining surveillance capsules that are located in the
RPV will be managed in accordance with the applicable radiological control requirements of 10 CFR
Part 20 and with any applicable security or physical protection requirements for components in either
10 CFR Part 37 or 10 CFR Part 73. Therefore, the removal, testing, reporting, and storage
requirements for reactor vessel surveillance capsules and their test specimens do not need to be
implemented further once VY permanently ceases power operations because there will no longer be
any need to remove the remaining surveillance capsules from the RPV or perform material testing of
the test specimens in those capsules. As such, deletion of this license condition is appropriate. Any
corresponding commitments in the VY UFSAR will also be deleted under the provisions of 10
CFR 50.59 upon NRC approval.
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LICENSE CONDITION 3.S, STEAM DRYER MONITORING AND INSPECTION PROGRAM

Current License Condition 3.S Proposed License Condition 3.S

S. Steam Dryer License Condition S. Deleted

Entergy Nuclear Vermont Yankee, LLC and
Entergy Nuclear Operations, Inc. shall perform
and implement the continuous parameter
monitoring, moisture content monitoring, and
visual inspections of the steam dryer described
in BWRVIP-139-A, Final Report, dated July
2009, with the additional requirements included
in the license condition specified herein.

1. The licensee shall inspect the steam
dryer during refueling outage (RFO) 31.
If the steam dryer inspection results
from RFO 31 demonstrate that (a) any
new cracking due to either fatigue or
intergranular stress-corrosion cracking
(IGSCC) is not significant (i.e., is
evaluated to be acceptable without
repair), and (b) all previously identified
indications (including the new indication
identified in RFO 27) show no crack
growth requiring repair, the licensee
shall initiate a program to perform
steam dryer inspections at least every
third refueling outage.

2. If the steam dryer inspection during
RFO 31 or any subsequent steam dryer
inspection reveals new cracking due to
either fatigue or IGSCC that requires
repair, or any growth of existing
cracking that requires repair, the
licensee shall inspect the steam dryer
during each refueling outage.

3. The steam dryer inspection during RFO
31 and all future steam dryer
inspections shall meet the guidelines in
BWRVIP-1 39-A with the exception of
the inspection interval specified in
BWRVIP-1 39-A. The results of the
steam dryer inspection beginning with
RFO 31 and continuing for all future
inspections shall be submitted to the
NRC within 6 months of each steam
dryer inspection completion.

4. This license condition shall continue for
the full term of the period of extended
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operation unless duly amended.

Basis

The steam dryer performs the function of removing moisture from the wet steam exiting the steam
separators during reactor operation and serves no function in the shutdown condition. This
section is proposed for deletion in its entirety to reflect the permanently defueled condition of the
facility. Once VY has permanently ceased operation and certified that fuel has been removed
from the reactor, 10 CFR 50.82(a)(2) prohibits operation of the VY reactor since the certifications
required by 10 CFR 50.82(a)(1) will have been submitted. Therefore, a license condition for the
steam dryer monitoring and inspection program is no longer needed.

LICENSE SECTION 4, EXPIRATION OF LICENSE

Current License Section 4. Proposed License Section 4.

4. This renewed operating license is effective 4. This license is effective as of the date of
as of the date of issuance and shall expire at issuance and is effective until the Commission
midnight on March 21, 2032. notifies the licensee in writing that the license is

terminated.

Basis

This section is revised to reflect the permanently defueled condition of the facility. Once VY has
permanently ceased operation and certified that fuel has been removed from the reactor, 10 CFR
50.82(a)(2) prohibits operation of the VY reactor since the certifications required by 10 CFR
50.82(a)(1) will have been submitted. This license section is being revised in accordance with 10
CFR 50.51(b) in that the license authorizes ownership and possession by ENO until the
Commission notifies the licensee in writing that the license is terminated.

TS SECTION 1.0, DEFINITIONS

1.0 Definitions

TS 1.0, "Definitions," provides defined terms that are applicable throughout the TS and TS Bases.
The following definitions are being proposed for deletion because they have no relevance to and
therefore no longer apply to the permanently defueled plant status. A new definition for Certified
Fuel Handler is also proposed for addition to the PDTS.

Definitions Being Deleted Basis
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Reportable Occurrence - The equivalent of a
reportable event which shall be any of the
conditions specified in Section 50.73 to 10 CFR
Part 50.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. Reportable occurrences
are defined and codified in their applicable
regulations (e.g. 10 CFR 50.72 and 10 CFR
50.73) and, therefore, the definition need not be
repeated in the PDTS.

Alteration of the Reactor Core - The act of
moving any component affecting reactivity
within the reactor vessel in the region above
the core support plate, below the upper grid
and within the shroud. Normal movement of
control rods or neutron detectors, or the
replacement of neutron detectors is not defined
as a core alteration.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This term has no meaning
when there is no fuel in the reactor core.

i

Hot Standby - Hot standby means operation
with the reactor critical and the main steam line
isolation valves closed.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This term has no meaning
when there is no reactor core.

Instrument Calibration - An instrument
calibration means the adjustment of an
instrument signal output so that it corresponds,
within acceptable range and accuracy, to a
known value(s) of the parameter which the
instrument monitors. Calibration shall
encompass the entire instrument including
actuation, alarm, or trip. Response time as
specified is not part of the routine instrument
calibration but will be checked once per
operating cycle.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. There is no instrumentation
credited in the analysis of the accident that
remains credible (the FHA).

Instrument Check - An instrument check is
qualitative determination of acceptable
operability by observation of instrument
behavior during operation. This determination
shall include, where possible, comparison of
the instrument with other independent
instruments measuring the same variable.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. There is no instrumentation
credited in the analysis of the accident that
remains credible.

Instrument Functional Test - An instrument This definition is not proposed for inclusion in
functional test shall be: the PDTS since the term is not used in any
1. Analog channels - the injection of a signal PDTS specification. There is no instrumentation
into the channel as close to the sensor as credited in the analysis of the accident that
practicable to verify operability including alarm remains credible.
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and/or trip functions.
2. Bistable channels - the injection of a signal
into the sensor to verify the operability including
alarm and/or trip functions.

Logic System Functional Test - A logic system
functional test shall be a test of all logic
components required for operability of a logic
circuit, from as close to the sensor as
practicable up to, but not including, the
actuated device, to verify operability. The logic
system functional test may be performed by
means of any series of sequential, overlapping,
or total system steps so that the entire logic
system is tested.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. There are no logic systems
credited in the analysis of the accident that
remains credible.

Minimum Critical Power Ratio - The minimum
critical power ratio is defined as the ratio of that
power in a fuel assembly which is
calculated to cause some point in that
assembly to experience boiling transition as
calculated by application of the appropriate
NRC-approved critical power correlation to the
actual assembly operating power.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This term applies only to a
critical reactor.

Mode - The reactor mode is that which is
established by the mode-selector-switch.

This definition is not proposed for inclusion in
the PDTS since operating modes are not used
in any PDTS specification. Modes are defined
for operating or refueling conditions. This term
does not apply to a facility in the permanently
defueled condition.

Operating Cycle - Interval between the end of
one refueling outage and the end of the next
subsequent refueling outage.

This definition is not proposed for inclusion in
the PDTS since this term not used in any PDTS
specification. There will be no more refueling
outages once VY has certified that fuel has
been permanently removed from the reactor.

Primary Containment Integrity - Primary This definition is not proposed for inclusion in
containment integrity means that the drywell the PDTS since this term not used in any PDTS
and pressure suppression chamber are intact specification. In the permanently defueled
and all of the following conditions are satisfied: condition there will be no DBAs for which
1. All manual containment isolation valves on primary containment integrity will be required to
lines connecting to the reactor coolant system mitigate the consequences.
or containment, which are not required to be
open during accident conditions, are closed.
Such valves may be opened intermittently
under administrative controls.
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2. At least one door in each airlock is closed
and sealed.
3. All automatic containment isolation valves
are operable or deactivated in the isolated
position.
4. All blind flanges and manways are closed.

Protective Instrumentation Definitions
1. Instrument Channel - An instrument channel
means an arrangement of a sensor and
auxiliary equipment required to generate and
transmit to a trip system a single trip signal
related to the plant parameter monitored by that
instrument channel.
2. Trip System - A trip system means an
arrangement of instrument channel trip signals
and auxiliary equipment required to initiate
action to accomplish a protective trip function.
A trip system may require one or more
instrument channel trip signals related to one or
more plant parameters in order to initiate trip
system action. Initiation of protective action
may require the tripping of a single trip system
or the coincident tripping of two trip systems.
3. Protective Action - An action initiated by the
protection system when a limit is reached. A
protective action can be at a channel or system
level.
4. Protective Function - A system protective
action which results from the protective action
of the channels monitoring a particular plant
condition.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. There is no instrumentation
credited in the analysis of the accident that
remains credible.

i

Rated Neutron Flux - Rated neutron flux is the
neutron flux that corresponds to a steady state
power level of 1912 thermal megawatts.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This definition only applies
to an operating reactor core.

Rated Thermal Power - Rated thermal power
means a steady state power level of 1912
thermal megawatts.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This definition only applies
to an operating reactor core.

Reactor Power Operation - Reactor power
operation is any operation with the mode switch
in the "Startup/Hot Standby" or "Run" position
with the reactor critical and above 1 % rated
thermal power.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This definition only applies
to an operating reactor core.
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1. Startup/Hot Standby Mode - In this mode the
low turbine condenser vacuum trip is
bypassed when condenser vacuum is less
than 12 inches Hg and both turbine stop
valves and bypass valves are closed; the
low pressure and the 10 percent closure
main steamline isolation valve closure trips
are bypassed; the reactor protection system
is energized with IRM neutron monitoring
system trips and control rod withdrawal
interlocks in service and APRM neutron
monitoring system operable.

2. Run Mode - In this mode the reactor system
pressure is equal to or greater than 800
psig and the reactor protection system is
energized with APRM protection and RBM
interlocks in service.

Reactor Vessel Pressure - Unless otherwise
indicated, reactor vessel pressures listed in the
Technical Specifications are those measured
by the reactor vessel steam space detector.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This definition only applies
to an operating reactor.

Refueling Outage - Refueling outage is the
period of time between the shutdown of the unit
prior to a refueling and the startup of the plant
subsequent to that refueling. For the purpose of
designating frequency of testing and
surveillance, a refueling outage shall mean a
regularly scheduled refueling outage; however,
where such outages occur within 8 months of
the completion of the previous refueling outage,
the required surveillance testing need not be
performed until the next regularly scheduled
outage.

This definition is not proposed for inclusion in
the PDTS since this term not used in any PDTS
specification. There will be no more refueling
outages once VY has certified that fuel has
been permanently removed from the reactor.

Shutdown - The reactor is in a shutdown
condition when the reactor mode switch is in
the shutdown mode position and no core
alterations are being performed. When the
mode switch is placed in the shutdown position
a reactor scram is initiated, power to the control
rod drives is removed, and the reactor
protection system trip systems are de-
energized.

1. Hot Shutdown means conditions as above
with reactor coolant temperature greater that
212 0 F.

This definition is not proposed for inclusion in
the PDTS since operating modes are not used
in any PDTS specification. This definition is
meant to differentiate between shutdown
modes and operating reactor modes. This term
does not apply to a facility in the permanently
defueled condition.
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2. Cold Shutdown means conditions as above
with reactor coolant temperature equal to or
less than 212°F.
3. Shutdown means conditions as above such
that the effective multiplication factor (Keff) of
the core shall be less than 0.99.

Transition Boilinq - Transition boiling means the
boiling regime between nucleate and film
boiling. Transition boiling is the regime in which
both nucleate and film boiling occur
intermittently with neither type being completely
stable.

This definition is not proposed for inclusion in
the PDTS since the term is not used in any
PDTS specification. This definition only applies
to an operating reactor.

Surveillance Frequenc - Relocated to This definition is not proposed for inclusion in
Specifications 4.0.2 and 4.0.3. the PDTS since the term is a redundant to the

information provided in Specifications 4.0.2 and
4.0.3.

Surveillance Interval - Relocated to This definition is not proposed for inclusion in
Specification 4.0.1. the PDTS since the term is a redundant to the

information provided in Specification 4.0.1.

Source Check - The qualitative assessment of This definition is not proposed for inclusion in
channel response when the channel sensor is the PDTS since this term not used in any PDTS
exposed to a radioactive source. specification. There is no radiation detection

instrumentation proposed for inclusion in the
PDTS that will require a source check.

Dose Equivalent 1-131 - The dose equivalent I- This definition is not proposed for inclusion in
131 shall be that concentration of 1-131 the PDTS since this term not used in any PDTS
(microcurie/gram) which alone would produce specification. This term is used to express dose
the same dose as the quantity and isotopic from a mixture of iodine isotopes created in an
mixture of 1-131, 1-132, 1-133, 1-134 and 1-135 operating core and contained in plant primary
actually present. The dose conversion factors or secondary coolant. The value of Dose
used for this calculation shall be those listed in Equivalent 1-131 is used for dose analysis of
Federal Guidance Report (FGR) 11, "Limiting accidents involving the primary and secondary
Values of Radionuclide Intake and Air coolant releases. Those accident conditions will
Concentration and Dose Conversion Factors no longer apply to the permanently shutdown
for Inhalation, Submersion, and Ingestion," and defueled plant.
1988; FGR 12, "External Exposure to
Radionuclides In Air, Water, and Soil," 1993; or
NRC Regulatory Guide 1.109, Revision 1,
October 1977.

Core Operating Limits Report - The Core This definition is not proposed for inclusion in
Operating Limits Report is the unit-specific the PDTS since the term is no longer used and



BVY 14-010 / Attachment 1 / Page 25 of 61

document that provides core operating limits for
the current operating reload cycle. These cycle-
specific core operating limits shall be
determined for each reload cycle in accordance
with Specification 6.6.C. Plant operation within
these operating limits is addressed in individual
specifications.

the program that required the COLR has been
proposed for elimination from the PDTS in
Reference 3.

Reactor Protection System (RPS) Response This definition is not proposed for inclusion in
Time - RPS Response Time shall be the time the PDTS since the term is not used in any
from the opening of the sensor contact up to PDTS specification. The RPS will have no
and including the opening of the scram function in the permanently shutdown plant.
solenoid relay.

Definition Being Added Basis

Certified Fuel Handler - A Certified Fuel The definition of the term Certified Fuel Handler
Handler is an individual who complies with is being added to ensure consistent
provisions of the Certified Fuel Handler training understanding and application. Further
program. discussion regarding Certified Fuel Handlers is

included in References 3 and 4.

TS SECTIONS 1/2.1 AND 1/2.2, SAFETY LIMIT AND LIMITING SAFETY SYSTEM SETTING

Current TS 1/2.1

1.1 and 2.1 FUEL CLADDING INTEGRITY

In summary the fuel cladding integrity Safety
Limit (SL) is set such that no significant fuel
damage is calculated to occur if the limit is
not violated.

Current TS 1/2.2

1.2 and 2.2 REACTOR COOLANT SYSTEM

In summary the reactor coolant system SL
establishes a limit below which the integrity
of the reactor coolant system is not
threatened due to an overpressure condition.

Proposed TS 1/2.1

Deleted

Proposed TS 1/2.2

Deleted

Basis

All TS in Sections 1/2.1 and 1/2.2, Safety Limit and Limiting Safety System Setting, are being
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proposed for deletion. The safety limits and limiting safety system settings do not apply to a
reactor that is permanently defueled.

The restrictions promulgated in TS 1.1 and 2.1 prevent overheating of the fuel and cladding, as
well as possible cladding perforation that would result in the release of fission products to the
reactor coolant. TS 1.1 and 2.1 are applicable in Modes RUN and STARTUP/HOT STANDBY.

TS 1.2 and 2.2 promulgate requirements on parameters to protect the integrity of the reactor
coolant system (RCS) against overpressure. TS 1.2 and 2.2 are applicable in all Modes.

Summary

The above TS contain limits upon important process variables that are necessary to reasonably
protect the integrity of certain physical barriers required for safe operation of the facility when the
reactor is in all Modes. However, 10 CFR 50.82(a)(2) prohibits operation of the plant or placing
fuel in the reactor vessel. Therefore, the TS listed in the previous paragraphs, which only address
these specific process variables, are no longer applicable. Based on the above, the proposed
deletion of TS related to these safety limits and limiting safety system settings is acceptable.
These changes remove the implication that VY can return to operation once the certifications
required by 10 CFR 50.82(a)(1) are submitted to the NRC.

TS SECTION 3.0, LIMITING CONDITION FOR OPERATION (LCO) APPLICABILITY

Current LCO 3.0.8, Inoperability of Snubbers Proposed LCO 3.0.8, Inoperability of Snubbers

LCO 3.0.8 establishes conditions under Deleted
which systems are considered to remain
capable of performing their intended safety
function when associated snubbers are not
capable of providing their associated support
function(s). This LCO states that the
supported system is not considered to be
inoperable solely due to one or more
snubbers not being capable of performing
their associated support function(s). This is
appropriate because a limited length of time
is allowed for maintenance, testing, or repair
of one or more snubbers not capable of
performing their associated support
function(s) and appropriate compensatory
measures are specified in the snubber
requirements, which are located outside of
the Technical Specifications (TS) under
licensee control. The snubber requirements
do not meet the criteria in 10 CFR
50.36(c)(2)(ii), and as such, are appropriate
for control by the licensee.
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Basis

TS 3.0, "Limiting Condition for Operation (LCO) Applicability," consists of LCO 3.0.1 through LCO
3.0.8. LCO 3.0.1 through LCO 3.0.8 establish the general requirements applicable to all
Specifications and apply at all times, unless otherwise stated. LCO 3.0.1 through LCO 3.0.7 are
unused placeholders and proposed for deletion in their entirety.

LCO 3.0.8 - LCO 3.0.8 establishes conditions under which systems are considered to remain
capable of performing their intended safety function when associated snubbers are not capable of
providing their associated support function(s).LCO 3.0.8 is being proposed for deletion in its
entirety.

Summary

Because 10 CFR 50.82(a)(2) prohibits operation of the plant or placing fuel in the reactor vessel,
all systems associated with snubbers are no longer required to be operable. As such, the
allowance provided by LCO 3.0.8 is no longer needed. Therefore, the proposed deletion of LCO
3.0.8 is acceptable.

TS SECTION, 4.0 SURVEILLANCE REQUIREMENT (SR) APPLICABILITY

Current SR 4.0.1

SRs shall be met during the modes or other
specified conditions in the Applicability
for individual LCOs, unless otherwise stated in
the SR. Failure to meet a Surveillance,
whether such failure is experienced during the
performance of the Surveillance or between
performances of the Surveillance, shall be
failure to meet the LCO. Failure to perform a
Surveillance within the specified frequency shall
be failure to meet the LCO except as provided
in SR 4.0.3. Surveillances do not have to be
performed on inoperable equipment or
variables outside specified limits.

Current SR 4.0.2

Unless otherwise stated in these specifications,
periodic surveillance tests, checks, calibrations,
and examinations shall be performed within the
specified surveillance intervals. These intervals
may be adjusted plus 25%. The operating cycle
interval is considered to be 18 months and the
tolerance stated above is applicable.

Proposed SR 4.0.1

SRs shall be met during the specified
conditions in the Applicability for individual
LCOs, unless otherwise stated in the SR.
Failure to meet a Surveillance, whether such
failure is experienced during the performance
of the Surveillance or between performances of
the Surveillance, shall be failure to meet the
LCO. Failure to perform a Surveillance within
the specified frequency shall be failure to meet
the LCO except as provided in SR 4.0.3.
Surveillances do not have to be performed on
inoperable equipment or variables outside
specified limits.

Proposed SR 4.0.2

Unless otherwise stated in these specifications,
periodic surveillance tests, checks, calibrations,
and examinations shall be performed within the
specified surveillance intervals. These intervals
may be adjusted plus 25%.

Current SR 4.0.3 PMDosed SR 4.0.3
CurntS. .0.3...ooo-.. SR. .0.3..
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If it is discovered that a surveillance was not No change
performed within its specified frequency,
declaring applicable Limiting Conditions for
Operation (LCOs) not met may be delayed,
from the time of discovery, up to 24 hours or up
to the limit of the specified frequency,
whichever is greater. This delay period is
permitted to allow performance of the
surveillance. A risk evaluation shall be
performed for any Surveillance delayed greater
than 24 hours and the risk impact shall be
managed.

If the surveillance is not performed within the
delay period, applicable LCOs must
immediately be declared not met, and
applicable LCOs must be entered.

When the surveillance is performed within the
delay period and the surveillance is not met
(i.e., acceptance criteria are not satisfied),
applicable LCOs must immediately be declared
not met, and applicable LCOs must be entered.

Basis

SR 4.0.1 through SR 4.0.3 establish the general requirements applicable to all Specifications and
apply at all times, unless otherwise stated.

SR 4.0.1 establishes the requirement that SRs must be met during the applicable Modes or other
specified conditions in the Applicability for which the requirements of the LCO apply, unless
otherwise specified in the individual SRs. This Specification is to ensure that Surveillances are
performed to verify the OPERABILITY of systems and components, and that variables are within
specified limits.

SR 4.0.1 is being retained in the PDTS with a proposed revision. Because 10 CFR 50.82(a)(2)
prohibits operation of the plant or placing fuel in the reactor vessel, the reference to operating
modes is no longer relevant and is therefore being deleted from the surveillance requirement.

SR 4.0.2 establishes the requirements for meeting the specified Frequency for Surveillances and
any Required Action with a Completion Time that requires the periodic performance of the
Required Action on a "once per... " interval.

SR 4.0.2 is being retained in the PDTS with a proposed revision. Because 10 CFR 50.82(a)(2)
prohibits operation of the plant or placing fuel in the reactor vessel, the reference to operating
cycle is no longer relevant and is therefore being deleted from the surveillance requirement.

SR 4.0.3 establishes the flexibility to defer declaring affected equipment inoperable or an affected
variable outside the specified limits when a surveillance requirement has not been completed
within the sDecified Freauencv.
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SR 4.0.3 is being retained in the PDTS unchanged.

TS SECTION 3/4.1, REACTOR PROTECTION SYSTEM

Current TS 3/4.1 Proposed TS 3/4.1

Reactor Protection System (RPS) Deleted

Basis

Existing TS Section 3/4.1 contains LCOs and SRs for the RPS and is proposed for deletion in its
entirety. The RPS initiates a reactor scram when one or more monitored parameters exceed their
specified limits, to preserve the integrity of the fuel cladding and the reactor coolant pressure
boundary (RCPB) and minimize the energy that must be absorbed following a loss of coolant
accident (LOCA). This can be accomplished either automatically or manually. The RPS is
required to be operable in RUN, STARTUP/HOT STANDBY and Refuel with reactor coolant
temperature > 212 0F, and in Refuel with reactor coolant temperature < 212°F and any control rod
withdrawn from a core cell containing one or more fuel assemblies.

The protection and monitoring functions of the RPS have been designed to ensure safe operation
of the reactor. Once VY dockets the certifications required by 10 CFR 50.82(a)(1), the 10 CFR
Part 50 license will no longer authorize operation of the reactor or placement or retention of fuel in
the reactor vessel, in accordance with 10 CFR 50.82(a)(2). Therefore, this specification will not be
needed and will no longer be applicable once VY is in the permanently defueled condition. Based
on the above, the proposed deletion of TS Section 3/4.1 in its entirety is acceptable.

TS SECTION 3/4.2, PROTECTIVE INSTRUMENT SYSTEMS

Current TS 3/4.2

A. Emergency Core Cooling System
(ECCS)

B. Primary Containment Isolation

C. Reactor Building Ventilation Isolation
and Standby Gas Treatment System
Initiation

D. Deleted

E. Control Rod Block Actuation

F. Mechanical Vacuum Pump Isolation

Proposed TS 3/4.2

A. Deleted

B. Deleted

C. Deleted

D. Deleted

E. Deleted

F. Deleted
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Instrumentation

G. Post-Accident Monitoring G. Deleted
Instrumentation

H. Deleted H. Deleted

I. Recirculation Pump Trip Instrumentation I. Deleted

J. Deleted J. Deleted

K. Degraded Grid Protective System K. Deleted

L. Reactor Core Isolation Cooling (RCIC) L. Deleted
System Actuation

Basis

Existing TS Section 3/4.2, "Protective Instrument Systems," contains LCOs and SRs to assure
and verify operability of protective instrumentation systems. Once VY dockets the certifications
required by 10 CFR 50.82(a)(1), the 10 CFR Part 50 license will no longer authorize operation of
the reactor or placement or retention of fuel in the reactor vessel, in accordance with 10 CFR
50.82(a)(2). Because the VY Part 50 license will no longer authorize emplacement or retention of
fuel in the reactor vessel, protective instruments will not be required and these LCOs (and
associated SRs) will not apply in a defueled condition. Therefore TS 3/4.2 is proposed for deletion
in its entirety.

Emergency Core Cooling Systems (ECCS)

TS 3/4.2.A specifies the operability requirements for ECCS protective instrumentation. As
discussed in 10 CFR 50.46(a)(1)(i), the requirement to have an ECCS does not apply to a nuclear
power reactor facility for which the certifications required under § 50.82(a)(1) have been
submitted. Therefore, the need for an associated protective instrumentation system is not
required and this specification may be deleted.

Primary Containment Isolation

TS 3/4.2.B specifies the operability requirements for the primary containment isolation
instrumentation, which automatically initiates closure of appropriate primary containment isolation
valves (PCIVs). The function of the PCIVs, in combination with other accident mitigation systems,
is to limit fission product release during and following postulated DBAs. The FHA will be the only
credible DBA possible in the permanently defueled condition. The FHA analysis does not rely on
primary containment to mitigate the consequences of the FHA. Therefore, this specification may
be deleted.

Reactor Building Ventilation and Standby Gas Treatment System

TS 3/4.2.C specifies the operability requirements for the reactor building ventilation isolation and
Standby Gas Treatment System initiation instrumentation. This instrumentation automatically
initiates closure of the Reactor Building Automatic Ventilation System Isolation Valves
(RBAVSIVs) and starts the Standby Gas Treatment (SGT) System following DBAs requiring
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isolation of secondary containment.

Consistent with the changes proposed to footnotes (c) and (d) for Trip Functions 3 and 4 in TS
Table 3.2.3 in Reference 2, this specification will no longer be needed once all fuel has been
moved to the spent fuel pool and the 13 days have elapsed from the time of plant shutdown. In
support of these changes, ENO has completed an FHA-based analysis using the guidelines
detailed in Regulatory Guide 1.183. The analysis demonstrates that radiological doses at the
exclusion area boundary, low population zone and in the control room from a FHA after 13 days
following shutdown are within allowable limits without crediting secondary containment operability
and operation of the standby gas treatment system.

Control Rod Block Actuation

TS 3/4.2.E specifies operability requirements for control rod block instrumentation. As discussed
in the basis for removal of TS 3/4.3, this specification will not be required once the certifications
required under 10 CFR 50.82(a)(1) have been submitted because there will no longer be a need
for control rods to control core reactivity.

Mechanical Vacuum Pump Isolation Instrumentation

TS 3/4.2.F specifies the operability requirements for the mechanical vacuum pump isolation
instrumentation. This instrumentation initiates an isolation of the mechanical vacuum pump
following events in which main steam radiation monitors exceed a predetermined value. Tripping
and isolating the mechanical vacuum pumps limits control room and offsite doses in the event of
a control rod drop accident (CRDA). The CRDA will not be a credible DBA that can occur in the
permanently defueled condition. Therefore, this specification may be deleted.

Post-Accident Monitoring Instrumentation

TS 3/4.2.G specifies the operability requirements for the post-accident monitoring (PAM)
instrumentation. The purpose of this instrumentation is to display, in the control room, plant
variables that provide information required by the control room operators during accident
situations. This information provides the necessary support for the operator to take the manual
actions for which no automatic control is provided and that are required for safety systems to
accomplish their safety functions for DBAs. The parameters monitored by this instrumentation
include Drywell Atmospheric Temperature, Drywell Pressure, Torus Pressure, Torus Water Level,
Torus Water Temperature, Reactor Pressure, Reactor Vessel Water Level, Torus Air
Temperature and Containment High Range Radiation Monitor. None of these parameters are
used to provide information to operators during a FHA, which will be the only credible DBA in the
permanently defueled condition. Therefore, this specification may be deleted.

Recirculation Pump Trip Instrumentation

TS 3/4.2.1 specifies the operability requirements for the Recirculation Pump Trip instrumentation.
The Anticipated Transient Without Scram (ATWS) Prevention/Mitigation System initiates a
Recirculation Pump Trip (RPT), adding negative reactivity, following events in which a scram
does not but should occur, to lessen the effects of an ATWS event. An ATWS will not be a
credible event once the plant is in the permanently defueled condition. Therefore, this
specification may be deleted.

Degraded Grid Protective System

TS 3/4.K specifies the operability requirements for the Degraded Grid Protective System
instrumentation. This instrumentation monitors the 4.16 kV emergency buses. If the monitors
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determine that insufficient voltage is available and an ECCS initiation signal is present, the buses
are disconnected from the offsite power sources and connected to the onsite EDG power
sources. As discussed in the basis for removal of TS 3/4.5 and 3/4.10, both ECCS and EDGs will
no longer be required once the plant is in the permanently defueled condition. Therefore, this
specification will no longer be necessary and may be deleted.

Reactor Core Isolation Coolingq (RCIC) System Actuation

TS 3/4.2.L specifies the operability requirements for the RCIC System instrumentation. As
discussed in the basis for removal of TS 3/4.5, once VY is in the permanently defueled condition,
the conditions for which RCIC is required to operate will no longer be possible. Therefore, this
specification will no longer be necessary and may be deleted.

Summary

The protection and monitoring functions of the various instrumentation systems have been
designed to ensure safe operation of the reactor and to mitigate the effects of reactor related
design basis accidents. Once VY dockets the certifications required by 10 CFR 50.82(a)(1), the
10 CFR Part 50 license will no longer authorize operation of the reactor or placement or retention
of fuel in the reactor vessel, in accordance with 10 CFR 50.82(a)(2). Therefore, this Specification
will not be needed and will no longer be applicable once VY is in the permanently defueled
condition. Based on the above, the proposed deletion of TS Section 3/4.2 in its entirety is
acceptable.

TS SECTION 3/4.3, CONTROL ROD SYSTEMS

Current TS 3/4.3

A. Reactivity Limitations

B. Control Rods

C. Scram Insertion Times

D. Control Rod Accumulators

E. Reactivity Anomalies

F. Scram Discharge Volume Vent and
Drain Valves

Proposed TS 3/4.3

A. Deleted

B. Deleted

C. Deleted

D. Deleted

E. Deleted

F. Deleted

Basis

Existing TS Section 3/4.3, "Control Rod Systems," contains LCOs and SRs that ensure the ability
of the control rods to control core reactivity. Once VY dockets the certifications required by 10
CFR 50.82(a)(1), the 10 CFR Part 50 license will no longer authorize operation of the reactor or
placement or retention of fuel in the reactor vessel, in accordance with 10 CFR 50.82(a)(2).
Because the VY Part 50 license will no longer authorize emplacement or retention of fuel in the
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reactor vessel, control rods will not be required and these LCOs (and associated SRs) will not
apply in a defueled condition. Therefore TS Section 3/4.3 is proposed for deletion in its entirety.

Reactivity Limitations

TS 3/4.3.A specifies the reactivity limitations during core loading and operation with inoperable
control rods. This specification will not be required once the certifications required under 10 CFR
50.82(a)(1) have been submitted.

Control Rods

TS 3/4.3.B specifies the operability requirements for the control rods. This specification will not be
required once the certifications required under 10 CFR 50.82(a)(1 ) have been submitted.

Scram Insertion Times

TS 3/4.3.C specifies the control rod scram insertion times. This specification will not be required
once the certifications required under 10 CFR 50.82(a)(1) have been submitted.

Control Rod Accumulators

TS 3/4.3.D specifies the operability requirements for the control rod scram accumulators. This
specification will not be required once the certifications required under 10 CFR 50.82(a)(1) have
been submitted.

Reactivity Anomalies

TS 3/4.3.E specifies the limits for the reactivity difference between the actual and expected critical
control rod configuration while the reactor is operating. This specification will not be required once
the certifications required under 10 CFR 50.82(a)(1) have been submitted.

Scram Discharge Volume Vent and Drain Valves

TS 3/4.3.F specifies the operability requirements for the Scram Discharge Volume vent and drain
valves while the reactor is in the STARTUP and RUN modes. This specification will not be
required once the certifications required under 10 CFR 50.82(a)(1) have been submitted.

Summary

The Control Rod system is only needed to support operation of the reactor. The VY 10 CFR Part
50 license will no longer authorize operation of the reactor or placement or retention of fuel in the
reactor vessel. Therefore, this Specification will not be needed and will no longer be applicable
once VY is in the permanently defueled condition. Based on the above, the proposed deletion of
TS Section 3/4.3 in its entirety is acceptable.

TS SECTION 3/4.4, REACTOR STANDBY LIQUID CONTROL SYSTEM

Current TS 3/4.4 Proposed TS 3/4.4

A. Normal Operation A. Deleted
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B. Operation With Inoperable Components B. Deleted

C. Standby Liquid Control System Tank - C. Deleted
Borated Solution

Basis

Existing TS Section 3/4.4, "Reactor Standby Liquid Control System," contains LCOs and SRs that
provide assurance of availability and operability of the Standby Liquid Control (SLC) system as a
means of providing an independent reactivity control mechanism and is proposed for deletion in
its entirety. 10 CFR 50.62(c)(4) requires each boiling water reactor to have an SLC system. As
discussed in 10 CFR 50.62(a), the requirements of 10 CFR 50.62 do not apply to nuclear power
reactor facilities for which the certifications required under 10 CFR 50.82(a)(1) have been
submitted. Because VY will be submitting the required certifications, the LCOs (and associated
SRs) that do not apply in a defueled condition are being proposed for deletion.

Normal Operation

TS 3/4.4.A specifies the requirements for normal operation of the SLC system. This specification
will not be required once the certifications required under 10 CFR 50.82(a)(1) have been
submitted.

Operation With Inoperable Components

TS 3/4.4.B specifies the requirements for operation with inoperable SLC system components.
This specification will not be required once the certifications required under 10 CFR 50.82(a)(1)
have been submitted.

Standby Liquid Control System Tank - Borated Solution

TS 3/4.4.C specifies the minimum concentrations of sodium pentaborate solution in the SLC
system tank. This specification will not be required once the certifications required under 10 CFR
50.82(a)(1) have been submitted.

Summary

Once VY dockets the certifications required by 10 CFR 50.82(a)(1), 10 CFR 50.62 will no longer
be applicable. Therefore, the SLC system and associated TS will not be needed and will no
longer be applicable once VY is in the permanently defueled condition. Based on the above, the
proposed deletion of TS Section 3/4.4 in its entirety is acceptable.

TS SECTION 3/4.5, CORE AND CONTAINMENT COOLING SYSTEMS

Current TS 3/4.5 Proposed TS 3/4.5

A. Core Spray and Low Pressure Coolant A. Deleted
Injection
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B. Containment Spray Cooling Capability

C. Residual Heat Removal (RHR) Service
Water System

D. Station Service Water and Alternate
Cooling Tower Systems

E. High Pressure Cooling Injection (HPCI)

System

F. Automatic Depressurization System

G. Reactor Core Isolation Cooling System
(RCIC)

H. Minimum Core and Containment
Cooling System Availability

I. Maintenance of Filled Discharge Pipe

B. Deleted

C. Deleted

D. Deleted

E. Deleted

F. Deleted

G. Deleted

H. Deleted

I. Deleted

Basis

Existing TS Section 3/4.5, "Core and Containment Cooling Systems," contains LCOs and SRs
that provide assurance of adequate cooling capability for heat removal in the event of a LOCA or
isolation from the normal reactor heat sink. Because the VY Part 50 license will no longer
authorize emplacement or retention of fuel in the reactor vessel, the LCOs (and associated SRs)
that do not apply in a defueled condition are being proposed for deletion.

10 CFR 50.46, "Acceptance Criteria for Emergency Core Cooling Systems for Light-Water
Nuclear Power Reactors," specifies that light-water nuclear power reactors must have ECCS
designed to meet the cooling performance requirements following postulated LOCAs. 10 CFR
50.46(a)(1 )(i) states "This section does not apply to a nuclear power reactor facility for which the
certifications required under § 50.82(a)(1) have been submitted."

Core Spray and Low Pressure Coolant Iniection

TS 3/4.5.A specifies the operability requirements for the Core Spray (CS) and Low Pressure
Coolant Injection (LPCI) systems. This specification assures that adequate standby cooling
capability is available whenever irradiated fuel is in the reactor vessel. The CS and LPCI systems
provide sufficient cooling to the core to dissipate the energy associated with the LOCA. Once VY
is in the permanently defueled condition, the only postulated DBA that will be able to occur is the
FHA. Therefore, this specification will no longer be necessary and may be deleted.

Containment Spray Coolingq Capability

TS 3/4.5.8 specifies the operability requirements for the containment spray cooling capability and
RHR Service Water system in order to ensure the ability to remove heat energy from the
containment in the event of a LOCA. Once VY is in the permanently defueled condition, the only
postulated DBA that will be able to occur is the FHA. Therefore, this specification will no longer be
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necessary and may be deleted.

Residual Heat Removal Service Water System

TS 3/4.5.C specifies the operability requirements for the Residual Heat Removal (RHR) Service
Water system in order to ensure the ability to remove heat energy from the containment in the
event of a LOCA. Once VY is in the permanently defueled condition, the only postulated DBA that
will be able to occur is the FHA. Therefore, this specification will no longer be necessary and may
be deleted.

Station Service Water and Alternate Cooling Tower Systems

TS 3/4.5.D specifies the operability requirements for the Station Service Water (SW) and
Alternate Cooling Tower (ACS) systems during reactor operation. The SW system essential
equipment cooling loops provide redundant heat sinks to dissipate residual heat in the reactor fuel
after a shutdown or accident. The ACS provides the necessary heat sink for normal post-
shutdown conditions in the event that the SW system becomes incapacitated. Once VY is in the
permanently defueled condition, the normal post-shutdown and DBA conditions will no longer be
possible. Therefore, this specification will no longer be necessary and may be deleted.

High Pressure Coolant Iniection System

TS 3/4.5.E specifies the operability requirements for the High Pressure Coolant Injection (HPCI)
system. HPCI is provided to adequately cool the core for all pipe breaks (i.e. LOCA) smaller than
those for which the LPCI or CS subsystems can protect the core. Once VY is in the permanently
defueled condition, the only postulated DBA that will be able to occur is the FHA. Therefore, this
specification will no longer be necessary and may be deleted.

Automatic Depressurization System

TS 3/4.5.F specifies the operability requirements for the Automatic Depressurization System
(ADS). The ADS is designed to provide depressurization of the reactor coolant system during a
small break LOCA if HPCI fails or is unable to maintain sufficient reactor water level. Once VY is
in the permanently defueled condition, the only postulated DBA that will be able to occur is the
FHA. Therefore, this specification will no longer be necessary and may be deleted.

Reactor Core Isolation Cooling System (RCIC)

TS 3/4.5.G specifies the operability requirements for the RCIC system. RCIC is provided to
maintain the water inventory of the reactor vessel in the event of a main steam line isolation and
complete loss of outside power without the use of the emergency core cooling systems. Once VY
is in the permanently defueled condition, the conditions for which RCIC is required to operate will
no longer be possible. Therefore, this specification will no longer be necessary and may be
deleted.

Minimum Core and Containment Cooling System Availability

TS 3/4.5.H specifies the minimum core and containment cooling system availability. The core
cooling and containment cooling subsystems provide a method of transferring the residual heat
following a shutdown or accident to a heat sink. Based on analyses, this specification assures
that the core and containment cooling function is maintained with any combination of allowed
inoperable components. Once VY is in the permanently defueled condition, the conditions for
which minimum system availability must be maintained will no loncqer be possible. Therefore, this
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specification will no longer be necessary and may be deleted. Note that TS 4.5.H was previously
deleted.

Maintenance of Filled Discharge Pipe

TS 3/4.5.1 specifies the requirements maintaining the discharge lines of the core spray
subsystems, LPCI subsystems, HPCI and RCIC full of water to preclude the possibility of damage
to the discharge piping due to water hammer action upon a pump start. Because none of these
systems are proposed for inclusion in the PDTS, as described above, this specification will no
longer be necessary in the permanently defueled condition and may be deleted.

Summary

The protection and monitoring functions of the Core and Containment Cooling Systems have
been designed to ensure adequate heat removal capability following a LOCA. Once VY dockets
the certifications required by 10 CFR 50.82(a)(1), the 10 CFR Part 50 license will no longer
authorize operation of the reactor or placement or retention of fuel in the reactor vessel, in
accordance with 10 CFR 50.82(a)(2). Therefore, this Specification will not be needed once VY is
in the permanently defueled condition because a LOCA is not a postulated DBA in this condition.
Additionally, the requirements of 10 CFR 50.46 will no longer be applicable. Based on the above,
the proposed deletion of TS Section 3/4.5 in its entirety is acceptable.

TS SECTION 3/4.6, REACTOR COOLANT SYSTEM

Current TS 3/4.6

A. Pressure and Temperature
Limitations

B. Coolant Chemistry

C. Coolant Leakage

D. Safety and Relief Valves

E. Structural Integrity and Operability
Testing

F. Jet Pumps

G. Single Loop Operation

H. Recirculation System

J. Thermal Hydraulic Stability

Proposed TS 3/4.6

A. Deleted

B. Deleted

C. Deleted

D. Deleted

E. Deleted

F. Deleted

G. Deleted

H. Deleted

J. Deleted

Basis
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Existing TS Section 3/4.6, "Reactor Coolant System," contains LCOs and SRs that provide
assurance of the integrity and safe operation of the RCS and the operation of the related safety
devices. Because the VY Part 50 license will no longer authorize emplacement or retention of fuel
in the reactor vessel, the LCOs (and associated SRs) that do not apply (or are no longer needed)
in a defueled condition are being proposed for deletion. Note that TS 3/4.6.1 has previously been
deleted.

Pressure and Temperature Limitations

TS 3/4.6.A specifies maximum specified heatup and cooldown rates during reactor startup and
shutdown to be consistent with the design assumptions and satisfy the stress limits for cyclic
operation. These limitations are not required for a plant that will be in the permanently defueled
condition since the Part 50 license will prohibit reactor operation and may be deleted.
Accordingly, TS Figures 3.6.1, 3.6.2 and 3.6.3, which are referenced in TS 3.6.A and contain the
reactor vessel pressure-temperature limitations may also be deleted.

Coolant Chemistry

TS 3/4.6.B specifies the radiochemistry limits for the reactor coolant in the RCS. Limits on the
maximum allowable level of radioactivity in the coolant are established to ensure that in the event
of a release of any radioactive material to the environment during a DBA, radiation doses are
maintained within the limits of 10 CFR 50.67. This specification may be deleted because it is not
applicable to the safe storage and handling of spent fuel when the plant is in the permanently
defueled condition. Additionally, the FHA, which will be the only credible DBA, will not result in a
release of reactor coolant to the environment.

Coolant Leakage

TS 3/4.6.C specifies the maximum leakage rates of reactor coolant from the RCS. This
specification may be deleted because it is not applicable the safe storage and handling of spent
fuel when the plant is in the permanently defueled condition.

Safety and Relief Valves

TS 3/4.6.D specifies the operability requirements for the safety and relief valves. These valves
provide overpressure protection to the reactor during operation. The Part 50 license will prohibit
operation of the reactor once the certifications required by 10 CFR 50.82(a)(1) have been
submitted. Therefore, this specification may be deleted.

Structural Integrity and Operability Testing

TS 3/4.6.E specifies the requirements for structural integrity and operability testing of safety-
related components.

The inservice inspection and testing programs will no longer be required in the permanently
defueled condition. 10 CFR 50.55a(f) and (g) are applicable only to operating nuclear power
reactors. Once VY is certified to be permanently defueled, it will no longer be an operating power
reactor.

As discussed in Regulatory Guide 1.184, "Decommissioning of Nuclear Power Reactors," the
maintenance rule, 10 CFR 50.65, "Requirements for Monitoring the Effectiveness of Maintenance
at Nuclear Power Plants," requires monitoring the performance or condition of certain SSCs that
could affect safety. Once the certifications for cessation of operation and for permanent fuel
removal specified in 10 CFR 50.82(a)(1) have been submitted, the maintenance rule will be used
to monitor the performance or condition of the SSCs associated with the storage, control, and
maintenance of snent fuel in a safe condition. The monitorina will be sufficient to nrovide
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TS SECTION 314.7, STATION CONTAINMENT SYSTEMS

Current TS 3/4.7 Proposed TS 3/4.7

A. Primary Containment A. Deleted

B. Standby Gas Treatment System B. Deleted

C. Secondary Containment System C. Deleted

D. Primary Containment Isolation Valves D. Deleted

E. Reactor Building Automatic Ventilation E. Deleted
System Isolation Valves (RBAVSIVs)

Basis

The existing TS Section 3/4.7, "Station Containment Systems," contains LCOs and SRs that
assure the integrity of the primary and secondary containment systems. Because the VY Part 50
license will no longer authorize emplacement or retention of fuel in the reactor vessel, the LCOs
(and associated SRs) that do not apply in a defueled condition are being proposed for deletion.

Primary Containment

TS 3/4.7.A specifies the operability requirements for primary containment. The safety objective of
the primary containment system in conjunction with core standby cooling systems is to provide
the capability, in the event of the postulated LOCA, to limit the release of fission products to the
plant environs so that off-site doses would be well below the values specified in 10 CFR 50.67.
Once VY is in the permanently defueled condition, the only postulated DBA that will be able to
occur is the FHA. The FHA analysis does not rely on primary containment to mitigate the
consequences of an FHA. Therefore, this specification will no longer be necessary and may be
deleted.

Standby Gas Treatment System

TS 3/4.7.B specifies the operability requirements for the Standby Gas Treatment (SGT) system.
This system is designed to filter and exhaust the Reactor Building atmosphere to the stack during
secondary containment isolation conditions, with a minimum release of radioactive materials from
the Reactor Building to the environs.

With both trains of the SGT inoperable, the changes proposed by Reference 2 would prohibit
movement of "recently irradiated" fuel and operations with the potential to drain the reactor
vessel. Following approval of the changes proposed by Reference 2, after 13 days of decay
following shutdown, the nuclear fuel will no longer be considered to be "recently irradiated." The
other condition that would be prohibited (operations with the potential to drain the reactor vessel)
in the event that both trains of the SGT system are inoperable will not be applicable following
permanent removal of the fuel from the reactor vessel. Therefore, these prohibited conditions will
no lonaer be applicable.
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The new FHA-based analysis provided in Reference 2 shows that after 13 days of fuel decay,
secondary containment and the SGT system will not be required to mitigate the consequences of
the FHA, which is the only DBA that will be possible in the permanently defueled condition. As a
result, this specification will no longer be necessary and may be deleted.

Secondary Containment System

TS 3/4.7.C specifies the operability requirements for secondary containment. The secondary
containment is designed to minimize any ground level release of radioactive materials which
might result from a serious accident. The Reactor Building provides secondary containment
during reactor operation, when the drywell is sealed and in service; the Reactor Building provides
primary containment when the reactor is shutdown and the drywell is open, as during refueling.

In order for secondary containment integrity to be met, the secondary containment must function
properly in conjunction with the operation of the SGT system to ensure that the required vacuum
can be established and maintained. This means that the reactor building is intact with at least one
door in each access opening closed, and all reactor building automatic ventilation system
isolation valves are operable or the affected penetration flow path is isolated.

Following approval of the changes proposed by Reference 2, after 13 days of decay following
shutdown, the nuclear fuel will no longer be considered to be "recently irradiated." The other
condition requiring that secondary containment integrity be met (operations with the potential to
drain the reactor vessel) will not be applicable following permanent removal of the fuel from the
reactor vessel. Therefore, the conditions requiring secondary containment integrity will no longer
be applicable and secondary containment will not be required to mitigate the consequences of the
FHA, which is the only DBA that will be possible in the permanently defueled condition. As a
result, this specification will no longer be necessary and may be deleted.

Primary Containment Isolation Valves

TS 3/4.7.D specifies the operability requirements for the primary containment isolation valves.
The primary containment design includes lines that penetrate the primary containment with
different containment isolation valve configurations including double and single valve isolation.
Automatic initiation is required to minimize the potential leakage paths from the containment in
the event of a LOCA. Once VY is in the permanently defueled condition, the only postulated DBA
that will be able to occur is the FHA. The FHA analysis does not rely on primary containment to
mitigate the consequences of an FHA. Therefore, this specification will no longer be necessary
and may be deleted.

Reactor Building Automatic Ventilation System Isolation Valves (RBAVSIVs)

3/4.7.E specifies the operability requirements for the RBAVSIVs when secondary containment
integrity is required. The function of the RBAVSIVs, in combination with other accident mitigation
systems, is to limit fission product release during and following postulated DBAs. The operability
requirements for RBAVSIVs help ensure that an adequate secondary containment boundary is
maintained during and after an accident by minimizing potential paths to the environment. The
RBAVSIVs must be operable (or the penetration flow path isolated) to ensure secondary
containment integrity and to limit the potential release of fission products to the environment.

Following approval of the changes proposed by Reference 2, after 13 days of decay following
shutdown, the nuclear fuel will no longer be considered to be "recently irradiated" and secondary
containment integrity will no longer be required to mitigate the consequences of the FHA, which is
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the only DBA that will be possible in the permanently defueled condition. As a result, this
specification will no longer be necessary and may be deleted.

Summary

The analyzed DBA that remains applicable to VY in the permanently shut down and defueled
condition is a FHA. Section 5.0(a) of the new FHA-based analysis in Reference 2 shows that,
following 13 days of fuel decay time after reactor shutdown, the dose consequences are
acceptable without relying on SSCs remaining functional for accident mitigation during and
following the event. The exception to this is the continued function of the passive spent fuel pool
structure. Proposed changes to TS 3.7.B.4 and TS 3.7.C described in Reference 2 are under
NRC review. Following approval of the changes proposed in Reference 2 and following 13 days
of fuel decay, the specifications associated with secondary containment will no longer be
necessary.

Once VY dockets the certifications required by 10 CFR 50.82(a)(1), the 10 CFR Part 50 license
will no longer authorize operation of the reactor or placement or retention of fuel in the reactor
vessel, in accordance with 10 CFR 50.82(a)(2). Therefore, the specifications associated with
primary containment will not be needed once VY is in the permanently defueled condition and is
no longer applicable.

Based on the above, the proposed deletion of TS Section 3/4.7 in its entirety is acceptable.

TS SECTION 3/4.8, RADIOACTIVE EFFLUENTS
*(Note: This section appears renumbered as new TS Section 3/4.1 in the markup and retyped TS

pages. Proposed TS 3/4.8.D is renumbered to TS 3/4.1 .A)

Current TS 3/4.8

A. Deleted

B. Deleted

C. Deleted

D. Liquid Holdup Tanks

E. Deleted

F. Deleted

G. Deleted

H. Deleted

I. Deleted

J. Explosive Gas Mixture

K. Steam Jet Air Ejector (SJAE)

Proposed TS 3/4.8*

D. No Change*

J. Deleted

K. Deleted
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L. Deleted

M. Deleted

N. Deleted

Basis

The existing TS Section 3/4.8, "Radioactive Effluents," contains LCOs and SRs that assure that
radioactive effluents are kept "as low as is reasonably achievable" in accordance with 10 CFR 50,
Appendix I and, in any event, are within the dose limits for Members of the Public specified in 10
CFR 20 and applies to the release of all radioactive effluents from the plant. Because the VY Part
50 license will no longer authorize emplacement or retention of fuel in the reactor vessel, the
LCOs (and associated SRs) that do not apply in a defueled condition are being proposed for
deletion. All previously deleted section placeholders will be administratively deleted. This change
also corrects a typographical error (as shown in the markup in Attachment 2) in the title of current
TS 3.8.

Liquid Holdup Tanks

TS 3/4.8.D specifies the allowed quantities of radioactive material in the liquid holdup tanks. The
tanks listed in this specification include all outdoor tanks that contain radioactivity that are not
surrounded by liners, dikes, or walls capable of holding the tank contents, or that do not have tank
overflows and surrounding area drains connected to the liquid radwaste treatment system.

Restricting the quantity of radioactive material contained in the specified tanks provides
assurance that in the event of an uncontrolled release of the tanks' contents, the resulting
concentrations would be less than the limits of 10 CFR 20.1001-20.2402, Appendix B, Table 2,
Column 2, at the nearest potable water supply and in the nearest surface water supply in an
Unrestricted Area.

This specification will continue to be used in the permanently defueled condition to ensure
compliance with 10 CFR 20.1001-20.2402, but will be renumbered to TS 3/4.1 .A. The table of
contents is also revised to reflect the numbering changes.

Explosive Gas Mixture

TS 3/4.8.J specifies the limits and monitoring requirements for hydrogen concentration in the off-
gas downstream of the operating recombiner in the Advanced Off-Gas System. The hydrogen
monitors are used to detect possible hydrogen buildups which could result in a possible hydrogen
explosion. Once the reactor is in the permanently defueled condition, hydrogen will no longer be
produced in the RCS by reactor operation. Therefore, this specification will no longer be
necessary.

Steam Jet Air Eiector (SJAE)

TS 3/4.8.K specifies limits on the gross radioactivity release rate of gases from the SJAE to
provide reasonable assurance that the total effective dose equivalent to an individual at the
exclusion area boundary will not exceed the limits of 10 CFR 50.67 in the event this effluent is
inadvertently discharged directly to the environment without treatment. SJAEs are used to remove
gases from the main condenser during normal reactor operation. Once the reactor is permanently
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defueled, the SJAEs will no longer be required. Therefore, this specification will no longer be
necessary.

Summary

Once VY dockets the certifications required by 10 CFR 50.82(a)(1), the 10 CFR Part 50 license
will no longer authorize operation of the reactor or placement or retention of fuel in the reactor
vessel, in accordance with 10 CFR 50.82(a)(2). Therefore, the Specifications for explosive gas
mixture and SJAEs will not be needed and will no longer be applicable once VY is in the
permanently defueled condition. Based on the above, the proposed deletion of TS 3/4.8.J and K
is acceptable.

TS SECTION 314.9 was previously deleted

TS SECTION 3/4.10, AUXILIARY ELECTRICAL POWER SYSTEMS

Current TS 3/4.10 Proposed TS 3/4.10

A. Normal Operation A. Deleted

B. Operation With Inoperable Components B. Deleted

C. Diesel Fuel C. Deleted

Basis

The existing TS Section 3/4.10, "Auxiliary Electrical Power Systems," contains LCOs and SRs
that assure an adequate supply of electrical power for operation of those systems required for
reactor safety. Because the VY Part 50 license will no longer authorize emplacement or retention
of fuel in the reactor vessel, the LCOs (and associated SRs) that do not apply (or are no longer
needed) in a defueled condition are being proposed for deletion.

Normal Operation

TS 3/4.10.A specifies requirements to ensure that the offsite power sources, the onsite standby
power sources (EDGs, station batteries), emergency buses and RPS power protection provide
sufficient capacity, capability, redundancy, and reliability to ensure the availability of necessary
power to ESF systems during and following any DBA so that the fuel, RCS, and containment
design limits are not exceeded.

This specification assures that at least two off-site and two on-site power sources, and both 480 V
Uninterruptible Power Systems will be available before the reactor is made critical. In addition to
assuring power source availability, all of the associated switchgear must be operable as specified
to assure that the emergency cooling equipment can be operated, if required, from the power
sources.
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The design basis accidents and transients analyzed in UFSAR Section 14 will no longer be
applicable in the permanently defueled condition, with the exception of the FHA. The new FHA-
based analysis shows that the dose consequences are acceptable without relying on any SSCs to
remain functional during and following the event (following 13 days of irradiated fuel decay time
after reactor shutdown and compliance with the SFP water level and temperature requirements of
TS 3/4.12).

Because the FHA analysis does not rely on normal or emergency power for accident mitigation
(including any need for providing airborne radiological protection), the AC sources are not
required during movement of irradiated fuel assemblies for mitigation of a potential FHA.
Therefore, during movement of irradiated fuel assemblies, there are no active systems credited
as part of the initial conditions of an analysis or as part of the primary success path for mitigation
of the DBA that is credible with the unit permanently defueled. As such, the requirement for AC
sources is being deleted because there are no design basis events that rely on AC sources for
mitigation.

Because the FHA analysis does not rely on DC sources for accident mitigation (dose
consequences are acceptable without relying on any SSCs to remain functional during and
following the event), DC sources are therefore not required for accident mitigation. Consequently,
DC sources are not needed during movement of irradiated fuel assemblies for mitigation of a
potential FHA. Thus, the requirement for DC sources is being deleted.

The preceding TS are related to assuring an adequate supply of electrical power for operation
of those systems required for reactor safety. However, 10 CFR 50.82(a)(2) prohibits operation of
the plant or placing fuel in the reactor vessel. Therefore, the TS listed in the previous paragraphs,
which only address these specific plant systems, will no longer be applicable once the facility is in
the permanently defueled condition. Based on the above, the proposed deletion of TS related to
these electrical systems is acceptable.

Operation With Inoperable Components

TS 3/4.10.B specifies requirements that ensure adequate power is available to operate the
emergency safeguards equipment from the immediate access source or for minimum engineered
safety features from either of the EDGs. This specification is only applicable when the reactor is in
the RUN or STARTUP modes with the reactor not in the Cold Condition. Once VY is in the
permanently defueled condition, this specification will no longer be applicable because the VY
Part 50 license will prohibit reactor operation.

Because of the continued need for normal electrical power to supply equipment needed for
cooling of irradiated fuel stored in the SFP, and as defense in depth, the Technical Requirements
Manual (TRM) (which is subject to the requirements of 10 CFR 50.59) will retain a requirement for
a single functional circuit between the offsite transmission network and the (non-Class 1 E) onsite
AC electrical power distribution subsystems. Although there is no need for emergency power in
order to fulfill the SFP cooling function, a backup AC power source will be maintained for defense
in depth. The requirement for a single circuit between the offsite transmission network and the
onsite AC distribution subsystems will be applicable whenever any irradiated fuel assembly is
stored in the spent fuel pool and also applicable during movement of irradiated fuel assemblies.

Battery Room Ventilation and Sampling (TS 3/4.10.B.2.a)

The Battery Room is ventilated to prevent accumulation of hydrogen gas. With a complete loss of
the ventilation system, the accumulation of hydrogen would not exceed 4 percent concentration in
2 1/2 days. Therefore, on loss of Battery Room ventilation, the use of portable ventilation
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equipment and daily sampling provide assurance that potentially hazardous quantities of
hydrogen gas will not accumulate.

Hydrogen generation can still occur inside the batteries even if the plant is permanently defueled.
Although reliance on DC batteries is no longer required for accident mitigation as described
above, the potential hydrogen fire and explosion hazard still exists when the reactor is
permanently defueled. Therefore, this specification and surveillance will be moved to the TRM to
meet the requirements of 10 CFR 50.48(f).

Diesel Fuel

TS 3/4.10.C specifies parameters for stored diesel fuel oil. Stored diesel fuel oil is required to
have sufficient supply for 7 days of rated load operation for a single EDG. It is also required to
meet specific standards for quality. These requirements support the availability of the EDGs
required to shut down the reactor and to maintain it in a safe condition for an anticipated
operational occurrence (AOO) or a postulated DBA with loss of off-site power. This specification
will no longer be necessary once the reactor is permanently defueled because there will no
postulated AQOs or DBAs which can occur at VY which will require the EDGs for mitigation.

With the reactor permanently defueled, irradiated fuel is stored either on the ISFSI or in the SFP.
The ISFSI is a passive system that does not rely on electrical power for heat transfer. Since there
is a large capacity for heat absorption in the SFP, active system components are not redundant.
Alternate cooling capability can be made available during anticipated malfunctions or failures
without reliance on EDGs.

Summary

As discussed in the justification for deleting TS 3.10.A.1 above, the requirement for EDGs is
being deleted from the TS because there will no longer be any DBAs or transients analyzed in
USFAR Section 14 that rely on the EDGs for mitigation once VY dockets the certifications
required by 10 CFR 50.82(a)(1). Since TS 3/4.10.C exists solely to support the EDG requirements
of TS 3/4.10.A.1 and TS 3/4.10.B.1, the elimination of the need for EDGs also obviates the need
for their support systems. As such, TS 3/4.10.C may be deleted. Based on the above, the
proposed deletion of TS 3/4.10.C for fuel oil parameters is acceptable.

Because of the continued need for electrical power to supply equipment needed for cooling of
irradiated fuel stored in the spent fuel pool and as defense in depth, functionality requirements for
the offsite AC power source are being added to the TRM that will be applicable whenever any
irradiated fuel assembly is stored in the SFP and also during movement of irradiated fuel
assemblies. TRM requirements are also being added to monitor battery room ventilation.

TS SECTION 3/4.11, REACTOR FUEL ASSEMBLIES

Current TS 3/4.11 Proposed TS 3/4.11

A. Average Planar Linear Heat Generation A. Deleted
Rate (APLHGR)

B. Linear Heat Generation Rate (LHGR) B. Deleted
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C. Minimum Critical Power Ratio (MCPR) C. Deleted

Basis

The existing TS 3/4.11, "Reactor Fuel Assemblies," contains LCOs and SRs associated with the
parameters that monitor condition of the nuclear fuel during reactor operations to assure
adequate fuel performance and are being proposed for deletion in their entirety. These
requirements will no longer apply once the reactor is certified to be permanently defueled
because the VY Part 50 license will no longer allow placement of the fuel in the reactor vessel.

Average Planar Linear Heat Generation Rate (APLHGR)

TS 3/4.11 .A specifies APLHGR limits to ensure that the peak cladding temperature during a
design basis LOCA does not exceed 22000 F. Since a LOCA will not be a credible accident in the
permanently defueled condition and the Part 50 license will prohibit reactor operation, this
specification will no longer be required.

Linear Heat Generation Rate (LHGR)

TS 3/4.11 .B specifies requirements for the linear heat generation rate of a fuel rod at a given
nodal plane in a bundle. These limits are bundle type dependent and monitored to assure all
mechanical design requirements are met. Since the Part 50 license will prohibit reactor operation
in the permanently defueled condition, this specification will no longer be required.

Minimum Critical Power Ratio (MCPR)

TS 3/4.11.C specifies the MCPR operating limit, which is a cycle-dependent parameter that can
be determined for a number of different combinations of operating modes, initial conditions, and
cycle exposures in order to provide reasonable assurance against exceeding the Fuel Cladding
Integrity Safety Limit for potential abnormal occurrences. Since the Part 50 license will prohibit
reactor operation in the permanently defueled condition, this specification will no longer be
required.

Summary

The protection and monitoring functions of TS 3/4.11, Reactor Fuel Assemblies, have been
designed to ensure safe operation of the fuel in the reactor. Once VY dockets the certifications
required by 10 CFR 50.82(a)(1), the 10 CFR Part 50 license will no longer authorize operation of
the reactor or placement or retention of fuel in the reactor vessel, in accordance with 10 CFR
50.82(a)(2). Therefore, this Specification will not be needed and will no longer be applicable once
VY is in the permanently defueled condition. Based on the above, the proposed deletion of TS
Section 3/4.11 in its entirety is acceptable.

TS SECTION 3/4.12, REFUELING AND SPENT FUEL HANDLING
*(Note: This section appears renumbered as new TS Section 3/4.2 in the markup and retyped TS

pages. Proposed TS 3/4.12.C is renumbered to TS 3/4.2.A and proposed TS 3/4.12.H is
renumbered to TS 3/4.2.B.)
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Current TS 3/4.12. REFUELING AND SPENT
FUEL HANDLING

3.12 Applicability: Applies to fuel handling, core
reactivity limitations, and spent fuel handling.

3.12 Objective: To assure core reactivity is
within capability of the control rods, to prevent
criticality during refueling, and to assure safe
handling of spent fuel casks.

4.12 Applicability: Applies to the periodic testing
of those interlocks and instruments used during
refueling.

4.12 Obiective: To verify the operability of
instrumentation and interlocks used in
refueling.

3/4.12.A Refueling Interlocks

3/4.12.B Core Monitoring

3/4.12.C Fuel Storage Pool Water Level

3/4.12.D Control Rod and Control Rod Drive
Maintenance

3/4.12.E Extended Core Maintenance

3/4.12.F Fuel Movement

3/4.12.G Deleted

3.12.H Spent Fuel Pool Water Temperature

4.12.H Spent Fuel Pool Water Temperature

Whenever irradiated fuel is in the spent
fuel pool, the pool water temperature
shall be recorded daily. If the pool water
temperature reaches 150TF, all refueling
operations tending to raise the pool
water temperature shall cease and
measures taken immediately to reduce
the pool water temperature below
1500 F.

Proposed TS 3/4.12*. SPENT FUEL
STORAGE

3.12* Applicability: Applies to storage of spent
fuel.

3.12* Obiective: To assure safe storage of
spent fuel.

4.12* Applicability: Applies to the parameters
which monitor the storage of spent fuel.

4.12* Objective: To verify that spent fuel is
being stored safely.

3/4.12.A Deleted

3/4.12.B Deleted

3/4.12.C* No Change

3/4.12.D Deleted

3/4.12.E Deleted

3/4.12.F Deleted

3/4.12.G Deleted

3.12.H* No Change

4.12.H* Spent Fuel Pool Water Temperature

Whenever irradiated fuel is in the spent
fuel pool, the pool water temperature
shall be recorded daily. If the pool water
temperature reaches 150'F, all
operations tending to raise the pool
water temperature shall cease and
measures taken immediately to reduce
the pool water temperature below
1500F.

Basis
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The existing TS Section 3/4.12, "Refueling and Spent Fuel Handling," contains LCOs and SRs
that provide for appropriate functional capability of parameters and equipment within containment
that are required for mitigation of design basis accidents during refueling operations (moving
irradiated fuel to or from the reactor core). Because the VY Part 50 license will no longer
authorize emplacement or retention of fuel in the reactor vessel, the LCOs (and associated SRs)
that do not apply in a defueled condition are being proposed for deletion. The title of this section
is proposed to be changed to "Spent Fuel Storage" to reflect that refueling of the reactor will no
longer be possible. The applicability and objectives are also proposed to be changed to reflect the
focus on safe storage of spent fuel. This specification is being renumbered to TS 3/4.2. The table
of contents is also revised to reflect the numbering changes.

Refueling Interlocks

TS 3/4.12.A specifies requirements for refueling interlocks and restriction of certain refueling
procedures such that there is assurance that inadvertent criticality does not occur during
refueling. Refueling will not be permitted by the Part 50 license following certification of
permanent removal of the fuel. Therefore, this specification will no longer be required.

Core Monitoring

TS 3/4.12.B specifies requirements for monitoring the core during periods of station shutdown
and to guide the operator during refueling operations and station startup. When all of the fuel has
been permanently removed from the reactor, core monitoring will no longer be required.

Fuel Storage Pool Water Level

TS 3/4.12.C specifies requirements to assure that there is adequate water to shield and cool the
irradiated fuel assemblies stored in the pool, a minimum pool water level is established. This
minimum water level of 36 feet is established because it would be a significant change from the
normal level, well above a level to assure adequate cooling (just above active fuel). Since the
reactor core will be offloaded to the SFP following shutdown, this specification will remain with no
changes except for being renumbered to TS 3/4.2.A.

Control Rod and Control Rod Drive Maintenance

TS 3/4.12.D specifies requirements for performing control rod/control rod drive maintenance and
maintaining adequate shutdown margin during such activities to provide assurance that
inadvertent criticality does not occur during such maintenance. With all fuel permanently removed
from the reactor, this specification will no longer be required.

Extended Core Maintenance

TS 3/4.12.E specifies requirements for unloading of a portion of the reactor core for such
purposes as in-service inspection requirements, examination of the core support plate, control
rod, control rod drive maintenance, etc. This specification provides assurance that inadvertent
criticality does not occur during such operation. With all fuel permanently removed from the
reactor, this specification will no longer be required.

Fuel Movement

TS 3/4.12.G specifies requirements to assure that the reactor core has been shut down for at
least 24 hours following power operation and prior to fuel handling or movement. The analysis
(Reference 2) based on the postulated FHA assumed that the reactor had been shut down for 24
hours for fission product decay prior to any fuel handling which could result in dropping of a fuel
assembly. With all fuel permanently removed from the reactor, this specification will no longer be
reauired.
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TS SECTION 314.13 was previously deleted

TS SECTION 5.0, DESIGN FEATURES
*(Note: Proposed TS Section 5.5 appears renumbered as new TS Section 5.2 in the markup and

retyped TS pages. Proposed TS 5.5.B-E is renumbered to TS 5.2.A-D.)

Current TS 5.0

5.1 Site

5.2 Reactor

5.3 Reactor Vessel

5.4 Containment

5.5 Spent and New Fuel Storage

A. The new fuel storage facility shall be
such that the effective multiplication
factor (keff) of the fuel when dry is less
than 0.90 and when flooded is less
than 0.95.

B. The keff of the fuel in the spent fuel
storage pool shall be less than or equal
to 0.95.

C. Spent fuel storage racks may be
moved (only) in accordance with written
procedures which ensure that no rack
modules are moved over fuel
assemblies.

D. The number of spent fuel assemblies
stored in the spent fuel pool shall not
exceed 3353.

E. The maximum core geometry infinite
lattice multiplication factor of any
segment of the fuel assembly stored in
the spent fuel storage pool or the new
fuel storage facility shall be less than or
equal to 1.31 at 200C.

Proposed TS 5.0

5.1 No Change

5.2 Deleted

5.3 Deleted

5.4 Deleted

5.5 *Spent Fuel Storage

A. Deleted

B. *No Change

C. *No Change

D. *No Change

E. *The maximum core geometry infinite
lattice multiplication factor of any
segment of the fuel assembly stored in
the spent fuel storage pool shall be less
than or equal to 1.31 at 20*C.
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Basis

The existing TS Section 5.0, "Design Features," contains descriptions and requirements for those
features of the facility such as materials of construction and geometric arrangements which, if
altered or modified, could have a significant effect on safety and are not covered in the previous
sections of the TS. Because the VY Part 50 license will no longer authorize emplacement or
retention of fuel in the reactor vessel, the design features that do not apply in a defueled condition
are being proposed for deletion.

TS 5.1, Site Location, provides a description regarding the location of VY. This TS section is
being retained in the permanently defueled TS with no changes to the TS.

TS 5.2, Reactor, provides a description and requirements regarding the reactor core fuel
assemblies and control rod assemblies. Because the VY Part 50 license will no longer authorize
emplacement or retention of fuel in the reactor vessel, this TS section will not apply in a defueled
condition and is being proposed for deletion.

TS 5.3, Reactor Vessel, provides a reference to the FSAR description of the reactor vessel and
applicable design codes. Because the VY Part 50 license will no longer authorize emplacement or
retention of fuel in the reactor vessel, this TS section will not apply in a defueled condition and is
being proposed for deletion.

TS 5.4, Containment, provides references to principal design parameters and applicable design
codes for the primary containment, the secondary containment and applicable codes, and design
standards for penetrations to the primary containment and piping passing through such
penetrations. Because the VY Part 50 license will no longer authorize emplacement or retention
of fuel in the reactor vessel, this TS section will not apply in a defueled condition and is being
proposed for deletion.

TS 5.5.A describes criticality restrictions for the new fuel storage facility. The new fuel storage
facility will not be used to store spent fuel and new fuel is no longer stored onsite. License
Condition 2.B is being revised to no longer allow receipt of new fuel. Therefore, this TS section
will not apply in the permanently defueled condition and is being proposed for deletion.
Accordingly, the title of TS Section 5.5 is proposed to be revised to reflect storage of spent fuel is
all that is permitted at VY once it is in the permanently defueled condition.

TS 5.5.B, C, D and E provides a description and requirements regarding prevention of criticality of
spent fuel, prevention of spent fuel damage when moving spent fuel racks, and SFP capacity
limitations. These TS sections are being retained as-is in the permanently defueled TS, with the
exception of deleting the new fuel storage facility criticality limitation in TS 5.5.D. These
specifications are being renumbered to TS 5.2.A-D.

Summary

TS 5.1 and TS 5.5 (with the exception of TS 5.5.A) will remain applicable with the reactor
permanently defueled. As such, these TS sections (with the exception of TS 5.5.A) are being
retained to reflect a permanently defueled condition. Because License Condition 2.B is being
revised to no longer allow receipt of new fuel, TS 5.5.A is being deleted and TS 5.5.E is revised to
delete reference to the new fuel storage facility. These changes will have no impact on continued
safe storage of spent fuel.
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The protection and monitoring functions of TS 5.0, Design Features have been designed to
ensure safe handling of the fuel in the reactor and in the SFP during refueling and in the new fuel
storage facility. Once VY dockets the certifications required by 10 CFR 50.82(a)(1), the 10 CFR
Part 50 license will no longer authorize operation of the reactor or placement or retention of fuel in
the reactor vessel, in accordance with 10 CFR 50.82(a)(2). Therefore, this Specification, other
than the site description and the SFP storage restrictions, will not be needed once VY is in the
permanently defueled condition. Based on the above, the proposed deletion of the noted TS in
Section 5.0 is acceptable.

TS SECTION 6.0, ADMINISTRATIVE CONTROLS

Administrative controls were proposed for revision or deletion in a letter dated October 31, 2013
(Reference 3). An additional change is proposed to the TS table of contents to remove TS
sections 6.1 and higher from the table of contents so that only TS 6.0 is shown. This is an
editorial and administrative change.

3. REGULATORY EVALUATION

3.1 APPLICABLE REGULATORY REQUIREMENTS

10 CFR 50.82, Termination of License

10 CFR 50.82(a)(1) requires that when a licensee has determined to permanently
cease operations the licensee shall, within 30 days, submit a written certification to
the NRC, consistent with the requirements of 10 CFR 50.4(b)(8), and once fuel has
been permanently removed from the reactor vessel, the licensee shall submit a
written certification to the NRC that meets the requirements of 10 CFR 50.4(b)(9).
On August 27, 2013, Entergy Nuclear Operations, Inc. (ENO) announced that VY
would permanently cease power operations at the end of the current operating
cycle. In Reference 1, ENO provided formal notification of the intention to
permanently cease power operations of VY. VY recognizes that approval of these
proposed changes is contingent upon the docketing of the certifications required by
10 CFR 50.82(a)(1).

10 CFR 50.82(a)(2) states "Upon docketing of the certifications for permanent
cessation of operations and permanent removal of fuel from the reactor vessel, or
when a final legally effective order to permanently cease operations has come into
effect, the 10 CFR Part 50 license no longer authorizes operation of the reactor or
emplacement or retention of fuel into the reactor vessel."

Other applicable regulatory requirements are:

10 CFR 50.36, Technical Specifications

In 10 CFR 50.36, the Commission established its regulatory requirements related to
the content of Technical Specifications (TS). In doing so, the Commission placed
emphasis on those matters related to the prevention of accidents and mitigation of
accident consequences; the Commission noted that applicants were expected to
incorporate into their TS "those items that are directly related to maintaining the
integrity of the physical barriers designed to contain radioactivity." (Statement of



BVY 14-010 / Attachment 1 / Page 52 of 61

Consideration, "Technical Specification for Facility Licenses; Safety Analysis
Reports," 33 FR 18610 (December 17, 1968)) Pursuant to 10 CFR 50.36, TS are
required to include items in the following five categories: (1) safety limits, limiting
safety system settings, and limiting control settings; (2) limiting conditions for
operation (LCOs); (3) surveillance requirements (SRs); (4) design features; and (5)
administrative controls. However, the rule does not specify the particular
requirements to be included in a plant's TS.

These criteria, which were subsequently codified in changes to Section 36 of Part
50 of Title 10 of the Code of Federal Regulations (10 CFR 50.36) (60 FR 36953),
also pertain to the Technical Specification requirements for safe storage of spent
fuel. A general discussion of these considerations is provided below.

Criterion 1 of 10 CFR 50.36(c)(2)(ii)(A) states that TS LCOs must be established for
"installed instrumentation that is used to detect, and indicate in the control room, a
significant abnormal degradation of the reactor coolant pressure boundary." Since
no fuel will be present in the reactor or reactor coolant system at the VY facility
following permanent defueling, this criterion is not applicable.

Criterion 2 of 10 CFR 50.36(c)(2)(ii)(B) states that TS LCOs must be established for
a "process variable, design feature, or operating restriction that is an initial condition
of a design basis accident or transient analysis that either assumes the failure of or
presents a challenge to the integrity of a fission product barrier." The purpose of this
criterion is to capture those process variables that have initial values assumed in the
DBA and transient analyses, and which are monitored and controlled during power
operation. While this criterion was developed for operating reactors, there are some
DBAs which continue to apply to a plant authorized only to handle, store, and
possess nuclear fuel. The scope of DBAs applicable to a plant with a reactor that is
permanently shut down and defueled is markedly reduced from those postulated for
an operating plant. The applicable DBA for VY in the permanently defueled
condition, the FHA, is discussed within this proposed amendment.

Criterion 3 of 10 CFR 50.36(c)(2)(ii)(C) states that TS LCOs must be established for
SSCs that are part of the primary success path and which function or actuate to
mitigate a DBA or transient that either assumes the failure of or presents a
challenge to the integrity of a fission product barrier. The intent of this criterion is to
capture into TS only those SSCs that are part of the primary success path of a
safety sequence analysis. Also captured by this criterion are those support and
actuation systems that are necessary for items in the primary success path to
successfully function. The primary success path of a safety sequence analysis
consists of the combination and sequences of equipment needed to operate
(including consideration of the single failure criterion), so that the plant response to
design basis accidents and transients limits the consequences of these events to
within the appropriate acceptance criteria. While there are no transients that will
continue to apply to VY, there are still DBAs that will continue to apply to a plant
authorized only to handle, store, and possess nuclear fuel. The scope of DBAs
applicable to a plant with a reactor that is permanently shut down and defueled is
markedly reduced from those postulated for an operating plant. The scope of DBAs
that will be applicable to VY is discussed in more detail within this proposed
amendment.

Criterion 4 of 10 CFR 50.36(c)(2)(ii)(D) states that TS LCOs must be established for
SSCs that operating experience or probabilistic risk assessment has shown to be
significant to public health and safety. The intent of this criterion is that risk insights
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and operating experience be factored into the establishment of TS LCOs. All of the
accident sequences that previously dominated risk at VY will no longer be
applicable once the reactor is in the permanently shutdown and defueled condition.

Addressing administrative controls, 10 CFR 50.36(c)(5) states that they "...are the
provisions relating to organization and management, procedures, recordkeeping,
review and audit, and reporting necessary to assure operation of the facility in a safe
manner." The particular administrative controls to be included in the TS, therefore,
are the provisions that the Commission deems essential for the safe operation of the
facility that are not already covered by other regulations. Accordingly, the NRC staff
determined that administrative control requirements that are not specifically required
under Section 50.36(c)(5), and which are not otherwise necessary to obviate the
possibility of an abnormal situation or an event giving rise to an immediate threat to
the public health and safety, may be relocated to more appropriate documents (e.g.,
Quality Assurance Program, Security Plan, or Emergency Plan), which are subject
to regulatory controls. Similarly, while the required content of TS administrative
controls is specified in 10 CFR 50.36(c)(5), particular details may be relocated to
licensee-controlled documents, where other regulations provide adequate regulatory
control.

10 CFR 50.36(c)(6), "Decommissioning," applies only to nuclear power reactor
facilities that have submitted the certifications required by § 50.82(a)(1). For such
facilities, TS involving safety limits, limiting safety system settings, and limiting
control system settings; limiting conditions for operation; surveillance requirements;
design features; and administrative controls will be developed on a case-by-case
basis.

This proposed amendment deletes the portions of the previous VY TS that are no
longer applicable to a permanently defueled facility while modifying the remaining
portions to correspond to the permanently shutdown condition.

10 CFR 50.48(f), Fire Protection during Decommissioninq

10 CFR 50.48(f) states in part that licensees that have submitted the certifications
required under § 50.82(a)(1) shall maintain a fire protection program to address the
potential for fires that could cause the release or spread of radioactive materials
(i.e., that could result in a radiological hazard).

(1) The objectives of the fire protection program are to--
(i) Reasonably prevent these fires from occurring;
(ii) Rapidly detect, control, and extinguish those fires that do occur and

that could result in a radiological hazard; and
(iii) Ensure that the risk of fire-induced radiological hazards to the public

environment and plant personnel is minimized.

(2) The licensee shall assess the fire protection program on a regular basis. The
licensee shall revise the plan as appropriate throughout the various stages of
facility decommissioning.

(3) The licensee may make changes to the fire protection program without NRC
approval if these changes do not reduce the effectiveness of fire protection for
facilities, systems, and equipment that could result in a radiological hazard,
taking into account the decommissioning plant conditions and activities.
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10 CFR 50.51, Continuation of License

10 CFR 50.51(b) states "Each license for a facility that has permanently ceased
operations, continues in effect beyond the expiration date to authorize ownership
and possession of the production or utilization facility, until the Commission notifies
the licensee in writing that the license is terminated. During such period of continued
effectiveness the licensee shall:

(1) Take actions necessary to decommission and decontaminate the
facility and continue to maintain the facility, including, where
applicable, the storage, control and maintenance of the spent fuel, in
a safe condition, and

(2) Conduct activities in accordance with all other restrictions applicable
to the facility in accordance with the NRC regulations and the
provisions of the specific 10 CFR part 50 license for the facility."

10 CFR 50.54(hh), Loss Due to Aircraft Threats and Explosion or Fire

10 CFR 50.54(hh) establishes the requirements for developing, implementing and
maintaining procedures and strategies for addressing potential aircraft threats and
large area fires or explosions. 10 CFR 50.54(hh)(3) states that this section of the
regulation does not apply to nuclear power plants that have submitted the
certifications required by 10 CFR 50.82(a).

10 CFR 50.82, Termination of License

10 CFR 50.82(a)(2) states "Upon docketing of the certifications for permanent
cessation of operations and permanent removal of fuel from the reactor vessel, or
when a final legally effective order to permanently cease operations has come into
effect, the 10 CFR part 50 license no longer authorizes operation of the reactor or
emplacement or retention of fuel into the reactor vessel."

10 CFR 50, Appendix A, General Desiqn Criteria (GDC) for Nuclear Power Plants

The GDC in place today became effective after the VY construction permit was
issued. A September 18, 1992 memorandum (ML003763736) to the NRC Executive
Director of Operations from the Secretary of the NRC summarized the results of a
Commissioners vote in which the Commissioners instructed the NRC staff not to
apply the GDC to plants with construction permits issued prior to May 21, 1971.
VY's construction permit was issued on December 11, 1967.

VY's design and licensing basis for fuel storage and handling and radiological
controls is detailed in the UFSAR and other plant-specific licensing basis
documents. UFSAR Appendix F provides a comparison of VY with the proposed
GDC published by the Atomic Energy Commission (AEC) for public comment in the
Federal Register dated July 11, 1967.

10 CFR 50.46, Acceptance Criteria for Emergency Core Cooling Systems for Light-
Water Nuclear Power Reactors

10 CFR 50.46(a)(1)(i) states "This section does not apply to a nuclear power reactor
facility for which the certifications required under § 50.82(a)(1) have been
submitted."
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10 CFR 50.62, Requirements for Reduction of Risk from Anticipated Transients
without Scram (ATWS) Events for Light-Water-Cooled Nuclear Power Plants

10 CFR 50.62(a) states "The requirements of this section apply to all commercial
light-water-cooled nuclear power plants, other than nuclear power reactor facilities
for which the certifications required under § 50.82(a)(1) have been submitted."

Design Basis Accidents (DBAs)

Section 14 of the VY UFSAR describes the safety analysis aspects of the plant that
were evaluated to demonstrate that the plant could be operated safely and that
radiological consequences from postulated accidents do not exceed the guidelines
of 10 CFR 50.67. Two basic groups of events pertinent to safety, abnormal
operational transients, and accidents, will be investigated separately. The safety
design limits require that damage to the fuel be limited and that no nuclear system
process barrier damage results from any abnormal operational transient. Thus,
analysis of this group of events evaluates the features that protect the first two
radioactive material barriers. Analysis of the events in the second group, accidents,
evaluates situations that require functioning of the engineered safeguards, including
containment.

Safety analyses are analyses performed to satisfy regulatory requirements. The
safety analyses are integral to the plant's design and licensing basis. The safety
analyses demonstrate the integrity of the fission product barriers, the capability to
shutdown the reactor and maintain it in a safe shutdown condition, and the
capability to prevent or mitigate the consequences of accidents and transients.
SSCs that perform design basis functions are credited in the safety analyses for the
purpose of mitigating the transient or accident.

Chapter 14 of the VY UFSAR describes the DBA scenarios that are applicable
during plant operations. However, the 10 CFR Part 50 license for VY will no longer
authorize operation of the reactor or emplacement or retention of fuel into the
reactor vessel, as specified in 10 CFR 50.82(a)(2). Therefore, most of the accident
scenarios postulated in UFSAR Section 14 will no longer be applicable once VY is in
the permanently defueled condition.

3.2 NO SIGNIFICANT HAZARDS CONSIDERATION DETERMINATION

Pursuant to 10 CFR 50.92, Entergy Nuclear Operations, Inc. (ENO) has reviewed
the proposed change and concludes that the change does not involve a significant
hazards consideration since the proposed change satisfies the criteria in 10 CFR
50.92(c). These criteria require that operation of the facility in accordance with the
proposed amendment would not (1) involve a significant increase in the probability
or consequences of an accident previously evaluated; (2) create the possibility of a
new or different kind of accident from any accident previously evaluated; or (3)
involve a significant reduction in a margin of safety.

The proposed amendment would revise the Vermont Yankee Nuclear Power Station
(VY) Renewed Facility Operating License (OL) and associated Technical
Specifications (TS) to Permanently Defueled Technical Specifications (PDTS) to
reflect the pending permanent cessation of reactor operation.
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On August 27, 2013, ENO announced that VY would permanently cease power
operations at the end of the current operating cycle. In Reference 1, ENO provided
formal notification of the intention to permanently cease power operations of VY
pursuant to 10 CFR 50.82(a)(1)(i). Once the certifications for permanent cessation
of operations and permanent fuel removal from the reactor vessel are made, the 10
CFR Part 50 license for VY no longer will authorize operation of the reactor or
placement of fuel in the reactor vessel, in accordance with 10 CFR 50.82(a)(2).

The existing VY TS contain limiting conditions for operation (LCOs) that provide for
appropriate functional capability of equipment required for safe operation of the
facility, including the plant being in a defueled condition. Because the VY Part 50
license will no longer authorize emplacement or retention of fuel in the reactor
vessel, the LCOs and associated surveillance requirements (SRs) that will not apply
in the permanently defueled condition are being proposed for deletion. The
remaining portions of the TS are being proposed for revision, into the PDTS, to
provide an acceptable level of safety derived from the reduced scope of postulated
design basis accidents associated with a defueled plant, as described in the VY
safety analyses.

The discussion below addresses each of these criteria and demonstrates that the
proposed amendment does not constitute a significant hazard.

1. Does the proposed amendment involve a significant increase in the
Probability or consequences of an accident Previously evaluated?

Response: No.

The proposed amendment would not take effect until VY has
permanently ceased operation and entered a permanently defueled
condition. The proposed amendment would modify the VY OL and
TS by deleting the portions of the OL and TS that are no longer
applicable to a permanently defueled facility, while modifying the
other sections to correspond to the permanently defueled condition.
This change is consistent with the criteria set forth in 10 CFR 50.36
for the contents of TS.

Section 14 of the VY Updated Final Safety Analysis Report (UFSAR)
describes the design basis accident (DBA) and transient scenarios
applicable to VY during power operations. Once the reactor is in a
permanently defueled condition, the spent fuel pool and its cooling
systems will be dedicated only to spent fuel storage. In this condition,
the spectrum of credible accidents will be much smaller than for an
operational plant, Once the certifications are docketed by VY in
accordance with 10 CFR 50.82(a)(1), and the consequent removal of
authorization to operate the reactor or to place or retain fuel in the
reactor vessel in accordance with 10 CFR 50.82(a)(2), the majority of
the accident scenarios previously postulated in the UFSAR will no
longer be possible and will be removed from the UFSAR under the
provisions of 10 CFR 50.59.

The deletion of TS definitions and rules of usage and application, that
will not be applicable in a defueled condition, has no impact on facility
SSCs or the methods of operation of such SSCs. The deletion of
design features and safety limits not applicable to the permanently
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shutdown and defueled status of VY has no impact on the remaining
applicable DBA, the Fuel Handling Accident (FHA). The removal of
LCOs or SRs that are related only to the operation of the nuclear
reactor or only to the prevention, diagnosis, or mitigation of reactor-
related transients or accidents do not affect the applicable DBAs
previously evaluated since these DBAs are no longer applicable in
the defueled mode. The safety functions involving core reactivity
control, reactor heat removal, reactor coolant system inventory
control, and containment integrity are no longer applicable at VY as a
permanently defueled plant. The analyzed accidents involving
damage to the reactor coolant system, main steam lines, reactor
core, and the subsequent release of radioactive material will no
longer be possible at VY.

After VY permanently ceases operation, the future generation of
fission products will cease and the remaining source term will decay.
The radioactive decay of the irradiated fuel following shutdown of the
reactor will have reduced the consequences of the FHA below those
previously analyzed.

The spent fuel pool (SFP) water level, temperature and storage TSs
are retained to preserve the current requirements for safe storage of
irradiated fuel. SFP cooling and makeup related equipment and
support equipment (e.g., electrical power systems) are not required
to be continuously available since there will be sufficient time to effect
repairs, establish alternate sources of makeup flow, or establish
alternate sources of cooling in the event of a loss of cooling and
makeup flow to the SFP.

The TS for outdoor tanks that contain radioactivity that are not
surrounded by liners, dikes, or walls capable of holding the tank
contents, or that do not have tank overflows and surrounding area
drains connected to the liquid radwaste treatment system are
retained to preserve the current requirements for safe storage of
radioactive liquids. Restricting the quantity of radioactive material
contained in the specified tanks provides assurance that in the event
of an uncontrolled release of the tanks' contents, the resulting
concentrations would be less than the limits of 10 CFR Part 20.1001-
20.2402, Appendix B, Table 2, Column 2, at the nearest potable
water supply and in the nearest surface water supply in an
unrestricted area.

The probability of occurrence of previously evaluated accidents is not
increased, since extended operation in a defueled condition will be
the only operation allowed, and therefore bounded by the existing
analyses. Additionally, the occurrence of postulated accidents
associated with reactor operation will no longer be credible in a
permanently defueled reactor. This significantly reduces the scope of
applicable accidents.

Therefore, the proposed amendment does not involve a significant
increase in the probability or consequences of an accident previously
evaluated.
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2. Does the proposed amendment create the Possibility of a new or
different kind of accident from any accident previously evaluated?

Response: No.

The proposed changes have no impact on facility SSCs affecting the
safe storage of irradiated fuel, or on the methods of operation of such
SSCs, or on the handling and storage of irradiated fuel itself. The
removal of TS that are related only to the operation of the nuclear
reactor or only to the prevention, diagnosis, or mitigation of reactor-
related transients or accidents, cannot result in different or more
adverse failure modes or accidents than previously evaluated
because the reactor will be permanently shutdown and defueled and
VY will no longer be authorized to operate the reactor.

The proposed deletion of requirements of the VY OL and TS do not
affect systems credited in the accident analysis for the FHA at VY.
The proposed OL and TS will continue to require proper control and
monitoring of safety significant parameters and activities.

The proposed restriction on the SFP level is fulfilled by normal
operating conditions and preserves initial conditions assumed in the
analyses of the postulated DBA. The SFP water level, temperature,
and storage TSs are retained to preserve the current requirements
for safe storage of irradiated fuel.

The TS for outdoor tanks that contain radioactivity that are not
surrounded by liners, dikes, or walls capable of holding the tank
contents, or that do not have tank overflows and surrounding area
drains connected to the liquid radwaste treatment system are
retained to preserve the current requirements for safe storage of
radioactive liquids.

The proposed amendment does not result in any new mechanisms
that could initiate damage to the remaining relevant safety barriers for
defueled plants (fuel cladding and spent fuel cooling). Since
extended operation in a defueled condition will be the only operation
allowed, and therefore bounded by the existing analyses, such a
condition does not create the possibility of a new or different kind of
accident.

Therefore, the proposed change does not create the possibility of a
new or different kind of accident from any previously evaluated.

3. Does the proposed amendment involve a siqnificant reduction in a
marqin of safety?

Response: No.

Because the 10 CFR Part 50 license for VY will no longer authorize
operation of the reactor or emplacement or retention of fuel into the
reactor vessel once the certifications required by 10 CFR 50.82(a)(1)
are submitted, as specified in 10 CFR 50.82(a)(2), the occurrence of
postulated accidents associated with reactor operation is no longer
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credible. The only remaining credible accident is a FHA. The
proposed amendment does not adversely affect the inputs or
assumptions of any of the design basis analyses that impact the
FHA.

The proposed changes are limited to those portions of the OL and TS
that are not related to the safe storage of irradiated fuel. The
requirements that are proposed to be revised or deleted from the VY
OL and TS are not credited in the existing accident analysis for the
remaining applicable postulated accident; and as such, do not
contribute to the margin of safety associated with the accident
analysis. Postulated design basis accidents involving the reactor will
no longer be possible because the reactor will be permanently
shutdown and defueled and VY will no longer be authorized to
operate the reactor.

Therefore, the proposed change does not involve a significant
reduction in the margin of safety.

Based on the above, ENO concludes that the proposed amendment presents no
significant hazards consideration under the standards set forth in 10 CFR 50.92(c),
and, accordingly, a finding of "no significant hazards consideration" is justified.

3.3 PRECEDENT

The proposed changes are consistent with the existing license and TS currently in
effect for Millstone Nuclear Power Station (DPR-21), which was last substantively
revised on March 31, 2001 (Reference 7). The Millstone license amendment that
was issued to reflect the permanently shutdown status of the plant on November 9,
1999 (Reference 8), contains license conditions and TS similar to those being
proposed herein.

The proposed changes are also consistent with the license and accompanying TS
issued to Zion Nuclear Power Station on December 30, 1999 (Reference 9) to
reflect the permanently shutdown status of the plant.

3.4 CONCLUSION

Based on the considerations discussed above, (1) there is reasonable assurance
that the health and safety of the public will not be endangered by operation in the
proposed manner, (2) such activities will be conducted in compliance with the
Commission's regulations, and (3) the issuance of the amendment will not be
inimical to the common defense and security or to the health and safety of the
public.

4. ENVIRONMENTAL CONSIDERATIONS

This amendment request meets the eligibility criteria for categorical exclusion from
environmental review set forth in 10 CFR 51.22(c)(9) as follows:

(i) The amendment involves no significant hazards consideration.

As described in Section 3.2 of this evaluation, the proposed change involves no
significant hazards consideration.
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(ii) There is no significant change in the types or significant increase in the amounts of
any effluents that may be released offsite.

The proposed amendment does not involve any physical alterations to the plant
configuration that could lead to a change in the type or amount of effluent that may
be released offsite.

(iii) There is no significant increase in individual or cumulative occupational radiation
exposure.

The proposed amendment does not involve any physical alterations to the plant
configuration that could lead to a significant increase in individual or cumulative
occupational radiation exposure.

Based on the above, ENO concludes that the proposed change meets the eligibility criteria
for categorical exclusion as set forth in 10 CFR 51.22(c)(9). Pursuant to 10 CFR 51.22(b),
no environmental impact statement or environmental assessment need be prepared in
connection with the issuance of this amendment.
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Enterqy Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc.

(Vermont Yankee Nuclear Power Station)

Docket No. 50-271

Renewed Facility Operating License

Renewed Operating License No. DPR-28

The U.S. Nuclear Regulatory Commission (NRC or the Commission), having previously
made the findings set forth in Facility Operating License No. DPR-28, dated
February 28, 1. h w found that:

a. CntctoofteVermont Yankee Nuclear Pewcr Station (the facility) has
been subrtantially completed in conformnity with the application, as amended, the
ProVi.ional Gonstru.tion Pc.it No. CPPR 36, the prKc':oinc of tho Atomic
Encrgy Act of 1054, as amended (the Act), and the rUles and rcgulatienc of the
Commiccioen as set forth in Title 10 of the Gede ef Federal Regulatiene (CFR)
Ga--,be prohibited from operating the reactor]

b. The facility will epelate in conformity with the application, as amended, the
provisions of the Act, and the rules and regulations of the Commission; and

c. There is reasonable assurance (1) that the activities authorized by this FeRewed
epeFating license can be conducted without endangering the health and safety of
the public, and (ii) that such activities will be conducted in compliance with the
rules and regulations of the Commission; and

d. Entergy Nuclear Vermont Yankee, LLC is financially qualified and Entergy
Nuclear Operations, Inc. is technically and financially qualified to engage in the
activities authorized by this renewed "perating+ license, in accordance with the
rules and regulations of the Commission; and

e. Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc.
have satisfied the applicable provisions of 10 CFR Part 140, "Financial Protection
Requirements and Indemnity Agreements" of the Commission's regulations; and

f. The issuance of this rcn.w.d operating license will not be inimical to the
common defense and security or to the health and safety of the public; and

g. After weighing the environmental, economic, technical and other benefits of the
facility against environmental costs and considering available alternatives, the
issuance of this ..new.d , pemting license (subject to the conditions for
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protection of the environment set forth herein) is in accordance with
10 CFR Part 51, of the Commission's regulations and all applicable requirements
of said Part 51 have been satisfied; and

h. Actions have been identified and have been or will be taken with respect to: (1)
managing the effects of aging on the functionality of structures and components
that have been identified to require review under 10 CFR 54.21 (a)(1) during the
period of extended operation, and (2) time-limited aging analyses that have been
identified to require review under 10 CFR 54.21(c), such that there is reasonable
assurance that the activities authorized by this ..Rew.d .pc."ting license will
continue to be conducted in accordance with the current licensing basis, as
defined in 10 CFR 54.3 for the facility, and that any changes made to the facility's
current licensing basis in order to comply with 10 CFR 54.29(a) are in
accordance with the Act and the Commission's regulations.

Accordingly, Facility Operating License No. DPR-28, as amended, issued to Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc. is superseded
by Renewed Facility Operating License No. DPR-28 and is hereby amended in its
entirety to read:

1. This renewed license applies to the Vermont Yankee Nuclear Power Station (the
facility), a single cycle, boiling water, light water moderated and cooled reactor,
and associated electric generating equipment. The facility is located on Entergy
Nuclear Vermont Yankee, LLC's site, in the Town of Vernon, Windham County,
Vermont, and is described in the application as amended.

2. Subject to the conditions and requirements incorporated herein, the Commission
hereby licenses:

and
A. Pursuant to Sections 104b of the Atomic Energ Act of 1954, as amended

(the Act), and 10 CFR Part 50, "Licensing of P roduction and Utilization
Facilities," Entergy Nuclear Vermont Yankee, LC to possess and use, and
Entergy Nuclear Operations, Inc., to possess- useand epeFate the facility as
a utilization facility at the designated location on the Entergy Nuclear Vermont
Yankee, LLC site. that was usedl

B. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 C Part 70, to
Feseeepossessead uee at any time special nuclear material as reactor
fuel, in accordance with the limitations for storage and amounts required for
reactor operation as described in the Final Safety Analysis Report, as
supplemented and amended that were-

that were used that we re se-d]

C. Entergy Nuclear Oper ions, Inc., pursuant to the Act and 1 FR Parts 30,
40 and 70, to recei , possess, and use at any time any product, so , r areud
and special nuc r material as sealed neutron sources r re ac artup,
sealed sources or calibration of reactor instrumentation and t diation
monitoring equipment, and as fission detectors in amounts as required.
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D. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Parts 30,
40 and 70, to receive, possess, and use in amounts as required any
byproduct, source, or special nuclear material without restriction to chemical
or physical form, for sample analysis or instrument calibration or associated
with radioactive apparatus or components.

E. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Parts 30
and 70, to possess, but not to separate, such byproduct and special nuclear
material as may be produced by operation of the facility.

3. This renewed license shall be deemed to contain and is subject to the conditions
specified in the following Commission regulations: 10 CFR Part 20, Section
30.34 of 10 CFR Part 30, Section 40.41 of 10 CFR Part 40, Section 50.54 and
50.59 of 10 CFR Part 50, and Section 70.32 of 10 CFR Part 70; and is subject to
all applicable provisions of the Act and to the rules, regulations, and orders of the
Commission now or hereafter in effect; and is subject to the additional conditions
specified below: Z--De~leted

A. Maximum Power Level

Emntcrgy Nuclear Operations, Inc. is aulthBorzed to operate the facility at
reactor corc power levels not to c,.cced 1912 mcegawatts therml n
accordancc with the Tccehnical Speeifleatiens (Appendix A) appended hcetoe

B. Technical Specifications

The Technical Specifications contained in Appendix A, as revised through
Amendment No. 258, are hereby incorporated in the license. Entergy
Nuclear Operations, Inc. shall operate the facility in accordance with the
Technical Specifications.

C. Reports

Entergy Nuclear Operations, Inc. shall make reports in accordance with the
requirements of the Technical Specifications.

D. This paragraph deleted by Amendment No. 226.

E. Environmental Conditions

Pursuant to the Initial Decision of the presiding Atomic Safety and Licensing
Board issued February 27, 1973, the following conditions for the protection of
the environment are incorporated herein:

1. This paragraph deleted by Amendment No. 206, October 22, 2001.

2. This paragraph deleted by Amendment 131, 10/07/91.

Renewed Facility Operating License No. DPR-28 Amendment No. 255,2,%,2&7, 268
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3. This paragraph deleted by Amendment No. 206, October 22, 2001.

4. If harmful effects or evidence of irreversible damage in land or water
ecosystems as a result of facility operation are detected by Entergy
Nuclear Operations, Inc.'s environmental monitoring program, Entergy
Nuclear Operations, Inc. shall provide an analysis of the problem to the
Commission and to the advisory group for the Technical Specifications,
and Entergy Nuclear Operations, Inc. thereafter will provide, subject to
the review by the aforesaid advisory group, a course of action to be
taken immediately to alleviate the problem.

5. Entergy Nuclear Operations, Inc. will grant authorized representatives of
the Massachusetts Department of Public Health (MDPH) and
Metropolitan District Commission (MDC) access to records and charts
related to discharge of radioactive materials to the Connecticut River.

6. This paragraph deleted by Amendment No. 206, October 22, 2001.

7. This paragraph deleted by Amendment No. 206, October 22, 2001.

8. Entergy Nuclear Operations, Inc. will permit authorized representatives
of the MDPH and MDC to examine the chemical and radioactivity
analyses performed by Entergy Nuclear Operations, Inc.

9. Entergy Nuclear Operations, Inc. shall immediately notify MDPH, or an
agency designated by MDPH, in the event concentrations of radioactive
materials in liquid effluents, measured at the point of release from the
Vermont Yankee facility, exceed the limit set forth in the facility Offsite
Dose Calculation Manual. Entergy Nuclear Operations, Inc. will also
notify MDPH in writing within 30 days following the release of
radioactive materials in liquid effluents in excess of 10 percent of the
limit set forth in the facility Offsite Dose Calculation Manual.

10. A report shall be submitted to MDPH and MDC by May 15 of each year
of plant operation, specifying the total quantities of radioactive materials
released to the Connecticut River during the previous calendar year.
The report shall contain the following information:

(a) Total curie activity discharged other than tritium and dissolved

gases.

(b) Total curie alpha activity discharged.

(c) Total curies of tritium discharged.

(d) Total curies of dissolved radio-gases discharged.
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(e) Total volume (in gallons) of liquid waste discharged.

(f) Total volume (in gallons) of dilution water.

(g) Average concentration at discharge outfall.

(h) This paragraph deleted by Amendment No. 206, October 22, 2001.

(i) Total radioactivity (in curies) released by nuclide including dissolved
radio-gases.

(j) Percent of the facility Offsite Dose Calculation Manual limit for total

activity released.

11. This paragraph deleted by Amendment No. 206, October 22, 2001.

12. This paragraph deleted by Amendment No. 206, October 22, 2001.

13. Entergy Nuclear Operations, Inc. shall establish and maintain a system
of emergency notification to the states of Vermont and New Hampshire,
and the Commonwealth of Massachusetts, satisfactory to the
appropriate public health and public safety officials of those states and
the Commonwealth, which provides for:

a. Notice of site emergencies as well as general emergencies.

b. Direct microwave communication with the state police headquarters
of the respective states and the Commonwealth when the
transmission facilities of the respective states and the
Commonwealth so permit, at the expense of Entergy Nuclear
Operations, Inc.

c. A verification or coding system for emergency messages between
Entergy Nuclear Operations, Inc. and the state police headquarters
of the respective states and the Commonwealth.

14. Entergy Nuclear Operations, Inc. shall furnish advance notification to
MDPH, or to another Commonwealth agency designated by MDPH, of
the time, method and proposed route through the Commonwealth of
any shipments of nuclear fuel and wastes to and from the Vermont
Yankee facility which will utilize railways or roadways in the
Commonwealth.FD-.lel e-ted

F. Encg NuclcF Opeffitions, inc. shall implement and maintain in cifect aill
provcion ofthe zipprovcd Firc Protcctfien Progrzim as deScribed in the Final

Renewed Facility Operating License No. DPR-28
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X P i & i • el Am . .. .
Safety Analysis HepeIi t Wor me .ac4lity and aS aproed on the SER datedf J U....... i

January 13i, 11178, and supplemental SSf-s, dated W1i217, ~2/208, 4'1W80U,
713!RO IQIP41RD 11/1081. 1/13/83. 7!1P414 32,5486 =12!86 12/8!8
11/29100, 8/30/.., 312W.97, 6...97, 81 .247, 316.98, 3 .3108, 9/2/98, and
2/24199, cubject to the following p. ..i.ionso

Eintergly Nuclear Operations, Inc. mnay make changes to the approved Fire
Protec~tion Programn without prior approval of the Commission only if these
cn~ncie~ woulo not ~o~cr~civ rncct inc ~wiiir; to acnicvc ano maintain ~arc

chutownin the event of a-wirn

G. Security Plan
Changes to License Condition 3.G,
Security Plan, are under NRC
rovi~awimfnana I 0mtt~r Pnintrn

Entergy Nuclear Operations, Inc. shall fully implemen I ......... .... ý1t
all provisions of the Commission-approved physicals Nuclear Operations, Inc., to NRC,
qualification, and safeguards contingency plans inclu "Cyber Security Plan Implementation
pursuant to provisions of the Miscellaneous Amenc Schedule Proposed Change No.
Requirements revisions to 10 CFR 73.55 (51 FR 2'81308," BVY 13-109, dated December
authority of 10 CFR 50.90 and 10 CFR 50.54(p). he 19 20 1 3
which contain Safeguards Information protected nde -,. I I
entitled: "Vermont Yankee Nuclear Power Stati Security Plan, Training
and Qualification Plan, and Safeguards Contin ncy Plan, Revision 0,"
submitted by letter dated October 18, 2004, as upplemented by letter dated
May 16, 2006.

Entergy Nuclear Operations, Inc. shall fully i plement and maintain in effect all
provisions of the Commission-approved cyb r security plan (CSP), including
changes made pursuant to the authority of 0 C1 R 50.90 and 10 CFR 50.54(p).
Entergy Nuclear Operations, Inc. CSP wa pproved by License Amendment
No. 247, as supplemented by a --cne approved by License Amendment 7

This paragraph deleted by Amendment No. 107, 8/25/88.H.

1. This paragraph deleted by Amendment No. 131, 10/7/91.

J. License Transfer Conditions

On the closing date of the transfer of Vermont Yankee Nuclear Power Station
(Vermont Yankee), Entergy Nuclear Vermont Yankee, LLC shall obtain from
Vermont Yankee Nuclear Power Corporation all of the accumulated
decommissioning trust funds for the facility, and ensure the deposit of such
funds into a decommissioning trust for Vermont Yankee established by
Entergy Nuclear Vermont Yankee, LLC. If the amount of such funds does not
meet or exceed the minimum amount required for the facility pursuant to
10 CFR 50.75, Entergy Nuclear Vermont Yankee, LLC shall at such time
deposit additional funds into the trust and/or obtain a parent company
guarantee (to be updated annually) and/or obtain a surety pursuant to
10 CFR 50.75(e)(1)(iii) in a form acceptable to the NRC and in an amount or
amounts which, when combined with the decommissioning trust funds for the
facility that have been obtained and deposited as required above, equals or

1 The Training and Qualification Plan and Safeguards Contingency Plan are Appendices to the Security

Plan.

Renewed Facility Operating License No. DPR-28 Amendment No. 247- 2-"
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exceeds the total amount required for the facility pursuant to 10 CFR 50.75.
The decommissioning trust, and surety if utilized, shall be subject to or be
consistent with the following requirements, as applicable:

a. Decommissioning Trust

(i) The decommissioning trust agreement must be in a form acceptable
to the NRC.

(ii) With respect to the decommissioning trust funds, investments in the
securities or other obligations of Entergy Corporation and its
affiliates, successors, or assigns shall be prohibited. In addition,
except for investments tied to market indexes or other
non-nuclear-sector mutual funds, investments in any entity owning
one or more nuclear power plants are prohibited.

(iii) The decommissioning trust agreement must provide that no
disbursements or payments from the trust, other than for ordinary
administrative expenses, shall be made by the trustee until the
trustee has first given the NRC 30 days prior written notice of
payment. The decommissioning trust agreement shall further contain
a provision that no disbursements or payments from the trust shall be
made if the trustee receives prior written notice of objection from the
Director of the Office of Nuclear Reactor Regulation.

(iv) The decommissioning trust agreement must provide that the
agreement cannot be amended in any material respect without 30
days prior written notification to the Director of the Office of Nuclear
Reactor Regulation.

(v) The appropriate section of the decommissioning trust agreement
shall state that the trustee, investment advisor, or anyone else
directing the investments made in the trust shall adhere to a
"prudent investor' standard, as specified in 18 CFR 35.32(a)(3) of
the Federal Energy Regulatory Commission's regulations.

b. Surety

(i) The surety agreement must be in a form acceptable to the NRC and
be in accordance with all applicable NRC regulations.

(ii) The surety company providing any surety obtained to comply with
the Order approving the transfer shall be one of those listed by the U.S.
Department of the Treasury in the most recent edition of
Circular 570 and shall have a coverage limit sufficient to cover the
amount of the surety.

Renewed Facility Operating License No. DPR-28



-8-

(iii) Entergy Nuclear Vermont Yankee, LLC shall establish a standby
trust to receive funds from the surety, if a surety is obtained, in the
event that Entergy Nuclear Vermont Yankee, LLC defaults on its
funding obligations for the decommissioning of Vermont Yankee.
The standby trust agreement must be in a form acceptable to the
NRC, and shall conform with all conditions otherwise applicable to
the decommissioning trust agreement.

(iv) The surety agreement must provide that the agreement cannot be
amended in any material respect, or terminated, without 30 days
prior written notification to the Director of the Office of Nuclear
Reactor Regulation.

Entergy Nuclear Vermont Yankee, LLC shall take all necessary steps to
ensure that the decommissioning trust is maintained in accordance with
the application for approval of the transfer of this license to Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc., and
the requirements of the Order approving the transfer, and consistent with
the safety evaluation supporting the Order.

Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations,
Inc. shall take no action to cause Entergy Global Investments, Inc., or
Entergy International Holdings Ltd. LLC, or their parent companies to
void, cancel, or modify the lines of credit to provide funding for Vermont
Yankee as represented in the application without prior written consent of
the Director of the Office of Nuclear Reactor Regulation.

K. Minimum Critical Power Ratio <--[Deletedj

When operating at thermnal power greatcr than 1593 mnegaw'atts thermnal, the
safety limit mninimum critical power ratio (81LMCPR) shall be established by
adding 0.02 to the cycle spccific SL:MCPR value caleulated using the,
NRC approved methodologies documented in General Electric Lieensing
Topicsal Report NEDE 21011 P A, "General Electric Standard Application for
Reactor Fuel," as amended, and doeumented in the Core Operating Limits
RepeFt.

L. Traset efn

1. Durina the e tended sower USratc (SPUA sewce azm |nmimn tesL nrmarmmm

and prior to emeeeding 168 hours of plant operation at the nominal full
EPU react8o power level, with feedwater and condensate foW rFates
stabilized at aPProximately the EPUJ full power level, Eintergly Nucloar
Operations, Inc. shall confirIm through peIIvmanme Of transient testing
that the less of ono condensate pump will not result in a complete loss of
reacRrtor feedwator.
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2. Within 30-asa noinal full pow
pe~ormannee oef thcp ttest in (1) abo'.
transient testing andlor analysis e1

I

L

Cr operation folloWing succcssful
ec, through performnance of additional
.......------ ---- ....he t e .sting I in

ti) aioovo, GeonIirm th

reSUlt in a rcactGr trip.
the less ef ene Foeao eF eedw iteF pup PWIN nRe

M. Petcntial Adverse Flow Effcct-s

This liccinsc condition providcc for monitorfing, evaluating, and taking promRpt
action in rcspensc to potential advcrse flow effccts as a rcsult of pewcr
uprate operation on plant structures, systems, and compencnts (including
vcrifying the continued Structural intcgrity of thc steam drier).

1. The following requirements are placzd on operation of the facility ab
the original liensed thermal power (OLTP) level of 1503 mogawaft
the~enaMW+.

a. Entergy Nuclear Operations, Inc. shall monitor hourlY the 32 mnail

9

A

steam line (MSI=) stFain @A 9 A sduring power ascension above 10
,.,,i ,o nramiRn PneSrUe Tuuatins, in tne steam ines.

b. Emntegy Nuclear Operations, Inc. shall hold the facillty for 24 hours at
16-05%, 110%, and 115% of OLTP2 to colect data fr~no the 32 MSio
strain gages required by Condition M.1!.a, conduct plant inspections,
and walkdewnc, and evaluate steam drier perform~ance basedo
these data; shall provide the evaluation to the NRC staff by faesiml
or electronic transmission to the NSRC project mnanager upon
completion of the evaluation; and shall not inrSSease power abeve
each hold point until 06 hours after the NRC project mnanager confiFrms

recePt of the tranmisin'618.

e. if any frequency peak fromn the MSL= strain gage data excceds the fflimt.
c~upve established by Entergly Nuclear Operations, Inc. and submitted
to the NRC staff prior to operation above OLIT-P, Entergy Nuclear:
Operations, Inc. shall return the facfility to a power level at whichth
Imi-t curv; is not exc.eded. Ente.gy Nuclear Opeatins, Ine. hll
resolve the uneekainties in the steam dricr analysis, documentth
continued structural integrity of the steam drier, and provide that
documentationi to the NRC staff by facssimilc orelectroictransmfission
to the NjRC project m~anager prior to fu~thcr increases in reactor
peweF.

in aeG4~e to evaluating the MSL strain gage data, Entergy 1 ! UIbUI

Operatiens, Inc. shall moenitoFr reaGtr pressure vessel water level
i nstrumentation or MS6 piping accelerometers on an hourly basis
during power ascension above OL=TP. If resonance frequencies are
identofied as increasing above nominal levels in P~peopoien to st in
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gage icrmttondata, Entergy Nuclear Operations, Inc. hl
step powe- aseescen, documnent the continued t;ructuFal intcgrity Of
the steam dr-yeF, and provide that documentation to the NIRC Ataff by
faccimilc or eleeronir taRsnmissien to thc NSRC project m~anager prior
to fu~theF increases in Fea~teF power.

e. Fellewing stak up testing, Entergly NuceleaF Gpcrations, ins. shall
re..lve the uncztf..intie; in the steam dr.e. analysis and provide that
resolution to the NRC staff by facsimile Or electronfic transmission to
the N..RC project mnanager. if the un....ainti. s arc net , e,; lvcd within
90 days of issuancc of the lisense amendment autherizing operation
at 1012 MVAt, Entergy Nuelcar Operations, Inc. shall return the facilty

2. As d tSGI-ibed in Enefl ruciear Operations, inc. icftir IBV' 06 uo4 dae
SeptembeF 14, 2005, Entcrgly NrlceaF Operations, Inc. shall implement.
the following actionS:

a. Prior to operation abovc OLT-P, Entcrgly Njuclear Operations, ins. shall
i nstall 32 additional Strain gages on the main steam piping and shall
enhance the data aequicition system in ordor to reduco the
mneasurement uncs~tafinty asceciated with the acoustic circuit model

b.f in the event that acoustic signals arc identified that challengc the limit
eurve during pewcr ascznsien above QLTP, Eintergly Nuclear
Operations, Inc. shall evaluate dryer leads and Fe establish thelit
cuive based on the enew strafin gage data, and shall performn a
imrequeney speemr

sgal Fequenry.
e assSSmnnt ef ;AG..,M, unscrrintv at the aicoeti

r.. After• eaching 120-, of OL-TP, Ent..gy NucleaF • perations, Inc. shall
obain meaSUrements from the MSL Stra n gages and establis
steam drye, flow induced vibration load fatigue mnargin for the faciliy,
update the dFyeF Stress Fepo.t, and Fe establish the steam dm mr
monitoring plan (SIDMP) limit curve with the updated AGM load
definition and revised instument uneectaintywhieh well be provided to
the NRC staff.

d. During power asconsion above OLTP, if an engineering evaluation is
reuied in accordance with the SDMP, Entergy Nuclear Qperatiens,
Inc.hall erFom the structural analysis to address frequency

uncsrtainties up to !b10% and aSSUre that peak responses that fal
within this uncortainty band are addressed.

e. Lntera, Nuclear Umierat ens, inc. shall rei•se the S-MP to refl.ctV•

long term monring of plant paameters potentially indicative Of
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steam dryer failurc; to rcflcct consfistencay of the facilitf'S steam dryer
inRspection program with GenReal Electric Services Information Lctter
644, Revision 1; and to ide.tify the NRC Proje.t Manager .Fr the
facility as the point of contact fer peo•id•.ig SIDMP inf•ormation du.ing
power ascension.

Entcrgy Nuclear Operations, Inc. shall submit the final ecdended
power uprate (EPU) steamR dryer load dcfinition for the facility toth
NRC upon esompletion of the power as meRsien test progralm.

g. Entergly NueIar Operations, Inc. shall submit the flow induced
Vibration related portions of the EPU startup test procedure to the
NRC, including mIethodology for updating the limit curIe, Prior to
power ascansion above OLTP.

3. Entergy NucalearO•perations, Inc. shall prepare the EPU staItup test
procedure to include the (a) Stress limfit GUrvc to be applied forF evaluating
steam dryer pe~oemmme; (b) cpocific hold points and their duration
during EPUJ power asccnsien; (e) activities to be accomplished during
hold points; (d) plant parameters to be monitored; (e) inspections and
walkdownr to be conducted for steam, feedwater, and condensate

systems and components during the hold pofints; (fý methods to be used
to trend plant paramfeters; (g) accaptane criera for monitoing and
trending plant parameters, and conducting the walkdowns and
inRspections;i (h) actions to be taken of acceptance criteria ape net satfisfiedEV
and (i) verification of the completion of commitments and planned actions
specified in its application and all supplements to the application in
support of the EPUJ lInse amendment request pertaining to the steam
dryer prior to power increase above OL=TP. Entergy Nuclear Operations-,
Inc. shall provide the related EPU starup test procedure sections to the
NRC by facsimile or electprnic transmission to the NRC project mnanager
prior to increaing pwer above OLTFP.

4. When operating above O=T-P, the operating limits, required actions, and
su'veillances spe,,ied in the SDMP shall be met. The fellowing key

attributes of the SDMP shall not be made less restritive without prior
NRGappevak

- S . - __'-_____ Z__--L! ... . I-- •1 Y• --- I L L I 1

a. uurina initiai oowcr ascension tectina aDeve UL it-'. eacn rest ciarcau
incre ment shall be approXimately 8OMMOt;

b. Level 1 peffefmance criteria; and

.... • ......... r- ......

6. The methodology for establishing the stress
Level I and Level 2 peftrmanee criteria.

spectra used for the
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6. During each of the three scheduled refueling outages (beginning with the
sprIn.g 2007 refueling outage), a visual inspection shall be conductcde
all ascessible, susceptible .o-ations of the steam d-.re, inhluding flaws
left "as is" and modifications.

6. The results of the visual inspections of the steam dryer conducted during
the th.eo scheduled refu.ling outages (beginning with the Spring 2007
refueling outage) shall be Fepeoted to the NRC staff within 60 days
following startup fromA the respectiVe refueling outage. The results of the
SDMP shall be submitted to the NRC taff in a repot within 60 days
following the completion of all EPUJ power ascension testin g.

7. The requirements of paragraph 4 above for meeting the SD..P shall bIe
0 mplcmcnted upon issuance of the EPUJ lisense amendment and shall
continue until the completion of one full operating cycle at EPUJ. if an
unaccGeptable StFructual flaw (due to fatigue) is detected during th
subsequent visual inspecation of the steam dryer, the requirements e?
paragraph 4 shall extend another full operating cycle until the visa
MinsooNAtion tandard- Of no- neW flaWcaflaW aroY~h based on Wisua
i etion is satisfied.

~1I' ~"~r~' I '1'~r 1TI~T1'-TIrr (~ T'f'v.

paragraphs 5, 6, and 7 provided that a viua inspectioin of the steam
A ýa. Aaaa "^+ ý" " .m"=^aa..h4ak fa or ." ^^ +ý,1 ;!%

groV~h that is due to fatyeg Deleted

Develop and maintain strategies for addre6Sing IaFge
and that include the followfinq ke' areas:

(a) Fire fighting response strategy with the followii
4-? Pre defined coordinated re. rps M
2-? Assessment of mutual aid fire fighting s
3- Designated staging areas for equipmen
4- Command and control
6 Tr.ainine1ef response persionnel

This change is under NRC review.
Reference: Letter, Entergy Nuclear
Operations, Inc., to NRC,
"Technical Specifications Proposed
Change No. 307 Revision to
Mitigation Strategy License
Condition and Technical
Specification Administrative
Controls for Permanently Defueled
Condition," BVY 13-096, dated
October 31, 2013 (ML13316A004)

(b) P l
Qperations to mitiate fuel eanamae co-nR--acPring the followng:
4-? Piront.ecte ion andue o
2- Communication
3- Minimizing fire spread
4- Procedures for implem
6- Identiffication of readily

crsnnei assets

enting in,•,ftee Tire response strategy
available pre staged equipment
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6. Training on integrated fi., respnc•, t•rategy
7. Spent fuel peol mitigation mneaSUres

(e) Actions to mninimize rele :asct ncueensiacration o
1. .Wate tSpFa
2. [Doze to onsi tc rczE)nonc Deleted

0. The licensee shall implement and maintain all ActionS requiredby,
Attachment 2 to NRC Order FEA 06 137, issued June 20, 2006, except the
last action that requires incorporation of the Strategies into the Site security
plan, contingency plan, mernegency plan and/or guard trainingan
qualification plan, as appropriate.

P. The information in the UFSAR supplement, submitted pursuant to 10 CRF
54.21(d), as revised during the license renewal application process, and as
supplemented by Commitment Nos. 1-5, 6 (as revised by Entergy Nuclear
Vermont Yankee, LLC letter dated May 19, 2011), 7-36, 38, 39, 42, 43, and
45-55 of Appendix A of Supplement 2 of NUREG-1907 shall be incorporated as
part of the UFSAR which will be updated in accordance with 10 CFR 50.71(e).
As such, Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear
Operations, Inc. may make changes to the programs and activities described in
the UFSAR supplement and Commitment Nos. 1-5, 6 (as revised by Entergy
Nuclear Vermont Yankee, LLC letter dated May 19, 2011), 7-36, 38, 39, 42, 43,
and 45-55 of Appendix A of Supplement 2 of NUREG-1907 provided Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc. evaluates
such changes pursuant to the criteria set forth in 10 CFR 50.59 and otherwise
complies with the requirements in that section.

Q. This paragraph deleted by Amendment No. 256, April 17, 2013. -Deleted

R. Entergly Nuclear Vermoent Yankee, LLCG and Entergly Nuclear Operations, Ino
shall implement the moeSt recent staff approved version of the Boiling Wate
Rea•ct• Vessels and Internlals Project (BWRVIP) Integrated SurveillanlI
Programn (ISP) as the mcethod to demonstrate compliance with the,

'812 capcule withdrawal schedule must be submitted for NjRC staff review and
approval. Any changes to the BWR[VIP 8IP eapsule withdrawal ehedul
which affects the time of ..ithdawal lof any su rveillanee eapsulcs must be
incorporated into the licensing basis. if any surveillancc capsules are
remoeved without the intent to test them, th- capsules must be storod in a
m~anner which maintains them in a condition which would support Fe insertio
i nto the reactor pressure vessel, if necessar;.
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S. Steam I"w.... " ..... nd""""'"R < ID~elete~d

Emntcrgy Nuclear Vermneit Yankee, LLC and Emntergy Nuclear Operations, Ic
shall pcrform and implemenct the continuous paramneter moneitorinlg, mois6turo
contcnt moneitor~ing, and visual inspections of the steam dryer deScribcd in
BWRVIP 130 A, Final R,-" dated July 2000, with the additional requiem. ent.
Vincluded in thci licse condition specified hce in.

4- The imeensce shall finspect the steam dryer duFrng refucling outagc (RF-Q) 31.
if the steamn drycr inspection results fromR REQ 31 demoncstr~ate that (a) any
new cmcGKing due to eitner fatigue or intergranuiaF stress e orrocen eracKIng
(IGSC-) is not signific.ant .e., i evaluated to be acceptable without repair),
and (b) all preViously identified indications (including the now in~dication
iREQ 27) • hw noe crak groth requ the licensee h
initiate a programn to performA steam dryer inspections at least ever~y third
Fefel-g etagie-

If the steam dyer inspec•ten duFiring RE 31 er any subsequent steam dyer
inspection reyeals new cracking due to efither fatigue Or IGSCC that require

repiror ny growth of existing cr~aking that requfireS repair, the licensee
shal ispet the steam dryer during each refueling outage.

The steam dryer inspection duFrig REQ 31 and all future steam dryer
i.nspections shall m-eet the guidelines in " BWRVIP 1,30 A with the elception• -o

the inspection intcr~val specified in BWRVIP 130 A. The results of the steamR
dryer inspectioni beginnin~g with REQ 31 and continuing for all future
i nspections shall be submitted to the NRC within 69 months of each steam
dryer inspection completion.

This lien~se condition shall continue for the full teFrm of the period of extende4.
operation uniess dul; aended.

4. Thfis r~nnn pA ^ ... rnýin
I V

emu4Fe at mdnight o~n M
license is, effective as of the date ofissuan n na sn
FGH u!H m d aV-

FOR THE NUCLEAR REGULATORY COMMISSION

Original Signed By
Eric J. Leeds

Er J. Leeds, Director
ffi •of Nuclear Reactor Regulation

Enlsrs \\\\ IThis license is effective as of the date ofE-nclosures: • n..

Appendix A - Technical Specifications issuance and is effective until the
DcCommission notifies the licensee in writing

Date of Issuance: March 21, 2011 •that the license is terminated.
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VYNPS
/-- Ce.iffed0 Fue.1...H a nd ler__ ___- A Certified Fuel

1.0 DE IIT OSHandier is an individual who complies with the
/ provisions of the Certified Fuel Handler

1. 0 DEFINITIONS /training program.

The succeeding fre ently used terms are explicitly defined so that a
uniform interpret tion of the specifications may be achieved.

A. Rpo.rtablc OccE-r-rn cc Ta equivalent of a repertable event which
shall bc any of the conditions specified in Section 50.73 to
!0CFR Part 50.

B-.- Alteration of the Reactor Cor- The act of moving any component
affecting reactivity within the reactor vessel in the region abov# the
core support plate, bcl;l the upper grid nd -ithiR the shroud-. NQ=mA1
mcvcment of control roAdr or- neutroen detcctors, or- the rcplacemcnt# of
neutron detectors is not defined as a core alteration.

G....Hot Sta.db. - Hot standby means operation ,ith the reactor critical nd.
the main steam line isolation valves closed.

4•. Immediate - Immediate means that the required action will be initiated
as soon as practicable considering the safe operation of the unit and
the importance of the required action.

E-- Instruament ClbainAn in-strumfent c-ali-br-ation meansR the adjustment
ef _n istrument sg.nal4 output So that -it correspoens, with4
acceptable range and accuracy, to a k n value(s) of t.e paramete:. r
whicJeh th e inAstru~m~ent: mo n ito rsF;. Ca~l ib1rat.ion; shall encom4GGRPa SS the; enti7re

intrumn cuding actuation, alar.m, or trip. Response t.ime as
specified is not part of the routine instrument calibration but w-,ill be
c~hec~ked on~e Per operating cycle.-_

-.- Instrument Check -Anstrstrument check is qualitative determination of
acceptable operability by observation of instrument behavior during
opera - Thisation shall• a ignlude, ;,;here possible,
c .paris of t.h.e. n-srP..ument wh other independent instruments
mleasurring th-e sr_;;ame variabhle.

-- Instrument Functional Test - An instrument functional test shall be:

.-I Analog channels - the injection of a signal into the channel as
close to the sensor as practicable to verify operability including
alar.m and,/or trip functions.

o-2- t channe.. -l the injection f apignal i:nto #the sensor to
verify the operability including alarm. and•rl trip functions

14.- LogJic System-Fntoa Test -A logicd sys9temfuntoa tetshl be
a test of all !gic components required for operability of a logic
circuit, from Ras close to the sensor as practicable up to, but not
including, the actuated device, to verýfy operability. Th
system func a test may be performed by means of any series • f
sequenti4al, overlapping, or total system steps so that the enti4re logic
system is tested.

Amendment No. 4-,-3, - 9-, 4 4, , 4 -3-, , 4--, 14 1
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1.0 DEFINITIONS

Minimum Critical Power R.atio - The minimum critical power ratio is

aerinec as mne raEnc or enac power in a ru:e assemmoy wniJn JRccalculated to cause scme point in that assembly t . .p.ric... boiling

transition as calculated b& application of the appropriate NRC-approved
critical wer rctorrelatio to the ahchtu assembly operating power.

4,- Mo-de -The re-actor moAdez i48 thatt whicrh -is etbihdby the

~J-* Operable - A system, subsystem, train, component or device shall be
operable or have operability when it is capable of performing its
specified function(s). Implicit in this definition shall be the
assumption that all necessary attendant instrumentation, controls,
normal or emergency electrical power sources, cooling or seal water,
lubrication or other auxiliary equipment that are required for the
system, subsystem, train, component or device to perform its
function(s) are also capable of performing their related support
function(s).

Operating - Operating means that a system or component is performing
its intended functions in its required manner.

Operating Cycle - Interval between the cnd ef one refueling outage and
the end of th.e next subsequent refueling outage.

Pri.mary Cn#tainment Intgrit - Primary containment integrity means
that the drfywell and pressure suppressiodn camber arci and all of
thp fA__ollowin codiios re( satisfied:

-.-

4__ All manual containment isolation valves on lines connecting to the
rcacto#r coolant system or cotimet hich arc not- requirepd to be

--------------- ld-n- ---GGR IAEI14. are

at# iv e centoP_#r-oAIrcoaenedtitritn~ unaeE ae~rministr

I - I
i t t= d: tý! ft el t= 1=0 t ± k:! k:t ti " 1: Mt f i t=! Ct t= t t C1 :t f: d: (=O ý. ft d: 6 k=1 tt to el I& bk Ck t t k:t __ __ - - __ __ .

AI1ll automatic containment 4solation valves are operable or
deactivated in the isolated position.

4-- All blind flanges I I ___1aRR -k-H-6 ý - --- -------

Protective Instrumentation Definitions

Instrument Channel - An instrument channel means an arrangement of
a sensor a-nd auxiliarcy equi.pment required to generate and tr.ansmit.
to a trip system a single trip signal related to the plant
par-ameter; monPitor-ed by that inst:rum;ent: channel.

TripSystem A trip system means an arrangement of instrument
channel trip signals and auxiliary equipment required to initiate

..

recuire one er more instrument channel trip si
H-.- +m- L± 1{[L ILLmay

G~in - - - -- -

Amendment No. 4&4- ,3,-74, 4,-1-, 4-64, 2--4
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4-4 DEFINITIONS

or more plant par.ametws in order to wate trip system P.ctin.
Inititin of protective action may require the tripping of a
single trip system or th coincident t pg two trip Systems-

Protective Action - An action initiated by the protection systemA-.

or sys tem level.
A PEGneGý-M-Ae aGEG)R Gan me at a GHanne:,-

4-- Protective Function - A system protective action which results from
the protective action of the channels monitoring a particular plant

Rated Neutron Flux - Rated neutron flux is the neutron flux that
corresponds to a stead', stat power level of 1912 thormal me.awatts...

Rated Thermal Power - Rated thermal
level -of 19122 thermial megawatts.,

p.w.r means a stead',y state*• p. wr

ReacGt• Power Operation - Ro•a•t power operation is any eporation with
the mode switch in the "Startup/Hot Standby" or "Run" position with the
reactor critical and above 1% rated thermal power.

4-- Startup/Hot Standby Mode - In this mode the low turbine condenser
vacuum trip is bypassed when cond.enser vacuum is less than
1_2 incQhes Hg and both turb-ine Stop valves and bypass vle r
closed: the low pressure and the Q1 percent •.o.ur. main steamlino
iAseolation valve c.losur.e trips are bypassed; the reacto protoction
system is .nerg.igod With 1RM neutron monitoring system trips and
control rod withdrawal interlocks in service and APRM neutron

uno•do In system tperah3ea

Run. Mode - in this mode thP reacorW system Gressure is egua! to or-2-.-
greater than 800 psig and the roactor protection System is

T.

W-dw-m'iyI Menu M.Mn iI1Lu@r~i-JM inQ So~rvo.6

Reactor Vessel Pressure -Un-lo-s otherw-ise indicatod, reactorvse
pressures listed in th To ia Specifications are those... a..r.d by
the reactor vessel steam space detector.

Refueling Outage - Refueling outage is the period of time- betwe h

shutdown of the unit prior to a refueling and the startup of the plant
subsequent to that- refueling For the purpose of designating frequency
of testing and surveillance, a refueling outage shal mean a regularly
scheduled refueling outage; however, where such outages occur within
R months of the completion of the previous refueling outage,
required surveillance testing need not- be performed unti tho next
regularly scheduled outage.

D-- elete

Pm 4ndment N ". ?", @4, 16., 163, 197, 229 .3--3
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4-14- w DF I NI T IONS

V-- Shutdown - The reactor is in a shutdown condition when the reactor mode
-wthis in te hud mmocposi2tion and no cor =lcain ;;Ar

bein performed.. When th mode • • i #h is placed in the shutdow
position a reco cr-..a.m is initiated, poR to the controlI red drives
is removed, and the reactor qpr• ot4cto system trip systems are
de-energized.

4-• HteShutdrwn mreans conditions as above with retoirt coolant
temperature greater th~at 44m-F-.

i 1 1
2-- Gelad surewn means tonoornles as aneve witn reactor coolant

temonerature ecual to, or- les tan24-r-.

means conditions as above succh that the effective
multiplication factor (K)0 of the sore shall he less than 0Q99.

W- DPeIetd

X- 2 Transition Bilin - Transition be.
between nucleate and film boiling.

iling means the boiling regime
Transition boiling is the regime in

type being completely stable.

Surveillance Frequency1 - Relocated to Specifications 1.0.2 and 4.0.3.

Amenmen No.70,1241, 169, 179, 197, 216, 2214
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I._ 2our4VcLQ i~anc Encva d i',ed~eea oc-a ;F: 6pccia:rica4ei A .QI.u.

A-A. QDo ILZtc&d

BB. Source Check - The qualitative assessmen t of channel response when the

s expese C) :R r- ýA PAP

CC. Dose Equivalent 1- 131 _The dose equivalent 1T-131 shall be that

conenraio of I-131 (mPicrGGcuric/,gramA) Whýich aloGnewul prodGucc the same
dose as the quantity and isotopic mi4tur- f. I "-131, -1432, I -133, I-1 - and
--135 actually p....nt. Te dse conversion -facto..rs used for thi

calculation shall bc thosc listed in Federal Cuidance Report (FGR) 11,
Limi4t ing ... u ...of Ri..u ........tak. anPd Air- C;;cRntr....n.. d D.. .

C.nveri4on Factors f-r Inhalation, Sub• .. sion, and Ingestion," 19@8; FCR 12,
"E.t..rn.... ....po.urce to Rdion d. In Air, Water, and Soil," 1993; or N.rC

Regulato-y Gui.d 1.1n9, Revision 1, Octebor 197v7

DD. Deleted

FF. Deleted

GH. Deleted

HH. Deloted

LL. Deleted

JJ. Dlt-ed

9K. Dol(Mt~ed

LLT-. Deelotcd

M44. DpIelted

NN. Core Operating Limits Repeort - The Core Operating Limits Report is the
unit-specific document that provides core operating limits for the current
operating reload cycle. These cycle-specific core operating limits shall be
determined for each reload cycle in accordance with Specification 6.6.C.
Plant operation within these operating limits is addressed in individual
specificationS.

nn o•*•o•÷•*•System tope) o ...
the time from the epening of the son
opening of the scram solenoid relay.

on ce Time - RPS Response Time shall be

-99-r GGnEaGi= UQ ing R.P4=J

-Amen-dment No. 19, 23, 49, W9, 83, 103, 116, 151, 163, 171, 183, 193, 221, 223,
2344
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3.0 LIMITING CONDITIONS FOR
OPERATION APPLICABILITY

4.0 SURVEILLANCE REQUIREMENT (SR)
APPLICABILITY

3.0. RESERV7 ED

Q.. RESERVED

303RESERV.ED

3.0. RESERV'ED

305RESERV.ED

3.0.6 RESERVED

30.7 RESERVED

3.0.A !1nepe rabit• 1 f Snbbr

Whcn- once o-r morGe requiJre(d
snubbers are unable to perform
ithe-i-r asseciG4ated1 support

function(S), any atfcted4
suapporzted LCO(s) are not
required to be delared not
met solely9 for this reason if
risk is assessed and menaced.

a. the snubbers not able to
perform their associated

suppert function(s) are
associated with only ene train
or subasystem supported system
or are asseciated with a
single trai~n GEr subsystem
supported system and are able
to perform their
supporzt func-t-ion w-ithin :72
hour-s;or

b9. th~e snubbers net able to
perfor-m thei-r ascae
support fuinctIon(s) are

assciaed ith moetanne

SR 4.0.1

SRs shall be met during 4Aýe
modes or other specified
conditions in the Applicability
for individual LCOs, unless
otherwise stated in the SR.
Failure to meet a Surveillance,
whether such failure is
experienced during the
performance of the Surveillance
or between performances of the
Surveillance, shall be failure
to meet the LCO. Failure to
perform a Surveillance within
the specified frequency shall
be failure to meet the LCO
except as provided in SR 4.0.3.
Surveillances do not have to be
performed on inoperable
equipment or variables outside
specified limits.

SR 4.0.2

Unless otherwise stated in
these specifications, periodic
surveillance tests, checks,
calibrations, and examinations
shall be performed within the
specified surveillance
intervals. These intervals may
be adjusted plus 25%. The
operatin.g cycle intera
consr~id-e-red to bhe; I@ montRhs and
the tolerance stated above is
applicable.

SR 4.0.3

If it is discovered that a
surveillance was not performed
within its specified frequency,
declaring applicable Limiting
Conditions for Operation (LCOs)
not met may be delayed, from
the time of discovery, up to 24
hours or up to the limit of the
specified frequency, whichever
is greater. This delay period
is permitted to allow
performance of the
surveillance. A risk evaluation
shall be performed for any
Surveillance delayed greater
than 24 hours and the risk
impact shall be managed.

train or subsy sR:F Am er-
multipý.le trai~n or suabsystem
su4pporcted system and -are abl
to perform- their sscite
support function within 12

At the end of the specified
perio:d the required snubbarcs

hps be abe te performR thei:r
associated support function(s)
or the aqf-fected supported
system L09(8) Shall b
declared not met.

Amendment No. 2-2-, 2-3-,
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3.0 LIMITING CONDITIONS FOR 4.0 SURVEILLANCE REQUIREMENT (SR)
OPERATION APPLICABILITY APPLICABILITY

SR 4.0.3 (Continued)

If the surveillance is not
performed within the delay
period, applicable LCOs must
immediately be declared not
met, and applicable LCOs must
be entered.

When the surveillance is
performed within the delay
period and the surveillance is
not met (i.e., acceptance
criteria are not satisfied),
applicable LCOs must
immediately be declared not
met, and applicable LCOs must
be entered.

Amendment No. 4-9-1a
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T2 2 Q Limitir

LCo 3.0.2 Bases

fer Qperat-4:Gn App!!G

LCO; 3.. Acsta-blIhc Gcond-it ionRS under- Which syst-emsF a r-Geons Idle-red- to
remain capable ef performing their intended safety function whcn
associated snubbers are not capable of providing their associated support
function() .This TLO states that the supp.rtc. system is ot c.nSid ered
to be ineperable solely due te one or more snubbors not being capable of
por-fRminG horaSSocatod supporzt funGtion(s) . Thýs is appropriate

boauo lmiodlengt-h of ti:me is, alloweid for- ma;intonanco, teSting, or-
roepai~r of one or- moero snubbi;ersr not capabale of percfoermi~ng th~eir: assoPcciatid
support function(s) and appropriate compensatory measures are speciGfed
_in .t s.ubb.r. requirements, wh ..ich a;.re . .l.ated otid o.f th. Techni
SpecificGatioGns (T-S) underc licepnsoc ccntrol Thqnubberý reuroetsd

not- mect the crtra in lOCER.5936 (G) (2) (44) , andl as such4, arc-
appropriate fr, conrol4 by the I i .cns.-..

f th allo..d time expires and the snubbers(s) are unable to perform
their associated support functio9n(s), the affected supported system's
LCO(s) must he declared not met and the conditions and required actions
entered.

Leo 3.0.8.a applies when one or mere snubbers are not capable of
providing their associated support function(s) to a single train or
subsystem of a multiple train or subsystem supported system or to a
single tr-in or subsystem suppor.ted system. C 3 .a allows . 72 h•o•ur.s.
to restor-e thie snubber(s) before declarinag th~e supported system
inoperable. The 72 hour Cempletion Time is reasonable based on the low
probability of a seismic event concurrent with an event that weuld
require operation of th.e supported. system o w snubb.er.(s)
are not capab.le of performig ther- associated support function and duo
to the availability of the redundant train of the supported system.

LCo 3.0.8.b applies ;hen one or more snubbers arE not capable of
prvidin4!g the-i-r -a-ssociated suppor-t function1(s) to morce th~an one train or
subsystem of a multiple train or subsystem supported system. LCO 3.0.3.b
allows 12 hours to restore the snubber(s) before declaring the supported

system inoperable. The 12 hour Cmplet•in T-ime is reaoAble. basd A n,
the low. probability of a seismic event concurret ih anevent that:
would require operation f the- suppoted system occurring wle th-e-
snubb.er(s) ar.e t capable of perfo-mRin their a.ssoiated support
function.

L190 3.0_. requires that r-isk e a.sessed and manage.4 Industry andi NRC
juid4ance en the ipeettooflCRO6a)W (the Maintenan~e RulIe)
does not address seismic risk. However, use of LCO 3.0.3 should be
con-s-idered- with respec~t to o-ther- plant-miteac activities, and
integrated_ into the exist-ing Main-a"ten anc~e Rule proc~ess toQ the extent
possible so that maneac _n any unaffecated tr-ain or subsystem is
properly controlled, and emergent issues are properly addressed. Thl
risk assessment need net be quantified, but may be a qualitative
awareness of the .... 7 n.r.abi4 7i4tAy of systems and components whcn one or m.re
snubbhers are not -abhle to perform their- associated suppor-tfucin

"meqzJJncnL flu. ±-.~Jz. fly: U: 
4~G4-9--
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TS 4.0 Surveillance Requirement (SR) Applicability

SR 4.0.1 Bases

SR 4.0.1 establishes the requirement that SRs must be met during the Mee
qir other- specified conditions in the Applicability for which the
requirements of the LCO apply, unless otherwise specified in the individual
SRs. This Specification is to ensure that Surveillances are performed to
verify the •OPDRBL•T f systems n .d components, n;d that variables are
within specified limits. Failure to meet a Surveillance within the
specified frequency, in accordance with SR 4.0.2, constitutes a failure to
meet an LCO.

Systems and components arc assumed to 4 eOQPWRABL ;hLn #he ass cite• 4 # •d.
have been Met# NothinGJ in this Specific4:ation, however, is toA b-ecntre
as implying that systems or components arc OPERABLE ;-hhen ithr

a. The systems or- compo.nents are kno.. n t be inoperable, althGugh still
mfeeting thIe- SP8 o-r-

b.T requirements of the Su.rv•vellan. (s) are known to be not met
between required Surveillance performances.

Surveillances do not have to be performed when the unit is in a moe or
other specified cndito oG r wh . ic. h the requirem.ents of th associatedJ LmCO
are not applicable, unless otherwise specified.

Unplanned events may satisfy the requirements (including applicable
acceptance criteria) for a given SR. In this case, the unplanned event may
be credited as fulfilling the performance of the SR. This allowance
includes those SRs ;whose performance is normally precluded in a given mode
or other specified condition.

Surveillances de not have to be performed on inoperable equipment because
te..df• ... nameasures that apply. Sureilanesha..t.b

met and performed in acco.rdace with S 1.0.92, prier to returning equipment-
to OPEPRABLE status.

Upon comple.tion .o .f maintenance, appropriate post maintenance testing is
required to d 'elar equipment OPEPRABLE. This includes ensu.rig appilica
Surveillances are net failed and their most recent performance is in
a.crn w.ith SR .0... Pest ma_ ; .intenance testing may not be possible in
the cur-ren SR 4 0I modeor ether specified condjition in #1e ApplIcability
due to the necessary unit parameters net having been established. n those
sit.uations, th.e equipment may be conidered OPERABTLE provided testing h
been satisfactorily completed to the extent possible and the equipment is
not otherwise believed to be incapable of performing its function. T
will allo .. oeperatien te pro.eed to a mode or ot specifie condition w
ther- ne.essary post maintenance tests can be completed.

An example of this process is:
a. High pr.essure oolant injection (HPC9) maintenapce during •e.tde..n

that requires system functional tests at a specified pressure.
Provided other appropriate testing is satisfactorily completed,
star-tup can pGroceed- w4ith HP1CIT conside~red OPERABLE. Th1P is allow
operation to reach the specified pressure to complete the necessary
post maintenance testing.

Amendment No. R-2-, BVY 07-043 4-94
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SR 4.0.2 Bases

SR 4.0.2 permits a 25% extension of the interval specified in the Freq/ncy.
This extension facilitates Surveillance scheduling and considers plant
oper-ating conditions that may not be suitable for conducting the
Surveillance (e.g., transient conditions or other ongoing Surveillance or
maintenance activities).

The 25% extension does not significantly degrade the reliability that
results from performing the surveillance at its specified frequency. This
is based on the recognition that the most probable result of any particular
surveillance being performed is the verification of conformance with the
SRs. The exceptions to SR 4.0.2 are those Surveillances for which the 25%
extension of the interval specified in the frequency does not apply. These
exceptions are stated in the individual Specifications. The requirements of
regulations take precedence over the TS. An example of where SR 4.0.2 does
net apply is in the Primary Containment Leakage Rate Testing Program. Thip
proGram establishes testing requirements and fre-uencies in accordanc with
the requirements of regulations. The TS eaRPot ir. And of thems~elves ext~end

a ý_PRý Pterva* s9eG P R ýhe reGiula- Ans

The provisions of SR 4.0.2 are not intended to be used repeatedly merely as
an operational convenience to extend surveillance intervals (other than
those consistent with refueling intervals).

SR 4.0.3 Bases

SR 4.0.3 establishes the flexibility to defer declaring affected equipment
inoperable or an affected variable outside the specified limits when a
surveillance has not been completed within the specified frequency. A delay
period of up to 24 hours or up to the limit of the specified frequency,
whichever is greater, applies from the point in time that it is discovered
that the surveillance has not been performed in accordance with SR 4.0.2,
and not at the time that the specified Frequency was not met.

This delay period provides adequate time to complete surveillances that have
been missed. This delay period permits the completion of a surveillance
before complying with action statements or other remedial measures that
might preclude completion of the Surveillance.

The basis for this delay period includes consideration of unit conditions,
adequate planning, availability of personnel, the time required to perform
the surveillance, the safety significance of the delay in completing the
required surveillance, and the recognition that the most probable result of
any particular surveillance being performed is the verification of
conformance with the requirements. When a surveillance with a frequency
•b•sed not oP time intervals, but un s ui conditions, operati
SIi tu.atio or requirements of regulations (e.g., prior to etering R.un
after- each4 fuel lodng r i:n accord~ance it CR5,Appendix j, as
modi.fi.ed by approved e.emptions, etc.) is discovered tve been
performedl when specifiedy SR 4.0.3- allowes forE the fuill dlelay perioad of up to
the specified frequency to per.fo.r.m the surve.illap•1_ However, since there
is not a time interval specified, the missed Surveillance should be
performed at the first reasonable opportunity. SR 4.0.3 provides a time
limit for, and allowances for the performance of, surveillances that beoome
applicable as a consequence of Mode c .anges imposed by Act-io Stteens

Amendment No. 2-2-41, BVY 07-043 -I-9L&
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SR 4.0.3 Bases (Continued)

Failure to comply with specified surveillance frequencies is expected to be
an infrequent occurrence. Use of the delay period established by SR 4.0.3
is a flexibility which is not intended to be used as an operational
convenience to extend surveillance intervals. While up to 24 hours or the
limit of the specified frequency is provided to perform the missed
surveillance, it is expected that the missed surveillance will be performed
at the first reasonable opportunity. The determination of the first
reasonable opportunity should include consideration of the impact on plant
risk (from delaying the surveillance as well as any plant configuration
changes required qr shutting the plant doWn. to perform the surveillance) and
impact on any analysis assumptions, in addition to unit conditions,
planning, availability of personnelT and the time required to perform the
surveillance. This risk impact should be managed through the program in
place to implement 10 CFR 50.65(a)(4) and its implementation guidance, NRC
Regulatory Guide 1.182, "Assessing and Managing Risk Before Maintenance
Activities at Nuclear Power Plants." This Regulatory Guide addresses
consideration of temporary and aggregate risk impacts, determination of risk
management action thresholds, and risk management action up te and including
plant shutdown. The missed surveillance should be treated as an emergent
condition as discussed in the Regulatory Guide. The risk evaluation may use
quantitative, qualitative, or blended methods. The degree of depth and
rigor of the evaluation should be commensurate with the importance of the
component. Missed surveillances for important components should be analyzed
quantitatively. If the results of the risk evaluation determine the risk
increase is significant, this evaluation should be used to determine the
safest course of action. All missed surveillances will be placed in the
licensee's Corrective Action Program.

If a surveillance is not completed within the allowed delay period, then the
equipment is considered inoperable or the variable is considered outside the
specified limits and the completion times of the Action Statements for the
applicable LCO Conditions begin immediately upon expiration of the delay
period. If a surveillance is failed within the delay period, then the
equipment is ineperable, or thc variable is outside the specified limits and
the completion times of the Action Statements for the applicable LCO
Conditions begin immediately upon the failure of the surveillance.

Completion of the surveillance within the delay period allowed by this
Specification, or within the completion time of the ACTIONS, restores
compliance with SR 4.0.1.

Amendment No. 2-2-l, BVY 07-043 4-9-f-
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31 rFRA-DIOACTIVEI

3- IMITING/CONDITIONS FOR

PADI-GATI\•V EFFLUENTS

Applicability:

Applies to the release of all
radioactive effluents from the
plant.

Objective:

To assure that radioactive
effluents are kept "as low as is
reasonably achievable" in
accordance with 10CFR5O, Appendix
I and, in any event, are within
the dose limits for Members of the
Public specified in 10CFR20.

Specification:

A-. Delet

B- Delete

G,- Delete

D. Liquid Holdup Tanks

1. The quantity of
radioactive material
contained in any outside
tank* shall be limited to
less than or equal to
10 curies, excluding
tritium and dissolved or
entrained noble gases.

2. With the quantity of
radioactive material in
any outside tank*
exceeding the limit of
Specification 3.8.D.1,
immediately take action to
suspend all additions of
radioactive material to
the tank. Within 48
hours, reduce the tank
contents to within the
limit.

4.1
'YNPSLNC

P4.1
RVEILLANCE REQUIREMENTS

4-.4 RADIOACTIVE EFFLUENTS

Applicability:

Applies to the required
surveillance of all radioactive
effluents released from the plant.

Objective:

To ascertain that all radioactive
effluents released from the plant
are kept "as low as is reasonably
achievable" in accordance with
10CFR50, Appendix I and, in any
event, are within the dose limits
for Members of the Public
specified in 10CFR20.

Specification:

A~- Deleted

B- Deleted

G~- Deleted

._!. Liquid Holdup Tanks

1. The quantity of
radioactive material
contained in each of the
liquid holdup tanks* shall
be determined to be within
the limits of
Specification 3.8.D.1 by
analyzing a representative
sample of the tank's
contents within one week
following the addition of
radioactive materials to
the tank. One sample may
cover multiple additions.

*NOTE: Tanks included in this Specification are only those outdoor tanks that
are not surrounded by liners, dikes, or walls capable of holding the
tank's contents, or that do not have tank overflows and surrounding
area drains connected to the liquid radwaste treatment system.

Amendment No. •-3, 9, 151, 19-94
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3-. LIMITINC CONDITIONS FOR
ODERAT ION

4~4 --- 111-

E-Delete4

-F-.- Delete4

G~- Deleted

H~- Deleted

-1- Delete4

E-- Delet

F~- Delete

G- Delet-ed

H-. Deleted

-I- Delete4

J-~- Exnon A' ComixtuireExp -si. Gas Mitre

I- If the hydrogen
concentration in the
off gas downstream of the
operating recoinbiner
reaches four percent,
take appropriate action
that ;A;ill restore the
concentration to within
the limit within
48 houro.

4-. Thp concent
hydrogen lin

. . .. . I - _

r-ation of

SJYE3Tef[n auwn rV~i~01 fi
reeombiners shall be

contnuoclymonitored by
the hydregen menlter
required operable by the
Offsite Doce Calculation
Manual.

Amepnd-ment -Nc. 33ý. 19;3



3PINS

-3-9 LIMITING CONDITIONS FOR
OPERAT-ION

4-.4 SURVEILLANCE REQUIREMENTS

Steam jet Air Ejeeter (SJAE) Steam Jet Air Ehector
(SJAE)-

1-- C4roes radioactivity
release rate from the
SJAE shall be limited
lees than er equal to
0.16 Ci/cse (after
30 minutes decay)

-2- With the gross
radioactivity release
rate at the SJAE
exceeding the abeve

Ee

radioacetivity release
rate to w'ith-in -its limit=

at least Hot Standbhy
within the subsequent
12 hours.

9,. With the groess
radioactivity release
rate at the SJAE greater
than or equal to
1.5 Cl/sec (after
30 minute decay) , resetre
the grocs radioactivity
release rate to less than
1.5 Ci/sec (after
30 minute decay), or be
in Hot Standby within
!2 hours.

The groess radioactivity
release rate shall be
continuously men itered in
accor-dancewthth
~f-fsitep Doc aluato

Manual.

The gross radioactivity
re..eae rate of noble

gases from the SJTAE shall
be determined to be
with-in the limit of
Specificat-io-n 3.8-4.1 at
the following frequaenciee
by performing an iseotopic
analysis (for Xe 139,
Xe 135, Xe 133, Kr- 88,
Kr 95m, Kr- 97) on a
represen-tat-iv-e sample of
gases taksen at th
discharge.

a-. Once per week.

b-. Within 4 houre
fo!!wing an
inerease ef 25q or
5000
*mierocurles/see,
whichevrer- i
greater-, in
steady etat-e
activity levels
during steady state
reactor- operation,
ac -indiceated by the
SJAE monitor.

-L-.- Delete4

M-. Delet

N-. Deleted

L.Deleted

M-. Deleted

N-. Deleted

Amendment No. 83, 193
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P--. RDIOACT!VE EFFLUENTS

VYNPS

A- Deleted

4. Liquid Holdup Tanks

The tanks listed in this Specification include all outdoor tanks that
contain radioactivity that are not surrounded by liners, dikes, or
walls capable of holding the tank contents, or that do not have tank
overflows and surrounding area drains connected to the liquid radwaste
treatment system.

Restricting the quantity of radioactive material contained in the
specified tanks provides assurance that in the event of an uncontrolled
release of the tanks' contents, the resulting concentrations would be
less than the limits of 10CFR Part 20.1001-20.2402, Appendix B,
Table 2, Column 2, at the nearest potable water supply and in the
nearest surface water supply in an Unrestricted Area.

F!-• Del eted

4- Deleted

-I- peleted

- -ol-vw as pqqiiEjr

The hydrogen monitors are used to detect possible hydrogen buildups
which co.ud. rc ..ult. in a possible hydrogen oxplGsei-o Autemat4-G

isolation of the off-gas flow would prevent the hydrogen explesion and
possible damage te the augmented off-gas system. Maintaining thc
concentration ef hydrogen bclow its flammability limit prcvides
assur-ance that the re-lea-sos o-f radioJti1 mheilsv e
contro~led.

Steam Jet Air Ejector (SJAE)

Rosricingthe groGS aiatvt release rate of gases from the mA-Ri
condenser SJAE provides reasonable assurance that the total effective
dose equivalent t# an individual at the cPclusion area boundary will

R

K--

Hub d~~t*~ kz- - ---

inadvertently discharged directly to the environment without treatment.
This specification implements the requirements of General Design
Criteria 60 and 61 of Appendix A to 1OCFR Part 50.

Amendment No. .-4, 4--, 4-6-, 4-9-3, V 6Y 01 52, 2-2--
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-L.Deleted

M-. MQlpte4

N.Delete4

intcntiLOnUalily deleted;

A'mendment No. 83, 151, 161, 1-93



3.2 Y +4!. 2 4.2F-STORAGEI // '"
212- LI TING CONDITIONS FOR SURV LANCE REQUIREMENTS

ERAT IONI /--STORAGEI

REFL
3 12 REFUELINC AND SPENT FUEL ~~.~N

Applicability:

Applies to fuel handling, core
r.eacivity limitations, and .... t

storage of spent
Ifuel.

Objective:

To assure core reactivity is
wlithin capability of the control
rodIS, to prvet r-iticGality
dluring refueling, and. t assure
safe hAndling of spent fuel
e-k-s. -strage

Specification:

The reactor o-de s..tch Shall:
be locked in the "Refuel"

position during core

I. The refueling interlocks
shall be operable during
in vessel fuael movement
fer the equipment utilized
in moving fuel.

If one or more of the
r-equi1red r-efu4elingj
interlocks are inoperable;

Im-mediately suspend fuel
movement w4ith equipment
associated with the
inoperable interlocok(S)

4-Gr--

Im-mediately insert a
contrel rod withdrawal
block and verify all
centr! rods are fully
inserted.

2. The refueling interlocks
shall be operable except
as specified in
Specification 3.12.D and
2 12 R

4.2. REFUELING AND SPENT FUEL HANDLING

Applicability:

Applies to the periodic testing
;f- those interlock and

instruments use during refueling.

parameters which
monitor the storage

Objective: of spent fuel.
To verify the operability of

instrumentation and interlocks
used in refueling.

that spent fuel is
being stored safely

Specification:

P•ripr te any fuel handling,
wih6 the;Hed off the reactor

vessel, the following
required reuein nterloc
inputs shall be functionally
tested once every 7 days:

a. All-rods-in;
b. Refuel platform position;
G.Refuel platform fue
grapple, fuel loaded;

d. Refuel platform frame
mounted hoist, fuel
loaded;

eRefue~l platform monorail
mounted hoist, fuel
loaded.

Amendment No. -18-, -4, 2-&&-4, -42 2-2-4



3.12 LIMITING CONDITIONS FOR
OPERATION

A I1 n OTTf7•'TT T 7A'.'C" "DTTT'"ýM 'TI'f s

During core alterations tw:
SR-Ms shall be operable, one
in the core quadrant where
fuel or control reds are
being moved and ono -in an
adjacent quadrant. .er.an
SRM to be considered operable
the follo;wing conditions
shall be satisfied:

4=~ The SRM shall be inserted
to the normal operating
IePe.-PI (Use of special
movable, dunking type
dotectoro during initial
-fuel loading and major
eere altor-ationo in placo
of normal detectors ic
permissible a; long as
the detectors are
conneotod into the proper
circuitry which contain
the required rod blocks)

2-.. The SRM shall have a
minim-m of 3 epe with all
rods fully inseorted in
the core.

Prior to making any
altorations toe th-e core the
SRD49 shall be funetionally
tested and chocked for
neutron reopense.
Thereafter, the SRMs shall be
checked daily for response.

7~.monmePieN. 1-8, 2-00
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3.12 LIMITING CONDITIONS FOR
OPERATION

4.12 SURVEILLANCE REQUIREMENTS

9- %Prior to spiral
unloading, the SRMs shall
be pr.v.n operable as
stated in Sections
3.12.2.1 and A 12.B.2
above, however, during
spiral unloading the
eounta rate m~ay drep below

4-- Prior to spiral
rloading, two diagonally
adjacont fuel assemblies,
which have previously
accumulated exposure in
the reactor, shallb
loaded into core
positions next to each of
the 4 SRMs to obtain the
required 3 epc. Until
these eight bundles have
been loaded, the 3 cps
requiromont ic not

necessary.

Fuel Storaqe Pool Water Level

Prior to spiral unloading or
reloading, the SRP~s shall be
functionally tested. Prier
to spiral reloading, the SRMs
shall be hecekcd- for neutro-n

Whenever irradiated fuel is
stored in the fuel storage
pool the pool water level
shall be maintained at a
level of at least 36 feet.

FA-ýý G. Fuel Storage Pool Water Level

Whenever irradiated fuel is
stored in the fuel storage
pool, the pool level shall be
recorded daily.

Amendment No. -4, q4-, 2-3-1
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3.12 LIMITING CONDITIONS FOR
OPEPTI!O

4 1.2 SUREILLTNCE REQUIREMENTS

-P. Control Rcd and Control Rod
DPri-Vc- MainJt-enance

One contrcl ro~d May b
withdrawn from tho core for

the purpes• . f performing
control rod and,/or control
roQd d~rive aneac
provided t• e following
conditions ar-e atisfied:

a-, Thc reactor mode switch
shall be lo~ced. in thez

"Refel"position a4nd the
requi:red- refuaelingý
interlocks shall be
operable.

p-.- Specification 3.3.A.!

shall be met, or the
eonptrelI rGd. direcQt~iGnal
control valves for a
minimum of eight control
rods surroaunding the
drive out of service for
maintenance shall be
disarmed and sufficient

mar-gin to criticality
demonstrated.

.-3 SRMs Shall be operable in
the core quadrant

conainngthe control
rod on which maintenance

is laing performed and in
an adjacent quadrant.
The requirements for an
;R~M to be considered
operable are given in
Specification 3.12.B.

n-,- Control Rod and Control Rod
Drive Maintenance

maRintenRance, core-
shutdown margin shall be
determined in accordance

with Specification
33Alto ensur-e thaat

the core can be made
subcritical at any time
during the maintenance
with the strongest
operable control rod
fully withdrawn and all
other operable rods fully
inserted.

..Alter.nately, if a minimum
of eigh~tcotl
reds surrounding the
control red out of

service for maintenance
are to be fully inserted

directional control
v'alves electrically

disar..me the required
shutdown mar-gin shall be
met with the strongest
conptrol roAd rema-;ining in4
service during the
maintenance period fully

I

Amendment No. 4-8-. 143-. ~'Y}. 233 2322--3-2-
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3.12 LIMITING CONDITIONS FOR
OPERATION

4.12 SURVEILTtANCE REQUIREMENTS

Extended Core Maintenance

One or more control rods may
be withdrawn or removed from
the reactor core provided the
following conditions are
satisfied:

4-, The reactor mode switch
shall be locked in the
"Refuel" position. T4he
refueling interlock which
prevento mnere than one
control ro-d -frem being,
wi4thdrawn may be býTaeeed
on a w.,ithdra:;T control

rod after the fuel
ascemb!iec in the cell
containing (controlled
by) that control rod have
been removed from the
reactor core. The
required refueling
interlocke ohall-be

Extended Core Maintenance

Prior to control rod
withdrawal for exEtended core
maintenance, that control
rod's control cell shall be
verified te contain no fuel
acoembliee.

-s- This surveillance
requirement is the same
as that given in
Specification 4.,2.A.

- This surveillanee

requirement ti the same
as that given in
Snpecificat#ion 4.1:k..

SRMe shall be operable in
the core quadrant where

being movad, and n
adjacent quadrant. The
requirements for an ERM
to be cenoidered operable
are given in
Specification 3.12.B.

-3- If the spiral
I,-lel/al d• m e• a

unloead/reload method oe
core alteration is to be
used, the followinag

a- Prior to spiral
unload and reload,
the SRMs shall be
proven operable as
statedin
Specificat.ion
3.12.21 and 3.12.B2.
However, during-
spiral unloading,
the deunt rate may
drop below 3 eps.

Amendment No. 18, 59, 77, 143, 164, 20G



3.12 LIMITING CONDITIONS FOR 4.12 SURVEILLANCE REQUIREMENTS
OPERAT-I-ON __

b- The core may be
spirally reloaded to
either the original
configuration or a

different
configuration in the
reverse sequence of
that used to unload,
with the exception
that two (2+
diagonally adj• ent
fuel assemblics,
which have
p~ev~eieusy
aecuamulated expocure
in the reactor,
shall be loaded into
core peoitiene next

(4) SRMs to obtain
the required 3 ecp.
Until these eight
(8) bundles have
been leaded, the
3 eps re...irement is
not neceessary.
Following insertion
of the initial eight
(a) bundles, the
reactor will be
spirally reloaded
around an SRM until
the core is fully
leaded.

e-.- At least 50% of the
fuel assemblies to
be reloaded into the
core shall have
previously
accumulated a

minimum exposure of
1000 Mwd/'T.



424409

4.12 SURVEILLANCE REQUIREMENTS

F-v Fuel Movement

The reactor shall be shut
down for a minimum of 21
hours Prier to fuel m mn

~-0- Fuel Movcmenpt

Prier to any fuel handling or
movement in the reactor coro,
the licensed operator shall
verify that the reactor. ha
been shut down for a minimum
of 24 •hurs.

C. De-lete~e~e~e4

Amendment No. _2-9, 29@, 231, 239
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3.12 LIMITING CONDITIONS FOR
PET ION

41.12 SURVEILLANCE REQUIREMENTS

FBJ->ý 1. Spent Fuel Pool Water
Temperature

Whenever irradiated fuel is
stored in the spent fuel
pool, the pool water
temperature shall be
maintained below 150 0 F.

FBJ---ýi, -R. Spent Fuel Pool Water
Temperature

Whenever irradiated fuel is
in the spent fuel pool, the
pool water temperature
shall be recorded daily.
If the pool water
temperature reaches 1500 F,
all r-efueling operations
tending to raise the pool
water temperature shall
cease and measures taken
immediately to reduce the
pool water temperature
below 1500 F.

Amendment No. -34, 2-34
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BASES: /SPENT FUEL STORAGE

:.312 9 4.12 REFUELING

A-- During refueling .perations,
being altered. It .i. necess
restrict certain refueling p
inadvertent criticality doec

the reactivity potential of the core
ary to require certain interlocks and

+ B

reee-ures sulett t-hat. there is assuranee that

To minimize the possibility of loading fuel into a cell containing -no

control rod, it is required that all control reds are fully inserted
whel~n fuepl Is being lo-aded- into the reactor core. This requirement
.a.u.re that during refueling the refueling interlocks, as designed,
will prevent inadvertent criticality. Should the interlocks be made or
found to be inoperable, the specificationseoffer an alternative to the
eecation of fuel movement, net withstanding the c.mpletion of movement
of a component to a safe position The alternative is to immediately
bloc-k copntro.l rod ihand then perform a verificati-n that all
control rode are fully inserted. The core reactivity limitation of
Specification 3.3 limits the core alteratioens to assure that the
resulting core loading can be controlled with the Reactivity Control
System and interlocks at any time during shutd.wn or the following
operating cycle.

The addition of large amounts of reactivity to the core is prevented by
operating pr.cedurec, wh.. ich.. are in turn backed up by refueling
interlocks on rod withdrawal and movement of the refueling platform.
When the mo.de . witch is in the .Refuel". peltin, interlo.k. prevent
the reffuelling platform from be-ing moved over the core if a control rod
is withdraw;m and fuel ie on a heist.

Likewise, i-f the Mr-efueling p-latform it over the core with fuel on a
hoict, control rodl moition is blocked by the interlocke. With the mod
cwitch in the refuel poeitien, only one control- ro-d can be withdrawn.

AG d-iccussed above, the purpece of the refueling interlocks Is to
prevent inadvertent criticality by ensuring that fuel is not loaded
into a cell with a withdra.n control rod. The alternative identified
within the specifications to continue fuel mo.vement with inoperable
interlocks satisfies this goal. The first refueling interlock eafety
function i to block control rod withdrawal whenever fuel Ir being
meved in the reactor vessel. The alter-native perforMS this function b
requiring that a control rod block be placed in effect. The second
refueling interlock safety functien is to prevent --fu"el from being
loaded into the vessel w;.hen a control rod is withdrawn. This function
will1 .co.nt.inue to be performed by the . ec.nd step of the alternative
%r;:hich is to verify that all control rods are fully inserted.
Therefore, the alternative providec equal assuranee against inadvertent-
criticality during fuel handling within the reactor veseel wiith
inoperable interlocks.

The Surveillance Requiremente for the refueling interlocks identify
that the "required interlock inputs" shall be functionally tested. The
intent of thiss statem;nent ile that onb.' thle ierckinnuteR -accociat
with the equipment actually used- to- f-ac4il-itate the core al-teration is
required to be fucinlytested. For example, iff the manIa s
to be used for fuel movement, then the interlock inputs asseociated with
the main mast need to be functionally tested. Conversely, if the frame
mounted hoist and monorail mounted hoiest, will not be utilized, then
the interlock inputs associated with the frame mounted hoi-t and
monorail mounted ho..t need not be functionally tested.

Amendment No. -1-, .95, 9 4, 44,-2-G,4 237



VYNPS

BASES: 3.12 & 4.12 (Cent'd)

The SRMs are previded to mo-nitor the corc during perioede of statioen
.hutd... and to guide the operator during refueling operations and

station startup. Requiring two operable ERMs in or adja.ent to any
core quadrant where fuel or coentrol reds are being moved aecur•e
adeauate menitering of that epaarant duri-ne Beuh althratiens. The

requirement o f counts per .. eon. provi•e• assurance tnat neutr-n riux
is being monitored Under the special condition of complete spiral
core unloading, it is expected thtthe count rate of the SR-PMe will
drop below 3 cpe before all the fuel is unloaded. Since there ;:ill be
no reactativity additions, a lower number of counto will net present a
haz.ard.~ When all of the fuel has been removed to the cpent= fuel
storage pool, the SRMs will no longer be required. Requiring the SRND
to be operational prior to fuel removal assures that the SRao are
operable and- ean be relied en even when the co-unt rate may go below

Prior to spiral reload, two diagonally adjacent fuel assemblies, which
have previously accumulated exposure in the reactor, will be loaded
into core positiens next to each of the 4 SRMs t•o obtain the required
3 eps--. Expoced fuel continuously producee neutrono by sepntaneous
fission of certain plutonium isotopes, photo fission, and phot
diointegratien or deuterium in the meeatr This neutron preduetioen
fi normally great enough to meet the 3 cps minimum SRM requirement,
thereby providing a means by whiceh SRM -response may be demonstrated
b.fore the spiral reload begin.. During the spiral reload, the f
will be loaded in the reverse seueRnce that it was unloaded with the
emceptien of the initial eight (8) fuel assemblies which are loaded
next to the SR.. . to provide a means of SR4 reopon.e.

G. To assure that there is adequate water to shield and cool the
irradiated fuel assemblies stored in the pool, a minimum pool water
level is established. This minimum water level of 36 feet is
established because it would be a significant change from the normal
level, well above a level to assure adequate cooling (just above active
fuel).

D- During certain periods, it is desirable to perform maintenanee on a
single control rod and/or contro- rod drive. This specification
provides assurance th-at -inadvertent c-riticeality doeo not occur during
such maintenance.

The maintenance is performed with the mode switch in the "Refuel"
pesitlen to provide the refueling interlok• e normally available during
refueling eperations as explained in Part A of these Bases. Refueling
interlocks restrict the movement of control rods and the operation of
the refueling equipment to reinforce operational procedures that
prevent the reactor from becoming critical during refueling operations.
During refueling operations, ne more th-an one control rod i p-ermitted
to be withdrawn from a core cell containing one or more fuel
assemblies- The refueling interlocks use the "full in" position
indicatoro- to de-term-ine the pocitien of all control reds. if the
"full -in" pesition signal is not present for every control red, then
the "all rods in" permisoive for the refueling equipment interlocko is
not present and fuel loading and cntr•l_ rod withdrawal is prevented.
The refuel p..iti.n one rod out interlock will not allow the withdrawal
of a second control rod. The requirement that an adequate shutde;
margin be determined with the control rode remaining in service ensures
that inadvertent criticality cannot occur during this maintenance.
Disarming the dlirectional control valves dooc net in eitcntrol Fe~
scram capability.

Amendment No. 4-1, 5, 9-4, i44, 44-, 24D3 2-34
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BASES: 3.12 & 4.12 (Cont'd)

Ti.- The intent of this specificatien is to permit the unloading of a
portýGn of the r-Actor . or. for such purposes as inservice inspection
r...uirEmnts, e.mnt f the core support plate, control red,
cntrol red dr.ive ma.intenane, etc. ThiS specification provides
assurance that inadvertent criticality does not occur during ouch
operation.

Thýs operation is p .rf.r.md with the mPod switch in the "Refuel"
position to provide the refueling interlocks normally available during
refueling as explained in the Bases for Specification 3.12.A. -A oRr-der
to wihd aw mrec than ono control4 rod~, it is necos.sarcy to bqypass the
refueling interlock on each withdrawn contrel rod which prevents more
than one controlI roAd fromf bqeing wtdanat a time. The requ4irement
that the fuel assemb-ies in the cell controlled by the control rod be
remoeved. fro-m the -reac-to-r coere _be~fore the inelcGan bge bypassed
ensures that withdrawal ef another control red does net result in
inad-vertenAt criicliy.Eah control roQd es.sentially provides
reaetIVity cont~rol_ fQr- the fue(l assemblies in the cell1 assocJaiLated with
that controI rod. Thus, removal of an entirce czell (fuel assembl;Pies
plus control rod) resuls• in a lower. reactivity potential of the co.e.

One method available for unloading or. releoGing the or. is the spiral
unload/ro Spiral reloading and unloading encompass reloading or
unloading a cell en the edge ef a Gcntinuous fueled reglen (the cell
can be reloaded or unloaded in any sequence.) The pattern begins (for
releading) and ends (for unleading) around a single SRM. The spiral
reIGading pattern is the reverse of the unloading pattern, with the
@GexetionG that two di-agonally adjacent b9undles, wh44Gic hiave previously
accumRulated exposurce in core, and placed next toG eachGI Of the fouar SRMS
before the actual spiral reloading begins. The spiral reload can be to
either the original configuration or a different configuration.

Additionally, at least 5n% of the fuel assembies to be r.eloa4d4 i.nt
the- coAre sh~all h4ave prceviously acuultda minJimum exposure of
1000 Mwd/'T to ensure the presence of a miniRmum neutron flux as
described in Bases Section 3.12.B.

The intent of this specification is to assure that the reactor core has
besh down fo• r at least 2W hou.rs following power operation and
prior to fuel handling or movement. The safety analysis for the
pestulated refueling accident assumed that the reactor had been shut
d.own for 24 hou..rs for o f .issin prduct decay prior to any fuel . handling
which could result in dropping of a fuel assembly.

I • Deleted

FIP-i4. The Spent Fuel Pool Cooling System is designed to maintain the pool
water temperature below 125 0 F during normal refue!4:ng operations. If
the reactor core is completely discharged, the temperature of the pool
water may increase to greater than 125 0 F. The RHR System supplemental
fuel pool cooling may be used under. these cond.itios t maintain the

pool water temperature less than), 44a2ýF
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5.0 DESIGN FEATURES

5.1 Site

The station is located on the property on the west bank of the
Connecticut River in the Town of Vernon, Vermont, which Entergy
Nuclear Vermont Yankee, LLC either owns or to which it has perpetual
rights and easements. The site plan showing the exclusion area
boundary, boundary for gaseous effluents, boundary for liquid
effluents, as well as areas defined per 10CFR20 as "controlled
areas" and "unrestricted areas" are on plant drawing 5920-6245. The
minimum distance to the boundary of the exclusion area as defined in
10CFRl00.3 is 910 feet.

The licensee will at all times retain the complete authority to
determine and maintain sufficient control of all activities through
ownership, easement, contract and/or other legal instruments on
property which is closer to the reactor center line than 910 feet.
This includes the authority to exclude or remove personnel and
property within the exclusion area. Only activities related to plant
operation are permitted in the exclusion area.

A- The core shall consist of net more than 36@ fuel assem!ies.

-. The reactor core shall contain 29 cruciform-shaped centrol
W.4a-- The control material shall be boron carbide powder (B4C)
or hafnium, or a combin-Ration of tho two.

2-4 Reactor Vessel

The reactor vessel and applicable design codes shall be as described
in Section 4 of the FSAR.

A-.- The principal design parameters and applicable design codes fo-
the primary containment shall be as given in Table 5.2.1 of thc
SAR.-

W.- The secondary containment shall be as described in
subsection 5.3 of the FSAR and the applicable . .od.s shall be as
described in Section 12.0 of the FSAR.

G-. Penetrations to the primary containment and piping passing
through SUch penetrations Shall be deSigne4 in . .eordan.e with

Rstandards set forth in subsection 5.2 of the FSAR.

5.% Spent a-d New Fuel Storaqe

A- The new fuel storage facility shall be such that the effective
multiplication factor (Kr, of the fuel when dry is less than

S 0.90 and when flooded is less than 0.95.

B. The Keff of the fuel in the spent fuel-storage pool shall be
Iless than or equal to 0.95.

G. Spent fuel storage racks may be moved (only) in accordance with
written procedures which ensure that no rack modules are moved
over fuel assemblies.

Amendment No. 4-, 4-, 4214, -5-, -l-&4, f2-4, 24-&, 2-34 1-s54
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D. The number of spent fuel assemblies stored in the spent fuel
pool shall not exceed 3353.

9. The maximum core geometry infinite lattice multiplication
factor of any segment of the fuel assembly stored in the spent
fuel storage pool or the new fuel storage facility shall be
less than or equal to 1.31 at 20 0 C.

Amendment No. %-3, 14&, a-34, 192
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BASES:

5.1 SITE

Exclusion area means that area surrounding the reactor, as measured from the
reactor center line, in which the reactor licensee has the authority to
determine all activities including exclusion or removal of personnel and
property from the area. This area may be traversed by a highway, railroad, or
waterway, provided those are not so close to the facility as to interfere with
normal operations of the facility and provided appropriate and effective
arrangements are made to control traffic on the highway, railroad, or waterway,
in case of an emergency, to protect the public health and safety.

Contract provisions for property agreements in the exclusion area will ensure
that the licensee retains sufficient control of all activities in the exclusion
area including the authority to exclude or remove personnel and property,
thereby (1) maintaining compliance with IOCFR50.67 radiological limits for the
exclusion area, and (2) ensuring that any and all activities, now or in the
future, in the exclusion area would not negatively affect nuclear safety, safe
plant operation or violate current plant design or licensing basis.

Any property transaction in the exclusion area, as is the case for any activity
which has the potential to adversely affect nuclear safety or safe plant
operation, requires a review in accordance with lOCFR50.59. Additionally, any
property transaction would be required to comply with other regulatory
requirements (e.g., IOCFR50.83) as applicable.

Amendment No. 2-5 254a
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Nntp Prnnn~rI r~h~nri~~ tn TS ~r~tinn F~ 0 with
NTthe: excptosed p-ag-e toenumbectiong, ae und

6.0 ADMINISTRATIVE CONTROLS the exception of page renumbering, are under
6.1 ESPOSIBIITYNRC review. Reference: Letter, Entergy Nuclear

6.1 RESPONSIBILITY Operations, Inc., to NRC, "Technical

A. The plant manager Specifications Proposed Change No. 307 -on
and shall delegat Revision to Mitigation Strategy License Condition .lity
during absences. and Technical Specification Administrative

B. The plant manager Controls for Permanently Defueled Condition,"
implementation, e- BVY 13-096, dated October 31,2013 to
systems or equipm (ML13316A004)

C. The shift supervisor shall be responsible for the control room
command function. During any absence of the 9hf supervisor frcm

the Z r-AA;'J rOhm wn±e the uniL is In plant startup or normai
operation, an individual with an active Senior Reactor Operator
(SRO) liccnse shall be designated to assume thp control room command

. During any ab.sence Af the slift supervisor frem the
contrel roo;m while the unit is in cold shutdown or refueling with
fuel in the reactor, an individual with an active SRO license or
Reactor Operator license shall be designated to assume the control

6.2 ORGANIZATION

A. Onsite and Offsite Organizations

Organizations shall be established for unit operation and corporate
management. These organizations shall include the positions for
activities affecting safety of the nuclear pewer plant

1. Lines of authority, responsibility, and communication shall be
established and defined for the highest management levels
through intermediate levels to and including all operating
organizational positions. These relationships shall be
documented and updated, as appropriate, in the form of
organizational charts, functional descriptions of departmental
responsibilities and relationships, and job descriptions for
key personnel positions, or in equivalent forms of
documentation. These requirements shall be documented in the
Quality Assurance Program Manual. The plant-specific titles
of those personnel fulfilling the responsibilities of the
positions delineated in these Technical Specifications shall
be documented in the Technical Requirements Manual.

2. The plant manager shall be responsible for overall unit safe
operation and shall have control over those on-site activities
necessaryee and maintenance of the p1-a-f.

3. The site vice president shall have corporate responsibil'ty
for ovell plant nuclear safety and shall take any meas es
needed o ensure acceptable performance of the staff in
operating, maintaining, and providing technical support to
the p ant to ensure nuclear safety. nuclear fueliA specified corpo:ra~te] _, Z ncea

o°fficer I safe management
of nuclear fuel

Amendment No. 464, A-5, 4-24, 4-7--, 244, 2-25 g&&
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ICertified Fuel Handlers
6.2 ORGANIZATION (Cont'd)

4. The individuals who train the operating staff, carry out health
physics, or perform quality assurance functions may report to
the appropriate on-site manager; however, these individuals
shall have sufficient organizational freedom to ensure their
independence from operating pressures.

B. Unit Staff - ability to perform their assigned functions
Each duty shiftshall The unit staff organization shall include the following:
be composed of at
least one shift 1. A non-licensed operator shall be assigned when the reactor

contains fuel and an additional non-licenscd operator shall bc
supervisor and one nlpnsderar-hllP

sup-ertisorad oeassigned dlur-ing Plant Start-up and Normal Operation.Non-certified

Operator. The Non- 2. At least one li.censed R.ao. .r Operator (RO) or one i.en.sed

Certified Operator Senior R• c tGr Op.Eator (SR) sh'all b.e present In.th

position may be
filled by a Certified 3. When the unit is in Plant Startup or Normal Operation, at

Fuel Handler. least one . i.ensed. Seior R.eatr Oper-ator CSR.) and one
Felicensed .Reactor Operator (R0), or two licensed Senior

ilnsert 1 •, / Reactor Operators, shall be present in the control room.

4. Shift crew composition shall meet the requirements stipulated
All fuel handling herein and in 10 CFR 50.514(m). Shift crew composition may be
operations shall less than the minimum requirement of 10 C-..R 5 )(2 .and

b eSpecification, 6.2.B.1 and 6.2.2.. for a period of time not to
be directly / exceed 2 hours in order to accommodate unexpected absence of
supervised by a on-duty shift crew members, provided immediate action is taken
Certified Fuel to restore the shift crew composition to within the minimum

Handler. re2uirements -- .se4t2

5. An individual qualified in radiation protection procedures
shall be present on-site when there is fuel in the reactor.
The position may be vacant for not more than 2 hours, in order
to provide for unexpected abse.nce, pro.vid immediate ac#tPi
is t.aken t Fill th requred nsert 3

6. Adiitaiepro~edure:as Shall be developed and implemented
to limit the working hours of unit staff who perform safety
reated .functiens (e.g., licensed aRis, lipensed Ros,

radatonproGtectioEn tehiinauxiliary perqeators, and key

[Deleted

7.

8.

IDeleted__ ---,,

maintenance personnel).

The operations manager r. an assistant operations manager
shall hod an. S-R -lcense.
WhileQ #he untiswPant Sta;rtup er- Normal Oper-ation an

quali~fications 1p--fied by ANSI/ANS 3.-93as endorsed by

The shift supervisor shall be a
Certified Fuel Handler

Sr

Amendment No. &-36, 49-, , @-, •, l4-, 1-3-, 1-64, -- 4, 1-9-6, 4-i4-,
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/-An NRC approved training and
6.2 ORGANIZATION (Cont'd) retraining program for Certified

C. Unit Staff Qualifications Fuel Handlers shall be maintained

1. Each member of the unitsa shall meet or exceed the minimum
qualifications of ANSI/A S 3.1-1978 for comparable positions
with exceptions specifie in the Entergy Quality Assurance
Program Manual (QAPM).

2. For the purpose of 10 CFR 55.4, a licensed Scnior Reactor
Operator (9Ro) and a licensed. RcaGcQ Operator (RGO) are thos
individuals who, in addition te meeting the requirements of
Specification 6.2.C.-, perform the functions described in
10- CFR 5Q_. 5 4(mFR) .

6.3 AGTION
[D-el1e-t e-d• ý -n

TO BE TAKEN IF A SAFETY LIMIT !S EXCEEDED

S to ad-#inistrativc action to hb fellcwed in the event a safety
limit is exceeded.

is a caet',•-,' !imit 15 execeece, t#- reactor sn-a" be snutaewn
immediately.

6.4 PROCEDURES

Written procedures shall be established, implemented, and maintained
covering the following activities:

A. Normal startup, operation and shutdown of systems and components
of the facility. Fuel

B. R. p;perations. handlina

C. Actions to be taken to correct specific and foreseen potential
malfunctions of systems or components-, suspected Primary System
leaks and abnormal reactivity changes.

D. Emergency conditions involving potential or actual release of
radioactivity.

E. Preventive and corrective maintenance operations which could have
an effect on the safety of the reaG-G-.

-- lnuclear fuel
F. Surveillance and testing requirements.

G. Fire protection program implementation.

H. Process Control Program in-plant implementation.

I. Off-Site Dose Calculation Manual implementation.

6.5 HIGH RADIATION AREA

As provided in paragraph 20.1601(c) of 10 CFR 20, the following controls
shall be applied to high radiation areas in place of the controls
required by paragraphs 20.1601(a) and 20.1601(b) of 10 CFR 20:

A. High Radiation Areas with dose rates greater than 0.1 rem/hour at
30 centimeters, but not exceeding 1.0 rem/hour at 30 centimeters
from the radiation source or from any surface penetrated by the
radiation:

Amendment No. -34, 4-22, 4-3, 4-,, - -6, 144, 2-i4, 21-1-4, 2-4-1, 2-555 2-5-7-
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1. Each entryway to such an area shall be barricaded and
conspicuously posted as a high radiation area. Such
barricades may be opened as necessary to permit entry or exit
of personnel or equipment.

2. Access to, and activities in, each such area shall be
controlled by means of Radiation Work Permit (RWP) or
equivalent that includes specification of radiation dose
rates in the immediate work area(s) and other appropriate
radiation protection equipment and measures.

3. Individuals qualified in radiation protection procedures and
personnel continuously escorted by such individuals may be
exempted from the requirement for an RWP or equivalent while
performing their assigned duties provided that they are
otherwise following plant radiation protection procedures for
entry to, exit from, and work in such areas.

4. Each individual or group entering such an area shall possess:

a. A radiation monitoring device that continuously
displays radiation dose rates in the area, or

b. A radiation monitoring device that continuously
integrates the radiation dose rates in the area and
alarms when the device's dose alarm setpoint is
reached, with an appropriate alarm setpoint, or

c. A radiation monitoring device that continuously
transmits dose rate and cumulative dose information to
a remote receiver monitored by radiation protection
personnel responsible for controlling personnel
radiation exposure within the area, or

d. A self-reading dosimeter (e.g., pocket ionization
chamber or electronic dosimeter) and,

1. Be under the surveillance, as specified in the RWP
or equivalent, while in the area, of an
individual qualified in radiation protection
procedures, equipped with a radiation monitoring
device that continuously displays radiation does
rates in the area; who is responsible for
controlling personnel exposure within the area,
or

2. Be under the surveillance, as specified in the
RWP or equivalent, while in the area, by means of
closed circuit television, of personnel qualified
in radiation protection procedures, responsible
for controlling personnel radiation exposure in
the area, and with the means to communicate with
individuals in the area who are covered by such
surveillance.

5. Except for individuals qualified in radiation protection
procedures, or personnel continuously escorted by such
individuals, entry into such areas shall be made only after
dose rates in the area have been determined and entry
personnel are knowledgeable of them. These continuously
escorted personnel will receive a pre-job briefing prior to
entry into such areas. This dose rate determination,
knowledge, and pre-job briefing does not require
documentation prior to initial entry.

Amendment No. 2-4-25 2 5:7 Q
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B. High Radiation Areas with dose rates greater than 1.0 rem/hour at

30 centimeters from the radiation source or from any surface
penetrated by the radiation, but less than 500 rads/hour at 1 meter
from the Radiation Source or from any surface penetrated by the
radiation:

1. Each entryway to such an area shall be conspicuously posted
as a high radiation area and shall be provided with a locked
or continuously guarded door or gate that prevents
unauthorized entry, and, in addition:

a. All such door and gate keys shall be maintained under
the administrative control of the shift supervisor,
and/or radiation protection manager, or his or her
designee.

b. Doors and gates shall remain locked except during
periods of personnel or equipment entry or exit.

2. Access to, and activities in, each such area shall be
controlled by means of an RWP or equivalent that includes
specification of radiation does rates in the immediate work
area(s) and other appropriate radiation protection equipment
and measures.

3. Individuals qualified in radiation protection procedures may
be exempted from the requirement for an RWP or equivalent
while performing radiation surveys in such areas provided
that they are otherwise following plant radiation protection
procedures for entry to, exit from, and work in such areas.

4. Each individual or group entering such an area shall possess
one of the following:

a. A radiation monitoring device that continuously
integrates the radiation rates in the area and alarms
when the device's dose alarm setpoint is reached, with
an appropriate alarm setpoint, or

b. A radiation monitoring device that continuously
transmits dose rate and cumulative dose information to
a remote receiver monitored by radiation protection
personnel responsible for controlling personnel
radiation exposure within the area with the means to
communicate with and control every individual in the
area, or

c. A self-reading dosimeter (e.g., pocket ionization
chamber or electronic dosimeter) and,

1. Be under the surveillance, as specified in the
RWP or equivalent, while in the area, of an
individual qualified in radiation protection
procedures, equipped with a radiation monitoring
device that continuously displays radiation dose
rates in the area; who is responsible for
controlling personnel exposure within the area,
or

Amendment No. 2-44- 2 5:7h



VYNPS

2. Be under the surveillance, as specified in the
RWP or equivalent, while in the area, by means of
closed circuit television, of personnel qualified
in radiation protection procedures, responsible
for controlling personnel radiation exposure in
the area, and with the means to communicate with
and control every individual in the area.

d. In those cases where option (2) and (3), above, are
impractical or determined to be inconsistent with the
"As Low As is Reasonably Achievable" principle, a
radiation monitoring device that continuously displays
radiation dose rates in the area.

5. Except for individuals qualified in radiation protection
procedures, or personnel continuously escorted by such
individuals, entry into such areas shall be made only after
dose rates in the area have been determined and entry
personnel are knowledgeable of them. These continuously
escorted personnel will receive a pre-job briefing prior to
entry into such areas. This dose rate determination,
knowledge, and pre-job briefing does not require
documentation prior to initial entry.

6. Such individual areas that are within a larger area where no
enclosure exists for the purpose of locking and where no
enclosure can reasonably be constructed around the individual
area need not be controlled by a locked door or gate, nor
continuously guarded, but shall be barricaded, conspicuously
posted, and a clearly visible flashing light shall be
activated at the area as a warning device.

6.6 REPORTING REQUIREMENTS

The following reports shall be submitted in accordance with 10 CFR 50.4.

A. Deleted

Amendment No. 4-&r -4-2-, !W1, 214, 2-2-21, 2-4-_



VYNPS

B. Deleted

~ed C. gGre Gperating L!Rii-ýý

The core operating limits shall be established and documented in the
Core Operating Limits Report (COLR) before each reload cycle or any
remaining part of a reload cycle for the following:

.-... .4'verage ...... r Linear Hea. .... ercat.............
Specifications 3.!!.C and 3.6.C.!a,

2-- ThoeMin ica l Pccr.! Rati! (MCR) far-
SpeGcificat-iGon 3.11.0 and 3.6.9.1a,

4-- The Linca-Rr- Heat Cenerqt-ion PRatees (LHGR) for-
SpeGificat-ions 2..Il andi 2.1l.B, andl

4- The Pcwer/F1
3.6.J.!.b.

V--I 11-1 -- n- -- ý-- 1-4 ý4 -4. 13 r 1 1 A

The analytical methods used to determine the core operating limits
shall be those previously review.ed and appro.ved by the NRC in:

Report, -9. R Pilat, "Methods for the Analysis of Boiling Water
Re-agtor LtS ic Physics," AC(--1232, De9c.... 1980 (Approved by
NRC 99R, dated Septe.ber 15,.19. ..

Amendment No.-42-r -7 , 4-4-6, 44-1-, !414,- 211,~ 2-14w- 2-24 2-1-4
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Report, D. M. VerPlanck, " ofr the Analysi P, of Boiling Water
ReacGtrS Steady State Core PhSIcS," YAEC-!238, March 191 (Approved
by NRC, SER, dated September 15, 1982)

Report, J. M. olr "MethdS fc-• the Analysis ef Boiling Water
Rcactors Transient Core Phqysi4s," YAC-1239P, August 19@1 (Approved
by NRC SER, dated September 15, 1982) -

Report, S. P. tand-KX. . St.•eahn, "Metheod for #tp Analysis
of Guide Fuel Rod Steady-State Thermal Effects (FROSSTEY):
Code/Mel: Description Manual," YAEC_1249p, April 14981 (Appro-ved by
NRC SEP., dated September 27, 19854-9-

Report, A. A. F. Ansari, "Methods for the Analysis of: Boiling Water
•a~-o-s-- Steady-State Core Flow Distribution Code (FIBWR),"
YAE-C-1-234, December 1980 (Approved by' NRC, SER, da~ted
September 15, 1 982)

Report, S. P. Schultz and K. E. St. Jchn, "Methods for the Analysis
of Oxide Fuel Red Steady-State Thermal Effects (FROSSTEY): Gde
Qualification a Appi4,ati ," YAEC_265P, June 1981 (Approved by
NRC SEP., dated September 27, 1985)

Report, A.- A- F Anari andJ. ;T . Cronin, "MethGds fer the Analysis
of Boiling Water Reactors: A System Transient Analysis Model
(RE•T•),," YAE_1233, April 1921 (Approved by NRC SEPS, dated
Novem.ber. 27, 1981 and September 47 1984)

Report, A. A. F. Ansari, K. J. Bur.n and . K. Beller, "Method for-
the Analysis of Beiling Water Reactors: Transient Critical Power
Ratio Analysis (RETP•N-TCPYA0!)," YAEC-1299P, March 1982 (Approved by
NRC SER, dated September 15, 1982)

Report, A. S. D4i4ievne, et a!., "CASMO-3C Validation," YAEC1-363-A,
April 1988.

Report, A. S. DI.I.vIn. , ;. P. g.r.ki, nd M.A.M Tr•emblay,

"S21 ;IMULA.-TE 32 VaI i da t Ion a nd 1. @r--iýf Ie-i;; " I AA--16 59 -A,
September 1988.

Report, R A. Wehlkc, et a"l,
"MICBURN- 3/CASMO- 3/TABLES-3-,SIMULATE -3 Benchmarking ef Vermont
Yankee Cycles 9 through 13," YAEC_16•3_A, March 1989.

RepoGrt, ;. T. Cni,"Method. forGenrationp of One DimenQ~sional.
Ki~neticPs Dat~a -for RETPR.N-92," YAC19 ,June 1989.

Report, . ChandoWa, M. P. LeFrancois, and J. D. Rob4haud,
"Application of One-Dimensional Kinetics to Boiling Water Reactor

TrasintAnalysis Methoeds," YAC19 ,Revi!sion 1, No~vember 1989.

Report, L. W. Stoves, et. al, "HUTXY: A GnrlzdMultirod Heatup
Code .. ith 109R5o, Appendix K Hoatup Option: UR -'s Manual," YN CC_
33(A), Revision 1, dated. Nvember 14, 1975 (Approved by NRC SER,
dateeden Marcoh 6, 1975)
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Rcp.rt, "RELAP5YA, A Computer- Program for Light-Water Leacto
System Thermal-Hydraulic Analysis," YAEC-1300P, October 1982
(Approved by NRC SERs, dated August 25, 197 and- O•ctobe 21,
1992).-

Report, R. T. Fernandez and H. C. daSilva, Jr., "Vermont Yankee
BWR Less-of-Coolant Accident Licensing Analysis Method," YAEC-
1547, June 198@6 (Approved by NRC SER, dated October 21, 1992)

Letter from R. W. Capstick (VYNPC) to USNRC, "HUXY Computer Code
Information for the Vermont Yankee BWR LOCA Licensing Analysis
MethodG,"1 FVY 8763lated Juno 4, -1987 (Approved by NRC 99R, dlated
February 27 o1991)

Letter- f9roAm R.- W. CapStiGk (YP)teG 9SWRC, "Requiest foGr
SupleenalSafety Evaluation4 Report Suprigthe; Use of
RELAPYA f r Vr-mont4 Y4ank;ee ula ee Sta;tion," FVNY- @@-006,

dated January 26, 1988 (Approved by NRC SERs, dated February 27,
1991 and Octobeh.r. 21, 1992) E

Letter frem. T. A. Trem~blay, Jr.- (vYNPC) to USNRC, "Supplementary
InfrmaionRegarding NiRC LOCA Analys-is Reav-ie Effort," BVY 89-91,

dated- October- 6, 1989 (ApproGvedI by NRC SE;R, diated
Octo-ber- 21, 1992)

Letter from . -A. Trdemlay, Jr. (AYlNPC) te USNRC, "Supplementary
Informatioen Regarding NRC LOCA Analyses Revitew Effor-t," 9Wy 90-
02@, dlated- Ma-rch 9, 1990 (Approved by NiRC SER, dlate:Qd Octobger 21,

Letter from L. A. Tremblay, Jr. (VYNPC) to USNRC, "Response to
Second Request for Additional Information on the Use of RELAP5YA,"
BRVY 590-067, dlatod June 8, 1990 (Approved by NRC SE;R, dlated
February 27, 1991)

Letter from T. A. Tremblay, Jr. (VYNPC) to USNRC, "Response to
Request for Additional Pnformatin on. the Use of RELAP9YA," EVY
90-087, dlatd August 28 1990 (Approved by NRC SE.R, d.ated Octo.ber.

Letter from L. A. Tremblay, Jr... ..... ) to USNRC, "Resp.n. e to
Second Request for Additional Information on the Use of RELAP5YA,"
BY91v 5, dated January 9, 1991 (Approved 9y DRC SER, date
October- 21, 1992)

Letter f - A. Tremblay, Jr. (VYNPC) to USNRC, "Response t
Third Request for Additional Information on the Use of RELAP5YA,"
BVY 91-41, dated April 19, 1991 (Approved by NRC SER, dated
October 21, 1992).

Letter from L. A. Treml!ay, Jr. (VYNPC) to USNRC, "Supplementary
Information Resardino the Use of RELAP5YA.' BVY 92-12. dated

ReaaEding the U-se G-9 R.R-T-AP5Y-A," BIZY- 92-12, elate-4M-1---, '7 1 QW) (A- pýX-A ý- I'lor, CIVU A +- A r%-4- 1- 1) 1 1 Q cl 1) 1
Q Q Q Qr
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LAtter from R. W. Capstick (VYNPC) to USNRC, "Vermont Yankee LOCA
Analysis Method FROSSTEY Fuel Perorm.n.. Cod (FROS ),"
F3v 87-116, datd -Dec.mber 16, 197• (Approved by NRC SER, dated
Septem.ber .24, 1992).

Letter- fro-m R. W. Capstickr (WYNPC;) tc UJSNECQ, "Response to ND
Request for Additional Information on the FROSSTEY-2 Fuel
Porformange Code," BVY .@9-6, dlated July 14, 1989 (Approved by NRC
SE.R, dated Soptem~ber 24, 1992)

Lett-r fr4•m R. W. Capst-ic (YNPQ) to USNRC, "Supplemental
in...•atie nA-n the F2Fuel mPer-f'rmane Cede," BVeY 89 7-4,

dtdAugucit 4, 1989 (Alpparoved by NRC SER, dated
Septe~mber- 24, 1992)-

Letter from TL .. A. Tremblay, Jr. (,YNpC) to USNRC, "Re.p.ns.s to
Request for Additional Informatien on FROSSTEY-2 Fuel Performance
Code," 9VY 90n045, dated April 19, 1990 (Approved by NRC SER,

dtdSeptember 24, 1992).

Letter frem L. A. Tremblay, Jr. (•vNPC) to USNRC, "Supplemental
Inf"rmat-ion to- VY-PC April - 9, 1990 Response Regarding FLRGOSSTEY2
FueHl PefraCeCde," BVLY 90-054, dlated May 10, 1990 (Approvec-d
by NRC SER, dated September- 24, 1992)

Letter from L. A. Tremblay, jr. (VYNPC) to USNRC, "Response. t.
Request for Additional Information on FROSSTEY-2 Fuel Performance
Ceoe," ,, Y 91-024, d•ad M•ah 6, 1991 (Approved by NRC SER, dated
September 24, 1992)

Letter from L. A. Tremblay, Jr. (VYNýPC) to USNRC, "LReSST ed
Responses to e pen issues on . FROS•EY-Re Fuel Perfmainc Code, 9...
92-39, dated March 2, 1992 (Approved by NRC SER, dated
Septem-ber 24, 1992).

Letter- fromR L. A. Tremblay, Jr. (VZYN~PC) to USNREC, "RST 2Fe
PPe-r-for-mancRe Code -Ver-mont Yankee Response to Remai:ning Cencerns,"
IEVY3- 9-2-54, dlated May 15, 1992 (ApproGved bay N;RC SE;R, dlated
September 24, 1992).

Report• "TLose f Celant Arccdent- Analysis fr Ver.mont Yankee
Nuclear Power Station," NED0-21697, August 1977, as amended
(Approved bay NRC SER, dated November 30, 1977)

Report, "Ceneral ElcrcStandlard Aplcainfor ReactoGr Fuel
(GESTARII)," NE _n-24011-P-A, E Company Pro.prietary (the latest

NRC-approved version ;-will be listed in the COLR)

Report, Cener4a-l ElcrcNuclear- Energy, "BWR Owner's CreGup
Long-Term Solut•n•s Licensing Metho•dlogy," NEDO-3!960, J 1991
(Approved by NRC SER, dated July 12, 1993)

Repor-t, C-encer-al lcti N
Long-Term Solutions Licensing
Supplement 1, March 1992 (App
July 12, 1993).

e•
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Report, N. Fujitay @# a• , "Metho-d - Poer!Fle Eclus Region
Cluion Using the PR G Ccm.putcr. Code," _A- _1926-A (Approved
by NRC SER, dated November 5, 1996).

Report, Yankee Atomic Ec Company, "Application of t•h FIBWR2
Coro Hydraulics Code teoPWR Rolad Analysisl," YAE -139--A, January
31, 1997.

The ore perating determined so that all
applicable limit. (e.g., fuel thermal-meehanical !4im.ts, .re
thermal-hydraulic limits, ECCS limits, nuclear limits such as
hutdcun margin, and transient and accident analysis limits) 8f
the safety analysis are met. The COLR, including any. midcGycl
revisions or supplements thereto, shall be provided upon issuance,
for each reload cycle, to the NRC.

D. Radioactive Effluent Release Report

The Radioactive Effluent Release Report covering the operation of
the unit shall be submitted by May 15 of each year and in
accordance with 10 CFR 50.36a. The report shall include a summary
of the quantities of radioactive liquid and gaseous effluents and
solid waste released from the unit. The material provided shall
be consistent with the objectives outlined in the Offsite Dose
Calculation Manual (ODCM) and Process Control Program and in
conformance with 10 CFR 50.36a and 10 CFR 50, Appendix I, Section
IV.B.I.

E. Annual Radiological Environmental Operating Report

The Annual Radiological Environmental Operating Report covering
the operation of the unit during the previous calendar year shall
be submitted by May 15 of each year. The report shall include
summaries, interpretations, and an analysis of trends of the
results of the radiological environmental surveillance activities
for the report period. The material provided shall be consistent
with the objectives outlined in the Offsite Dose Calculation
Manual (ODCM), and in 10 CFR 50, Appendix I, Sections IV.B.2,
IV.B.3, and IV.C.

The Annual Radiological Environmental Operating Report shall
include summarized and tabulated results of all radiological
environmental samples taken during the report period pursuant to
the table and figures in the ODCM. In the event that some results
are not available for inclusion with the report, the report shall
be submitted noting and explaining the reasons for the missing
results. The missing data shall be submitted as soon as possible
in a supplementary report.

6.7 PROGRAMS AND MANUALS

The following programs shall be established, implemented and maintained:

A. INTEGRITY OF SYSTEMS OUTSIDE CONTAINMENT

A program•. . to re•du.e leakage frem systems •oui containment t•ha
I ed would or could contain highly radioactive fluids during a serious

transient or accident to as low as practical levels will be

Amendment No. 4-3-r 4-3-r 1444, 4-24, 4-44, 4-.- , 16&8-,-I-7- 2-64
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implemented. This p-roam shall inclu.de th• fo!!wing:

-I- Provisions establishing preventive maintenance and periodic
visual inspection requirements.

9-- System leakage inspections, te the extent permitted by system
dlesign and railgclcniinfor each system at a
frequency not to exceed refueling cycle intervals. T44

systems subject to this testing are: (1) Residual Heat
Removal, (2) Core Spray, (3) Reactor Water Cleanup, (4) HPCI,
(5) RC19, and (6) Sampling Systems.

B. OFF-SITE DOSE CALCULATION MANUAL (ODCM)

An Off-Site Dose Calculation Manual shall contain the current
methodology and parameters used in the calculation of off-site
doses due to radioactive gaseous and liquid effluents for the
purpose of demonstrating compliance with 10 CFR 50, Appendix I, in
the calculation of gaseous and liquid effluent monitoring
alarm/trip setpoints, and in the conduct of the environmental
radiological monitoring program.

The ODCM shall also contain the radioactive effluent controls and
radiological environmental monitoring activities and descriptions
of the information that should be included in the Radioactive
Effluent Release Report and the Annual Radiological Environmental
Operating Report required by Specification 6.6.D and Specification
6.6.E, respectively.

1. Licensee initiated changes to the ODCM:

a. Shall be submitted to the Commission in the Radioactive
Effluent Release Report for the period in which the
change(s) was made effective. This submittal shall
contain:

i. Sufficient information to support the change
together with appropriate analyses or evaluations
justifying the change(s) and

ii. A determination that the change will maintain the
level of radioactive effluent control required by
10 CFR 20.1302, 40 CFR 190, 10 CFR 50.36a, and
Appendix I to 10 CFR Part 50, and do not adversely
impact the accuracy or reliability of effluent dose
or setpoint calculation .approvaI

b. Shall become effective upon review by PORC and approved
by the plant manager.

c. Shall be submitted to the Commission in the form of a
legible copy of the affected pages of the ODCM as a part
of or concurrent with the Radioactive Effluent Release

Amendment No. 44 4-3 4-&-3-r 4-44 11, 1-71, 24-4
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Report for the period of the report in which any change
to the ODCM was made. Each change shall be identified
by markings in the margin of the affected pages, clearly
indicating the area of the page that was changed, and
shall indicate the date (e.g., month/year) the change
was implemented.

PRIMARY CONTAINMENT LEAKAGE RATE TESTINC PROGR.M

A program- shall be established to implement the leakage rate
testing of the primary containment as required by 10 CFR 50.54(o)
and I1 CFR Or Appendix j, Option B as modified by approved
exemptions. This program shall be in accordance with the
guidelines ceonta-ined in Regulatery Cuide 1.163, entitled
"Performance Based ConAJ . nmc.nt Leak-Test Program," dated September
1995, as mod.ifed by the following:

* The first Type A test after the April 1995 Type A test shall be
performed prier to Startup from the April 2010 refuel outage.
(This is an exception to SecGti -92.2 of NEI 94-1n, Rcv. 0,
"Industry Cuideline for implementing Performance-Based Optio o

nOCFRAO, Appendix J.',,

* The leakage contributions from the main steam pathways are
excluded from the sum of the leakage rates from Typo B and C
tests specified in (1) Section III B of 10CFR0, Appendi... •
Option B; (2) Section 6.4.4 of ANSI/ANS 56.9-1994; and (3)
Section 10.2 ef NEI 94-01, Rev. 0.

The leakage contributions from the main steam pathways are
excluded from the overall integrated leakage rate from Type A
tests specified in (1) Section 1TT.A of 10CFR50, Appendix m

Option B; (2) Section 3.2 of ANSI/ANS 56. 1994; and (3)
Sections 8.0 and 9.0 of NEI 94-01, Rev. 0.

The peak caculated c e internal pressure for the design
basis loss of Geolant accident, Pa, is 44 piýg.

The maximum allowable primary c.ntainment leakage rate, L, a
Shall be nQM of primary containment air weight per day.

Leakage rate acceptance cryitera *?aare:

1. Primary containment leakage rate acceptance criterion A !.0 a.

2 The as.left primary c.ntainment integrated leakage rat
(Type A test) acceptance critero isA

3. The combined local leakage rate test acceptance criterion for
Type P and Type C tests (excluding the leakage contribUtions from

the main steam pathways) is A 0.6 La, calculated on a maximum
pathway basis, prior to entering a mode of operation 'here;`
primary containment integrity is required.

4. The combined local leakage rate test acceptance criterion for
Type B and Type C tests (excluding the leakage contributions from
the main steam pathways) is A 0.6 Lay calculated on a minimum
pathway basis, at all times when primary containment integrity is
required.

Amendment No. ---- 14-2-r 4-74-- 29--5- 1-, 1-14, 2-44- 1415.



VYNPS

5. Airlock overall leakage rate acceptance criterion Is • 0.!0 La
when tested at P-a-

The prev-on f S.. for. .0.. for. 214rv(;iIlanc Frequency docs pt:

apply to thc test frequencies specified in the Primary Containment
Leakage R-ate T-ting Program.

D. Radioactive Effluent Controls Program

This program conforming to 10 CFR 50.36a provides for the control
of radioactive effluents and for maintaining the doses to members
of the public from radioactive effluents as low as reasonably
achievable. The program shall be contained in the ODCM, shall be
implemented by operating procedures, and shall include remedial
actions to be taken whenever the program limits are exceeded. The
program shall include the following elements:

a. Limitations on the functional capability of radioactive
liquid and gaseous monitoring instrumentation including
surveillance tests and setpoint determination in accordance
with the methodology in the ODCM;

b. Limitations on the concentrations of radioactive material
released in liquid effluents from the site to unrestricted
areas, conforming to 10 times the concentration values in
Appendix B, Table 2, Column 2, to 10 CFR 20.1001 - 20.2402;

c. Monitoring, sampling, and analysis of radioactive liquid and
gaseous effluents pursuant to 10 CFR 20.1302 and with the
methodology and parameters in the ODCM;

d. Limitations on the annual and quarterly doses or dose
commitment to a member of the public from radioactive
materials in liquid effluents released from the unit to
unrestricted areas, conforming to 10 CFR 50, Appendix I;

e. Determination of cumulative and projected dose contributions
from radioactive effluents for the current calendar quarter
and current calendar year in accordance with the methodology
and parameters in the ODCM at least every 31 days;

f. Limitations on the functional capability and use of the
liquid and gaseous effluent treatment systems to ensure that
appropriate portions of these systems are used to reduce
releases of radioactivity when the projected doses in a
period of 31 days would exceed 2 percent of the guidelines
for the annual dose or dose commitment, conforming to
10 CFR 50, Appendix I;

g. Limitations on the dose rate resulting from radioactive
material released in gaseous effluents from the site to
areas at or beyond the site boundary shall be limited to the
following:

1. For noble gases: less than or equal to a dose rate of
500 mrems/yr to the total body and less than or equal to
a dose rate of 3000 mrems/yr to the skin, and

2. For iodine-131, iodine-133, tritium, and for all
radionuclides in particulate form with half lives greater
than 8 days: less than or equal to a dose rate of 1500
mrems/yr to any organ;

Amendment No. 4,4, 2-2---, -2- 2-"
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h. Limitations on the annual and quarterly air doses resulting
from noble gases released in gaseous effluents from the unit
to areas at or beyond the site boundary, conforming to
10 CFR 50, Appendix I;

i. Limitations on the annual and quarterly doses to a member of
the public from iodine-131, iodine-133, tritium, and all
radionuclides in particulate form with half lives greater
than 8 days in gaseous effluents released from the unit to
areas beyond the site boundary, conforming to 10 CFR 50,
Appendix I; and

j. Limitations on the annual dose or dose commitment to any
member of the public, beyond the site boundary, due to
releases of radioactivity and to radiation from uranium fuel
cycle sources, conforming to 40 CFR 190.

E. TECHNICAL SPECIFICATIONS (TS) BASES CONTROL PROGRAM

This program provides a means for processing changes to the Bases of
these Technical Specifications.

a. Changes to the Bases of the TS shall be made under appropriate
administrative controls and reviews.

b. Licensees may make changes to Bases without prior NRC approval

provided the changes do not require either of the following:

1. A change in the TS incorporated in the license, or

2. A change to the updated FSAR or Bases that requires NRC
approval pursuant to 10 CFR 50.59.

c. The Bases Control Program shall contain provisions to ensure
that the Bases are maintained consistent with the FSAR.

d. Proposed changes that meet the criteria of Specification
6.7.E.b above shall be reviewed and approved by the NRC prior
to implementation. Changes to the Bases implemented without
prior NRC approval shall be provided to the NRC on a frequency
consistent with 10 CFR 50.71(e).

Amendment No. a-74-, 2-6-:7-
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Enterqy Nuclear Vermont Yankee, LLC and Enterqy Nuclear Ooerations, Inc.

(Vermont Yankee Nuclear Power Station)

Docket No. 50-271

Renewed Facility Operatina License

Renewed Operating License No. DPR-28

The U.S. Nuclear Regulatory Commission (NRC or the Commission), having previously
made the findings set forth in Facility Operating License No. DPR-28, dated
February 28, 1973, has now found that:

a. This paragraph deleted by Amendment No. xxx.

b. The facility will be prohibited from operating the reactor in conformity with the
application, as amended, the provisions of the Act, and the rules and regulations
of the Commission; and

c. There is reasonable assurance (1) that the activities authorized by this license
can be conducted without endangering the health and safety of the public, and (ii)
that such activities will be conducted in compliance with the rules and regulations
of the Commission; and

d. Entergy Nuclear Vermont Yankee, LLC is financially qualified and Entergy
Nuclear Operations, Inc. is technically and financially qualified to engage in the
activities authorized by this license, in accordance with the rules and regulations
of the Commission; and

e. Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc.
have satisfied the applicable provisions of 10 CFR Part 140, "Financial Protection
Requirements and Indemnity Agreements" of the Commission's regulations; and

f. The issuance of this license will not be inimical to the common defense and
security or to the health and safety of the public; and

g. After weighing the environmental, economic, technical and other benefits
of the facility against environmental costs and considering available
alternatives, the issuance of this license (subject to the conditions for

Renewed Facility Operating License No. DPR-28 Amendment No. xxx
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protection of the environment set forth herein) is in accordance with
10 CFR Part 51, of the Commission's regulations and all applicable requirements
of said Part 51 have been satisfied; and

h. Actions have been identified and have been or will be taken with respect to: (1)
managing the effects of aging on the functionality of structures and components
that have been identified to require review under 10 CFR 54.21 (a)(1) during the
period of extended operation, and (2) time-limited aging analyses that have been
identified to require review under 10 CFR 54.21(c), such that there is reasonable
assurance that the activities authorized by this license will continue to be
conducted in accordance with the current licensing basis, as defined in
10 CFR 54.3 for the facility, and that any changes made to the facility's current
licensing basis in order to comply with 10 CFR 54.29(a) are in accordance with the
Act and the Commission's regulations.

Accordingly, Facility Operating License No. DPR-28, as amended, issued to Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc. is superseded
by Renewed Facility Operating License No. DPR-28 and is hereby amended in its
entirety to read:

1. This renewed license applies to the Vermont Yankee Nuclear Power Station (the
facility), a single cycle, boiling water, light water moderated and cooled reactor,
and associated electric generating equipment. The facility is located on Entergy
Nuclear Vermont Yankee, LLC's site, in the Town of Vernon, Windham County,
Vermont, and is described in the application as amended.

2. Subject to the conditions and requirements incorporated herein, the Commission
hereby licenses:

A. Pursuant to Sections 104b of the Atomic Energy Act of 1954, as amended
(the Act), and 10 CFR Part 50, "Licensing of Production and Utilization
Facilities," Entergy Nuclear Vermont Yankee, LLC to possess and use, and
Entergy Nuclear Operations, Inc., to possess and use the facility as
a utilization facility at the designated location on the Entergy Nuclear Vermont
Yankee, LLC site.

B. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Part 70, to
possess at any time special nuclear material that was used as reactor fuel, in
accordance with the limitations for storage and amounts required for reactor
operation as described in the Final Safety Analysis Report, as supplemented and
amended.

C. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Parts 30,
40 and 70, to receive, possess, and use at any time any byproduct, source,
and special nuclear material as sealed neutron sources that were used for reactor
startup, sealed sources that were used for calibration of reactor instrumentation
and are used in radiation monitoring equipment, and as fission detectors in
amounts as required.

Renewed Facility Operating License No. DPR-28 Amendment No. xxx
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D. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Parts 30,
40 and 70, to receive, possess, and use in amounts as required any
byproduct, source, or special nuclear material without restriction to chemical
or physical form, for sample analysis or instrument calibration or associated
with radioactive apparatus or components.

E. Entergy Nuclear Operations, Inc., pursuant to the Act and 10 CFR Parts 30
and 70, to possess, but not to separate, such byproduct and special nuclear
material as may be produced by operation of the facility.

3. This renewed license shall be deemed to contain and is subject to the conditions
specified in the following Commission regulations: 10 CFR Part 20, Section
30.34 of 10 CFR Part 30, Section 40.41 of 10 CFR Part 40, Section 50.54 and
50.59 of 10 CFR Part 50, and Section 70.32 of 10 CFR Part 70; and is subject to
all applicable provisions of the Act and to the rules, regulations, and orders of the
Commission now or hereafter in effect; and is subject to the additional conditions
specified below:

A. This paragraph deleted by Amendment No. xxx.

B. Technical Specifications

The Technical Specifications contained in Appendix A, as revised through
Amendment No. 258, are hereby incorporated in the license. Entergy
Nuclear Operations, Inc. shall operate the facility in accordance with the
Technical Specifications.

C. Reports

Entergy Nuclear Operations, Inc. shall make reports in accordance with the
requirements of the Technical Specifications.

D. This paragraph deleted by Amendment No. 226.

E. Environmental Conditions

Pursuant to the Initial Decision of the presiding Atomic Safety and Licensing
Board issued February 27, 1973, the following conditions for the protection of
the environment are incorporated herein:

1. This paragraph deleted by Amendment No. 206, October 22, 2001.

2. This paragraph deleted by Amendment 131, 10/07/91.

Renewed Facility Operating License No. DPR-28 Amendment No. 2,55, 2-W 257, 2-58, xxx
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3. This paragraph deleted by Amendment No. 206, October 22, 2001.

4. If harmful effects or evidence of irreversible damage in land or water
ecosystems as a result of facility operation are detected by Entergy
Nuclear Operations, Inc.'s environmental monitoring program, Entergy
Nuclear Operations, Inc. shall provide an analysis of the problem to the
Commission and to the advisory group for the Technical Specifications,
and Entergy Nuclear Operations, Inc. thereafter will provide, subject to
the review by the aforesaid advisory group, a course of action to be
taken immediately to alleviate the problem.

5. Entergy Nuclear Operations, Inc. will grant authorized representatives of
the Massachusetts Department of Public Health (MDPH) and
Metropolitan District Commission (MDC) access to records and charts
related to discharge of radioactive materials to the Connecticut River.

6. This paragraph deleted by Amendment No. 206, October 22, 2001.

7. This paragraph deleted by Amendment No. 206, October 22, 2001.

8. Entergy Nuclear Operations, Inc. will permit authorized representatives
of the MDPH and MDC to examine the chemical and radioactivity
analyses performed by Entergy Nuclear Operations, Inc.

9. Entergy Nuclear Operations, Inc. shall immediately notify MDPH, or an
agency designated by MDPH, in the event concentrations of radioactive
materials in liquid effluents, measured at the point of release from the
Vermont Yankee facility, exceed the limit set forth in the facility Offsite
Dose Calculation Manual. Entergy Nuclear Operations, Inc. will also
notify MDPH in writing within 30 days following the release of
radioactive materials in liquid effluents in excess of 10 percent of the
limit set forth in the facility Offsite Dose Calculation Manual.

10. A report shall be submitted to MDPH and MDC by May 15 of each year
of plant operation, specifying the total quantities of radioactive materials
released to the Connecticut River during the previous calendar year.
The report shall contain the following information:

(a) Total curie activity discharged other than tritium and dissolved
gases.

(b) Total curie alpha activity discharged.

(c) Total curies of tritium discharged.

(d) Total curies of dissolved radio-gases discharged.

Renewed Facility Operating License No. DPR-28
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(e) Total volume (in gallons) of liquid waste discharged.

(f) Total volume (in gallons) of dilution water.

(g) Average concentration at discharge outfall.

(h) This paragraph deleted by Amendment No. 206, October 22, 2001.

(i) Total radioactivity (in curies) released by nuclide including dissolved
radio-gases.

(j) Percent of the facility Offsite Dose Calculation Manual limit for total

activity released.

11. This paragraph deleted by Amendment No. 206, October 22, 2001.

12. This paragraph deleted by Amendment No. 206, October 22, 2001.

13. Entergy Nuclear Operations, Inc. shall establish and maintain a system
of emergency notification to the states of Vermont and New Hampshire,
and the Commonwealth of Massachusetts, satisfactory to the
appropriate public health and public safety officials of those states and
the Commonwealth, which provides for:

a. Notice of site emergencies as well as general emergencies.

b. Direct microwave communication with the state police headquarters
of the respective states and the Commonwealth when the
transmission facilities of the respective states and the
Commonwealth so permit, at the expense of Entergy Nuclear
Operations, Inc.

c. A verification or coding system for emergency messages between
Entergy Nuclear Operations, Inc. and the state police headquarters
of the respective states and the Commonwealth.

14. Entergy Nuclear Operations, Inc. shall furnish advance notification to
MDPH, or to another Commonwealth agency designated by MDPH, of
the time, method and proposed route through the Commonwealth of
any shipments of nuclear fuel and wastes to and from the Vermont
Yankee facility which will utilize railways or roadways in the
Commonwealth.

F. This paragraph deleted by Amendment No. xxx.
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G. Security Plan

Entergy Nuclear Operations, Inc. shall fully implement and maintain in effect
all provisions of the Commission-approved physical security, training and
qualification, and safeguards contingency plans including amendments made
pursuant to provisions of the Miscellaneous Amendments and Search
Requirements revisions to 10 CFR 73.55 (51 FR 27817 and 27822), and the
authority of 10 CFR 50.90 and 10 CFR 50.54(p). The combined set of plans1 ,
which contain Safeguards Information protected under 10 CFR 73.21, is
entitled: "Vermont Yankee Nuclear Power Station Security Plan, Training
and Qualification Plan, and Safeguards Contingency Plan, Revision 0,"
submitted by letter dated October 18, 2004, as supplemented by letter dated
May 16, 2006.

Entergy Nuclear Operations, Inc. shall fully implement and maintain in effect all
provisions of the Commission-approved cyber security plan (CSP), including changes
made pursuant to the authority of 10 CFR 50.90 and 10 CFR 50.54(p). Entergy
Nuclear Operations, Inc. CSP was approved by License Amendment
No. 247, as supplemented by changes approved by License Amendment Nos. 251
and xxx.

H. This paragraph deleted by Amendment No. 107, 8/25/88.

1. This paragraph deleted by Amendment No. 131, 10/7/91.

J. License Transfer Conditions

On the closing date of the transfer of Vermont Yankee Nuclear Power Station
(Vermont Yankee), Entergy Nuclear Vermont Yankee, LLC shall obtain from
Vermont Yankee Nuclear Power Corporation all of the accumulated
decommissioning trust funds for the facility, and ensure the deposit of such
funds into a decommissioning trust for Vermont Yankee established by
Entergy Nuclear Vermont Yankee, LLC. If the amount of such funds does not
meet or exceed the minimum amount required for the facility pursuant to
10 CFR 50.75, Entergy Nuclear Vermont Yankee, LLC shall at such time
deposit additional funds into the trust and/or obtain a parent company
guarantee (to be updated annually) and/or obtain a surety pursuant to
10 CFR 50.75(e)(1)(iii) in a form acceptable to the NRC and in an amount or
amounts which, when combined with the decommissioning trust funds for the
facility that have been obtained and deposited as required above, equals or

1 The Training and Qualification Plan and Safeguards Contingency Plan are Appendices to the Security Plan.

Renewed Facility Operating License No. DPR-28 Amendment No. 24-7, 2-§4, xxx
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exceeds the total amount required for the facility pursuant to 10 CFR 50.75.
The decommissioning trust, and surety if utilized, shall be subject to or be
consistent with the following requirements, as applicable:

a. Decommissioning Trust

(i) The decommissioning trust agreement must be in a form acceptable
to the NRC.

(ii) With respect to the decommissioning trust funds, investments in the
securities or other obligations of Entergy Corporation and its
affiliates, successors, or assigns shall be prohibited. In addition,
except for investments tied to market indexes or other
non-nuclear-sector mutual funds, investments in any entity owning
one or more nuclear power plants are prohibited.

(iii) The decommissioning trust agreement must provide that no
disbursements or payments from the trust, other than for ordinary
administrative expenses, shall be made by the trustee until the
trustee has first given the NRC 30 days prior written notice of
payment. The decommissioning trust agreement shall further contain
a provision that no disbursements or payments from the trust shall be
made if the trustee receives prior written notice of objection from the
Director of the Office of Nuclear Reactor Regulation.

(iv) The decommissioning trust agreement must provide that the
agreement cannot be amended in any material respect without 30
days prior written notification to the Director of the Office of Nuclear
Reactor Regulation.

(v) The appropriate section of the decommissioning trust agreement
shall state that the trustee, investment advisor, or anyone else
directing the investments made in the trust shall adhere to a
"prudent investor" standard, as specified in 18 CFR 35.32(a)(3) of
the Federal Energy Regulatory Commission's regulations.

b. Surety

(i) The surety agreement must be in a form acceptable to the NRC and
be in accordance with all applicable NRC regulations.

(ii) The surety company providing any surety obtained to comply with
the Order approving the transfer shall be one of those listed by the U.S.
Department of the Treasury in the most recent edition of
Circular 570 and shall have a coverage limit sufficient to cover the
amount of the surety.

Renewed Facility Operating License No. DPR-28
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(iii) Entergy Nuclear Vermont Yankee, LLC shall establish a standby
trust to receive funds from the surety, if a surety is obtained, in the
event that Entergy Nuclear Vermont Yankee, LLC defaults on its
funding obligations for the decommissioning of Vermont Yankee.
The standby trust agreement must be in a form acceptable to the
NRC, and shall conform with all conditions otherwise applicable to
the decommissioning trust agreement.

(iv) The surety agreement must provide that the agreement cannot be
amended in any material respect, or terminated, without 30 days
prior written notification to the Director of the Office of Nuclear
Reactor Regulation.

Entergy Nuclear Vermont Yankee, LLC shall take all necessary steps to
ensure that the decommissioning trust is maintained in accordance with
the application for approval of the transfer of this license to Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc., and
the requirements of the Order approving the transfer, and consistent with
the safety evaluation supporting the Order.

Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations,
Inc. shall take no action to cause Entergy Global Investments, Inc., or
Entergy International Holdings Ltd. LLC, or their parent companies to
void, cancel, or modify the lines of credit to provide funding for Vermont
Yankee as represented in the application without prior written consent of
the Director of the Office of Nuclear Reactor Regulation.

K. This paragraph deleted by Amendment No. xxx.

L. This paragraph deleted by Amendment No. xxx.

M. This paragraph deleted by Amendment No. xxx.

N. This paragraph deleted by Amendment No. xxx.

0. This paragraph deleted by Amendment No. xxx.
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P. The information in the UFSAR supplement, submitted pursuant to 10 CRF
54.21(d), as revised during the license renewal application process, and as
supplemented by Commitment Nos. 1-5, 6 (as revised by Entergy Nuclear
Vermont Yankee, LLC letter dated May 19, 2011), 7-36, 38, 39, 42, 43, and
45-55 of Appendix A of Supplement 2 of NUREG-1907 shall be incorporated as
part of the UFSAR which will be updated in accordance with 10 CFR 50.71(e).
As such, Entergy Nuclear Vermont Yankee, LLC and Entergy Nuclear
Operations, Inc. may make changes to the programs and activities described in
the UFSAR supplement and Commitment Nos. 1-5, 6 (as revised by Entergy
Nuclear Vermont Yankee, LLC letter dated May 19, 2011), 7-36, 38, 39, 42, 43,
and 45-55 of Appendix A of Supplement 2 of NUREG-1907 provided Entergy
Nuclear Vermont Yankee, LLC and Entergy Nuclear Operations, Inc. evaluates
such changes pursuant to the criteria set forth in 10 CFR 50.59 and otherwise
complies with the requirements in that section.

Q. This paragraph deleted by Amendment No. 256, April 17, 2013.

R. This paragraph deleted by Amendment No. xxx.

S. This paragraph deleted by Amendment No. xxx.

4. This license is effective as of the date of issuance and is effective until the Commission
notifies the licensee in writing that the license is terminated.

FOR THE NUCLEAR REGULATORY COMMISSION

Original Signed By
Eric J. Leeds

Eric J. Leeds, Director
Office of Nuclear Reactor Regulation

Enclosures:

Appendix A - Technical Specifications

Date of Issuance: March 21, 2011
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1.0 DEFINITIONS

1.0 DEFINITIONS

The succeeding frequently used terms are explicitly defined so that a
uniform interpretation of the specifications may be achieved.

A. Certified Fuel Handler - A Certified Fuel Handler is an individual
who complies with the provisions of the Certified Fuel Handler
training program.

B. Immediate - Immediate means that the required action will be
initiated as soon as practicable considering the safe operation of
the unit and the importance of the required action.

C. Operable - A system, subsystem, train, component or device shall be
operable or have operability when it is capable of performing its
specified function(s). Implicit in this definition shall be the
assumption that all necessary attendant instrumentation, controls,
normal or emergency electrical power sources, cooling or seal water,
lubrication or other auxiliary equipment that are required for the
system, subsystem, train, component or device to perform its
function(s) are also capable of performing their related support
function(s).

D. Operating - Operating means that a system or component is performing
its intended functions in its required manner.
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3.0 LIMITING CONDITIONS FOR 4.0 SURVEILLANCE REQUIREMENT (SR)
OPERATION APPLICABILITY APPLICABILITY

SR 4.0.1

SRs shall be met during the
specified conditions in the
Applicability for individual
LCOs, unless otherwise stated
in the SR. Failure to meet a
Surveillance, whether such
failure is experienced during
the performance of the
Surveillance or between
performances of the
Surveillance, shall be failure
to meet the LCO. Failure to
perform a Surveillance within
the specified frequency shall
be failure to meet the LCO
except as provided in SR 4.0.3.
Surveillances do not have to be
performed on inoperable
equipment or variables outside
specified limits.

SR 4.0.2

Unless otherwise stated in
these specifications, periodic
surveillance tests, checks,
calibrations, and examinations
shall be performed within the
specified surveillance
intervals. These intervals may
be adjusted plus 25%.

SR 4.0.3

If it is discovered that a
surveillance was not performed
within its specified frequency,
declaring applicable Limiting
Conditions for Operation (LCOs)
not met may be delayed, from
the time of discovery, up to
24 hours or up to the limit of
the specified frequency,
whichever is greater. This
delay period is permitted to
allow performance of the
surveillance. A risk
evaluation shall be performed
for any Surveillance delayed
greater than 24 hours and the
risk impact shall be managed.
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3.0 LIMITING CONDITIONS FOR 4.0 SURVEILLANCE REQUIREMENT (SR)
OPERATION APPLICABILITY APPLICABILITY

SR 4.0.3 (Continued)

If the surveillance is not
performed within the delay
period, applicable LCOs must
immediately be declared not
met, and applicable LCOs must
be entered.

When the surveillance is
performed within the delay
period and the surveillance is
not met (i.e., acceptance
criteria are not satisfied),
applicable LCOs must
immediately be declared not
met, and applicable LCOs must
be entered.
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TS 4.0 Surveillance Requirement (SR) Applicability

SR 4.0.1 Bases

SR 4.0.1 establishes the requirement that SRs must be met during the
specified conditions in the Applicability for which the requirements of
the LCO apply, unless otherwise specified in the individual SRs. This
Specification is to ensure that Surveillances are performed to verify that
variables are within specified limits. Failure to meet a Surveillance
within the specified frequency, in accordance with SR 4.0.2, constitutes a
failure to meet an LCO.

Unplanned events may satisfy the requirements (including applicable
acceptance criteria) for a given SR. In this case, the unplanned event
may be credited as fulfilling the performance of the SR.

SR 4.0.2 Bases

SR 4.0.2 permits a 25% extension of the interval specified in the
Frequency. This extension facilitates Surveillance scheduling and
considers unit conditions that may not be suitable for conducting the
Surveillance (e.g., transient conditions or other ongoing Surveillance or
maintenance activities).

The 25% extension does not significantly degrade the reliability that
results from performing the-surveillance at its specified frequency. This
is based on the recognition that the most probable result of any
particular surveillance being performed is the verification of conformance
with the SRs. The exceptions to SR 4.0.2 are those Surveillances for
which the 25% extension of the interval specified in the frequency does
not apply. These exceptions are stated in the individual Specifications.
The requirements of regulations take precedence over the TS.

The provisions of SR 4.0.2 are not intended to be used repeatedly merely
as an operational convenience to extend surveillance intervals (other than
those consistent with refueling intervals).

SR 4.0.3 Bases

SR 4.0.3 establishes the flexibility to defer declaring an affected
variable outside the specified limits when a surveillance has not been
completed within the specified frequency. A delay period of up to
24 hours or up to the limit of the specified frequency, whichever is
greater, applies from the point in time that it is discovered that the
surveillance has not been performed in accordance with SR 4.0.2, and not
at the time that the specified Frequency was not met.

This delay period provides adequate time to complete surveillances that
have been missed. This delay period permits the completion of a
surveillance before complying with action statements or other remedial
measures that might preclude completion of the Surveillance.
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SR 4.0.3 Bases (Continued)

The basis for this delay period includes consideration of unit conditions,
adequate planning, availability of personnel, the time required to perform
the surveillance, the safety significance of the delay in completing the
required surveillance, and the recognition that the most probable result
of any particular surveillance being performed is the verification of
conformance with the requirements.

Failure to comply with specified surveillance frequencies is expected to
be an infrequent occurrence. Use of the delay period established by
SR 4.0.3 is a flexibility which is not intended to be used as an
operational convenience to extend surveillance intervals. While up to
24 hours or the limit of the specified frequency is provided to perform
the missed surveillance, it is expected that the missed surveillance will
be performed at the first reasonable opportunity. The determination of
the first reasonable opportunity should include consideration of the
impact on plant risk (from delaying the surveillance as well as any plant
configuration changes required to perform the surveillance) and impact on
any analysis assumptions, in addition to unit conditions, planning,
availability of personnel and the time required to perform the
surveillance. This risk impact should be managed through the program in
place to implement 10 CFR 50.65(a) (4) and its implementation guidance, NRC
Regulatory Guide 1.182, "Assessing and Managing Risk Before Maintenance
Activities at Nuclear Power Plants." This Regulatory Guide addresses
consideration of temporary and aggregate risk impacts, determination of
risk management action thresholds, and risk management action. The missed
surveillance should be treated as an emergent condition as discussed in
the Regulatory Guide. The risk evaluation may use quantitative,
qualitative, or blended methods. The degree of depth and rigor of the
evaluation should be commensurate with the importance of the component.
Missed surveillances for important components should be analyzed
quantitatively. If the results of the risk evaluation determine the risk
increase is significant, this evaluation should be used to determine the
safest course of action. All missed surveillances will be placed in the
licensee's Corrective Action Program.

If a surveillance is not completed within the allowed delay period, then
the variable is considered outside the specified limits and the completion
times of the Action Statements for the applicable LCO Conditions begin
immediately upon expiration of the delay period. If a surveillance is
failed within the delay period, then the variable is outside the specified
limits and the completion times of the Action Statements for the
applicable LCO Conditions begin immediately upon the failure of the
surveillance.

Completion of the surveillance within the delay period allowed by this
Specification, or within the completion time of the ACTIONS, restores
compliance with SR 4.0.1.
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3.1 LIMITING CONDITIONS FOR
OPERATION

4.1 SURVEILLANCE REQUIREMENTS

3.1 RADIOACTIVE EFFLUENTS

Applicability:

Applies to the release of all
radioactive effluents from the
plant.

Objective:

To assure that radioactive
effluents are kept "as low as
is reasonably achievable" in
accordance with 10CFR50,
Appendix I and, in any event,
are within the dose limits for
Members of the Public specified
in 10CFR20.

4.1 RADIOACTIVE EFFLUENTS

Applicability:

Applies to the required
surveillance of all radioactive
effluents released from the
plant.

Objective:

To ascertain that all
radioactive effluents released
from the plant are kept "as low
as is reasonably achievable" in
accordance with 10CFR50,
Appendix I and, in any event,
are within the dose limits for
Members of the Public specified
in 10CFR20.

Specification:

A. Liquid Holdup Tanks

1. The quantity of
radioactive material
contained in each of
the liquid holdup
tanks* shall be
determined to be
within the limits of
Specification 3.8.D.1
by analyzing a
representative sample
of the tank's contents
within one week
following the addition
of radioactive
materials to the tank.
One sample may cover
multiple additions.

Specification:

A. Liquid Holdup Tanks

1. The quantity of
radioactive material
contained in any
outside tank* shall be
limited to less than
or equal to 10 curies,
excluding tritium and
dissolved or entrained
noble gases.

2. With the quantity of
radioactive material
in any outside tank*
exceeding the limit of
Specification 3.8.D.1,
immediately take
action to suspend all
additions of
radioactive material
to the tank. Within
48 hours, reduce the
tank contents to
within the limit.

*NOTE: Tanks included in this Specification are only those outdoor tanks that
are not surrounded by liners, dikes, or walls capable of holding the
tank's contents, or that do not have tank overflows and surrounding
area drains connected to the liquid radwaste treatment system.
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BASES:

3.1 RADIOACTIVE EFFLUENTS

A. Liquid Holdup Tanks

The tanks listed in this Specification include all outdoor tanks that
contain radioactivity that are not surrounded by liners, dikes, or
walls capable of holding the tank contents, or that do not have tank
overflows and surrounding area drains connected to the liquid
radwaste treatment system.

Restricting the quantity of radioactive material contained in
the specified tanks provides assurance that in the event of
an uncontrolled release of the tanks' contents, the resulting
concentrations would be less than the limits of 10CFR
Part 20.1001-20.2402, Appendix B, Table 2, Column 2, at the nearest
potable water supply and in the nearest surface water supply in an
Unrestricted Area.
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3.2 LIMITING CONDITIONS FOR
OPERATION

4.2 SURVEILLANCE REQUIREMENTS

3.2 SPENT FUEL STORAGE

Applicability:

Applies to storage of spent
fuel.

Objective:

To assure safe storage of spent
fuel.

Specification:

A. Fuel Storage Pool Water
Level

Whenever irradiated fuel is
stored in the fuel storage
pool the pool water level
shall be maintained at a
level of at least 36 feet.

B. Spent Fuel Pool Water
Temperature

Whenever irradiated fuel is
stored in the spent fuel
pool, the pool water
temperature shall be
maintained below 150'F.

4.2 SPENT FUEL STORAGE

Applicability:

Applies to the parameters which
monitor the storage of spent
fuel.

Objective:

To verify that spent fuel is
being stored safely.

Specification:

A. Fuel Storage Pool Water
Level

Whenever irradiated fuel is
stored in the fuel storage
pool, the pool level shall
be recorded daily.

B. Spent Fuel Pool Water
Temperature

Whenever irradiated fuel is
in the spent fuel pool, the
pool water temperature shall
be recorded daily. If the
pool water temperature
reaches 150'F, all
operations tending to ra-ise
the pool water temperature
shall cease and measures
taken immediately to reduce
the pool water temperature
below 150'F.
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BASES:

3.2 & 4.2 SPENT FUEL STORAGE

A. To assure that there is adequate water to shield and cool the
irradiated fuel assemblies stored in the pool, a minimum pool water
level is established. This minimum water level of 36 feet is
established because it would be a significant change from the normal
level, well above a level to assure adequate cooling (just above
active fuel).

B. The Spent Fuel Pool Cooling System is designed to maintain the pool
water temperature below 125°F during normal operations. If the
reactor core is completely discharged, the temperature of the pool

water may increase to greater than 125'F.
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5.0 DESIGN FEATURES

5.1 Site

The station is located on the property on the west bank of the
Connecticut River in the Town of Vernon, Vermont, which Entergy
Nuclear Vermont Yankee, LLC either owns or to which it has perpetual
rights and easements. The site plan showing the exclusion area
boundary, boundary for gaseous effluents, boundary for liquid
effluents, as well as areas defined per 10CFR20 as "controlled
areas" and "unrestricted areas" are on plant drawing 5920-6245. The
minimum distance to the boundary of the exclusion area as defined in
10CFRI00.3 is 910 feet.

The licensee will at all times retain the complete authority to
determine and maintain sufficient control of all activities through
ownership, easement, contract and/or other legal instruments on
property which is closer to the reactor center line than 910 feet.
This includes the authority to exclude or remove personnel and
property within the exclusion area. Only activities related to plant
operation are permitted in the exclusion area.

5.2 Spent Fuel Storage

A. The Keff of the fuel in the spent fuel storage pool shall be
less than or equal to 0.95.

B. Spent fuel storage racks may be moved (only) in accordance with
written procedures which ensure that no rack modules are moved
over fuel assemblies.

C. The number of spent fuel assemblies stored in the spent fuel
pool shall not exceed 3353.

D. The maximum core geometry infinite lattice multiplication
factor of any segment of the fuel assembly stored in the spent
fuel storage pool or the new fuel storage facility shall be
less than or equal to 1.31 at 20'C.
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BASES:

5.1 SITE

Exclusion area means that area surrounding the reactor, as measured from
the reactor center line, in which the reactor licensee has the authority
to determine all activities including exclusion or removal of personnel
and property from the area. This area may be traversed by a highway,
railroad, or waterway, provided those are not so close to the facility as
to interfere with normal operations of the facility and provided
appropriate and effective arrangements are made to control traffic on the
highway, railroad, or waterway, in case of an emergency, to protect the
public health and safety.

Contract provisions for property agreements in the exclusion area will
ensure that the licensee retains sufficient control of all activities in
the exclusion area including the authority to exclude or remove personnel
and property, thereby (1) maintaining compliance with lOCFR5O.67
radiological limits for the exclusion area, and (2) ensuring that any and
all activities, now or in the future, in the exclusion area would not
negatively affect nuclear safety, safe plant operation or violate current
plant design or licensing basis.

Any property transaction in the exclusion area, as is the case for any
activity which has the potential to adversely affect nuclear safety or
safe plant operation, requires a review in accordance with lOCFR50.59.
Additionally, any property transaction would be required to comply with
other regulatory requirements (e.g., IOCFR50.83) as applicable.
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6.0 ADMINISTRATIVE CONTROLS

6.1 RESPONSIBILITY

A. The plant manager shall be responsible for overall unit operation
and shall delegate in writing the succession to this responsibility
during absences.

B. The plant manager or designee shall approve, prior to
implementation, each proposed test, experiment, or modification to
systems or equipment that affect nuclear safety.

C. The shift supervisor shall be responsible for the shift command
function.

6.2 ORGANIZATION

A. Onsite and Offsite Organizations

Organizations shall be established for unit operation and corporate
management. These organizations shall include the positions for
activities affecting safety of the nuclear fuel.

1. Lines of authority, responsibility, and communication shall be
established and defined for the highest management levels
through intermediate levels to and including all operating
organizational positions. These relationships shall be
documented and updated, as appropriate, in the form of
organizational charts, functional descriptions of departmental
responsibilities and relationships, and job descriptions for
key personnel positions, or in equivalent forms of
documentation. These requirements shall be documented in the
Quality Assurance Program Manual. The plant-specific titles
of those personnel fulfilling the responsibilities of the
positions delineated in these Technical Specifications shall
be documented in the Technical Requirements Manual.

2. The plant manager shall be responsible for overall unit safe
operation and shall have control over those on-site activities
necessary for safe storage and maintenance of the nuclear
fuel.

3. A specified corporate officer shall have corporate
responsibility for overall plant nuclear safety and shall take
any measures needed to ensure acceptable performance of the
staff in operating, maintaining, and providing technical
support to the plant to ensure safe management of nuclear
fuel.

4. The individuals who train the Certified Fuel Handlers, carry
out health physics, or perform quality assurance functions may
report to the appropriate on-site manager; however, these
individuals shall have sufficient organizational freedom to
ensure their ability to perform their assigned functions.
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6.2 ORGANIZATION (Cont'd)

B. Unit Staff

The unit staff organization shall include the following:

1. Each duty shift shall be composed of at least one shift
supervisor and one Non-certified Operator. The Non-certified
Operator position may be filled by a Certified Fuel Handler.

2. At least one person qualified to stand watch in the control
room (Non-certified Operator or Certified Fuel Handler) shall
be present in the control room when nuclear fuel is stored in
the spent fuel pool.

3. All fuel handling operations shall be directly supervised by a
Certified Fuel Handler.

4. Shift crew composition shall meet the requirements stipulated
herein. Shift crew composition may be less than the minimum
requirement of Specification 6.2.B.1 for a period of time not
to exceed 2 hours in order to accommodate unexpected absence of
on-duty shift crew members, provided immediate action is taken
to restore the shift crew composition to within the minimum
requirements and all of the following conditions are met:

a. no fuel movements are in progress; and

b. no movement of loads over fuel are in progress; and

c. no unmanned shift positions during shift turnover shall be
permitted while the shift crew is less than the minimum.

5. An individual qualified in radiation protection procedures
shall be present on-site during the movement of fuel and during
the movement of loads over fuel.

6. Deleted

7. The shift supervisor shall be a Certified Fuel Handler.

8. Deleted

C. Unit Staff Qualifications

1. Each member of the unit staff shall meet or exceed the minimum
qualifications of ANSI/ANS 3.1-1978 for comparable positions
with exceptions specified in the Entergy Quality Assurance
Program Manual (QAPM).

2. An NRC approved training and retraining program for Certified
Fuel Handlers shall be maintained.

6.3 Deleted

6.4 PROCEDURES

Written procedures shall be established, implemented, and maintained
covering the following activities:

A. Normal startup, operation and shutdown of systems and components of
the facility.

B. Fuel handling operations.
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6.4 PROCEDURES (Cont'd)

C. Actions to be taken to correct specific and foreseen potential
malfunctions of systems or components.

D. Emergency conditions involving potential or actual release of
radioactivity.

E. Preventive and corrective maintenance operations which could have an
effect on the safety of the nuclear fuel.

F. Surveillance and testing requirements.

G. Fire protection program implementation.

H. Process Control Program in-plant implementation.

I. Off-Site Dose Calculation Manual implementation.

6.5 HIGH RADIATION AREA

As provided in paragraph 20.1601(c) of 10 CFR 20, the following controls
shall be applied to high radiation areas in place of the controls
required by paragraphs 20.1601(a) and 20.1601(b) of 10 CFR 20:

A. High Radiation Areas with dose rates greater than 0.1 rem/hour at
30 centimeters, but not exceeding 1.0 rem/hour at 30 centimeters
from the radiation source or from any surface penetrated by the
radiation:

1. Each entryway to such an area shall be barricaded and
conspicuously posted as a high radiation area. Such barricades
may be opened as necessary to permit entry or exit of personnel
or equipment.

2. Access to, and activities in, each such area shall be
controlled by means of Radiation Work Permit (RWP) or
equivalent that includes specification of radiation dose rates
in the immediate work area(s) and other appropriate radiation
protection equipment and measures.

3. Individuals qualified in radiation protection procedures and
personnel continuously escorted by such individuals may be
exempted from the requirement for an RWP or equivalent while
performing their assigned duties provided that they are
otherwise following plant radiation protection procedures for
entry to, exit from, and work in such areas.

4. Each individual or group entering such an area shall possess:

a. A radiation monitoring device that continuously displays
radiation dose rates in the area, or

b. A radiation monitoring device that continuously integrates
the radiation dose rates in the area and alarms when the
device's dose alarm setpoint is reached, with an
appropriate alarm setpoint, or

c. A radiation monitoring device that continuously transmits
dose rate and cumulative dose information to a remote
receiver monitored by radiation protection personnel
responsible for controlling personnel radiation exposure
within the area, or
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6.5 HIGH RADIATION AREA (Cont'd)

d. A self-reading dosimeter (e.g., pocket ionization chamber
or electronic dosimeter) and,

1. Be under the surveillance, as specified in the RWP or
equivalent, while in the area, of an individual
qualified in radiation protection procedures, equipped
with a radiation monitoring device that continuously
displays radiation does rates in the area; who is
responsible for controlling personnel exposure within
the area, or

2. Be under the surveillance, as specified in the RWP or
equivalent, while in the area, by means of closed
circuit television, of personnel qualified in
radiation protection procedures, responsible for
controlling personnel radiation exposure in the area,
and with the means to communicate with individuals in
the area who are covered by such surveillance.

5. Except for individuals qualified in radiation protection
procedures, or personnel continuously escorted by such
individuals, entry into such areas shall be made only after
dose rates in the area have been determined and entry personnel
are knowledgeable of them. These continuously escorted
personnel will receive a pre-job briefing prior to entry into
such areas. This dose rate determination, knowledge, and pre-
job briefing does not require documentation prior to initial
entry.

B. High Radiation Areas with dose rates greater than 1.0 rem/hour at
30 centimeters from the radiation source or from any surface
penetrated by the radiation, but less than 500 rads/hour at 1 meter
from the Radiation Source or from any surface penetrated by the
radiation:

1. Each entryway to such an area shall be conspicuously posted as
a high radiation area and shall be provided with a locked or
continuously guarded door or gate that prevents unauthorized
entry, and, in addition:

a. All such door and gate keys shall be maintained under the
administrative control of the shift supervisor, and/or
radiation protection manager, or his or her designee.

b. Doors and gates shall remain locked except during periods
of personnel or equipment entry or exit.

2. Access to, and activities in, each such area shall be
controlled by means of an RWP or equivalent that includes
specification of radiation does rates in the immediate work
area(s) and other appropriate radiation protection equipment
and measures.

3. Individuals qualified in radiation protection procedures may be
exempted from the requirement for an RWP or equivalent while
performing radiation surveys in such areas provided that they
are otherwise following plant radiation protection procedures
for entry to, exit from, and work in such areas.

Amendment N-. xxx 15



VYNPS

6.5 HIGH RADIATION AREA (Cont'd)

4. Each individual or group entering such an area shall possess
one of the following:

a. A radiation monitoring device that continuously integrates
the radiation rates in the area and alarms when the
device's dose alarm setpoint is reached, with an
appropriate alarm setpoint, or

b. A radiation monitoring device that continuously transmits
dose rate and cumulative dose information to a remote
receiver monitored by radiation protection personnel
responsible for controlling personnel radiation exposure
within the area with the means to communicate with and
control every individual in the area, or

c. A self-reading dosimeter (e.g., pocket ionization chamber
or electronic dosimeter) and,

1. Be under the surveillance, as specified in the RWP or
equivalent, while in the area, of an individual
qualified in radiation protection procedures, equipped
with a radiation monitoring device that continuously
displays radiation dose rates in the area; who is
responsible for controlling personnel exposure within
the area, or

2. Be under the surveillance, as specified in the RWP or
equivalent, while in the area, by means of closed
circuit television, of personnel qualified in
radiation protection procedures, responsible for
controlling personnel radiation exposure in the area,
and with the means to communicate with and control
every individual in the area.

d. In those cases where option (2) and (3), above, are
impractical or determined to be inconsistent with the "As
Low As is Reasonably Achievable" principle, a radiation
monitoring device that continuously displays radiation
dose rates in the area.

5. Except for individuals qualified in radiation protection
procedures, or personnel continuously escorted by such
individuals, entry into such areas shall be made only after
dose rates in the area have been determined and entry personnel
are knowledgeable of them. These continuously escorted
personnel will receive a pre-job briefing prior to entry into
such areas. This dose rate determination, knowledge, and pre-
job briefing does not require documentation prior to initial
entry.

6. Such individual areas that are within a larger area where no
enclosure exists for the purpose of locking and where no
enclosure can reasonably be constructed around the individual
area need not be controlled by a locked door or gate, nor
continuously guarded, but shall be barricaded, conspicuously
posted, and a clearly visible flashing light shall be activated
at the area as a warning device.

Amendment No. xxx 16



VYNPS

6.6 REPORTING REQUIREMENTS

The following reports shall be submitted in accordance with 10 CFR 50.4.

A. Deleted

B. Deleted

C. Deleted

D. Radioactive Effluent Release Report

The Radioactive Effluent Release Report covering the operation of
the unit shall be submitted by May 15 of each year and in
accordance with 10 CFR 50.36a. The report shall include a summary
of the quantities of radioactive liquid and gaseous effluents and
solid waste released from the unit. The material provided shall
be consistent with the objectives outlined in the Offsite Dose
Calculation Manual (ODCM) and Process Control Program and in
conformance with 10 CFR 50.36a and 10 CFR 50, Appendix I,
Section IV.B.I.

E. Annual Radiological Environmental Operating Report

The Annual Radiological Environmental Operating Report covering
the operation of the unit during the previous calendar year shall
be submitted by May 15 of each year. The report shall include
summaries, interpretations, and an analysis of trends of the
results of the radiological environmental surveillance activities
for the report period. The material provided shall be consistent
with the objectives outlined in the Offsite Dose Calculation
Manual (ODCM), and in 10 CFR 50, Appendix I, Sections IV.B.2,
IV.B.3, and IV.C.

The Annual Radiological Environmental Operating Report shall
include summarized and tabulated results of all radiological
environmental samples taken during the report period pursuant to
the table and figures in the ODCM. In the event that some results
are not available for inclusion with the report, the report shall
be submitted noting and explaining the reasons for the missing
results. The missing data shall be submitted as soon as possible
in a supplementary report.

6.7 PROGRAMS AND MANUALS

The following programs shall be established, implemented and maintained:

A. Deleted

B. OFF-SITE DOSE CALCULATION MANUAL (ODCM)

An Off-Site Dose Calculation Manual shall contain the current
methodology and parameters used in the calculation of off-site
doses due to radioactive gaseous and liquid effluents for the
purpose of demonstrating compliance with 10 CFR 50, Appendix I, in
the calculation of gaseous and liquid effluent monitoring
alarm/trip setpoints, and in the conduct of the environmental
radiological monitoring program.

The ODCM shall also contain the radioactive effluent controls and
radiological environmental monitoring activities and descriptions
of the information that should be included in the Radioactive
Effluent Release Report and the Annual Radiological Environmental
Operating Report required by Specification 6.6.D and
Specification 6.6.E, respectively.
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6.7 PROGRAMS AND MANUALS (Cont'd)

1. Licensee initiated changes to the ODCM:

a. Shall be submitted to the Commission in the Radioactive
Effluent Release Report for the period in which the
change(s) was made effective. This submittal shall
contain:

i. Sufficient information to support the change together
with appropriate analyses or evaluations justifying
the change(s) and

ii. A determination that the change will maintain the
level of radioactive effluent control required by
10 CFR 20.1302, 40 CFR 190, 10 CFR 50.36a, and
Appendix I to 10 CFR Part 50, and do not adversely
impact the accuracy or reliability of effluent dose
or setpoint calculations.

b. Shall become effective upon approval by the plant manager.

c. Shall be submitted to the Commission in the form of a
legible copy of the affected pages of the ODCM as a part of
or concurrent with the Radioactive Effluent Release Report
for the period of the report in which any change to the
ODCM was made. Each change shall be identified by markings
in the margin of the affected pages, clearly indicating the
area of the page that was changed, and shall indicate the
date (e.g., month/year) the change was implemented.

C. Deleted

D. Radioactive Effluent Controls Program

This program conforming to 10 CFR 50.36a provides for the control
of radioactive effluents and for maintaining the doses to members
of the public from radioactive effluents as low as reasonably
achievable. The program shall be contained in the ODCM, shall be
implemented by operating procedures, and shall include remedial
actions to be taken whenever the program limits are exceeded. The
program shall include the following elements:

a. Limitations on the functional capability of radioactive
liquid and gaseous monitoring instrumentation including
surveillance tests and setpoint determination in accordance
with the methodology in the ODCM;

b. Limitations on the concentrations of radioactive material
released in liquid effluents from the site to unrestricted
areas, conforming to 10 times the concentration values in
Appendix B, Table 2, Column 2, to 10 CFR 20.1001 - 20.2402;

c. Monitoring, sampling, and analysis of radioactive liquid and
gaseous effluents pursuant to 10 CFR 20.1302 and with the
methodology and parameters in the ODCM;

d. Limitations on the annual and quarterly doses or dose
commitment to a member of the public from radioactive
materials in liquid effluents released from the unit to
unrestricted areas, conforming to 10 CFR 50, Appendix I;
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6.7 PROGRAMS AND MANUALS (Cont'd)

e. Determination of cumulative and projected dose contributions
from radioactive effluents for the current calendar quarter
and current calendar year in accordance with the methodology
and parameters in the ODCM at least every 31 days;

f. Limitations on the functional capability and use of the
liquid and gaseous effluent treatment systems to ensure that
appropriate portions of these systems are used to reduce
releases of radioactivity when the projected doses in a
period of 31 days would exceed 2 percent of the guidelines
for the annual dose or dose commitment, conforming to
10 CFR 50, Appendix I;

g. Limitations on the dose rate resulting from radioactive
material released in gaseous effluents from the site to areas
at or beyond the site boundary shall be limited to the
following:

1. For noble gases: less than or equal to a dose rate of
500 mrems/yr to the total body and less than or equal to
a dose rate of 3000 mrems/yr to the skin, and

2. For iodine-131, iodine-133, tritium, and for all
radionuclides in particulate form with half lives greater
than 8 days: less than or equal to a dose rate of
1500 mrems/yr to any organ;

h. Limitations on the annual and quarterly air doses resulting
from noble gases released in gaseous effluents from the unit
to areas at or beyond the site boundary, conforming to
10 CFR 50, Appendix I;

i. Limitations on the annual and quarterly doses to a member of
the public from iodine-131, iodine-133, tritium, and all
radionuclides in particulate form with half lives greater
than 8 days in gaseous effluents released from the unit to
areas beyond the site boundary, conforming to 10 CFR 50,
Appendix I; and

j. Limitations on the annual dose or dose commitment to any
member of the public, beyond the site boundary, due to
releases of radioactivity and to radiation from uranium fuel
cycle sources, conforming to 40 CFR 190.

E. TECHNICAL SPECIFICATIONS (TS) BASES CONTROL PROGRAM

This program provides a means for processing changes to the Bases of
these Technical Specifications.

a. Changes to the Bases of the TS shall be made under appropriate
administrative controls and reviews.

b. Licensees may make changes to Bases without prior NRC approval
provided the changes do not require either of the following:

1. A change in the TS incorporated in the license, or

2. A change to the updated FSAR or Bases that requires NRC
approval pursuant to 10 CFR 50.59.
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6.7 PROGRAMS AND MANUALS (Cont'd)

c. The Bases Control Program shall contain provisions to ensure
that the Bases are maintained consistent with the FSAR.

d. Proposed changes that meet the criteria of
Specification 6.7.E.b above shall be reviewed and approved by
the NRC prior to implementation. Changes to the Bases
implemented without prior NRC approval shall be provided to
the NRC on a frequency consistent with 10 CFR 50.71(e).
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