
July 31, 1981 

Docket No. 50-206 
LS05-81- 07-099 

Mr. R. Dietch, Vice President 6 
Nuclear Engineering and Operations 
Southern California Edison Company 
2244 Walnut Grove Avenue 
Post Office Box 800 
Rosemead, California 91770 

Dear Mr. Dietch: 

SUBJECT: SEP TOPIC VIII-2, ONSITE EMERGENCY POWER SYSTEMS - DIESEL 
GENERATOR, SAFETY EVALUATION FOR SAN ONOFRE UNIT 1 

The enclosed staff safety evaluation is based on a contrp tor document that 
was made available to you previously. This evaluation is the staff's posi
tion regarding design of your facility in the subject area. With.regard to 
the referenced topic, the staff has concluded your facility meets current 
licensing criteria.  

Sincerely, 

Dennis M. Crutchfield, Chief 
Operating ReactorsW.ranch No. 5 
Division of Licensing 

Enclosure: 
As stated 

cc w/enclosure: 
See next page 
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SAN ONOFRE 1 
Mr. R. 0ietch .Docket No. 50-206 

cc 
Charles R. Kocher, Assistant 

General Counsel 
James Beoletto, Esquire 
Southern California Edison Company 
Post Office Box 800.  
Rosemead, California 91770 

David R. Pigott 
Chickering & Gregory 
Three Embarcadero Center 
Twenty-Third Floor 
San Francisco, California 94111 

Harry B. Stoehr 
San Diego Gas & Electric Company 
P. 0. Box 1831 
San Diego, California 92112 

Resident Inspector/San Onofre NPS 
c/o U. S. NRC 
P. 0. Box 4329 
San Clemente, California 92672 

Mission Viejo Branch Library 
24851 Chrisanta Drive 
Mission Viejo, California 92676 

Mayor 
City of San Clemente 
San Clemente, California 92672 

Chairman 
Board of Supervisors 
County of San Diego 
San Diego, California 92101 

California Department of Health 
ATTN: Chief, Environmental 

Radiation Control Unit 
Radiological Health Section 
714 P Street, Room 498 
Sacramento, California 95814 

U. S. Environmetal Protection Agency 
Region IX Office 
ATTN: EIS COORDINATOR 
215 Freemont Street 
San Francisco, California 94111
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TOPIC: VIII-2, ONSITE EMERGENCY POWER SYSTEMS - DIESEL GENERATOR 

I. Introduction 

Diesel generators, which provide emergency standby power for safe reactor 
shutdown in the event of total loss of offsite powerhave experienced a 
significant number of failures. The failures to date have been attributed 
to a variety of causes, including failure of the air startup, fuel oil, 
and combustion air systems. In some instances, the malfunctions were due.  
to lockout. The information available to the control room operator to 
indicate the operational status of the diesel generator was imprecise and 
could lead to misinterpretation. This was caused by the sharing of a 
single annunciator station by alarms that indicate conditions that render 
a diesel generator unable to respond to an.automatic emergency start signal 
and alarms that only indicate a warning of abnormal, but no disabling, 
conditions. Another cause was the wording on an annunciator window which 
did not specifically say that the diesel generator was inoperable (i.e., 
unable at the time to respond to an automatic emergency start signal) 
when in fact it was inoperable for that purpose. The review included 
the reliability, protective interlocks, fuel oil quality, and testing 
of diesel generators to assure thatthe diesel generator meets the avail
ability requirements for providing emergency standby power to the engineered 
safety features.  

II. Review Criteria 

The review criteria are presented for Section 8.3.1 in Table 8-1 of the 
Standard Review Plan.  

III. Related Safety Topics and Interfaces 

The scope of review for this topic was limited to avoid duplication of 
effort since some aspects of the review were performed under related 
topics. Related topics and the subject matter are identified below.  
Each of the related topic reports contain the acceptance criteria and review 
guidance for its subject matter.  

111-12 Environmental Qualification 
VI-7.C.1 Independence of Onsite Power 
VIII-l.A Degraded Grid 
XVII Fuel Oil Quality Assurance 

There are no safety topics that are dependent in the present topic informa
tion for their completion.
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IV. Review Guidelines 

The review guidelines are presented in Section 8.3.1 of the Standard 
Review Plan.  

V. Evaluation 

The concern with regard to annunciators was pursued as a generic issue.  
The staff safety evaluation for San Onofre Unit 1 concluded that the 
licensee did not have this problem with the annunciators.  

Also, as a result of the work done by the University of Dayton, a 
generic program for implementing most of the recommendations for re
liability enhancement that are contained in the University of Dayton 
report is being conducted by NRC. This latter program will also 
determine the adequacy of the diesel generator testing program on a 
case-by-case basis and any necessary changes, will be implemented.  

The question of fuel oil quality was addressed on a generic basis in 
January 1980, by letters to all licensees. The letters required that 
licensees include fuel oil in their Quality Assurance program. The 
Quality Assurance program is addressed in Topic XVII. Until completion 
of Topic XVII, the periodic testing of the diesels is considered to be 
an adequate interim method for assuring acceptable quality in the fuel 
oil stored on site.  

Beyond these efforts, EG&G Report 1206 F,,"Diesel Generators" presents 
a technical evaluation of the diesel generator protective interlocks 
and load capability at San Onofre against present licensing criteria.  
The report notes that the diesel-generator protective trips are 
in agreement with current NRC guidelines.  

VI. Conclusion 

the staff'concludes that the diesel generators and their testing program 
at San Onofre Unit 1 are acceptable.


