
Tennessee Valley Authority, 1101 Market Street, Chattanooga, Tennessee 37402

CNL-14-075

May 27, 2014

10 CFR 50.90
ATTN: Document Control Desk
U.S. Nuclear Regulatory Commission
Washington, D.C. 20555-0001

Sequoyah Nuclear Plant, Units 1 and 2
Facility Operating License Nos. DPR-77 and DPR-79
NRC Docket Nos. 50-327 and 50-328

Subject: Redacted Version of License Amendment Request (SQN-TS-14-01) to
Change the Completion Date of Cyber Security Plan Implementation
Milestone 8

Reference: Letter from TVA to NRC, "License Amendment Request (SQN-TS-14-01) to
Change the Completion Date of Cyber Security Plan Milestone 8 (TAC NOS.
ME4955 AND ME4956)," dated April 29, 2014.
(ADAMS Accession Number ML14133A415)

By letter dated April 29, 2014, Tennessee Valley Authority (TVA) submitted a license
amendment request pertaining to the Cyber Security Plan implementation schedule,
including a proposed revision to the existing Physical Protection license condition for the
associated operating licenses. Enclosures I and 3 of the referenced letter were marked as
Security-Related Information (SRI) to be withheld under 10 CFR 2.390(d)(1). Enclosure 2 is
not an SRI document and was not marked as such in the referenced letter. Subsequent to
that submittal, Mr. Andrew Hon, NRC, made a verbal request for TVA to provide a redacted
version of Enclosures 1. and 3 to the referenced letter. With this submittal, TVA provides a
complete, redacted version of Enclosures 1 and 3 to the referenced letter.

This submittal does not affect the conclusion of the referenced license amendment request
that the proposed changes involve no significant hazards consideration.

There are no new regulatory commitments associated with this submittal. Please address
any questions regarding this request to Edward D. Schrull at (423) 751-3850.
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I declare under penalty of perjury that the foregoing is true and correct. Executed on this
2 7th day of May, 2014.

Respectfully,

SJ Shea L
Vice President, Nuclear icensing

Enclosures:

1. Evaluation of Proposed Change (Redacted)
3. Revised Sequoyah Nuclear Plant Cyber Security Plan Implementation

Schedule (Milestone 8) (Redacted)

Enclosures
cc (Enclosures):

NRC.Regional Administrator - Region II
NRC Senior Resident Inspector - Sequoyah Nuclear Plant
Director, Division of Radiological Health - Tennessee State Department of
Environment and Conservation
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Enclosures

bcc (Enclosures):

NRC Project Manager - Sequoyah Nuclear Plant

M. A. Balduzzi
T.J. Bradshaw (NSRB Coordinator)
J. T. Carlin
D. M. Czufin
M. A. Fencl
J. P. Grimes
N. T Henrich
T. A. Hess
F. A. Little
M. W. McBrearty
P. T. Noe
E. D. Schrull
J. W. Shea
P. R. Simmons
B. A. Wetzel
P. R. Wilson
EDMS
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Enclosure 1

TENNESSEE VALLEY AUTHORITY
SEQUOYAH NUCLEAR PLANT

UNITS I AND 2

EVALUATION OF PROPOSED CHANGE (Redacted)

Subject: License Amendment Request (SQN-TS-14-01) to Change the Completion
Date of Cyber Security Plan Implementation Milestone 8

1. SUMMARY DESCRIPTION

2. DETAILED DESCRIPTION

2.1 Current Cyber Security Plan

2.2 Requested Change

2.3 Bases for Proposed Change

3. TECHNICAL EVALUATION

3.1 Technical Analysis of Eight Review Criteria.

4. REGULATORY EVALUATION

4.1 Applicable Regulatory Requirements/Criteria

4.2 Significant Hazards Consideration

4.3 Conclusions

5. ENVIRONMENTAL CONSIDERATION

6. REFERENCES
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Enclosure i

1.0 SUMMARY DESCRIPTION

This evaluation supports a request to amend the Sequoyah Nuclear Plant (SQN),
Units 1 and 2, Cyber Security Plan (CSP) and Facility Operating Licenses. The
proposed change extends the CSP Milestone 8 completion date and updates license
condition 2.E.(2) in Facility Operating License Nos. DPR-77 and DPR-79. SQN Units
1 and 2 have completed Milestones 1 through 7 and proposes to extend the
Milestone 8 completion date to [redacted] This change will allow sufficient
time to complete the actions required to fully comply with the requirements of
10 CFR 73.54.

2.0 DETAILED DESCRIPTION

The proposed change revises the scheduled Milestone 8 completion date of the SQN
CSP Implementation Schedule. CSP Milestone 8 addresses the full implementation
of the SQN CSP for all safety, security, and emergency preparedness (SSEP)
functions.

2.1 Current Cyber Security Plan

The current SQN CSP was approved by NRC to TVA letter, "SEQUOYAH NUCLEAR
PLANT, UNITS 1 AND 2 - ISSUANCE OF AMENDMENTS REGARDING THE
CYBER SECURITY PLAN (TS-09-06) (TAC NOS. ME4955 AND ME4956)," dated
July 29, 2011 (ADAMS Accession Number ML1 195A1 17). The SQN CSP conforms
to the model application provided in NEI 08-09, "Cyber Security Plan for Nuclear
Power Reactors," Revision 6. The completion date for Milestone 8 in the approved
SQN CSP is [redacted]

2.2 Requested Change

TVA proposes to change the SQN Milestone 8 completion date from
[redacted] to [redacted] in order to implement remediation actions,
including design changes, resulting from the cyber security assessments. In
addition, TVA proposes to update the amendment number in Facility Operating
Licenses to reflect the amended licenses.

2.3 Bases for Proposed Change

Assessment preparation efforts, assessment performance, and development of
remediation actions have been found to be more resource intensive than previously
understood. To meet the requirements of 10 CFR 73.54, design changes will be
required to be made to several plant systems. Extending the completion date of
Milestone 8 will allow for [redacted] to
methodically design, procure, implement, and test the required design changes.

El- 2
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Enclosure 1

TVA requires the additional time to complete the necessary actions required to fully
comply with the requirements set forth in 10 CFR 73.54. Despite the significant
resources assigned to implementation of the CSP, TVA is experiencing challenges to
full implementation of Milestone 8 due to the extensive effort associated with Critical
Digital Asset (CDA) assessment and analysis and the uncertainty with respect to the
interpretation of cyber security controls. The lack of clarity concerning interpretation
of security controls, including deterministic methodology in the CSP, leaves many
items open to interpretation and could lead to inconsistent implementation of security
controls. For instance, NRC guidance for Cyber Security Control Implementation
has not yet been published. The guidance, when issued, may cause changes to the
current Cyber Security Control Assessment Process which has been developed by
TVA for the Security Controls described in Nuclear Energy Institute (NEI) 08-09,
"Cyber Security Plan for Nuclear Power Reactors," Revision 6.

The proposed change to the Milestone 8 completion date provides no reduction in
effectiveness of the CSP. The activities associated with the CSP, as described in
Milestones 1 through 7, provide a high degree of protection against radiological
sabotage occurring due to cyber attack. These activities were performed first, but an
extensive workload will be required to fully implement the CSP.

3.0 TECHNICAL EVALUATION

[redacted]
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Enclosure 1

[redacted]

3.1 Technical Analysis of Eight Review Criteria

1) Identification of the specific requirements of the cyber security plan that
SQN needs additional time to implement.

[redacted]

El- 4
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Enclosure 1

2) Detailed justification that describes the reason the licensee requires
additional time to implement the specific requirement or requirements
identified.

[redacted]

El- 5
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Enclosure 1

3) A proposed completion date for Milestone 8 consistent with the remaining
scope of work to be conducted and the resources available.

[redacted]

4) An evaluation of the impact that the additional time to implement the
requirements will have on the effectiveness of the licensee's overall cyber
security program in the context of the milestones already completed.

[redacted]

E1-6



SECURITY RELTEr INFORlIIATION WITHOL U11NDER1U lSCR 2.3•9

Enclosure 1

(redacted]

5) A description of the licensee's methodology for prioritizing completion of
work for critical digital assets associated with significant safety, security, or
emergency preparedness consequences and with reactivity effects in the
balance of plant.

[redacted]
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Enclosure I

[redacted]

6) A discussion of the licensee's cyber security program performance up to
the date of the license amendment request.

[redacted]

7) A discussion of cyber security issues pending in the licensee's corrective

action program.

[redacted]
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Enclosure 1

[redacted]

8) A discussion of modifications completed to support the cyber security

program and a discussion of pending cyber security modifications.

[redacted]

El- 9
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Enclosure I

[redacted]

4.0 REGULATORY EVALUATION

4.1 Applicable Regulatory Requirements/Criteria

10 CFR 73.54 requires licensees to maintain and implement a cyber security plan.
SQN Facility Operating License Nos. DPR-77 and DPR-79 include license condition
2.E.(2) that requires SQN to fully implement and maintain in effect all provisions of
the Commission approved CSP, including changes made pursuant to the authority of
10 CFR 50.90 and 10 CFR 50.54(p).

4.2 Significant Hazards Consideration

Tennessee Valley Authority (TVA) proposes to modify the Sequoyah Nuclear Plant
(SQN) Cyber Security Plan (CSP) implementation date for Milestone 8. These
changes are being proposed to allow [redacted]
to methodically plan and schedule the implementation of the required design
changes.

TVA has concluded that the change to the SQN CSP implementation date for
Milestone 8 does not involve a significant hazards consideration. TVA's conclusion
is based on its evaluation in accordance with 10 CFR 50.91(a)(1) of the three
standards set forth in 10 CFR 50.92, "Issuance of Amendment," as discussed below:

1. Does the proposed amendment involve a significant increase in the

probability or consequence of an accident previously evaluated?

Response: No.

The proposed change revises the CSP Milestone 8 implementation date. This
change does not alter accident analysis assumptions, add any initiators, or
affect the function of plant systems or the manner in which systems are
operated, maintained, modified, tested, or inspected. The proposed change is
an extension to the completion date of implementation Milestone 8, that in
itself does not require any plant modifications which affect the performance
capability of the structures, systems, and components relied upon to mitigate
the consequences of postulated accidents and have no impact on the
probability or consequences of an accident previously evaluated.

El- 10
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Enclosure 1

Therefore, the proposed change does not involve a significant increase in the
probability or consequences of an accident previously evaluated.

2. Does the proposed amendment create the possibility of a new or different
kind of accident from any accident previously evaluated?

Response: No.

The proposed change revises the CSP Implementation Schedule. This
proposed change to extend the completion date of implementation Milestone
8 does not alter accident analysis assumptions, add any initiators, or affect
the function of plant systems or the manner in which systems are operated,
maintained, modified, tested, or inspected. The proposed change does not
require any plant modifications which affect the performance capability of the
structures, systems and components relied upon to mitigate the
consequences of postulated accidents. This change also does not create the
possibility of a new or different kind of accident from any accident previously
evaluated.

Therefore, the proposed change does not create the possibility of a new or
different kind of accident from any accident previously evaluated.

3. Does the proposed amendment involve a significant reduction in a margin of
safety?

Response: No.

The completion of activities associated with the CSP, as described in
Milestones 1 through 7 and completed prior to December 31, 2012, provide a
high degree of protection to ensure that digital computer and communication
systems and networks associated with Security System and Emergency
Preparedness (SSEP) systems are sufficiently protected against cyber
attacks up to and including the design basis threat established by
10 CFR 73.1(a)(1)(v). The proposed change extends the CSP
implementation schedule for defense-in-depth activities associated with
Milestone 8. Because of the protections provided by the activities already
completed and there being no change to established plant safety margins as
a result of this change, the proposed change does not involve a significant
reduction in a margin of safety.

Therefore, the proposed change does not involve a significant reduction in a
margin of safety.

Based on the above, TVA concludes that the proposed extension presents no
significant hazards consideration under the standards set forth in
10 CFR 50.92(c), and accordingly, a finding of "no significant hazards
consideration" is justified.

El-11
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Enclosure 1

4.3 Conclusions

10 CFR 73.54 requires that each licensee shall provide high assurance that digital
computer and communication systems and networks are adequately protected
against cyber attacks up to and including the design basis threat established by
10 CFR 73.1(a)(1)(v).

The proposed change amends the CSP Implementation Schedule and does not
change any feature of the CSP that meets the requirements of 10 CFR 73.54 as
previously approved by the NRC.

The proposed change has been evaluated in accordance with 10 CFR 50.91(a)(1)
using criteria in 10 CFR 50.92(c), and it has been determined that the changes
involve no significant hazards consideration.

In conclusion, based on the considerations discussed above: (1) there is reasonable
assurance that the health and safety of the public will not be endangered by
operation in the proposed manner; (2) such activities will be conducted in compliance
with the Commission's regulations; and (3) the issuance of the amendment will not
be inimical to the common defense and security or to the health and safety of the
public.

5.0 ENVIRONMENTAL CONSIDERATION

The proposed amendment changes the CSP implementation schedule for Milestone
8. The proposed amendment meets the eligibility criterion for a categorical exclusion
set forth in 10 CFR 51.22(c)(12). Therefore, pursuant to 10 CFR 51.22(b), no
environmental impact statement or environmental assessment needs to be prepared
in connection with the issuance of the amendment.
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Enclosure I

6.0 REFERENCES

1. Letter from NRC to TVA, "SEQUOYAH NUCLEAR PLANT, UNITS 1 AND 2 -
ISSUANCE OF AMENDMENTS REGARDING THE CYBER SECURITY PLAN
(TS-09-06) (TAC NOS. ME4955 AND ME4956)", dated July 29, 2011.
(ADAMS Accession Number ML1195A117)

2. NRC Internal Memorandum to Barry Westreich from Russell Felts, "Review
Criteria for 10 CFR 73.54, Cyber Security Implementation Schedule Milestone 8
License Amendment Requests," dated October 24, 2013.
(ADAMS Accession Number ML1 3295A467)
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Enclosure 3

Revised Sequoyah Nuclear Plant Cyber Security Plan Implementation Schedule
(Milestone 8)

E3- 1
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Cyber Security Plan Implementation Schedule
Sequoyah Nuclear Plant

# Ii M C Basis
Dat

8 Full implementation of Sequoyah Nuclear Plant
Cyber Security Plan for all SSEP functions will
be achieved.

[redacted] By the completion date, Sequoyah Nuclear Plant Cyber Security Plan will be fully implemented
for all SSEP functions in accordance with 10 CFR 73.54. This date also bounds the completion
of all individual asset security control design remediation actions including those that require a
refuel outage for implementation.
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