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Omaha Public Power District

444 South 16" Street Mall
Omaha, NE 68102-2247

LIC-14-0075
June 11, 2014

U.S. Nuclear Regulatory Commission
Attn: Document Control Desk
Washington, DC 20555-0001

Fort Calhoun Station, Unit No. 1
Renewed Facility Operating License No. DPR-40
NRC Docket No. 50-285

Subject: Request Clarifications to Draft National Fire Protection Association (NFPA) 805 Safety
Evaluation Report

References: See Page 4

While reviewing the draft Safety Evaluation Report (SER) for License Amendment Request
(LAR) 10-07 (Reference 1) proposing to adopt NFPA 805, “Performance-Based Standard for
Fire Protection for Light Water Reactor Generating Plants (2001 Edition)” at Fort Calhoun
Station (FCS), Unit No. 1, OPPD made a number of comments three (3) of which must be
clarified by a docketed letter.

First, it was discovered that the February 28, 2014 (Reference 2) resubmittal of LAR Attachment
C, “Table B-3 Fire Area Transition” inadvertently changed the classification of all Fire Area 41
Recovery Actions from credited for Defense-in-Depth (the classification made in Reference 1) to
credited for Risk Reduction. The draft SER correctly notes that the Fire Area 41 Recovery
Actions are classified as Defense-in-Depth.

To correct the Reference 2 discrepancy, the portion of LAR Attachment C, “Table B-3 Fire Area
Transition” related to Fire Area 41 is revised to show that the Recovery Actions for Fire Area 41
are credited for Defense-in-Depth. This change revises the disposition of VFDR No. 41-001
through 41-103 as denoted by red font with a revision bar and “PRA RAI 24” in the right margin.
For completeness, all of the pages from LAR Attachment C, “Table B-3 Fire Area Transition”
associated with Fire Area 41 are enclosed (i.e., Pages C-401 through C-465). LAR 10-07
(Reference 1) originally described (e.g., Pages G-5, G-11, and W-19) the Recovery Actions for
Fire Area 41 as credited for Defense-in-Depth, which as noted in the draft SER is correct.

The second issue pertains to Approval Clarification Request 11 — Raw Water Pump and Valve
Separation beginning on Page 145 of the draft SER. Page T-57 of LAR 10-07 (Reference 1)
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described the presence of two large polyurethane foam monoliths inside manhole (MH)-31.
However, subsequent to the submittal of LAR 10-07 (Reference 1), OPPD received a Notice of
Violation (Reference 3) for failure to establish measures to ensure that conditions adverse to
quality were promptly identified and corrected. Specifically, following the discovery of water
intrusion in manholes MH-5, and MH-31, in 1998, 2005, and 2009, OPPD failed to establish an
appropriate monitoring frequency to identify when the condition was occurring in order to
mitigate potential common mode failure of safety-related raw water 4160 V motor cables in
underground ducts and manholes. The resolution of which involved the removal of the two
polyurethane foam monoliths from MH-31.

Approval Clarification Request 11 was credited in the “submit for NRC approval’ compliance
strategy for Section 3.3.4 of NFPA 805 on Page A-17 of LAR 10-07. Specifically, the strategy
was seeking to take credit for the anticipated NRC approval of the clarification that the foam
monoliths met the conclusions made by the subject exemption and, therefore, meet NFPA 805
Section 3.3.4 with prior NRC approval. Neither this “submit for NRC approval” compliance
strategy, nor the request for clarification concerning the foam monoliths, was discussed in the
draft SER; however, with the removal of the foam monoliths, the “submit for NRC approval’
compliance strategy for NFPA 805 Section 3.3.4, and its reference to clarification request 11 in
Attachment T of LAR 10-07, is no longer required and is hereby rescinded. Likewise, that
specific portion of Approval Clarification Request 11 that discusses the presence of the foam
monoliths is no longer required and is hereby rescinded. Enclosures 2 and 3 contain revised
pages from LAR 10-07 (Reference 1), which strike discussion of the foam monoliths.

The third issue pertains to OPPD’s response (Reference 4) to Probabilistic Risk Assessment
(PRA) Request for Additional Information (RAI) 15.c (Reference 5) indicated that corrected
component boundary definitions are included in the Revision 12 PRA model and will therefore
be included in the Fire PRA (FPRA) supporting the NFPA 805 application. Subsequent to this
RAI response, OPPD has issued PRA model Revision 13, which also includes the corrected
component boundary definitions. During implementation, OPPD intends to update the FPRA to
use Revision 13 of the PRA model. Following implementation, OPPD intends to regularly
update and maintain the FPRA consistent with OPPD PRA configuration control practices.

OPPD requests that this letter be added to the docketed correspondence list in Paragraph 3.D
of Renewed Facility Operating License No. DPR-40.

In accordance with 10 CFR 50.91, a copy of this letter, without Enclosures 1 and 3 is provided
to the designated State of Nebraska official.

There are no regulatory commitments contained in this letter.

Please note that Enclosures 1 and 3 contain sensitive information and should be withheld from
public disclosure.

If you should have any questions regarding this submittal or require additional information,
please contact Mr. Bill R. Hansher, Supervisor-Nuclear Licensing, at 402-533-6894.
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| declare under penalty of perjury that the foregoing is true and correct. Executed on
June 11, 2014,

Respectfully,

Louis P. Cortopassi
Site Vice President and CNO

LPC/BJV/mle

Enclosures: 1. LAR 10-07, Attachment C, Table B-3 Fire Area Transition; Pages C-401
through C-465
2. LAR 10-07, Revised Page 15 of NFPA 805 Transition Report
3. LAR 10-07, Revised Pages A-17, K-35, and T-57

c: Manager Radiation Control Program, Nebraska Health & Human Services, R & L Public
Health Assurance, State of Nebraska (w/o Enclosures 1 and 3)
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LAR 10-07

Revised Page 15 of NFPA 805 Transition Report
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Omaha Public Power District FCS NFPA 805 Transition Report

4.1.2 Results of the Evaluation Process

4.1.2.1 NFPA 805 Chapter 3 Requirements Met or Previously Approved by the
NRC

Attachment A contains the NEI 04-02 Table B-1, Transition of Fundamental FP Program
and Design Elements. This table provides the compliance basis for the requirements in
NFPA 805 Chapter 3. Except as identified in Section 4.1.2.3, Attachment A
demonstrates that the fire protection program at FCS either:

¢ Complies directly with the requirements of NFPA 805 Chapter 3,
e Complies with clarification with the requirements of NFPA 805 Chapter 3,

e Complies with the use of existing engineering equivalency evaluations which are
valid and of appropriate quality, or

e Complies with a previously NRC approved alternative to NFPA 805 Chapter 3
and therefore the specific requirement of NFPA 805 Chapter 3 is supplanted.

4.1.2.2 NFPA 805 Chapter 3 Requirements Requiring Clarification of Prior NRC
Approval

NFPA 805 Section 3.1 states in part, “Previously approved alternatives from the
fundamental protection program attributes of this chapter by the AHJ take precedence
over the requirements contained herein.” In some cases prior NRC approval of an

NFPA 805 Chapter 3 program attribute may be unclear. EGS—requestis—that-the-NRG

nding—of-prio slelds < o—fonowvwing—sectiohrs—oFNFRA—80s

4.1.2.3 NFPA 805 Chapter 3 Requirements|Not Previously Approved by NRC
FCS is not submitting any clarification to
previously approved alternatives from the

requirements of NFPA 805 Chapter 3.
o 3.3.1.2(1) — Approvar Is Tequested Tor e use or commonty available equipment

containing non fire-retardant wooden components, such as hand tools.

The following sections
NRC approvals of alten

et nor do previous

e 3.3.1.2(3) — Approval is requested for the use of temporary scaffolding that is
constructed in place, and the use of combustible equipment/supplies that are not
easily relocated due to size, weight, or bulk.

e 3.3.5.1 — Approval is requested for the existence of cable (which is not approved
for plenum use and not installed in conduit or cable trays) above suspended
ceilings in the control room and personnel complex area.
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