
UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

CAROLINA POWER & LIGHT COMPANY 

DOCKET NO. 50-261 

H. B. ROBINSON STEAM ELECTRIC PLANT, UNIT NO. 2 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 147 
License No. DPR-23 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Carolina Power & Light Company (the 
licensee), dated August 5, 1993, complies with the standards and 
requirements of the Atomic Energy Act of 1954, as amended (the Act), 
and the Commission's rules and regulations set forth in 10 CFR 
Chapter I; 

B. The facility will operate in conformity with the application, the 
provisions of the Act, and the rules and regulations of the 
Commission; 

C. There is reasonable assurance (i) that the activities authorized by 
this amendment can be conducted without endangering the health and 
safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to.the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  

2. Accordingly, the license is amended by changes to the Technical 
Specifications, as indicated in the attachment to this license 
amendment; and paragraph 3.B. of Facility Operating License No. DPR-23 
is hereby amended to read as follows: 
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B. Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 147 , are hereby incorporated in the 
license. Carolina Power & Light Company shall operate the facility 
in accordance with the Technical Specifications.  

3. This license amendment is effective as of the date of its issuance and 
shall be implemented within 30 days.  

FOR THE NUCLEAR REGULATORY COMMISSION 

S. Singh Bajwa, Acting Director 
Project Directorate II-1 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications 

Date of Issuance: October 5, 1993



ATTACHMENT TO LICENSE AMENDMENT NO.147 

FACILITY OPERATING LICENSE NO. DPR-23 

DOCKET NO. 50-261 

Replace the following pages of the Appendix A Technical Specifications with 
the enclosed pages. The revised areas are indicated by marginal lines.  

Remove Pages Insert Pages 

4.6-1 4.6-1 

4.6-2 4.6-2 

4.6-2a --



4.6 EMERGENCY POWgYSTEM PERIODIC TESTS 

ApOlicability 

Applies to periodic testing and surveillance requirements of the 

emergency power system.  

Objective 

To verify that the emergency power system will respond promptly and properly 
when required.  

Specification 

The following tests and surveillance shall be performed as stated: 

4.6.1 Diesel Generators 

4.6.1.1 On a monthly basis, each diesel generator shall be tested by 
manually-initiated start, followed by manual synchronization with 
other power sources, and verification that each diesel generator 
is loaded and operates for a 60 minutes at a load a: 2350 kW and 
a 2500 kW.  

4.6.1.2 Automatic start of each diesel generator, load shedding and 
restoration to operation of particular vital equipment, initiated 

by a simulated loss of all normal A-C station service power 
supplies together with a simulated safety injection signal. This 
test will be conducted at each refueling interval, to assure that 
the diesel generator will start and assume required load within 50 
seconds after the initial starting signal. During this test, the 
diesel protective bypasses listed in Specification 3.7.1.d shall 
be demonstrated to be operable by simulating a trip signal to each 
of the trip devices that is bypassed and observing that the diesel 
does not trip.  

4.6.1.3 Each diesel generator shall be inspected at each refueling.  

4.6.1.4 The following diesel generator load limits shall be observed: 

a. The continuous load rating for the diesel generator is 
2500 kW. Continuous operation above this limit shall not be 

permitted, except as defined within Technical Specification 
4.6.1.4.b.  

b. The short-term, overload rating of the diesel generator is 
2750 kW. Operation at this load shall not exceed 2 hours in 
any 24 hour period. Operation above the short-term, 
overload rating shall not be permitted.  

4.6-1 Amendment No. 147



4.6.2 Diesel gTanks 

A minimum fuel oil inventory sufficient to ensure 19,000 gallons 
available to the diesel generators shall be maintained at all 
times in the Unit 2 diesel generator fuel oil storage tank and an 
additional 15,000 gallons available to the diesel generators shall 
be maintained at all times in either the Unit 1 I-C turbine fuel, 
oil storage tanks or a combination of the Unit 1 I-C turbine fuel 
oil storage tanks and the Unit 2 diesel generator fuel oil storage 
tank.  

4.6.3 Station Batteries 

4.6.3.1 The voltage and temperature of a pilot cell in each battery shall 
be measured and recorded daily, 5 days/week.  

4.6.3.2 The specific gravity and voltage to the nearest 0.01 volt, the 
temperature reading of every fifth cell, the height of electrolyte 
and the amount of water added to each cell shall be measured and 
recorded monthly.  

4.6.3.3 Each battery shall be subjected to an equalizing charge annually.  
The requirements in 4.6.3.2 above shall be performed after each 
equalizing charge.  

4.6.3.4 At each time data is recorded, new data shall be compared with old 
to detect signs of abuse or'deterioration.  

PAGE 4.6-2a HAS BEEN DELETED 

4.6-2 Amendment No. 124, 1471


