
cold leg temperature is less than or equal to 350*F and when 

the head is on the reactor vessel and the RCS is not vented 

to the containment.  

1. With one PORV inoperable and Ta, greater than 200*F 

and any RCS cold leg temperature less than 350'F: 

A. Restore the inoperable PORV to OPERABLE status 

within 72 hours; or 

B. Depressurize and vent the RCS to the CV within the 

next 12 hours.  

2. With one PORV inoperable and Tavg less than or equal 

to 200*F: 

A. Restore the inoperable PORV to OPERABLE status 

within 24 hours; or 

B. Complete depressurization and venting of the RCS 

to the CV within an additional 12 hours.  

3. With both PORVs inoperable, complete depressurization 

and venting of the RCS to the CV within 12 hours.  

4. With the RCS vented per 1, 2, or 3, verify the vent 

pathway: 

A. At least once per 31 days when the pathway is 

provided by a valve(s) that is locked, sealed, or 

otherwise secured in the open position; or 

B. At least once per shift.  
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