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April 3, 1989 

PRE'LIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE PNO-II-89-29 

This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or 
public interest significance. The information is as initially received without verifi
cation or evaluation, and is basically all that is known by the Region II staff on this 
date.  

FACILITY: Carolina Power & Light Company Licensee Emergency Classification: 
H. B. Robinson Notification of Unusual Event 
Docket No. 50-261 Alert 
Hartsville, South Carolina Site Area Emergency 

General Emergency 
X Not Applicable 

SUBJECT: UNSCHEDULED SHUTDOWN 

Unit was taken offline at 3:18 a.m. on April 3, 1989, to recover a loose part on the primary 
side of C steam generator (S/G). The loose part monitoring system (LPMS) primary and 
secondary side channels of C S/G alarmed at 7:09 p.m. on April 2. Per Westinghouse, the 
LPMS data has sound characteristics similar to a split pin (upper internals) impinging on 
the S/G tubesheet. Evaluations are continuing. There has been no indications of a tube 
leak. A minimum of an eight-day shutdown is anticipated. Unit currently is in hot 
shutdown and being placed in cold shutdown. The resident inspectors and regional staff are 
monitoring the evaluations.  

There has been no media interest. The licensee does not anticipate making a news release.  
The state of South Carolina has been informed.  

This information is current as of 10:00 a.m. (ESDT).  

CONTACT: H. C. Dance - 242-5533 
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