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August 22, 1989 

PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE PNO-II-89-59 

This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or 
public interest significance. The information is as initially received without verifi
cation or evaluation, and is basically all that is known by the Region II staff on this 
date.  

FACILITY: Carolina Power & Light Company Licensee Emergency Classification: 
H. B. Robinson Notification of Unusual Event 
Docket No. 50-261 Alert 
Hartsville, SC Site Area Emergency 

General Emergency 
X Not Applicable 

SUBJECT: SHUTDOWN IN EXCESS OF 48 HOURS 

On August 22, 1989, at 2:20 a.m., the reactor was shutdown from 100 percent power following 
an evaluation that confirmed the net positive suction head (NPSH) provided to the auxiliary 
feedwater pumps (AFW) was inadequate at rated flow. The plant had been in a 7-day Limiting 
Condition for Operation due to the turbine driven auxiliary feedwater pump being declared 
inoperable following calculations that indicated an inadequate NPSH. Further analysis 
determined that the NPSH was also inadequate for two motor driven auxiliary feedwater pumps 
at rated flow condition.  

The licensee is developing a comprehensive plan to evaluate the AFW system performance and 
determine the required corrective action. Duration of the outage has not been determined.  

The resident inspectors are monitoring the initial licensee actions.  

The State of South Carolina has been notified.  

The NRC received initial notification of this event by telephone from the resident 
inspector at 10:30 p.m. (EDT) on August 21, 1989.  

This information is current as of 10:00 a.m. on August 22, 1989.  

CONTACT: H. C. Dance - 242-5533 
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