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September 1, 1989 

PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE.PNO-II-89-59B 

This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or 
public interest significance. The information is as initially received. without verifi
cation or evaluation, and is basically all that is known by the Region II staff on this 
date.  

FACILITY: Carolina Power & Light Company Licensee Emergency Classification: 
H. B. Robinson Notification of Unusual Event 
Docket No. 50-261 Alert 
Hartsville, SC Site Area Emergency 

General Emergency 
X Not Applicable 

SUBJECT: H. B. ROBINSON AIT UPDATE 

On August 28, 1989, the NRC dispatched an augmented inspection team (AIT) to 
H. B.,Robinson to investigate the identified deficiency in the Auxiliary 
Feedwater System (AFW). The AIT concluded its inspection at the site on 
September 1, 1989. Preliminary findings indicate problems were identified with the 
corrective action program, communications of problems at a low level, and absence of design 
basis data. The AIT inspection report is expected to be submitted to NRC management on 
September 15, 1989.  

The plant is shutdown and continuing to inspect and evaluate the AFW 
components. Some pitting has been noted on the first three stages of the two motor driven 
AFW pumps, impellers and casings, inspected. The licensee is pursuing in parallel a 
redesign of the AFW suction piping. Duration of the outage is expected to be until 
mid-October. The licensee will meet with the NRC prior to plant restart.  

The State of South Carolina has been notified.  

This PN is being issued to provide an update status of the AIT.  

CONTACT: H. C. Dance - 242-5533 
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