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Mr. E. E. Utley, Senior Executive Vice President PAD#2 Rdg D. Miller 
Power Supply and Engineering & Construction LRubenstein ACRS (10) 
Carolina Power and Light Company OELD Tech Branch 
Post Office Box 1551 E. Jordan A. Singh 
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A. Singh 
Dear Mr. Utley: 

Subject: Part-Height Radiant Heat Shield Wall Removal from the Component 
Cooling Water (CCW) Pump Room, H.B. Robinson Steam Electric 
Plant, Unit 2 (TAC 63961) 

By letter dated January 20, 1986, you requested a specific confirmation 
concerning the removal of a part-height radiant heat shield wall in the COW 
pump room at H.B. Robinson-2. We have reviewed your submittal as well as your 
April 25, 1984 submittal, and our safety evaluation dated October 25, 1984.  

Your letter dated April 25, 1984 stated that the CCW pump room will be equipped 
with automatic suppression systems, that a separation of 20 feet exists between 
redundant components of the safety shutdown system, and that no credit was 
given to the wall in your fire hazard analysis; therefore the wall is no longer 
requi red.  

Based'on our review, we find that the CCW pump room radiant heat shield 
wall is not required since the pump room meets the requirements of 
Section ITT G.3 to Appendix R of 10 CFR Part 50. Therefore the wall can 
be removed as indicated in your letter dated April 25, 1986.  

Sincerely, 

Original Signed by 

Gllde Requa, Project Manager 
PWR Pro ect Directorate # 
Division of PWR Licensing-A 

cc: See next page 
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Mr. E. E. Utley 
Carolina Power & Light Company P. S. Robinson 2 

cc: 
Thomas A. Baxter, Esquire Mr. Dayne H. Brown, Chief 
Shaw, Pittman, Potts and Trowbridge Radiation Protection Branch 
2300 N Street, N.W. Division of Facility Services 
Washington, DC ?0037 Department of Human Resources 

701 Barbour Drive 
Mr. c~ue MorellChaimanRaleigh, North Carolina 2760342008 Mr. McCuen Morrell, Chairman 

Darlington County Board of Supervisors Mr. Robert P. Gruber 
County Courthouse Executive Director 
Darlinqton, South Carolina 99535 Public Staff - NCUC 

P.O. Box 29520 
Mr. H. A. Cole Raleigh, North Carolina 27626-0520 
Special Deputy Attorney General 
State of North Carolina 
P.O. Box 629 
Raleigh, North Carolina 27602 

Mr. D. E. Hollar 
Associate General Counsel 
Carolina Power and Light Company 
P.O. Box 1551 
Raleigh, North Carolina 2760? 

U.S. Nuclear Regulatory Commission 
Resident Inspector's Office 
H. B. Robinson Steam Electric Plant 
Route 5, Box 413 
Hartsville, South Carolina 29550 

Regional Administrator, Region II 
U.S. Nuclear Regulatory Commission 
Suite 2900 
101 Marietta Street 
Atlanta, Georgia 30303 

Mr. R. Morgan 
General Manager 
H. B. Robinson Steam Electric Plant 
Post Office Box 790 
Hartsville, South Carolina 29550


