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This is a Category 1 meeting in which 
the public is invited to observe and will 
have one or more opportunities to 
communicate with the NRC after the 
business portion of the meeting, but 
before the meeting is adjourned.

2



Agenda

I. Opening Remarks, Introductions, and Statement of Concerns
Leonard Wert, Deputy Regional Administrator

II. NRC Enforcement Policy
Scott Sparks, Enforcement Officer

III. Summary of Issues and Synopsis of the Apparent Violations
Tony Gody, Director, Division of Fuel Facility Inspection

IV. Licensee Presentation
Global Nuclear Fuels - Americas

V. Break/NRC Caucus
VI. NRC Follow-up Questions
VII. Closing Remarks

Leonard Wert, Deputy Regional Administrator
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• 10 CFR 70.61(b) requires, in part, that the risk of each credible 
high consequence event be limited and that controls be applied to 
the extent needed to reduce the likelihood of occurrence of the 
event such that the event is highly unlikely.  

Prior to March 31, 2014, contrary to the above, Global Nuclear 
Fuels - Americas (GNF-A) operated the powder recycle system 
without sufficient controls to comply with 10 CFR 70.61(b) because 
items relied on for safety (IROFS) were not available and reliable 
to prevent or mitigate a high consequence accident event.
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Apparent Violation 1



• 10 CFR 70.62(d) and License Application Chapter 11, 
Management Measures requires, in part, that GNF-A establish 
management measures to ensure that IROFS are designed, 
implemented, and maintained as necessary to ensure they are 
available and reliable to perform their function when needed.  

Prior to March 31, 2014, contrary to the above, GNF-A failed to 
establish management measures for the Recycle Dew Point 
Sensor and Hatch Valve Indication for the purposes of providing 
reasonable assurance that they would be available and reliable to 
perform their function when needed.  Specifically, both of these 
IROFS were in a state of either non-availability or unreliability due 
to failures to implement a robust design (applicable to the Recycle 
Dew Point Sensor) or maintain configuration control (applicable to 
the Recycle Hatch Valve Indication).
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Apparent Violation 2



Closing Remarks
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