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Haverkamp, Trisha

From: McKinley, Raymond
Sent: Monday, November 17, 2014 2:55 PM
To: mary.lampert@comcast.net
Subject: Response To Your Questions Dated 11/05/2014

Mary, 
 
The responses to your questions received on 11/05/2014 are provided below. 
 
Sincerely, 
 
Ray McKinley 
Chief, Division of Reactor Projects Branch 5 
U.S. NRC Region I 
 
 
 

1. When is Entergy doing their test run for spent fuel transfer? 
 
Yes, prior to their initial loading, Entergy will be performing a series on pre‐operational tests/internal practices, 
often referred to as dry runs.  Entergy has elected to divide the process for dry cask storage into the following 
four discrete parts: 
 
Part 1              Welding and Non‐Destructive Examinations (NDE) of the multi‐purpose canister (MPC) 
Part 2              MPC Fluid Handling  (hydrostatic testing, blowdown, vacuum drying, and helium filling) 
Part 3              HI‐TRAC/MPC & HI‐STORM Stack‐up and Moving HI‐STORM to ISFSI Pad 
Part 4              HI‐TRAC/MPC placed In/Out of Spent Fuel Pool and Fuel loading in MPC basket (using dummy fuel 

assembly) 
 
Upon completion of the licensee’s internal dry runs, an NRC observed dry run is conducted by the licensee to 
demonstrate their  proficiency in that given area.  Once the NRC observed dry run is completed for each part, 
the licensee can perform actual loading operations.  The NRC has completed its reviews of Part 1 and Part 2, as 
referenced above.  The results of our review can be found in NRC Integrated Inspection Report 
05000293/2014004 and Independent Spent Fuel Storage Report 07201044/2014002 (ML14302A592).  Dry Runs 
Part 3 and Part 4 will be conducted after the licensee has completed its internal dry runs. 
 

2. Will the reactor remain operating during the test run? 
 
Yes.  Dry run activities and actual dry cask loading operations can be performed while the unit is online.  
 

3. In response to NRC’s RAI, what exact level of severity earthquake was postulated by Entergy is its analyses? 
The answer cannot be labeled “proprietary” with a straight face. Some of the information in Attachment 11 
perhaps is proprietary but  certainly not the input about the severity of seismic event and the basis for that 
assumption. NRC owes the public that information. 

 
The analysis that you are referring to is HOLTEC report HI‐2104715, Revision 7, “Seismic Analysis of the Loaded 
HI‐TRAC in the SFP and SFP Slab Qualification.”  Currently the report is classified as proprietary and not available 
to the public.  However, NRC staff is working with Entergy and HOLTEC to get a non‐proprietary version that can 
be made available to the public.  During previous NRC inspections (NRC Report 05000293/2014003 and 
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07201044/2014002) the NRC reviewed the crane factory test procedure, electrical calculation, overhead crane 
evaluation under revised loads, and the crane seismic analysis.  It was verified during the inspection and the 
NRC’s review of Entergy’s license amendment request (LAR) that the reactor building crane meets the NUREG‐
0554 and ASME NOG‐1 requirements and is qualified to the Operating Basis Earthquake (OBE) and Safe 
Shutdown Earthquake (SSE).  This equates to a horizontal ground accelerations of 0.08g (OBE) and 0.15g 
(SSE).  The crane is designed to meet the sites current licensed design basis seismic event. 
 

. 
 

From: Mary Lampert [mailto:mary.lampert@comcast.net]  
Sent: Wednesday, November 05, 2014 3:23 PM 
To: McKinley, Raymond; 'Meg Sheehan ' 
Cc: 'Pine duBois'; 'Richard Rothstein'; 'Rich Grassie'; 'ROSEMARY SMITH'; 'James Lampert' 
Subject: RE: Fwd: Scientist: Massive spikes in radioactivity are being hidden from public - Radiation doses around 
nuclear reactors increase exponentially - It's a major worry. very, very important - Something must be done (VIDEO)  
 

Hello Ray:   
 
Thank you for your responses ‐ a couple of additional questions and a recommendation. 
 
Questions: 

1. When is Entergy doing their test run for spent fuel transfer? 
2. Will the reactor remain operating during the test run? 
3. In response to NRC’s RAI, what exact level of severity earthquake was postulated by Entergy is its 

analyses? The answer cannot be labeled “proprietary” with a straight face. Some of the information 
in Attachment 11 perhaps is proprietary but  certainly not the input about the severity of seismic 
event and the basis for that assumption. NRC owes the public that information. 

 
Recommendation: 
The public has many questions regarding the transfer to dry cask storage. In fact, Pilgrim Coalition has 
scheduled a public forum December 10.  However it would make the most sense for the NRC to host a public 
forum that describes what is going on and answers questions from the public. NRC Staff are up here. Such a 
meeting should take place ASAP (not Thanksgiving week) and it would serve the public and NRC perhaps 
better than simply a citizen hosted forum. 
 
Cheers, 
 
Mary 
 


