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Disclaimer 

• This presentation was prepared by staff of the U.S. Nuclear 
Regulatory Commission (NRC).  It may present information 
that does not currently represent an agreed upon NRC staff 
position NRC has neither approved nor disapproved theposition.  NRC has neither approved nor disapproved the 
technical content.
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Topic for Discussion

• Title 10 of the Code of Federal Regulations (10 CFR) Section• Title 10 of the Code of Federal Regulations (10 CFR) Section 
50.55a rulemakings updates

• Regulatory Guide (RG) Update – OM Code Case Acceptability

• Temporary Instruction (TI) Procedure 2515/189 for Inservice 
Examination and Testing of Snubbers

• Regulatory Issue Summary (RIS) 2012-10 and EnforcementRegulatory Issue Summary (RIS) 2012 10 and Enforcement 
Guidance Memorandum (EGM) 12-001 and Use of ASME OM 
Code Case OMN-20

• Browns Ferry Nuclear Plant (BFN) Unit 1 Red Inspection FindingBrowns Ferry Nuclear Plant (BFN) Unit 1, Red Inspection Finding
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Topic for Discussion

• Licensing and Inspection of Risk-Informed Categorization and• Licensing and Inspection of Risk-Informed Categorization and 
Treatment of Structures, Systems, Components for Nuclear 
Power Reactors under 10 CFR 50.69

• Mandatory Appendix III (OMN-1) vs. Stroke Time Testing to meet y pp ( ) g
Tech Specs 

• Generic Communication

• Conclusions

4



10 CFR 50.55a Rulemaking Updates

• Last ASME Code Rulemaking issued on June 21, 2011 
(Federal Register, Vol. 76, No. 119, page 36232-36279, 
dated June 21, 2011).

• Rulemaking incorporates by Reference the 2005 and 2006 
Addendas of the ASME OM Code, and the 2005 Addenda 
through 2008 Edition of ASME Section XI and Section III.

• The NRC has started  the ASME Code rulemaking to 
incorporate the 2009 Edition through 2012 Edition of the 
ASME OM Code and the 2009 Addenda through 2013 Edition 
of ASME Code Section III and XI into 10 CFR 50.55a.  This 
proposed rulemaking is tentatively scheduled to be published 
for public comments in the December 2014 and final rule is 
tentatively to be issued in December 2015
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tentatively to be issued in December  2015.



10 CFR 50.55a Rulemaking Updates

• NRC staff is planning to add a condition in this future 
rulemaking to endorse the usage of Code Case OMN-20, 
“Inservice Test Frequency,” without requiring NRC approval. 

•

6

.



10 CFR 50.55a Rulemaking Updates –
OM Code Case ApplicabilityOM Code Case Applicability

• Final Reg. Guide Rulemaking & Reg. Guides 1.192, Rev. 1 
“O&M Code Case Acceptability, ASME OM Code” and RG 
1 147 R 17 “I i I ti C d C1.147, Rev. 17, “Inservice Inspection Code Case 
Acceptability, ASME Section XI, Division 1” are issued and 
published in Federal Register in November  2014 (Federal 
Register, Vol. 76, No. 214, Pages 65776-65814, datedRegister, Vol. 76, No. 214, Pages 65776 65814, dated 
November 5, 2014).

• Proposed Reg. Guide Rulemaking & Reg. Guides 1.192, p g g g ,
Rev. 2 “O&M Code Case Acceptability, ASME OM Code” and 
RG 1.147, Rev. 18, “Inservice Inspection Code Case 
Acceptability, ASME Section XI, Division 1” are tentatively 
scheduled to be published for public comments in February
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scheduled to be published for public comments in February 
2015.



Temporary Instruction (TI)  2515/189

• NRC expects licensees to meet the 10 CFR 50.55a regulations 
as outlined  in Regulatory Issue Summary (RIS) 2010-06 and 
also described in Enforcement Guidance Memorandum (EGM) 
2010-01, as of  June 1, 2012.

• NRC issued Temporary Instruction (TI) TI 2515/189 to reviewNRC issued Temporary Instruction (TI) TI 2515/189 to review 
the compliance of licensees’ snubber programs with the 10 CFR 
50.55a and ASME Code requirements.

• TI 2515/189 is available in Agencywide Documents Access and 
Management System (ADAMS) under ADAMS Accession No. 
ML12156A241.
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Temporary Instruction (TI)  2515/189 (cont.)

• NRC Regional inspectors will use TI 2515/189 to review the 
snubber programs of the selected nuclear power plants.

• NRC will select at least two plants from each region to be 
inspected using TI 2515/189.

• NRC regions may select additional plant(s) beyond two 
scheduled plants for inspection. 
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RIS 2012-10 and EGM 12-001 for IST and  use of 
ASME OM Code Case OMN-20  

• NRC issued EGM 12-001, “Dispositioning Noncompliance with 
Administrative Controls Technical Specifications (TS) 
Programmatic Requirements that Extend Test Frequencies andProgrammatic Requirements that Extend Test Frequencies and 
Allow Performance of Missed Tests, “ to allow enforcement 
discretion and provide guidance to licensees prior to the issuance 
of a long term solution for addressing frequencies and frequencyof a long term solution for addressing frequencies and frequency 
extension for IST intervals. 

• EGM also addresses the use of Surveillance Requirement (SR) 
3 0 3 f i d TS ill d IST3.0.3 for missed TS surveillances and ISTs.

• The enforcement discretion made available by this EGM for IST 
performed under 10 CFR 50.55a(f), not related to TS SRs, permits
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performed under 10 CFR 50.55a(f), not related to TS SRs, permits 
licensees to apply the provisions of the TS SR frequencies and TS 
SR 3.0.2 but not the provision of TS SR 3.0.3.



RIS 2012-10 and EGM 12-001 for ISTs and  use of 
ASME OM Code Case OMN-20  (cont.)

• NRC issued RIS 2012-10, “NRC Staff Position on Applying 
Surveillance Requirements 3.0.2 and 3.0.3 to Administrative 
Controls Program Tests.”   

• This RIS 2012-001 re-emphasized and clarified the information 
contained in EGM 12-001. 

• Code Case OMN-20, “Inservice Testing Frequency,” which 
addresses IST frequency and allowable testing grace periods for 
ASME OM Code IST, was included in the 2012 Edition of the 
ASME OM Code. 

• NRC plans to include a condition in the next 10 CFR 50.55a 
rulemaking to endorse the usage of Code Case OMN-20 without
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rulemaking  to endorse the usage of Code Case OMN-20 without 
requiring NRC approval.



RIS 2012-10 and EGM 12-001 for ISTs and  use of 
ASME OM Code Case OMN-20  (cont.)

• Since the publication of the Code Case OMN-20, the NRC 
authorized several individual plants alternative requests to use 
OMN 20OMN-20.

• For missed ISTs (i.e. tests not performed within the required 
testing frequency), in lieu of TS SR 3.0.3, the licensees  should

– Use the guidance in RIS 2005-20, Revision 1, and Revision to NRC 
Inspection Manual Part 9900 Technical Guidance, “Operability 
Determinations and Functionality Assessments for Resolution ofDeterminations and Functionality Assessments for Resolution of 
Degraded or Nonconformning Conditions Adverse to Quality or 
Safety,” and 

Perform an appropriate operability evaluation of functionally
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– Perform an appropriate operability evaluation of functionally 
assessment, as needed.  



Browns Ferry Nuclear Plant (BFN) Unit 1, 
Red Inspection Finding

• During review of the performance deficiencies associated with the 
BFN1 Red Inspection finding, the NRC identified concerns with the 
clarity of the requirements in Subsection ISTC of the ASME OMclarity of the requirements in Subsection ISTC of the ASME OM 
Code (ISTC 4.1, ISTC 4.2.3, and ISTC-3530, ISTC-3700).

• ASME OM Code Sections ISTC 4.1, ISTC 4.2.3, ISTC-3530 and 
ISTC-3700 involve verification of remote valve position indication 
and obturator movement. 

• NRC noted that the Sections ISTC 4 1 ISTC 4 2 3 ISTC 3530 and• NRC noted that the Sections ISTC 4.1, ISTC 4.2.3, ISTC-3530 and 
ISTC-3700 requirements were not sufficiently clear to verify that 
valve operation is accurately indicated, and need to address these 
issues to be included in the ASME OM Code.

13

issues to be included in the ASME OM Code.



Browns Ferry Nuclear Plant (BFN) Unit 1, 
Red Inspection Finding

• Recently ISTA/ISTC subgroup proposed a set of changes to ISTC-
3530 and ISTC-3700 to clarify the intent and test requirements for 
obturator movement verificationobturator movement verification.

• ISTC-3530 and ISTC-3700 changes are in the process of review 
and comment by ISTA/ISTC committee.  Various comments are 
currently being considered and resolved. 

• The results from the ballot are being assessed by the NRC staff to 
determine the need for any further regulatory guidancedetermine the need for any further regulatory guidance.

• The subgroup on Motor-Operated Valves (MOV) is also addressing 
this issue with respect to ASME OM Code Mandatory Appendix III, 
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because the current  version of Mandatory Appendix III does not 
have guidance on verifying obturator movement. 



Licensing and Inspection of Risk-Informed Categorization 
and Treatment of Structures, Systems, and Components 

for Nuclear Power Reactors under 10 CFR 50 69for Nuclear Power Reactors under 10 CFR 50.69

• NRC Inspection Procedure (IP) 37060, “10 CFR 50.69 Risk-
Informed Categorization and Treatment of Structure, Systems, andInformed Categorization and Treatment of Structure, Systems, and 
Components Inspection,” was issued on September 14, 2011. 

• IP 37060 included information in part from ASME developed Part 
29 (St d d) “Alt ti T t t R i t f Ri k29 (Standard), “Alternative Treatment Requirements for Risk-
Informed Safety Class (RISC)-3 Pumps and Valves,” as well as 
insight gained through the review of South Texas Project 50.69-like 
treatment programtreatment program.

• In August 2012, Southern Nuclear submitted a license amendment 
application to implement 10 CFR 50.69 at Vogtle Units 1 and 2, 
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which is in advance stages of review and concurrence at NRC. 



Licensing and Inspection of Risk-Informed Categorization 
and Treatment of Structures, Systems, and Components 

for Nuclear Power Reactors under 10 CFR 50 69for Nuclear Power Reactors under 10 CFR 50.69

• Following the NRC review of this Vogtle application, lesson learned 
will be used to revise the inspection procedure, associated industrywill be used to revise the inspection procedure, associated industry 
guidance, and Regulatory Guide 1.201, “Guidelines for 
Categorizing Structures, Systems, and Components in Nuclear 
Power Plants According to Their Safety Significance.”  g y g
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Mandatory Appendix III (OMN-1) vs. Stroke 
Time Testing to meet Tech Specsg

• Many Tech Specs (TS) typically have pointer to test 
components in accordance with Inservice Test Programp g

• ASME OM Code requires quarterly stroke time testing
• Mandatory Appendix III (OMN-1) does away with stroke 

time testing & replaces it with diagnostic test
• Diagnostic test can capture stroke time but test interval 

can be as great as 10 yearscan be as great as 10 years
• Question for Debate – Is it OK to verify a TS once every 

10 years?
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Generic Communication

• ASME-related generic communications issued by (or the processASME related generic communications issued by (or the process 
of being issued by) NRC and the Office of New Reactors (NRO) 
since the last report (June 2014) to the OM Standard Committee 
are listed below: 

• Bulletins (BLs)

• None
•
• Generic Letters (GLs)( )

• None
•
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Generic Communication (cont.)

I f ti N ti (IN )• Information Notices (INs)

• IN 2014-06  (04/28/2014): Damage of Industrial Radiographic 
Equipment Due to Falling Equipment and Improper Mounting

• IN 2014-07  (05/05/2014): Degradation of Leak Chase Chanel ( ) g
Systems for Floor Welds of Metal Containment Shell and Concrete 
Containment Metallic Liner

• IN 2014-11  (09/19/2014): Recent Issues Related to the 
Qualification of Safety-Related Components
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Generic Communication (cont.)

R l t I S i (RIS)• Regulatory Issue Summaries (RIS)

• RIS 2014-06  (05/05/2014): Consideration of Current Operating 
Issues and Licensing Actions in License Renewal

• RIS 2014-07  (05/05/2014): Enhancement to the Vendor ( )
Inspection Program Vendor Information Request

• RIS 2014-09 (08/06/2014): Maintaining the Effectiveness ofRIS 2014 09  (08/06/2014): Maintaining the Effectiveness of 
License Renewal Aging Management Programs
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Conclusions

• Licensees who believe that some of the items discussed are 
applicable to their facilities may wish to review their current 
snubber program and modify their program as appropriate.
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Questions?
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