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BASES 

 
BACKGROUND The Background section for Bases 3.5.2, "ECCS—Operating," is 

applicable to these Bases, with the following modifications. 
 

In MODE 4, the required ECCS train consists of two separate 
subsystems:  centrifugal charging (high head) and residual heat removal 
(RHR) (low head). 

 
The ECCS flow paths consist of piping, valves, heat exchangers, and 
pumps such that water from the refueling water storage tank (RWST) can 
be injected into the Reactor Coolant System (RCS) following the 
accidents described in Bases 3.5.2. 

 

 
APPLICABLE The Applicable Safety Analyses section of Bases 3.5.2 also applies 
SAFETY ANALYSES to this Bases section. 
 

Due to the stable conditions associated with operation in MODE 4 and the 
reduced probability of occurrence of a Design Basis Accident (DBA), the 
ECCS operational requirements are reduced.  It is understood in these 
reductions that certain automatic safety injection (SI) actuation is not 
available.  In this MODE, sufficient time exists for manual actuation of the 
required ECCS to mitigate the consequences of a DBA. 

 
Only one train of ECCS is required for MODE 4.  This requirement 
dictates that single failures are not considered during this MODE of 
operation.  The ECCS trains satisfy Criterion 3 of 10 CFR 50.36. 

 

 
LCO In MODE 4, one of the two independent (and redundant) ECCS trains is 

required to be OPERABLE to ensure that sufficient ECCS flow is 
available to the core following a DBA. 

 
In MODE 4, an ECCS train consists of a centrifugal charging subsystem 
and an RHR subsystem.  Each train includes the piping, instruments, and 
controls to ensure an OPERABLE flow path capable of taking suction 
from the RWST and transferring suction to the containment sump.  During 
an event requiring ECCS actuation, a flow path is required to provide an 
abundant supply of water from the RWST to  the RCS via the  
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LCO  (continued) 
 
ECCS pumps and their respective supply headers to each of the four cold 
leg injection nozzles.  In the long term, this flow path may be switched to 
take its supply from the containment sump and to deliver its flow to the 
RCS hot and cold legs. 

 

 
APPLICABILITY In MODES 1, 2, and 3, the OPERABILITY requirements for ECCS are 

covered by LCO 3.5.2. 
 

In MODE 4 with RCS temperature below 350°F, one OPERABLE ECCS 
train is acceptable without single failure consideration, on the basis of the 
stable reactivity of the reactor and the limited core cooling requirements. 

 
In MODES 5 and 6, plant conditions are such that the probability of an 
event requiring ECCS injection is extremely low.  Core cooling 
requirements in MODE 5 are addressed by LCO 3.4.7, "RCS Loops—
MODE 5, Loops Filled," and LCO 3.4.8, "RCS Loops—MODE 5, Loops 
Not Filled."  MODE 6 core cooling requirements are addressed by 
LCO 3.9.5, "Residual Heat Removal (RHR) and Coolant Circulation—
High Water Level," and LCO 3.9.6, "Residual Heat Removal (RHR) and 
Coolant Circulation—Low Water Level." 

 

 
ACTIONS A Note prohibits the application of LCO 3.0.4.b to an inoperable ECCS  

centrifugal charging subsystem when entering MODE 4.  There is an 
increased risk associated with entering MODE 4 from MODE 5 with an 
inoperable ECCS centrifugal charging subsystem and the provisions of 
LCO 3.0.4.b, which allow entry into a MODE or other specified condition 
in the Applicability with the LCO not met after performance of a risk 
assessment addressing inoperable systems and components, should not 
be applied in this circumstance. 

 
 A.1 
 

With no ECCS RHR subsystem OPERABLE, the plant is not prepared to 
respond to a loss of coolant accident or to continue a cooldown using the 
RHR pumps and heat exchangers.  The Completion Time of immediately 
to initiate actions that would restore at least one ECCS RHR subsystem 
to OPERABLE status ensures that prompt action is taken to restore the  
required cooling capacity.  Normally, in MODE 4, reactor decay heat is 
removed from the RCS by an RHR loop.  If no RHR loop is OPERABLE 
for this function, reactor decay heat must be removed by some alternate 
method, such as use of the steam generators.  The alternate means of 
heat removal must continue until the inoperable RHR loop components 
can be restored to operation so that decay heat removal is continuous. 
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ACTIONS  With both RHR pumps and heat exchangers inoperable, it would be 
  (continued) unwise to require the plant to go to MODE 5, where the only available 

heat removal system is the RHR.  Therefore, the appropriate action is to 
initiate measures to restore one ECCS RHR subsystem and to continue 
the actions until the subsystem is restored to OPERABLE status. 

 
B.1 

 
With no ECCS high head subsystem OPERABLE, due to the inoperability 
of the centrifugal charging pump or flow path from the RWST, the plant is 
not prepared to provide high pressure response to Design Basis Events 
requiring SI.  The 1 hour Completion Time to restore at least one ECCS 
high head subsystem to OPERABLE status ensures that prompt action is 
taken to provide the required cooling capacity or to initiate actions to 
place the plant in MODE 5, where an ECCS train is not required. 

 
 

C.1 
 

When the Required Actions of Condition B cannot be completed within 
the required Completion Time, a controlled shutdown should be initiated.  
Twenty-four hours is a reasonable time, based on operating experience, 
to reach MODE 5 in an orderly manner and without challenging plant 
systems or operators. 

 

 
SURVEILLANCE SR  3.5.3.1 
REQUIREMENTS 

The applicable Surveillance descriptions from Bases 3.5.2 apply.  This 
SR is modified by a Note that allows an RHR train to be considered 
OPERABLE during PIV testing and alignment and operation for decay 
heat removal, if capable of being manually realigned (remote or local) to 
the ECCS mode of operation and not otherwise inoperable.  This allows 
operation in the RHR mode during MODE 4, if necessary. 

 

 
REFERENCES The applicable references from Bases 3.5.2 apply. 
 
 
 


