
Mr. Timothy S. Rausch 

UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

April 6, 2015 

Senior Vice President and Chief Nuclear Officer 
PPL Susquehanna, LLC 
769 Salem Boulevard 
Berwick, PA 18603-0467 

SUBJECT SUSQUEHANNA STEAM ELECTRIC STATION, UNITS 1AND2-AUDIT OF 
THE LICENSEE'S MANAGEMENT OF REGULA TORY COMMITMENTS 
(TAC NOS. MF4554 AND MF4555) 

Dear Mr. Rausch: 

The U.S. Nuclear Regulatory Commission (NRC) informed licensees in Regulatory Issue 
Summary 2000-17, "Managing Regulatory Commitments Made by Power Reactor Licensees to 
the NRC Staff," (RIS-2000-17) dated September 21, 2000, that the Nuclear Energy Institute 
(NEI) document NEI 99-04, "Guidelines for Managing NRC Commitment Changes," contains 
acceptable guidance for controlling regulatory commitments. RIS 2000-17 encouraged 
licensees to use the NEI guidance or similar administrative controls to ensure that regulatory 
commitments are implemented and that changes to the regulatory commitments are evaluated 
and, when appropriate, reported to the NRC. 

The NRC Office of Nuclear Reactor Regulation (NRR) has instructed its staff to perform an audit 
of licensees' commitment management programs once every 3 years to determine whether the 
licensees' programs are consistent with the industry guidance in NEI 99-04, and that regulatory 
commitments are being effectively implemented. The previous audit of the licensee's 
commitment management program for the Susquehanna Steam Electric Station (SSES) was 
documented in an NRC letter dated November 1, 2011. 

On November 3-6, 2014, an audit of the commitment management program for Susquehanna 
Steam Electric Station (SSES), Units 1 and 2, was performed onsite. As discussed in the 
enclosed audit report, the NRC staff concludes that PPL Susquehanna, LLC's procedures used 
to manage commitments provides the necessary attributes for an effective commitment 
management program and that SSES has implemented NRC commitments on a timely basis. 
The review of one of SSES's commitments, as further outlined in the enclosed audit report, is 
still open pending further review by the NRC staff. If the NRC staff has any further questions 
regarding this review, you will be contacted by separate correspondence. 

The NRR staff has discussed the results of this audit with NRC Region I staff. 
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If you have any questions, please contact me at (301) 415-4090. 

Docket Nos. 50-387 and 50-388 

Enclosure: 
Audit Report 

cc w/encl: Distribution via Listserv 

Sincerely, 

~£A Jd}J_ 
Je~d, Project Manager 
Plant Licensing Branch 1-2 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

AUDIT REPORT BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

LICENSEE MANAGEMENT OF REGULATORY COMMITMENTS 

SUSQUEHANNA STEAM ELECTRIC STATION, UNITS 1 AND 2 

DOCKET NOS. 50-387 AND 50-388 

1.0 INTRODUCTION AND BACKGROUND 

The U.S. Nuclear Regulatory Commission (NRC) informed licensees in Regulatory Issue 
Summary 2000-17, "Managing Regulatory Commitments Made by Power Reactor Licensees to 
the NRC Staff," (RIS 2000-17) dated September 21, 2000, 1 that the Nuclear Energy Institute 
(NEI) document NEI 99-04, "Guidelines for Managing NRC Commitment Changes", 2 contains 
acceptable guidance for controlling regulatory commitments. RIS 2000-17 encouraged 
licensees to use the NEI guidance or similar administrative controls to ensure that regulatory 
commitments are implemented and that changes to the regulatory commitments are evaluated 
and, when appropriate, reported to the NRC. NEl-99-04 defines a "regulatory commitment" as 
an explicit statement to take a specific action agreed to, or volunteered by, a licensee and 
submitted in writing on the docket to the NRC. 

The NRC Office of Nuclear Reactor Regulation (NRR) has instructed its staff to perform an audit 
of licensees' commitment management programs once every 3 years to determine whether the 
licensees' programs are consistent with the industry guidance in NEI 99-04, and that regulatory 
commitments are being effectively implemented. NRR guidelines direct the NRR Project 
Manager to audit the licensee's commitment management program by assessing the adequacy 
of the licensee's implementation of a sample of commitments made to the NRC in past licensing 
actions (e.g., amendments, reliefs, exemption) and activities (e.g., bulletins, generic letters). 

On November 3-6, 2014, an audit of the commitment management program for Susquehanna 
Steam Electric Station (SSES), Units 1 and 2, was performed onsite using documentation 
provided by PPL Susquehanna, LLC (PPL, the licensee) as requested by the NRC staff. The 
previous audit of the licensee's commitment management program for SSES was documented 
in an NRC letter dated November 1, 2011.3 

1 Agencywide Documents Access and Management System (ADAMS) Accession No. M L0037 4177 4 
2 ADAMS Accession No. ML003680088 
3 ADAMS Accession No. ML 11264A002 

Enclosure 
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2.0 AUDIT PROCEDURE AND RESULTS 

The audit was performed in accordance with the guidance in NRR Office Instruction LIC-105, 
Revision 5, "Managing Commitments Made by Licensees to the NRC," dated September 16, 
2013.4 

The NRC staff reviewed commitments made during the period since the previous audit. The 
audit consisted of three major parts: (1) verification of the licensee's implementation of NRC 
commitments that have been completed; (2) verification of the licensee's program for managing 
changes to NRC commitments; and (3) verification that all regulatory commitments were 
correctly applied. 

2.1 Verification of Licensee's Implementation of NRC Commitments 

The primary focus of this part of the audit is to confirm that the licensee has implemented 
commitments made to the NRC as part of past licensing actions/activities. For commitments not 
yet implemented, the NRC staff determines whether they have been captured in an effective 
program for future implementation. The audit also verifies that the licensee's commitment 
management system includes a mechanism to ensure traceability of commitments following 
initial implementation. This ensures that licensee personnel are able to recognize that future 
proposed changes to the affected design features or operating practices require evaluation in 
accordance with the commitment change control process. 

2.1.1 Audit Scope 

The audit addressed a sample of commitments made during the review period. The audit 
focused on regulatory commitments (as defined above) made in writing to the NRC as a result 
of past licensing actions (amendments, exemptions, etc.) or licensing activities (bulletins, 
generic letters, etc.). Before the audit, the NRC staff searched ADAMS for licensee submittals 
since the last audit and selected a representative sample for verification. The commitments 
included in the review are shown in Table 1 of this Audit Report. 

The audit excluded the following types of commitments that are internal to licensee processes: 

(1) Commitments made on the licensee's own initiative among internal organizational 
components. 

(2) Commitments that pertain to milestones of licensing actions/activities (e.g., respond to 
an NRC request for additional information by a certain date). Fulfillment of these 
commitments was indicated by the fact that the subject licensing action/activity was 
completed. 

(3) Commitments made as an internal reminder to take actions to comply with existing 
regulatory requirements such as regulations, Technical Specifications, and Updated 

4 ADAMS Accession No. ML 13193A358 
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Final Safety Analysis Reports. Fulfillment of these commitments was indicated by the 
licensee having taken timely action in accordance with the subject requirements. 

2.1.2 Audit Results 

Table 1 provides the specific details and results of the audit for verification of the licensee's 
implementation of commitments. There were no issues identified as a result of this part of the 
audit for the items listed in Table 1. 

As an additional part of the audit, the NRC staff reviewed a list of regulatory commitments 
submitted by the licensee in Attachment 8 to letter dated July 11, 2014,5 as part of a License 
Transfer request. The NRC staff asked a Request for Additional Information (RAI) to determine 
if these listed items were regulatory commitments. The licensee responded to the RAI by letter 
dated October 24, 2014,6 stating that the items previously provided, were not regulatory 
commitments but simply items required to be completed as part of the license transfer request. 
During a review of the licensee's commitment management database, it was noted that the 
commitments associated with the license transfer request and provided to the NRC were never 
entered into the commitment management program. After a discussion with the licensee, it was 
determined that these items should have been entered into the commitment management 
database, even though the commitments would have been closed after the RAI response. 
While this is not an issue, it was brought to the licensee's attention to ensure that all future 
commitments submitted to the NRC are properly entered into the licensee's commitment 
management database. 

2.2 Verification of the Licensee's Program for Managing Changes to NRC Commitments 

The primary focus of this part of the audit is to verify that the licensee has established 
administrative controls for modifying or deleting commitments made to the NRC. The NRC staff 
compared the licensee's process for controlling regulatory commitments to the guidelines in 
NEI 99-04, which the NRC has found to be an acceptable guide for licensees to follow for 
managing and changing commitments. The process used at SSES is contained in Revision 10 
to PPL procedure NDAP-QA-0750, "Regulatory Commitment Management." 

The audit reviewed a sample of commitment changes as shown in Table 2 that included 
changes that were or will be reported to the NRC, and changes that were not or will not be 
reported to the NRC. 

2.2.1 Audit Results 

The NRC staff reviewed the licensee's procedure NDAP-QA-0750, Revision 10, against NEI 
99-04. Sections 2 and 3 of the procedure list NEI 99-04 as a reference. 

The NRC staff found that the process described in NDAP-QA-0750 generally follows the 
guidance of NEI 99-04 and provides detailed instructions for: (1) making and identifying 

5 ADAMS Accession No. ML 14195A110. 
6 ADAMS Accession No. ML 14311A681. 



- 4 -

commitments; (2) tracking commitments; (3) annotating implementing documents to provide 
traceability of commitments; (4) changing commitments; and (5) periodic reporting of 
commitment changes. The NRC staff concludes that the procedure used by the licensee to 
manage commitments provides the necessary attributes for an effective commitment 
management program. 

After the last audit of the licensee's commitment management program, completed in November 
2011, the NRC staff noted in the Audit Report that, "the licensee's program document NDAP
QA-0750, needs considerable improvements, because it lacks specificity, clarity, consistency, 
and uniformity." The NRC staff went on to provide recommendations for improvement to the 
procedure. These recommendations are a follow-up to the recommendations provided after the 
audit completed in 2008, document by the NRC staff in the commitment management audit 
report dated October 21, 2008. 7 During the initial request for documentation in support of the 
latest commitment management audit, completed in 2014, the NRC staff asked for the latest 
revision to NDAP-QA-0750. The licensee requested additional time to provide the procedure, 
because it had not yet been updated to incorporate the NRC staff recommendations provided 
back in 2008. While review of the procedure found that the latest revision, Revision 10, 
provides the necessary attributes for an effective commitment management program, as noted 
above, the NRC staff brought this to the licensee's attention, providing the feedback that it 
should not have taken 6 years to adequately update the procedure. 

As part of this process, the "Susquehanna Steam Electric Station 10 CFR 50.59 Summary 
Report and Changes to Regulatory Commitments," submitted by letters dated October 4, 2012,8 

and October 24, 2014,9 was reviewed. The NRC staff is continuing to review the change to a 
commitment as outlined in Commitment Change No. LDCN 4994, which was provided by letter 
dated October 4, 2012. If the NRC staff has any additional questions concerning this review, 
the licensee will be contacted by separate correspondence. 

Table 2 provides the specific details and results of the audit of commitment changes for SSES. 
There were no issues identified as a result of this part of the audit, except as outlined above. 

2.3 Verification That All Regulatory Commitments Were Correctly Applied 

On September 19, 2011, the NRC's Office of the Inspector General (OIG) issued an audit report 
titled "Audit of NRC's Management of Licensee Commitments". 10 The audit identified, in part, 
that the definition and use of commitments is not consistently understood throughout the NRC. 
The OIG concluded that this could potentially result in the misapplication of commitments by the 
NRC staff. A commitment is considered to be misapplied if the action comprising the 
commitment was relied on by the NRC staff in making a regulatory decision such as a finding of 
public health and safety in an NRC safety evaluation associated with a licensing action. A 
commitment is also considered to have been misapplied if the commitment involves actions that 
were safety significant (i.e., commitments used to ensure safety). 

7 ADAMS Accession No. ML082820255. 
8 ADAMS Accession No. ML 12278A433. 
9 ADAMS Accession No. ML 14301A535. 
10 ADAMS Accession No. ML 112620529. 
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As one of the corrective actions taken in response to the issues raised in the OIG audit, the 
NRC staff added further guidance on proper use of regulatory commitments in NRR Office 
Instruction LIC-101, Revision 4, "License Amendment Review Procedures" dated May 25, 
2012. 11 As stated in Section 4.4.1 of LIC-101, NRC staff safety evaluations may rely on a 
commitment if the commitment is escalated into an obligation (e.g., a license condition or 
technical specification requirement) or is subsequently incorporated into a mandated licensing 
basis document (e.g., Updated Final Safety Analysis Report). In cases where a commitment 
has been escalated to an obligation or incorporated into a mandated licensing basis document, 
the "commitment" is no longer considered a commitment and is no longer subject to change via 
the licensee's commitment management program since other regulatory processes would 
govern the change (e.g., 10 CFR 50.90, 10 CFR 50.59). 

Another corrective action taken in response to the issues raised in the OIG audit included 
further guidance, concerning performance of commitment audits, being added in Revision 4 of 
LIC-105. The current version of LIC-105, Revision 5, states that the NRC staff should take the 
following actions to identify misapplied commitments: 

(1) Determine if the commitment reviewed involves actions that were safety significant 
(i.e., commitments used to ensure safety). 

(2) Determine if the commitment reviewed involves actions that were necessary for approval of 
a proposed licensing action. 

As discussed in LIC-105, the scope of this portion of the audit includes reviewing each of the 
commitments selected for the audit sample (i.e., Tables 1 and 2) to determine if any had been 
misapplied (i.e., per the 2 criteria shown above). In addition, the NRC staff is directed to identify 
all license amendments, relief requests and exemptions that have been issued for a facility 
since the previous audit. Table 3 lists each of these documents for SSES. The NRC staff is 
directed to identify all commitments discussed in these documents and evaluate each 
commitment to determine if it has been misapplied based on the 2 criteria discussed above. 

Table 3 provides the specific details and results of the audit of commitment changes for SSES. 
There were no issues identified as a result of this part of the audit. 

3.0 CONCLUSION 

Based on the above audit, the NRC staff concludes that the licensee's procedure used to 
manage commitments provides the necessary attributes for an effective commitment 
management program. 

11 ADAMS Accession No. ML 113200053. 
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4.0 LICENSEE PERSONNEL CONTACTED FOR THIS AUDIT 

Duane Filchner 
Timothy Page 

Principal Contributors (NRC): J. Whited 
R. Gladney 

Date: Apri 1 6, 2015 

Attachments: 

1) Table 1 - Verification of Licensee's Implementation of NRC Commitments 

2) Table 2 - Verification of the Licensee's Program for Managing NRC Commitment Changes 

3) Table 3 - Review of NRC License Amendments, Relief Requests and Exemptions 



Item 
No. 

1 

2 

3 

TABLE 1 
NRC Audit of Licensee Commitments for Susquehanna Steam Electric Station (SSES) Units 1 and 2 

(See Note 1) 

Licensee Submittal Subject Commitment Commitment Status/Audit Results 
(ADAMS Acc. No.) (Licensee Tracking No.) 

November 1, 2012 Response to Request for PPL will change the PPL Security This is Rev. 10 to the Security Plan. 
(ML 12292A322) Additional Information Revision 9 Plan to reflect changes required to This commitment has been closed. 

to the PPL Susquehanna, LLC address the issues described in the Due Date/Closed Date: 06/19/2013 
Security Plan, Training and RAI in the next revision to the 
Qualification Plan, Safeguards Security Plan. 
Contingency Plan, and (Dl-1646277) 
Independent Spent Fuel Storage 
Installation Security Proqram No issues. 

May 6, 2005 Response to Request for 1. PPL will review changes to the Two commitments were made for this 
(ML051370346) Additional Information from NRC plant, operating parameters, and item. These commitments have been 

on Proposed Relief Request No. PRA model changes for the closed. 
3RR-O 1 to the Third 10-Year effects on the RI-ISi Program Due Dates/Closed Dates: 05/29/2012 
lnservice Inspection Program once per inspection period. and 06/28/2013 

(DPA-672393) 
(DPA-672397) 

2. PPL will resolve the remainder of This commitment has been closed. 
the Peer Review Level B Facts Due Date/Closed Date: 12/12/2012 
and Observations prior to the next 
scheduled model periodic update. 
(DPA-672399) No issues. 

April 30, 2012 Susquehanna Steam Electric Cyber Security Open 
(ML 12122A011) Station Proposed Amendment No. Cyber Security Milestone #8. Full Due Date: 12/01/2015 

311 To License NPF-14 and implementation of the PPL 
Proposed Amendment No. 283 To Susquehanna, LLCCyberSecurity 
License NPF-22: Changes to Plan for all [Safety, Security, and 
Cyber Security Implementation Emergency Preparedness] SSEP 
Schedule Milestones 3 And 6 functions will be achieved. 
(PLA-6832) See PLA-6832 dated April 30, 2012, 

and PLA-6883 dated 8/15/2012 for 
additional details. 
(DPA-1396751) 

August 15, 2012 Susquehanna Steam Electric 
(ML 12228A602) Station Response to Request for 

Table 1 - Page 1 of 8 



Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Tracking No.) 

Additional Information Associated 
with Changes to Cyber Security 
Implementation Schedule 
Milestones 3 and 6 (PLA-6883) No issues. 

4 License Amendment Susquehanna Steam Electric EPU 
issued January 30, Station, Units 1 and 2 - Issuance 1. During each scheduled refueling Open 
2008 of Amendment Regarding the 13- outage until at least two full Due Date: 3/31/2015 
(ML081050530) Percent Extended Power Uprate operating cycles at full [constant 

(TAC Nos. MD3309 and MD3310) pressure power uprate] CPPU 
conditions have been achieved, a 
visual inspection shall be 
conducted of all accessible, 
susceptible locations of the steam 
dryer in accordance with 
BWRVIP-139 and General 
Electric inspection guidelines. 
Action: Perform Inspection. 
(DPA-1574282) 

2. This license condition shall expire Open 
upon satisfaction of the Due Date: 5/29/2015 
requirements in License Condition 
2.C.(20)(e) and 2.C.(20)(f) 
provided that a visual inspection 
of the steam dryer does not reveal 
any new unacceptable flaw or 
unacceptable flaw growth that is 
due to fatigue. 
(DPA-1074394) 

3. The results of the visual Open 
inspections of the steam dryer Due Date: 5/29/2015 
shall be reported to the NRC Staff 
within 60 days following startup. 
Action: Submit steam dryer visual 
inspection report to the NRC. 
(DPA-1574283) No issues. 

Table 1 - Page 2 of 8 



Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Trackin~ No.) 
5 April 4, 2011 Susquehanna Steam Electric Cyber Security 

(ML 111020217) Station Response to Cyber 1. Establish Cyber Security Closed - 11 /30/12 
Security Request for Additional Assessment Team (CSAT) as 
Information (PLA-6704) described in Section 3.1.2 Cyber 

Security Assessment Team of the 
Cyber Security Plan (CSP). See 

April 30, 2012 Susquehanna Steam Electric PLA-6704 dated April 4, 2011, for 
(ML 12122A011) Station Proposed Amendment No. additional details. 

311 To License NPF-14 And (DPA-1396744) 
Proposed Amendment No. 283 To 
License NPF-22: Changes to 2. Cyber Security Milestone #2. Closed - 12/18/12 
Cyber Security Implementation Identify Critical Systems (CSs) 
Schedule Milestones 3 and 6 and Critical Digital Assets (CDAs) 
(PLA-6832) as described in Section 3.1.3 

Identification of Critical Digital 
Assets of the CSP. 
(DPA-1396745) 

3. Cyber (Security Plan Milestone Closed - 12/20/12 
#3: Implement installation of a 
deterministic one-way device 
between lower-level devices (level 
0 1,2) and the higher level 
devices (level 3, 4) as described 
in Section 4.3, Defense-in-Depth 
Protective Strategies of the CSP. 

Lower security level devices (level 
0, 1, 2 devices) that bypass the 
deterministic device and connect 
to level 3 or 4 will be modified to 
prevent the digital connectivity to 
the higher level or will be modified 
to meet cyber security 
requirements commensurate with 
the level 3 or 4 devices to which 
they connect. 

Table 1 - Page 3 of 8 



Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Trackina No.) 

The design modifications that are 
not finished by the completion 
date will be documented in the 
site configuration management 
and/or change control program to 
assure completion of the design 
modification as soon as possible, 
but no later than the final 
implementation date. 

See PLA-6883 dated 8/15/2012, 
and PLA-6832 dated 4/30/2012 
for additional details. 
(DPA-1396746) 

4. Cyber Security Milestone #4. The Closed - 12/21/12 
security control, Access Control 
for Portable And Mobile Devices, 
described in Appendix D 1. 19 of 
NEI 08-09, Revision 6, will be 
implemented. See PLA-6832 
dated April 30, 2012, for 
additional details. 
(DPA-1396747) 

5. Implement observation and Closed - 11/19/12 
identification of obvious cyber 
related tampering to existing 
insider mitigation rounds by 
incorporating the appropriate 
elements in Appendix E Section 
4.3, Personnel Performing 
Maintenance and Testing 
Activities. See PLA-6704 dated 
April 4, 2011 for additional details. 
(DPA-13967 48) 
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Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee TrackinQ No.) 

6. Cyber Security Plan Milestone #6. Closed - 12/15/12 
Identify, document, and 
implement NEI 08-09 Rev. 6 
Appendix D technical cyber 
security controls in accordance 
with the Cyber Security Plan 
Section 3. 1.6, Mitigation of 
Vulnerabilities and Application of 
Cyber Security Controls, for CDAs 
that could adversely impact the 
design function of physical 
security target set equipment. 

The implementation of controls 
that require a design modification 
that are not finished by the 
completion date will be 
documented in the site 
configuration management and/or 
change control program to assure 
completion of the design 
modification as soon as possible, 
but no later than the final 
implementation date. 

See PLA-6832 dated 4/30/2012 
for additional details. 
(DPA-1396749) 

7. Cyber Security Plan Milestone #7. Closed - 12/08/12 
Ongoing monitoring and 
assessment activities as 
described in Section 4.4, Ongoing 
Monitoring and Assessment of the 
CSP, for those target set CDAs 
whose security controls have 
been implemented. 
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Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Tracking No.) 

See PLA-6832 dated 4/30/2012 
for additional details. 
(DPA-1396750) No issues. 

6 License Amendment Susquehanna Steam Electric EPU 
issued January 30, Station, Units 1 and 2 - Issuance 1. [Unit 1] During each scheduled Closed - 05/14/12 
2008 of Amendment Regarding the 13- refueling outage until at least two 
(ML081050530) Percent Extended Power Uprate full operating cycles at full CPPU 

(TAC Nos. MD3309 and MD3310) conditions have been achieved, a 
visual inspection shall be 
conducted of all accessible, 
susceptible locations of the steam 
dryer in accordance with 
BWRVIP-139 and General 
Electric inspection guidelines. 
Action: Perform inspection. 
(DPA-974640) 

2. [Unit 1] During each scheduled Closed - 07/06/12 
refueling outage until at least two 
full operating cycles at full CPPU 
conditions have been achieved, a 
visual inspection shall be 
conducted of all accessible, 
susceptible locations of the steam 
dryer in accordance with 
BWRVIP-139 and General 
Electric inspection guidelines. 
Action: Submit steam dryer visual 
inspection report to the NRC. 
(DPA-974659) 

3. [Unit 2] During each scheduled Closed - 05/23/13 
refueling outage until at least two 
full operating cycles at full CPPU 
conditions have been achieved, a 
visual inspection shall be 
conducted of all accessible, 
susceptible locations of the steam 
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Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Tracking No.) 

dryer in accordance with 
BWRVIP-139 and General 
Electric inspection guidelines. 
Action: Perform inspection. 
(DPA-1074312) 

4. [Unit 2] The results of the visual Closed - 08/01/13 
inspections of the steam dryer 
shall be reported to the NRG staff 
within 60 days following startup. 
The results of the [power 
ascension and test program] 
PATP shall be submitted to the 
NRG staff in a report within 60 
days following the completion of 
all CPPU power ascension 
testing. 
Action: Submit steam dryer visual 
inspection report to the NRG. 
(DPA-1074333) 

5. [Unit 1] During each scheduled Closed - 06/24/14 
refueling outage until at least two 
full operating cycles at full CPPU 
conditions have been achieved, a 
visual inspection shall be 
conducted of all accessible, 
susceptible locations of the steam 
dryer in accordance with 
BWRVIP-139 and General 
Electric inspection guidelines. 
Action: Perform inspection. 
(DPA-974641) 

6. [Unit 1] This license condition Closed - 08/04/14 
shall expire upon satisfaction of 
the requirements in License 
Condition 2.C.(36)(e) and 
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Item Licensee Submittal Subject Commitment Commitment Status/Audit Results 
No. (ADAMS Acc. No.) (Licensee Tracking No.) 

2.C.(36)(f) provided that a visual 
inspection of the steam dryer 
does not reveal any new 
unacceptable flaw or 
unacceptable flaw growth that is 
due to fatigue. 
Action: Notify NRG of satisfactory 
completion of the License 
Condition. 
(DPA-1574280) 

7. [Unit 1] The results of the visual Closed - 08/04/14 
inspections of the steam dryer 
shall be reported to the NRG Staff 
within 60 days following startup. 
The results of the PATP shall be 
submitted to the NRG staff in a 
report within 60 days following the 
completion of all CPPU power 
ascension testing. 
Action: Submit steam dryer visual 
inspection report to the NRG. 
(DPA-974662) No issues. 

7 August29, 2014 Susquehanna Steam Electric 1. PPL will submit an updated Open - Due date 3/27/2015 
(ML 14241A682) Station Reply to a Notice of emergency action level (EAL) 

Violation Scheme for NRG review, which 
removes the area temperatures 
from the EALs associated with the 
NOV in IR 05000387/388; 
2014009. 

2. PPL will implement the updated Open - Due Date 7/31/2016 
EAL scheme; [e.g., compliance 
restored.] No issues. 

Note 1: The scope of the audit includes commitments that were closed during the previous 3 years, associated with NRG licensing actions (e.g., 
amendments, relief requests, exemptions, orders) or licensing activities (e.g., bulletins, generic letters). See Audit Report Section 2.1 for further 
details. 
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Item 
No. 

1 

2 

Licensee 

TABLE 2 
Verification of the Licensee's Program for Managing NRC Commitment Changes 

(See Note 2) 

Description of Commitment Change Audit Results - Verification of 
Tracking No. Licensee's Program 

for Managing Commitment Changes 
DPA-1396746 Based upon two licensee submittals regarding the Cyber The licensee listed two commitments that were 

Security Implementation Schedule (letter PLA-6883 evaluated as needing to be reported to the NRC, of 
(ML 12228A602) dated 8/15/2012, and later PLA-6832 which one was included in the audit. For 
(ML 12122A011) dated 4/30/2012), the licensee made the commitment DPA-1396746, which was closed, 
following commitment: documentation showing the technical justification for 

the commitment changes was provided. 
Cyber Security Plan Milestone #3: Implement installation 
of a deterministic one-way device between lower-level No issues. 
devices (level 0 1,2) and the higher level devices (level 3, 
4) as described in Section 4.3, Defense-in-Depth 
Protective Strategies of the CSP. 
Lower security level devices (level 0, 1, 2 devices) that 
bypass the deterministic device and connect to level 3 or 4 
will be modified to prevent the digital connectivity to the 
higher level or will be modified to meet cyber security 
requirements commensurate with the level 3 or 4 devices 
to which they connect. 
The design modifications that are not finished by the 
completion date will be documented in the site 
configuration management and/or change control program 
to assure completion of the design modification as soon as 
possible, but no later than the final implementation date. 

LDCN 4994 Based upon the Extended Power Uprate Application On October4, 2012(ML12278A433), PPL submitted 
Regarding Steam Dryer and Flow Effects license a 1 O CFR 50.59 Summary Report and Changes to 
amendment requests RAI Responses dated July 31, 2007 Regulatory Commitments. This document lists 
(letter PLA-6242, ML072220477) the licensee made the Commitment Change No. LDCN 4994. The 
following commitment: technical justification for the commitment change 

was requested. 
The construction of Susquehanna replacement dryer 
requires that the first pass of any multiple pass weld be The NRC staff is continuing to review the change 
examined for weld quality using liquid penetrant testing to this commitment. If the NRC staff requires any 
(PT). This requirement is in addition to the requirement additional information as part of its review, the 
that the final welds are also examined using PT. licensee will be contacted by separate 

correspondence. 
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Item licensee Description of Commitment Change Audit Results - Verification of 
No. Tracking No. Licensee's Program 

for Manaaina Commitment Chanaes 
3 LDCN 5076 Based upon the Extended Power Uprate Application On October 24, 2014 (ML 14301A535), PPL 

license amendment request, RAI Responses dated submitted a 10 CFR 50.59 Summary Report and 
October 11, 2006 (letter PLA-6076, ML062900160) the Changes to Regulatory Commitments. This 
licensee made the following commitment: document lists Commitment Change No. LDCN 

5076. The technical justification for the commitment 
As part of CPPU implementation, operating procedures change was provided. 
will be revised to require visual confirmation of the 
absence of flow through the bypass lines when the sprays No issues. 
are called upon to operate. 

Note 2: The scope of this portion of the audit includes verifying that the licensee has established appropriate administrative controls for modifying 
or deleting regulatory commitments made to the NRC. The scope includes commitment changes reported to the NRC and commitment changes 
not reported to the NRC since the previous audit. See Audit Report Section 2.2 for further details. 
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Item NRC letter date 
No. (Accession No.) 

1 11/17/11 
(ML 11292A 137) 

2 4/19/12 
(ML 12096A158) 

3 10/17/12 
(ML 12265A298) 

TABLE 3 
Review of NRC License Amendments, Relief Requests and Exemptions 

(See Note 3) 

Description Safety Audit Results 
Evaluation 
Discusses 

Commitments? 
(Yes/No) 

Susquehanna Steam Electric Station, No No issues. 
Units 1 and 2 -Issuance of Amendments 
Re: Change to Technical Specifications 
(TSs) Surveillance Requirements (SRs) 
3.4.3.1 to Revise the Lower Surveillance 
Tolerances 
Susquehanna Steam Electric Station, No No issues. 
Unit 2 -Issuance Of Amendment Re: 
Temporary Change to Unit 2 Technical 
Specifications 3.8.7 and 3.7.1 to Allow 
Implementation of Multiple Spurious 
Operations Modifications on SSES Unit 
1, 4160 V Buses 
Susquehanna Steam Electric Station, Yes. The SE No issues. 
Units 1 and 2 -Issuance of Amendments does discuss 
Re: Approval of Cyber Security Plan commitments 
Milestones 3 And 6 and states that 

the NRC staff 
does not 
consider the 
milestone date 
commitments 
submitted with 
the LAR as 
regulatory 
commitments, 
but requires the 
licensee to 
submit an LAR if 
they want to 
make changes 
to the 
implementation 
dates. 
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Item NRC letter date Description Safety Audit Results 
No. (Accession No.) Evaluation 

Discusses 
Commitments? 

(Yes/No) 
4 12/8/14 Susquehanna Steam Electric Station, No No issues. 

(ML 14321A008) Units 1 and 2- Issuance of Amendments 
Re: Low Pressure Safety Limit and 
Reference Changes 

5 2/26/14 Susquehanna Steam Electric Station, No No issues. 
(ML 14036A257) Units 1 and 2- Issuance of Amendments 

Regarding Change to Allow Only One 
Manual Trip System to be Operable for 
the Residual Heat Removal Shutdown 
CoolinQ System in Modes 4 and 5 

6 5/14/14 Susquehanna Steam Electric Station, No No issues. 
(ML 14111A052) Units 1 and 2 -Issuance of Amendments 

Regarding Change to Technical 
Specification Surveillance Requirement 
3.5.1.12 

7 12/8/14 Susquehanna Steam Electric Station, No. No issues. 
(ML 14321A008) Units 1 and 2 - Issuance of Amendments 

Re: Low Pressure Safety Limits and 
Reference Changes 

8 12/14/12 Susquehanna Steam Electric Station, No No issues. 
(ML 12345A273) Units 1 and 2 -Exemption from the 

Biennial Emergency Preparedness 
Exercise Requirements of 1 O CFR Part 
50, Appendix E, Section IV.f.2.b 

9 6/22/12 Susquehanna Steam Electric Station, No No issues. 
(ML 12165A165) Units 1 and 2 -Closeout of NRC Bulletin 

2011-01, "Mitigating Strategies" 
10 2/23/12 Susquehanna Steam Electric Station, No No issues. 

(ML 12046A046) Unit 2 - Relief Request No. 3RR-18, 
Regarding Relief from the Requirements 
of the ASME Code for Successive 
Inspections 

11 3/12/14 Susquehanna Steam Electric Station, No No issues. 
(ML 14028A395) Unit 2- Request for Relief 3RR-20 From 

the Requirements of The American 
Society of Mechanical Engineers, 
Section XI 
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Item NRC letter date Description Safety Audit Results 
No. (Accession No.) Evaluation 

Discusses 
Commitments? 

(Yes/No) 
12 6/9/14 Susquehanna Steam Electric Station, No No issues. 

(ML 14141A073) Units 1 and 2- Relief Requests for the 
Fourth 10-Year lnservice Inspection 
Interval 

13 5/22/14 Susquehanna Steam Electric Station, No No issues. 
(ML 14122A197) Units 1 And 2- Relief Requests For The 

Fourth 10-Year lnservice Testing Interval 

14 3/6/12 Susquehanna Steam Electric Station, No No issues. 
(ML 12062A133) Units 1 and 2 - Relief Request No. 2012 

001, Revision 1, The use of Subsequent 
ASME OM Code Edition and Addenda 
Applicable To Section ISTC-S222 And 
Appendix II Check Valve Condition 
Monitoring Program 

Note 3: The scope of this portion of the audit includes a review of all license amendments, relief requests and exemptions issued since the 
previous audit for SSES Units 1 and 2. The intent of the review is to determine the extent to which commitments have been misapplied (e.g., 
commitment relied on by NRG staff rather than making the commitment an obligation or incorporating the commitment into a mandated licensing 
basis document). See Audit Report Section 2.3 for further details. 
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T. Rausch - 2 -

If you have any questions, please contact me at (301) 415-4090. 

Sincerely, 

IRA/ 

Jeffrey Whited, Project Manager 
Plant Licensing Branch 1-2 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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