Table 3.8A-38

Results on Factor of Safety for

APR1400 DCD TIER 2

Basemat Stability

Allowable
Building Item FOsY FOS Remark

EDG Overturning 1.58 / 1.1
Sliding 1.82\ 1.1

Flotation 1067 11

DFOT Overturning 1.19 1.1
Sliding /A'_I 29 1.1

Flotation /st 11

(1) FOS = Factor of Safety /
1.40
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