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1.0 INTRODUCTION 
 
On October 23, 2014, South Carolina Electric and Gas Company (SCE&G/applicant) submitted 
“Request for License Amendment and Exemption:  Initial Test Program Changes ([license 
amendment request] (LAR) 14-08),” (ADAMS Accession Number ML14296A758) for Virgil C. 
Summer Nuclear Station (VCSNS), Units 2 and 3.  The proposed amendment departs from the 
certified AP1000 Design Certification Document (DCD), Tier 1, Section 3.4, “Initial Test Program 
(ITP) Changes,” and makes conforming changes to the combined license (COL) material, 
Updated Final Safety Analysis Report (UFSAR) Table 13.4.201, “Operational Programs 
Required by NRC Regulations,” UFSAR Section 14.2, “Specific Information to be included in the 
Standard Safety Analysis Report for the Initial Test Program,” and UFSAR Section 14.4, 
“Combine License Applicant Responsibilities.” 
 
LAR 14-08 requested an exemption to the AP1000 DCD Tier 1 Section 3.4.  Specifically, the 
applicant redefined certain “construction and installation tests” as “component tests” and moved 
them to the first phase of the ITP.  Component tests are a specific subset of “construction and 
installation testing” and include initial energizing and preliminary operation of components, 
various electrical and mechanical tests, cleaning and flushing, electrical and operability checks, 
and instrument calibrations.  System preoperational tests are then performed after these 
component tests are completed.  The staff reviewed and evaluated the proposed changes to the 
revised design description of the ITP in the plant-specific AP1000 DCD, Tier 1, Section 3.4, 
changes to conforming COL Material and changes to UFSAR Sections 13.4, 14.2 and 14.4.  
LAR 14-08 requested an exemption to change the wording in AP1000 DCD, Tier 1, Section 3.4 
to be more consistent with the UFSAR Section 14.2.8, “Test Program Schedule.”  Finally, 
LAR 14-08 also requested an exemption to change AP1000 DCD, Tier 1, Section 3.4 to clarify 
when preoperational and startup test specifications and test procedures will be available to the 
U.S. Nuclear Regulatory Commission (NRC) personnel. 
 
2.0 REGULATORY BASIS 
 
The NRC staff considered the following regulatory requirements in reviewing the licensee’s 
proposed UFSAR changes.  Title 10 of the Code of Federal Regulations (10 CFR) 
Section 52.98(c)(1) states that if a COL references a certified design, then changes to, or 
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departures from, the information within the scope of the referenced design certification rule are 
subject to the applicable change procedures in that rule.  The regulations in 10 CFR Part 52,  
Appendix D, Section III.B, require a holder of a COL referencing 10 CFR Part 52, Appendix D to 
incorporate by reference and comply with the requirements of Appendix D, including certified 
information in Tier 2* of the AP1000 DCD.  10 CFR 52.79(a)(28) requires plans for 
preoperational testing and initial operations.  10 CFR 52.98(f) requires NRC approval for any 
modification to, addition to, or deletion from the terms and conditions of a COL.  10 CFR 
Part 52, Appendix D, Section VIII.A.4 states that exemptions from Tier 1 information are 
governed by the requirements of 10 CFR 52.63(b)(1) and 10 CFR 52.98(f).   
 
This activity involves a departure from plant-specific Tier 1 information, and a corresponding 
change to the COL; therefore, this activity requires an amendment to the COL and associated 
exemption from Tier 1 of the DCD.  Accordingly, NRC approval is required prior to making the 
VCSNS Units 2 and 3 plant specific changes in LAR 14-08.  10 CFR Part 52, Appendix D, 
Section VIII.B.5.a allows “an applicant or licensee who references this appendix to depart from 
Tier 2 information, without prior NRC approval, unless the proposed departure involves a 
change to or departure from Tier 1 information, Tier 2* information, or the Technical 
Specifications, or requires a license amendment under paragraphs B.5.b or B.5.c of the 
section.”  This change involves a revision to plant-specific Tier 1 information, thus, requiring 
NRC approval for the Tier 1 and the associated Tier 2 departures.  
 
3.0 TECHNICAL EVALUATION 
 
3.1 EVALUATION OF EXEMPTION 
 
The regulations in Section III.B of Appendix D to 10 CFR Part 52 require a holder of a COL 
referencing Appendix D to 10 CFR Part 52 to incorporate by reference and comply with the 
requirements of Appendix D, including certified information in Tier 1 of the generic AP1000 
DCD.  Because the licensee has requested to change the plant-specific Tier 1 information 
regarding the ITP, resulting in the need for a departure from the DCD, an exemption from the 
certified design information within plant-specific Tier 1 material is required to implement it. 
 
As stated in Section VIII.A.4 of Appendix D to 10 CFR Part 52, an exemption from Tier 1 
information is governed by the requirements of 10 CFR 52.63(b)(1) and 52.98(f). Pursuant to 
10 CFR 52.63 (b)(1), the Commission may, upon application by an applicant or licensee 
referencing a certified design, grant exemptions from one or more elements of the certification 
information, so long as the criteria given in 10 CFR 50.12 are met, and that the special 
circumstances as defined by 10 CFR 50.12(a)(2) outweigh any potential decrease in safety due 
to reduced standardization.  The requirements of 10 CFR Part 52, Appendix D, and 10 CFR 
50.12, 10 CFR 52.7, and 10 CFR 52.63 state that the NRC may grant exemptions from the 
requirements from the regulations provided six conditions are met.  The staff’s analysis of these 
six conditions is discussed below. 
 
3.1.1 Authorized by Law 
 
This exemption would allow the licensee to implement approved changes to Tier 1 information. 
This is a permanent exemption limited in scope to particular Tier 1 information, and subsequent 
changes to this Tier 1 information or any other Tier 1 information would be subject to full 
compliance by the licensee as specified in Section III.B of Appendix D to 10 CFR Part 52.  As 
stated above, 10 CFR 52.63(b)(1) allows the NRC to grant exemptions from one or more 
elements of the Tier 1 information.  As explained in more detail below in the context of the 
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amendment request associated with the requested exemption, the NRC staff determined that 
granting the licensee’s proposed exemption will not result in a violation of the Atomic Energy Act 
of 1954, as amended, or the Commission’s regulations.  Therefore, as required by 10 CFR 
50.12(a)(1), the exemption is authorized by law. 
 
3.1.2 No Undue Risk to the Public Health and Safety 
 
The underlying purpose of Appendix D to 10 CFR Part 52 is to ensure that the licensee will 
construct and operate the plant based on the approved information found in the DCD 
incorporated by reference into the licensee’s licensing basis.  The plant-specific Tier 1 DCD will 
continue to reflect the approved licensing basis for VCSNS Units 2 and 3 and will maintain a 
consistent level of detail with that which is currently provided elsewhere in Tier 1 of the plant-
specific DCD.  These proposed LAR changes are evaluated and found to be acceptable in 
Section 3.2 of this Safety Evaluation.  The change would allow the licensee to implement 
modifications to Tier 1 information described and justified in the LAR.  Therefore, as required by 
10 CFR 50.12(a)(1), the staff finds that there is no undue risk to public health and safety. 
 
3.1.3 Consistent with Common Defense and Security 
 
The proposed exemption would allow the licensee to implement modifications to the Tier 1 
information requested in the LAR.  This is a permanent exemption limited in scope to particular 
Tier 1 information.  Subsequent changes to this Tier 1 information or any other Tier 1 
information would be subject to the exemption process in Section VIII.A.4 of Appendix D to 
10 CFR Part 52.  This LAR involves changes to administrative controls and are not related to 
physical security systems.  Therefore, as required by 10 CFR 50.12(a)(1), the staff finds that the 
common defense and security is not impacted by this exemption. 
 
3.1.4 Special Circumstances 
 
Special circumstances, in accordance with 10 CFR 50.12(a)(2)(ii), are present whenever 
application of the regulation in the particular circumstances would not serve the underlying 
purposes of the rule or is not necessary to achieve the underlying purpose of the rule.  The 
underlying purpose of the Tier 1 information is to ensure that the licensee will safely construct 
and operate the plant based on the certified information found in the DCD incorporated by 
reference into the licensee’s licensing basis.  The requested exemption asks for the licensee to 
be allowed to implement the changes proposed in the LAR to the VCSNS Units 2 and 3, Tier 1 
information.  The requested change will facilitate plant construction and maintain or enhance 
future safe plant operation and maintenance.  Accordingly, this change to the Tier 1 information 
will enable the licensee to safely maintain and operate the AP1000 facility consistent with the 
design certified by the NRC in 10 CFR Part 52, Appendix D.  Therefore, special circumstances 
are present, because application of the current generic certified design information in Tier 1 in 
the particular circumstances discussed in this request would not serve the underlying purpose of 
the rule or is not necessary to achieve the underlying purpose of the rule.  Therefore, because 
the application of Tier 1 in this circumstance does not serve the underlying purpose of the rule, 
the staff finds the special circumstances required by 10 CFR 50.12(a)(2)(ii) for the granting of an 
exemption from the Tier 1 information exist. 
 
3.1.5 Special Circumstances Outweigh Reduced Standardization 
 
This exemption would allow the implementation of changes to VCSNS Units 2 and 3, Tier 1 
information proposed in the LAR.  Based on the nature of the proposed changes to the generic 
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Tier 1 information, this exemption may be requested by other AP1000 licensees and applicants.  
This exemption request and the associated changes to VCSNS Units 2 and 3, Tier 1 information 
demonstrate that there is a minimal change from the standard information provided in the 
generic AP1000 DCD, which is offset by the special circumstances identified above.  The 
changes have no effect on any systems, structures or components meeting their design 
function.  Based on this, as required by 10 CFR 52.63(b)(1), the staff finds that the special 
circumstances outweigh the potential decrease in safety due to reduced standardization of the 
AP1000 design. 
 
3.1.6 No Significant Reduction in Safety 
 
This exemption proposes to revise the plant-specific DCD Tier 1 information by departing from 
the certified design.  The proposed change does not adversely affect any system, structure, or 
component (SSC) design function described in the UFSAR.  Therefore, as required by 10 CFR 
Part 52, Appendix D, Section VIII.A.4, the staff finds that granting the exemption would not result 
in a significant decrease in the level of safety otherwise provided by the design. 
 
3.2 EVALUATION OF PROPOSED CHANGES 
 
3.2.1 Changes to Tier 1 DCD Section 3.4, Initial Test Program  
 
The applicant requested an exemption to allow for departures from the generic Tier 1 ITP 
design description in DCD Section 3.4.  Specifically, the applicant proposed to (1) redefine the 
first phase of the ITP scope to only include component testing; (2) clarify when ITP test 
specifications and test procedures would be made available to NRC personnel prior to 
performance of individual tests, and (3) clarify that copies of test specifications and test 
procedures for startup testing are available to NRC personnel. 
 
The NRC staff evaluated the proposed exemption request and associated Tier 1 changes in 
AP1000 DCD, Section 3.4, including a combination of administrative, more restrictive and less 
restrictive changes to the ITP.  The applicant proposed three less restrictive changes in Tier 1, 
denoted as L01, L02, and L03 in LAR 14-08.  In less restrictive change L01, the applicant 
proposed to redefine construction and installation tests as component tests in the ITP.  
Component testing is defined as a specific subset of construction and installation testing 
typically beginning with the initial energizing of equipment and includes subsequent functional 
testing at the component and subsystem level.  As a result of the L01 change, only a subset of 
construction and installation testing will be included in the ITP.  Construction testing not included 
in the scope of ITP will be performed by the construction organization to verify the adequacy of 
construction and installation.  In addition, for the ITP, the applicant is committed to 
Regulatory Guide (RG) 1.68, “Initial Test Programs for Water-Cooled Nuclear Power Plants,” 
Revision 3, which does not include construction and construction-related inspections and tests 
within the scope of ITP.  Based on the above, the NRC staff determined that the proposed 
exemption to redefine construction and installation testing complies with the requirements in 
10 CFR 52.79(a)(28) and conforms to the guidance in RG 1.68, Revision 3. 
 
In less restrictive change L02, the applicant proposed to make copies of test specifications and 
test procedures for preoperational tests available to NRC personnel prior to the scheduled 
performance of each individual test, not prior to initiating the preoperational test phase.  The 
applicant’s technical evaluation stated that “procedures and specifications will be made 
available as soon as possible following internal approval.  Subsequent changes and revisions 
will also be made available consistent with UFSAR Section 14.2.8.”  The change in L02 means 
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that after the applicant approves preoperational test procedures, it will make all of these 
documents available to NRC personnel no later than 60 days prior to their use consistent with 
RG 1.68, Revision 3 and UFSAR Section 14.2.8, “Test Program Schedule.”  The NRC staff 
reviewed the proposed L02 change and concluded that this change clarifies the availability of 
the individual preoperational test procedures consistent with RG 1.68, Revision 3, and UFSAR 
Section 14.2.8, and it is acceptable.  
 
In less restrictive change, L03, the applicant proposed to clarify Tier 1 DCD Section 3.4 to state 
that “copies of the test specifications and test procedures for startup tests are available to NRC 
inspection personnel prior to the scheduled fuel loading date.”  The applicant’s technical 
evaluation states that “this change represents a reduction in commitment because instead of 
actively providing the NRC with startup test specifications and procedures on the docket, the 
procedures will be passively made available for inspection using a similar process that will be 
used for preoperational test procedures and test specifications…  The startup specifications and 
procedure will be proprietary and therefore withheld if docketed.”  The change in L03 means 
that after the applicant approves startup test procedures, it will make these documents available 
to NRC personnel no later than 60 days prior to fuel loading.  The NRC staff reviewed the 
proposed L03 change and concluded that this change clarifies the availability of the individual 
startup test procedures consistent with RG 1.68, Revision 3 and is acceptable.  
 
The NRC staff also reviewed and concluded that Tier 1 DCD Section 3.4 administrative changes 
(A01 through A04) and more restrictive change M01:  (1) do not impact the scope of test 
controls under the applicant’s Quality Assurance Program (QAP); (2) add flexibility to the 
applicant’s  implementation of the ITP; (3) adequately addresses administrative changes from 
commitments to the guidance in RG 1.68, Revision 3; and (4) does not impact public health and 
safety; therefore, these changes are acceptable.  
 
3.2.2 Changes to License Conditions and UFSAR Section 14.2.3 
 
Based on the exemption request, the applicant proposed to make conforming changes to the 
COL material.  The applicant proposed two less restrictive changes to the COL material, 
denoted as L04 and L06.  In less restrictive change L04, it proposed to replace “construction” 
with “component” in license condition COL 2.D.10.m.1 and would be revised to read 
“Component Test Program implemented before the first component test.”  The NRC staff 
reviewed the proposed conforming change and concluded that including component tests in the 
ITP is beyond the minimum regulatory requirements and is not a technical change to the 
preoperational or startup test programs, and therefore, is acceptable.  
 
In less restrictive change L06, the applicant proposes to change license condition 2.D.12.e.9 to 
make the license condition consistent with UFSAR Section 14.2.3 and RG 1.68, Revision 3.  
Specifically, the proposed changes will align the scheduled completion of preoperational and 
startup procedures with industry guidance, other portions of the licensing basis, and proposed 
Tier 1 changes L02 and L03.  COL 2.D.12.e.9 will read as follows with the changes in italics: 
 
 9. The ITP procedures identified in FSAR Section 14.2.3 
 

a. administrative manual (before the first component test) 
b. preoperational testing (before scheduled performance) 
c. startup testing (before initial fuel load) 
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With the changes above, the preoperational and startup procedures would be made available 
before they are implemented and in accordance with regulatory guidance.  The NRC staff 
evaluated the proposed changes and determined that less restrictive changes L04 and L06 
were consistent with the Tier 1 proposed changes and therefore are acceptable.  
 
3.2.3 Tier 2 Changes to UFSAR Section 13.4, Table 13.4.201, UFSAR Section 14.2, 

UFSAR Section 14.4 
 
Based on the exemption request, the applicant proposed to make conforming changes to 
UFSAR Section 13.4, Table 13.4-201, Section 14.2, and Section 14.4.  The applicant identified 
a total of eight administrative control changes to the ITP (designated as A01 through A08) 
related to changes in licensee and contractor organizational responsibilities for completing the 
ITP, three more restrictive changes to the ITP (designated as M01 through M03) and eleven 
less restrictive changes to the ITP (designated as L07 through L17). 
 
The NRC staff reviewed the proposed UFSAR changes and determined that the proposed 
changes to UFSAR Table 13.4.201 and UFSAR, Sections 14.2 and 14.4, involved 
administrative changes, with some more restrictive and some less restrictive changes.  The 
more restrictive change includes (1) ITP Organizations and ITP Administrative Manual 
governing the conduct of the ITP; (2) descriptive changes to delete “construction and installation 
tests” and replace them with “component tests” that will be completed before system 
preoperational tests are performed; (3) changes to the ITP scope to include three test phases:  
the Component Test Phase; the System Preoperational Test Phase; and the Startup Test 
Phase; (4) changes to individual preoperational test references to correct design chapter test 
acceptance criteria needed to successfully demonstrate completion of each preoperational test; 
and (5) justify Tier 2 administrative changes from COL commitments in RG 1.68, Revision 3. 
 
Similar to the Tier 1 changes made in L01 through L03, the NRC staff reviewed and evaluated 
the identified less restrictive changes in L07 through L17.  A summary of the less restrictive 
changes included:  (1) administrative changes to licensee commitments in RG 1.68, Revision 3; 
(2) test schedule changes for completing test specification and test procedures and making 
them available for intended use prior to each preoperational test; (3) revising the scope of the 
ITP to include three phases:  components tests, preoperational tests and startup tests; 
(4) changes to licensee organizations responsible for implementing the ITP; and (5) redefining 
“construction and installation tests” names to “components tests” under the ITP.  The NRC staff 
determined that the less restrictive changes in L07 through L017:  (1) do not change the scope 
of test controls under the QAP; (2) add flexibility to SCE&G’s implementation of the ITP; (3) 
adequately address administrative changes from the guidance in RG 1.68, Revision 3; and 
(4) do not impact public health and safety; therefore, the less restrictive changes in L07 through 
L17 are acceptable. 
 
4.0 STATE CONSULTATION 
 
In accordance with the Commission’s regulations in 10 CFR 50.91(b)(2), the South Carolina  
State official was notified of the proposed issuance of the amendment.  The State official had no 
comment.  
 
5.0 ENVIRONMENTAL CONSIDERATION 
 
The amendment changes a requirement with respect to installation or use of a facility 
component located within the restricted area as defined in 10 CFR Part 20, “Standards for 
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Protection Against Radiation.”  The NRC staff has determined that the amendment involves no 
significant increase in the amounts and no significant change in the types of any effluents that 
may be released offsite.  Also, there is no significant increase in individual or cumulative 
occupational radiation exposure.  The Commission has previously issued a proposed finding 
that the amendment involves no significant hazards consideration, and there has been no public 
comment on such finding (Federal Register on December 9, 2014 (79 FR 73112)).  Accordingly, 
the amendment meets the eligibility criteria for categorical exclusion set forth in 10 CFR 
51.22(c)(9).  Therefore, pursuant to 10 CFR 51.22(b), no environmental impact statement or 
environmental assessment need to be prepared in connection with the issuance of the 
amendment. 
 
6.0 CONCLUSION 
 
The NRC staff reviewed the application and the AP1000 DCD and concluded that the 
applicant’s proposed AP1000 DCD, Tier 1, Section 3.4, COL material, and administrative 
changes to Tier 2, UFSAR, Sections 13.4, 14.2 and 14.4, in A01 through A08, more restrictive 
changes in M01 through M03 and less restrictive changes in L01 through L17:  (1) do not 
change the scope of test controls under the QAP; (2) add flexibility to SCE&G’s implementation 
of the ITP; (3) adequately address administrative changes from the guidance in RG 1.68, 
Revision 3; and (4) does not impact public health and safety; therefore, these changes to the 
ITP are acceptable. 
 
The staff has concluded, based on the considerations discussed above, that there is reasonable 
assurance that (1) the health and safety of the public will not be endangered by operation in the 
proposed manner, (2) such activities will be conducted in compliance with the Commission's 
regulations, and (3) the issuance of the amendment will not be inimical to the common defense 
and security or the health and safety of the public.  Therefore, the staff finds the changes 
proposed in this license amendment acceptable. 


