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NOVEMBER 12, 2015 
(TO NRC FOR 11/17 MEETING) 

NEI 12-06 APPENDIX H  

H.1  INTRODUCTION 

The purpose of this appendix is to provide guidance for a Mitigating Strategies Assessment 
(MSA) of the impact of reevaluated seismic hazard information developed in response to the 
U.S. Nuclear Regulatory Commission’s “Request for Information Pursuant to Title 10 of the 
Code of Federal Regulations 50.54(f) Regarding Recommendations 2.1, 2.3, and 9.3 of the Near-
Term Task Force Review of Insights from the Fukushima Dai-Ichi Accident” [1] and the 
modification of existing or the development of new mitigating strategies if necessary to mitigate 
the effects of the reevaluated seismic hazard information.  The guidance for performing a MSA 
for the reevaluated seismic hazard information is being included as an appendix in NEI 12-06 
because the mitigating strategy approach to addressing this information makes use of the work 
done for the FLEX strategies.     

In this appendix the reevaluated seismic hazard information will be referred to as the Mitigating 
Strategies Seismic Hazard Information (MSSHI).  The MSA process is illustrated in Figure 2.      

The FLEX strategies assumed an ELAP with a LUHS from an unspecified event.  Sections 2 and 
3 establish the boundary conditions and initial assumptions used for developing these strategies.  
In addition, Section 3 provides key considerations in the development of the strategies.  Sections 
4 through 9 establish the reasonable protection requirements for on-site FLEX equipment.    

The mitigation strategies developed in response to EA-12-049 [2] assumed an extended loss of 
alternating current (AC) power (ELAP) with a loss of normal access to the ultimate heat sink 
(LUHS) from an unspecified event.  EA-12-049 [2] was issued to help address beyond-design-
basis external events prior to the time the information concerning the re-evaluated hazards was 
available.  Specifically, since the information concerning the re-evaluated seismic hazards was 
not available to determine the impact on the facility, an unspecified event was used which 
presumed the event resulted in a loss of all AC power combined with a loss of normal access to 
the ultimate heat sink, as described in EA-12-049 [2].  Now that the seismic hazards have been 
re-evaluated for all sites, more detailed evaluations of a plant’s ability to withstand the re-
evaluated seismic hazard can be performed and additional strategies for plant responses that 
preferably rely upon permanent installed plant equipment, which in some instances have been 
bolstered to withstand beyond-design-basis seismic events, can be developed.  The use of 
permanently installed plant equipment for these strategies can reduce the need to rely on operator 
manual actions outside of the control room and instead rely on operator actions within the 
control room, which are more dependable.  

The MSA determines whether the mitigation strategies as developed to meet EA-12-049 [2] can 
be implemented for the updated seismic hazard information or mitigation strategy seismic hazard 
information (MSSHI), resulting from the 50.54(f) request [1].  If it is determined that mitigation 
strategies developed to meet EA-12-049 [2] have not been evaluated or cannot be implemented 
for the MSSHI, the MSA considers other options such as performing additional evaluations, 
modifying existing mitigation strategies and/or FLEX equipment, or development of an alternate 
mitigation strategy (AMS) that addresses the MSSHI.  The MSA will include discussion of the 
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mitigation strategy that is developed.  In those instances where an AMS is provided, FLEX 
equipment is expected to provide for additional defense-in-depth through the provision of the 
FLEX equipment stored on site as described in section 5.3.1 and/or availability of FLEX 
equipment to be transported to the site from the National SAFER Response Centers.  The MSA 
is limited to a beyond-design-basis seismic event for the MSSHI and will either demonstrate that 
the mitigation strategies can be implemented as currently developed or modified, or that an AMS 
can be developed for the MSSHI which provides for indefinite coping following a beyond-
design-basis seismic event.  

Licensees will use the guidance for performing an MSA in this Appendix to do the following: 

• Confirm mitigating strategies, as currently implemented, are not rendered ineffective by 
the MSSHI; 

• Develop and implement modifications necessary to ensure mitigating strategies are able 
to address the MSSHI; or 

• Develop and implement alternate mitigating strategies that are able to address the 
MSSHI. 

A brief description of this process (and the associated sections in this appendix) is as follows:  

• Section H.2 – this section guides the characterization of the MSSHI. 

• Section H.3 – this section guides the comparison of the seismic hazard used to develop 
the FLEX strategies with the MSSHI to determine if the MSSHI is bounded.  

• Section H.4 – this section provides guidance for the evaluation of mitigation strategies 
with respect to the MSSHI. 

• Section H.5 – this section provides performance criteria used to establish adequate 
seismic ruggedness requirements for structures, systems, and components (SSCs) that 
support mitigation strategies. 

• Section H.6 – this section provides requirements for documentation of the results. 

H.2 CHARACTERIZATION OF THE MSSHI  

The MSSHI is the licensee’s reevaluated seismic hazard information at the plant’s site, 
developed using probabilistic seismic hazard analysis (PSHA).  It includes a performance-based 
ground motion response spectrum (GMRS), uniform hazard response spectra (UHRS) at various 
annual probabilities of exceedance, and a family of seismic hazard curves at various frequencies 
and fractiles developed at the plant’s control point elevation.  Licensees typically submitted the 
reevaluated MSSHI including the UHRS, GMRS and the hazard curves at their plants to the 
NRC in March 2014 (or March 2015 for Western US sites), in response to the NRC 50.54(f) 
letter dated March 12, 2012 [1].  Figure 1 below describes the use of GMRS, UHRS and/or 
seismic hazard curves for the various mitigation strategy paths described in Section H.4. 
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Figure 1: MSSHI Use for Appendix H Paths 

As shown in Figure 1, the GMRS curve is used in paths 1 through 4.  The hazard curves are 
used, in addition to UHRS and GMRS, in path 5 when the MSA is based on a probabilistic 
evaluation such as a seismic probabilistic risk assessment (SPRA).  Detailed descriptions of the 
use of MSSHI for each of the five paths are discussed in the sections below. 

H.3 APPROACH FOR COMPARISON OF EXISTING SEISMIC DESIGN 
BASIS / PLANT CAPACITY TO MSSHI 

This section provides the approach for comparing the GMRS (consistent with the screening 
criteria in Electric Power Research Institute (EPRI) 1025287 [3]) to the seismic design basis 
spectrum used for developing the FLEX mitigation strategies.  FLEX was designed or evaluated 
using the safe shutdown earthquake (SSE)1.  The term SSE is defined in the safety analysis 
reports (SAR) of plants, but is broadly used in this appendix to encompass the previous 
mitigation strategy seismic design bases.  For path 3, the GMRS is compared to a plant capacity 
spectrum derived from the individual plant examination of external events (IPEEE) program 
using plant’s high-confidence-of-low-probability-of-failure (HCLPF) capacity.  The 
development of the IPEEE HCLPF spectrum or IHS is described in EPRI 1025287 [3].      

The GMRS at frequencies 1 Hz and higher is compared to the SSE (and IHS for Path 3) to 
determine whether the SSE (or IHS) bounds the GMRS, or identify any areas of exceedance of 
the SSE (or IHS).  The results of the comparison are used as input to the evaluation of mitigation 
strategies in Section H.4.  The assessment process is illustrated in Figure 2 and described in 
detail below. 

                                                 
1 Some plants have used the term “Design Basis Earthquake” or DBE, which is synonymous to SSE.  
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Figure 2: Mitigation Strategy Assessment Process for the MSSHI 

H.4 EVALUATION OF MITIGATION STRATEGIES FOR THE MSSHI 

The mitigation strategies are evaluated with respect to the MSSHI, using the process illustrated 
in Figure 2. 

If the SSE spectrum bounds the GMRS at frequencies 1 Hz and greater, licensees should follow 
the process described in Section H.4.1 (Path 1 in Figure 2) and document completion of the 
MSA, demonstrating that the mitigating strategies are reasonably protected to the MSSHI.  In the 
event that the GMRS is not bounded by the SSE, an assessment of the impacts on mitigation 
strategies is required.  The purpose of the assessment is to determine if the FLEX strategies are 
reasonably protected for the MSSHI, or if changes can be made to the FLEX strategies to 
demonstrate reasonable protection or if an AMS should be developed to demonstrate reasonable 
protection for the MSSHI.  Sections H.4.2 through H.4.5 of this appendix provide different 
approaches for performance of the MSA in order to make this determination.  The MSA 
evaluates the plant equipment, operator actions and procedures required to successfully 
implement the mitigation strategies so that a site may cope indefinitely due to the beyond-design-
basis seismic event.  For each of the paths identified in H.4.1 through H.4.5, the MSA should be 
appropriately documented per Section H.6 of this appendix. 

H.4.1 PATH 1: GMRS < SSE 

If the GMRS described in Section H.2 is bounded by the SSE spectrum at frequencies 1 Hz 
and greater, then additional evaluation is unnecessary, consistent with Path 1 of Figure 2.  
Section 3.2.1 of EPRI 1025287 describes two “Special Screening Considerations” for 
plants with low seismic ground motions or narrow band exceedances in the frequency 
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range between 1-10 Hz that can be applied in this Path 1 evaluation.  In addition, de 
minimis GMRS exceedance above SSE accepted by the NRC in the site-specific NRC 
NTTF 2.1 final determination letter, can be considered to meet the path 1 screening 
assessment [4].  For plants meeting these criteria, the FLEX strategies are reasonably 
protected to the MSSHI based on the underlying process used to develop the FLEX 
strategies. 

H.4.2 PATH 2: GMRS < SSE WITH HIGH FREQUENCY EXCEEDANCES 

If the GMRS described in Section H.2 is less than the SSE in the 1 to 10 Hz range 
consistent with Section 3.2 of EPRI 1025287 [3], but is not bounded at frequencies greater 
than 10 Hz, an MSA should be performed as illustrated in Path 2 of Figure 2.  Section 
3.2.1 of EPRI 1025287 describes two “Special Screening Considerations” for plants with 
low seismic ground motions or narrow band exceedances that can be applied in this Path 2 
evaluation.   

Introduction: 

For plants where the GMRS spectrum above 10 Hz exceeds the SSE spectrum, licensees 
can demonstrate adequacy of the mitigation strategy with respect to the MSSHI by 
performing an MSA that consists of an evaluation of HF sensitive plant equipment 
required for mitigation strategy implementation.  

Basis: 

The SSE exceedances (i.e., >10 Hz) can be evaluated by performing an MSA to show that 
mitigation strategies can be implemented as planned using the guidance in Sections 3 and 4 
of EPRI 3002004396 [5] and the acceptance criteria in Section H.5 to address the effect of 
the HF exceedances on sensitive plant equipment. 

Background and Discussion: 

FLEX equipment has been evaluated to demonstrate adequacy following the guidance in 
Section 5.  This evaluation can be supplemented to consider HF GMRS exceedances above 
the SSE using the process as follows.  Section 4 of EPRI 3002004396 [5] describes a HF 
evaluation process focusing on contact control devices subject to intermittent states (e.g., 
relay chatter) in seal-in and lockout circuits.  For the MSA HF evaluation, the acceptance 
criteria from Section H.5 can be used and the scope of circuits to be reviewed include 
installed FLEX SSCs credited for the Phase 1 response as well as permanently installed 
Phase 2 SSCs that have the capability to begin operation without operator manual actions.  

Therefore, the MSA HF evaluation scope is focused on seal-in and lockout circuits in the 
following systems and equipment. 

• Devices whose chatter could cause malfunction of a reactor SCRAM.2 

                                                 
2 A SCRAM is a manually-triggered or automatically-triggered rapid insertion of all control rods into the reactor, 
causing emergency shutdown. 
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• Devices in seal-in or lockout circuits whose chatter could cause a reactor coolant 
system (RCS) leakage pathway that was not considered in the mitigation strategy. 
Examples include the automatic depressurization system (ADS) actuation relays in 
boiling-water reactors (BWRs) and relays that could actuate pressurizer power-
operated relief valves (PORVs).  

• Relays and contactors that may lead to circuit seal-ins or lockouts that could impede 
the FLEX capabilities for mitigation of seismic events, including credited installed 
Phase 1 alternating current (AC) sources (as defined in 10 CFR 50.2) but not the loss of 
AC power from buses fed by station batteries through inverters and any permanently 
installed Phase 2 SSCs that have the capability to begin operation without operator 
manual actions.  

H.4.3 PATH 3: GMRS < IHS 

If the high-confidence-of-low-probability-of-failure (HCLPF) plant capacity spectrum 
developed from the evaluations for Individual Plant Examination of External Event 
(IPEEE) envelops the SSE between 1 and 10 Hz with the exception of small narrow band 
exceedances that meet the criteria of Section 3.2.1 of EPRI 1025287 [3], an AMS may be 
used based upon the IPEEE, consistent with Path 3 of Figure 2.  IPEEE safe shutdown 
paths would be used to demonstrate reasonable protection of SSCs relied upon for this 
AMS.  Alternatively, licensees may elect to perform an MSA of the impacts of MSSHI on 
mitigation strategies consistent with Path 4 of Figure 2 or perform an SPRA-informed 
MSA consistent with Path 5 of Figure 2. 

Note: This section uses the following acronyms that appear similar in nature, but have 
distinct meaning as discussed in H.4.3. 

 AMS – alternate mitigation strategy 

 MSA – mitigation strategy assessment 

 SMA – seismic margin assessment 

Introduction: 

An IPEEE-based AMS relies on the comprehensive seismic evaluation of plant equipment 
to demonstrate reasonable protection for the re-evaluated MSSHI.  Licensees that choose 
this path rely on the previous seismic evaluations conducted under the IPEEE effort and 
accepted by NRC per Enclosure 2 of their May 9, 2014 letter [6] or in a subsequent 
determination, provided that the IPEEE HCLPF spectrum (IHS) envelops the GMRS 
between 1 and 10 Hz, with the exception of small narrow band exceedances that meet the 
criteria in Section 3.2.1 of EPRI 1025287 [3].  The development of the IHS is described in 
EPRI 1025287 [3]. 

IPEEEs relied on the results of an SPRA, an EPRI seismic margins assessment (SMA) 
methodology, or an NRC SMA methodology to demonstrate the capability to bring the 
plant to a safe shutdown condition following a review level earthquake (RLE) as described 
in NUREG-1407 [7].  These seismic evaluation approaches evaluated multiple redundant 
safe shutdown success paths.  The safe shutdown success paths provide independent means 



 7

of achieving a safe shutdown condition following a severe seismic event (e.g., core cooling 
by heat removal from the steam generators and core cooling by RCS ‘feed and bleed’). 

To provide a complete MSA seismic evaluation, the IPEEE evaluation is supplemented by 
reviews of spent fuel pool cooling functions and high frequency exceedances (as 
applicable). 

Basis: 

Seismic evaluations performed under IPEEE included SSCs in multiple redundant safe 
shutdown success paths.  Therefore, based on the results of the IPEEE, safe shutdown of 
the plant following a seismic event can be accomplished, and consequences can be 
mitigated, for a seismic event up to the plant capacity level (i.e., the IHS) for which SSCs 
in the IPEEE were evaluated.  

In addition, seismic evaluations for spent fuel pool cooling should be performed using the 
MSSHI to demonstrate that spent fuel would remain cooled following a seismic event, and 
a review of HF sensitive components should be performed, as needed.   

Background and Discussion: 

IPEEE Evaluations 

The IPEEEs were completed by plants in the 1990s under NRC Generic Letter (GL) 88-20 
Supplements 4 [8] and 5 [9] in accordance with the guidance of NUREG-1407 [7].  
Acceptable approaches to perform IPEEE included the NRC seismic margin assessment 
(SMA) method, the EPRI SMA method, or an SPRA.  For each approach, a seismic 
equipment list (SEL) was developed that included multiple redundant safe shutdown 
success paths and/or accident sequences.  The evaluation of SSCs in these redundant safe 
shutdown success paths demonstrates reasonable protection of the capability to maintain or 
restore core cooling and containment capabilities for a beyond-design-basis seismic event 
up to the level of the IHS, which envelopes the GMRS in the 1 to 10 Hz range. 

The IPEEEs were generally performed using input motions based on the following: 

a. Median-centered response spectrum using the NUREG/CR-0098 [10] shape, 
anchored to 0.3g peak ground acceleration (PGA). 

b. For SPRAs, plants generally used the mean Uniform Hazard Response Spectra and 
hazard curves developed by Lawrence Livermore National Laboratory (LLNL) in 
NUREG-1488 [11] and/or EPRI in EPRI NP-6395-D [12]. 

c. In some cases, past SPRAs were submitted for IPEEE closure that used input motions 
and hazard curves that preceded the LLNL and EPRI hazard curves of NUREG-1488 
[11] and EPRI NP-6395-D [12] respectively. 

Consistent with the input spectrum shape used in an IPEEE, an IHS can be developed, as 
described in EPRI 1025287 [3].  

Indefinite Coping 

For IPEEEs, the EPRI SMA approach was based on EPRI NP-6041-SL Rev. 1 [13].  This 
approach defined the SEL for evaluation of safe shutdown success paths to be comprised 
of those SSCs required to bring the plant to a stable condition (either hot or cold shutdown) 
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and maintain that condition for at least 72 hours.  Therefore, for plants with an IPEEE 
based on the SMA described in EPRI 1025287 [3] approach, the IPEEE results should be 
evaluated for limitations that are based on the 72-hour coping duration.  Plants that 
performed a seismic PRA or the NRC margin method for IPEEE may have limitations 
based on coping durations of less than 72 hours that also should be evaluated.  Generally, 
the conclusions of the SMAs and SPRAs are not sensitive to coping duration.  However, 
certain consumable items, such as water and fuel oil inventories, may have been evaluated 
based on a limited onsite supply.  The ability to continue coping would require re-supply 
of consumables.  Site access is restored to a near-normal status and/or augmented 
transportation resources are available within 24 hours consistent with NEI 12-01 [14] to 
allow for additional supplies to be brought in and allow for continuation of coping 
strategies and maintain the plant in a stable condition.  FLEX Phase 3 deployment could 
replenish consumables beyond the 72 hours coping duration and a plant-specific evaluation 
should be performed to conclude that SSCs that limit the EPRI SMA-based IPEEE coping 
duration to 72 hours are available for an indefinite period following the beyond-design-
basis seismic event to support continued maintenance of the safe shutdown condition.  

IPEEE Upgrade to Full Scope 

NUREG-1407 [7] categorized plants performing IPEEE in three bins – reduced scope, 
focused scope and full scope.  Licensees using this approach  should have conducted a full 
scope IPEEE or, if a plant was in the focused scope bin, the licensee can bring the focused 
scope IPEEE assessment in line with a full scope assessment as defined in GL 88-20 
Supplements 4 [8] and 5 [9] and NUREG-1407 [7] in accordance with the guidance in 
EPRI 1025287[3].  Plants that conducted a reduced scope IPEEE assessment cannot use 
Path 3 for their MSA.   

Spent Fuel Pool Cooling Evaluation 

Equipment needed to accomplish the spent fuel pool (SFP) cooling function (e.g., SFP 
cooling system components, SFP makeup capability, and SFP level instrumentation) 
should be evaluated for seismic adequacy to the MSSHI.  For developing in-structure 
response spectrum (ISRS) corresponding to the GMRS, it is acceptable to scale the SSE-
based ISRS by the highest ratio of GMRS/SSE in the 1 to 10 Hz range for these 
evaluations.  A high frequency evaluation of the SFP cooling key safety functions is not 
warranted since operators would have a significant amount of time to restore SFP cooling, 
as documented in the times for initiation of SFP makeup contained within the submitted 
OIPs and accepted by the NRC. 

High Frequency Evaluation: 

Licensees following this path that also have high frequency exceedances (GMRS > IHS 
above 10 Hz) should perform a high frequency evaluation of relays in the IPEEE scope 
consistent with the criteria in Sections 3 and 4 of EPRI 3002004396 [5], using the 
acceptance criteria in H.5. 

Availability of FLEX Equipment: 

The AMS described in H.4.3 does not generally rely upon availability of FLEX equipment.  
In these cases where the AMS does not rely upon the availability of FLEX equipment, 



 9

availability of FLEX equipment should still be treated in the MSA as a means of additional 
defense in depth.  

Portable FLEX equipment is stored onsite and available for deployment to support the 
maintenance of core cooling, containment, and spent fuel cooling functions.  In order to 
provide additional potential mitigation capability, portable FLEX equipment not being 
used for the AMS should be stored in accordance with Section 5.3.1 and has inherent 
seismic margin based upon the design codes.  No strategies need to be preplanned for the 
use of the preserved equipment.  As previously established in Section 11, “Portable 
towable equipment that is designed for over the road transport typically used in 
construction/remote sites are deemed sufficiently rugged to function following a BDB 
seismic event.” 

Additionally, the licensee will maintain the capability to obtain additional portable FLEX 
equipment from offsite sources.  No strategies need to be preplanned for the use of the 
offsite equipment. 

Therefore, additional defense-in-depth to provide reasonable protection against the MSSHI 
is expected to be available from on-site and/or off-site portable equipment. 

H.4.4 PATH 4: GMRS ≤ 2X SSE 

Licensees who determine that a plant GMRS described in Section H.2 is greater than the 
SSE but not more than 2 times the SSE in 1 to 10 Hz frequency range, may perform an 
MSA of the impacts of the GMRS on mitigation strategies consistent with Path 4 of 
Figure 1.  These licensees may also elect to perform an SPRA and pursue the AMS in 
Section H.4.5 of this appendix consistent with Path 5 of Figure 1.  

Introduction: 

For licensees with low to moderate GMRS (up to 2 times the SSE in the 1 to 10 Hz 
frequency range), selected mitigation strategy equipment was previously evaluated up to 2 
times the SSE under the Expedited Seismic Evaluation Process (ESEP), as described in 
EPRI 3002000704 [15].  The scope of SSCs necessary to be evaluated under the MSA is 
identified and methods are recommended to demonstrate adequate seismic ruggedness.  
These methods include use of qualitative criteria based on previous experience to show 
adequate seismic ruggedness as well as a more quantitative approach based on the criteria 
described in Section H.5 to demonstrate SSCs are seismically robust up to the GMRS 
earthquake level. 

Basis: 

Equipment used in support of the mitigation strategy has been evaluated to demonstrate 
adequacy following the guidance in Section 5.  Previous seismic evaluations should be 
credited to the extent that they apply.  This includes the design basis evaluations for the 
plant, and the ESEP evaluations for the mitigation strategy in accordance with EPRI 
3002000704 [15].  The ESEP evaluations remain applicable for this MSA since these 
evaluations directly addressed the most critical 1 Hz to 10 Hz part of the new seismic 
hazard using seismic responses from the scaling of the design basis analyses.  In addition, 
separate evaluations are being performed to address high frequency exceedances under the 
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HF assessment process defined in EPRI 3002004396 [5].  These high frequency 
evaluations should be performed as applicable for the equipment supporting the mitigation 
strategy.  The new evaluations should use the MSA seismic performance goal defined in 
Section H.5.  Licensees following this path may also have HF GMRS exceedances above 
the SSE at frequencies above 10 Hz.  The specific assessment of the high frequency 
exceedance for the Path 4 plants is identical to the procedure described in Section H.4.2 
and should be used here also.   

As special case applies within Path 4 for licensees whose GMRS is no more than 1.4 times 
the SSE.  The MSA seismic performance goal criteria described in Section H.5 consists of 
demonstrating that each mitigation strategy SSC has no more than a 10% probability of 
unacceptable performance given the GMRS level earthquake for the site.  As shown in 
Table 1, this 10% probability of unacceptable performance is a factor of at least 1.4 higher 
than the 1% probability of unacceptable performance (i.e. the HCLPF level).  Since the 
SSE for the plant would typically define the lower bound of the HCLPF level for an 
individual SSC, any SSC evaluated to the SSE would also meet the MSA seismic 
performance goal.  Therefore, licensees whose GMRS is no more than 1.4 times the SSE 
between 1 & 10 Hz only need to perform a high frequency evaluation as described in 
Section H.4.2. 

Background and Discussion: 

SSCs relied on for mitigation strategies have previously been evaluated as seismically 
robust to the SSE levels.  The evaluation of Path 4 SSCs within the MSA is conducted as 
described below and illustrated in Figure 3: 

1. Mitigation Strategy Scope of SSCs – The mitigation strategy SSC seismic scope is 
determined following the guidance in the ESEP [15], and adding the SSCs and 
failure modes excluded from the ESEP.  The SSCs excluded from the ESEP that 
need to be added and evaluated for the MSA are the following: 

• Structures (e.g., containment, reactor building, control building, auxiliary 
building, etc.). 

• Piping, cabling, conduit, HVAC, and their supports 

• Manual valves, check valves, and rupture disks 

• Power operated valves not required to change state as part of the FLEX 
mitigation strategies 

• NSSS components (e.g. RPV and internals, RCPs and seals, etc.) 

• FLEX storage buildings 

• FLEX haul paths and operator pathways 

The SSC failure modes that need to be added and evaluated for the MSA are the 
seismic interactions that could potentially affect the mitigation strategy that were 
not addressed under the ESEP (block walls near mitigation strategy SSCs and 
differential displacement of piping attached to tanks). 

2. Screen 1: ESEP Review – The ESEP provided an evaluation that demonstrated 
seismic adequacy for all components in a single success path for core cooling, RCS 
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makeup, and containment function strategies for a scaled SSE spectrum that 
bounded the GMRS from the re-evaluated seismic hazard (1 to 10 Hz) or the 
GMRS was directly used.  The ESEP was an interim evaluation and included a 
review for all potential failure modes with the one exception of the full review of 
all potential seismic interactions.  The ESEP included the reviews of seismic 
interactions associated with block walls in the vicinity of the ESEP equipment and 
differential displacement type interactions for tanks.  As such, any additional 
seismic interaction failure modes affecting the ESEP equipment would need to be 
considered as part of the MSA.  Outside of these additional seismic interaction 
reviews, no further work is required to demonstrate the reasonable protection to 
withstand the new seismic hazard for those SSCs that were within the scope of the 
ESEP. 

3. Screen 2: Qualitative Assessment Based on Seismic Experience – The qualitative 
assessment of SSCs not included in the ESEP is accomplished in two steps.  
Certain classes of equipment that have high seismic capacities need little or no 
further actions to demonstrate reasonable protection to withstand the new seismic 
hazard.   

Certain SSCs are inherently rugged and the long-standing practice has been to not 
include the seismic failure of such SSCs into SPRA logic models.  By definition, 
these inherently rugged components have demonstrated high seismic capacity to 
withstand the seismic hazard and require no further action to demonstrate 
reasonable protection.  The recent EPRI SPRA Implementation Guide (SPRAIG) 
[25] identifies several such inherently rugged components, including: 

• Strainers and small line mounted tanks 

• Welded and bolted piping 

• Manual valves, check valves, and rupture disks 

• Power operated valves (MOVs and AOVs) not required to change state as part 
of the FLEX mitigation strategies  

In addition to the inherently rugged SSCs, there are additional classes of SSCs that 
have high seismic capacities and can withstand the relatively moderate GMRS 
levels for Path 4, which are less than twice the SSE levels in the critical 1 to 10 Hz 
range.  These high capacity components have demonstrated seismic adequacy on an 
equipment class basis and have demonstrated reasonable protection to withstand 
the seismic hazard for all Path 4 plants with minimal supplemental evaluations 
required.  This group of equipment is determined to be “sufficiently rugged” for 
purposes of path 4.  The EPRI NP-6041 [13] seismic margin report serves as a 
good reference to demonstrate this reasonable protection for several SSCs.  The 5% 
damped peak spectral acceleration values for all Path 4 plants are below 0.8 g.  As 
such, the first column of Table 2-3 establishes a HCLPF1% capacity level for 
nuclear structures.   

The following structures have established adequate seismic capacity to withstand 
the GMRS for Path 4 plants based on the EPRI NP-6041 screening criteria: 

• Concrete containment and containment internal structures 
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• Shear walls, footings and containment shield walls 

• Diaphragms (floors) 

• Category 1 concrete frame structures 

• Category 1 steel frame structures 

In addition, high capacity equipment and systems have also been established in 
EPRI NP-6041 to have adequate seismic capacities relative to the GMRS for Path 4 
plants:   

• Cable Trays and Conduit 

• Nuclear steam supply system (NSSS) components (piping and vessels)  

• Active Valves 

• Temperature, level and pressure sensors 

4. Screen 3: Quantitative Assessment Based on the Criteria Defined in Section H.5 – 
SSCs and seismic interactions that were not included within the ESEP review and 
cannot be justified to be sufficiently rugged with respect to the GMRS should be 
evaluated to demonstrate adequate seismic ruggedness to provide reasonable 
protection.  Section H.5 describes the methodology for demonstrating reasonable 
protection of equipment used in the mitigation strategy.  Examples of these SSCs 
include: 

a. FLEX Equipment Storage Building and Non-Seismic Category 1 Structures 
that could impact FLEX implementation 

b. Operator Pathways – interaction pathway review, use Section H.5 methods if 
calculation is required 

c. Tie down of FLEX portable equipment that are required to be restrained during 
the earthquake 

d. Seismic interactions that could potentially affect the mitigation strategy and 
were not previously reviewed as part of the ESEP program should also be 
addressed (e.g. flooding from non-seismically robust tanks and interactions to 
distributed systems associated with the ESEL).  This assessment could be 
conducted based on a sampling walkdown review to verify that credible 
seismic interactions are not present.  

e. Haul Path, including liquefaction, slope stability and seismic interactions.  
Options for demonstrating an acceptably low probability of haul path failure 
include  

i. demonstrating that a C10 capacity of the haul path exceeds the GMRS 

ii. justifying that a particular failure mode (such as liquefaction induced 
failures at a hard rock site) would not be credible, or  

iii. crediting on-site capabilities for debris removal to reestablish a haul path 
following the beyond design basis earthquake.   
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Figure 3: Evaluation of Path 4 SSCs with the MSA 

Restrictions: 

The restrictions and caveats that apply in using this path are as follows. 

• GMRS spectral ordinates must be less than or equal to 2 times the SSE at any 
frequency in the 1 to 10 Hz range.  
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Other Considerations: 

• Licensees with GMRS exceedances above the SSE above 10 Hz need to perform a HF 
evaluation of relays consistent with Path 2.  The methodology for that HF evaluation is 
described in Section H.4.2 of this appendix.  

• Licensees following this path need to ensure the SFP cooling capability is maintained.  
Equipment (SFP cooling system components, SFP makeup capability, SFP level 
instrumentation, etc.) needed to accomplish the spent fuel cooling function should be 
evaluated for seismic adequacy to the GMRS.  A high frequency evaluation of the SFP 
cooling key safety function is not warranted since operators would have a significant 
amount of time to restore SFP cooling and there are not significant actions that need to 
be taken to reset any equipment that tripped. 

H.4.5 PATH 5: GMRS > 2X SSE  

(This Section is under development) 

 

H.5 SEISMIC EVALUATION CRITERIA (HCLPF10) 

In order to demonstrate reasonable protection of SSCs used in the mitigation strategy, a licensee 
should demonstrate that there is adequate seismic capacity to address challenges to core cooling, 
containment, and SFP cooling capabilities.  The recommended approach to define reasonable 
protection for the associated equipment consists of demonstrating that this equipment has 
adequate capacity to withstand the GMRS level of seismic hazard at the site.  The new mitigation 
strategy developed at all U.S. plants serves as a defense in depth to the existing safety systems 
and, as such, a 90% probability of success criteria is judged sufficient to verify adequate capacity 
for this beyond seismic design basis review.  Precedence for establishing this 90% probability of 
success criteria exists within a national standard for nuclear SSCs and within a seismic guideline 
for commercial structures as described below. 

The use of a 90% probability of success is equivalent to a 10% probability of unacceptable 
performance.  This use of the 10% probability of unacceptable performance has been used in the 
past as a criteria for demonstrating seismic adequacy for beyond design basis seismic 
performance reviews in standards such as ASCE 43-05 [20] and in commercial criteria such as 
ATC-63 [21]. 

ASCE/SEI 43-05 [20] defines a 10% probability of unacceptable performance (C10%) which is 
reviewed against the beyond design-basis seismic event (150% of the DBE ground motion for 
the ASCE/SEI 43-05 case).  ASCE 43-05 takes advantage of known seismic margin in the 
seismic designs (e.g. ductility, negligible effects of small displacements, conservative damping, 
etc.) to justify that the overall risks of unacceptable performance are acceptably low when using 
the C10% evaluation criteria. 

This same 10% probability of unacceptable performance was used in a recent Applied 
Technology Council (ATC) project, ATC-63 [21], which defined the acceptable low probability 
of collapse levels for structural evaluations to be the C10% value.  The ATC-63 project stated 
“acceptably low probability of collapse is interpreted to be less than a 10% probability of 
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collapse under the [maximum credible earthquake] MCE ground motions” as shown in 
Structural Engineers Association of California (SEAOC) 2007 Convention Proceedings [22].  
The MCE is the equivalent of the beyond design-basis seismic event for normal building code 
applications such as the ATC-63.  The existing plant safety systems provide the primary seismic 
response strategy for the plant and the mitigation strategy performs a defense in depth role in the 
case of an extreme seismic event.  The mitigation strategy demonstration of seismic adequacy to 
the C10% performance criteria represents additional plant seismic safety and is judged to be an 
adequate performance level of seismic ruggedness for the mitigation strategy. 

Performance Target for Mitigation Strategy 

As stated above, the mitigation strategy represents a defense in depth for the normal plant safety 
systems in the event of a beyond design basis seismic event.  The associated performance target 
for the mitigation strategy should not be set at the same level as that of the primary safety 
systems, which have generally been aligned with a 1E-5 performance target.  In order to 
investigate the impact of the use of the mitigation strategy C10% capacity criteria described above, 
a fleet risk assessment was conducted.  To perform this assessment, point estimates of the 
Annual Frequency of Unacceptable Performance (AFUP) have been developed using an 
approach similar to that developed by the NRC to address the plant seismic risk associated with 
the new seismic hazards developed in 2010 as part of the GI 199 program [24].  The mitigation 
strategy AFUP estimates were developed based on: 

• the most recent seismic hazards for the US nuclear plants submitted to the NRC, 

• an assumption that the plant level C10% capacity can be estimated to be equivalent to the 
minimum SSC C10% capacity (by definition each SSC C10% capacity will be greater than or 
equal to the GMRS), 

• a plant fragility function using this C10% capacity and a generic Beta value using the Hybrid 
fragility approach, and 

• a convolution of the seismic hazard with the plant level fragility to calculate an estimated 
AFUP for the plant mitigation strategy.  

In order to ensure that the full range of potential AFUP values are reviewed, the following 
sensitivity studies were conducted: 

• Composited Beta (βC) values were varied between 0.35 and 0.45 in conformance to the 
values documented in the EPRI SPID 

• The AFUP were computed seismic hazard estimates from six different structural 
frequencies (1, 2.5, 5, 10, 25 and 100 Hz) 

The results from these risk studies are plotted in Figure H5-1.  Each curve represents the 
cumulative AFUP distribution for all US plants using one of the sensitivity parameters (βC and 
structural frequency).  In all cases, the highest results are lower than 5E-5 AFUP.  Given these 
moderate AFUP estimates, the C10% capacity is judged to be an acceptable seismic performance 
goal for demonstrating reasonable protection for the defense in depth mitigation strategy.  The 
defense in depth provided by the mitigation strategy certainly reduces the existing seismic risk 
associated with the plant normal safety systems. 
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Figure 4: US Nuclear Plant Fleet Mitigation Strategy Risk Cumulative Distribution 

 

Discussion on C10% calculations 

The process for calculating the C10% values are defined in this section.  Table 1 provides 
recommended values for βC, βR, βU, and the ratio of the median capacity C50% to the C1% capacity 
taken from EPRI 1025287 [6].  The recommended βC values are based on Dr. Robert Kennedy’s 
recommendations [23] and on average are biased slightly conservative (i.e., slightly low βC on 
average).  Because random variability βR is primarily due to ground motion variability, a 
constant βR value of 0.24 is recommended regardless of the SSC being considered.  The 
recommended uncertainty βU values are estimated from the recommended composite βC and βR 

values.  The β values for Table 1 apply to fragilities tied to ground motion parameters (e.g., PGA 
or Peak Spectral Acceleration at 5 Hz).  The ratios of the 10% failure probability capacity C10% 
to the C1% capacity have been calculated and are shown in the last column of Table 1.  The 
methodology for demonstrating the adequate seismic ruggedness for the mitigation strategy 
would follow the approach for an SMA wherein a defined capacity is shown to exceed the 
defined demand.  In the case of an SMA the demand for the assessment is referred to as the 
Review Level Earthquake (RLE).  The following steps would be used for SSCs within the 
mitigation strategy that undertake the C10% review: 

• The GMRS will be the RLE for the beyond design-basis seismic review of the mitigation 
strategies 
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• The seismic capacity aligned with reasonable protection will be the C10% value.  The C10% 
can be calculated by: 

o Calculate the C1% capacity using the methods documented in past SPRA and seismic 
margin documentation and as summarized in EPRI 1025287 [6]. 

o Multiply the C1% capacity by the C10%/C1% ratio from Table 1 based on the type of 
SSC being evaluated 

• Verify that the C10% capacity exceeds the RLE demand 
 

Table 1: Recommended βC, βR, βU, and C50%/C1% Values to Use in Hybrid Method  
for Various Types of SSCs 

Type SSC 
Composite

βC 
Random

βR 
Uncertainty

βU 
C50%/C1% C10%/C1% 

Structures & Major Passive 
Mechanical Components 
Mounted on Ground or at Low 
Elevation Within Structures 

0.35 0.24 0.26 2.26 1.44 

Active Components Mounted 
at High Elevation in Structures 

0.45 0.24 0.38 2.85 1.60 

Other SSCs 0.40 0.24 0.32 2.54 1.52 

 

H.6 DOCUMENTATION 

Document the characterization of the MSSHI for the site.  

Document whether the GMRS is bounded or not bounded by the SSE and describe the 
nature of any element not bounded.  

Document the results of the process in Section H.4 and the basis for selecting the 
mitigation strategy. 

6.1 FLEX: Document the evaluation that demonstrates existing FLEX strategies are 
acceptable without modification for the MSSHI (Path 1). 

• Document that the FLEX strategies are reasonably protected to the MSSHI 

• Description of the GMRS to SSE comparison 

6.2 Modified FLEX: Document the evaluation that demonstrates that modifications 
enable FLEX for a single success path to be implemented based on the impacts of the 
MSSHI (Paths 2 and 4).  The following items should be included: 

• Discussion of the GMRS to SSE comparison 

• Identification of the impacts to the FLEX 

• A revised sequence of events demonstrating the necessity of revised FLEX 
actions 
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• Description and justification of the modifications (equipment, procedures, 
etc.) to address the revised FLEX actions 

• Description of approach to address additional considerations for Path 4 (e.g. 
high frequency, spent fuel cooling) 

• Validation documents in accordance with Appendix E 

6.3 AMS: Document the evaluation that concludes that the selected strategy will 
mitigate the MSSHI.  The following items should be included: 

Path 3 

• Description of comparison of the GMRS to IHS or to SSE, as applicable 

• Description of plant-specific IPEEE and adequacy from 3/2014 submittal 

• Description of the AMS and how it provides evaluation of redundant paths 
to plant safety  

• Description of approach to address items outside scope of IPEEE (e.g. spent 
fuel cooling) 

• Description of any limitations and how they are accommodated 

• Description of evaluation of IPEEE to full scope  

• Description of availability of FLEX equipment 

• Validation documents in accordance with Appendix E 

Path 5 

• Description of GMRS to SSE comparison 

• Description of the screening process in Figure 4 

• Description of approach to address items outside scope of the SPRA (e.g. 
spent fuel cooling) 

• Description of any limitations and how they are accommodated 

• Description of the success paths and sequence of events for the seismic 
hazard(s) (documented in MSA, not program document) 

• Discussion of equipment necessary for the mitigation strategies 
(documented in MSA, not program document) 

• Validation documents in accordance with Appendix E 

The documentation identified above should be included in and be of the same level of 
detail as that included in the Program Document.  
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H.8 ACRONYM / TERM LIST 

AC Alternating Current 

ADS Automatic Depressurization System 

AFW Auxiliary Feedwater 

AMS Alternate Mitigation Strategy 

ASCE American Society of Civil Engineers 

ATC Applied Technical Council 

BWRs Boiling Water Reactors 

β Logarithmic Standard Deviation in the Seismic Fragility 

βC Composite Logarithmic Standard Deviation in the Seismic Fragility 

βR Logarithmic Standard Deviation Representing the Aleatory 
(Randomness) Uncertainties in the Seismic Fragility 

βU Logarithmic Standard Deviation Representing the Epistemic 
Uncertainties in the Seismic Fragility 

CX% The xth-Percentile Conditional Probability of Unacceptable 
Performance 

CP Construction Permit 

CDF Core Damage Frequency 

CRDMs Control Rod Drive Mechanisms 

DB Design-Basis 

  

DC Direct Current 

EDG Emergency Diesel Generator 

ELAP Extended Loss of AC Power 

EPRI Electric Power Research Institute 

ESEP Expedited Seismic Evaluation Process 

FLEX Diverse and Flexible Coping Strategies 

GL Generic Letter 

GMRS Ground Motion Response Spectrum 

HCLPF High Confidence of Low Probability of Failure 
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HF High Frequency 

HVAC Heating, Ventilating, and Air Conditioning 

IHS IPEEE HCLPF Spectra 

IPEEE Individual Plant Examination of External Events 

ISRS In-Structure Response Spectrum 

LERF Large Early Release Frequency 

LLNL Lawrence Livermore National Laboratory 

LUHS Loss of Normal Access to the Ultimate Heat Sink 

MBDBE Mitigation of Beyond Design-Basis Events 

MCE Maximum Credible Earthquake 

MSA Mitigation Strategies Assessment 

MSSHI Mitigation Strategies Seismic Hazard Information 

NEA Nuclear Energy Agency 

NEI Nuclear Energy Institute 

NRC Nuclear Regulatory Commission 

NSSS Nuclear Steam Supply System 

NTTF Near-Term Task Force 

OECD Organization for the Economic Co-operation and Development 

PGA Peak Ground Acceleration 

PORVs Power-Operated Relief Valves (PORVs) 

PSHA Probabilistic Seismic Hazard Analysis 

RCIC Reactor Core Isolation Cooling 

RCPs Reactor Coolant Pumps 

RCS Reactor Coolant System 

RLE Review Level Earthquake 

RLGM Review Level Ground Motion 

RPV Reactor Pressure Vessel 

SCDF Seismically-Induced Core Damage Frequency 

SEAOC Structural Engineers Association of California 
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SERs Staff Evaluation Reports 

SFP Spent Fuel Pool 

SLERF Seismically-Induced Large Early Release Frequency 

SMA Seismic Margin Assessment 

SPRA Seismic Probabilistic Risk Assessment 

SSCs Structures, Systems and Components 

SSE Safe Shutdown Earthquake (synonymous with the term “Design 
Basis Earthquake” or DBE used by some plants) 

SMA Seismic Margin Analysis 

SEL Seismic Equipment List 

UHRS Uniform Hazard Response Spectra 

 


