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RESPONSE TO REQUEST FOR ADDITIONAL INFORMATION

APR1400 Design Certification 

Korea Electric Power Corporation / Korea Hydro & Nuclear Power Co., LTD 

Docket No. 52-046 

RAI No.:  194-8172 

SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New 
License Applicants 

Application Section:  14.2 

Date of RAI Issue:  09/01/2015 

Question No. 14.02-17 

10 CFR 50 Appendix I as it relates to the effluent releases to a member of the public, in being 
able to monitor and control effluent releases. 
10 CFR 20 Appendix B as it relates to monitoring and complying with the effluent 
concentration limits specified. 

Staff review of DCD Tier 2, Revision 0, Sections 11.2.1.2 and 14.2.12.1.103 found that 
information on the Test Method and Acceptance Criteria in the ITP for the LWMS was not fully 
described. Section 11.2.1.2 describes verification of manual and automatic system controls 
on key system alarms such as high-level alarms associated with liquid tanks simultaneously 
activated in the MCR, and verification of other alarms such as radiation monitor and dual 
isolation valves to monitor and control effluent discharge to the environment and other 
indications; however, verification of manual and automatic response to normal control, 
alarms, and indications are not identified in Section 14.2.12.1.103 Acceptance Criteria. 
Please revise the DCD to include this information and provide a markup. 

Response 

KHNP has reviewed the subject question and understands the staff’s request. KHNP is in the 
process of upgrading the test plans presented in Section 14.2 of the DCD. This effort is 
focused on adding additional SSCs that are important to safety and risk significant as well as 
increasing the level of detail described in the DCD for test prerequisites, test methods and 
acceptance criteria for the various tests. It has been determined that the actions to be taken 
as a result of this question is within the scope of the upgrade effort. Therefore, KHNP will 
address the noted items in the upgrade effort, which is scheduled to be completed by 
February 1, 2016. A revised response to this question that incorporates the results of the 
upgrade effort will be submitted to the NRC after completion.  
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Impact on DCD  

Section 14.2 of the DCD Tier 2 will be revised by February 1, 2016. 

Impact on PRA  

There is no impact on the PRA. 

Impact on Technical Specifications  

There is no impact on the Technical Specifications. 

Impact on Technical/Topical/Environmental Reports  

There is no impact on any Technical, Topical, or Environment Report. 
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