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January 21 , 2016 

SVPL TR: #16-0001 

U.S. Nuclear Regulatory Commission, Region Ill 
ATTN: George Hausman, Senior Engineering Inspector 
2443 Warrenville Rd. , Suite 210 
Lisle, IL 60532-4352 

Dresden Nuclear Power Station, Units 2 and 3 

Dresden Nuclea r Power Station 
6500 North Dresden Routl 
t\ lorris. IL (10450 

XI 'i-<J42 - 29~0 Tl' il'phone 
11 ww.e:\l'h111u1qu:11111 

Renewed Facility Operating License Nos. DPR-19 and DPR-25 
NRC Docket Nos. 50-237 and 50-249 

Subject: Notification of Completion of Corrective Actions 

Reference: Inspection Report 05000237/2014405; 05000249/2014405 "Inspection of 
Implementation of Interim Cyber Security Milestones 1-7," dated May 14, 2014. 

In the referenced NRC Inspection Report the NRC requested notification of the method and 
date of closure for issues identified in the inspection. The inspection resulted in five Non-cited 
Violations (NCVs), all of which were granted enforcement discretion. The NCVs were entered 
into the Corrective Action Program (CAP) for resolution. 

The purpose of this letter is to inform the NRC that all corrective actions related to the NCVs 
identified in Inspection Report 05000237/2014405; 05000249/2014405 were completed on 
November 12, 2015. All corrective actions have been tracked to completion in accordance with 
Dresden's Corrective Action Program. 

There are no regulatory commitments contained in this submittal. 

Should you have any questions concerning this letter, please contact Mr. Bruce Franzen 
Regulatory Assurance Manager, at (815)416-2800. 

Respectfully, 

~ 

J ko 
A g Vice President 
Dresden Nuclear Power Station 

cc: Regional Administrator - NRC Region Ill 
NRC Senior Resident Inspector - Dresden Nuclear Power Station 

RECEIVED FEB 0,2 2016 
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