
February 12, 2016 

U. S. Nuclear Regulatory Commission 
ATTN: Document Control Desk 
Washington, DC 20555-0001 

Point Beach Nuclear Plant 
Units 1 and 2 
Docket Nos. 50-266 and 50-301 

NEXTeraM 
ENERGY~ 
~ 

NRC 2016-0002 
10 CFR 50.90 

Renewed Facility Operating Licenses Nos. DPR-24 and DPR-27 

License Amendment Request 280, Removal of Completed License Conditions and 
Change to the Ventilation Filter Testing Program 

In accordance with 10 CFR 50.90, NextEra Energy Point Beach, LLC (NextEra) hereby requests a 
license amendment to revise the facility operating licenses and the technical specifications (TS) for 
Point Beach Units 1 and 2. The proposed changes remove license conditions that have been 
completed and are no longer in effect and revise a charcoal testing criterion for the control room 
emergency filtration system. 

The Enclosure to this letter provides NextEra's evaluation of the proposed change. 
Attachments 1 and 2 to the enclosure provide a markup of the operating licenses for 
Point Beach Unit 1 and Unit 2, respectively, showing the proposed changes. Attachment 3 
provides a markup of the TS showing the proposed change. Attachment 4 provides the revised 
license and TS pages containing the proposed changes. 

As discussed in the evaluation, the proposed changes do not involve a significant hazards 
consideration pursuant to 10 CFR 50.92, and no significant environmental impacts are 
associated with the changes. The Point Beach Onsite Review Group has reviewed the proposed 
changes. 

In accordance with 10 CFR 50.91, a copy of this letter is being forwarded to the State of 
Wisconsin designee. 

This letter contains no new or revised regulatory commitments. 

NextEra requests approval of the amendment by February12, 2017 and implementation within 
60 days. 

Should you have any questions regarding this submittal, please contact Mr. Bryan Woyak, 
Licensing Manager, at 920-755-7599. 

NextEra Energy Point Beach, LLC, 6610 Nuclear Road, Two Rivers, WI 54241 
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I declare under penalty of perjury that the foregoing is true and correct. 

Executed on February 12, 2016 

Sincerely, 

NextEra Energy Point Beach, LLC 

Eric McCartney 
Site Vice President 

Enclosure 

cc: Administrator, Region Ill, USNRC 
Project Manager, Point Beach Nuclear Plant, USNRC 
Resident Inspector, Point Beach Nuclear Plant, USNRC 
PSCW 

NextEra Energy Point Beach, LLC, 6610 Nuclear Road, Two Rivers, WI 54241 



ENCLOSURE 

NEXTERA ENERGY POINT BEACH, LLC 

POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2 

LICENSE AMENDMENT REQUEST 280 

SUBJECT: License Amendment Request 280, Removal of Completed License 
Conditions and Change to the Ventilation Filter Testing Program 
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2.0 DETAILED DESCRIPTION 

3.0 TECHNICAL EVALUATION 

4.0 REGULATORY EVALUATION 

4.1 Applicable Regulatory Requirements/Criteria 

4.2 Precedent 
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1.0 SUMMARY DESCRIPTION 

NextEra Energy Point Beach, LLC (NextEra) requests a license amendment to revise the 
facility operating licenses and the technical specifications (TS) for Point Beach 
Units 1 and 2. The proposed changes to the operating licenses, which are administrative in 
nature, remove license conditions that have been completed and are no longer in effect. 
The proposed change to the TS revises the Ventilation Filter Testing Program (VFTP) by 
changing the value for methyl iodide penetration for the control room emergency filtration 
system (CREFS). 

2.0 DETAILED DESCRIPTION 

2.1 Change to Operating Licenses 

The operating licenses for Point Beach Units 1 and 2 contain a number of conditional 
requirements, many of which were incorporated into the license through the license 
amendment process under 10 CFR 50.90. Most of the conditions that were issued in 
conjunction with a license amendment have been left intact in the operating license 
although they are no longer required. As a result, NextEra is proposing an 
administrative change to remove those license conditions that are no longer applicable. 
The objective is to update the licenses so that they contain only those license conditions 
that remain pertinent to current operations and do not contain unnecessary or obsolete 
requirements. 

2.2 Change to TS 5.5.10, VFTP 

The proposed change increases the value of methyl iodide penetration in TS 5.5.1 O.c 
from 1.0% to 2.5% as shown below. 

c. Demonstrate for the Control Room Emergency Filtration System (F-16) that a 
laboratory test of a sample of the charcoal adsorber, when obtained in 
accordance with the methodology of ANSI N51 0-1980, Section 13, excluding 
subsection 12.3, shows the methyl iodide penetration ::::; 4.0 2.5%, when tested in 
accordance with ASTM 03803-1989 at a temperature of 30°C and a relative 
humidity of 95%, applying the tolerances of ASTM 03803-1989. 

3.0 TECHNICAL EVALUATION 

3. 1 Change to Operating Licenses 

Each license condition proposed for deletion is discussed and justified below. In most 
instances, the same license condition is applicable to both units, but the license item 
designator may be different between the licenses. The first designator listed is for the 
Unit 1 license condition and the second is for the Unit 2 license condition . 

4.E. Safety Injection Logic (Unit 1) I 4.E. Safety Injection Logic (Unit 2) 

License condition: 

The licensee is authorized to modify the safety injection actuation logic and actuation 
power supplies and related changes as described in licensee's application for 
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amendment dated April27, 1979, as supplemented May 7, 1979. In the interim period 
until the power supply modification has been completed, should any DC powered safety 
injection actuation channel be in a failed condition for greater than one hour, the unit 
shall thereafter be shutdown using normal procedures and placed in a block-permissive 
condition for safety injection actuation. 

Justification for Deletion: 

The license condition specified interim actions until the power supply modification was 
complete. The power supply modification was completed on May 18, 1979. 

License condition 4.E is complete; therefore, NextEra proposes removing the license 
condition. 

4.1. FSAR Supplement I 4.H. FSAR Supplement 

License condition: 

The FSAR supplement, dated February 25, 2004, as revised, submitted pursuant to 
10 CFR 54.21 (d), shall be included in the next scheduled update to the FSAR required 
by 10 CFR 50.71 (e)(4) following the issuance of this renewed operating license. Until 
that update is complete, FPLE Point Beach may make changes to the programs and 
activities described in the supplement without prior Commission approval , provided that 
FPLE Point Beach evaluates such changes pursuant to the criteria set forth in 
10 CFR 50.59 and otherwise complies with the requirements in that section . 

Justification for Deletion: 

Point Beach letter NRC 2006-0067 [Reference 1 ], submitted on August 15, 2006, 
provided an update to the Final Safety Analysis Report in accordance with 
10 CFR 50.71(e). License conditions 4.1 and 4.H are complete; therefore, NextEra 
proposes removing the license condition . 

4.J. Completion of Activities I 4.1. Completion of Activities 

License condition: 

The FSAR supplement, dated February 25, 2004, as revised, describes certain future 
activities to be completed prior to the period of extended operation. NextEra Energy 
Point Beach shall complete these activities no later than [October 5, 2010 for Unit 1] 
[March 8, 2013 for Unit 2] , and shall notify the NRC in writing when implementation of 
these activities is complete and can be verified by NRC inspection. 

Justification for Deletion : 

By letter dated September 3, 2010 [Reference 2]), NextEra notified the NRC that the 
activities required to be complete no later than October 5, 2010 had been completed and 
could be verified by NRC inspection. Similarly, in a letter dated February 28, 2013 
[Reference 3], NextEra notified the NRC that the activities required to be complete no 
later than March 8, 2013 had been completed and could be verified by NRC inspection. 

License conditions 4.J and 4.1 are complete; therefore, NextEra proposes removing the 
license conditions. 
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The following license conditions are contained in Appendix C, Additional Conditions, of 
the Point Beach operating licenses. In each instance, the same license condition is 
applicable to both units, but the license condition designator, which is a license 
amendment number, is different for the two units. The first designator is the amendment 
number for the Unit 1 license condition and the second is for the Unit 2 license condition. 

Amendment 201 I Amendment 206, Relocate Certain Technical Specification 
Requirements 

License condition: 

The licensee is authorized to relocate certain Technical Specification requirements 
previously included in Appendix A to licensee controlled documents, as described in 
Table R, Relocated Specifications and Removal of Details Matrix, attached to the NRC 
Staff's safety evaluation dated August 8, 2001. These requirements shall be relocated to 
the appropriate documents no later than December 31, 2001. 

Justification for Deletion: 

This license condition is associated with the amendment that approved conversion to the 
Improved Technical Specification (TS), which required relocating certain requirements 
from the TS to licensee-controlled documents where further changes to the requirements 
would be controlled by regulations or other requirements (e.g ., in accordance with 
10 CFR 50.59). Point Beach implemented the Improved TS on November 20, 2001, and 
at the same time, issued revision 0 of the Technical Requirements Manual, which 
contained requirements relocated from the TS as part of the of Improved TS 
implementation. 

The license condition was completed in November of 2001; therefore, NextEra proposes 
removing this license condition. 

Amendment 201 I Amendment 206, Schedule for Performing Surveillance 
Requirements 

License condition: 

The schedule for performing Surveillance Requirements (SRs) that are new or revised in 
Amendment 201 I Amendment 206 shall be as follows: 

For SRs that are new in this amendment, the first performance is due at the end 
of the first surveillance interval that begins on the date of implementation of this 
amendment. 

For SRs that existed prior to this amendment, whose intervals of performance 
are being reduced, the first reduced surveillance interval begins upon completion 
of the first surveillance performed after implementation of this amendment. 

For SRs that existed prior to this amendment that have modified acceptance 
criteria, the first performance is due at the end of the first surveillance interval 
that began on the date the surveillance was last performed prior to the 
implementation of this amendment. 
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For SRs that existed prior to this amendment, whose intervals of performance 
are being extended, the first extended surveillance interval begins upon 
completion of the last surveillance performed prior to the implementation of this 
amendment. 

Justification for Deletion : 

This license condition is associated with the amendment that approved conversion to the 
Improved TS. Point Beach implemented the Improved TS approximately 14 years ago 
(November 2001); therefore, the license condition regarding scheduling of surveillance 
requirements associated with the conversion to the improved TS is complete and 
NextEra proposes removing this license condition . 

Amendment 238 I Amendment 242, Auxiliary Feedwater Modifications 

License condition: 

NextEra Energy Point Beach, LLC shall modify the motor driven auxiliary feedwater and 
the turbine driven auxiliary feedwater pump systems to ensure they are powered from 
independent DC power sources. 

Justification for Deletion: 

NextEra completed the modifications to the auxiliary feedwater system in June 2011; 
therefore, NextEra proposes to remove this license condition. 

Amendment 238 I Amendment 242, Modifications to Reduce Emergency Diesel 
Generator Loading 

License condition: 

NextEra Energy Point Beach, LLC shall implement modifications to reduce emergency 
diesel generator (EDG) loading such that the maximum loading will not exceed the 
2000-hour rating of the EDGs. 

Justification for Deletion: 

NextEra completed modifications to reduce EDG loading in May 2011; therefore, 
NextEra proposes to remove this license condition. 

Amendment 240 I Amendment 244, Control Room Envelope Testing Requirements 

License condition: 

Upon implementation of Amendment Nos. 240/244 adopting TSTF-448, Revision 3, the 
determination of control room envelope (CRE) unfiltered air inleakage as required by 
SR 3.7.9.6, in accordance with TS 5.5.18.c.(i) , the assessment of CRE habitability as 
required by Specification 5.5.18.c.(ii), and the measurement of CRE pressure as 
required by Specification 5.5.18.d, shall be considered met. Following implementation: 

a. The first performance of SR 3.7.9.6, in accordance with Specification 5.5.18.c.(i), 
shall be within 18 months of implementation of this amendment. 
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b. The first performance of the periodic assessment of CRE habitability, 
Specification 5.5.18.c.(ii), shall be within three (3) years of completion of the 
testing prescribed in item a. above. 

c. The first performance of the periodic measurement of CRE pressure, 
Specification 5.5.18.d, shall be within 18 months of implementation of this 
amendment. 

Justification for Deletion: 

NextEra performed SR 3.7.9.6 in accordance with Specification 5.5.18.c.(i) on 
November 26, 2012. The periodic assessment of CRE habitability completed in 
February 2013. NextEra obtained measurements of CRE pressure in accordance with 
Specification 5.5.18.d in September 2012. The performance of the test requirements in 
this license condition have been completed; therefore, the license condition is complete 
and NextEra proposes removing this license condition. 

Amendment 240 I Amendment 244, Control Room Shielding 

License condition: 

NextEra Energy Point Beach, LLC shall modify the PBNP control room (CR) radiation 
shielding to ensure CR habitability requirements are maintained. 

Justification for Deletion: 

NextEra modified the control room shielding in May 2011 ; therefore, NextEra proposes 
removing this license condition. 

Amendment 240 I Amendment 244, Emergency Operating Procedures 

License condition: 

NextEra Energy Point Beach, LLC shall revise PBNP Emergency Operating Procedures 
(EOPs) to direct continued containment spray while on sump recirculation. 

Justification for Deletion: 

NextEra revised the EOPs with instructions to maintain containment spray for two hours 
while on sump recirculation; therefore, NextEra proposes to remove this license 
condition. 

Amendment 240 I Amendment 244, Control Room Emergency Filtration System 
Modifications 

License condition: 

NextEra Energy Point Beach, LLC shall modify the control room emergency filtration 
system (CREFS) to create a new alignment for the accident mode that provides a 
combination of filtered outside air and filtered recirculation air. The modifications shall 
include redundancy for all CREFS active components that must reposition from their 
normal operating position, and auto-start capability on loss of offsite power in 
conjunction with a containment isolation or high control room radiation signal from an 
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emergency diesel generator supplied source for the CREFS fans required for the new 
system alignment. 

Justification for Deletion: 

NextEra modified the CREFS in accordance with this license condition in June 2011 ; 
therefore, NextEra proposes to remove this license condition. 

Amendment 240 I Amendment 244, Primary Auxiliary Building Ventilation System 
Modifications 

License condition : 

NextEra Energy Point Beach, LLC shall modify the primary auxiliary building (PAB) 
ventilation system (VNPAB) to ensure redundancy of active components needed to 
operate the PAB exhaust system. VNPAB components required to direct radioactive 
releases in the PAB to the vent stack shall be upgraded to an augmented quality status. 
No credit is taken by AST for the PAB charcoal filters. NextEra Energy Point Beach, LLC 
shall revise PBNP EOPs to address starting the VNPAB fans . 

Justification for Deletion: 

As described in Point Beach UFSAR section 9.5, the VNPAB exhaust system design 
provides redundancy for all active mechanical components and active and passive 
electrical components needed to provide primary auxiliary building (PAB) exhaust flow. 
Components in the exhaust system required to direct radioactive releases in the PAB to 
the vent stack are classified as augmented quality. In addition, the emergency operating 
procedures ensure that the VNPAB exhaust system is in operation within 30 minutes 
following the alignment of the RHR system to the containment sump recirculation mode 
of operation. 

The requirements of this license condition have been met; therefore, NextEra proposes 
to remove this license condition. 

Additionally, NextEra submitted LAR 279, Elimination of Technical Specification 3.7.14, 
Primary Auxiliary Building Ventilation, on January 15,2016 to delete TS 3.7.14, Primary 
Auxiliary Building Ventilation (VNPAB) in its entirety on the basis that the VNPAB is not 
credited for accident mitigation and meets none of the criteria of 10 CFR 50.36 for 
inclusion in the TS. 

Amendment 240 I Amendment 244, Emergency Diesel Generator Loading 

License condition: 

NextEra Energy Point Beach, LLC shall perform Train B Emergency Diesel Generator 
load testing over a range of 2877 to 2950 kW at rated power factor. This license 
condition will remain in effect until implementation of LAR 261 for Unit 2. 

Justification for Deletion: 

In a letter dated May 19, 2011 [Reference 4], NextEra notified the NRC that no action 
needed to be taken to satisfy this license condition. Amendments 240 and 244 were 
being implemented concurrently with Auxiliary Feedwater Amendments 238 and 242 for 
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Units 1 and 2, respectively. Amendments 238 and 242 contained a license condition to 
implement modifications to reduce emergency diesel generator (EDG) loading such that 
the maximum loading will not exceed the 2000-hour rating of the EDGs and a new 
surveillance requirement for testing the EDGs at the 2000-hour rating. The 2000-hour 
rating of the train B EDGs is 2848 kW. Therefore, load testing over a range of 2877 to 
2950 kW values accounting for automatic alternate source term (AST) loads prior to 
extended power uprate modifications is no longer necessary. There will be no period of 
time where the AST loading on the Train B EDGs is a concern. Accordingly, there is no 
action that must be taken to satisfy this license condition . Therefore, NextEra proposes 
to remove this license condition. 

Amendment 240 I Amendment 244, Control Room Emergency Filtration System 
Seismic Requirements 

License condition: 

NextEra Energy Point Beach, LLC shall install and support CREFS mitigating filtration 
unit(s) and associated ductwork and bubble tight dampers to Seismic Class I 
requirements as defined in FSAR Appendix AS. The mitigating filtration unit(s) shall be 
seismically qualified in accordance with the guidelines provided in the Seismic 
Qualification Utility Group (SQUG) Generic Implementation Procedure for Seismic 
Verification of Nuclear Plant Equipment, Revision 2, as corrected on February 14, 1992, 
and in the December 2006, Electric Power Research Institute {EPRI) 
Final Report 1014608, "Seismic Evaluation Guidelines for HVAC Duct and Damper 
Systems: Revision to 1007896," as applicable. 

Justification for Deletion: 

NextEra completed the upgrade to the CREFS required by this license condition in 
June 2011 . This license condition is complete; therefore, NextEra proposes to remove 
this license condition. 

Amendment 240 I Amendment 244, Mitigating Filtration Unit Motors 

License condition: 

NextEra Energy Point Beach, LLC shall procure mitigating filtration unit motors 
equivalent to W-14NB (equivalent HP, efficiency, power factor, and voltage 
requirements). 

Justification for Deletion: 

Nextera completed this license condition in April 2011 and therefore, proposes to 
remove this license condition. 

Amendment 241 I Amendment 245, Eliminate Reliance on Local Manual Action 

License condition: 

NextEra Energy Point Beach, LLC shall eliminate the reliance on local manual action to 
gag the Motor-Driven and Turbine Driven AFW pump mini-recirculation valves open. 
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Justification for Deletion: 

NextEra completed a modification to address this license condition in June 2011 and 
therefore, proposes to remove this license condition . 

Amendment 241 I Amendment 245, Air Cooled Air Compressor 

License condition: 

NextEra Energy Point Beach, LLC shall install a self-cooled (i.e., air-cooled) air 
compressor capable of supplying Instrument Air. The compressor shall be independent 
of Service Water cooling and normally aligned for automatic operation . 

Justification for Deletion: 

NextEra installed an air-cooled compressor in response to this license condition in 
November 2011 and therefore, proposes to remove this license condition. 

3.2 Change to Ventilation Filter Testing Program (VFTP) 

Description of the CREFS 

The control room ventilation system (VNCR) is designed to provide heating, ventilation, 
air conditioning, and radiological habitability for the control and computer rooms, which 
are both within the control room envelope (CRE). The CREFS is a subset of the VNCR 
system that ensures habitability of the control room during challenges from radioactivity, 
hazardous chemicals, and fire byproducts. The CREFS consists of one emergency air 
filtration unit, two emergency fans, two recirculation fans, and required ducts, valves, 
instrumentation, doors, barriers, and dampers necessary to establish the required 
flowpaths and isolation boundaries that recirculate and filter the air within the CRE. 

Automatic actuation of the CREFS in the emergency mode is initiated by a containment 
isolation signal, high radiation signal from the control room monitor, or a high radiation 
signal from the noble gas monitor located in the supply duct to the control room. 
Operating in the emergency mode, CREFS provides for control room pressurization to 
limit in-leakage, and makeup and recirculated air is filtered through HEPA and charcoal 
filters to remove contaminates. 

Proposed Change to Allowable Penetration 

TS 5.5.1 0, VTFP, item c currently requires that testing of the CREFS filter (F-16) shows 
the methyl iodide penetration less than or equal to 1.0%. NextEra proposes to increase 
this value to 2.5% as justified below. 

Generic Letter (GL) 99-02, "Laboratory Testing of Nuclear-Grade Activated Charcoal" 
[Reference 5], and NUREG-1431, Standard Technical Specifications (STS) , 
Westinghouse Plants [Reference 6], provide the following formula for allowable 
penetration: 

Allowable 
Penetration 

= [1 00% - Methyl Iodide Efficiency *for Charcoal Credited in Licensee's 
Accident Analysis I Safety Factor] 
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The GL and STS discuss that the methyl iodide efficiency should be the value that was 
incorporated in the licensee's accident analysis which was reviewed and approved by 
the staff in a safety evaluation. The CREFS filter efficiency for organic (methyl) iodine is 
95% as documented in the safety evaluation for Point Beach Amendments 240 and 244 
[Reference 7] regarding alternate source term. 

The NRC documents also state that the staff will accept a safety factor greater than or 
equal to two for systems with or without humidity control when ASTM 03803-1989 is 
used with 30 °C (86 °F) and 95% RH (or 70% RH with humidity control). Point Beach 
TS 5. 5.10 requires testing in accordance with ASTM 03803-1989 at a temperature of 
30°C and a relative humidity of 95%; therefore, NextEra proposes applying a safety 
factor of two. Using the filter efficiency of 95% and a safety factor of 2 results in an 
allowable penetration of 2.5. 

4.0 REGULATORY EVALUATION 

4.1 Applicable Regulatory Requirements/Criteria 

• 10 CFR 50.90, Application for amendment of license, construction permit, or 
early site permit - requires that when a licensee desires to amend a license or 
permit, an application for an amendment must be filed with the Commission 
fully describing the changes desired, and following as far as applicable, the 
form prescribed for original applications. 

- The NRC may incorporate requirements (license conditions) into the 
license as needed as a result of reviews during the license 
amendment process pursuant to 10 CFR 50.90. 

• Point Beach GDC 11 -The facility shall be provided with a control room from 
which actions to maintain safe operational status of the plant can be 
controlled. Adequate radiation protection shall be provided to permit 
continuous occupancy of the control room under any credible post-accident 
condition or as an alternative, access to other areas of the facility as 
necessary to shut down and maintain safe control of the facility without 
excessive radiation exposures of personnel. 

- Point Beach is not licensed to the General Design Criteria (GDC) of 
10 CFR 50 Appendix A. The Atomic Energy Commission (AEC) 
published proposed GDC for public comment in 1967, and the Atomic 
Industrial Forum (AIF) reviewed these proposed criteria and 
recommended changes. The Point Beach GDC as documented in the 
UFSAR are similar in content to the AIF version of the 1967 proposed 
GDC. 

• 10 CFR 50.67, Accident source term, requires adequate radiation protection 
is provided to permit access to and occupancy of the control room under 
accident conditions without personnel receiving radiation exposures in excess 
of 0.05 Sv (5 rem) total effective dose equivalent (TEDE) for the duration of 
the accident. 
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4.2 Precedent 

• The NRC issued Amendment 223 [Reference 8] to Columbia Generating 
Station in March 2012 for deletion or modification of license conditions that 
have been completed or are no longer in effect. 

• Amendments 279 and 261 [Reference 9] modified the operating licenses for 
D.C. Cook, Units 1 and 2, to delete obsolete and expired license conditions. 

• Amendment 265 [Reference 10] modified the Indian Point 2 TS by changing 
the charcoal testing criteria in TS 5.5.9, Ventilation Filter Testing Program, 
to increase the amount of iodine which must be adsorbed by the charcoal 
filter. 

4.3 Significant Hazards Consideration 

NextEra Energy Point Beach, LLC (NextEra) requests a license amendment to 
revise the facility operating licenses and the technical specifications {TS) for Point 
Beach Units 1 and 2. The proposed changes remove license conditions that have 
been completed and are no longer in effect and revise a charcoal testing criterion for 
the control room emergency filtration system. 

As required by 10 CFR 50.91 (a), NextEra has evaluated the proposed change to 
the Point Beach TS using the criteria in 10 CFR 50.92 and determined that the 
proposed change does not involve a significant hazards consideration. An 
analysis of the issue of no significant hazards consideration is presented below. 

1. Does the proposed amendment involve a significant increase in the 
probability or consequences of an accident previously evaluated? 

Response: No 

The proposed amendment includes a change to delete license conditions 
that are complete or otherwise obsolete. This change is strictly 
administrative in nature. The proposed amendment also revises the 
charcoal testing criteria in TS 5.5.1 0, Ventilation Filter Testing Program. 
The proposed changes do not impact the physical configuration or 
function of plant structures, systems, or components (SSCs) or the 
manner in which SSCs are operated, maintained, modified, tested, or 
inspected. No actual facility equipment or accident analyses are affected 
by the proposed changes. 

Therefore, the proposed changes do not involve a significant increase in 
the probability or consequences of an accident previously evaluated. 

-
2. Does the proposed amendment create the possibility of a new or different 

kind of accident from any accident previously evaluated? 

Response: No 

The proposed changes do not involve a physical alteration of the plant 
(no new or different type of equipment will be installed). The proposed 
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changes do not create any new failure modes for existing equipment or 
any new limiting single failures. Additionally, the proposed changes do 
not-involve a change in the methods governing normal plant operation, 
and all safety functions will continue to perform as previously assumed in 
the accident analyses. Thus, the proposed change does not adversely 
affect the design function or operation of any structures, systems, and 
components important to safety. 

No new accident scenarios, failure mechanisms, or limiting single failures 
are introduced as a result of the proposed changes. The proposed 
changes do not challenge the performance or integrity of any 
safety-related system. 

Therefore, the proposed change does not create the possibility of a new 
or different kind of accident from any previously evaluated. 

3. Does the proposed amendment involve a significant reduction in a margin 
of safety? 

Response: No 

The margin of safety associated with the acceptance criteria of any 
accident is unchanged. The proposed changes will have no effect on the 
availability, operability, or performance of safety-related systems and 
components. The proposed change will not adversely affect the 
operation of plant equipment or the function of equipment assumed in the 
accident analysis. 

The proposed amendment does not involve changes to any safety 
analyses assumptions, safety limits, or limiting safety system settings. 
The changes do not adversely impact plant operating margins or the 
reliability of equipment credited in the safety analyses. 

Therefore, the proposed change does not involve a significant reduction 
in a margin of safety. 

Based upon the above analysis, NextEra concludes that the proposed amendment 
does not involve a significant hazards consideration under the standards set forth 
in 10 CFR 50.92, "Issuance of Amendment," and accordingly, a finding of "no 
significant hazards consideration" is justified. 

4.4 Conclusions 

In conclusion, based on the considerations discussed above, (1) there is 
reasonable assurance that the health and safety of the public will not be 
endangered by operation in the proposed manner, (2) such activities will be 
conducted in compliance with the Commission's regulations, and (3) the issuance 
of the amendment will not be inimical to the common defense and security or to the 
health and safety of the public. 
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5.0 ENVIRONMENTAL CONSIDERATION 

NextEra has evaluated the proposed amendment for environmental considerations. The 
review has determined that the proposed amendment would change a requirement with 
respect to installation or use of a facility component located within the restricted area, as 
defined in 1 0 CFR 20, or would change an inspection or surveillance requirement. 
However, the proposed amendment does not involve (i) a significant hazards 
consideration, (ii) a significant change in the types or significant increase in the amounts 
of any effluent that may be released offsite, or (iii) a significant increase in individual or 
cumulative occupational radiation exposure. Accordingly, the proposed amendment 
meets the eligibility criterion for categorical exclusion set forth in 10 CFR 51.22(c)(9). 
Therefore, pursuant to 10 CFR 51.22(b), no environmental impact statement or 
environmental assessment needs to be prepared in connection with the proposed 
amendment. 
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10. NRC letter "Indian Point Nuclear Generating Unit No. 2 - Issuance of Amendment 
Re: Ventilation Filter Testing Program (TAC No. ME2742)," September 13,2010 
(ML 1 02240488) 
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D. Physical Protection 

NextEra Energy Point Beach shall fully implement and maintain in effect all 
provisions of the Commission-approved physical security, training and qualification, 
and safeguards contingency plans, including amendments made pursuant to 
provisions of the Miscellaneous Amendments and Search Requirements revisions to 
10 CFR 73.55 (51 FR 27817 and 27822) and to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p). The combined set of plans, which contain Safeguards Information 
protected under 10 CFR 73.21, is entitled: "Point Beach Nuclear Plant Physical 
Security Plan, (Revision 4)," submitted by letter dated May 10, 2006. NextEra 
Energy Point Beach, LLC shall fully implement and maintain in effect all provisions of 
the Commission-approved Point Beach Nuclear Plant Cyber Security Plan (CSP), 
including changes made pursuant to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p) . The NextEra Energy Point Beach CSP was approved by 

y License Amendment No. 243 as supplemented by a change approved by License 
"I ~mendment No. 247. 

E. Safety Injection bogie 

The licens€l€l is aYthori6€ld to modify th€l safety injection actYation logic and actYation 
po1.ver sYpplies and related changes as described in licensee's application fur 
am€lndment dat€ld April 27, 1 Q7Q, as SYppl€lm€lnted May 7, 1 Q?Q. In the interim 
period Yntil the pm'V€lr sYpply modification has been completed , shoYid any DC 
pow€lred safety inj€lction actYation channel b€l in a failed condition for gr€lat€lr than 
one hoYr, th€l Ynit shall th€lr€lafter be shYtdown Ysing normal pmcedYres and plac€ld 
in a block permissi'J€l condition for safety injection actyation . 

F. NextEra Energy Point Beach shall implement and maintain in effect all provisions of 
the approved fire protection program as described in the FSAR for the facility and as 
approved in the Safety Evaluation Report dated August 2, 1979 (and Supplements 
dated October 21, 1980, January 22, 1981 , and July 27, 1988) and the safety 
evaluation issued January 8, 1997, for Technical Specification Amendment No. 170, 
subject to the following provision: 

NextEra Energy Point Beach may make changes to the approved 
fire protection program without prior approval of the Commission 
only if those changes would not adversely affect the ability to 
achieve and maintain safe shutdown in the event of a fire . 

G. Secondary Water Chemistry Monitoring Program 

NextEra Energy Point Beach shall implement a secondary water chemistry 
monitoring program to inhibit steam generator tube degradation. This program shall 
include: 

1. Identification of a sampling schedule for the critical parameters and control points 
for these parameters; 

2. Identification of the procedures used to quantify parameters that are critical to 
control points; 

3. Identification of process sampling points; 
4. Procedure for the recording and management of data; 

Renewed License No. DPR-24 
Amendment No. 24+ 
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5. Procedures defining corrective actions for off control point chemistry condition; 
and 

6. A procedure for identifying the authority responsible for the interpretation of the 
data, and the sequence and timing of administrative events required to initiate 
corrective action. 

H. The licensee is authorized to repair Unit 1 steam generators by replacement of major 
components . Repairs shall be conducted in accordance with the licensee's 
commitments identified in the Commission approved Point Beach Nuclear Plant 

I. 

Unit No. 1 Steam Generator Repair Report dated August 9, 1982 and revised 
March 1, 1983 and additional commitments identified in the staff's related safety 
evaluation . 

I 

reqYired by 10 CFR 50.71 (e)(4) following the issblance of this renewed operating 
license. Until that blpdate is complete, FPLE Point Beach· may make changes to the 
programs and activities described in the sblpplement 'Nithoblt prior Commission 
approval, provided that FPLE Point Beach· evalblates sblch changes pblrsblant to the 
criteria set forth in 10 CFR 50.59 and otherwise complies with the reqYirements in 
that section. 

J. The FSAR sblpplement, dated Febrblary 25, 2004 , as revised , describes certain 
fbltblre activities to be completed prior to the period of extended operation . NextEra 
Energy Point Beach shall complete these activities no later than October 5, 2010, 
and shall notify the NRC in writing when implementation of these activities is 
complete and can be verified by NRC inspection . 

K. All capsules in the reactor vessel that are removed and tested must meet the test 
procedures and reporting requirements of American Society for Testing and 
Materials (ASTM) E 185-82 to the extent practicable for the configuration of the 
specimens in the capsule. Any changes to the capsule withdrawal schedule, 
including spare capsules, must be approved by the NRC prior to implementation. All 
capsules placed in storage must be maintained for future insertion. Any changes to 
storage requirements must be approved by the NRC, as required by 10 CFR Part 50, 
Appendix H. 

L. Mitigation Strategy 

Strategies shall be developed and maintained for addressing large fires and 
explosions that include the following key areas: 

1. Fire fighting response strategy with the following elements: 

a. Pre-defined coordinated fire response strategy and guidance 
b. Assessment of mutual aid fire fighting assets 

• On April 16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point 
Beach, LLC." 

Renewed License No. DPR-24 
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APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

~ NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules 
noted below: 

Amendment 
Number 

4-74 

174 

Additional Conditions 
Deleted 

This amendment is authorized contingent on compliance with commitments 
provided by the licensee to operate Point Beach Nuclear Plant in accordance 
with its service water system analyses and approved procedures. Specifically, 
each unit will utilize only one component cooling water heat exchanger until 
such time as analyses are completed and the service water system 
reconfigured as necessary to allow operation of one or both units with two heat 
exchangers in service. If two component cooling water heat exchangers are 
required in one or both units for maintaining acceptable component cooling 
water temperature prior to completion of necessary analyses to allow operation 
in the required configuration, the service water system will be considered in an 
unanalyzed condition, declared inoperable, and action taken as specified by 
TS LCO 3.0.3 except for short periods of time as necessary to effect 
procedurally controlled changes in system lineups and unit operating 
conditions. 

Ths licsnsss is <HJthorized to rslocats csrtain Tschnical Spscification 
rsqYirsmsnts prsvioYsly inciYdsd in Appsndix A to licsnsss contro llsd 
docymsnts, as dsscribsd in Tabls R, Rslocatsd Spscifications and Rsmoval of 
Dstails Matrix, attachsd to ths NRC Staff's saf€lty svalyation datsd 
AYgYst 8, 2001 . Thsss rsqYirsmsnts shall bs rslocatsd to ths appropriats 
docYmsnts no latsr than December 31 , 2001 . 

Ths sch€ldbll€l for p€lrforming SYrv€li llanc€l R€lqYir€lm€lnts (SRs) that ar€l n€lw or 
r€lvissd in Amendment 201 shall bs as fol lows: 

For SRs that ar€l n€lw in this am€lndm€lnt, th€l first p€lrformanc€l is dbl€l at th€l 
snd of ths first sYrveillancs interva l that begins on the dats of implemsntation 
of this amendmsnl 

For SRs that sxisted prior to th is am€lndment, whoss intervals of performance 
ar€l b€l ing r€ldblcsd, ths first r€ldb1C€ld sYrv€lillanc€l intsrval bsgins Ypon 
completion of ths first sYrveillance performed aftsr implsmsntation of th is 
amendment. 

For SRs that sxistsd prior to this amsndmsnt that have modified acceptancs 
criteria, the first performance is dye at the end of ths first sYrveillance interval 
that b€lgan on ths dat€l th€l sblrv€lillanc€l was last psrform€ld prior to th€l 
implsmsntation of this amendment. 

For SRs that sxisted prior to th is amendment, 'Nhose intervals of performance 
are being extended, ths first extended sYrveil lance interval begins Ypon 
compl€ltion of ths last syrvsillancs psrformsd prior to ths implsmsntation of this 
amendment. 

Implementation 
Date 

Immediately 

lmmsdiatsly 

lmm€ldiat€l ly 

+ Point Beach Unit 1 C-1 Amendment No. ~ 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules 
noted below: 

Amendment Implementation 
Number Additional Conditions Date 

228 At the time of the closing of the transfer of the licenses from Wisconsin Electric Immediately 
Power Company (WEPCO) to FPLE Point Beach·, WEPCO shall transfer to 
FPLE Point Beach· WEPCO's decommissioning funds in an aggregate 
minimum value of $200.8 million for Point Beach Unit 1. FPLE Point Beach· 
shall deposit such funds in an external decommissioning trust fund established 
by FPLE Point Beach· for Point Beach Units 1 and 2. The trust agreement 
shall be in a form acceptable to the NRC. 

NextEra Energy Point Beach shall take no actions to cause FPL Group 
Capital , or its successors and assigns, to void, cancel, or modify its $70 million 
Support Agreement (Agreement) to NextEra Energy Point Beach, as 
presented in its application dated January 26, 2007, or cause it to fail to 
perform or impair its performance under the Agreement, without the prior 
written consent from the NRC. The Agreement may not be amended or 
modified without 30 days prior written notice to the Director of Nuclear Reactor 
Regulation or his designee. An executed copy of the Agreement shall be 
submitted to the NRC no later than 30 days after the completion of the license 
transfers. Also, NextEra Energy Point Beach shall inform the NRC in writing 
anytime it draws upon the $70 million Agreement. 

j).JsxtEra Energy Point Eleach, L..L..C shall modify the motor driven ablxiliary 
fsedwater and the tblr9ine driven ablxiliary fsedwater ~blm~ systems to snsblrE~ 
thBy arB ~owBred from indB~BndBnt DC ~owBr soblrcBs . 

j).JsxtEra Energy Point Eleach, L..L..C shall im~lement modifications to redblce 
BmBrgBncy diBsBI gBnBrator (EDG) loading sblch that thB maximYm loading 'Nil I 
not exceed the 2000 hoblr rating of the EDGs. 

Immediately 

Prior to End of 
~pring 2011 Unit 2 
RBfblBiing 0bltag€l 

Prior to End of 
~~ring 2011 Unit 2 
Refwsling Qytage 

· On April16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point 
Beach, LLC." 

,.{ Point Beach Unit 1 C-2 Amendment No. ~ 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment Additional Conditions 
Number 

240 Upon implementation of Amendment Nos. 240/244 adopting TSTF 44S, 
Revision 3, the determination of control room envslope (CRE) Ynfiltered air 
inleakage as reqblirsd by SR 3.7.Q.6, in accordance with TS 5.5.1 S.c.(i), ths 
asssssmsnt of CRE habitability as rsqblirsd by Spscification 5.5.1 S.c.(ii), and 
ths msasblrsmsnt of CRE pressblre as rsqblired by Spscification 5.5.1 S.d, shall 
bs considsred met. Following implemsntation: 

a. Ths first psrformance of SR 3.7.Q.6, in accordancs with 
Specification 5. 5.1 S.c. (i) , shall be within 1 S months of implementation of 
this amsndmsnt. 

b. The first performancs of ths psriodic assessment of CRE habitability, 
Specification 5.5.1 S.c.(ii), shall bs within thrse (3) years of complstion of 
ths tssting prsscribsd in itsm a. abovs. 

c. The first performance of the psriodic measblrement of CRE prsssblre, 
Specification 5. 5.1 S.d, shall be within 1 S months of implementation of this 
amsndment. 

NsxtEra Energy Point Beach, bbC shall modify ths PBNP control room (CR) 
radiation shielding to snsblre CR habitability reqbliremsnts are maintained. 

NextEra Energy Point Beach, bbC shall revise PBNP Emergency Operating 
ProcedYres (EOPs) to direct continbled containment spray while on sblmp 
recircbllation. 

NextEra Energy Point Beach , bbC shall modify ths control room emergsncy 
filtration systsm (CREFS) to crsats a nsw alignmsnt for the accident mode 
that provides a combination of filtsred obltside air and filtsred recircbllation air. 
Ths modifications shall inclblds redblndancy for all CREFS active components 
that mblst reposition from their normal operating position, and ablto start 
capability on loss of offsits powsr in conjblnction with a containment isolation 
or high control room radiation signal from an emsrgsncy dissel generator 
sblpplisd soblrce for ths CREFS fans reqblirsd for the nsw system alignmsnt. 

NextEra Energy Point Beach, bbC shall modify ths primary ablxiliary bblilding 
(PAB) vsntilation systsm (VNPAB) to snsblrs rsdblndancy of activs components 
nssdsd to operate the PAB exhablst system. VNPAB componsnts rsqblired to 
direct radioactive releases in the PAB to the vent stack shall be blpgraded to an 
ablgmsnted qblality statbls . No credit is taken by AST for the PAB charcoal 
filters . NsxtEra Ensrgy Point Beach, bbC shall reviss PBNP EOPs to address 
starting the V~JPAB fans . 

Implementation 
Date 

No later than the 
Unit 2 (2011) 

rsfblsling obltage 

No later than the 
Unit 2 (2011) 

refbleling Obltage 

No later than the 
Unit 2 (2011) 

refbleling obltage 

No later than the 
Unit 2 (2011) 

refbleling obltage 

,1" Point Beach Unit 1 C-3 Amendment No. ~ 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

( NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment Additional Conditions 
Number 

240 t>JsxtEra Ensrgy Point Bsach, kkC shall perform Train B Emsrgency Disssl 
Gsnsrator load tssting ovsr a rangs of 2877 to 2g5o kVIJ at ratsd power factor. 
This licsnss condition will rsmain in sffsGt Yntil implsmsntation of kAR 261 for 
~ 

NsxtEra Energy Point Bsach, kkC shall install and sblpport CREFS mitigating 
filtration Ynit(s) and associatsd dblctwork and 9bl991s tight dampsrs to Seismic 
Class I rsqYirsmsnts as dsfinsd in FSAR Appsndix A.5. Ths mitigating 
filtration Ynit(s) shall 9s ssismically qyalifisd in accordancs 'Nith ths gYidslinss 
providsd in ths Ssismic Qyalification Utility Groblp (SQUG) Gsnsric 
Implementation Procsdblrs for Ssismic Vsrification of t>Jbldsar Plant EqYipmsnt, 
Rsvision 2, as corrnctsd on Fs9rblary 14, 1 gg2, and in ths Dscsm9sr 2006, 
ElsGtric Powsr Rsssarch lnstitblts {EPRI) Final Rsport 1014608, "Ssismic 
Evalblation Gblidelinss for HVAC Dblct and Damper Systems: Rsvision to 
1007896," as applica91s. 

NsxtEra Ensrgy Point Beach, kkC shall procblre mitigating filtration Ynit motors 
sqYivalent to VV 14.AJB (eqYivalent HP, efficiency, powsr factor, and voltage 
rsqYirsments) . 

NextEra Energy Point Bsach, kkC shall sliminats ths rsliance on local manblal 
action to gag the Motor Drivsn and Tblr9ins Drivsn AFW pblmp 
mini recircbllation valvss opsn. 

NsxtEra Energy Point Bsach, kkC shall install a self cooled (i.s., air cooled) air 
comprsssor capa91s of sblpplying lnstrblment Air. The comp+9ssor shall 9s 
indspsndent of Ssrvics \!Vater cool ing and normally aligned for abltomatic 
operation . 

I mplsmsntation 
.!;)ate 

No latsr than ths 
Unit 2 (2011) 

rsfblsling obltags 

t>Jo latsr than ths 
Unit 2 (2011) 

rsfblsling obltags 

No latsr than ths 
Unit 2 (2011) 

rsfblsling obltags 

Prior to Operation 
of Eithsr Unit at 
EPU Conditions 

Prior to Opsration 
of Eithsr Unit at 
EPU Conditions 

~Point Beach Unit 1 C-4 Amendment No. ~ 
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D. Physical Protection 

NextEra Energy Point Beach shall fully implement and maintain in effect all 
provisions of the Commission-approved physical security, training and qualification, 
and safeguards contingency plans, including amendments made pursuant to 
provisions of the Miscellaneous Amendments and Search Requirements revisions to 
10 CFR 73.55 (51 FR 27817 and 27822) and to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p). The combined set of plans, which contain Safeguards Information 
protected under 10 CFR 73.21, is entitled: "Point Beach Nuclear Plant Physical 
Security Plan, (Revision 4)," submitted by letter dated May 10, 2006. NextEra 
Energy Point Beach, LLC shall fully implement and maintain in effect all provisions of 
the Commission-approved Point Beach Nuclear Plant Cyber Security Plan (CSP), 
including changes made pursuant to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p) . The NextEra Energy Point Beach CSP was approved by 

Y IDelt:; License Amendment No. 247 as supplemented by a change approved by License 
/1 Amendment No. 251. 

. Safety Injection logic 

The licensee is authori:led to modify ths safety injection actuation logic and actuation 
power supplies and related changes as described in licenses's application for 
amendment dated April 27, 1979, as supplemented May 7, 1979. In the interim 
period until the power supply modification has been completed , should any DC 
powered safety injection actuation channel be in a failed condition for grsatsr than 
one hour, the unit shall thereafter be shut down using normal procedures and placed 
in a block permissive condition for safety injection actuation. 

F. NextEra Energy Point Beach shall implement and maintain in effect all provisions of 
the approved fire protection program as described in the FSAR for the facility and as 
approved in the Safety Evaluation Report dated August 2, 1979 (and Supplements 
dated October 21, 1980, January 22, 1981, and July 27, 1988) and the safety 
evaluation issued January 8, 1997, for Technical Specifications Amendment No. 174, 
subject to the following provision: 

NextEra Energy Point Beach may make changes to the approved 
fire protection program without prior approval of the Commission 
only if those changes would not adversely affect the ability to 
achieve and maintain safe shutdown in the event of a fire . 

G. Secondary Water Chemistry Monitoring Program 

NextEra Energy Point Beach shall implement a secondary water chemistry 
monitoring program to inhibit steam generator tube degradation. This program shall 
include: 

1. Identification of a sampling schedule for the critical parameters and control points 
for these parameters; 

2. Identification of the procedures used to quantify parameters that are critical to 
control points ; 

3. Identification of process sampling points; 

Renewed License No. DPR-27 
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4. Procedure for the recording and management of data; 
5. Procedures defining corrective actions for off control point chemistry condition; 

and 
6. A procedure for identifying the authority responsible for the interpretation of the 

data, and the sequence and timing of administrative events required to initiate 
corrective action. 

H. Th€l FS.t\R suppl€lm€lnt, dat€ld F€lbruary 25, 2004 , as r€lvis€ld , submitt€ld pursuant to 
10 CFR 54 .21 (d) , shall b€l includ€ld in th€l n€lxt scheduled updat€l to the FSAR 
requir€ld by 10 CFR 50.71 (€1)(4) following the issuance of this rene'Ned operating 
licens€l . Until that update is complete, FPbE Point Beach· may make changes to the 
programs and activities d€lscribed in the supplement without prior Commission 
approval, provid€ld that FPbE Point Beach· €!Valuates such chang€ls pursuant to the 
criteria setforth in 10 CFR 50.59 and otherNise complies with the requirements in 
~ 

I. The FSAR supplement, dated February 25, 2004 , as revised, describes certain 
futur€l activities to b€l compl€lt€ld prior to th€l p€lriod of ext€lnded operation. i'l€lxtEra 
Energy Point Beach shall complete these activities no later than March S, 2013, and 
shall notify the NRC in writing when implementation of these activities is complete 
and can be verified by NRC inspection. 

J. All capsules in the reactor vessel that are removed and tested must meet the test 
procedures and reporting requirements of American Society for Testing and 
Materials (ASTM) E 185-82 to the extent practicable for the configuration of the 
specimens in the capsule. Any changes to the capsule withdrawal schedule, 
including spare capsules, must be approved by the NRC prior to implementation. All 
capsules placed in storage must be maintained for future insertion. Any changes to 
storage requirements must be approved by the NRC, as required by 10 CFR Part 50, 
Appendix H. 

K. Mitigation Strategy 

Strategies shall be developed and maintained for addressing large fires and 
explosions that include the following key areas: 

1. Fire fighting response strategy with the following elements: 

a. Pre-defined coordinated fire response strategy and guidance 
b. Assessment of mutual aid fire fighting assets 
c. Designated staging areas for equipment and materials 
d. Command and control 
e. Training of response personnel 

On April 16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point 
Beach, LLC." 

Renewed License No. DPR-27 
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APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

A NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment 
Number 

4--78 

178 

Additional Conditions 
Deleted 

This amendment is authorized contingent on compliance with commitments 
provided by the licensee to operate Point Beach Nuclear Plant in accordance 
with its service water system analyses and approved procedures. Specifically, 
each unit will utilize only one component cooling water heat exchanger until 
such time as analyses are completed and the service water system 
reconfigured as necessary to allow operation of one or both units with two heat 
exchangers in service. If two component cooling water heat exchangers are 
required in one or both units for maintaining acceptable component cooling 
water temperature prior to completion of necessary analyses to allow operation 
in the required configuration, the service water system will be considered in an 
unanalyzed condition , declared inoperable, and action taken as specified by 
TS LCO 3.0.3 except for short periods of time as necessary to effect 
procedurally controlled changes in system lineups and unit operating conditions. 

Implementation 
Date 

Immediately 

Ths licsnsss is •wthori2:sd to rslocsts csrtsin Tschnicsl Sjdscificstion lmmsdistsly 
rsquirsments jdmviously includsd in A jdjdBndix A to licensee controlled 
documents, as describ€ld in Table R, R€llocated Sjd€lcifications and R€lmoval of 
Dstsils Mstrix, sttschsd to ths 1:-JRC Staff's ssf€lty svslustion dstsd 
August 8, 2001 . Thsse requiremsnts shall be rslocatsd to ths ajdjdrGjdriate 
documents no later than December 31 , 2001 . 

Th€1 schedule for jdBrforming Surveillance Requirements (SRs) that are new or Immediately 
r€lvised in Amendmsnt 206 shall be as follows : 

For SRs that are n€lw in this amendment, the first jderformance is due at the 
snd of ths first survsillsncs int€lrvsl thst b€lgins on th€1 dst€1 of imjd1Bm€lntstion 
of this amendment. 

For SRs thst 9Xist€ld jdrior to this sm€lndm€lnt, whoss int€lrvsls of jd€lrformancs 
are b€ling reduced , the first reduc€ld surveillance int€lrval bsgins Ujdon 
comjdletion of the first surveillance jderformed after imjdlementation of this 
smendm€lnt. 

For SRs that existed jdrior to this amendment that have modified accejdtance 
criteria, the first jderformance is due at the end of the fi rst surveillance interva l 
that began on the date ths surveillance was last jderformed wior to the 
imjd1Bm€mtation of this am€lndmsnt. 

For SRs that existed jdrior to this amsndment, whose intervals of jderformancs 
sr€1 bsing sxtsndsd , ths first €lxtsndsd survsillancs intsrval bsgins Ujdon 
comjdlstion of ths last survsillancs jderform€ld jdrior to the imjdl€1mentation of this 
amsndmsnt. 

Point Beach Unit 2 C-1 Amendment No. ~ 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment Implementation 
Number Additional Conditions Date 

233 At the time of the closing of the transfer of the licenses from Wisconsin Electric Immediately 
Power Company (WEPCO) to FPLE Point Beach·, WEPCO shall transfer to 
FPLE Point Beach* WEPCO's decommissioning funds in an aggregate 
minimum value of $189.2 million for Point Beach Unit 2. FPLE Point Beach· 
shall deposit such funds in an external decommissioning trust fund established 
by FPLE Point Beach· for Point Beach Units 1 and 2. The trust agreement 
shall be in a form acceptable to the NRC. 

NextEra Energy Point Beach shall take no actions to cause FPL Group 
Capital, or its successors and assigns, to void, cancel, or modify its $70 million 
Support Agreement (Agreement) to NextEra Energy Point Beach, as 
presented in its application dated January 26, 2007, or cause it to fail to 
perform or impair its performance under the Agreement, without the prior 
written consent from the NRC. The Agreement may not be amended or 
modified without 30 days prior written notice to the Director of Nuclear Reactor 
Regulation or his designee. An executed copy of the Agreement shall be 
submitted to the NRC no later than 30 days after the completion of the license 
transfers. Also, NextEra Energy Point Beach shall inform the NRC in writing 
anytime it draws upon the $70 million Agreement. 

NextErs Energy Point Besch, LLC shsll modify the motor driven sllxilisry 
fe€ldwat€lr and th€l tYrbin€l drivsn c;wxiliary fs€ld'.vat€lr pymp syst€lms to €lnsYr€l 
th€ly ar€l pow€lrBd from indBpBndBnt DC pow€lr soyrcBs. 

NBxtEra En€lrgy Point BBach, LLC shall impiBmBnt modifications to rBdYcB 
€lmBrgBncy diBs€ll gBnBrator (EDG) loading sYch that thB maximYm loading will 
not exceBd the ::woo hoYr rating of thB EDGs. 

Immediately 

Prior to End of 
Spring 2011 Unit 2 
R€lfll€lling Qytag€l 

Prior to End of 
Spring 2011 Unit 2 
RBfllBiing Qytag€l 

·On April 16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point Beach, 
LLC." 

~ Point Beach Unit 2 C-2 Amendment No. ~ 



APPENDIXC 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

NextEra Energy Point Beach , LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment 
Number Additional Conditions 

:M-4 Upon implementation of Amsn9msnt ~los . 240/244 a9opting 
TSTF 446, R€wision 3, ths 9BtBrmination of control room BnvBiopB (CRE) 
blnfiltsrs9 air inlsakags as rsqblirs9 by SR 3.7.Q.6, in accomancs with 
TS 5.5.16.c.(i), the asssssmsnt of CRE habitability as reqblire9 by 
Spscification 5. 5.1 6.c.(ii), an9 the measblrsmsnt of CRE prsssblrs as rsqblirs9 
by Specification 5.5.16.9, shall be consi9srs9 mst. Following implsmsntation: 

a. Ths first psrformancs of SR 3.7.Q.6, in accor9ancs with 
Spscification 5.5.1 6.c.(i) , shall bs within 16 months of implsmentation of 
this amBn9m€mt. 

~ Ths first psrformancs of ths perio9ic asssssmsnt of CRE habitability, 
SpBcification 5.5.16.c.(ii) , shall bs within thrBB (3) yBars of complstion of 
ths tssting prsscribe9 in item a. above. 

~ Ths first psrformance of the perio9ic measblrement of CRE pressblre, 
Spscification 5.5.16.9, shall bs within 16 months of implementation of this 
e~mBn9mBnt. 

~sxtEra Energy Point Bsach, llC shall mo9ify ths PB~JP control room (CR) 
ra9iation shiBI9ing to ensblre CR habitability reqblirements are maintaine9. 

~extEra Ensrgy Point Bsach , llC shall revise PBNP Emsrgency Operating 
Procs9blrss (EOPs) to 9irsct continble9 containment spray while on sblmp 
recircbllation . 

~sxtEra Energy Point Bsach, llC shall mo9ify ths control room emsrgsncy 
filtration system (CREFS) to create a ns'N alignmsnt for the acci9snt mo9s 
that provi9ss a combine~tion of filterB9 Obltsi9e e~ir an9 filtere9 recircbllation air. 
Ths mo9ifications shall inclb19€l re9bln9ancy for all CREFS active componsnts 
that mblst reposition from thsir normal operating position, an9 ablto start 
ce~pability on loss of offsite power in conjblnction with a containment isolation 
or high control room ra9iation signal from an emsrgsncy 9iessl generator 
Sb1pplie9 soblrce for ths CREFS fans rsqblirs9 for the nsw systsm alignment. 

~extEra Energy Point Bsach, lbC shall mo9ify ths primary ablxiliary bblil9ing 
(PAB) ventilation system (V~PAB) to ensblre re9bln9ancy of e~ctive 
components nee9s9 to operats the PAB exhablst system. V~JPAB 
components reqblirs9 to 9irect ra9ioactive releases in the PAB to the vent 
stack shall bs b1pgra9e9 to an ablgmente9 qblality statbls. No cre9it is taken by 
AST for ths PAB charcoal filters . NextEra Energy Point Bsach, bbC shall 
revise PBNP EOPs to a99ress starting the V~PAB fans. 

Implementation 
Date 

lmms9iately 

~o later than the 
Unit 2 (2011) 

rsfbleling obltage 

No latsr than the 
Unit 2 (2011) 

rsfbleling obltage 

~o later than the 
Unit 2 (2011) 

refbleling obltage 

~o later than the 
Unit 2 (2011) 

rsfbleling obltage 

--1-' Point Beach Unit 2 C-3 Amendment No. -244 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

NextEra Energy Point Beach , LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment 
Number Additional Conditions 

NextEra Energy Point Beach, bbC shall perform Train B Emergency Diesel 
Generator load testing over a range of 2877 to 2950 kVV at rated power factor. 
This license condition shall remain in effect lJntil implementation of bAR 261 for 
~ 

NextEra Energy Point Beach, LLC shall inste~ll e~nd slJpport CREFS mitige~ting 
filtration lJnit(s) and associated dlJctwork and blJbble tight dampers to Seismic 
Class I reqlJirements as defined in FSAR Appendix A5. The mitigating fi ltration 
lJnit(s) shall be seismically qlJalified in accordance with the glJidelines provided 
in the Seismic QlJa l ifice~t ion Uti lity GrolJp (SQUG) Generic Implementation 
ProcedlJre for Seismic Verification of ~llJclesr Plant EqlJipment, Revision 2, as 
corrected on FebrlJary 14, 1992, and in the December 2006, Electric Power 
Research lnstiMe (EPRI) Fina l Report 1014608, "Seismic EvallJation 
GlJ idelines for HVAC DlJct and De~mper Systems: Revision to 1007896," as 
applicable. 

NextEra Energy Point Beach, LLC shall proclJre mitigating f il tration lJn it motors 
eqlJivalent to W 14A/B (eqlJivalent H P, efficiency, power factor, and voltage 
reqlJirements) . 

NextEra Energy Point Beach, LLC shall eliminate the reliance on l oce~ l manlJal 
action to gag the Motor Driven and TlJrbine Driven AFW plJmp 
mini reci rclJ iation valves open. 

Next Era Energy Point Beach, bbC shall install e~ se lf cooled (i.e. , air cooled) air 
compressor capable of slJpplying lnstrlJment Air. The compressor shall be 
independent of Service Water cooling and norme~lly al igned for alJtomatic 
operation . 

Implementation 
Date 

No later than the 
Unit 2 (2011) 

reflJe ling olJte~ge 

No later the~n the 
Unit 2 (2011) 

reflJeling olJtage 

No later than the 
Un it 2 (2011) 

reflJeling olJtage 

Prior to Operation 
of Either Unit at 
EPU Conditions 

Prior to Operation 
of Either Un it at 
EPU Cond itions 

~ Point Beach Unit 2 C-4 Amendment No. ~ 



ATTACHMENT 3 

NEXTERA ENERGY POINT BEACH, LLC 

POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2 

LICENSE AMENDMENT REQUEST 280 

Markup of the Technical Specifications 

1 page follows 



Programs and Manuals 
5.5 

5.5 Programs and Manuals 

5.5 .10 

5.5.11 

Point Beach 

Ventilation Filter Testing Program (VFTP) (continued) 

c. Demonstrate for the Control Room Emergency Filtration System 
(F-16) that a laboratory test of a sample of the charcoal adsorber, 
when obtained in accordance with the methodology of ANSI 
N51 0-1980, Section 13, excluding subsection 12.3, shows the methyl 
iodide penetration :;; 4-:-e%, when tested in accordance with 
ASTM D3803-1989 at temperature of 30oc and a relative humidity 
of 95% , applying the t ler s of ASTM D3803-1989. 

2.5 
d. Demonstrate for the Contra oom Emergency Filtration System 

(F-16) that the pressure drop across the combined HEPA filters and 
the charcoal adsorbers is less than 6 inches of water when tested in 
accordance with the methodology of ANSI N51 0-1980, Sections 10 
and 12, excluding subsections 10.3 and 12.3, at a system flowrate of 
4950 cfm ± 10%. 

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the VFTP test 
frequencies . 

Explosive Gas Monitoring Program 

This program provides controls for potentially explosive gas mixtures 
contained in the on-service Gas Decay Tank. 

The program shall include a limit for oxygen concentration in the on­
service Gas Decay Tank and a surveillance program to ensure the limit is 
maintained . This limit shall be appropriate to the system's design criteria 
(i.e ., whether or not the system is designed to withstand a hydrogen 
explosion) . 

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the Explosive 
Gas Monitoring Program surveillance frequencies . 

5.5-11 Unit 1 - Amendment No . ~ 

Unit 2 - Amendment No. -2e6 



ATTACHMENT 4 

NEXTERA ENERGY POINT BEACH, LLC 

POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2 

LICENSE AMENDMENT REQUEST 280 

Revised License and Technical Specification Pages Containing the Proposed Changes 

9 pages follow 



-4-

D. Physical Protection 

NextEra Energy Point Beach shall fully implement and maintain in effect all 
provisions of the Commission-approved physical security, training and qualification, 
and safeguards contingency plans, including amendments made pursuant to 
provisions of the Miscellaneous Amendments and Search Requirements revisions to 
10 CFR 73.55 (51 FR 27817 and 27822) and to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p). The combined set of plans, which contain Safeguards Information 
protected under 10 CFR 73.21, is entitled: "Point Beach Nuclear Plant Physical 
Security Plan, (Revision 4) ," submitted by letter dated May 10, 2006. NextEra 
Energy Point Beach, LLC shall fully implement and maintain in effect all provisions of 
the Commission-approved Point Beach Nuclear Plant Cyber Security Plan (CSP) , 
including changes made pursuant to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p). The NextEra Energy Point Beach CSP was approved by 
License Amendment No. 243 as supplemented by a change approved by License 
Amendment No. 247. 

E. Safety Injection Logic 

Deleted 

F. NextEra Energy Point Beach shall implement and maintain in effect all provisions of 
the approved fire protection program as described in the FSAR for the facility and as 
approved in the Safety Evaluation Report dated August 2, 1979 (and Supplements 
dated October 21, 1980, January 22, 1981, and July 27, 1988) and the safety 
evaluation issued January 8, 1997, for Technical Specification Amendment No. 170, 
subject to the following provision: 

NextEra Energy Point Beach may make changes to the approved 
fire protection program without prior approval of the Commission 
only if those changes would not adversely affect the ability to 
achieve and maintain safe shutdown in the event of a fire. 

G. Secondary Water Chemistry Monitoring Program 

NextEra Energy Point Beach shall implement a secondary water chemistry 
monitoring program to inhibit steam generator tube degradation. This program shall 
include: 

1. Identification of a sampling schedule for the critical parameters and control points 
for these parameters; 

2. Identification of the procedures used to quantify parameters that are critical to 
control points; 

3. Identification of process sampling points; 
4. Procedure for the recording and management of data; 

Renewed License No. DPR-24 
Amendment No. XXX 
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5. Procedures defining corrective actions for off control point chemistry condition ; 
and 

6. A procedure for identifying the authority responsible for the interpretation of the 
data, and the sequence and timing of administrative events required to initiate 
corrective action. 

H. The licensee is authorized to repair Unit 1 steam generators by replacement of major 
components. Repairs shall be conducted in accordance with the licensee's 
commitments identified in the Commission approved Point Beach Nuclear Plant 
Unit No. 1 Steam Generator Repair Report dated August 9, 1982 and revised 
March 1, 1983 and additional commitments identified in the staffs related safety 
evaluation. 

I. Deleted 

J. Deleted 

K. All capsules in the reactor vessel that are removed and tested must meet the test 
procedures and reporting requirements of American Society for Testing and 
Materials (ASTM) E 185-82 to the extent practicable for the configuration of the 
specimens in the capsule. Any changes to the capsule withdrawal schedule, 
including spare capsules, must be approved by the NRC prior to implementation. All 
capsules placed in storage must be maintained for future insertion. Any changes to 
storage requirements must be approved by the NRC, as required by 10 CFR Part 50, 
Appendix H. 

L. Mitigation Strategy 

Strategies shall be developed and maintained for addressing large fires and 
explosions that include the following key areas: 

1. Fire fighting response strategy with the following elements: 

a. Pre-defined coordinated fire response strategy and guidance 
b. Assessment of mutual aid fire fighting assets 

Renewed License No. DPR-24 
Amendment No. XXX 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

. Amendment 
Number Additional Conditions 

4-74 Deleted 

174 This amendment is authorized contingent on compliance with commitments 
provided by the licensee to operate Point Beach Nuclear Plant in accordance 
with its service water system analyses and approved procedures. Specifically, 
each unit will utilize only one component cooling water heat exchanger until 
such time as analyses are completed and the service water system 
reconfigured as necessary to allow operation of one or both units with two heat 
exchangers in service. If two component cooling water heat exchangers are 
required in one or both units for maintaining acceptable component cooling 
water temperature prior to completion of necessary analyses to allow operation 
in the required configuration, the service water system will be considered in an 
unanalyzed condition, declared inoperable, and action taken as specified by 
TS LCO 3.0.3 except for short periods of time as necessary to effect 
procedurally controlled changes in system lineups and unit operating conditions. 

~ Deleted 

~ Deleted 

228 At the time of the closing of the transfer of the licenses from Wisconsin Electric 
Power Company (WEPCO) to FPLE Point Beach 1, WEPCO shall transfer to 
FPLE Point Beach· WEPCO's decommissioning funds in an aggregate 
minimum value of $200.8 million for Point Beach Unit 1. FPLE Point Beach· 
shall deposit such funds in an external decommissioning trust fund established 
by FPLE Point Beach· for Point Beach Units 1 and 2. The trust agreement 
shall be in a form acceptable to the NRC. 

NextEra Energy Point Beach shall take no actions to cause FPL Group 
Capital, or its successors and assigns, to void, cancel, or modify its $70 million 
Support Agreement (Agreement) to NextEra Energy Point Beach, as 
presented in its application dated January 26, 2007, or cause it to fail to 
perform or impair its performance under the Agreement, without the prior 
written consent from the NRC. The Agreement may not be amended or 
modified without 30 days prior written notice to the Director of Nuclear Reactor 
Regulation or his designee. An executed copy of the Agreement shall be 
submitted to the NRC no later than 30 days after the completion of the license 
transfers. Also, NextEra Energy Point Beach shall inform the NRC in writing 
anytime it draws upon the $70 million Agreement. 

~ Deleted 

~ Deleted 

24G Deleted 

Implementation 
Date 

Immediately 

Immediately 

Immediately 

1 On April 16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point Beach, 
LLC." 

I Point Beach Unit 1 C-1 Amendment No. XXX 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-24 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment Implementation 
Number Additional Conditions Date 

24-Q Deleted 

24-Q Deleted 

24-Q Deleted 

24-Q Deleted 

24-Q Deleted 

24-Q Deleted 

24-Q Deleted 

244- Deleted 

244- Deleted 

I Point Beach Unit 1 C-2 Amendment No. XXX 
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D. Physical Protection 

NextEra Energy Point Beach shall fully implement and maintain in effect all 
provisions of the Commission-approved physical security, training and qualification, 
and safeguards contingency plans, including amendments made pursuant to 
provisions of the Miscellaneous Amendments and Search Requirements revisions to 
10 CFR 73.55 (51 FR 27817 and 27822) and to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p). The combined set of plans, which contain Safeguards Information 
protected under 10 CFR 73.21, is entitled: "Point Beach Nuclear Plant Physical 
Security Plan, (Revision 4) ," submitted by letter dated May 10, 2006. NextEra 
Energy Point Beach, LLC shall fully implement and maintain in effect all provisions of 
the Commission-approved Point Beach Nuclear Plant Cyber Security Plan (CSP), 
including changes made pursuant to the authority of 10 CFR 50.90 and 
10 CFR 50.54(p) . The NextEra Energy Point Beach CSP was approved by 
License Amendment No. 247 as supplemented by a change approved by License 
Amendment No. 251 . 

E. Safety Injection Logic 

Deleted 

F. NextEra Energy Point Beach shall implement and maintain in effect all provisions of 
the approved fire protection program as described in the FSAR for the facility and as 
approved in the Safety Evaluation Report dated August 2, 1979 (and Supplements 
dated October 21, 1980, January 22, 1981 , and July 27, 1988) and the safety 
evaluation issued January 8, 1997, for Technical Specifications Amendment No. 174, 
subject to the following provision : 

NextEra Energy Point Beach may make changes to the approved 
fire protection program without prior approval of the Commission 
only if those changes would not adversely affect the ability to 
achieve and maintain safe shutdown in the event of a fire. 

G. Secondary Water Chemistry Monitoring Program 

NextEra Energy Point Beach shall implement a secondary water chemistry 
monitoring program to inhibit steam generator tube degradation. This program shall 
include: 

1. Identification of a sampling schedule for the critical parameters and control points 
for these parameters; 

2. Identification of the procedures used to quantify parameters that are critical to 
control points; 

3. Identification of process sampling points; 

Renewed License No. DPR-27 
Amendment No. XXX 
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4. Procedure for the recording and management of data; 
5. Procedures defining corrective actions for off control point chemistry condition; 

and 
6. A procedure for identifying the authority responsible for the interpretation of the 

data, and the sequence and timing of administrative events required to initiate 
corrective action. 

H. Deleted 

I. Deleted 

J . All capsules in the reactor vessel that are removed and tested must meet the test 
procedures and reporting requirements of American Society for Testing and 
Materials (ASTM) E 185-82 to the extent practicable for the configuration of the 
specimens in the capsule. Any changes to the capsule withdrawal schedule, 
including spare capsules, must be approved by the NRC prior to implementation. All 
capsules placed in storage must be maintained for future insertion. Any changes to 
storage requirements must be approved by the NRC, as required by 10 CFR Part 50, 
Appendix H. 

K. Mitigation Strategy 

Strategies shall be developed and maintained for addressing large fires and 
explosions that include the following key areas: 

1. Fire fighting response strategy with the following elements: 

a. Pre-defined coordinated fire response strategy and guidance 
b. Assessment of mutual aid fire fighting assets 
c. Designated staging areas for equipment and materials 
d. Command and control 
e. Training of response personnel 

Renewed License No. DPR-27 
Amendment No. XXX 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules 
noted below: 

Amendment 
Number Additional Conditions 

4-78 Deleted 

178 This amendment is authorized contingent on compliance with commitments 
provided by the licensee to operate Point Beach Nuclear Plant in accordance 
with its service water system analyses and approved procedures . Specifically, 
each unit will utilize only one component cooling water heat exchanger until 
such time as analyses are completed and the service water system 
reconfigured as necessary to allow operation of one or both units with two heat 
exchangers in service. If two component cooling water heat exchangers are 
required in one or both units for maintaining acceptable component cooling 
water temperature prior to completion of necessary analyses to allow operation 
in the required configuration, the service water system will be considered in an 
unanalyzed condition, declared inoperable, and action taken as specified by 
TS LCO 3.0.3 except for short periods of time as necessary to effect 
procedurally controlled changes in system lineups and unit operating conditions. 

~ Deleted 

~ Deleted 

At the time of the closing of the transfer of the licenses from Wisconsin Electric 
Power Company (WEPCO) to FPLE Point Beach 1, WEPCO shall transfer to 
FPLE Point Beach* WEPCO's decommissioning funds in an aggregate 
minimum value of $189.2 million for Point Beach Unit 2. FPLE Point Beach· 
shall deposit such funds in an external decommissioning trust fund established 
by FPLE Point Beach· for Point Beach Units 1 and 2. The trust agreement 
shall be in a form acceptable to the NRC. 

NextEra Energy Point Beach shall take no actions to cause FPL Group 
Capital , or its successors and assigns, to void, cancel, or modify its $70 million 
Support Agreement (Agreement) to NextEra Energy Point Beach, as 
presented in its application dated January 26, 2007, or cause it to fail to 
perform or impair its performance under the Agreement, without the prior 
written consent from the NRC. The Agreement may not be amended or 
modified without 30 days prior written notice to the Director of Nuclear Reactor 
Regulation or his designee. An executed copy of the Agreement shall be 
submitted to the NRC no later than 30 days after the completion of the license 
transfers. Also, NextEra Energy Point Beach shall inform the NRC in writing 
anytime it draws upon the $70 million Agreement. 

~ Deleted 

~ Deleted 

244 Deleted 

Implementation 
Date 

Immediately 

Immediately 

Immediately 

1 On April16, 2009, the name "FPLE Point Beach, LLC" was changed to "NextEra Energy Point 
Beach, LLC." 

Point Beach Unit 2 C-1 Amendment No. XXX 



APPENDIX C 
ADDITIONAL CONDITIONS 

OPERATING LICENSE DPR-27 

NextEra Energy Point Beach, LLC shall comply with the following conditions and the schedules noted 
below: 

Amendment Implementation 
Number Additional Conditions Date 

;M4 Deleted 

;M4 Deleted 

;M4 Deleted 

;M4 Deleted 

;M4 Deleted 

;M4 Deleted 

;M4 Deleted 

~ Deleted 

~ Deleted 

I Point Beach Unit 2 C-2 Amendment No. XXX 



Programs and Manuals 
5.5 

5.5 Programs and Manuals 

5.5.10 

5.5.11 

I Point Beach 

Ventilation Filter Testing Program CVFTP) (continued) 

c. Demonstrate for the Control Room Emergency Filtration System 
(F-16) that a laboratory test of a sample of the charcoal adsorber, 
when obtained in accordance with the methodology of ANSI 
N510-1980, Section 13, excluding subsection 12.3, shows the methyl 
iodide penetration ~ 2.5%, when tested in accordance with 
ASTM D3803-1989 at a temperature of 30°C and a relative humidity 
of 95%, applying the tolerances of ASTM D3803-1989. 

d. Demonstrate for the Control Room Emergency Filtration System 
(F-16) that the pressure drop across the combined HEPA filters and 
the charcoal adsorbers is less than 6 inches of water when tested in 
accordance with the methodology of ANSI N51 0-1980 , Sections 10 
and 12, excluding subsections 10.3 and 12.3, at a system flowrate of 
4950 cfm ± 10%. 

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the VFTP test 
frequencies. 

Explosive Gas Monitoring Program 

This program provides controls for potentially explosive gas mixtures 
contained in the on-service Gas Decay Tank. 

The program shall include a limit for oxygen concentration in the on­
service Gas Decay Tank and a surveillance program to ensure the limit is 
maintained. This limit shall be appropriate to the system's design criteria 
(i.e., whether or not the system is designed to withstand a hydrogen 
explosion). 

The provisions of SR 3.0 .2 and SR 3.0.3 are applicable to the Explosive 
Gas Monitoring Program surveillance frequencies . 

5.5-11 Unit 1 - Amendment No. XXX 
Unit 2- Amendment No. XXX 


