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TURBINE EHe SYSTEM
FLOW DIAGRAM

1. VALVE POSITIONS SHOWN FOR REFERENCE ONLY,
ACTUAL POSITIONS CONTROLLED BY PROCEDURES.

2 ALL INSTRUMENT TAG NUMBERS ARE PREFIXED BY
SYSTEM DESIGNATOR UNLESS OTHERWISE NOTED

3 SET POINT VALUES FOR RELIEF VALVES ARE NOMINAL
AND FOR REFERENCE ONLY, ACTUAL DATA CONTROLLED
BY GMS2

4. REFERENCE GE DWG #233R957 REV.12

5. c:=J = DEVICE NUMBERS ASSIGNED

BY GENERAL ELECTRIC.

OIL DR HYDRAULIC FLUID LINE

ELECTRICAL CONNECTION

ELECTRICAL (DUAL OR MULTIPLE LEAD)
STEAM LINE

225 PSIG MAIN PUMP DISCH.OIL

25 PSIG BEARING HEADER OIL

1600 PSIG HYDRAULIC FLUID TO OPERATING
DEVICES (FAS)

1600-0 PSIG HYDRAULIC FLUID TRIP SYSTEM.(ETS)

0-50 PSIG HYDRAULIC FLUID DRAIN (TSO)

OPERATING SIGNAL FROM ELECTRO-
HYDRAULIC CONTROL CABINET.

FEEDBACK SIGNAL TO ELECTRO-
HYDRAULIC CONTROL CABINET,

FLOW RESTRICTING ORIFICE

REVISIONS

LEGEND

REV ZO~E DESCRIPTION

6 E-5 REVISED TO INCORP. ECO-C306276

INTERFACING CONCURRENCE IsANa.
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COMPONENT GE TAG NUMBER GPUN TAG NUMBER

MANUAL TRIP HANDLE MTH-SJ EHC-KS-OOOIPOSITION SWITCH
OIL RESETTING ORP-52PISTON SWITCH EHe KS 0002

EMERGENCY TRIP ETS-PSJSYSTEM SWITCH EHC-PS-0100A

EMERGENCY TRIP ETS-PS4 EHC-PS-Ol00BSYSTEM SWiTCH
MECHANICAL TRIP VALVE MTV-PS1INDICATING PRESS.SINITCH EHC-PS 1701

SECONDARY SPOOL VALVE ETV-PS2 EHC-P$-1702INDICATlNC PRESS.5W1TCH

ELE~1i~~OI5<}~~~~S.~~~H AI ETSVNJJ1~ AI EHC- '1-0021 A/SWr TCH

ELECT. TRIP SOLENOID VALVE BI ETS1{SEJJ~ 81 EHC-V-0021BISWITCHSO'-HWID PRESS,SWlTCH

MECHA~bCs~~o~RI~J~cL~NOID7 MTS/MTSS EHC-MTS/SWITCH

SOLENOID O~hLm!jSOLENO\O OT~0S~£D6 LO-V-0104/S0l

RESETTING SOLENOID
ORRSSVO_V£05 LO-V-0105/S0L.OIL VALVE SOLENOID

MECHANICAL TRIP
MTV/MTVS EHC-V-0017ISWlTCHVALVE POSITION SWITCH

Ms~I~~~\g~~~2~~~U~~ff~1
MLV/MLV SD11 EHC-V-0018j':JJLjSWlTCHMLV S1

ELECTRICAL TRIP ASS Y ETV
SECONDARY SPOOL VALVE EHC-V-0019

ELEi6~t%i~0~O~~~~STWI\~~VEl ELV{LE~~s104 EJ-IC-V-()()20jSll..jS\YITQJ

["M"fY=P3TI EHC-
V-0069

A

B

E

c

D

GI I~~ ~ :: I 1 w I trl 'FAST-ACTING VALVE I IG

F

H

8 7 6 5 4 3 2



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.6
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


