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0 * 
Duke Power Company J W HAMPTON 
Oconee Nuclear Site Vice President 
P.O. Box 1439 (803)885-3499 Office 
Seneca, SC 29679 (803)885-3564 Fax 

DUKE POWER 

May 3, 1993 

U. S. Nuclear Regulatory Commission 
Attention: Document Control Desk 
Washington, DC 20555 

Subject: Oconee Nuclear Station 
Docket Nos. 50-269,-270,-287 
Low Pressure Service Water System 
Proposed Technical Specification Amendment 

Pursuant to 10 CFR 50, Part 50.90, Attachment 1 provides a proposed amendment to 
the Oconee Nuclear Station (ONS) facility operating licenses and revisions to the 
ONS Technical Specifications. A markup of the current Technical Specifications 
is provided in Attachment 4. This amendment will revise the limiting conditions 
for operation and surveillance requirements related to the Low Pressure Service 
Water (LPSW) System. These changes are provided in response to Unresolved Items 
269, 270, 287/92-24-04 and 92-24-05, as well as LER 50-269/92-12. Specifically, 
proposed changes to Technical Specifications include: 

* The third LPSW pump in the shared Unit 1 and 2 LPSW system is required to 
be operable; 

* The allowable outage time for one LPSW pump or train inoperable is 
extended from 24 hours to 72 hours; 

* The allowable outage time for one Low Pressure Injection train inoperable 
is extended from 24 to 72 hours; 

* The Reactor Building Spray system spray nozzle air flow test interval is 
extended from 5 years to 10 years; 

* Reactor Building Cooling Unit (RBCU) testing requirements are revised to 
show acceptance criteria in terms of response to an Engineered Safeguards 
(ES) signal; 

* A periodic verification of adequate containment heat removal capability is 
added; and 

* Administrative changes are included to delete redundant requirements.  

I have determined the attached proposed amendment as having no significant 
hazards considerations. Attachment 2 provides the No Significant Hazards 
Consideration Evaluation and supporting Technical Justification. Attachment 3 
provides a description of the methodology currently in use for determining 
containment heat removal capability. This methodology has previously been 
presented to the NRC as described in inspection report 50-269,-270,-287/88-28.  
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In addition, please note that a Duke Power Company topical report will be 

submitted in the near future entitled "Oconee Mass and Energy Release and 

Containment Response Methodology." Upon approval, the methodology in this 

topical report will supercede the methodology described in Attachment 3.  

Since the proposed changes will require procedure changes, a delay of thirty days 

will be necessary between NRC approval and the effective date.  

I am forwarding a copy of this application to the South Carolina Department of 

Health and Environmental Control for review and, as appropriate, subsequent 

consultation with the staff.  

Very Truly Yours, 

W. Hamp on 

PJN 

xc: L. A. Wiens, ONRR 

S. D. Ebneter 
Regional Administrator, Region II 

P. E. Harmon 
Senior Resident Inspector 

Heyward Shealy 
DHEC
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J. W. Hampton, being duly sworn, states that he is Vice President of Duke Power 

Company, that he is authorized on the part of said Company to sign and file with 

the Nuclear Regulatory Commission this revision to the Oconee Nuclear Station 

License Nos. DPR-38, DPR-47, and DPR-55; and that all statements and matters set 

forth therein are true and correct to the best of his knowledge.  

J..Hampton//Vicd President 

Subscribed and sworn to before me this 3L day of May, 1993.  

Notary Pubric 

My Commission Expires:


