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Duke Power Company 
A Duke Energy Company 

Power- Oconee Nuclear Site 
A Duk, EnV C-pv P.O. Box 1439 

Seneca, SC 29679 

W R. McCollum, Jr. (864) 885-3107 oFFICE 

Vice President (864) 885-3564 FAx 

October 28, 1997 

U.S. Nuclear Regulatory Commission 
Document Control Desk 
Washington, DC 20555 

Subject: Oconee Nuclear Station 
Docket Nos. 50-269, -270, -287 
Licensee Event Report 287/97-01 
Problem Investigation Process No.: 3-097-1006 

On April 17, 1997, Duke-Energy (Duke) submitted Licensee Event 
Report (LER) 287/97-01, concerning a manufacturing deficiency in 
the Control Rod Drive electrical circuitry that resulted in a 
reactor trip of Oconee Unit 3. This letter is being submitted to 
clarify a commitment made by Oconee in response to the subject 
LER.  

In the LER, Duke proposed a corrective action to revise procedure 
IP/0/A/305/14-1, "RPS Control Rod Drive Breaker Trip And Events 
Recorder Test", to perform a visual inspection for blown fuses 
before initiating any breaker trips. However, during a review of 
the corrective actions for this LER it was determined that the 
procedure that was actually changed is IP/0/B/0330/009, "Power 
Supply Check Of Control Rod Drive (CRD) System Prior To Test 
Tripping CRD Breakers".  

Procedures IP/0/A/0305/014-1 and IP/0/B/0330/009 are required to be 
performed concurrently, in order to test the RPS Control Rod Drive 
Breakers. The LER referenced IP/0/A/0305/014-1, the controlling 
procedure for testing the RPS Control Rod Breakers. However, this 
procedure is performed in the control room only. Therefore, it was 
not appropriate to change this procedure to verify fuses located in 
the cable room.  

Since -P/0/A/0305/014-1 requires IP/0/B/0330/009 to be performed for 
checking each Reactor Protective System (RPS) channel, a step was 
added to IP/0/B/0330/009 to perform a visual inspection for blown 
fuses. Therefore, the corrective action documented in LER 287/97-01, 
dated April 17, 1997, to perform a visual inspection for blown 
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fuses before initiating any breaker trips has been accomplished.  
This assures that the details of this particular corrective 
action are appropriately documented in the docketed 
correspondence. Please address any questions to Judy Smith at 
(864) 885-4309.  

Very truly yours, 

W. R. McCollum, Jr.  
Site Vice President 
Oconee Nuclear Station 

cc: Mr. L. A. Reyes, Regional Administrator 
U. S. Nuclear Regulatory Commission, Region II 

Mr. D. E. LaBarge, Project Manager 
Office of Nuclear Reactor Regulation 

Mr. M. A. Scott 
Senior Resident Inspector 
Oconee Nuclear Site


