CATEGORY 1

REGULA&!RY INFORMATION DISTRIBUTION SYSTEM (RIDS)

ACCESSION NBR:9902190339 DOC.DATE: 99/02/11 NOTARIZED: NO - DOCKET #

FACIL:50-287 Oconee Nuclear Station, Unit 3, Duke Power .Co. ’ 05000287
AUTH.NAME . AUTHOR AFFILIATION
MCCOIL.LUM,W.R. Duke Power Co.

RECIP.NAME RECIPIENT AFFILIATION
’ Recqrds Management Branch (Document Control Desk)

SUBJECT: Informs that util has elected to apply ASME Code Case N-481

to reactor coolant pump 3Bl during Oconee Unit 3 end of C
cycle 17 refueling outage.

A

DISTRIBUTION CODE: A047D COPIES RECEIVED:LTR _L.ENCL CD SIZE: ;Zu '

TITLE: OR Submittal: Inservice/Testing/Relief from ASME Code - GL-89-04 T

NOTES: E

RECIPIENT COPIES RECIPIENT COPIES G

ID CODE/NAME LTTR ENCL ID CODE/NAME LTTR ENCL

PD2-2 LA 1 PD2-2 PD 1 c
LABARGE,D 1 ]

R

INTERNAL: A — 1 ! AEOD/SPD/RAB 1 1
ILE CENTER 1 | NRR/DE/ECGB 1 1 Y
- CT 1 | OGC/HDS2 1 0
RES/DET/EIB 1 RES/DET/EMMEB 1 1
EXTERNAL: LITCO ANDERSON 1 NOAC 1

' NRC PDR 1 {

- C

U

M

E

N

Tv'

NOTE TO ALL "RIDS" RECIPIENTS:

PLEASE HELP US TO REDUCE WASTE. TO HAVE YOUR NAME OR ORGANIZATION REMOVED FROM DISTRIBUTION LISTS
OR REDUCE THE NUMBER OF COPIES RECEIVED BY YOU OR YOUR ORGANIZATION, CONTACT THE DOCUMENT CONTROL
DESK (DCD) ON EXTENSION 415-2083

TOTAL NUMBER OF COPIES REQUIRED: LTTR 14 ENCL QE;




.

- _ B@'ke Duke Energy Corporation
. ' Energysu Oconee Nuclear Station

PO. Box 1439

Seneca, SC 29679
W. R. McCollum, Jr. (864) 885-3107 OFFICE
Vice President (864) 885-3564 Fax

February 11, 1999

U.S. Nuclear Regulatory Commission
Document Control Desk
Washington, DC 20555

Subject: Duke Power Company
Oconee Nuclear Station, Unit 3
Docket No. 50-287
Third Ten-Year Inservice Inspection Interval
Unit 3 EOC 17 Inservice Inspection
Use of NRC Approved Code Case

This is to inform you that Duke Energy Corporation has
elected to apply ASME Code Case N-481 to Reactor Coolant
Pump 3Bl during Oconee Unit 3 End of Cycle 17 Refueling
Outage, in lieu of inservice inspection requirements of
pressure retaining welds of pump casings (Category B-L-1) as
delineated in Table IWB-2500-1 of ASME Boiler and Pressure
Vessel Code, Section XI.

ASME Code Case N-481 has been listed in Regulatory Guide
1.147, “Inservice Inspection Code Case Acceptability ASME
Section XI Division 1” as being approved by the NRC for use
in Inservice Inspections.

This code case was previously used during the Unit 2 End of
Cycle 16 Refueling Outage, as reported in a letter dated
June 1, 1998, and in the Inservice Inspection Report, dated
August 19, 1998, for that outage.

It is our expectation that this code case may be invoked in
} future outages on any of our Oconee Units. In accordance
with the provisions of ASME Code Case N-481, an evaluation
to demonstrate the safety and serviceability of the pump
casing must be performed whenever this code case is used.
The details of such evaluations for future outages will be
included in the applicable Refueling Outage Inservice
Inspection Report, when it is submitted to the NRC.
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A report containing the details of the latest inspection and
evaluation will be included in the Oconee Unit 3, End of
Cycle 17 Refueling Outage, Inservice Inspection Report when
it is submitted to the NRC.

If there are any questions or further information is needed
you may contact R. P. Todd at (864) 885-3418.

Very truly yours,

=z

W. R. McCollum, Ar.
Site Vice President

XC: Mr. D. E. LaBarge, Project Manager
Office of Nuclear Reactor Regulation
U. S. Nuclear Regulatory Commission
Washington, DC 20555

Mr. L. A. Reyes
Regional Administrator, Region II
U. S. Nuclear Regulatory Commission

Mr. M. A. Scott
Senior NRC Resident Inspector
Oconee Nuclear Station

Virgil R. Autry, Director

Division of Radioactive Waste Management
Bureau of Land and Waste Management
Department of Health & Environmental Control
2600 Bull Street

Columbia, SC 29201



