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SDuDuke Power 
Oconee Nuclear Site 
P.O. Box 1439 

A Duk E C Seneca, SC 29679 

(864) 885-3107 OFFCE 
W R. McCollum, Jr. (864) 885-3564 FAx 
Vice President 

February 26, 1998 

U.S. Nuclear Regulatory Commission 

Document Control Desk 
Washington, D.C. 20555 

Subject: Oconee Nuclear Station 

Docket Nos. 50-269, -270, -287 

Licensee Event Report 269/98-02 
Problem Investigation Process No.: 1-098-0357 

Gentlemen: 

Pursuant to 10 CFR 50.73 Sections (a) (1) and (d), attached is 

Licensee Event Report 269/98-02, concerning a non-isolable weld 

leak on the Pressurizer Surge Line Drain Pipe resulting in a unit 

shutdown.  

This report is being submitted in accordance with 10 CFR 50.73 

(a) (2) (ii). This event is considered to be of no significance 

with respect to the health and safety of the public.  

Very truly yours, 

W. R. McColl Jr.  
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cc: Mr. Luis A. Reyes 
Administrator, Region II 

U.S. Nuclear Regulatory Commission 

61 Forsyth Street, S. W., Suite 23T85 

Atlanta, GA 30303 

Mr. D. E. LaBarge 
U.S. Nuclear Regulatory Commission 

Office of Nuclear Reactor Regulation 

Washington, D.C. 20555 

INPO Records Center 

700 Galleria Parkway, NW 

Atlanta, GA 30339-5957 

Mr. M. A. Scott 
NRC Resident Inspector 
Oconee Nuclear Station


