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MEAN WIND SPEEDS
Smith and Singer 200 foot Level 50 foot Level 50 foot Level
Turbulence Class Main Tower Main Tower Satellite
(mph) (mph) (mph)
I 8 5 8
I 14 6 9
111 18 8 11
v 8 4 3

Pasquill Turbulence

60 meter Level

10 meter Level

10 meter Level

Class Primary Tower Primary Tower Shoreline Tower
(mph) (mph) (mph)
A 11.2 6.1 9.2
B 11.8 6.4 9.7
C 13.2 6.7 11.5
D 14.3 6.7 11.8
E 11.7 4.4 7.4
F 10.2 2.5 5.5
G 9.2 1.6 52
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