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UNIT 1 

 

SUMMARY OF FUEL ASSEMBLY NORMALIZED GRID IMPACT FORCES 

 SSE/DBE1 and LOCA OBE 

GRID TYPE force/limit = ratio force/limit = ratio 

15Upgrade 
Mid 22% 44% 

IFM 25% 49% 

 
   

   
 
 
 

                                                           
1 SSE (Safe Shutdown Earthquake) is DBE (Design Basis Earthquake) for D.C. Cook. 
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