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Docket Nos. 50-220

50-410'iagara

Mohawk Pow'er Corporation
ATTN: Mr. Lawrence Burkhardt, III

Executive Vice President
Nuclear Operations

301 Plainfield Road
Syracuse, New York 13212

Gentlemen:

Subject: Special Safety Combined Inspection No. 50-220/89-15 and 50-410/89-13

This letter refers to the special safety inspection conducted by Mr. Joseph Golla
of this office on May 8-12, 1989 of activities related to the implementation of
the Unit 1 second 10-year interval,Inservice Testing Program with respect to
restart of the unit and inspection of Unit 2 Diesel Generator Air Start System
check valve testing. This letter also refers to the discussions of our findings
held by Mr. Golla with Mr. M. Colomb of your staff at the conclusion of the
inspection. 1

Areas examined during this inspection are described in the NRC Region I
Inspection Report which is enclosed with this letter. Within these areas, the
inspection consisted of selective examinations of procedures and representative
records, interviews with personnel, and observations by the inspector.

Within the scope of this inspection, no violations were observed.
I'o

reply to this letter is required. Your cooperation with us in this matter
is appreciated.

Sincerely,

0:ig!f ~ ".'p grJ gy
l;".i< fi. Sirosoider

Jacque Durr, Chief
Engineering Branch
Division of Reactor Safety

Enclosure:
Combined NRC Region I Inspection Report Number 50-220/89-15 and 50-410/89-13
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Niagara Mohawk Power Corporation

cc- w/encl:
'.

V. Mangan, Senior Vice President
D. Palmer, Acting Manager, Quality Assurance
'M. Hansen, Manager, Corporate Quality Assurance
R. G. Smith, Unit 2 Superintendent, Operations
C. Beckham, Manager, Nuclear Quality Assurance Operations
R. B. Abbott, Unit 2 Station Superintendent
J. Perry, Vice President, Quality Assurance
K. Dahlberg, Unit 1 Station Superintendent
R. Randall, Unit 1 Superintendent, Operations
J. Willis, General Station Superintendent
C. Terry, Vice Pr esident Nuclear Engineering and Licensing
J. F. Warden, New York Consumer Protection Branch
Connor 5 Metterhahn
Troy B. Conner, Jr., Esquire
Gary D. 'dilson, Senior'ttorney
John >(. Keib, Esquire
Director, Power Division, Department of Public Service, State of New York
State of New'York, Department of Law
Licensing Proj'ect Manager, NRR

Public Document Room (PDR)
Local Public Document Room (LPDR)
Nuclear Safety Information Center (NSIC)
NRC Resident Inspector
State of New York

bcc w/encl:
Region I Docket Room (with concurrences)
Management Assistant, DRMA (w/o encl)
DRP Sec'tion Chief
PAO (2) Salp Reports and All Inspection Reports
Robert J. Bores, DRSS

B. Clayton,.EDO

RI:DRS
ll /tlm/rw

6/I 89

RI RS

Ea n

RI:DRS
Durr

06/P/89 06/i~ /89

OFFICIAL RECORD COPY CIR NMP 89-15/13 — 0002.0.0
06/06/89




