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ASSISTANT GEXCRAL COUNSEL

Mr. Frank J. Miraglia, Jr., Chief
Licensing Branch No. 3

Division of Licensing

0ffice of Nuclear Reactor Regulation
U. S. Nuclear Regulatory Commission
Washington, D. C. 20555

Re: Docket No. 50-275
License No. DPR-76
Diablo Canyon Unit No. 1

Dear Mr. Miraglia:

With reference to our Tetter to you dated April 8, 1982, which
transmitted additional information for the review of the In-Service and
Testing (ISI-IST) Program Plan, the following piping schematics drawings
are transmitted:
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Mr. Frank J. Miraglia, dJr. -2~ April 28, 1982

These drawings were omitted in the previous transmittal due to a
reproduction error.

Kindly acknowledge receipt of this letter and return to me in
the enclosed addressed envelope.

Very truly yours,

Y (j;;y
Enclosure

cc (w/enc.): Service List
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SYMBOL - INDEX ] | -
SYSTEM SHEET NO. PIPING SCHEMATIC |
DESCRIPTION _BOUNDARY | DESCRIPTION (THIS DWG.) |pwg. no. REFERENCEg cer \o.
ASME CLASSIFICATION FOR FEEDWATER 3, 4 102003 4, 4A E
INSERVICE INSPECTION AND TESTING TURBINE STEAM 5, 6, 7 102004 '3 5 7
| REACTOR COOLANT 8, 9, 10, 11 | 102007 3.7,4,5 |
CLASS 1 | CHEM & VOLUME CONTROL | 12, 13, 14, 102008 3. 4. 4B,
- 15. 16 58, 8
TR CLASS 2 ¥ SAFETY INJECTION 17, 18, 19 102009 3, 4, 5 D
- o CLASS 3 | RESIDUAL HEAT REMOVAL | 20, 21 102010 3, 4
GHOSTED NUCLEAR STM. SuUP. 22 102011 2
INES NON-SAFETY RELATED SYSTEMS | SAMPLING
f CONTAINMENT SPRAY 23 102012 3
GHOSTED STRUMENTATION : |
LINES INSTRUMENTATI SPENT FUEL PIT COOLING| 24 102013 2
LINE INTERFACE TO OTHER SHEET (THIS DWG.) § COMPONENT COOL. WTR. 25, 26, 27, 102014 5, 5A, 6. | C
"‘—”‘SHEET VERTICAL CO-ORDINATE (IN ALPHABET) | 28, 29 30 6A, 7. 8.
SHEET HORIZONTAL CO-ORDINATE (IN NUMBER) 31, 32 9. 10
1 N | o I MAKE-UP WATER 33, 34 102016 7.8
GENERAL NOTES
= | SALTWATER (CIRC. WTR.)| 35 102017 3
1. THESE DRANIN ARE INTENDED FOR USE IN IMPLEMENTING : | |
ASME SECTION. XI INSERVICE INSPECTION AND TESTING | FIRE PROTECTION 36 102018 3
REQUIREMENTS ONLY. THEY HAVE NO RELEVANCE TO THE , | g
DESIGN AND CONSTRUCTION OF THE COMPONENTS. DIESEL ENGINE-GEN. 37 102021 8 5
2. SYSTEM IN GHOSTED LINE ARE SHOWN FOR INFORMATION
ONLY FOR SPECIFIC DETAILS IN THOSE SYSTEM SEE
CORRESPONDING REFERENCE SCHEMATIC DWG. & SHEET NO.
ON THE RIGHT SIDE OF THIS DWG.
3. NDE EXEMPTION COLOR CODING IS ADDED AFTER DRAWING
APPROVAL. THE LEGEND FOR COLOR CODING IS :
CONTAINED ON SHEET 38.
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