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U. S. NUCLEAR REGULATORY COMMISSION
- - REGION V
Report Nos. 50-275/93-20 and 50-323/93-20
License Nos. DPR-80 DPR-82
Licensee: Pacific Gas and Electric Company (PG&E)
) 77 Beale Street
San Francisco, California 94106
Facility Name: Diablo Canyon Nuclear Power Plant (QCPP), Units 1 and 2
Inspection at: Diablo Canyon Site, San Fuis Obispo County, Ca]ifornja

Inspection.Conducted: = July 19 through 23, 1993

Inspector: Qm\—_u}. Q ’C..‘ CQLLQJ/-V\ 8’2 (b /T ?
. ate Signe

Arthur D. McQueep, Emergency Preparedness Analyst

Approved by: k/ -7% g /é/fj
Robert J. Pat¢, Chief, Safeguards, Emergency Date Sagned
Preparedness, and Non-Power Reactor Branch

Summary:

Areas Inspected:* This routine inspection by a region-based inspector examined
the following portions of the licensee’s emergency preparedness program:

Items identified during previous emergency preparedness exercises, Operational
Status of the Emergency Preparedness Program, Onsite Follow-up of Events at.
Operating Power Reactors, and Inspector Identified Items. During this

" inspection, portions of Inspection Procedures 82701 and 93702 were used.

Results: In the areas inspected, the licensee’s emergency preparedness

program appeared adequate to accomplish its objectives and the licensee was
found to be in compliance with NRC requirements.
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