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Pacific Gas and Electric Company

November 14, 1994

PGRE Letter DCL-94-254

77 Beale Street, Room1451-B14A
San Francisco, CA 94105

blailingkfdies

Mail Code B14A

P.O. Box 770000
San Francisco, CA 94177
415/973-4684
Fax 415/973-2313

Gregory M. Rueger
Senior Vice President and
General Manager
Nuclear Power Generation

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Docket No. 50-275, OL-DPR-80
Docket No. 50-323, OL-DPR-82
Diablo Canyon Units 1 and 2
License Amendment Re uest 94-11
Revision of Technical S ecification 3/4.3.2-
Slave Rela Test Fre uenc Relaxation

Gentlemen:

Enclosed is an application for amendment to Facility Operating License
Nos. DPR-80 and DPR-82. The enclosed license amendment request (LAR)
proposes a change to Technical Specification (TS) 3/4.3.2, "Engineered Safety
Features Actuation System Instrumentation," to relax the slave relay test
frequency from quarterly to a refueling frequency.

Diablo Canyon Power Plant (DCPP) is the lead plant for relaxation of the slave
relay test frequency for the Westinghouse Owners Group. The relaxation of the
slave relay test frequency is based on information contained in Westinghouse
Electric Corporation (Westinghouse) reports WCAP-1 3878 (proprietary),
"ReliabilityAssessment of Potter & Brumfield MDR Series Relays," June 1994,
WCAP-13900 (nonproprietary), "Extension of Slave Relay Surveillance Test
Intervals," April 1994, and WCAP-14117 (nonproprietary), "Reliability
Assessment of Potter 8 Brumfield MDR Series Relays," June 1994.

WCAP-13878 contains information proprietary to Westinghouse. Accordingly,
Attachment D to the enclosure includes a Westinghouse Application for
Withholding Proprietary Information from Public Disclosure, a Proprietary
Information Notice, a Copyright Notice, and an accompanying Affidavit
CAW-94-739 signed by Westinghouse, the owner of the information. The
affidavit sets forth the basis on which the information may be withheld from
public disclosure by the Commission, and it addresses with specificity the
considerations listed in paragraph (b)(4) of 10 CFR 2.790 of the Commission's
regulations. PG8 E requests that the Westinghouse proprietary information be
withheld from public disclosure in accordance with 10 CFR 2.790.
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PG&E Letter DCL-94-254 -2- November 14, 1994

Correspondence regarding the proprietary aspects of the Westinghouse reports listed
above, the Copyright Notice, or the supporting affidavit should reference Westinghouse
Letter CAW-94-739 and be addressed to N. J. Liparulo, Manager, Nuclear Safety
Regulatory and Licensing Activities, Westinghouse Electric Corporation, P.O. Box 355,
Pittsburgh, Pennsylvania, 15230-0355.

Although the changes proposed in this LAR are not required to address an immediate
safety concern, PG&E plans to implement the requested changes as soon as possible
for DCPP Units 1 and 2 to reduce the risk of reactor trips by reducing the number of
surveillance tests performed at power. Additionally, the reduction in surveillance
testing requirements will save PG&E more than $ 100,000 over the life of the plant.
Therefore, this LAR should be considered a cost beneficial licensing action. PG&E
requests that review and approval of this LAR be given a medium priority. PG&E
requests that the revised TS be made effective 30 days after issuance of a license
amendment by the NRC.

Sincerely,

Gregory M. Rueger

Enclosure

cc: Edgar Bailey, DHS
L. J. Callan
Mary H. Miller
Kenneth E. Perkins
Sheri R. Peterson (w/enc.) (3)
Diablo Distribution
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