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Pacific Gas and Electric Company Diablo Canyon Power Plant Warren H. Fujimoto
P.0.Box 56 Vice President-Diablo Canyon
Avila Beach, CA 93424 Operations and Plant Manager
805/545-6000
March 13, 1996 ,

PG&E Letter DCL-96-055

U.S. Nuclear Regulatory Commission )
ATTN: Document Control Desk .
Washington, D.C. 20555

Docket No. 50-275, OL-DPR-80

Diablo Canyon Unit 1

Licensee Event Report 1-95-012-01

Technical Specification 3.9.4 Requirement for Containment Closure During
Refueling Not Met as a Result of Inadequate Evaluation

Dear Commissioners and Staff:

PG&E is submitting the enclosed revision to Licensee Event Report (LER)

1-95-012 regarding Technical Specification 3.9.4 requirement for containment
closure during refueling not met as a result of inadequate evaluation of the main

steam isolation valves as a containment boundary device. This revision is
submitted to correct the abstract LER number from 1-95-009 to 1-95-012.

This event did not adversely affect the health and safety of the public.
Sincerely,
Warren H. Fujimoto
cc.  Steven D. Bloom
L. J. Callan
Kenneth E. Perkins
Michael D. Tschiltz
Diablo Distribution
INPO
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